
]ETCHBORHOODS DEPARTMENT

This Federally Enforceable State Operation Permit (FESOP) is for the opersiion of a bulk fuel storage terminal.
This facility is locatcd in Duval County ot 3721 Talleyraad Avenue, Jacksonville, FL 32206-1720. The Universal
Tmnsvers€ Mercalor ooordinates of the facility 8re Zona 17, 439.12 kn Fl.sl and 3359.02 km North. The latitude
and longitud€ coordinatss are 30o21'4l" Nonh a.nd 8l'37'31" west.

This permit is issued under the provisions of ChapGr 403, Florida Staturq (F.S.) and Cbaplels 624,62-204,62-
2)0, 62-296, nd 62-291, Flo.ida Adminif8tiv. Code (F.A.C.), and applicable Rules of the Jacksonville
Environmental Protactiod Board (JEPB), The pennittae is Euthorized to perform the work and operate the facility as
described in the permit application, approved drawings, plans, and other documents, 4ttached her€to oa on file with
rhe City ofJacksonvillc, Neighborhoods Dcpstrnefi, Environmental Qudity Division (Pennitting Authority) ard
in accordance with the t€rms and conditions of this permit.
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Permittee: OEegr Partners J&cksorvile, LLC Pe rmit Numbcr: oit 1055flnSAF

Section I. Facility Information

Subsectiotr A. Frcility/Pmjcct D*cription

This permit is for the operation of a bulk fuel storage terminal. Fuel products are unloaded from barges and./or rail
car tankers. Various fuels include gasoline. gasoline blends, aviation fu€ls, distillate fuel oils and ethanol.

The purpose of this project is to reduce the compliance testing rcquireftents during periods when only ethanol is
stored and traosfened at this facility and require additional monitoring that will provide the Permising Authority
assurance that actual emissions at this facility arc less than the applicable Title V major sowce thresholds during all
opetallons.

The facility is a synthetic non-Title V source of air pollution because the operalional limit assumed by the owner
will limit the pot€ntial emissions of regulaled air pollutants to less than 100 tons per year and the potential
emissions of Hazardous Air Poliutants (HAP) to less than l0 tons per year for a sinSle HAP and less than 25 tons
per year for total HAPS pursuant to Rule 62-210.200, F.A.C., and Rule 2.301, JEPB.

SubsectioD B. SumErry of Emissior UDit (EU) ID Nos. ud Brief Dcacriptiols

EU No. f,U De.criptiol Cortrol Devlce

lnt€mal Floating Roo(s)
Enclosed Loadout Flare

001 Three (l) fuel storage vess€ls (Nos. 55-1, 67-l and 67-2)
001 Two Bay, Four Arm, Tank Tnick Loading Rack

Subsection C. Relevoit documeot!
Permit Number 03 10556-004-A0
Air operation permit modificetion application received January 14, 2013

Section II. Facilitv Wide Conditions

SubsectioD A. General Conditio[s

l- The terms, conditiols, requirements, limitltions and rcstrictions get forth in this perrnit, are "permit conditions"
and are binding and enforceable pursuant to Sections 403.141, 403.727, or 403.859 throuSh 403.861, F.S. The
permittee is placed on notice that the Permiting Authority will review this permit periodically and may initiate
enforcement action for any violation ofthese conditions.

2. This permit is valid only for the specific processes and oporations applied for and indicsted in the approved
drawings or exhibits. Any unauthorized deviation from the approv€d drawings, exhibits, specifications, or
conditions of this permh may cofftitute grounds for revocation and enforcement action by the Pemitling
Authority.

3. As provided in subsections 403.987(6) and,403.722(5), F.S, the issuance of this permit does not convey any
vested rights or any exclusive privileges. Neither does it authorize any injury to public or private proper, or
any invasion of personal rights, nor any infiingement of federal, state, or local laws or regulations. This permit
is not a waiver ofor apprcval of any other Permitting Authority permi! that may be required for other &sp€cts of
ihe total project which are not addressed in this permit.
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Permittee: Odrega PartneB Jacksonville' LLC Permit Number: 0310556-{X}5-AF

4 .

) ,

6 .

1 .

Tlis permit conveys no title to land or water, does not constitute State recognition or acknowledgment of title,
and not constitute authority for the use of submerged lands unless hercin provided and the nec€ssary title or
leasehold interests have been obtained fro.n the State. Only the Trustees of the Intemal Improvement Trust
Fund may express State opinion as to title-

This pemit does not relieve the p€rmitiee from liability for harm or injury to human health or welfare, animal.
or plant life, or prop€rty caused by the construction or op€ration of this permitled source, or fiom penalties
therefore: nor does it allow the permitbe to caus€ pollution in confavention of Florida Statutes and tules,
unless specifically suthorized by an order from the Permifting Authority.

The permittee shall properly operate and rnaintain the faoility and systems oftreatment and contlol(and related
appunenances) that are installed and us€d by the p€nnittee to schieve compliance with the conditions of this
permit, as required by Permining Authority rules. This provision includes rhe opcralion of ba.kup or auxiliary
facilities or similar systems when necessary to achieve complianc€ with the conditions ofthe permit and when
required by Permitting Authority rules.

The pefmiftee, by accepting this permit, specifically agrees to allow authofized Permining Authority personnel,
uoon Dresentation ofcredentials or other documents as may be requircd by law and at reasonable times. access
ro the premises where the permitted activity is located or conducted to:
a- Have access to and copy any records that must be kept under conditions ofthe permit;
b. Inspect the facility, equipment, Factices, or operations rcgulated o. required unde. this permiti and
c, Sample or monitor any substances or panmeters at any location reasonably necessaiy to assure compliance

with this permit o. Permitting Authority rules.
Reasonable time may depend on $e nature ofthe concem being investigated.

li for any reason, the permittee does not comply with o. will be unable !o comply with any condition or
limitarion specified in this pe.mit, the perrnittee shsll irnmediately provide the Permitting Authority with rhe
following information:
a. A descriotion ofand cause of noncomDlianc€; and
b. The period of noncompliance, including dates and timesi or, if not con€cted, the anticipated tim€ the

noncompliance is expected to continue, and sieps being taken io reduce, eliminat€, and prevent Fecunence
of the noncomplience. The permittee shall be responsible for any and all damages which may .esult and
may be subject to enforcement action by the Permifting Authority for penalties or for revocation of this
permit.

9. In accepting this permit, the permitte€ understa.nds and agrees that all rccords, notes, monitoring data and other
information relating to the conflruction or opeftfion of this permitted souce which are submitted to the
permitting Authoaity may be used by the Permitting Authority as evidence in any €nforcement cas€ involving
the permitted source arising under the Florida Statutes or Pemitting Authodty rules, except where such use is
prescribed by Sections 403.1I I and 403.73, F.S. Such evidence shall only be used to the extent it is consistent
with the Florida Rules ofCivil Procedure and appropriate evidentiary .ules

lO. The p€rmittee agrees to comply with changes in Pennitting Authority rules and Florida Statutes after a
reasonable time for compliance; provided however, the permittee does not waive any oth€r rights granted by
Florida Statutes or Permitting Authority rules.

I l. This permit is Eansferable only upon Permitting Authority approval in accordance with Rules 62-4 120 and 62-
730.300. F.A.c., as applicable. The permittee shall be liable for any non-compliance of the permited activity
until the transfe. is approved by the Permining Authority.

12. This permit or a copy thereof shall be kept at the work site of the permitted activity
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P€rmittee: Omege Prrtn€rs Jaclsonvill€, LLC Pentrit Numb€r: {I} 10556-005-AF

13. This permit also constitutes:
( ) Determination ofBest Available Control Technology (BACT)
(X) Compliance with New Source Performance Standards (NSPS)

ll. Ile perninee shall comply with the following:
a. Upon request, the permitte€ shall fumish all records and plans required under Permitting Authority rules.

During enforcement actions, the retention period for all records will be extended automatically unless
otherwise stipulated by the Permitting Authority.

b. The permittee shall hold at the facility or other location designated by this permit records ofall monitoring
information (including all calibration and maintenance records and all original stip chan recordings for

' 
continuous monitoring instrurnentation) requi.ed by the pennit, copies ofall reports required by this permit,
and records ofall dota used to compl*e the application for this permit. These materials shall b€ retained at
least three years fiom the date ofthe sample, measurement, report, or application unless otherwise specified
by Permitting Autho.ity nrle.

c. Records ofmoniioring information shall include:
i. The date, ex6ct place, snd time ofsrrnpling or measurements;

ii. The percon rcsponsible for perfotming the sanpling orfteasurements;
iii. The dates analyses were performed;
iv. The person responsible for perforrning the amlyses;
v. The analytical techniques or m€thods us€d;
vi. The results ofsuch allalyses.

15. When requested by the Permitting Authority, the permitte€ shall within a reasonable time fumish any
information required by law which is needed to determine compliance with the permit. If the permiftee
becomes awarc the relevant facts werc not submitted or wer€ incorect in the permit application or in any report
to the Permitting Authority, such facE or information shall be corrected promptly

[Rule 62-4.160, F.A.C., and Rule 2.1401, JEPB]

Subsection B, Specilic Corditio[i

L The pemittee shall nodry the Permitting Authority at least fifteen (15) days prior to EU compliance testing.

lRule 62-297.3I0(7Xa)9, F.A.C., and Rule 2.1201, JEPBI

2. The permittee shall file a report with the Permitting Authority on the results ofany compliance test as soon as
practical but no later than forty-five (45) days after completion of testing. The test repon shall provide
sufficient detail on the emissions unit tested and the test ptocedurcs us€d to allow the P€rmitting Authority to
determ ine ifthe iest was properly conducted and the test results properly comput€d

IRule 62-297.310(8), F.A.C., and Rule 2.1201, JEPB]

3. Ihe permittee shall conduct emission testing with the EU operating at permi$ed capacity. Permitted capacity is
defined as 90-100 percent ofthe maximum opemting rate allowed by the aif permil If it is impractical !o test at
permitted capacity, then the EU may be tested at less than capacity; in this case subsequent EU oPention is
limired to I l0 percent of the test load until a new test is conducted. Once the EU is so limited, operation at
higher capacities is allowed for no more than 15 consecutive days solely for the purposes of additional
compliance testing to.egain the permitted capacity in the air permit.

[Rule 62-297.310(2), F.A.C., and Rule 2.1201, JEPB]

4. The permittee shall apply !o the Permitting Authority for a desired modification to an air permit or applicalion,
accompanied by the proper processing fee, and receive the approval of the Permitting Authority prior to
implementatiol of the modifi cation.
lRule 624.080(2), F.A.C., and Rule 2.1401, JEPBI
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Permittee: Omega PartDers Jacksotrville, LLC Pemit Number: 0310556-{ntAI

i. The permiftee shall provide stack sampling facilities with a method ofaccess that is safe and readily accessible.

[Rule 62-297.310(6), F.A.C., and Rule 2.1201, JEPB]

6. The stack sampling facilities shall comply with Occupational Safety and Health Administration (OSHA)
standards (29CFR I 9 I 0, Subparts D and E).
lRule 62-297.310(6), F.A.C., and Rule 2.1201, JEPB]

7. Tle permittee shall submit an "Annual Operating Report for Air Pollutant Emiding Facility" (DEP Form No.
62-210.900(5)) to the Permifting Authority each year. The annual operating report shall be submitted to the
Permitting Authority no later than April I st ofthe following year.
lRule 62-210.370(3), F.A.C., and Rule 2.301, JEPBI

6. The permittEe shall not cause, le! p€rmil suffer, or allow the emission of air pollutants which cause or
conlribute to an objectionable odor.
lRule 62-296.320(2), F.A.C., and Rule 2.1l0l, JEPBI

9. The permitee shall not store, purnp, handle, process, load, unlo.d or use in any process or installation, volatile
organic compounds or organic solvents without applying known and existing vapor emission control devices or
systems deemed necessary and ordered by the P€rmitting Authority.
lRule 62-296.320(l), F.A.C., and Rule 2.1 I0l, JEPBI

10. The facility is subject to the city of Jacksonville ordinance Code, Title )q chapt€r 360 [EnvironmenEl
Regulationl, Chapter 362 [Air and Water Pollution], Chapter 365 lHazardous ReSulat€d Substance Program],
and Chapter 176 lodor Control], dnd JEPB Rule I [Final Rules with Respeat to Organization, Procedure, and
Practic€].

I I . The facility is subject to JEPB Rule 2, Part Nos. I through ltl, and Part Nos. Xl through XlV.

12. Excess emissions resulting from startup, shutdown or melfirnction of any emissions unit shall be permitted
providing:
a. best operational pnctices to minimize ernissions are adhered to and
b. the duration ofexce$ emissions shall be minimized but in no case exoeed two hours in any 24 hour period

unless specifically authoriz€d by the Permitting Autho ty for longer duration.
The permittee shall not allow any exc€ss emissions which are caus.d entirely or in part by poor mainbnance,
poor operation, or any other equipment or process failure which may resronably be preverted. The permiree
shall imrnediately notiry the Pennitting Authority of any e,(cess emissions r€sulting from malfunctions in
accordance with 62-4.130, F.A.C. A full written report on the malfurctions shall be submitted if requested by
the Permitting Authority.
lRulc 62-210.700, F.A.C., and Rule 2.301, JEPBI

13. fhe permitEe shall subrnit all documents related to applicalions for permits to construct ot opemte an
emissions unit and all docurnents related to compliance activities such as rcports, tests, and notifications to:

Neighborhoods Departrnent
Environmentdl Quality Division

2 I 4 North Hogan Stt€et, 5' Floor
Jacksonville, FL 32202

Telephone: (904) 255-? I 00
Fax: (904) 588{518
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Permittee: Omega Parhers Jacksonville, LLC Permit Numben 0310556{n$AF

14. Any reports, dat!, notification, certificadons, and requests requited to be sent to the United States
Environmental hotection Agency, should be sent to:

United States Environmental Protection Agency, Region 4
Air, Posticides & Toxics Manag€ment Division

Atlanta Federal Cerfer
6l Fon]'th Str€€t

Atlaita" CA 30303
Telephone: (404) 562-9155

Fax: (404) 562-9163

15. The p€rmittee sh.ll submitan "Application for Non-Title V Air Pemit R€newal" (DEP Forn 62-210.900(4)) to
the Pernitting Authority no later th8n sixty (60) deys prior to the expiration ofthis operation permit.
[Rule 624.090, F.A.C., and Rule 2.1401, JEPB]

Section III. Emission Units and Conditions

Epirgions Udit 001 - Fuel Stor|pe Ve*e€L 55'1.57-1. rrd 57-2

Emission unit Description - Vessel No. 55-l has a cspocity of55,000 barels (2,310,000 gallons) and
Vessef Nos. 67-l and, 67-2 each have a capacity of 67,100 banels
(2,E1E,200 gallons)

lntemal Floating Roofwith mechanical shoe soal on ealh vesselConaol Device Description -

Erserd.l Potentl.l to Emlt (PTf,) Prr.nct t!

I. This emission unit (each vessel) is pofmitbd to operate continuously, i,e., 8,760 hours per year.

IRule 62-210.200(PTE), F.A.C., and Rule 2.301, JEPB]

EmilrioD LimltrtioDs srd Statdardr

2. 40CFR60, Subpart Kb, Standards of Performance fot Voltrile Organic Liquid (VOL) Storaae Vessels
(lncludinc Petroleum Liouid Storale Vessels) for Which Consttuction. Reconstruction. or Modification
Commenced after Julv 23. 1984. and applicable portions of 40CFR60, Subpart A, General Provisions shall
apply to this emission unit,
[40CFR60.1 l0b(a), 40CFR60.1, Rule 52.204.80(8Xb) 17, F.A.C., and Rule 2.201, JEPB]

i. The maximum throughput rate shall not €xce€d 300 nillion gallons per yesr for all fuels. Storage Vessel 67-2
shall not store gasoline products.
[Applicant's request, Rule 62-210.200, F.A.c., and Rule 2.301, JEPB]

4. The permiaee shall equip each storage vessel with a fixed roof in combination with an intemal floating roof
meeting the following sp€cificalions:
a. The intemal floating roof shall rest or float on the liquid surface Out not necesssrily in complete contact

with it) idside a storage vesselthat has a fixed rcof. The intemal floating roof shall be floating on the liquid
surface at all times, except during initial fill and during those inleNals when the storage vessel is
completely emptied or subsequently emptied and refilled. Wben the roof is resting on the leg supports, the
process of fillin& emptyin& or refilling shall be continuous and shall be accomplished as rapidly as
Dossible.
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Pcrmiree: Onrega Partne.s Jeckolville, LLC Permit Number: 031055G005-AF

b. Each intemal floating roof shall be equipped with a mechanical shoe seal betwem the wall of the storage
vessel and the edge ofthe internal floating roof.

c- Each op€ning in a noncontact internal floating roof except for automatic bleeder vents (vacuum breaker
vents) and the rirn space vents is to provide a projection below the liquid surface.

d. Each opening in the in&mal floating roof except for leg sleovas, automatic bleeder vents, rim spac€ vents.
column wells, ladder wells. sample wells, and stub drains is to be equipped with a cover or lid which is ro
be naintained in a closed position at all times (i.e., no visible gap) except when the device is in actMl use.
The cover or lid shall be equipped with a gasket. Covers on each access hatch and automatic gauge float
$ell shall be boked except $hen the) are in u:€.

e. Automatic bleeder vens shall be equipped with a gasket and are to be clos€d at all times when the roof is
floating except when the roof is being floated off or is beinS landed on lhe roof leg supports.

f'- Rim space vents shall be equipped with a gasket and are to be set to open only when the intemal floating
roof is not floating or at the manufacture/s recommended s€tting.

g. Each penetation of the intemal floating roof for the purpose of sampling shall be a sampl€ well. The
sample well shall have a slit fabric cover that covers .t lcast 90 p.rcent ofthe opening.

h. Each penet.ation ofthe intemal floating roof that allows for psssage ofd column supporting the fixed roof
shall have a flexible fabric sleeve s€al or a gasketed sliding cover.

i. Each penetration of the intemal floating roof that allows for passage of a ladder shell have a gasketed
sliding cover.

[40CFR60.1 l2b(a)( |  ).  Rule 62.204.800(8)(b) 17, F.A.C., and Rule 2.201, JEPB]

Te.t Methods rod Procedures

5. After installation ofthe control equipment (intemal floating roof)
a. The permiuee shall visually inspect the intemal floating roof, the primary seal, and the secondary seal (if

one is in service), prior to filling the storage tank with VOL. tfthere are holes, teaIs, or other openings in
the primary seal, the secondary seal. or the seal fabric ot defects in the intemal floating roof. or both. the
owner or operator shall reprair the items before filling the storage vessel.
laocFR60.l l3b(ax I ), Rule 62.?04,800( 8)(b) I 7, F.A.C., and Rule 2.201, JEPBI

b. The permittee shall visually insp€ct the intomal floatinS roof and the primary seal through manholes and
roofhatches on the fixed roof at least once every 12 months after initial fill. Ifthe intemal floating roof is
not resting on the suface of the VOL inside the storag€ vessel, or there is liquid accumulat€d on the roof.
or the seal is der ched, or there are holes or lears in the seal fabric, the permittee shall fepair the it€ms or
empry and remove the storage vessel fiom seNice within 45 days. If a fdilure that is detected during
insp€ctions required in this parsgraph cannot be repsired within 45 days and iftie vessel cannot be empti€d
within 45 days, a 30-day extension may be requ€sted from the Permitting Authority in the inspection report
required in 40CFR60.I l5b(ax3). Such a request for an extension must document that altemate storage
capacity is unavailable and specify a schedule of actions the p€rmittee will take that will assure that the
control equiprnenl will be repaired or the vess€l will be emptied as soon as possible.

la0CFR50.l l3b(a)(2), Rule 62.204.800(8Xb) 17, F.A.C., and Rule 2.201, JEPBI
c. The perminee shall visually inspect the intemal floating roof, the primary seal, the secondary seal (ifone is

in service), gaskets, sloned membranes and sleeve seals (ifany) each time the $orage vessel is emptied and
degassed- Ifthe intemal floating roof has defects, the primary seal has holes, tean, or other openings in the
seal or the seal fabric, or the secondary seal has holes, tears, or other openings in the seal or the seal fabric,
or the gaskets no longer close off the liquid surfaces from the atmosphere, or the slotted membrane has
more than [ 0 percent open are4 the owner or operator shall repair the items as necessary so thal none of the
conditions specified in this paragraph exist before refilling the storage vessel wilh VOL. ln no event shall
inspections conducted in accordance with this prov ision occur at intervals grcater than I 0 yeaa in lhe csse
ofvessels conduoting the annual visual inspection as specified by 40CFR60.l I lb(ax2).

[40CFR60.1 l3b(ax4), Rule 52.204.800(8{b) I7, F.A.C., ard Rule 2.201, JEPB]
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PerEitree: Omega PartDers Jackonville, LLC Permit Nudber: 031055600+AF

ModtoriDg of Operations

Th€ permittee shall keep readily accessible records showing the dihensions of erch stonge vessel and an
analysis showing the capacity of each storage versel- The records required by 40CFR60.I l6b(b) will be kepr
ior the life of$e of the storage lessel.
[40CFR60.1 16b(a) and (b), Rule 62-204.800(EXb)] 7, F.A.C., and Rule 2.201, JEPBI

The permittee shall maintain a record of the VOL stored, the period of storage. and the maximum true vapor
pressure ofthat VOL during the respective storage period for each storage vessel.
I40CFR60.l l6b(c), Rule 62-204.800(8[b) I 7, F.A.C., and Rule 2.201, JEPB]

The pennittee shall notiry the Permitting Authority within 30 days, when storing a liquid with a mtximum rrue
vapor pressure thal is normally less than 5.2 kilopascals (kPa), ifthe maximum tlue vapor pressure ofthe liquid
exceeds 5.2 kPa.
[40cFR60.1 l6b(d), Rule 62-204.Eoo(EXb)17, F.A.C., snd Rule 2.201, JEPB]

The permittee shall determine the maximum true vapor pressure of the VOL being stored in each vessel in
accordance with the methods and procedures specified by 40CFR50.l l6b(e),
I40CFR60.I l6b(e), Rule 62-204.800(8)(b) 17, F.A.C., and Rule 2.201, JEPBI

7 .

8.

9 .

Notlficctlon, Recordkeepltrg,.!d ReportiDg

I 0. Notiry the Department in writing at least 3 0 days prior to the fi I ling or refi lling of each storage v.ssel for wh ich
an inspection is required by para8raph (5)(i) and (5)(iii) above of this s€ction to afford the Department the
opportunity to have an obs€rver present. Ifthe insp€ction required by paragraph (5)(iii) above ofthis s€ction is
not planned and the owner or operatot could not have known about the inspection 30 days in advance of
refilling the vessel, the owner or opentor shall notiry the Depanment at least 7 days prior to the refilling ofthe
storage vessel. Notificarion shall be made by telephone immediately followed by writien documentation
demonstrating why the inspection wt$ unplanned. Altcmatively, this notification including the written
documentation may be made in writing and sent by expr€ss mail so that it is received by the Depanrnent at l€ast
7 days p.ior !o the refilling,
lao CFR 60.1 I3b(axs), Rule 62.204.800(8)(b) 17, F.A.C., and Rule 2.201, JEPBI

I I . The perm ittee shall maintain records of the occurrence and duration of any startup, shutdown, or malfunction in
the operation ofthis EU and aly malfunction ofthe air pollution confiol eqlipment.

[40CFR60.7(b), Rule 62-204.800(t), F.A.C., and Rule 2.201, JEPB]

I 2. The permittee shal I keep a record of each inspection perfonned as required by 40C FR60. I I 3b(ax | ), (aX2), and
(aX4). Each rcco.d shall identi$ the stodge vessel on which the inspection was performed and shall contain
rhe date the vessel was inspected and the observed condition of each component of the contrcl equipmenl
(seals, internal floating roof, atd fittings)
t40CFR60.l l5b(ax2), Rule 62-204.800(txb) 17, F.A.C., and Rule 2 201' JEPBI

13. The permittee shall fumish a report to the Permitting Authority within 30 days of the inspection if any of the

conditions described in 40CFR60.I 13b(a{2) are detected during the annual visual inspection required by

40cFR60.l l3b(ax2). Each repon shall identiry the storage vessel, the nature of the defects, and the date the

storage vessel was emptied or the nature of and date the repair was made'

I40CFR60.l l5b(ax3), Rule 62-204 E00(8Xb)17, F.A.c., and Rule 2.201' JEPBI
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PerBittee: OBegr Prrtnels Jrcksonviller LLC Permit Number: 0310556-{X}$AF

14. The permittee shall maiatain a file, including performance testing measurements and all other information
requircd by 40CFR60, recorded in a permanent form suitable for irNpection. The file shall be retained for at
least two years following the date ofsuch measuremenE, maintenance, rcports, and records.
[40CFR60.10, Rule 62-204.E00(8), F.A.C., and Rule 2.201, JEPB]

Emierio! Ulit 002 - Trrk Truck Lordirr Rrck Op€rstior

Emission Unit Description - Two Bay, Four Arrn, Tenk Truck Loading Rack loading gasoline, gasoline
blends and other fuel oroducts into tanker tsucks

Control Device Description- MRW Technologies, Inc. Enclos€d Loadoul Flarc

&rentid Potcrtirl to Edit (PTE) Perrmeters

L This emission unit is permittod to operate continuously, i.e.,8,760 hours per year.
lRule 62-210.200(PTE), F.A.C., and Rule 2.301, JEPB]

EmfusioE Limitrtio|ts rnd Sa.Dd.rd!

2. The rnaximum throughput .6te shall not exce€d 144,000 gallons per hour and 300 million gallons per year for
all fi.rels.
lApplicant's request, Rule 62-210.200(PTE), F.A.C., and Rule 2.301, JEPB]

3. Totsl Orgaric Compounds (TOC) emissions shall not exceed 43.t1 tons per year at a maximhm cmission rate
of35 nilligrsms ofTOC per liter ofgssoline or elhanol loaded.
lApplicant's rcquest, 40CFR60.502(b), Rule 62-204.E00(8Xb)55, F.A.C., and Rulc 2.201, JEPBI

4. 40 CFR 50, Subpart XX, Standards of Pcrformance for Bulk Casolin. Tgrminals. and applicable portions of
40CFR60, Subpart A, g9!@L&eyigig!9.-shall apply to this €mission unit..
[40CFR60.500, 40CFR50.1, Rule 62-204.E00(EXb)55, F.A.C., and Rule 2.201, JEPB]

5. This emission unit shsll be equipped with a vapor collection system designed to collect the TOC vapors
displaced from tank trucksduting poduct loading.
[40CFR60.502(a), Rule 62-204.t00(8xb)55, F.A.C., and Rule 2.201, JEPB]

6. The vator coll€ction iystem shall be designed to prevent any TOC vapors collected at one loading rack from
passing to ,nother loading rack.
[40CFR60.502(d), Rule 62-204.800(8Xb)55, F.A.C., and Rule 2.201, JEPB]

7. The loading of liquid product into gasoline ta* trucks shall be limited to vepor-tight gasoline tank trucks.
[40cFR60.502(e), Rule 62-204.800(8Xb)55, F.A.C., and Rule 2"201, JEPB]

8. The permittee shall €nsure that loadings of g,asoline tank trucks at this facility are made only into tsnks
equipped with vapor collection equipment that is compatible with the terminol's vapor collection system.
[40CFR60.502(0, Rule 62-2M.t00(txb)55, F.A.C., and Rule 2.201, JEPB]
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9. The vapor collection and liquid loading equipment shall be designed and operated to prevent gauge pressure in
the tank truck from exceeding 4,500 pascals (450 mm ofwater) during produ9t loading. This level is not to be
exceeded when measured by the procedures specified in 40CFR60.503(d). No pressue-vacuum vent in the bulk
gasoline terminal's vapor collection system shall begin to open at a system pressure less than 4,500 pascals (450
mm ofwater). This level is not to be exceeded when measured by the procedures specified in 40CFR60.503(d).
[40CFR60.502(h) and (i), Rule 62-204.800(8)(b)55, F.A.C., and Rule 2.201, JEPB]

10. Testing for demonstation of compliance, for TOC liquid or vapor leaks, shall be performed each calendsr
month on the vapor collection system, the vapor processiog system, and esch loading rack handling gasoline
during the loading of gasoline tank trucks for total organic compounds liquid or vapor leaks. For purposes of
rhis paragraph, detection methods incorporating sight, sound, or smell 6re acceptable. Each detection ofa leak
shall be recorded ald the source ofthe leak repaired within l5 colendar dsys after it is detected.
[40CFR60.502(|), Rule 62-204.800(8Xb)55, F.A.C., and Rule 2 201, JEPB]

T€lt Method! .nd Proc.durcr

ll. Testing for demonsrstion of compliance, for TOC emission, shall b€ perfonned in accordance with
Environmental Protcction Agency (EPA) R€fer€nce Method 28, and 254 or 258 (as described in 40CFR50,
Appendix A). Compliance t.sting shall b€ performcd while loading g8solin., within 30 ddys after gasoline
storage tregins and annually thereafter. lfno gasoline is processed, cornpli.nce testing shall be performed while
loading ethanol, prior to opemtion permit renewal and the operation p€rmit renewal application due date shall
serve as the testing due date. Testing may be performed up to 60 (sixty) days prior to the test due date.
lApplicant's requesq4ocFR60.503(c), Rules 62-204.800(txb)55, 62-296.510(4Xa), 62-297.3 l0(7Xa)4, and 62-
297.440(2Xb)1, F.A.C., and Rules 2.201, 2.1 l0l.  and 2. |  201, JEPBI

I 2. Spec ific testing requirem ents for vapor co llection systems snd tank trucks shall be rs follows i

Sr9!!@dsaBslid

A. Vapor collection 8nd liquid
equipment gauge paessure
during ptoduct loading

B. Potential sources ofvapor

Appllcrble Rule

40cFR60.502(h)

40cFR60,503(b)

Teit Method

40cFR50.503(d)

EPA RM 2I

EPA RM 27

Sight, sound, or srnell
detection method

leakage in vapor collection system
C. Casoline tank truck tightness' 40CFR60.502(e) and

40cFR60.50s
*To be performed by tank lruck owner/operator

D. Vapor collection system, vapor
processing system. and loading
rack(s) shall be inspected for
TOC liquid or vapor leals

4ocFR6o.502(')

Item B testing shall be conducted immediately prior to testing ltem A. ltem B and A testing shall be conducted
immediately prior to testing requir€d in Speaific Condition No. I I above. Item D testing shall be conducled
monthly.
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Modtorirg of Op€Btiotrs

13. The pennitee shall act to assure that the facility's and the tank truck's vapor coll€ction systems arc connected
during each loading of a gasoline tank truck at this facility. Examples of actions to accomplish this include
training driven in the hookup p.ocedures and posting visible reminder signs al the affected loading racks.
Gasoline, gasoline blends, and ethanol shall not be loaded into tlnk tsucks unless the vapors are vented to the
vapor collection system. Distillate products may be loaded into tank trucks, which did not on the previous load
carry gasoline, gasoline blends, and/or ethanol, without b€ing vented to the vapor coll€ction system.
[40CFR60.502(g), Rule 62-204.800(8Xb)55, F.A.C., and Rule 2.201, JEPB]

Notific.tion, Recordkeepin& snd ReportiDg

14. All records, cross-checks, and notifications conceming vapor tight gasolin€ tank trucks shall be conducted in
accordance with the procsdures outlined in 40 CFR 60.502(e).
[40 CFR 60.502(e), Rule 62-204.800(8)(b)55, F.A.C., aad Rule 2.201, JEPB]

15. The permittee shall maintain records of the pilot flame status and wast€ block valv€ position status associ&ted
with the enclos€d flar€ loadout system which controls the tank truck loading tack opcmlion. E6ch monitor shall
record at two (2) minute intervals. Data from the last five (5) yerrs of operation sh.ll be maintsined at the
facility and made available to the Permitting Authority upon r€qu.d,
lApplicant request, Rule 62-4.070(3), F.A.C., and Rule 2.1401, JEPB]

16. Reporting and recordkeeping shall be as follows:

A. Tank tsuck vapor tightness t€sts shall b€ kept
on file at the terminal in p€rmanent form

B. Each tank truck file shall be updated snnually
C. Monthly leak chccks shall be kept on file at

the terminal
D- Notifications !o owner/operator of each non-vapor

tight rruck shall be kepr on file at the term inal

40CFR50.505(a)

40cFR60.50s(b)
40CFR60.505(c)

40cFR50.505(d)

As an altemative to keeping records at the terminal ofeacb gasoline cargo tank test result as required in Items
(A), (C), and (D) above, an own€r or operator may comply with thc requircments and notifications in either
40CFR60.505(eXl ) or (2).
[40CFR60.505, Rule 62-204.800(8Xb)55, F.A.C., and Rule 2.201, JEPB]

I 7. The perm ittee shall keep records of all replacements or additions of componcnts to the vapor proc€ssing system
for al least 3 years.

[40CFR60.505(0, Rule 62-204.800(8Xb)55, F.A.C., and Rule 2.201, JEPB]

lE. The permittee shall maintain records ofthe occulrence and dualion ofany stattup, shutdown, or malfunclion in
the operation ofthis emission unit and any malfunction of tbe air pollution control equipment.
[40 CFR 60.7(b), Rule 62-20a.800(8), F.A.C., and Rule 2.201,IEPB]
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