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Minor Source Air Construction Permit 

Revision of Air Construction Permit 

(No. 0710276-001-AC) 

 

This is the final air construction permit, which authorizes FL Biofuels, LLC to revise Air Construction permit No. 

0710276-001-AC by adding a new Final Emission Control Condenser to the previously permitted Methanol 

Condensing System which consists of four (4) vacuum pumps, piping, valves, header, primary and secondary 

chilled water condensers, receivers, and suction pump. The liquid phase of the Methanol condensate that is 

removed by the condenser system is collected and recycled into the process and the remaining gas phase is vented 

into the atmosphere. This revision is to control the facility methanol emissions and is “capped” to control the 

hazardous air pollutants (HAPs) not exceed 6.6 tons/year. (A level to keep the facility below a Title V threshold). 

This is a revision to Air Construction permit No. 0710276-001-AC (dated September 6, 2010).  

 

The proposed work will be conducted at the site located at the State Farmers Market location, and is a BioDiesel 

Production Plant.  (Standard Industrial Classification No. 2869).  The facility will be located in Lee County at 

2744 Edison Avenue, Unit 8 in Fort Myers, Florida.  The UTM coordinates are Zone 17, 414.52 km East, and 

2945.93 km North. 

This final permit is organized by the following sections. 

Section 1.  General Information 

Section 2.  Administrative Requirements 

Section 3.  Emissions Unit Specific Conditions 

Section 4.  Appendices 

Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 

are defined in Appendix A of Section 4 of this permit. 

This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes (F.S.) 

and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code (F.A.C.).  The 

permittee is authorized to conduct the proposed work in accordance with the conditions of this permit.  This 

project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. and is not subject 

to the preconstruction review requirements for major stationary sources in Rule 62-212.400, F.A.C. for the 

Prevention of Significant Deterioration (PSD) of Air Quality. Upon issuance of this final permit, any party to this order 

has the right to seek judicial review of it under Section 120.68 of the Florida Statutes by filing a notice of appeal under Rule 

9.110 of the Florida Rules of Appellate Procedure with the clerk of the Department of Environmental Protection in the 
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Office of General Counsel (Mail Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) 

and by filing a copy of the notice of appeal accompanied by the applicable filing fees with the appropriate District 

Court of Appeal.  The notice must be filed within 30 days after this order is filed with the clerk of the Department. 

 

 

 

 

Executed in Fort Myers, Florida 

                                                                 July 12, 2013 

_______________________________   _________________ 

Jon M. Iglehart                                         Date 

Director of District Management 
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The undersigned duly designated deputy agency clerk hereby certifies that this Final Air Permit package (including 

the Final Determination and Final Permit) was sent by electronic mail (or a link to these documents made available 

electronically on a publicly accessible server) with received receipt requested before the close of business on July 

12, 2013 to the persons listed below. 

Roy L. Benton III*  (rbenton3@flbiofuelsllc.com) 

Bernardo Flores      (bflores@e3energypartners.com) 

    

Clerk Stamp 

FILING AND ACKNOWLEDGMENT FILED, on this date,  
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FACILITY AND PROJECT DESCRIPTION 

1. Existing Facility 

The process is a 4.5 million gallon per year, “Batch Type” BioDiesel production facility. This facility consists of 

two (2) identical, skid mounted, Methyl Ester production units located indoors, Biodiesel storage tanks, Diesel 

storage tanks,  Feedstock tanks, Methanol storage tank, Recovered Methanol storage tank located outdoors and a 

gas fired Hot Water Heater located indoors. 

The facility processes vegetable oils, used cooking oil and/or animal fat, or similar raw material to produce quality 

biodiesel fuel that meets ASTM 6751-07b standards. The emissions of the facility consists of volatile organic 

compounds (VOC) from the Methyl Ester production Units, Biodiesel, Diesel and Feedstock tanks and the 

Methanol Storage tanks can produce emissions of  VOC and hazardous air pollutants (HAP). 

The facility utilizes a nitrogen blanket in the vapor space of the Methanol storage tanks to reduce the VOC and 

HAP vaporization within the tanks. Other emissions control of the facility include plate condensers, conservation 

vents on storage tanks to reduce evaporation of contents, seal water for seals of vacuum pumps and the use of 

bottom filling at the storage tanks to reduce evaporation to the atmosphere. 

The existing facility has an Air Construction Permit (No. 0710276-001-AC) that was issued on September 6, 2010, 

that included the following emissions units. 

Facility ID No. 0710276 

ID No. Emission Unit Description (Air Construction permit No. 0710276-001-AC) 

001 Two (2) – Skid Mounted, Ageratec PE48000  Methyl Ester Production Units 

Four (4) – Biodiesel Storage Tanks at 29, 600 gallons each.  

Two (2) -  Diesel Storage Tanks at 29,600 gallons each. 

Three (3)- Feedstock Tanks at 29. 600 gallons each. 

One (1) Methanol Storage Tank at 15,000 gallons. 

One (1) Recovered Methanol Tank at 7,000 gallons. 

The project will also add the following  EXEMPT emission unit:  One (1) -  Laars (PENNANT), Size 1000, Boiler 

& Hot Water Heater (849,000 BTU/H Output) (68 gpm). 

 

PROPOSED NEW PROJECT REVISION 

 7.  This project will add the following equipment: 

Facility ID No. 0710276 

ID No. Added NEW equipment (Revision to Air construction Permit No. 0710276-001-!C) 

001 Add to the previously permitted water chilled primary and secondary condensers, receivers, and suction 

pumps for systems K2B, K3A, K3B and K5; a Final Emission Control Condenser to control the process 

methanol emissions (HAPs)  of the facility to remain at a level below a Title V threshold. 

FACILITY REGULATORY CLASSIFICATION 

 The facility is not a major source of hazardous air pollutants (HAP). 

 The facility has no units subject to the acid rain provisions of the Clean Air Act (CAA). 

 The facility is not a Title V major source of air pollution in accordance with Chapter 213, F.A.C. 

 The facility is not a major stationary source in accordance with Rule 62-212.400 (PSD), F.A.C. 

 The facility is subject to NSPS 40 CFR 60, Subpart A - “New Source Performance Standards”. 
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 40 CFR 60, Subpart Kb – “Standards of Performance for Volatile Organic Liquid Storage Vessels (Including 

Petroleum Liquid Storage Vessels) for which construction, reconstruction or modification commenced after 

July 23, 1984”. 

 40 CFR 60, Subpart VVa – “Standards of Performance for Equipment Leaks of VOC in the Synthetic 

       Organic Chemicals Manufacturing Industry for which construction, reconstruction or modification commenced    

      after November 7
th
, 2006.  

 

Note:  40 CFR 63, Subparts F, G, and H are not applicable to this project because all of the requirements  of 40 

CFR 63.100(b) are not met and therefore the facility is not subject to Subpart F,G and H. Biodiesel is 

produced as the primary product and is not one of the listed chemicals subject to the requirement. Glycol 

is produced and it is one of the listed chemicals, however, this is only a bi-product of the process. 
 

 40 CFR 60, Subpart RRR and Subpart NNN are not applicable to the biodiesel reactors because the 

process reactors are both “Batch” reactors. 
 

 40 CFR 63, Subpart FFFF is not applicable to this facility because it emits less than 10 Ton/year of HAP. 
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1. Permitting Authority:  The permitting authority for this project is the South District Engineering and 

Permitting Section, Florida Department of Environmental Protection (Department).  The South District’s 

mailing address is P.O. Box 2549, Fort Myers, Florida  33902-2549.  All documents related to applications for 

permits to operate an emissions unit shall be submitted to the South District. 

2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 

shall be submitted to the South District Office.  The mailing address and phone number of the South District 

Office is:  P.O. Box 2549, Fort Myers, Florida  33902-2549 and (239) 344-5600.   

3. Appendices:  The following Appendices are attached as part of this permit: 

Appendix A.  Citation Formats and Glossary of Common Terms; 

Appendix B.  General Conditions; 

Appendix C.   NSPS 40 CFR 60, Subpart A 

Appendix D.   40 CFR 60, Subpart Kb 

Appendix E.  40 CFR 60 Subpart VVa 

 

4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 

construction and operation of the subject emissions units shall be in accordance with the capacities and 

specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 

F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 

does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 

regulations. 

5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 

requested, the Department may require the permittee to conform to new or additional conditions.  The 

Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 

application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 

6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  No 

new emissions unit shall be constructed and no existing emissions unit shall be modified without obtaining an 

air construction permit from the Department.  Such permit shall be obtained prior to beginning construction or 

modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 

7. Source Obligation: 

 a. At such time that a particular source or modification becomes a major stationary source or major  

modification (as these terms were defined at the time the source obtained the enforceable limitation) solely 

by exceeding its projected actual emissions, then the requirements of subsections 62-212.400(4) through 

(12), F.A.C., shall apply to the source or modification as though construction had not yet commenced on 

the source or modification. 

[Rule 62-212.400(12), F.A.C.] 

8. Operating Permit.  To obtain a permit to operate, the owner or operator must submit a complete 

application for an operating permit {“Application for Air Permit –non-Title V Source” [DEP Form 62-

210. 900(3)]}, to the Department prior to the expiration date of the construction permit or no later than 

180 days after the unit(s) are placed into operation or modifications completed, whichever occurs first.  

Upon completion of construction, the application shall be submitted to include the appropriate 

application fee and required test results and required compliance plan and recordkeeping that identifies 

locations for scheduled leak checks on a daily maintenance schedule. 

       [Rules 62-210.300(2), F.A.C.; 62-4.220, F.A.C.; 62-297.310(7)(a)1., F.A.C.; 62-4.050(3), F.A.C.; and 62-    

      4.070(3), F.A.C.]
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9. Facility –Wide Requirements:  

 Unless otherwise specified in the permit, the following conditions apply to all emissions units and activities at 

the facility. 

a.  Plant Operation - Problems:  If temporarily unable to comply with any of the conditions of the permit due 

to breakdown     of equipment or destruction by fire, wind or other cause, the permittee shall notify each 

Compliance Authority as soon as possible, but at least within one working day, excluding weekends and 

holidays.  The notification shall include:  pertinent information as to the cause of the problem; steps being 

taken to correct the problem and prevent future recurrence; and, where applicable, the owner’s intent 

toward reconstruction of destroyed facilities.  Such notification does not release the permittee from any 

liability for failure to comply with the conditions of this permit or the regulations.  [Rule 62-4.130, F.A.C.] 

b. Circumvention:  The permittee shall not circumvent the air pollution control equipment or allow the 

emission of air pollutants without this equipment operating properly.  [Rule 62-210.650, F.A.C.] 

c. Excess Emissions Allowed:  Excess emissions resulting from startup, shutdown or malfunction of any 

emissions unit shall be permitted providing (1) best operational practices to minimize emissions are 

adhered to and (2) the duration of excess emissions shall be minimized but in no case exceed 2 hours in 

any 24-hour period unless specifically authorized by the Department for longer duration.  Pursuant to Rule 

62-210.700(5), F.A.C., the permit subsection may specify more or less stringent requirements for periods 

of excess emissions.  Rule 62-210-700(Excess Emissions), F.A.C., cannot vary or supersede any federal 

NSPS or NESHAP provision.  [Rule 62-210.700(1), F.A.C.] 

d. Excess Emissions Prohibited:  Excess emissions caused entirely or in part by poor maintenance, poor 

operation, or any other equipment or process failure that may reasonably be prevented during startup, 

shutdown or malfunction shall be prohibited.  [Rule 62-210.700(4), F.A.C.] 

e. Excess Emissions - Notification:  In case of excess emissions resulting from malfunctions, the permittee 

shall notify the Compliance Authority in accordance with Rule 62-4.130, F.A.C.  A full written report on 

the malfunctions shall be submitted in a quarterly report, if requested by the Department.   

 [Rule 62-210.700(6), F.A.C.] 

f. VOC or OS Emissions:  No person shall store, pump, handle, process, load, unload or use in any process or 

installation, volatile organic compounds (VOC) or organic solvents (OS) without applying known and 

existing vapor emission control devices or systems deemed necessary and ordered by the Department.   

 [Rule 62-296.320(1), F.A.C.] 

      g.  Objectionable Odor Prohibited:  No person shall cause, suffer, allow or permit the discharge of air 

pollutants, which cause or contribute to an objectionable odor.  An “objectionable odor” means any odor 

present in the outdoor atmosphere which by itself or in combination with other odors, is or may be harmful 

or injurious to human health or welfare, which unreasonably interferes with the comfortable use and 

enjoyment of life or property, or which creates a nuisance.  [Rules 62-296.320(2) and 62-210.200  

(Definitions)210.200(Definitions), F.A.C.] 

 

h.  General Visible Emissions:  No person shall cause, let, permit, suffer or allow to be discharged into the 

atmosphere the emissions of air pollutants from any activity equal to or greater than 20% opacity.  This 

regulation does not impose a specific testing requirement.  [Rule 62-296.320(4)(b)1, F.A.C.] 

i.  Unconfined Particulate Emissions:  During the construction period, unconfined particulate matter 

emissions shall be minimized by dust suppressing techniques such as covering and/or application of water 

or chemicals to the affected areas, as necessary.  [Rule 62-296.320(4)(c), F.A.C.]
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 001 Group Description 

 

Ref. Air Construction Permit No. 0710276-001-AC 

(Dated September 9, 2010) 

                                                                             

This section of the permit addresses the following emissions units. 

EXEMPT EMISSION UNIT 

1. One (1) - Laars (PENNANT), Size 1000, Boiler & Hot Water Heater (849,000 BTU/Hr Output) (68 gpm). 

a. The unit is not subject to the Acid Rain Program, CAIR Program, or any unit-specific applicable 

requirement. 

b. The rated heat input capacity of the unit is equal to or less than 10 million Btu per hour and collectively, 

the total rated heat input capacity of all units claiming this exemption at the same facility is less than 10  

million Btu per hour. 

c. The unit shall not burn used oil or any fuels other than natural gas or propane, except that fuel oil with a 

sulfur content not exceeding 1.0 percent by weight may be burned during periods of natural gas 

curtailment. 

The Laars hot water heater is an exempt emission unit , as it meets all of the criteria shown above. This is based on 

62-210.300(3). 

PERMITTED EMISSION UNITS 

2. This section of the permit addresses the following emissions units. 

ID No. Emission Unit Description 

001 Two (2) – Skid Mounted, Ageratec PE48000  Methyl Ester Production Units (Batch Type). 

Four (4) – Biodiesel Storage Tanks at 29, 600 gallons each.  

Two (2) -  Diesel Storage Tanks at 29,600 gallons each. 

Three (3) - Feedstock Tanks at 29, 600 gallons each. 

One (1) Methanol Storage Tank at 15,000 gallons. 

One (1) Recovered Methanol Tank at 7,000 gallons. 

EQUIPMENT 

3. The permittee is authorized to install the equipment (EU-001) that is listed:  [Application No. 0710276-001-

AC] 

 

Two (2) Skid Mounted Methyl Ester production units, four (4) Biodiesel storage tanks, two (2) Diesel storage 

tanks, three (3) Feedstock tanks, one (1) Methanol storage tank and one (1) Recovered Methanol tank. 

a. Methyl Ester Production units: The Ageratec PE48000 Biodiesel batch type processors are composed of 

two (2) nearly identical, skid mounted, biodiesel processing units.  (Combined capacity is 4.5 Million 

gallons per year). Each biodiesel production unit uses a combination of heating in the vessel and vacuum 

to remove methanol from the biodiesel. The evaporated methanol is then condensed for reuse in the 

process. Any methanol vapors that pass through the vacuum system is vented to atmosphere and becomes 

HAP emissions. Emissions of methanol vapor are controlled by a primary condenser as it exits the vessel. 

A secondary condenser on the vapor outlet of the condensate receiver removes most of any residual 

methanol vapors that pass through the primary condenser. The small amount of methanol vapor that passes 
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      SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 001 Group Description (Permit 0710276-001-AC) 

      through the secondary condenser, passes through a liquid ring vacuum pump. The water seal in the pump 

provides a scrubbing action that removes nearly all residual methanol from the vapor stream.              

b.  Biodiesel Storage Tanks: Four (4) fixed roof, Biodiesel Storage Tanks with a capacity of 29,000 gallons 

each. The tanks have conservation vents to control tank outbreathing and VOC emissions. The pressure 

/vacuum relief  settings are 3.5” WC, and a vacuum setting of 1.75”WC. The tanks are bottom fill to 

reduce VOC creation. 

c. Diesel Storage Tanks: Two (2) fixed roof, Diesel Storage Tanks with a capacity of 29,000 gallons each.  

The tanks have conservation vents to control tank outbreathing and VOC emissions. The Pressure/vacuum 

relief  settings are 3.5” WC, and a vacuum setting of 1.75”WC. The tanks are bottom fill to reduce VOC 

creation. 

d. Feedstock Storage Tanks: Three (3) fixed roof, Feedstock Storage Tanks with a capacity of 29,2000 

gallons each. The tanks have conservation vents to control tank outbreathing and VOC emissions. The 

pressure/vacuum  relief settings are 3.5” WC, and a vacuum setting of 1.75”WC. The tanks are bottom fill 

to reduce VOC creation. 
 

e.  Methanol Storage Tank: One (1) fixed roof, Methanol Storage Tank with a capacity of 15,000 gallons.  

The tank has a NITROGEN BLANKET system designed to maintain a nitrogen atmosphere in the tank 

headspace and keep the tank pressure above the methanol vapor pressure. The nitrogen blanket valve is a 

Shand & Jurs Model 94270 Vaporguard Tank Blanketing Valve, 1” size, with viton diaphragm and seals.  

The set points are 0.5” WC to 2.0” WC. External sense line with 75% flow restrictor (100 psi nitrogen 

supply). Set point 0.5 “WC. 
 

f.  Recovered Methanol Storage Tank: One (1) fixed roof,  Recovered Methanol Tank at 7,000 gallons.  The 

tank has a NITROGEN BLANKET system designed to maintain a nitrogen atmosphere in the tank 

headspace and keep the tank pressure above the methanol vapor pressure. The nitrogen blanket valve is a 

Shand & Jurs Model 94270 Vaporguard Tank Blanketing Valve, 1” size, with viton diaphragm and seals. 

The set points are 0.5” WC to 2.0” WC. External sense line with 75% flow restrictor (100 psi nitrogen 

supply). Set point 0.5 “WC. 

PERFORMANCE RESTRICTIONS 
 

4. Permitted Capacity:  Production at 4.5 Million Gallons/year.  [Rule 62-210.200(PTE), F.A.C.] 

5. Authorized Fuel:  Natural gas or propane, except that fuel oil with a  sulfur content not exceeding 1.0 percent 

by weight may be burned during periods of natural gas curtailment.   

 [Application No. 0710276-001-AC and Rule 62-210.200(PTE), F.A.C.] 
 

6. Restricted Operation:  The hours of operation are not limited (8760 hours per year). [Rules 62-4.070(3) and 62-

210.200(PTE), F.A.C.] 

POTENTIAL FACILITY EMISSIONS  

7.  There are two (2) types of emissions from this facility: Hazardous Air Pollutants (HAP) in the form of 

Methanol vapor and Volatile Organic Compounds (VOC). 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 001 Group Description (Permit 0710276-001-AC) 

 

a. Hazardous Air Pollutants: 

 The HAP’s are in two (2) separate locations: The first is from the two (2) Ageratec skid mounted 

processors which connect the emission points into two (2) vapor roof penetrations. Additionally, the  

      processors each have three (3) vessels which possess pressure relief valves that are vented through the roof. 

The second location for HAP emissions is in the tank farm. The Methanol and Recovered Methanol 

Storage Tanks have vacuum/pressure relief vents . During the process of loading the tanks, the throughput  

             of the methanol fluid displaces the air or nitrogen in the headspace and may discharge it through the relief    

             vents. The calculated design amount of emissions are:  

a.1. Processor emissions (both skids) – 0.67 tons/year} 

a.2. Processor vessel pressure relief – 0 tons/year] 

a.3. Tank farm emissions (both Methanol tanks) – 3.3 tons/year  

b.  Volatile Organic Compounds: 

All of the Volatile Organic Compounds (VOC) are located within the tank farm. There are fourteen (14) 

tanks that have pressure/vacuum relief vents located on top of each tank. During the process of loading a 

tank, the fluid throughput displaces the air (or nitrogen) and VOC vapor mixture in the headspace. The 

total VOC emissions for the tank farm (all tanks), is 0.99 tons per year. 

 

Tank Emissions Summary 

Equip. No. 

 

Tank Name Capacity 

Gallons 

Tank year 

Throughput 

Pollutant Vented 

Lb/year 

Vented 

Tons/ year 

T-211 Decanter 9,044 4,560,000 VOC 0.0638 0.00003 

T-212 Raw Sedim. 10,575 4,560,000 VOC 0.1064 0.00005 

T- 401 Glycerin 15,000 942,800 VOC 3.86 0.00193 

T-510 Recovered 

Methanol 

7,000 2,511,300 HAP 4933 2.5 

T-511 Methanol 15,000 837,100 HAP 1644 0.8 

T-611  Batch Test 15,000 4,560,000 VOC 0.1064 0.00005 

T-612 Biodiesel 29,600     

T-613 Biodiesel 29,600     

T-614 Biodiesel 29,600 4,560,000 VOC 0.1064 0.00005 

T-615 Biodiesel 

Feedstock 

29, 600     

T-616 Biodiesel 

Feedstock 

29,600     

T-711 Feedstock 29,600     

T-712 Feedstock 29,600 4,438,100 VOC 0.1893 0.00009 

T-713 Feedstock 29,600     

T-811 Diesel 29,600 30,400,000 VOC 1976 1.0 

T-812 Diesel 29,600     

 

  Total VOC’s Emitted per Year………. 1.0    Ton/year 

 Total HAP’s Emitted per Year………. 3.3  Ton/year
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 001 Group Description (Permit 0710276-001-AC) 

TESTING REQUIREMENTS 

8. Initial Compliance Tests: There is no initial compliance test required for airborne pollutants.  However, the 

permittee shall develop a plan and list of equipment to be leak tested and submit the plan within 90 days of 

startup to the Air Compliance Section of the Department’s South District Office for approval, and demonstrate 

compliance test within 180 days of initial start-up. (40 CFR 60, Subpart VVa). 
 

9. Annual Compliance Tests:  Is not required. 
 

10. Test Required by Federal Regulations and Notification:  The permittee shall notify the Compliance Authority 

in writing at least 15 days prior to any required tests.  Tests shall be conducted in accordance with the 

following applicable requirements: 
 

 40 CFR 60, Subpart A - Standards of Performance for Stationary Sources. 

 40 CFR 60, Subpart Kb – Standards of Performance for Volatile Organic Liquid Storage Vessels. 

40 CFR 60, Subpart VVa – Standards of Performance for Equipment Leaks of VOC in Synthetic Organic 

Chemicals Manufacturing Industry. 
  

11. Special Inspection Requirement:  All aluminum components (unless anodized) that may come in contact with 

methane liquid and/or vapors are to be inspected annually for corrosion, degradation, leakage and seal 

leakages. 

 (62-4.070) 
 

12. Test Methods:  Required tests shall be performed in accordance with the following reference methods. 

Method Description of Method and Comments 

9 Visual Determination of the Opacity of Emissions from Stationary Sources, (Only when needed 

if facility appears to produce emissions in excess of 20% opacity). 

21 Determination of Volatile Organic Compound Leaks (40 CFR 60 Appendix A). 

- Visual Inspection for corrosion, degradation and seal leakages where aluminum components 

may come in contact with methane liquid and/or vapors.  (62 - 4.070) 

The above method is described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-204.800, 

F.A.C.  No other methods may be used unless prior written approval is received from the Department.  

[Rules 62-204.800 and 62-297.100, F.A.C.; and Appendix A of 40 CFR 60] 
 

13. Operation During Testing: Unless otherwise specified in the applicable NSPS subparts, the testing of the 

biodiesel emission unit(s) shall be conducted as follows: 
 

Compliance tests for the purpose of demonstrating compliance with Federal Standards, emissions limits, leak 

testing or performance standards shall be conducted while operating within 90-100% of the maximum 

permitted biodiesel production rate of 4.5 Million gallons per year.  
 

b.  Compliance tests submitted for rates less than 90% of maximum permitted rate may be considered 

invalid unless production rates at or above 90% are not feasible. If tests at production rates above 90% 

are not feasible, then a brief statement explaining why they are not feasible shall be included with the 

test results.
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A.  EU 001 Group Description (Permit 0710276-001-AC) 

 

c.  The actual production rates for the test period shall be included in the test report for each test.  Failure 

to submit the actual production rates for the test period and a copy of the daily log for the test day, in 

the test report, may invalidate the test and fail to provide reasonable assurance of compliance. 
 

STARTUP NOTIFICATION 
 

14.  The permittee shall notify the Air Compliance Section of the Department’s South District Office, of the actual 

date that the facility begins production of Methyl Ester (Biodiesel).   

 [40 CFR 60.7 (a) (3).] 

 

MONITORING REQUIREMENTS 

15. No continuous monitoring is required, however the permittee shall develop a plan and list of equipment to be 

leak tested and submit the plan within 90 days of startup to the Air Compliance Section of the Department’s 

South District Office for approval, and demonstrate compliance test within 180 days of initial start-up. (40 

CFR 60, Subpart VVa). (See specific condition 8, above). 

RECORDS AND REPORTS 

16. Semiannual Reports :The owner or operator (permittee) subject to the provisions of 40 CFR 60.487a, of 

Subpart VVa shall submit semiannual reports to the Department beginning six (6) months after initial startup 

date.  [Rule 624.070(3), F.A.C.]    
 

17. Monthly Production Recordkeeping: To determine compliance with the operational limits of the permit, the 

permittee shall produce and maintain the following records: 
 

a.  Facility Number (0710276), Emission Unit No. 001 process unit description and date. 

 b. The total quantity of Methyl Ester (i.e. biodiesel) produced, in gallons for the month. 

 c. The total quantity of Glycerin produced, in pounds, produced in pounds, for the month. 

 e. The total quantity of Glycerin produced, in pounds, for most recent consecutive 12-month period. 

f. Records of amount and the method of Glycerin disposal, including offsite removal by a third party 

licensed  contractor. 
 

g.  40 CFR 60 Subpart VVa Recordkeeping –The following list summarizes some of the records that must 

be maintained in accordance with this subpart: 
 

g.1. Leak Detection Recordkeeping [40 CFR 60.486a(b) & (c)].  (Also, see specific condition 8 & 

15).). 

g.2. Closed Vent System and Control Devices Recordkeeping [40 CFR 60.486a(d)]. 

g.3. Equipment Identification and Recordkeeping [40 CFR 60.486a(g)]. 

g.4. Unsafe-to-Monitor Valves and Pumps/Difficult-to-Monitor Valves Identification 

Recordkeeping [40 CFR 60.486a(f)]. 

g.5. Valves Complying with Alternative Standards Recordkeeping. [(40 CFR 60.486a(g)]. 

g.6. Seal System and Barrier Fluid Failure Design Criteria Recordkeeping for Pumps and 

Compressors. [40 CFR 60.486a] 

g.7. Subpart Exemption Recordkeeping [40 CFR 60.486a(i)] 

g.8. Equipment not in VOC Service Recordkeeping [40 CFR 60.486a(i)]  

  [Rule 62-4.070 (3), F.A.C. and 40 CFR 60.8 (c)]
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 001 Group Description (Permit 0710276-001-AC) 

h. 40 CFR 60 Subpart Kb Recordkeeping – All requirements of the Subpart, including the following list 

that summarizes some of the records  that must be maintained in accordance with this subpart: 
 

h.1. Record that describes the control equipment for the storage tanks: [40 CFR 60.114b] (Note: 

This includes the Nitrogen blanket system for the methanol storage tanks, blanket pressures 

and regulating valves for the nitrogen blanket set at 0.5” WC to 2.0” WC.  ) and 

vacuum/pressure relief  hatches of all storage tanks, (set at pressure relief setting of 3.5” WC 

and vacuum setting of 1.75 “WC. 
 

 

h.2. Keep a record of each inspection performed and each record shall identify the storage vessel 

(tank) on which the inspection was performed, and shall contain the date the vessel (tank) was 

inspected and the observed condition of each component of the control equipment, (seals, 

nitrogen blanket system), and fittings. Note: observe any corrosion, degradation or seal 

leakage of aluminum components (except anodized aluminum), that can come in contact with 

the methane liquids and or vapors.
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 002 Group Description 

REVISION  

Add Methanol Condenser System 

This project will add the following equipment: 

Facility ID No. 0710276 

ID No. Emission Unit Description 

002 Add to the previously permitted water chilled primary and secondary condensers, receivers, and suction 

pumps for systems K2B, K3A, K3B and K5; a Final Emission Control Condenser to control the process 

methanol emissions (HAPs)  of the facility to remain at a level below a Title V threshold. 

 

EQUIPMENT 
 

1. Methanol Condenser System:   

The permittee is authorized to install a Methanol condensing system. This project is to revise FL Biofuels, LLC Air 

Construction permit No. 07102726-001-AC to add a methanol recovery system. Vents from vessels K2B, K3A, K3B, and K5 

flow through “Primary” and “Secondary” condensers and receivers, then to their respective “Vacuum Pumps” (4 each). The 

flow is then joined in a single “Header” and flows in a saturated state to the single  “Vacuum Pump” and “Final Emission 

Control Condenser” where the gas phase is released to atmosphere and liquid phase is recycled back into the process. The 

combined total of the vented methanol from the final condenser is “CAPPED”, not to exceed 6.6 tons/year of methanol HAPs to 

limit the total facilities below a Title V threshold of 10 tons/year. (The storage tanks emissions are 3.3 tpy + condenser 

emissions at 6.6 ton/year = 9.9 ton year). The condensers use chilled water at 2 degree C. [Application No. 0710276-

008-AC] 

PERFORMANCE DESCRIPTION  

2. Methane Vent Gas Flows: 

The condensers located before each of the vacuum pumps dictates that the vapor flow will be 3 degrees C. 

Flows from secondary condensers is 11 degree C.  

Total (Mass Flow) from all systems at 30.8 kg/hr . 

Basis: Assumed 95% methanol & water concentration. 

Basis: 1 degree C Temperature difference between the chilled water entering the condenser and the vent vapor 

                from the condenser. 

 

Flow coming out of the vacuum pumps is multiphase. Entrained liquid methanol and some additional methanol 

still in the vapor phase is removed by the FINAL condenser. The remaining vapor is vented to atmosphere. 

 

3. Restricted Operation:  The hours of operation of are not limited (8760 hours per year).  [Rules 62-4.070(3) and 

62-210.200(PTE), F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 002 Group Description 

EMISSIONS STANDARDS 

4. Emissions Standards: 

The methanol emissions vented to atmosphere from the Final Emission Control Condenser (This construction 

permit revision 0710276-008-AC) is to be “CAPPED”at not to exceed 6.6 tons/year. [Application 0710276-008-

AC].  To provide assurance of compliance, the temperature of the outlet gas stream from the Final Emission 

Control Condenser shall not exceed 3º C (37.4º F). 

POTENTIAL TOTAL FACILITY EMISSIONS  

5.  There are two (2) types of emissions from this facility: Hazardous Air Pollutants (HAP) in the form of 

Methanol vapor and Volatile Organic Compounds (VOC). 

 

a. Hazardous Air Pollutants: 

 The HAP’s are in two (2) separate locations: The first is from the two (2) Ageratec skid mounted 

processors which connect to a methanol condenser system with emission points that flow into two (2) 

vapor roof penetrations.  (The condensate liquids are recycled into the process). The second location for 

HAP emissions is in the tank farm. The Methanol and Recovered Methanol Storage Tanks have 

vacuum/pressure relief vents . During the process of loading the tanks, the throughput of the methanol 

fluid displaces the air or nitrogen in the headspace and may discharge it through the relief vents. The 

calculated design amount of emissions are:  

a.1. Processor emissions (both skids) – 6.6 tons/year} 

a.2. Processor vessel pressure relief – 0 tons/year] 

a.3. Tank farm emissions (both Methanol tanks) – 3.3 tons/year  

b.  Volatile Organic Compounds: 

All of the Volatile Organic Compounds (VOC) are located within the tank farm. There are fourteen (14) tanks that 

have pressure/vacuum relief vents located on top of each tank. During the process of loading a tank, the fluid 

throughput displaces the air (or nitrogen) and VOC vapor mixture in the headspace. The total VOC emissions for 

the tank farm (all tanks), is 0.99 tons per year. 

 

6.   TOTAL FACILITY METHANOL (HAPS) EMISSIONS:  

 

       The total Methanol emissions from the storage tanks is 3.3 ton/year + 6.6 ton/year (capped) from the K2B,  

       K3A, K3B and K5 process condenser system (per this project revision 071-276-008-AC) (above) gives a  

       TOTAL FACILITY methanol (HAPs) emission of 9.9 tons/year. (This is 0.1 ton/year below a Title V  

       threshold of 10 tpy). 

TESTING REQUIREMENTS 

7. Initial Compliance Tests: An initial stack test (using Method 18) is to be performed at the vapor discharge 

from the Final Emission Control Condenser where it is discharged to the atmosphere. This test is required for 

determining methanol vapor, as a basis for assurance that the Methanol (HAPs) will not exceed 6.6 tons/year 

vented to atmosphere. The permittee shall also develop a (“Compliance”) plan (see Emission Unit EU-001 

Specific Conditions (above), to  include a list of equipment to be inspected for leaks, with inspection schedules 

and submit the plan within 90 days of startup to the Air Compliance Section of the Department’s South District 

Office for approval, and demonstrate compliance test within 180 days of initial start-up. (40 CFR 60, Subpart 

VVa). 

.  
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 002 Group Description 

8. Annual Compliance Tests:  Is not required. 
 

9. Test Required by Federal Regulations and Notification:  The permittee shall notify the Compliance Authority 

in writing at least 15 days prior to any required tests.  Tests shall be conducted in accordance with the 

following applicable requirements: 

 40 CFR 60, Subpart A - Standards of Performance for Stationary Sources. 

       40 CFR 60, Subpart VVa – Standards of Performance for Equipment Leaks of VOC in Synthetic Organic  

                                                       Chemical Manufacturing Industry 

 

10. Special Inspection Requirement:  All aluminum components (unless anodized) that may come in contact with 

methane liquid and/or vapors are to be inspected annually for corrosion, degradation, leakage and seal 

leakages.(62-4.070) 

 

11. Test Methods:  Required tests shall be performed in accordance with the following reference methods. 

Method Description of Method and Comments 

9 Visual Determination of the Opacity of Emissions from Stationary Sources, (Only when needed 

if facility appears to produce emissions in excess of 20% opacity). 

18 Measurement of Gasesous Compounds by Gas Chromatography (40 CFR 60 Appendix A) 

21 Determination of Volatile Organic Compound Leaks (40 CFR 60 Appendix A). 

- Visual Inspection for corrosion, degradation and seal leakages where aluminum components 

may come in contact with methane liquid and/or vapors.  (62 - 4.070) 

The above method is described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-204.800, 

F.A.C.  No other methods may be used unless prior written approval is received from the Department.  

[Rules 62-204.800 and 62-297.100, F.A.C.; and Appendix A of 40 CFR 60] 
 

12. Operation During Testing: Unless otherwise specified in the applicable NSPS subparts, the testing of the 

biodiesel emission unit(s) shall be conducted as follows: 
 

a. Compliance tests for the purpose of demonstrating compliance with Federal Standards, emissions 

limits, leak testing or performance standards shall be conducted while operating within 90-100% of the 

maximum permitted biodiesel production rate of 4.5 Million gallons per year.  
 

b.  Compliance tests submitted for rates less than 90% of maximum permitted rate may be considered 

invalid unless production rates at or above 90% are not feasible. If tests at production rates above 90% 

are not feasible, then a brief statement explaining why they are not feasible shall be included with the 

test results. 
 

c.  The actual production rates for the test period shall be included in the test report for each test.  Failure 

to submit the actual production rates for the test period and a copy of the daily log for the test day, in 

the test report, may invalidate the test and fail to provide reasonable assurance of compliance. 
 

.
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A.  EU 002 Group Description 

MONITORING REQUIREMENTS 

13. The permittee shall install, calibrate, maintain, and operate (according to the manufacturer’s specifications) a 

Final Emission Control Condenser exit (outlet gas stream) temperature monitoring device equipped with a 

continuous recorder, having an accuracy of ± 0.5º C.  The temperature of the outlet gas stream from the Final 

Emission Control Condenser shall not exceed 3º C (37.4º F).  This is required to provide assurance that the 

methane (HAPs) emissions vented to atmosphere do NOT EXCEED  the “capped” 6.6 tons/ year from the Final 

Emission Control Condenser. The permittee shall also develop a plan with schedules, and list of equipment 

(connections), to be leak inspected  and submit the plan within 90 days of startup to the Air Compliance Section of 

the Department’s South District Office for approval, and demonstrate compliance test within 180 days of initial 

start-up. (40 CFR 60, Subpart VVa). (See specific condition 8, above) 

RECORDS AND REPORTS 

14. Semiannual Reports :The owner or operator (permittee) subject to the provisions of 40 CFR 60.487a, of 

Subpart VVa shall submit semiannual reports to the Department beginning six (6) months after initial startup 

date.  [Rule 624.070(3), F.A.C.]    

 

15. Monthly Recordkeeping: To determine compliance with the operational limits of the permit, the     

       permittee shall produce and maintain the following records: 

 

             a.    Temperature records from the Final Emission Control Condenser exit (outlet gas stream) temperature 

monitoring device continuous recorder (for HAP vent to atmosphere, (6.6 ton/year limit) “Cap” 

assurance). 
 

 

b.  40 CFR 60 Subpart VVa Recordkeeping –The following list summarizes some of the records that must 

be maintained in accordance with this subpart: 
 

b.1. Leak Detection Recordkeeping [40 CFR 60.486a(b) & (c)].  (Also, see specific condition 8 & 

15). 

b.2. Closed Vent System and Control Devices Recordkeeping [40 CFR 60.486a(d)]. 

b.3. Equipment Identification and Recordkeeping [40 CFR 60.486a(g)]. 

b.4. Unsafe-to-Monitor Valves and Pumps/Difficult-to-Monitor Valves Identification 

Recordkeeping [40 CFR 60.486a(f)]. 

b.5. Valves Complying with Alternative Standards Recordkeeping. [(40 CFR 60.486a(g)]. 

b.6. Seal System and Barrier Fluid Failure Design Criteria Recordkeeping for Pumps and 

Compressors. [40 CFR 60.486a] 

b.7. Subpart Exemption Recordkeeping [40 CFR 60.486a(i)] 

b.8. Equipment not in VOC Service Recordkeeping [40 CFR 60.486a(i)]  

  [Rule 62-4.070 (3), F.A.C. and 40 CFR 60.8 (c)] 

16. Test Reports:  The permittee shall prepare and submit reports for all required tests, for each test run, in 

accordance with the requirements specified in the following Federal Regulations:  
 

a. NSPS 40 CFR 60, Subpart A 

b. 40 CFR 60 Subpart VVa:  

 [Rule 62-4.070(3)]
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CITATION FORMATS 

The following illustrate the formats used in the permit to identify applicable requirements from permits and regulations. 

Old Permit Numbers 

Example: Permit No. AC50-123456 or Permit No. AO50-123456 

Where: “AC” identifies the permit as an Air Construction Permit 

“AO” identifies the permit as an Air Operation Permit 

“123456” identifies the specific permit project number 

New Permit Numbers 

Example: Permit Nos. 099-2222-001-AC, 099-2222-001-AF, 099-2222-001-AO, or 099-2222-001-AV 

Where: “099” represents the specific county ID number in which the project is located 

“2222” represents the specific facility ID number for that county 

“001” identifies the specific permit project number 

“AC” identifies the permit as an air construction permit 

“AF” identifies the permit as a minor source federally enforceable state operation permit 

“AO” identifies the permit as a minor source air operation permit 

“AV” identifies the permit as a major Title V air operation permit 

PSD Permit Numbers 

Example: Permit No. PSD-FL-317 

Where: “PSD” means issued pursuant to the preconstruction review requirements of the Prevention of Significant 

Deterioration of Air Quality 

“FL” means that the permit was issued by the State of Florida 

“317” identifies the specific permit project number 

Florida Administrative Code (F.A.C.) 

Example: [Rule 62-213.205, F.A.C.] 

Means: Title 62, Chapter 213, Rule 205 of the Florida Administrative Code 

Code of Federal Regulations (CFR) 

Example: [40 CFR 60.7] 

Means: Title 40, Part 60, Section 7 

GLOSSARY OF COMMON TERMS 

° F:  degrees Fahrenheit 

AAQS:  Ambient Air Quality Standard 

acf:  actual cubic feet 

acfm:  actual cubic feet per minute 

ARMS:  Air Resource Management System (DEP 

database) 

BACT:  best available control technology 

bhp:  brake horsepower 
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Btu:  British thermal units 

CAM:  compliance assurance monitoring 

CEMS:  continuous emissions monitoring system 

cfm:  cubic feet per minute 

CFR:  Code of Federal Regulations 

CAA:  Clean Air Act 

CMS:  continuous monitoring system 

CO:  carbon monoxide 

CO2:  carbon dioxide 

COMS:  continuous opacity monitoring system 

DARM:  Division of Air Resource Management 

DEP:  Department of Environmental Protection 

Department:  Department of Environmental Protection 

dscf:  dry standard cubic feet 

dscfm:  dry standard cubic feet per minute 

EPA:  Environmental Protection Agency 

ESP:  electrostatic precipitator (control system for 

reducing particulate matter) 

EU:  emissions unit 

F.A.C.:  Florida Administrative Code 

F.A.W.:  Florida Administrative Weekly 

F.D.:  forced draft 

F.S.:  Florida Statutes 

FGD:  flue gas desulfurization 

FGR:  flue gas recirculation 

Fl:  fluoride 

ft
2
:  square feet 

ft
3
:  cubic feet 

gpm:  gallons per minute 

gr:  grains 

HAP:  hazardous air pollutant 

Hg:  mercury 

I.D.:  induced draft 

ID:  identification 

kPa:  kilopascals 

lb:  pound 

MACT:  maximum achievable technology 

 

 

MMBtu:  million British thermal units 

MSDS:  material safety data sheets 

MW:  megawatt 

NESHAP:  National Emissions Standards for Hazardous 

Air Pollutants 

NOX:  nitrogen oxides 

NSPS:  New Source Performance Standards 

O&M:  operation and maintenance 

O2:  oxygen 

Pb:  lead 

PM:  particulate matter 

PM10:  particulate matter with a mean aerodynamic 

diameter of 10 microns or less 

ppm:  parts per million 

ppmv:  parts per million by volume 

ppmvd:  parts per million by volume, dry basis 

QA:  quality assurance 

QC:  quality control 

PSD:  prevention of significant deterioration 

psi:  pounds per square inch 

PTE:  potential to emit 

RACT:  reasonably available control technology 

RATA:  relative accuracy test audit 

RBLC:  EPA’s RACT/BACT/LAER Clearinghouse 

SAM:  sulfuric acid mist 

scf:  standard cubic feet 

scfm:  standard cubic feet per minute 

SIC:  standard industrial classification code 

SIP:  State Implementation Plan 

SNCR:  selective non-catalytic reduction (control system 

used for reducing emissions of nitrogen oxides) 

SO2:  sulfur dioxide 
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TPD:  tons/day 

TPH:  tons per hour 

TPY:  tons per year 

TRS:  total reduced sulfur 

UTM:  Universal Transverse Mercator coordinate system 

VE:  visible emissions 

VOC:  volatile organic compounds 
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The permittee shall comply with the following general conditions from Rule 62-4.160, F.A.C. 

 

1. The terms, conditions, requirements, limitations and restrictions set forth in this permit, are “permit conditions” and are 

binding and enforceable pursuant to Sections 403.141, 403.727, or 403.859 through 403.861, F.S.  The permittee is placed 

on notice that the Department will review this permit periodically and may initiate enforcement action for any violation of 

these conditions. 

2. This permit is valid only for the specific processes and operations applied for and indicated in the approved drawings or 

exhibits. Any unauthorized deviation from the approved drawings, exhibits, specifications, or conditions of this permit may 

constitute grounds for revocation and enforcement action by the Department. 

3. As provided in subsections 403.987(6) and 403.722(5), F.S., the issuance of this permit does not convey any vested rights 

or any exclusive privileges. Neither does it authorize any injury to public or private property or any invasion of personal 

rights, nor any infringement of federal, state, or local laws or regulations. This permit is not a waiver of or approval of any 

other department permit that may be required for other aspects of the total project which are not addressed in this permit. 

4. This permit conveys no title to land or water, does not constitute State recognition or acknowledgment of title, and not 

constitute authority for the use of submerged lands unless herein provided and the necessary title or leasehold interests have 

been obtained from the State. Only the Trustees of the Internal Improvement Trust Fund may express State opinion as to 

title. 

5. This permit does not relieve the permittee from liability for harm or injury to human health or welfare, animal, or plant life, 

or property caused by the construction or operation of this permitted source, or from penalties therefore; nor does it allow 

the permittee to cause pollution in contravention of Florida Statutes and Department rules, unless specifically authorized by 

an order from the Department. 

6. The permittee shall properly operate and maintain the facility and systems of treatment and control (and related 

appurtenances) that are installed and used by the permittee to achieve compliance with the conditions of this permit, as 

required by Department rules. This provision includes the operation of backup or auxiliary facilities or similar systems 

when necessary to achieve compliance with the conditions of the permit and when required by Department rules. 

7. The permittee, by accepting this permit, specifically agrees to allow authorized Department personnel, upon presentation of 

credentials or other documents as may be required by law and at reasonable times, access to the premises where the 

permitted activity is located or conducted to: 

a. Have access to and copy any records that must be kept under conditions of the permit; 

b. Inspect the facility, equipment, practices, or operations regulated or required under this permit; and 

c. Sample or monitor any substances or parameters at any location reasonably necessary to assure compliance with this 

permit or Department rules.  Reasonable time may depend on the nature of the concern being investigated. 

8. If, for any reason, the permittee does not comply with or will be unable to comply with any condition or limitation 

specified in this permit, the permittee shall immediately provide the Department with the following information: 

a. A description of and cause of noncompliance; and 

b. The period of noncompliance, including dates and times; or, if not corrected, the anticipated time the noncompliance is 

expected to continue, and steps being taken to reduce, eliminate, and prevent recurrence of the noncompliance. The 

permittee shall be responsible for any and all damages which may result and may be subject to enforcement action by 

the Department for penalties or for revocation of this permit. 

9. In accepting this permit, the permittee understands and agrees that all records, notes, monitoring data and other information 

relating to the construction or operation of this permitted source which are submitted to the Department may be used by the 

Department as evidence in any enforcement case involving the permitted source arising under the Florida Statutes or 

Department rules, except where such use is prescribed by Sections 403.111 and 403.73, F.S. Such evidence shall only be 

used to the extent it is consistent with the Florida Rules of Civil Procedure and appropriate evidentiary rules. 
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10. The permittee agrees to comply with changes in Department rules and Florida Statutes after a reasonable time for 

compliance; provided, however, the permittee does not waive any other rights granted by Florida Statutes or Department 

rules. A reasonable time for compliance with a new or amended surface water quality standard, other than those standards 

addressed in Rule 62-302.500, F.A.C., shall include a reasonable time to obtain or be denied a mixing zone for the new or 

amended standard. 

11. This permit is transferable only upon Department approval in accordance with Rules 62-4.120 and 62-730.300, F.A.C., as 

applicable. The permittee shall be liable for any non-compliance of the permitted activity until the transfer is approved by 

the Department. 

12. This permit or a copy thereof shall be kept at the work site of the permitted activity. 

13. This permit also constitutes: 

a. Determination of Best Available Control Technology (not applicable); 

b. Determination of Prevention of Significant Deterioration (not applicable); and 

c. Compliance with New Source Performance Standards ( applicable). 

14. The permittee shall comply with the following: 

a. Upon request, the permittee shall furnish all records and plans required under Department rules.  During enforcement 

actions, the retention period for all records will be extended automatically unless otherwise stipulated by the 

Department. 

b. The permittee shall hold at the facility or other location designated by this permit records of all monitoring information 

(including all calibration and maintenance records and all original strip chart recordings for continuous monitoring 

instrumentation) required by the permit, copies of all reports required by this permit, and records of all data used to 

complete the application for this permit. These materials shall be retained at least three years from the date of the 

sample, measurement, report, or application unless otherwise specified by Department rule. 

c. Records of monitoring information shall include: 

(1)  The date, exact place, and time of sampling or measurements; 

(2)  The person responsible for performing the sampling or measurements; 

(3) The dates analyses were performed; 

              (4)  The person responsible for performing the analyses; 

              (5)  The analytical techniques or methods used; 

(6)  The results of such analyses. 

15. When requested by the Department, the permittee shall within a reasonable time furnish any information required by law 

which is needed to determine compliance with the permit. If the permittee becomes aware the relevant facts were not 

submitted or were incorrect in the permit application or in any report to the Department, such facts or information shall be 

corrected promptly. 
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Unless otherwise specified in the permit, the following conditions apply to all emissions units and activities at the facility. 

EMISSIONS AND CONTROLS 

1. Plant Operation - Problems:  If temporarily unable to comply with any of the conditions of the permit due to breakdown of 

equipment or destruction by fire, wind or other cause, the permittee shall notify each Compliance Authority as soon as 

possible, but at least within one working day, excluding weekends and holidays.  The notification shall include:  pertinent 

information as to the cause of the problem; steps being taken to correct the problem and prevent future recurrence; and, 

where applicable, the owner’s intent toward reconstruction of destroyed facilities.  Such notification does not release the 

permittee from any liability for failure to comply with the conditions of this permit or the regulations.  [Rule 62-4.130, 

F.A.C.] 

2. Circumvention:  The permittee shall not circumvent the air pollution control equipment or allow the emission of air 

pollutants without this equipment operating properly.  [Rule 62-210.650, F.A.C.] 

3. Excess Emissions Allowed:  Excess emissions resulting from startup, shutdown or malfunction of any emissions unit shall 

be permitted providing (1) best operational practices to minimize emissions are adhered to and (2) the duration of excess 

emissions shall be minimized but in no case exceed 2 hours in any 24-hour period unless specifically authorized by the 

Department for longer duration.  Pursuant to Rule 62-210.700(5), F.A.C., the permit subsection may specify more or less 

stringent requirements for periods of excess emissions.  Rule 62-210-700(Excess Emissions), F.A.C., cannot vary or 

supersede any federal NSPS or NESHAP provision.  [Rule 62-210.700(1), F.A.C.] 

4. Excess Emissions Prohibited:  Excess emissions caused entirely or in part by poor maintenance, poor operation, or any 

other equipment or process failure that may reasonably be prevented during startup, shutdown or malfunction shall be 

prohibited.  [Rule 62-210.700(4), F.A.C.] 

5. Excess Emissions - Notification:  In case of excess emissions resulting from malfunctions, the permittee shall notify the 

Compliance Authority in accordance with Rule 62-4.130, F.A.C.  A full written report on the malfunctions shall be 

submitted in a quarterly report, if requested by the Department.  [Rule 62-210.700(6), F.A.C.] 

6. VOC or OS Emissions:  No person shall store, pump, handle, process, load, unload or use in any process or installation, 

volatile organic compounds (VOC) or organic solvents (OS) without applying known and existing vapor emission control 

devices or systems deemed necessary and ordered by the Department.  [Rule 62-296.320(1), F.A.C.] 

7. Objectionable Odor Prohibited:  No person shall cause, suffer, allow or permit the discharge of air pollutants, which cause 

or contribute to an objectionable odor.  An “objectionable odor” means any odor present in the outdoor atmosphere which 

by itself or in combination with other odors, is or may be harmful or injurious to human health or welfare, which 

unreasonably interferes with the comfortable use and enjoyment of life or property, or which creates a nuisance.  [Rules 62-

296.320(2) and 62-210.200(Definitions), F.A.C.] 

8. General Visible Emissions:  No person shall cause, let, permit, suffer or allow to be discharged into the atmosphere the 

emissions of air pollutants from any activity equal to or greater than 20% opacity.  This regulation does not impose a 

specific testing requirement.  [Rule 62-296.320(4)(b)1, F.A.C.] 

9. Unconfined Particulate Emissions:  During the construction period, unconfined particulate matter emissions shall be 

minimized by dust suppressing techniques such as covering and/or application of water or chemicals to the affected areas, 

as necessary.  [Rule 62-296.320(4)(c), F.A.C.] 

RECORDS AND REPORTS 

10. Records Retention:  All measurements, records, and other data required by this permit shall be documented in a permanent, 

legible format and retained for at least 5 years following the date on which such measurements, records, or data are 

recorded.  Records shall be made available to the Department upon request.  [Rule 62-213.440(1)(b)2, F.A.C.] 

11. Emissions Computation and Reporting: 

a. Applicability.  This rule sets forth required methodologies to be used by the owner or operator of a facility for 

computing actual emissions, baseline actual emissions, and net emissions increase, as defined at Rule 62-210.200, 

F.A.C., and for computing emissions for purposes of the reporting requirements of subsection 62-210.370(3) and 

paragraph 62-212.300(1)(e), F.A.C., or of any permit condition that requires emissions be computed in accordance 
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b. with this rule.  This rule is not intended to establish methodologies for determining compliance with the emission 

limitations of any air permit.  [Rule 62-210.370(1), F.A.C.] 

(1) Computation of Emissions.  For any of the purposes set forth in subsection 62-210.370(1), F.A.C., the owner or 

operator of a facility shall compute emissions in accordance with the requirements set forth in this subsection. 

Basic Approach.  The owner or operator shall employ, on a pollutant-specific basis, the most accurate of the 

approaches set forth below to compute the emissions of a pollutant from an emissions unit; provided, however, 

that nothing in this rule shall be construed to require installation and operation of any continuous emissions 

monitoring system (CEMS), continuous parameter monitoring system (CPMS), or predictive emissions 

monitoring system (PEMS) not otherwise required by rule or permit, nor shall anything in this rule be construed to 

require performance of any stack testing not otherwise required by rule or permit.  

(a) If the emissions unit is equipped with a CEMS meeting the requirements of paragraph 62-210.370(2)(b), 

F.A.C., the owner or operator shall use such CEMS to compute the emissions of the pollutant, unless the 

owner or operator demonstrates to the department that an alternative approach is more accurate because the 

CEMS represents still-emerging technology.  

(b) If a CEMS is not available or does not meet the requirements of paragraph 62-210.370(2)(b), F.A.C, but 

emissions of the pollutant can be computed pursuant to the mass balance methodology of paragraph 62-

210.370(2)(c), F.A.C., the owner or operator shall use such methodology, unless the owner or operator 

demonstrates to the department that an alternative approach is more accurate.  

(c) If a CEMS is not available or does not meet the requirements of paragraph 62-210.370(2)(b), F.A.C., and 

emissions cannot be computed pursuant to the mass balance methodology, the owner or operator shall use 

an emission factor meeting the requirements of paragraph 62-210.370(2)(d), F.A.C., unless the owner or 

operator demonstrates to the department that an alternative approach is more accurate.  

(2) Continuous Emissions Monitoring System (CEMS).  

(a) An owner or operator may use a CEMS to compute emissions of a pollutant for purposes of this rule 

provided:  

1) The CEMS complies with the applicable certification and quality assurance requirements of 40 CFR 

Part 60, Appendices B and F, or, for an acid rain unit, the certification and quality assurance 

requirements of 40 CFR Part 75, all adopted by reference at Rule 62-204.800, F.A.C.; or  

2) The owner or operator demonstrates that the CEMS otherwise represents the most accurate means of 

computing emissions for purposes of this rule.  

(b) Stack gas volumetric flow rates used with the CEMS to compute emissions shall be obtained by the most 

accurate of the following methods as demonstrated by the owner or operator:  

1) A calibrated flow meter that records data on a continuous basis, if available; or  

2) The average flow rate of all valid stack tests conducted during a five-year period encompassing the 

period over which the emissions are being computed, provided all stack tests used shall represent the 

same operational and physical configuration of the unit.  

(c) The owner or operator may use CEMS data in combination with an appropriate f-factor, heat input data, and 

any other necessary parameters to compute emissions if such method is demonstrated by the owner or 

operator to be more accurate than using a stack gas volumetric flow rate as set forth at subparagraph 62-

210.370(2)(b)2., F.A.C., above.  

(3) Mass Balance Calculations.  

(a) An owner or operator may use mass balance calculations to compute emissions of a pollutant for purposes 

of this rule provided the owner or operator:  

1) Demonstrates a means of validating the content of the pollutant that is contained in or created by all 

materials or fuels used in or at the emissions unit; and 
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2) Assumes that the emissions unit emits all of the pollutant that is contained in or created by any 

material or fuel used in or at the emissions unit if it cannot otherwise be accounted for in the process 

or in the capture and destruction of the pollutant by the unit’s air pollution control equipment.  

(b) Where the vendor of a raw material or fuel which is used in or at the emissions unit publishes a range of 

pollutant content from such material or fuel, the owner or operator shall use the highest value of the range to 

compute the emissions, unless the owner or operator demonstrates using site-specific data that another 

content within the range is more accurate. In the case of an emissions unit using coatings or solvents, the 

owner or operator shall document, through purchase receipts, records and sales receipts, the beginning and 

ending VOC inventories, the amount of VOC purchased during the computational period, and the amount of 

VOC disposed of in the liquid phase during such period.  

(4) Emission Factors.  

a. An owner or operator may use an emission factor to compute emissions of a pollutant for purposes of this rule 

provided the emission factor is based on site-specific data such as stack test data, where available, unless the 

owner or operator demonstrates to the department that an alternative emission factor is more accurate. An 

owner or operator using site-specific data to derive an emission factor, or set of factors, shall meet the 

following requirements.  

1) If stack test data are used, the emission factor shall be based on the average emissions per unit of 

input, output, or gas volume, whichever is appropriate, of all valid stack tests conducted during at 

least a five-year period encompassing the period over which the emissions are being computed, 

provided all stack tests used shall represent the same operational and physical configuration of the 

unit.  

2) Multiple emission factors shall be used as necessary to account for variations in emission rate 

associated with variations in the emissions unit’s operating rate or operating conditions during the 

period over which emissions are computed.  

3) The owner or operator shall compute emissions by multiplying the appropriate emission factor by the 

appropriate input, output or gas volume value for the period over which the emissions are computed.  

The owner or operator shall not compute emissions by converting an emission factor to pounds per 

hour and then multiplying by hours of operation, unless the owner or operator demonstrates that such 

computation is the most accurate method available.  

b. If site-specific data are not available to derive an emission factor, the owner or operator may use a published 

emission factor directly applicable to the process for which emissions are computed. If no directly-applicable 

emission factor is available, the owner or operator may use a factor based on a similar, but different, process.  

(5) Accounting for Emissions During Periods of Missing Data from CEMS, PEMS, or CPMS.  In computing the 

emissions of a pollutant, the owner or operator shall account for the emissions during periods of missing data from 

CEMS, PEMS, or CPMS using other site-specific data to generate a reasonable estimate of such emissions.  

(6) Accounting for Emissions During Periods of Startup and Shutdown.  In computing the emissions of a pollutant, 

the owner or operator shall account for the emissions during periods of startup and shutdown of the emissions 

unit.  

(7) Fugitive Emissions.  In computing the emissions of a pollutant from a facility or emissions unit, the owner or 

operator shall account for the fugitive emissions of the pollutant, to the extent quantifiable, associated with such 

facility or emissions unit.  

(8) Recordkeeping.  The owner or operator shall retain a copy of all records used to compute emissions pursuant to 

this rule for a period of five years from the date on which such emissions information is submitted to the 

department for any regulatory purpose.  

[Rule 62-210.370(2), F.A.C.] 

c. Annual Operating Report for Air Pollutant Emitting Facility
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(1) The Annual Operating Report for Air Pollutant Emitting Facility (DEP Form No. 62-210.900(5)) shall be 

completed each year for the following facilities:  

a. All Title V sources.  

b. All synthetic non-Title V sources.  

c. All facilities with the potential to emit ten (10) tons per year or more of volatile organic compounds or 

twenty-five (25) tons per year or more of nitrogen oxides and located in an ozone nonattainment area or 

ozone air quality maintenance area.  

d. All facilities for which an annual operating report is required by rule or permit. (2) Notwithstanding 

paragraph 62-210.370(3)(a), F.A.C., no annual operating report shall be required for any facility operating 

under an air general permit.  

(3) The annual operating report shall be submitted to the appropriate Department of Environmental Protection (DEP) 

division, district or DEP-approved local air pollution control program office by April 1 of the following year.  If 

the report is submitted using the Department’s electronic annual operating report software, there is no requirement 

to submit a copy to any DEP or local air program office.  

(4) Emissions shall be computed in accordance with the provisions of subsection 62-210.370(2), F.A.C., for purposes 

of the annual operating report.  

(5) Facility Relocation.  Unless otherwise provided by rule or more stringent permit condition, the owner or operator 

of a relocatable facility must submit a Facility Relocation Notification Form (DEP Form No. 62-210.900(6)) to 

the Department at least 30 days prior to the relocation.  A separate form shall be submitted for each facility in the 

case of the relocation of multiple facilities which are jointly owned or operated.  

[Rule 62-210.370(3), F.A.C.] 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

  


