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The purpose of this permit is to revise the terms and conditions of Title V Air Operation Permit No.: 0890003-

037-AV by incorporating the terms and conditions of air construction permit No. 0890003-034-AC.  The existing 
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Coordinates:  Zone 17, 456.2 km East and 3394.1 km North; Latitude:  30 40’53” North and Longitude:  

81 27’26” West. 

The Title V air operation The Title V air operation permit is issued under the provisions of Chapter 403, Florida 

Statutes (F.S.), and Florida Administrative Code (F.A.C.) Chapters 62-4, 62-210, 62-213.  The above named 

permittee is hereby authorized to operate the facility in accordance with the terms and conditions of this permit. 
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Subsection A.  Facility Description. 

This facility is a fully integrated Kraft linerboard mill that consists of major activities areas such as: wood yard, 

pulp mill, recycle plant, chemical recovery, power house and paper mill.  Also, it has a corrugated containers 

plant. 

Subsection B.  Summary of Emissions Units. 

EU No. Brief Description 

Regulated Emissions Units 

006 #5 Power Boiler 

007 #4 Recovery Boiler 

011 #5 Recovery Boiler 

013 #4 Smelt Dissolving Tank 

014 #5 Smelt Dissolving Tank 

015 #7 Power Boiler 

020 Tall Oil Plant 

021 #4 Lime Kiln 

024 C-Line Brownstock Washer System  

033 Pulping System MACT I 

035 Wide-web Flexographic Printers 

038 John Deere 210 BHP Diesel Engine- Model JU6H-UF50 

039 Caterpillar 292 BHP Diesel Engine– Model 3406c 

040 Caterpillar 292 BHP  Diesel Engine – Model 3406c 

Unregulated Emissions Units and Activities 

025 Wood yard 

026 Brownstock Washing 

028 Chemical Recovery Area 

029 Converting Area/Warehouse 

030 Facility-Wide miscellaneous 

031 Secondary Fiber Pulp 

032 Papermaking 
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Subsection C.  Applicable Regulations. 

Based on the Title V air operation permit revision application received March 26, 2013, this facility is a major 

source of hazardous air pollutants (HAP).  The existing facility is a PSD major source of air pollutants in 

accordance with Rule 62-212.400, F.A.C.  A summary of applicable regulations is shown in the following table.   

Regulation EU No(s). 

40 CFR 63, Subpart A, NESHAP General Provisions 007, 011, 013, 014, 021, 024, 

033, 035 

40 CFR 63, Subpart S - National Emission Standards for Hazardous Air 

Pollutants from the Pulp and Paper Industry 

006 (when NCGs regulated by 

Subpart S are burned in this 

emissions unit), 021, 024, 033 

40 CFR 63, Subpart KK 035 

40 CFR 63, Subpart MM - National Emission Standards for Hazardous Air 

Pollutants for Chemical Recovery Combustion Sources at Kraft, Soda, 

Sulfite, and Stand-Alone Semichemical Pulp Mill 

007, 011, 013, 014, 021 

40 CFR 63, Subpart ZZZZ- National Emissions Standards For Hazardous 

Air Pollutants For Stationary Reciprocating Internal Combustion Engines 

038, 039, 040 

40 CFR 63, Subpart DDDDD – Industrial, Commercial, and Institutional 

Boilers and Process Heaters 

006,015 

40 CFR 60, Subpart A, NSPS General Provisions 011, 014, 015, 021, 024 

40 CFR 60, Subpart BB- Standards of Performance for Kraft Pulp Mills 011, 014, 021, 024 

40 CFR 60, Subpart D -Standards of Performance for Fossil-Fuel-Fired 

Steam Generators for Which Construction Is Commenced After August 17, 

1971 

015 

40 CFR 60, Subpart Y -Standards of Performance for Coal Preparation 

Plants 

015 

40 CFR 61, Subpart A, NESHAP General Provisions 006 (when wastewater wood 

fiber residuals are fired as fuel 

in this emissions unit) 

40 CFR 61, Subpart E-National Emission Standard for Mercury 006 (when wastewater wood 

fiber residuals are fired as fuel 

in this emissions unit) 

Rules 62-212.300(1)(e), and 62-212.400(12), F.A.C. 015, 024 

Rule 296.410, F.A.C. –Carbonaceous Fuel Burning Equipment 006 

Rule 62-296.404, F.A.C. – Kraft Pulp Mills 006, 007, 011, 013, 014, 020, 

021 

Rule 62-296.405, F.A.C. – Fossil Fuel Steam Generators with More Than 

250 Million Btu Per Hour Heat Input 

006 

Rule 62-296.340, F.A.C. - Best Available Retrofit Technology (BART) 

Exemption 

006 
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The following conditions apply facility-wide to all emission units and activities: 

FW1.   Appendices.  The permittee shall comply with all documents identified in Section IV, Appendices, listed 

in the Table of Contents.  Each document is an enforceable part of this permit unless otherwise indicated.  

 [Rule 62-213.440, F.A.C.] 

Emissions and Controls 

FW2.   Objectionable Odor Prohibited.  No person shall cause, suffer, allow or permit the discharge of air 

pollutants, which cause or contribute to an objectionable odor.  An “objectionable odor” means any odor 

present in the outdoor atmosphere which by itself or in combination with other odors, is or may be 

harmful or injurious to human health or welfare, which unreasonably interferes with the comfortable use 

and enjoyment of life or property, or which creates a nuisance.   

[Rule 62-296.320(2) and 62-210.200(Definitions), F.A.C. .; AC45-141877; AC45-141873; AC45-

141872; AC45-141871; AC45-141875; AC45-141874] 

FW3.   General Volatile Organic Compounds (VOC) Emissions or Organic Solvents (OS) Emissions.  The 

permittee shall allow no person to store, pump, handle, process, load, unload or use in any process or 

installation, volatile organic compounds or organic solvents without applying known and existing vapor 

emission control devices or systems deemed necessary and ordered by the Department.   

 [Rule 62-296.320(1), F.A.C.] 

{Permitting Note:  Nothing is deemed necessary and ordered at this time.} 

FW4.   General Visible Emissions.  No person shall cause, let, permit, suffer or allow to be discharged into the 

atmosphere the emissions of air pollutants from any activity equal to or greater than 20% opacity.  EPA 

Method 9 is the method of compliance pursuant to Chapter 62-297, F.A.C.  This regulation does not 

impose a specific testing requirement.  

 [Rule 62-296.320(4)(b)1, F.A.C.] 

FW5. Visible Emissions Standard – Emission Units equipped with Wet Scrubbers.  Visible emissions limits for 

Kraft pulp mill emissions units equipped with wet scrubbers shall be effective only if the visible emission 

measurement can be made without being substantially affected by moisture condensation.  If the 

Department determines that visible emissions exceed 20 percent opacity, a special compliance test may be 

required in accordance with Rule 62-297.310(7)(b), F.A.C.  

  [Rule 62-296.404(1)(b) F.A.C.] 

FW6. Unconfined Particulate Matter.  No person shall cause, let, permit, suffer or allow the emissions of 

unconfined particulate matter from any activity, including vehicular movement; transportation of 

materials; construction; alteration; demolition or wrecking; or industrially related activities such as 

loading, unloading, storing or handling; without taking reasonable precautions to prevent such emissions.  

Reasonable precautions to prevent emissions of unconfined particulate matter at this facility include: 

The following requirements are “not federally enforceable”: 

Woodyard 

Chips are transported to the chip screening building and stacker/reclaimers on a covered conveyor.  

Sawdust and rejected chips from the screening process are transported by covered conveyor to the bark 

reclaimer.  Sawdust and chips are removed from the conveyors and transfer points and placed onto the 

ground.  The chips, sawdust, and other wood debris that escapes are collected with heavy equipment and 

placed in the bark reclaimer or the bark pile. 
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 Pulping Area General 

Chips are transported to the digester building on covered conveyors.  Chips are transported to the Kamyr 

Digester in a blow line providing complete enclosure.  Chips and fines that escape the transfer system are 

removed and then swept and carried to a chute where it is dumped to the ground or directly into a 

dumpster outside the digester building.  The pile that is created is reclaimed into the bark system. 

Chemical Recovery Area 

Purchased lime is unloaded in a closed system and transferred to storage.  Reburned lime from the lime 

kiln is transferred in an enclosed elevator system to storage.  Reburned lime is stored in the No. 1 Lime 

Bin and purchased lime is stored in the No. 2 Lime Bin.  PM emissions from the Nos. 1 and 2 Lime Bins 

are controlled by the baghouse in the No. 1 Lime Bin.  Lime piles are minimized by reclaiming as quickly 

as possible and hauling off-site if necessary.  Water is applied when necessary to minimize fugitive dust 

emissions. 

Facility 

Particulate matter emissions from roadways and any storage piles are minimized by water application, as 

necessary.  Paved parking areas are maintained on-site for employee parking.  Internal mill roadways are 

generally paved and speed limits are maintained.  Vegetation and trees are maintained on the north and 

east perimeters of the facility to minimize as practicable windblown particulate emissions from these 

areas. 

[Rule 62-296.320(4)(c)2., F.A.C.; Rule 62-213.440, F.A.C.] 

FW7. Startup, Shutdown, Malfunction Plan.  The Permittee shall adopt and implement a written startup, 

shutdown, and malfunction (SSM) plan that describes, in detail, procedures for operating and maintaining 

the source during periods of startup, shutdown, and malfunction.  The plan shall meet the requirements of 

40 CFR 63.6(e)(3) including containing a program of corrective action for malfunctioning processes and 

the air pollution control and monitoring equipment used to comply with the relevant standards of 40 CFR 

Part 63.  The current SSM Plan shall be maintained at the facility and be available for inspection and 

copying by the Administrator upon request. If the SSM Plan is subsequently revised pursuant to 40 CFR 

63.6(e)(3)(viii), the Permittee shall maintain at the facility each previous (i.e., superseded) version of the 

SSM Plan, and shall make each such previous version available for inspection and copying by the 

Administrator for a period of 5 years after revision of the plan.  Any revisions made to the startup, 

shutdown, and malfunction plan in accordance with the procedures established by 40 CFR 63.6(e), shall 

not be deemed to constitute a Part 70 or 71 permit revision. Moreover, none of the procedures specified 

by the startup, shutdown, and malfunction plan for an affected source shall be deemed to fall within the 

permit shield. 

Note:  This condition is applicable to Emissions Units 006, 007, 011, 013, 014, 021, 024, and 033.  

[40 CFR 63.6(e)] 

Annual Reports and Fees  

See Appendix RR, Facility-wide Reporting Requirements for additional details. 

FW7. Annual Operating Report.  The permittee shall submit an annual report that summarizes the actual 

operating rates and emissions from this facility.  Annual operating reports shall be submitted to the 

Compliance Authority by April 1
st
 of each year.   

 [Rule 62-210.370(3), F.A.C.] 
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FW8. Annual Emissions Fee Form and Fee.  The annual Title V emissions fees are due (postmarked) by March 

1
st
 of each year.  The completed form and calculated fee shall be submitted to:  Major Air Pollution 

Source Annual Emissions Fee, P.O. Box 3070, Tallahassee, Florida  32315-3070.  The forms are 

available for download by accessing the Title V Annual Emissions Fee On-line Information Center at the 

following Internet web site:  http://www.dep.state.fl.us/air/emission/tvfee.htm.   

 [Rule 62-213.205, F.A.C.] 

FW9. Annual Statement of Compliance.  The permittee shall submit an annual statement of compliance to the 

compliance authority at the address shown on the cover of this permit within 60 days after the end of each 

calendar year during which the Title V permit was effective.   

 [Rules 62-213.440(3)(a)2. & 3. and (3)(b), F.A.C.] 

FW10. Prevention of Accidental Releases (Section 112(r) of CAA).  If and when the facility becomes subject to 

112(r), the permittee shall: 

a. Submit its Risk Management Plan (RMP) to the Chemical Emergency Preparedness and Prevention 

Office (CEPPO) RMP Reporting Center.  Any Risk Management Plans, original submittals, revisions 

or updates to submittals, should be sent to:  RMP Reporting Center, Post Office Box 10162, Fairfax, 

VA  22038, Telephone:  (703) 227-7650. 

b. Submit to the permitting authority Title V certification forms or a compliance schedule in accordance 

with Rule 62-213.440(2), F.A.C. 

  [40 CFR 68] 

 

http://www.dep.state.fl.us/air/emission/tvfee.htm
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In order to provide better customer service and enhance the permitting experience in the Draft/Proposed permit 

only the emission unit(s) (EU) which are changed in the revision are listed in Section III. EMISSIONS UNITS 

AND SPECIFIC CONDITIONS.  

 

The specific conditions in this section apply to the following emissions unit: 

EU No. Brief Description 

-006 No. 5 Power Boiler.  Particulate matter emissions, including the fly ash, are controlled by a multiple 

cyclone (without fly ash reinjection), followed by a single chamber, 3 electric field, electrostatic 

precipitator (ESP).  The ESP collected fly ash is injected into one of the No. 7 Power Boiler coal 

pulverizers and the boiler bottom ash to the wastewater treatment plant or off-site landfill.   

 

The total maximum operational heat input of this emissions unit is 805 MMBtu/hr.  This emissions 

unit may burn carbonaceous fuel and No. 6 fuel oil in any combination or 100% No. 6 fuel oil.  The 

No. 6 fuel oil may contain on-specification used oil.  No. 2 fuel oil may also be fired in any 

combination with other permitted fuels or 100% No. 2 fuel oil.  The carbonaceous fuel may contain 

wastewater wood fiber residuals. 

 

Low volume, high concentration (LVHC) Noncondensible gases (NCG) from the batch digester 

system, continuous digester system, turpentine recovery system, evaporator systems, and foul 

condensate collection tank are collected and burned in this boiler as the backup control device to the 

No. 4 Lime Kiln for compliance with 40 CFR 63, Subpart S. 

 

CAM applies to this emission unit for particulate matter. 

{Permitting notes:  This emissions unit is regulated under: Rule 296.410, F.A.C. –Carbonaceous Fuel Burning 

Equipment; Rule 62-296.404, F.A.C. – Kraft Pulp Mills; Rule 62-296.405, F.A.C. – Fossil Fuel Steam Generators 

with More Than 250 Million Btu Per Hour Heat Input; Rule 62-296.340, F.A.C. - Best Available Retrofit 

Technology (BART) Exemption; Compliance Assurance Monitoring (CAM), adopted and incorporated by 

reference in Rule 62-204.800, F.A.C.;40 CFR 63 Subpart S- National Emission Standards for Hazardous Air 

Pollutants from the Pulp and Paper Industry, adopted and incorporated by reference in Rule 62-204.800, F.A.C., 

40 CFR 61 Subpart E- National Emission Standard for Mercury; and 40 CFR 63, Subpart DDDDD, National 

Emission Standards for Hazardous Air Pollutants for Major Sources: Industrial, Commercial, and Institutional 

Boilers and Process Heaters. This emissions unit is classified as existing industrial boiler under 40 CFR 63, 

Subpart DDDDD.} 

 

Essential Potential to Emit (PTE) Parameters 

A.1. Permitted Capacity: The operation rate shall not exceed 805 MMBtu/hr (based on a 24-hour average). 

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; Application No. 0890003-037-AV]  

A.2. Method of Operation: This emissions unit shall be fired with carbonaceous fuel (bark, wood, sawdust, 

wastewater wood fiber residuals, and bark ash) and No. 6 fuel oil in any combination.  The sulfur content in the 

No. 6 fuel oil shall not exceed 2.5% by weight.  The source of the wastewater wood fiber residuals fired in this 

emissions unit shall be from the onsite, wastewater treatment system (primary and secondary clarifiers) only. 

Alternative Methods of Operation are described below: 
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Condition A.2. Continued: 

 

Alternative 
Method 

Fuel Options Maximum Heat 

Input Rate  

(MMBtu/hr) 

 

Maximum Operating 

Rate 

1 Carbonaceous fuel only       (24-hr) 457.0 MMBtu/hr
1
 107,600 lb/hr

1  

(53.8 TPH) 

2 

 

No. 6 fuel oil only
2               (1-hr) 657.8 MMBtu/hr 4,417 gal/hr

2
 

                                                (24-hr) 573.4 MMBtu/hr
1
 3,850 gal/hr

1,2,3
 

3 

 

No. 2 fuel oil only
2               (1-hr) 657.8 MMBtu/hr 4,837 gal/hr 

                                                (24-hr) 573.4 MMBtu/hr
1
 4,216 gal/hr 

4 Combination of carbonaceous fuel 

and fuel oil 

805 MMBtu/hr Bark – 457.0 MMBtu/hr 
Fuel oil - 348 MMBtu/hr 

1 
Based on permit limit. 

2 
Fuel oil may include on-spec used oil. Prior to blending it shall comply with the provisions of 40 CFR 279 & 

761, and Used Oil Conditions in Subsection N. 

3 
92,400 gallons per 24-hour period. 

[Rule 62-213.410, F.A.C., Construction Permit No. AC45-194149; Construction Permit No. 0890003-003-AC; 

Construction Permit No. 0890003-010-AC; Construction Permit No. AC45-190382/PSD-FL-165] 

A.3. Hours of Operation: The hours of operation are not limited (8760 hours/year). 

[Rules 62-4.070(3) and 62-210.200(PTE), F.A.C.; Construction permit No. AC45-194149] 

A.4. Emissions Unit Operating Rate Limitation After Testing.  See the related testing provisions in Appendix 

TR, Facility-wide Testing Requirements.   

[Rule 62-297.310(2), F.A.C.] 

 

Emission Limitations and Standards 

{Permitting note:  Table 1-1, Summary of Air Pollutant Standards and Terms, summarizes information for 

convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

{Permitting Note:  Unless otherwise specified, the averaging times for Specific Conditions A.5.a. – A.9. are based 

on the specified averaging time of the applicable test method.} 

A.5.a.   Particulate Matter Emissions – Alternative Methods 1 or 4.  Particulate matter emissions shall not exceed 

0.3 lb per MMBtu heat input from carbonaceous fuels or 0.1 lb per MMBtu heat input from No. 6 fuel oil, and 

137.1 lb per hour and 598.9 TPY. 

[Rule 62-296.410(1)(b)2., F.A.C.; Construction Permit No. AC45-194149] 
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A.5.b.1. Particulate Matter Emissions – Alternative Methods 2 or 3
1
.  Particulate Matter emissions shall not 

exceed 0.1 pounds per million Btu heat input, as measured by applicable compliance methods. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

[Rule 62-296.405(1)(b), F.A.C.; Construction Permit No. AC45-194149] 

A.5.b.2. Particulate Matter Emissions- Alternate Methods 2 or 3- Soot Blowing & Load Change
1,2

.  Particulate 

Matter emissions shall not exceed an average of 0.3 lb/MMBTU heat input while boiler cleaning (soot blowing) 

or during a load change.  These excess emissions resulting from operation in either of these two modes shall not 

exceed 3 hours in any 24-hour period.  Best operational practices to minimize emissions shall be adhered to and 

the duration of excess emissions shall be minimized. 

A load change occurs when the operational capacity of a unit is in the 10 percent to 100 percent capacity range, other than 

startup or shutdown, which exceeds 10 percent of the unit’s rated capacity and which occurs at a rate of 0.5 percent per 

minute or more. 

1  
Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

2
  Rule 62-210.700 (Excess Emissions), F.A.C. cannot vary any requirement of an NSPS, NESHAP or Acid 

Rain program provision.   

[Rule 62-210.700(3), F.A.C.] 

A.6. SO2 Standard.  Sulfur dioxide emissions shall not exceed 550.0 lb/hour based on a 24-hour rolling 

average as determined by SO2 CEMS.  Compliance with this standard ensures that the mill is exempt from the 

provisions of BART at Rule 62-296.340, F.A.C.  Failure to comply with the SO2 standard in this permit may 

subject this facility to BART review.  

[Rules 62-4.070(3) and 62-296.340(5)(c), F.A.C., Construction Permit No. 0890003-018-AC] 

A.7.   Total Reduced Sulfur Emissions – All Methods of Operation.  When NCG gases are collected and routed 

to this Emissions Unit, TRS emissions shall not exceed 5 ppm by volume on a dry basis at standard conditions 

corrected to 10% oxygen as a 12-hour average, and 11.74 lb/hr and 12.85 tons per year.  

[Rule 62-296.404(3)(f), F.A.C.; Construction Permit No. 0890003-003-AC] 

A.8.a.   Visible Emissions – Alternative Methods 1 or 4.  Visible emissions shall not exceed 30% opacity except 

for two minutes per hour of not more than 40% opacity.  

[Rule 62-296.410(1)(b)1., F.A.C.; Construction Permit No. AC45-194149] 

A.8.b.  Visible Emissions – Alternate Methods 2 or 3
1
.  Visible emissions shall not exceed 20% opacity except 

for one, two minute period per hour during which opacity shall not exceed 40%. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

[Rule 62-296.405(1)(a), F.A.C.; Construction Permit No. AC45-194149] 
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A.8.c.   Visible Emissions -Alternate Methods 2 or 3 - Soot Blowing & Load Change
1,2

.  Excess emissions 

resulting from boiler cleaning (soot blowing) and load change shall be permitted provided the duration of such 

excess emissions shall not exceed 3 hours in any 24-hour period and visible emissions shall not exceed 60% 

opacity, and provided (1) best operation practices to minimize emissions are adhered to and (2) the duration of 

excess emissions is minimized.  

Visible emissions above 60% opacity shall be allowed for not more than 4, six (6)-minute periods, during the 3-

hour period of excess emissions for boilers that are operating continuous opacity monitors.  

A load change occurs when the operational capacity of a unit is in the 10 percent to 100 percent capacity range other than 

startup or shutdown, which exceeds 10 percent of the unit’s rated capacity and which occurs at a rate of 0.5 percent per minute 

or more. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

2
 Rule 62-210.700 (Excess Emissions), F.A.C. cannot vary any requirement of an NSPS, NESHAP or Acid Rain 

program provision.   

[Rule 62-210.700(3), F.A.C.] 

A.9.  Mercury Emissions – Alternative Methods 1 or 4.  Mercury emissions, when wastewater wood fiber 

residuals are fired, shall not exceed 3.2 kg (7.1 lb) of mercury per 24-hour period. 

[40 CFR 61.52(b)] 

 

State Excess Emissions 

Rule 62-210.700 (Excess Emissions), F.A.C. cannot vary any requirement of an NSPS, NESHAP or Acid Rain 

program provision.  Specifically, this rule applies to Conditions A.5.a., A.5.b.1., A.8.a., A.8.b. 

A.10.   Excess Emissions – Alternate Methods 1 or 4 – Startup, Shutdown, Malfunction.  Excess Emissions 

resulting from startup, shutdown or malfunction shall be permitted providing (1) best operational practices to 

minimize emissions are adhered to and (2) the duration of excess emissions shall be minimized but in no case 

exceed 2 hours in any 24 hour period unless authorized by the Department for longer duration.  For a cold start-up 

of this boiler, excess emissions shall not exceed 6.0 hours in any 24 hour period provided best operational 

practices to minimize emissions are followed. For a warm start-up of this boiler, excess emissions shall not 

exceed 3.0 hours in any 24 hour period provided best operational practices to minimize emissions are followed.  

The Department may specifically authorize a longer period on a case by case basis.     

A Warm Start-up of this boiler shall mean a startup of the boiler following a shutdown lasting less than 24 hours. 

A Cold Start-up of this boiler shall mean a startup of the boiler following a shutdown lasting at least 24 hours. 

[Rule 62-210.700(1), F.A.C.; Application No. 0890003-037-AV] 

A.11.  Excess Emissions Alternate Methods 2 or 3 – Startup and Shutdown
1
.  Excess Emissions resulting from 

startup or shutdown shall be permitted provided that best operational practices to minimize emissions are adhered 

to and the duration of excess emissions shall be minimized. 

1
  Applicable when the boiler is operated as a fossil fuel fired boiler per Rule 62-296.405, F.A.C. 

[Rule 62-210.700(2), F.A.C.] 
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A.12.  Excess Emissions- All Methods of Operation.  Excess emissions caused entirely or in part by poor 

maintenance, poor operation, or any other equipment or process failure, which may reasonably be prevented 

during startup, shutdown, or malfunction shall be prohibited. 

[Rule 62-210.700(4), F.A.C.] 

 

Federal Excess Emissions 

A.13. Operation and Maintenance Requirements- Applicable when Wastewater wood fiber residuals are fired in 

Emissions Unit.   The owner or operator of each stationary source shall maintain and operate the source, including 

associated equipment for air pollution control, in a manner consistent with good air pollution control practice for 

minimizing emissions. Determination of whether acceptable operating and maintenance procedures are being used 

will be based on information available to the Administrator which may include, but is not limited to, monitoring 

results, review of operating and maintenance procedures, and inspection of the source. 

[40 CFR 61.12(c)] 

A.14. Operation and Maintenance Requirements- Applicable when Low volume, high concentration (LVHC) 

Noncondensible gases (NCG) subject to 40 CFR 63 Subpart S are fired in Emissions Unit. 

(1)(i) At all times, including periods of startup, shutdown, and malfunction, the owner or operator must operate 

and maintain any affected source, including associated air pollution control equipment and monitoring equipment, 

in a manner consistent with safety and good air pollution control practices for minimizing emissions. During a 

period of startup, shutdown, or malfunction, this general duty to minimize emissions requires that the owner or 

operator reduce emissions from the affected source to the greatest extent which is consistent with safety and good 

air pollution control practices. The general duty to minimize emissions during a period of startup, shutdown, or 

malfunction does not require the owner or operator to achieve emission levels that would be required by the 

applicable standard at other times if this is not consistent with safety and good air pollution control practices, nor 

does it require the owner or operator to make any further efforts to reduce emissions if levels required by the 

applicable standard have been achieved. Determination of whether such operation and maintenance procedures 

are being used will be based on information available to the Administrator which may include, but is not limited 

to, monitoring results, review of operation and maintenance procedures (including the startup, shutdown, and 

malfunction plan required in paragraph (e)(3) of this section), review of operation and maintenance records, and 

inspection of the source. 

(ii) Malfunctions must be corrected as soon as practicable after their occurrence. To the extent that an unexpected 

event arises during a startup, shutdown, or malfunction, an owner or operator must comply by minimizing 

emissions during such a startup, shutdown, and malfunction event consistent with safety and good air pollution 

control practices. 

(iii) Operation and maintenance requirements established pursuant to section 112 of the Act are enforceable 

independent of emissions limitations or other requirements in relevant standards. 

[40 CFR 63.6(e)(1)] 

A.15.  Excess Emissions – All Methods of Operation- Applicable when Low volume, high concentration (LVHC) 

Noncondensible gases (NCG) subject to 40 CFR 63 Subpart S are fired in Emissions Unit. 

This emissions unit shall also meet the excess emissions requirements as stated in Condition No. J.4. 

[40 CFR 63.443(e)(1)] 
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Monitoring of Operations 

A.16. CAM Plan.  This emissions unit is subject to the Compliance Assurance Monitoring (CAM) requirements 

contained in the attached Appendix CAM.  Failure to adhere to the monitoring requirements specified does not 

necessarily indicate an exceedance of a specific emissions limitation; however, it may constitute good reason to 

require compliance testing pursuant to Rule 62-297.310(7)(b), F.A.C.   

[40 CFR 64; Rules 62-204.800 and 62-213.440(1)(b)1.a., F.A.C.] 

A.17.   Fuel Oil Flow Meter.  A fuel flow meter with data storage and print capability shall be installed and 

calibrated on the fuel line supplying the fuel oil to the No. 5 Power Boiler.  The fuel flow meter shall meet an 

accuracy of ± 2.0% of the upper range value, and calibrations will be performed at least annually. 

[Construction Permit No. AC45-194149; Construction Permit No. 0890003-003-AC] 

A.18.   Opacity Monitor.  A visible emissions (VE) continuous monitor system (CMS) shall be used to evaluate 

and record the opacity of the stack flue gas.  The CMS shall be properly calibrated, operated and maintained in 

accordance with Rule 62-297.520, F.A.C. 

[Rule 62-296.405(1)(f)1.a.,F.A.C.; Construction Permit No. AC45-194149] 

 

Compliance Monitoring 

A.19.   SO2 CEMS & Exhaust Flow Monitor Required for Demonstrating Compliance.  The permittee shall 

properly install, calibrate, maintain and operate a CEMS to measure and record SO2 emissions and exhaust flow 

for reporting in units of the applicable standard.  The permittee shall comply with the specific requirements in 

Appendix CEMS of this permit.    

[Rules 62-4.070(3) and 62-296.340(BART), F.A.C.; Construction Permit No. 0890003-018-AC] 

A.20.  SO2 CEMS & Exhaust Flow Monitor Certification.  The continuous flow monitor used to determine the 

stack exhaust flow rate shall be certified pursuant to 40 CFR Part 60, Appendix B, Performance Specification 6.  

The SO2 CEMS shall be certified pursuant to 40 CFR Part 60, Appendix B, Performance Specification 2. 

[Construction Permit No. 0890003-018-AC, Appendix D] 

A.21.  SO2 CEMS & Exhaust Flow Monitor Quality Assurance:   The permittee shall follow the quality 

assurance procedures of 40 CFR Part 60, Appendix F.  The required RATA tests for the SO2 monitor shall be 

performed using EPA Method 6C in Appendix A of 40 CFR Part 60. 

[Construction Permit No. 0890003-018-AC, Appendix D] 

A.22.  SO2 CEMS RATA Test/Annual Compliance Stack Test.  Data collected during CEMS quality assurance 

RATA tests can substitute for annual stack tests, provided the permittee indicates this intent in the submitted test 

protocol and follows the procedures outlined in the CEMS Operation Plan. 

[Construction Permit No. 0890003-018-AC, Appendix D] 

A.23.  SO2 CEMS Used for Compliance:  Once adherence to 40 CFR Part 60, Appendix B, Performance 

Specification 2 is demonstrated, the permittee shall use the CEMS to demonstrate compliance with the emission 

standard as specified by Condition A.6. 

[Construction Permit No. 0890003-018-AC, Appendix D] 

 

 



SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS. 

Subsection A.  Emissions Unit 006 

RockTenn CP, LLC. Permit No. 0890003-038-AV 
Fernandina Beach Mill Title V Air Operation Permit Revision 

Page 13 of 116 

A.24.  SO2 CEMS Required for Reporting Annual Emissions.  The permittee shall use data from the CEMS 

when calculating annual emissions for purposes of computing actual emissions, baseline actual emissions and net 

emissions increase, as defined at Rule 62-210.200, F.A.C., and for purposes of computing emissions pursuant to 

the reporting requirements of Rules 62-210.370(3) and 62-212.300(1)(e), F.A.C.  The permittee shall follow the 

procedures in Appendix CEMS for calculating annual emissions.   

[Rules 62-4.070(3) and 62-210.370(3), F.A.C; Construction Permit No. 0890003-018-AC] 

 

Test Methods and Procedures 

{Permitting note:  Table 2-1, Summary of Compliance Requirements, summarizes information for convenience 

purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

A.25.a.  Particulate Matter – Alternate Methods 1 or 4.  The test method for particulate matter emissions shall be 

EPA Method 5, incorporated and adopted by reference in Chapter 62-297, F.A.C.  A compliance test shall be 

performed annually, once each federal fiscal year. 

[Rule 62-296.410(3)(b), F.A.C.; Rule 62-297.310(7)(a)4.b., F.A.C.] 

A.25.b.1.  Particulate Matter – Alternate Methods 2 or 3
1
.  The test method for particulate matter emissions shall 

be EPA Method 5, incorporated and adopted by reference in Chapter 62-297, F.A.C.  The minimum sample 

volume shall be 30 dry standard cubic feet.  EPA Method 5 may be used with filter temperature at no more than 

320 degrees Fahrenheit.  An acetone wash shall be used with the test method.  A compliance test shall be 

performed annually, once each federal fiscal year.  A test shall not be required, however, if the emissions unit 

does not burn liquid fuel, other than startup, for a total of more than 400 hours in a federal fiscal year. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

[Rule 62-296.405(1)(e)2.,F.A.C.; Rule 62-297.310(7)(a)5.,F.A.C.; Construction Permit No. AC45-194149] 

A.25.b.2.  Particulate Matter– Alternate Methods 2 or 3– Soot Blowing
1
.  The test method for particulate matter 

emissions shall be as specified in Condition A.25.b.1.  A compliance test shall be conducted annually while the 

emissions unit is operating under soot blowing conditions in each federal fiscal year during which soot blowing is 

part of normal emissions unit operation, except that such test shall not be required in any federal fiscal year in 

which the fossil fuel steam generator does not burn liquid fuel for more than 400 hours other than during startup. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

[Rule 62-297.310(7)(a)2., F.A.C.] 

A.26.  Fuel Oil Sulfur Content.  The sulfur content of the No. 6 fuel oil shall be verified using DEP approved 

ASTM methods; and, the lab analysis data sheet, which is provided by the fuel oil vendor upon delivery, shall be 

kept on record for at least two years. 

[Construction Permit No. AC45-194149; Applicant Request dated November 30, 2005] 

A.27.  Total Reduced Sulfur Emissions – All Methods of Operation.  When routing TRS gases to this boiler for 

thermal destruction, the gases shall be introduced with the primary fuel or into the flame zone, or with the 

combustion air. The TRS gases shall be subject to a minimum temperature of 650 °C (1200  F) for at least 0.5 

second. It is assumed that compliance with the TRS emissions limit stated in Condition No. A.7. is achieved by 

maintaining this minimum temperature and residence time. 

[Rules 62-296.404(3)(a)1., and 62-296.404(5)(d), F.A.C.; 40 CFR 60.283(a)(1)(iii)] 
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A.28.a. Visible Emissions- Alternate Methods 1 or 4.  The test method for visible emissions shall be EPA Method 

9, incorporated and adopted by reference in Chapter 62-297, F.A.C.  A compliance test shall be performed 

annually, once each federal fiscal year. 

[Rule 62-296.410(3)(a), F.A.C. ; Rule 62-297.310(7)(a)4.a., F.A.C.] 

A.28.b. Visible Emissions- Alternate Methods 2 or 3
1
.  The test method for visible emissions shall be EPA 

Method 9, incorporated and adopted by reference in Chapter 62-297, F.A.C.  A compliance test shall be 

performed annually, once each federal fiscal year. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

[Rule 62-296.405(e)1., F.A.C. ; Rule 62-297.310(7)(a)4.a., F.A.C.] 

A.28.c.  Visible Emissions Alternate Methods 2 or 3– Soot Blowing and Load Change
1
. The test method for 

visible emissions shall be EPA Method 9, incorporated and adopted by reference in Chapter 62-297, F.A.C.  A 

compliance test shall be performed annually, once each federal fiscal year. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

[Rule 62-297.310(7)(a)4.a., F.A.C.] 

A.29.   Mercury Emissions – Alternative Methods 1 or 4.  Pursuant to 40 CFR 61.55(a), an annual performance 

test demonstrated by either stack sampling according to 40 CFR 61.53 or sludge sampling according to 40 CFR 

61.54 is not required for sources in which mercury emissions do not exceed 1.6 kg (3.5 lb) per 24-hour period.  

Records of the performance test and other data needed to determine total emissions shall be retained at the facility 

and shall be made available, for inspection by the Administrator, for a minimum of 2 years. 

Permitting Note: Mercury emissions from this emissions unit, as demonstrated by performance testing conducted 

January 12, 2005, and July 10-11, 2007, are below the threshold requiring annual performance testing. 

[Performance Testing dated January 12, 2005; Performance Testing dated July 10-11, 2007; 40 CFR 61.55(a), 40 

CFR 61.53(d)(6)] 

A.30. Common Testing Requirements.  Unless otherwise specified, tests shall be conducted in accordance with 

the requirements and procedures specified in Appendix TR, Facility-Wide Testing Requirements, of this permit.   

[Rule 62-297.310, F.A.C.] 

 

Recordkeeping and Reporting Requirements 

A.31.    Sulfur Dioxide (24-hr) - NCG/Fuel Oil. The facility shall maintain records of the following: 

 The sulfur content of the fuel oil, 

 The flow rate of the fuel oil, 

 The amount (gallons) of the fuel oil 

[Application No. 0890003-025-AV] 

A.32.   Other Requirements.    The Permittee shall comply with the recordkeeping, reporting, and notification 

requirements of Appendix CEMS (Standard CEMS Requirements). 

[Construction Permit No. 0890003-018-AC] 
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A.33.   Excess Emissions – Alternate Methods 2 or 3 - Quarterly Reporting Requirements
1
.  The owner or 

operator shall submit to the Department a written report of emissions in excess of emission limiting standards in 

Condition A.5.b.1., and A.8.b. for each calendar quarter.  The nature and cause of the excessive emissions shall be 

explained.  This report does not relieve the owner or operator of the legal liability for violations.  All recorded 

data shall be maintained on file by the facility for a period of two years. 

1
  Applicable when the boiler is fired with 100% fuel oil during times other than startup, shutdown, or 

malfunction. 

[Rule 62-296.405(1)(g), F.A.C.] 

A.34.   Excess Emissions- All Methods of Operation– Malfunction.  In case of excess emissions resulting from 

malfunctions, the owner or operator shall notify the Department in accordance with Rule 62-4.130, F.A.C.  A full 

written report on the malfunctions shall be submitted in a quarterly report, if requested by the Department. 

[Rule 62-210.700(6), F.A.C.] 

A.35. Other Reporting Requirements.  See Appendix RR, Facility-Wide Reporting Requirements, for additional 

reporting requirements. 

 

Common Conditions 

A.36.   This emissions unit is also subject to Common Condition Nos. N.1. - N.5. 

 

Other Applicable Requirements 

A.37. Federal Rule Requirements.  In addition to the specific conditions listed above, this emissions unit is also 

subject to the applicable requirements contained in:  

40 CFR 61, Subpart A – General Provisions 

40 CFR 61, Subpart E – National Emission Standard for Mercury 

40 CFR 63, Subpart A – General Provisions 

40 CFR 63, Subpart S -  National Emission Standards for Hazardous Air Pollutants from the Pulp and Paper 

Industry 

40 CFR 63, Subpart DDDDD – National Emission Standards for Hazardous Air Pollutants for Major Sources: 

Industrial, Commercial, and Institutional Boilers and Process Heaters. The applicable requirements contained in 

40 CFR 63, Subpart A General Provision: Table 10 of 40 CFR 63 Subpart DDDDD, which shows the parts of the 

General Provisions in §§63.1 through 63.15 are applicable. 

[Rule 62-213.440, F.A.C.] 

A.38. Compliance Date: The owner or operator shall comply with the applicable emission limitations and 

operating limitations of 40 CFR 63 Subpart DDDDD no later than January 31, 2016. 

[40 CFR 40 CFR 63.7495(b)] 
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The specific conditions in this section apply to the following emissions unit: 

 

EU No. Brief Description 

-015 #7 Power Boiler, a coal and natural gas fired boiler that is capable of generating 825,000 pounds of 

steam per hour at 825 °F and 850 psig.   

Auxiliary equipment includes an economizer, fans and drives, air preheater, instrumentation, 

breaching and duct work, and related piping.  A two-chamber, 6-field each chamber, electrostatic 

precipitator manufactured by Hamon Research-Cottrell, is used to control particulate emissions. 

In addition, the Coal Handling System (EP 01) and the Ash Handling System (EP 02) are identified 

under this emissions unit.  PM emissions from the Ash Handling System are controlled by a fabric 

filter. 

CAM applies to this emission unit for particulate matter. 

{Permitting note(s):  The No. 7 Power Boiler is regulated under NSPS - 40 CFR 60, Subpart D, Standards of 

Performance for Fossil-Fuel-Fired Steam Generators for Which Construction Is Commenced After August 17, 

1971, adopted and incorporated by reference in Rule 62-204.800, F.A.C. and Rule 212.400(5), F.A.C., Prevention 

of Significant Deterioration (PSD): Permit(s) No(s). PSD-FL-062; Rule 62-212.400(6), F.A.C., Best Available 

Control Technology (BACT) Determination, dated October 11, 1980 and amended in 1984, Compliance 

Assurance Monitoring (CAM), adopted and incorporated by reference in Rule 62-204.800, F.A.C.; and 40 CFR 

63, Subpart DDDDD, National Emission Standards for Hazardous Air Pollutants for Major Sources: Industrial, 

Commercial, and Institutional Boilers and Process Heaters. This emissions unit is classified as existing industrial 

boiler under40 CFR 63, Subpart DDDDD.} 

The Coal Handling System (EP 01) is regulated under Rule 62-212.400(5), F.A.C., Prevention of Significant 

Deterioration (PSD): Permit No. PSD-FL-062 and 40 CFR 60 Subpart Y – Standards of Performance for Coal 

Preparation Plants.  

The Ash Handling System (EP02) is regulated under Rule 212.400(5), F.A.C., Prevention of Significant 

Deterioration (PSD): Permit(s) No(s). PSD-FL-062.   

The following specific conditions apply to the emissions unit(s) listed above: 

 

Essential Potential to Emit (PTE) Parameters 

F.1.   Permitted Capacity.  The operation rate shall not exceed 1,021 MMBtu/hr (based on a 24-hour average). 

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C. .; Application No. 0890003-037-AV] 

F.2.  Hours of Operation.  The hours of operation for this emissions unit shall not exceed 8760 hours/year. 

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; AC45-35532 Modification dated 1/22/85] 

F.3.  Methods of Operation - This emissions unit is fired primarily with coal. Nos. 2 and 6 Fuel Oil, and natural 

gas may be fired during startup, shutdown, and malfunction, and at other times as needed for flame stabilization 

and to maintain steam production. At all times, including periods of startup, shutdown, and malfunction, owners 

and operators shall, to the extent practicable, maintain and operate any affected facility including associated air 

pollution control equipment in a manner consistent with good air pollution control practice for minimizing 

emissions, pursuant to 40 CFR 60.11(d). The sulfur content in the fuel oil shall not exceed 2.5% by weight. The 

emissions standards of NSPS Subpart D do not apply during startup, shutdown, and malfunction.   
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Alternative Methods of Operation are described below: 

Alternative 

Method 
Fuel Options

1
 Maximum Heat Input 

Rate  (MMBtu/hr) 

Maximum Operating 

Rate 

1 Coal only (24-hr) 1,021 MMBtu/hr 81,680 lb/hr
2
 

2 No. 6 fuel oil only
3&7

 

(24-hr) 

1,021 MMBtu/hr 6,800 gal/hr 

3 No. 2 fuel oil only (24-

hr) 

1,021 MMBtu/hr 7,293 gal/hr
4
 

4 Natural Gas (24 hr 

average) 

240 MMBtu/hr 233,463 ft
3
/hr

5
 

5 Any combination of the 

alternative methods listed 

above 

1,021 MMBtu/hr Individual rates listed 

above 

6 Any combination of the 

alternative methods listed 

above with No. 5 Power 

Boiler ash 

1,021 MMBtu/hr Up to individual rates 
listed above + up to 10 
tons (bark ash)

6
/hr 

 

1 
Fly ash from the No. 5 Power Boiler may be injected with any alternate method of operation. 

2 
Based on coal heating value of 12,500 Btu/lb.  Operating rate is not measured; instead, this value is 

calculated. See Condition Title V Air Operation Permit. 
3 
Fuel oil may contain on-spec used oil.  Based on No. 6 Fuel Oil heating value of 150mmBtu/1000 gallons. 

4
 Based on No. 2 Fuel Oil heating value of 140 MMBtu/1000 gallons. 

5 
Based upon natural gas heating value of 1028 Btu per cubic foot 

6 
Heating value associated with bark ash is included in 1,021 MMBtu/hr. 

7
Technical Evaluation

 
to Permit No. 0890003-019-AC dated July 17, 2007, emissions unit has 4 oil guns 

installed out of 8 design, which allows boiler to achieve approximately 30 percent of full boiler load.  

Steady-state operation of No. 6 fuel oil not considered in PSD preconstruction review and is not authorized. 

[Rule 62-213.410, F.A.C., AO45-169854; EPA Modification to PSD-FL-062 dated 4/13/81; Construction Permit 

No. AC45-35532; Construction Permit No. 0890003-019-AC; 40 CFR 60.11(d), Rule 62-4.070(3), F.A.C. and 

Permit No. 0890003-034-AC] 

F.4. Emissions Unit Operating Rate Limitation After Testing.  See the related testing provisions in Appendix 

TR, Facility-wide Testing Requirements.   

[Rule 62-297.310(2), F.A.C.] 

 

Emission Limitations and Standards 

{Permitting note:  Table 1-1, Summary of Air Pollutant Standards and Terms, summarizes information for 

convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

{Permitting Note:  Unless otherwise specified, the averaging times for Specific Conditions F.5. – F.12. are based 

on the specified averaging time of the applicable test method.} 
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From the boiler stack:  

F.5.   Particulate Matter.  Particulate Matter Emissions shall not exceed 0.10 lb per MMBTU of heat input, 

102.10 lbs/hr and 447.20 TPY, derived from fossil fuel or fossil fuel and wood residue. 

[Rule 62-204.800(8)(b)1., F.A.C.; 40 CFR 60.42(a)(1); EPA Modification, PSD-FL-062 dated April 13, 1981; 

Construction Permit No. AC45-35532] 

F.6.a.   Sulfur Dioxide – Solid Fossil Fuel.  Sulfur Dioxide Emissions shall not exceed 1.2 lb per MMBTU of 

heat input, 1,225.20 lbs/hr and 5,366.38 TPY, derived from solid fossil fuel or solid fossil fuel and wood residue. 

[Rule 62-204.800(8)(b)1., F.A.C.; 40 CFR 60.43(a)(2); EPA Modification, PSD-FL-062 dated April 13, 1981; 

Construction Permit No. AC45-35532] 

F.6.b.   Sulfur Dioxide – Liquid Fossil Fuel
1
.  Sulfur Dioxide Emissions shall not exceed 0.8 lb per MMBTU of 

heat input derived from liquid fossil fuel or liquid fossil fuel and wood residue.   

1
  Applicable when the boiler is fired with fuel oil during times other than startup, shutdown, or malfunction as 

specified in Condition. F.3. 

 [40 CFR 60.43(a)(1)] 

F.6.c.   Sulfur Dioxide – Combination of Fuels
1
.  When different fossil fuels are burned simultaneously in any 

combination, the applicable standard (in ng/J) shall be determined by proration using the following formula: 

PSSO2 = [y(340) +z(520)]/(y+z) 

where: 

PSSO2 is the prorated standard for sulfur dioxide when burning different fuels simultaneously, in nanograms per 

joule heat input derived from all fossil fuels or from all fossil fuels and wood residue fired, 

y is the percentage of total heat input derived from liquid fossil fuel, and 

z is the percentage of total heat input derived from solid fossil fuel. 

1
  Applicable for fuel oil when the boiler is fired with fuel oil during times other than startup, shutdown, or 

malfunction as specified in Condition. F.3. 

 [40 CFR 60.43(b)] 

F.6.d.   Sulfur Dioxide – Combination of Fuels
1
.  Compliance shall be based on the total heat input from 

all fossil fuels burned, including gaseous fuels. 

1
  Applicable for fuel oil and/or natural gas when the boiler is fired with fuel oil and/or natural gas during times 

other than startup, shutdown, or malfunction as specified in Condition. F.3. 

[40 CFR 60.43(c)] 

F.7.a.   Nitrogen Oxides – Liquid Fossil Fuel
1
.  Nitrogen Oxides Emissions, expressed as NO2, shall not exceed 

0.3 lb per MMBTU of heat input derived from liquid fossil fuel, liquid fossil fuel and wood residue. 

1
  Applicable when the boiler is fired with fuel oil during times other than startup, shutdown, or malfunction as 

specified in Condition. F.3. 

 [40 CFR 60.44(a)(2)] 

 



SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS. 

Subsection F.  Emissions Unit 015 

RockTenn CP, LLC. Permit No. 0890003-038-AV 
Fernandina Beach Mill Title V Air Operation Permit Revision 

Page 19 of 116 

F.7.b   Nitrogen Oxides – Solid Fossil Fuel or Solid Fossil Fuel and Wood Residue.   Nitrogen Oxides 

Emissions, expressed as NO2, shall not exceed 0.6 lb per MMBTU of heat input, 612.60 lbs/hr and 2683.19 TPY, 

derived from solid fossil fuel or solid fossil fuel and wood residue. 

{Permitting Note:  This standard is more stringent than that imposed by the NSPS, 40 CFR 60.44(a)(3).}   

[Rule 62-204.800(8)(b)1., F.A.C.; 40 CFR 60.44(a)(3); BACT Determination dated October 11, 1984; 

Construction Permit No. AC45-35532]  

F.7.c.   Nitrogen Oxides – Combination of Fuels
1
.   When different fossil fuels are burned simultaneously in any 

combination, the applicable standard (in ng/J) is determined by proration using the following formula: 

 

PSNOx = x(86)+y(130)+z(300) 

                        x+y+z 

 

where: 

 

PSNOx = is the prorated standard for nitrogen oxides when burning different fuels simultaneously, in nanograms 

per joule heat input derived from all fossil fuels fired or from all fossil fuels and wood residue fired; 

 x= is the percentage of total heat input derived from gaseous fossil fuel; and 

 y = is the percentage of total heat input derived from liquid fossil fuel; and, 

 z = is the percentage of total heat input derived from solid fossil fuel (except lignite). 

 
 1

 Applicable when the boiler is fired with gaseous fossil fuel and/or liquid fossil fuel and/or  solid fossil fuel 

(except lignite) during times other than startup, shutdown, or malfunction. 

 

[40 CFR 60.44(b)] 

F.7.d.   Nitrogen Oxides – Gaseous Fossil Fuel.  Nitrogen Oxides Emissions, expressed as NO2, shall not exceed 

0.2 lb per MMBTU of heat input when the boiler is fired with gaseous fossil fuel during times other than startup, 

shutdown, or malfunction. 

[40 CFR 60.44(a)(1)] 

F.8.   Carbon Monoxide.  Carbon Monoxide Emissions shall not exceed 93.6 lbs/hr and 409.97 TPY. 

[Permit No. AO45-169854 references EPA/DER Agreement & 40 CFR 52.21(j)] 

F.9.   Visible Emissions.  Visible emissions shall not exceed 20% opacity except for one six-minute period per 

hour of not more than 27 percent opacity. 

[Rule 62-204.800(8)(b)1., F.A.C.; 40 CFR 60.42(a)(2) ; Construction Permit No. AC45-35532] 

 

From the coal preparation and handling system and silos vent (EP 01): 

F.10.   Visible Emissions.  Visible Emissions shall be less than 20% opacity. 

[Rule 62-204.800(8)(b)32., F.A.C.; 40 CFR 60.254(a); EPA Modification, PSD-FL-062 dated April 13, 1981] 

 

From the fly ash handling system and silo vent (EP 02): 

F.11.   Visible Emissions.  Visible Emissions shall not exceed 5% opacity. 
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[Rule 62-204.800(3), F.A.C.; 40 CFR 52.21(j); EPA Modification, PSD-FL-062 dated April 13, 1981]  

F.12.   Particulate Matter.  Particulate Matter emissions shall not exceed 0.5 lbs/hr while operating at the 

maximum operating rate. 

[EPA Modification, PSD-FL-062 dated April 13, 1981] 

 

Federal Excess Emissions 

F.13. Good Air Pollution Control Practices.  At all times, including periods of startup, shutdown, and 

malfunction, owners and operators shall, to the extent practicable, maintain and operate any affected facility 

including associated air pollution control equipment in a manner consistent with good air pollution control 

practice for minimizing emissions.  Determination of whether acceptable operating and maintenance procedures 

are being used will be based on information available to the Administrator which may include, but is not limited 

to, monitoring results, opacity observations, review of operating and maintenance procedures, and inspection of 

the source.  

[40 CFR 60.11(d)] 

F.14.   Excess Emissions – Opacity- Boiler.   Periods of excess emissions are defined as any six-minute period 

during which the average opacity of emissions exceeds 20 percent opacity, except that one six-minute average per 

hour of up to 27 percent opacity need not be reported.  

[40 CFR 60.45(g)(1)] 

 

Monitoring of Operations 

F.15.   CAM Plan.  This emissions unit is subject to the Compliance Assurance Monitoring (CAM) requirements 

contained in the attached Appendix CAM.  Failure to adhere to the monitoring requirements specified does not 

necessarily indicate an exceedance of a specific emissions limitation; however, it may constitute good reason to 

require compliance testing pursuant to Rule 62-297.310(7)(b), F.A.C.   

[40 CFR 64; Rules 62-204.800 and 62-213.440(1)(b)1.a., F.A.C.] 

 

Continuous Monitoring Requirements 

F.16.   Visible Emissions.  A continuous monitoring systems for measuring the opacity of emissions shall be 

calibrated, maintained, and operated. 

[40 CFR 60.45(a)] 

F.17.  Performance Evaluations and Calibration Checks.  For performance evaluations under 40 CFR 60.13(c) 

and calibration checks under 40 CFR 60.13(d), the following procedures shall be used:  

 For affected facilities burning fossil fuel(s), the span value for a continuous monitoring system 

measuring the opacity of emissions shall be 80, 90, or 100 percent. 

[40 CFR 60.45(c)(3)] 

 

F.18.   Sulfur Dioxide.  Sulfur dioxide emissions shall be monitored by fuel sampling and analysis as specified in 

the “Container Corporation of America Coal Sampling and Testing Procedures for Compliance Monitoring of SO2 

for #7 Power Boiler” in lieu of the installation and operation of a continuous monitoring system.
1
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Coal fuel is limited to a maximum sulfur content determined by the following formula: 

%S (max allowed) = (6.32 x 10
-5

) x (BTU per lb coal) 

1
  The mill shall use the ASTM Methods stated in RAI response dated December 4, 2003 or other methods approved by the 

Department. 

[40 CFR 60.45(b)(2), Construction Permit No. AC45-35532, Container Corporation of America Coal Sampling 

and Testing Procedures for Compliance Monitoring of SO2 for #7 Power Boiler; ASTM Methods in RAI response 

dated December 4, 2003; EPA approval dated 11/21/89, DER approval dated 12/6/89; Technical Evaluation & 

Preliminary Determination dated July 17, 2007]  

F.19.   Oxygen.   To promote good combustion practices, the permittee shall install, calibrate, operate and 

maintain an oxygen meter in the flue of the No. 7 Power Boiler to continuously monitor and record the oxygen 

content of the boiler flue gas. At least monthly, the permittee shall calibrate the flue gas oxygen meter. 

[Construction Permit No. AC45-35532; EPA Modification to PSD-FL-062 dated 4/13/81; Construction Permit 

No. 0890003-019-AC] 

F.20.   Nitrogen Oxides.  Combustion conditions shall be optimized to minimize NOX formation in accordance 

with the following: 

1. The provisions of “Use of Flue Gas Oxygen Meter as BACT for Combustion Controls”.   

2. The set point for the oxygen continuous monitoring system at the location of the monitor (Economizer) 

shall not be greater than 7.7% as the high limit point at which the allowable NOX emissions rate shall not 

be exceeded.   

3. A, 3-hour averaging time shall be used for the Oxygen set point. 

4. Alarms shall be set to sound when flue gas oxygen levels exceed the 7.7% set point.   

5. Any operation above the 7.7% set point will constitute noncompliance with this condition and shall be 

recorded and reported as stated in Condition F.35.   

6. Should any combustion equipment modifications be made such as different type burners, combustion air 

relocation, fuel conversion, tube removal or addition, etc., emissions correlations as described above shall 

be conducted within 90 days of attaining full operation after such modification.  Results of all emission 

determinations shall be sent to the permitting authority within 90 days after completion of the tests.  

[40 CFR 60.45(b)(3); Permit No. AO45-169854; EPA Modification to PSD-FL-062 dated 4/13/81; DEP 10/30/02 

Modification of PSD-FL-062A] 

F.21.   Carbon Monoxide.  Combustion conditions shall be optimized to minimize CO formation in accordance 

with the following: 

1. The provisions of “Use of Flue Gas Oxygen Meter as BACT for Combustion Controls”.   

2. The set point for the oxygen continuous monitoring system at the location of the monitor (Economizer) 

shall not be lower than 2.7% as the low limit point at which the allowable CO emissions rate shall not be 

exceeded.   

3. A 3-hour averaging time shall be used for the Oxygen set point. 

4. Alarms shall be set to sound when flue gas oxygen levels are below the 2.7% set point.   

5. Any operation below the 2.7% set point will constitute noncompliance with this condition and shall be 

recorded and reported as stated in Condition F.35.   
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6. Should any combustion equipment modifications be made such as different type burners, combustion air 

relocation, fuel conversion, tube removal or addition, etc., emissions correlations as described above shall 

be conducted within 90 days of attaining full operation after such modification.  Results of all emission 

determinations shall be sent to the permitting authority within 90 days after completion of the tests.  

[Permit No. AO45-169854; EPA Modification to PSD-FL-062 dated 4/13/81; DEP 10/30/02 Modification of 

PSD-FL-062A] 

 

Suppression System Requirements 

F.22.   Dust suppression systems shall be used in the coal preparation and handling facilities which includes: a) a 

bottom discharge system employing side curtains and surfactant spray for coal unloading operations; b) housing 

the coal crusher in the power boiler building; c) surfactants control in conjunction with the coal pile; and d) 

covered conveyors to transport the coal. 

[Operation Permit No. AO45-169854] 

F.23.   A chemical stabilizer shall be applied to the active and inactive storage piles as needed to maintain an 

opacity of equal to or below 20 percent.  Chemicals shall be added in accordance with the manufacturer’s 

recommendations. 

[EPA Modification to PSD-FL-062 dated 4/13/81] 

F.24.   The permittee shall operate a wet suppression spray system at all car dumps and shall enclose conveyors 

and transfer points to maintain an opacity of equal to or below 20 percent. 

[EPA Modification to PSD-FL-062 dated 4/13/81] 

Test Methods and Procedures 

{Permitting note:  Table 2-1, Summary of Compliance Requirements, summarizes information for convenience 

purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

 

From the boiler stack: 

F.25.   Particulate Matter.  Compliance with the Particulate Matter emission standards stated in Condition F.5. 

shall be determined as follows.  A compliance test shall be conducted annually, once each federal fiscal year: 

(1) The emission rate (E) shall be computed for each run using the following equation: 

E=C Fd (20.9)/(20.9–% 02)  

Where: 

E = emission rate of pollutant, ng/J (lb/million Btu). 

C = concentration of pollutant, ng/dscm (lb/dscf). 

%O2 = oxygen concentration, percent dry basis. 

Fd = factor as determined from Method 19. 

 

(2) Method 5 shall be used to determine the particular matter concentration (C). 
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(i) The sampling time and sample volume for each run shall be at least 60 minutes and 0.85 

dscm (30 dscf). The probe and filter holder heating systems in the sampling train shall be set 

to provide an average gas temperature of 160±14 °C (320±25 °F). 

(ii) The emission rate correction factor, integrated or grab sampling and analysis procedure of 

Method 3B shall be used to determine the O2 concentration (%O2). The O2 sample shall be 

obtained simultaneously with, and at the same traverse points as, the particulate sample. If the 

grab sampling procedure is used, the O2 concentration for the run shall be the arithmetic mean 

of the sample O2 concentrations at all traverse points.  

(iii) If the particulate run has more than 12 traverse points, the O2 traverse points may be reduced 

to 12 provided that Method 1 is used to locate the 12 O2 traverse points. 

[40 CFR 60.46(b)(1),(2); Construction Permit No. AC45-35532 Rule 62-297.310(7), F.A.C; Construction Permit 

No. 089003-019-AC] 

F.26.   Sulfur Dioxide.   Compliance with the Sulfur Dioxide emission standards stated in Condition F.6. shall be 

determined as follows.    

A compliance test shall be conducted annually, once each federal fiscal year:  

(1) The emission rate (E) shall be computed for each run using the following equation: 

E=C Fd (20.9)/(20.9–% 02)  

Where: 

E = emission rate of pollutant, ng/J (lb/million Btu). 

C = concentration of pollutant, ng/dscm (lb/dscf). 

%O2 = oxygen concentration, percent dry basis. 

Fd = factor as determined from Method 19. 

(2)  Method 6 shall be used to determine the SO2 concentration. 

(i) The sampling site shall be the same as that selected for the particulate sample. The sampling 

location in the duct shall be at the centroid of the cross section or at a point no closer to the 

walls than 1 m (3.28 ft). The sampling time and sample volume for each sample run shall be 

at least 20 minutes and 0.020 dscm (0.71 dscf). Two samples shall be taken during a 1-hour 

period, with each sample taken within a 30-minute interval. 

(ii) The emission rate correction factor, integrated sampling and analysis procedure of Method 

3B shall be used to determine the O2 concentration (%O2). The O2 sample shall be taken 

simultaneously with, and at the same point as, the SO2 sample. The SO2 emission rate shall be 

computed for each pair of SO2 and O2 samples. The SO2 emission rate (E) for each run shall 

be the arithmetic mean of the results of the two pairs of samples. 

(3) When combinations of fossil fuels or fossil fuel and wood residue are fired, the owner or operator (in 

order to compute the prorated standard as shown in Condition F.6.c. shall determine the percentage (y or 

z) of the total heat input derived from each type of fuel as follows: 

(i)  The heat input rate of each fuel shall be determined by multiplying the gross calorific value 

of each fuel fired by the rate of each fuel burned. 

(ii)  ASTM Methods D2015–77 (Reapproved 1978), 96, or D5865–98 (solid fuels), D240–76 or 

92 (liquid fuels), (incorporated by reference—see 40 CFR 60.17) shall be used to determine 
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the gross calorific values of the fuels.  The method used to determine the calorific value of 

wood residue must be approved by the Administrator. 

(iii)  Suitable methods shall be used to determine the rate of each fuel burned during each test 

period, and a material balance over the steam generating system shall be used to confirm the 

rate. 

 [40 CFR 60.46(b)(1),(4), 40 CFR 60.46(c); Construction Permit No. AC45-35532; 62-297.310(7), F.A.C.; 

Construction Permit No. 0890003-019-AC] 

F.27.   Nitrogen Oxides.  Compliance with the Nitrogen Oxides emission standards stated in Condition F.7. shall 

be determined as follows.   A compliance test shall be conducted annually, once each federal fiscal year:  

(1) The emission rate (E) shall be computed for each run using the following equation: 

E=C Fd (20.9)/(20.9–% 02)  

Where: 

E = emission rate of pollutant, ng/J (lb/million Btu). 

C = concentration of pollutant, ng/dscm (lb/dscf). 

%O2 = oxygen concentration, percent dry basis. 

Fd = factor as determined from Method 19. 

(2) Method 7 shall be used to determine the NOX concentration. 

(i) The sampling site and location shall be the same as for the SO2 sample. Each run shall consist 

of four grab samples, with each sample taken at about 15-minute intervals. 

(ii) For each NOX sample, the emission rate correction factor, grab sampling and analysis 

procedure of Method 3B shall be used to determine the O2 concentration (%O2). The sample 

shall be taken simultaneously with, and at the same point as, the NOX sample. 

(iii) The NOX emission rate shall be computed for each pair of NOX and O2 samples. The NOX 

emission rate (E) for each run shall be the arithmetic mean of the results of the four pairs of 

samples. 

(3) When combinations of fossil fuels or fossil fuel and wood residue are fired, the owner or operator (in 

order to compute the prorated standard as shown in 40 CFR 60.43(b) and 60.44(b)) shall determine the 

percentage (w, x, y, or z) of the total heat input derived from each type of fuel as follows: 

 (i)  The heat input rate of each fuel shall be determined by multiplying the gross calorific value of 

each fuel fired by the rate of each fuel burned. 

 (ii)  ASTM Methods D2015, or D5865 (solid fuels), D240 (liquid fuels), or D1826 (gaseous fuels) (all 

 of these methods are incorporated by reference, see 40 CFR 60.17) shall be used to determine the 

gross calorific values of the fuels. The method used to determine the calorific value of wood residue 

must be approved by the Administrator. 

 (iii) Suitable methods shall be used to determine the rate of each fuel burned during each test period, 

and a material balance over the steam generating system shall be used to confirm the rate. 

 [40 CFR 60.46(c)] 
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[40 CFR 60.46(b)(1),(5),40 CFR 60.46(c); Construction Permit No. AC45-35532; Rule 62-297.310(7), F.A.C.; 

Construction Permit No. 0890003-019-AC] 

F.28.   Particulate Matter, Sulfur Dioxide, Nitrogen Oxides - Alternative.  As alternative to the reference 

methods and procedures stated in Conditions F.25., F.26., and F.27., the following may be used: 

(1) The emission rate (E) may be determined by using the Fc factor, provided that the following procedure is 

used: 

(i) The emission rate (E) of particulate matter, SO2 and NOX shall be computed using the following 

equation: 

E=C Fc (100/%CO2) 

where: 

E=emission rate of pollutant, ng/J (lb/million Btu). 

C=concentration of pollutant, ng/dscm (lb/dscf). 

%CO2=carbon dioxide concentration, percent dry basis. 

Fc=factor as determined in appropriate sections of Method 19. 

(ii) If and only if the average Fc factor in Method 19 is used to calculate E and either E is from 0.97 

to 1.00 of the emission standard or the relative accuracy of a continuous emission monitoring 

system is from 17 to 20 percent, then three runs of Method 3B shall be used to determine the O2 

and CO2 concentration according to the procedures in Condition F.25.(2)(ii), F.26.(2)(ii), or 

F.27.(2)(ii). Then if Fo (average of three runs), as calculated from the equation in Method 3B, is 

more than ±3 percent than the average Fo value, as determined from the average values of Fd and 

Fc in Method 19, i.e., Foa=0.209 (Fda/Fca), then the following procedure shall be followed: 

(A) When Fo is less than 0.97 Foa, then E shall be increased by that proportion under 

0.97 Foa, e.g., if Fo is 0.95 Foa, E shall be increased by 2 percent. This 

recalculated value shall be used to determine compliance with the emission 

standard. 

(B) When Fo is less than 0.97 Foa and when the average difference (d) between the 

continuous monitor minus the reference methods is negative, then E shall be 

increased by that proportion under 0.97 Foa, e.g., if Fo is 0.95 Foa, E shall be 

increased by 2 percent. This recalculated value shall be used to determine 

compliance with the relative accuracy specification. 

(C) When Fo is greater than 1.03 Foa and when the average difference d is positive, 

then E shall be decreased by that proportion over 1.03 Foa, e.g., if Fo is 1.05 Foa, 

E shall be decreased by 2 percent. This recalculated value shall be used to 

determine compliance with the relative accuracy specification. 

(2) For Method 5 or 5B, Method 17 may be used at facilities with or without wet FGD systems if the stack gas 

temperature at the sampling location does not exceed an average temperature of 160 °C (320 °F). The 

procedures of sections 2.1 and 2.3 of Method 5B may be used with Method 17 only if it is used after wet 

FGD systems. Method 17 shall not be used after wet FGD systems if the effluent gas is saturated or laden 

with water droplets. 

(3) Particulate matter and SO2 may be determined simultaneously with the Method 5 train provided that the 

following changes are made: 
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(i) The filter and impinger apparatus in sections 2.1.5 and 2.1.6 of Method 8 is used in place of the 

condenser (section 2.1.7) of Method 5. 

(ii) All applicable procedures in Method 8 for the determination of SO2 (including moisture) are 

used: 

(4) For Method 6, Method 6C may be used. Method 6A may also be used whenever Methods 6 and 3B data are 

specified to determine the SO2 emission rate, under the conditions in paragraph (1) of this condition. 

(5) For Method 7, Method 7A, 7C, 7D, or 7E may be used. If Method 7C, 7D, or 7E is used, the sampling time 

for each run shall be at least 1 hour and the integrated sampling approach shall be used to determine the O2 

concentration (%O2) for the emission rate correction factor. 

(6) For Method 3, Method 3A or 3B may be used. 

(7) For Method 3B, Method 3A may be used. 

[40 CFR 60.46(d)] 

F.29.   Carbon Monoxide.  Compliance with the Carbon Monoxide emission standards stated in Condition F.8. 

shall be determined using EPA Method 10.   The compliance test results shall also be used to verify the minimum 

and maximum set points for the flue gas oxygen meter.  The compliance testing shall be conducted during the 

Nitrogen Oxides emission compliance testing required by Condition F.27., annually, once each federal fiscal year. 

[Permit AO45-169854 references EPA/DER Agreement & 40 CFR 52.21(j); Rule 62-297.310(7), F.A.C; 

Construction Permit No. 0890003-019-AC] 

F.30.   Visible Emissions.  EPA Method 9 and the procedures in 40 CFR 60.11 shall be used to determine 

opacity.  The Visible Emissions test shall be observed during the PM compliance testing.  A compliance test shall 

be conducted annually, once each federal fiscal year. 

[40 CFR 60.46(b)(3); EPA Modification, PSD-FL-062 dated April 13, 1981; Rule 62-297.310(7), F.A.C; 

Construction Permit No. 0890003-019-AC] 

 

From the coal preparation and handling system and silos vent (EP 01): 

F.31.   Visible Emissions.  Opacity shall be determined as specified in paragraphs (1) through (3) below.  A 

compliance test shall be conducted annually, once each federal fiscal year. 

(1)  Method 9 of appendix A–4 of this part and the procedures in §60.11 must be used to determine opacity, with 

the exceptions specified in paragraphs (1)(i) and (ii). 

(i)  The duration of the Method 9 of appendix A–4 of this part performance test shall be 1 hour (ten 6-

minute averages). 

(ii)  If, during the initial 30 minutes of the observation of a Method 9 of appendix A–4 of this part 

performance test, all of the 6-minute average opacity readings are less than or equal to half the 

applicable opacity limit, then the observation period may be reduced from 1 hour to 30 minutes. 

(2)  To determine opacity for fugitive coal dust emissions sources, the additional requirements specified in 

paragraphs (2)(i) through (iii) must be used. 

(i)  The minimum distance between the observer and the emission source shall be 5.0 meters (16 feet), and 

the sun shall be oriented in the 140-degree sector of the back. 
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(ii)  The observer shall select a position that minimizes interference from other fugitive coal dust emissions 

sources and make observations such that the line of vision is approximately perpendicular to the plume 

and wind direction. 

(iii)  The observer shall make opacity observations at the point of greatest opacity in that portion of the 

plume where condensed water vapor is not present. Water vapor is not considered a visible emission. 

(3)  A visible emissions observer may conduct visible emission observations for up to three fugitive, stack, or 

vent emission points within a 15-second interval if the following conditions specified in paragraphs (3)(i) 

through (iii) of this condition are met. 

(i)  No more than three emissions points may be read concurrently. 

(ii)  All three emissions points must be within a 70 degree viewing sector or angle in front of the observer 

such that the proper sun position can be maintained for all three points. 

(iii)  If an opacity reading for any one of the three emissions points is within 5 percent opacity from the 

applicable standard (excluding readings of zero opacity), then the observer must stop taking readings 

for the other two points and continue reading just that single point. 

[40 CFR 60.255(a), 40 CFR 60.257(a)] 

 

From the fly ash handling system and silo vent (EP 02): 

F.32.  Particulate Matter.  Performance testing for the particulate matter mass emissions rate shall not be 

required provided compliance with the visible emissions standard is demonstrated and maintained. 

[EPA Modification, PSD-FL-062 dated April 13, 1981] 

F.33.   Visible Emissions.  Visible emissions shall be determined by using EPA Method 9.  A compliance test 

shall be conducted annually, once each federal fiscal year. 

[Rule 62-297.401(9), F.A.C.] 

 

Common Testing Requirements: 

F.34. Common Testing Requirements.  Unless otherwise specified, tests shall be conducted in accordance with 

the requirements and procedures specified in Appendix TR, Facility-Wide Testing Requirements, of this permit.   

[Rule 62-297.310, F.A.C.] 

 

Recordkeeping and Reporting Requirements 

F.35.   Power Boiler Oxygen Set Points - Any occurrence of operation outside of either the minimum or 

maximum oxygen set points stated in Conditions F.20. and F.21. shall be recorded in accordance with Rule 62-

4.160(14)(b), F.A.C. and reported quarterly along with excess emissions in accordance with 40 CFR 60.7(c). 

[EPA Modification to PSD-FL-062 dated 4/13/81] 

F.36.   Power Boiler Fuel Input.  The fuel input to the No. 7 boiler shall be monitored and a daily record of fuels 

fired shall be maintained. 

[EPA Modification to PSD-FL-062 dated 4/13/81] 
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F.37.  Power Boiler-Excess Emissions & Monitoring System Performance Reports.  Excess emissions and 

monitoring system performance reports shall be submitted to the Administrator quarterly for each three-month 

period in the calendar year. All quarterly reports shall be postmarked by the 30th day following the end of each 

three-month period. Each excess emission and MSP report shall include the information required in 40 CFR 

60.7(c). 

[40 CFR 60.45(g); EPA Modification to PSD-FL-062 dated 4/13/81] 

F.38. Other Reporting Requirements.  See Appendix RR, Facility-Wide Reporting Requirements, for additional 

reporting requirements. 

 

Common Conditions 

F.39.  This emissions unit is also subject to the on-spec used oil conditions in Subsection N. 

 

Other Applicable Requirements 

F.40. Federal Rule Requirements.  In addition to the specific conditions listed above, this emissions unit is also 

subject to the applicable requirements contained in:  

40 CFR Part 60, Subpart A, General Provisions 

40 CFR Part 60, Subpart D – Standards of Performance for Fossil-Fuel-Fired Steam Generators for Which 

Construction Is Commenced After August 17, 1971 

40 CFR Part 60, Subpart Y -Standards of Performance for Coal Preparation Plants  

40 CFR 63, Subpart A – General Provisions 

40 CFR 63, Subpart DDDDD – National Emission Standards for Hazardous Air Pollutants for Major Sources: 

Industrial, Commercial, and Institutional Boilers and Process Heaters. The applicable requirements contained in 

40 CFR 63, Subpart A General Provision: Table 10 of 40 CFR 63 Subpart DDDDD, which shows the parts of the 

General Provisions in §§63.1 through 63.15 are applicable. 

[Rule 62-213.440, F.A.C.] 

F.41. Compliance Date: The owner or operator shall comply with the applicable emission limitations 

and operating limitations of 40 CFR 63 Subpart DDDDD no later than January 31, 2016. 

 

[40 CFR 40 CFR 63.7495(b)] 
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The specific conditions in this section apply to the following emissions unit: 

 

EU No. Brief Description 

-021 No. 4 Lime Kiln with an electrostatic precipitator to control particulate matter. 

The No. 4 Lime Kiln combusts No. 6 fuel oil, on-spec used oil, and/or natural gas. 

NCG (Non-Condensable Gases) from the Kamyr digester system, batch digester system, No. 5 

Multi-Effect Evaporators system and No. 6 Multi-Effect Evaporators system are combusted in this 

kiln as a control of the TRS (Total Reduced Sulfur) compounds in the NCG.  

Low volume, high concentration (LVHC) Noncondensible gases (NCG) from the batch digester 

system, continuous digester system, turpentine recovery system, evaporator systems, and foul 

condensate collection tank are collected and burned in the No. 4 Lime Kiln with the No. 5 Power 

Boiler as the back-up for compliance with 40 CFR 63, Subpart S. 

No. 1 Lime Bin receives lime from the No. 4 Lime Kiln (re-burned lime) via conveyor and bucket 

elevator.  A bag fabric filter is used to control particulate matter from the Lime Bin and the bucket 

elevator. 

No. 2 Lime Bin receives purchased lime by railcar or truck.  Exhaust gases from the No. 2 Lime Bin 

are vented to the bucket elevator serving the No. 1 Lime Bin, and then through the No. 1 Lime Bin 

and bag fabric filter. 

 

{Permitting note(s):  The No. 4 Lime Kiln, the Batch Digester System, and the Kamyr Digester System are 

regulated under: NSPS - 40 CFR 60, Subpart BB - Standards of Performance for Kraft Pulp Mills adopted and 

incorporated by reference in Rule 62-204.800, F.A.C.  The Kamyr digester system, batch digester system, No. 5 

Multi-Effect Evaporators system and No. 6 Multi-Effect Evaporators system are regulated under Rule 62-

296.404, F.A.C. – Kraft Pulp Mills.  The No. 4 Lime Kiln is regulated under 40 CFR 63 - Subpart S, adopted and 

incorporated by reference in Rule 62-204.800, F.A.C.  The No. 4 Lime Kiln is also regulated under 40 CFR 63- 

Subpart MM - National Emission Standards for Hazardous Air Pollutants for Chemical Recovery Combustion 

Sources at Kraft, Soda, Sulfite, and Stand-Alone Semichemical Pulp Mills, adopted and incorporated by reference 

in Rule 62-204.800, F.A.C.; 

The following specific conditions apply to the emissions unit(s) listed above: 

Essential Potential to Emit (PTE) Parameters 

H.1.  Permitted Capacity.  The operation rates shall not exceed the following: 

 

Unit Rate 

No. 4 Lime Kiln 630 TPD, maximum lime production rate – 

corresponding to a process input rate of 

46.87 tons (lime mud-CaCO3)/hr 

No. 1 Lime Bin 26.25 tons (reburned lime-CaO)/hr input 

No. 2 Lime Bin 44.0 tons (purchased lime)/hr input 

 

Kamyr Digester System maximum production rate of 85 tons 

(ADUP)/hr
1,2,3
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Condition No. H.1. Continued: 

 

Unit Rate 

 

Batch Digester System 101 tons (ADUP)/hr
1,3 

output 

 

No. 5 Multi-Effect Evaporators 

System 

308,359 lbs (BLS)/hr input 

No. 6 Multi-Effect Evaporators 

System 

 

274,089 lbs (BLS)/hr input 

1 
PSD Permit restriction. 

2
 Based on the nominal utilization rate of 300,104 lbs/hr wood chips (dry) and 1,573,191 lbs/hr 

black/white liquor. 

3
 Total production rate for both the Kamyr and the Batch digester system shall not exceed 3,210 ADTUP 

per day  

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C., Construction Permit No. AC45-141877, Construction Permit 

No. AC45-141878; Construction Permit No. AC45-141873; Construction Permit No. AC45-190382/PSD-FL-165, 

Construction Permit No. AC45-141872, Construction Permit No. AC45-141871, Operation Permit No. AO45-

188167; Construction Permit No. 0890003-011-AC] 

H.2.  (1) Methods of Operation - This emissions unit is permitted to fire  No. 6 fuel oil, which may contain on-

spec used oil from mill operations.
 
The sulfur content of the No. 6 fuel oil and/or on-spec used oil from mill 

operations shall not exceed 2.5% by weight.  Natural gas may also be fired. Liquefied Petroleum Gas (LPG) is 

fired during startups only. 

 (2) Capacities and Fuels:    

   Rated Capacity 

 Fuel  (MMBtu/hr)   Gallons    Cubic Feet/hr 

 No. 6 Fuel Oil 170.63 1176.8
1
 ------- 

 On-spec Used Oil 170.63 1228
2
 ------- 

 Natural Gas 190  184,825
3
 

1
 Based upon a heat content of 145,000 Btus per gallon   

2
 Based upon a heat content of 139,000 Btus per gallon 

3 Based upon a heat content of 1028 Btus per cubic foot  

 

(3) The maximum CaO production rate will remain at 630 Tons Per Day (TPY). 

[Rule 62-213.410, F.A.C.; Construction Permit No. AC45-141877, Construction Permit No. AC45-190382/PSD-

FL-165, Construction Permit No. 0890003-003-AC, Rule 62-4.070(3), F.A.C. and ConstructionPermit No. 

0890003-034-AC] 

H.3.  Hours of Operation.  The hours of operation shall not exceed 8736 hours/year for the following emissions 

units: 

 No. 4 Lime Kiln 
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 No. 5 Multiple Effect Evaporator System 

 Kaymr Digester System 

The hours of operation shall not exceed 8760 hours per year for the following emissions units: 

 Batch Digester system 

 No. 6 Multiple Effect Evaporator System 

 No. 1 Lime Bin 

 No. 2 Lime Bin 

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C., Construction Permit No. AC45-141877, Construction Permit 

No. AC45-141873; Construction Permit No. AC45-190382/PDS-FL-165; Construction Permit No. AC45-

141871] 

 

H.4. Emissions Unit Operating Rate Limitation After Testing.  See the related testing provisions in Appendix 

TR, Facility-wide Testing Requirements.   

[Rule 62-297.310(2), F.A.C.] 

 

Emission Limitations and Standards 

{Permitting note:  Table 1-1, Summary of Air Pollutant Standards and Terms, summarizes information for 

convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

{Permitting Note:  Unless otherwise specified, the averaging times for Specific Conditions H.5. – H.12. are based 

on the specified averaging time of the applicable test method.} 

 

From lime kiln stack  

H.5. Particulate Matter: 

 a. Gaseous Fossil Fuel.  Particulate Matter emissions shall not exceed 0.15 g/dscm (0.066 gr/dscf)
a
 corrected 

to 10 percent oxygen, when gaseous fossil fuel is burned during times other than startup, shutdown, or 

malfunction. 

 

  
a
Subsumed by more stringent particulate matter emission limit in Condition H.5.b. below 

  [40 CFR 60.282(a)(3)(i)] 

b. All fuels.  The owner or operator shall ensure that the concentration of particulate matter in the exhaust 

gases discharged to the atmosphere is less than or equal to 0.15 g/dscm (0.064 gr/dscf) corrected to 10 

percent oxygen. 

[40 CFR 63.862(a)(1)(i)(C); Rule 62-204.800(11), F.A.C.; 40 CFR 60.282(a)(3)(ii); Rule 62-204.800(8), F.A.C.; 

and Construction Permit Nos. AC45-141877 and 0890003-034-AC] 

 

H.6.  Total Reduced Sulfur (TRS).  TRS Emissions shall not exceed 8 ppm by volume on a dry basis, corrected 

to 10% O2, 2.63 lbs/hr and 11.5 TPY. 

[Rule 62-204.800(8)(b)36., F.A.C.; 40 CFR 60.283(a)(5); Rule 62-296.404(3)(a)1., F.A.C.; Construction Permit 

No. AC45-141877] 
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H.7.   Visible Emissions.  Visible emissions shall not exceed 20% opacity. 

[Rule 62-296.320(4)(b)1., F.A.C.; Construction Permit No. AC45-141877] 

 

No. 1 Lime Bin Vent  

H.8.   Visible Emissions.   Visible Emissions shall not exceed 5% opacity. 

[Rule 62-297.620(4), F.A.C.; Construction Permit No. AC45-141878, Construction Permit No. 0890003-036-AC] 

H.9.   Particulate Matter Emissions.  Particulate Matter emissions shall not exceed 0.03 gr/dscf, 1.2 lbs/hr, and 

5.3 TPY. 

[Construction Permit No. AC45-141878, Construction Permit No. 0890003-036-AC] 

 

Lime Handling System 

H.12.   The lime handling system (i.e., conveyors, shutes, elevators, storage bins, etc.) shall be enclosed to 

minimize PM emissions pursuant to Rule 62-296.320(c), F.A.C. 

[Construction Permit No. AC45-141878] 

H.13. and H.14. Reserved  

 

 

Federal Excess Emissions 

H.15. Operation and Maintenance Requirements. (1)(i) At all times, including periods of startup, shutdown, and 

malfunction, the owner or operator must operate and maintain any affected source, including associated air 

pollution control equipment and monitoring equipment, in a manner consistent with safety and good air pollution 

control practices for minimizing emissions. During a period of startup, shutdown, or malfunction, this general 

duty to minimize emissions requires that the owner or operator reduce emissions from the affected source to the 

greatest extent which is consistent with safety and good air pollution control practices. The general duty to 

minimize emissions during a period of startup, shutdown, or malfunction does not require the owner or operator to 

achieve emission levels that would be required by the applicable standard at other times if this is not consistent 

with safety and good air pollution control practices, nor does it require the owner or operator to make any further 

efforts to reduce emissions if levels required by the applicable standard have been achieved. Determination of 

whether such operation and maintenance procedures are being used will be based on information available to the 

Administrator which may include, but is not limited to, monitoring results, review of operation and maintenance 

procedures (including the startup, shutdown, and malfunction plan required in 40 CFR 63.6(e)(3)), review of 

operation and maintenance records, and inspection of the source. 

(ii) Malfunctions must be corrected as soon as practicable after their occurrence. To the extent that an unexpected 

event arises during a startup, shutdown, or malfunction, an owner or operator must comply by minimizing 

emissions during such a startup, shutdown, and malfunction event consistent with safety and good air pollution 

control practices. 

(iii) Operation and maintenance requirements established pursuant to section 112 of the Act are enforceable 

independent of emissions limitations or other requirements in relevant standards. 

[40 CFR 63.6(e)(1), 40 CFR 63.6(e)(3)] 
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H.16. Good Air Pollution Control Practices.  At all times, including periods of startup, shutdown, and 

malfunction, owners and operators shall, to the extent practicable, maintain and operate any affected facility 

including associated air pollution control equipment in a manner consistent with good air pollution control 

practice for minimizing emissions.  Determination of whether acceptable operating and maintenance procedures 

are being used will be based on information available to the Administrator which may include, but is not limited 

to, monitoring results, opacity observations, review of operating and maintenance procedures, and inspection of 

the source.  

[40 CFR 60.11(d)] 

H.17.   Lime Kiln Excess Emissions - TRS.    Periods of excess emissions from this emissions unit are all 12-

hour average TRS concentration above 8 ppm by volume. 

[40 CFR 60.284(d)(2)] 

H.18.    Lime Kiln Excess Emissions – TRS - Violation.   The Department will not consider periods of excess 

emissions reported under Condition H.37. to be indicative of a violation of 40 CFR 60.11(d) provided the 

Administrator determines that the affected facility, including air pollution control equipment, is maintained and 

operated in a manner, which is consistent with good air pollution control practice for minimizing emissions during 

periods of excess emissions. 

[40 CFR 60.284(e)(2), Rule 62-296.404(6)(c) , F.A.C.] 

 

Continuous Monitoring Requirements 

H.19. Continuous Opacity Monitoring System (COMS).  The permittee shall install, calibrate, maintain, and 

operate a COMS according to the provisions in 40 CFR 63.6(h) and 63.8 and paragraphs (1) through (4) of this 

Condition.   

     (1) [Reserved] 

     (2) [Reserved] 

 (3) As specified in 40 CFR 63.8(c)(4)(i), each COMS must complete a minimum of one cycle of 

sampling and analyzing for each successive 10-second period and one cycle of data recording for 

each successive 6-minute period. 

(4) The COMS data must be reduced as specified in Sec. 63.8(g)(2).  

[Rule 62-204.800(8)(b)35; 40 CFR 63.864(d)] 

H.20.   Total Reduced Sulfur (TRS) and O2.  The permittee shall calibrate, certify, and operate a total reduced 

sulfur continuous emissions monitoring system pursuant to all of the following provisions: 

a. The continuous emissions monitoring system shall monitor and record the concentration of total 

reduced sulfur (TRS) emissions on a dry basis and the percentage of oxygen by volume on a dry 

basis. 

b. These systems shall be located downstream of the control device(s) and the spans of these 

continuous monitoring system(s) shall be set: 

 (i)  At a TRS concentration of 30 ppm for the TRS continuous monitoring system. 

(ii) At 25 percent oxygen for the continuous oxygen monitoring system. 

[40 CFR 60.284(a)(2)] 

H.21.    Total Reduced Sulfur (TRS). – CEM Data.  The permittee shall: 
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(1) Calculate and record on a daily basis 12-hour average TRS concentrations for the two 

consecutive periods of each operating day.  Each 12-hour average shall be determined as the 

arithmetic mean of the appropriate 12 contiguous 1-hour average total reduced sulfur 

concentrations provided by each continuous monitoring system installed pursuant to Condition 

H.20. 

(2) Calculate and record on a daily basis 12-hour average oxygen concentrations for the two 

consecutive periods of each operating day.  These 12-hour averages shall correspond to the 12-

hour average TRS concentrations under Condition H.21.(1) and shall be determined as an 

arithmetic mean of the appropriate 12 contiguous 1-hour average oxygen concentrations 

provided by each continuous monitoring system installed pursuant to Condition H.20. 

 

(3) Using the following equation, correct all 12-hour average TRS concentrations to 10 volume 

percent oxygen: 

  Ccorr = Cmeas*(21-X/21-Y) 

where: 

Ccorr = the concentration corrected for oxygen. 

Cmeas = the concentration uncorrected for oxygen. 

X = the volumetric oxygen concentration in percentage to be corrected to (10 percent for lime 

kilns). 

Y = the measured 12-hour average volumetric oxygen concentration. 

 [40 CFR 60.284(c)(1),(2), and (3); Rule 62-296.404(5)(b), F.A.C.] 

H.22.   Total Reduced Sulfur (TRS) and O2.  The procedures under 40 CFR 60.13 shall be followed for 

installation, evaluation, and operation of the continuous monitoring systems required by 40 CFR 60.284 (TRS and 

O2). All continuous monitoring systems shall be operated in accordance with the applicable procedures under 

Performance Specifications 1, 3, and 5 of appendix B of Part 60. 

[40 CFR 60.284(f)] 

H.23.   PM Emissions – Corrective Action.  The Permittee shall implement corrective action, as specified in the 

Startup, Shutdown, and Malfunction Plan prepared under Condition H.39. if the following monitoring exceedance 

occurs: 

 When the average of ten consecutive 6-minute averages result in a measurement 

greater than 20 percent opacity. 

[40 CFR 63.864(k)(1)(i)] 

H.24.  PM Emissions – Violations.  It shall be considered a violation of the standards of Condition H.4. if the 

following monitoring exceedance occurs: 

 when opacity is greater than 20 percent for 6 percent or more of the operating time 

within any quarterly period; 

[40 CFR 63.864(k)(2)(ii)] 

 

Test Methods and Procedures 
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{Permitting note:  Table 2-1, Summary of Compliance Requirements, summarizes information for convenience 

purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

 

No. 4 Lime Kiln Stack 

H.25.   Particulate Matter.  For the purposes of determining the concentration of PM emitted from this emissions 

unit, EPA Method 5 in Appendix A of 40 CFR Part 60 shall be used, except that Method 17 in Appendix A of 40 

CFR Part 60 may be used in lieu of Method 5 if a constant value of 0.009 g/dscm (0.004 gr/dscf) is added to the 

results of Method 17, and the stack temperature is no greater than 205 °C (400 °F).   For Methods 5, and 17, the 

sampling time and sample volume for each run must be at least 60 minutes and 0.90 dscm (31.8 dscf), and water 

must be used as the cleanup solvent instead of acetone in the sample recovery procedure.  The particulate 

concentration shall be corrected to the appropriate oxygen concentration according to Condition H.26.  A 

compliance test shall be conducted annually, once each federal fiscal year. 

[40 CFR 63.865(b)(1); Construction Permit No. AC45-141877; 40 CFR 60.285(b)(1), 40 CFR 60.285(f)] 

H.26.   PM Concentration Correction.  The PM concentration shall be corrected to the appropriate oxygen 

concentration using the following equation: 

YXCC meascorr 21/21    

Where: 

Ccorr = the measured concentration corrected for oxygen, g/dscm (gr/dscf). 

Cmeas = the measured concentration uncorrected for oxygen, g/dscm (gr/dscf). 

X = the corrected volumetric oxygen concentration (10 percent). 

Y = the measured average volumetric oxygen concentration. 

[40 CFR 63.865(b)(2); 40 CFR 60.285(b)(1); 40 CFR 60.284(c)(3)] 

H.27.   Oxygen Concentration.  The oxygen concentration shall be determined using EPA Method 3B in 

Appendix A of 40 CFR Part 60. The gas sample must be taken at the same time and at the same traverse points as 

the particulate sample. 

[40 CFR 63.865(b)(3); 40 CFR 60.285(b)(2)] 

H.28.   The Permittee shall comply with the following: 

 (i) For purposes of selecting sampling port location and number of traverse points, Method 1 or 1A in 

Appendix A of 40 CFR Part 60 shall be used; 

(ii) For purposes of determining stack gas velocity and volumetric flow rate, Method 2, 2A, 2C, 2D, 2F, 

or 2G in Appendix A of 40 CFR Part 60 shall be used; 

(iii) For purposes of conducting gas analysis, Method 3B in Appendix A of 40 CFR Part 60 shall be used; 

and 

 (iv) For purposes of determining moisture content of stack gas, Method 4 in Appendix A of 40 CFR Part 

60 shall be used. 

(v) Process data measured during the performance test must be used to determine the black liquor solids 

firing rate on a dry basis and the CaO production rate.  

[40 CFR 63.865(b)(5) and (6); 40 CFR 60.285(b)(2)] 
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H.29.   Total Reduced Sulfur (TRS).  EPA Method 16, EPA Method 16A, EPA Method 16B, or Method 16C 

shall be used to determine the TRS concentration.  The TRS concentration shall be corrected to the appropriate 

oxygen concentration using the procedure in Condition H.21.(3).  The sampling time shall be at least 3 hours, but 

no longer than 6 hours.  A compliance test shall be conducted annually, once each federal fiscal year. 

[Construction Permit No. AC45-141877; 40 CFR 60.285(d)(1); 40 CFR 60.285(f)(2); Rule 62-296.404(4)(b)3., 

F.A.C.(subsumed); Rule 62-204.800(8)(e)6., F.A.C.; FDEP Letter dated May 15, 2012] 

Special Testing Requirements 

 

 No. 4 Lime Kiln: Within 180 days after initially firing the new burner system on natural gas (dual fuel burner) 

the permittee shall conduct performance testing for particulate matter, total reduced sulfur compounds, 

and opacity with the test methods and procedures outlined in the Title V Air Operation permit. Testing shall 

be conducted while using natural gas as the sole fuel. Each test run shall be conducted at a minimum of 90% 

of the maximum rated heat input to the lime kiln. Successful compliance testing and demonstration under this 

operating scenario shall satisfy the No. 4 Lime Kiln annual testing requirements (for the Federal Fiscal Year 

in which the testing is conducted) required by  current Title V Air Operation Permit.    

[Rule 62-4.070(3), F.A.C.] 

 

H.30.   Oxygen Concentration.   The emission rate correction factor, integrated sampling and analysis procedure 

of Method 3B shall be used to determine the oxygen concentration. The sample shall be taken over the same time 

period as the TRS samples. 

[Construction Permit No. AC45-141877; 40 CFR 60.285(d)(2)] 

H.31.   Visible Emissions The test method for Visible Emissions shall be EPA Method 9, as incorporated in 

Chapter 62-297.   A compliance test shall be conducted annually, once each federal fiscal year. 

[Construction Permit No. AC45-141877] 

 

No. 1 Lime Bin Vent 

H.32.   Visible Emissions The test method for Visible Emissions shall be EPA Method 9, as incorporated in 

Chapter 62-297, F.A.C.  A compliance test shall be conducted annually, once each federal fiscal year. 

[Construction Permit No. AC45-141878, Construction Permit No. 0890003-036-AC] 

H.33.   Particulate Matter.  Compliance shall be demonstrated by compliance with visible emissions standards 

specified in Condition H.8.  Failure to comply with this standard shall necessitate the requirement to conduct a 

mass emissions compliance test for particulate matter emissions using EPA Methods 1, 2, 3, and 5 pursuant to 

Chapter 62-297, F.A.C., and 40 CFR 60, Appendix A. 

[Construction Permit No. AC45-141878, Construction Permit No. 0890003-036-AC] 

 

Common Testing Requirements: 

H.36. (1) Common Testing Requirements.  Unless otherwise specified, tests shall be conducted in accordance 

with the requirements and procedures specified in Appendix TR, Facility-Wide Testing Requirements, of this 

permit. 
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 (2) No. 4 Lime Kiln: Within 180 days after initially firing the new burner system on natural gas (dual fuel 

burner) the permittee shall conduct performance testing for particulate matter, total reduced sulfur 

compounds, and opacity with the test methods and procedures outlined in the Title V Air Operation permit. 

Testing shall be conducted while using natural gas as the sole fuel. Each test run shall be conducted at a minimum 

of 90% of the maximum rated heat input to the lime kiln. Successful compliance testing and demonstration under 

this operating scenario shall satisfy the No. 4 Lime Kiln annual testing requirements (for the Federal Fiscal Year 

in which the testing is conducted) required by this permit. {Permitting Note: Fulfilled by testing conducted on 

January 22, 2013.}    

[Rule 62-297.310, F.A.C., Rule 62-4.070(3), F.A.C.; and Construction Permit No. 0890003-034-AC] 

 

Recordkeeping and Reporting Requirements 

Lime Kiln Stack 

 

H.37.  TRS CEM- Quarterly Reports.  The owner or operator shall submit a written total reduced sulfur emissions 

report to the Department postmarked by the 30th day following the end of each calendar quarter. 

 (a) The report shall include the following information: 

1.  The magnitude of excess emissions and the date and time of commencement and completion 

of each time period in which excess emissions occurred. 

 

2.  Specific identification of each period of excess emissions that occurs including startups, 

shutdowns, and malfunctions of the affected emissions unit.  An explanation of the cause of 

each period of excess emissions, and any corrective action taken or preventive measures 

adopted.  Excess emissions shall be all 12-hour periods for which the appropriate surrogate 

parameter data or total reduced sulfur continuous emissions monitoring data indicates that an 

applicable 12-hour average total reduced sulfur emission limiting standard for the emissions 

unit was exceeded. 

3.  The date and time identifying each period during which each continuous emissions 

monitoring system used to measure total reduced sulfur emissions or surrogate parameters 

was inoperative except for zero and span checks, and the nature of the system repairs or 

adjustments. 

4.  When no excess emissions have occurred or the continuous emissions monitoring system(s) 

have not been operative, or have been repaired or adjusted, such information shall be stated in 

the report. 

 (b) Any owner or operator subject to the provisions of Rule 62-296.404(5) and (6), F.A.C., shall 

maintain a complete file of any measurements, including continuous emissions monitoring 

system, monitoring device, and performance testing measurements; any continuous emissions 

monitoring system performance evaluations; any continuous emissions monitoring system or 

monitoring device calibration checks; any adjustments and maintenance performed on these 

systems or devices; and any other information required, recorded in a permanent legible form 

available for inspection. The file shall be retained for at least three years following the date of 

such measurements, maintenance, reports and records. 

 [Rule 62-296.404(6)(a) and (b), F.A.C.; Construction Permit No. AC45-141877] 
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H.38.  Reserved 

H.39. Startup Shutdown Malfunction Plan.  The owner or operator must develop and implement a written plan 

as described in 40 CFR 63.6(e)(3) that contains specific procedures to be followed for operating the source and 

maintaining the source during periods of startup, shutdown, and malfunction, and a program of corrective action 

for malfunctioning process and control systems used to comply with the standards. In addition to the information 

required in 40 CFR 63.6(e), the plan must include the requirements in paragraphs (1) and (2) of this Condition. 

 (1) (a)  Procedures to determine and record the cause of an operating parameter exceedance and the 

time the exceedance began and ended; and 

 (b) Corrective actions to be taken in the event of an operating parameter exceedance, including 

procedures for recording the actions taken to correct the exceedance. 

(2)  The startup, shutdown, and malfunction plan also must include the schedules listed in paragraphs 

(2)(i) and (ii) of this Condition: 

(i)  A maintenance schedule for each control technique that is consistent with, but not limited to, 

the manufacturer’s instructions and recommendations for routine and long-term 

maintenance; and 

(ii)  An inspection schedule for the continuous monitoring system required under Condition 

H.19. to ensure, at least once in each 24-hour period, that the continuous monitoring system 

is properly functioning. 

[40 CFR 63.866(a)] 

H.40.   Corrective Action Records.  The owner or operator of an affected source or process unit must maintain 

records of any occurrence when corrective action is required under Condition H.23. 

[40 CFR 63.866(b)] 

H.41.   Violation Records.  The owner or operator shall maintain records of any occurrence when a violation is 

noted under Condition H.24. 

[40 CFR 63.866(b)] 

H.42.   Additional Records.   In addition to the general records required by 40 CFR 63.10(b)(2), the owner or 

operator shall maintain records of the following information: 

(1) N/A 

(2) Records of CaO production rates in units of Mg/d or ton/d (daily basis) 

(3)  Records of parameter monitoring data required under § 63.864., including any period when the 

operating parameter levels were inconsistent with the levels established during the initial 

performance test, with a brief explanation of the cause of the deviation, the time the deviation 

occurred, the time corrective action was initiated and completed, and the corrective action taken; 

(4)  Records and documentation of supporting calculations for compliance determinations made under 

Conditions H.25. through H.28;  

(5)  N/A; 

(6) N/A 

(7)  N/A 

[40 CFR 63.866(c); Construction Permit No. 0890003-013-AC- Rules 62-210.370(3), 62-4.070(3), 62-

212.300(1)(e)1., 62-212.400(12)(c), F.A.C.] 
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H.43.   Excess Emissions Report – PM.  The owner or operator must report quarterly if measured parameters 

meet any of the conditions stated in Condition H.23. or H.24.  This report must contain the information specified 

in 40 CFR 63.10(c) as well as the number and duration of occurrences when the source met or exceeded the 

conditions in Condition H.23. and the number and duration of occurrences when the source met or exceeded the 

conditions in Condition H.24. Reporting excess emissions below the violation thresholds of Condition H.24. does 

not constitute a violation of the applicable standard. 

1. When no exceedances of parameters have occurred, the owner or operator must submit a semiannual 

report stating that no excess emissions occurred during the reporting period. 

2. The owner or operator of an affected source or process unit subject to the requirements of Subpart MM 

and Subpart S of this part may combine excess emissions and/or summary reports for the mill. 

[40 CFR 63.867(c)] 

H.44.  (a) PSD Emissions Tracking – NOx Emissions: To ensure that the addition of HCE authorized by Permit 

No. 0890003-013-AC will not constitute a major modification, the owner or operator shall calculate and maintain 

a record of NOx emissions in tons per year, on a calendar year basis, for a period of 5 years following resumption 

of regular operations after the addition of HCE as authorized by Permit No. 0890003-013-AC.  The owner or 

operator shall follow the procedures described in Appendix HCE, and provide a written report to the Department 

on an annual basis for this same 5-year period.  

[Permit No.0890003-013-AC, Rule 62-212.400(12)(c), F.A.C.; Rule 62-212.300(3)(e)1.,F.A.C.] 

(b) PSD Emissions Tracking: The permittee shall compute and report annual emissions in accordance with Rule 

62-210.370(2), F.A.C. For project 0890003-034-AC, the permittee shall use the following methods in reporting 

the actual annual emissions for the following pollutants emitted from the No. 4 Lime Kiln (identified as Emission 

Unit No. 021): 

 

(1)  The permittee shall use the data collected from the required stack tests to determine and report the 

actual annual emissions of PM, PM10, PM2.5, and TRS.  The methodology for calculating PM10, and 

PM2.5 baseline emissions shall be used to calculate the actual annual emissions. The permittee shall 

follow the stack test methods, test procedures and test frequencies specified in the current Title V air 

operation permit. 

(2) Unless otherwise approved by the Department, the permittee shall use the same emissions factors for 

reporting the actual annual emissions of SO2,  CO, NOx, Pb, Hg, SAM, VOC, CO2, CH4, N2O, GHG, 

and CO2e as used in the application to establish baseline emissions. 

 

(3) The first reportable year shall be the full calendar year 2013. The first report shall be submitted on or 

before March 1, 2014 to the Compliance Authority. 

[Permit No. 0890003-034-AC, Rule 62-212.400(12)(c), F.A.C.; Rule 62-212.300(3)(e)1., F.A.C.] 

(c) As defined in Rule 62-210.370(2), F.A.C., the permittee shall use a more accurate methodology if it becomes 

available. 

 

H.45. Other Reporting Requirements.  See Appendix RR, Facility-Wide Reporting Requirements, for additional 

reporting requirements. 

 

Notifications 
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H.46. The owner or operator of any affected source or process unit must submit the applicable notifications 

from 40 CFR 63 Subpart A, as specified in Table 1 of this 40 CFR 63 Subpart MM.  

[40 CFR 63.867(a)(1)] 

 

Common Conditions 

H.47.   This emissions unit is also subject to the on-spec used oil conditions in Subsection N. 

 

Other Applicable Requirements 

H.48. Federal Rule Requirements.  In addition to the specific conditions listed above, this emissions unit is also 

subject to the applicable requirements contained in:  

40 CFR Part 60, Subpart A- General Provisions 

40 CFR Part 60, Subpart BB – Standards of Performance for Kraft Pulp Mills 

40 CFR Part 63, Subpart A – General Provisions 

40 CFR 63, Subpart S -  National Emission Standards for Hazardous Air Pollutants from the Pulp and Paper 

Industry 

40 CFR Part 63, Subpart MM - National Emission Standards for Hazardous Air Pollutants for Chemical Recovery 

Combustion Sources at Kraft, Soda, Sulfite, and Stand-Alone Semichemical Pulp Mills 
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 Appendix A, Glossary. 

 Appendix I, List of Insignificant Emissions Units and/or Activities. 

 Appendix GP-63, General Provisions for 40 CFR Part 63.  

 Appendix GP-61 General Provisions for 40 CFR Part 61  

 Appendix GP-60 General Provisions for 40 CFR Part 60  

 Appendix NESHAP, Subpart S 

 Table 1 of 40 CFR 63 Subpart S 

 Appendix NESHAP, Subpart MM 

 Table 1 of 40 CFR 63 Subpart MM 

 Appendix NESHAP, Subpart ZZZZ 

 Appendix NESHAP, Subpart DDDDD 

 Appendix NSPS, Subpart D 

 Appendix NSPS, Subpart Y 

 Appendix NSPS, Subpart BB 

 Appendix RR, Facility-wide Reporting Requirements. 

 Appendix TR, Facility-wide Testing Requirements. 

 Appendix TV, Title V General Conditions. 

 Appendix U, List of Unregulated Emissions Units and/or Activities 

 Fernandina Beach Mill 40 CFR 63 Subpart S, MACT I Condensate Compliance Plan (UNOX Biological 

Treatment System), amended March 5, 2001 

 USEPA Region IV, 40 CFR 63 Subpart S, MACT I Condensates Alternative Compliance Plan Approval 

Letter dated 11/02/00 (UNOX Biological Treatment System) 

 EPA Approval Letter dated December 11, 2000 of NCASI Method DI/HAPS-99.01 

 EPA Approval Letter dated September 22, 2003 for Alternative Inspection Frequency 

 USEPA Region IV 40 CFR 63 Subpart S, MACT II - Clean Condensate Alternative Concurrence dated 

July 5, 2006 

 Order on Request for Alternate Procedures and Requirements, File No 01-H-AP, dated 02/05/02 

 Department Alternate Procedure Request Approval dated August 28, 2006 

 Smurfit Stone Alternate Procedure Request dated June 2, 2006 

 Container Corporation of America Coal Sampling and Testing Procedures for Compliance Monitoring of 

SO2 for #7 Power Boiler  

 Appendix CAM 

 Appendix CEMS – Standard CEMS Requirements 

 40 CFR 60 Appendix F Performance Specification 1 

 40 CFR 60 Appendix B Performance Specification 2 

 40 CFR 60 Appendix B Performance Specification 6 

 Appendix HCE 

 Appendix EX Excess Emissions 

 


