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1.  GENERAL PROJECT INFORMATION 

Air Pollution Regulations 

Projects at stationary sources with the potential to emit air pollution are subject to the applicable 

environmental laws specified in Section 403 of the Florida Statutes (F.S.).  The statutes authorize the 

Department of Environmental Protection (Department) to establish regulations regarding air quality as 

part of the Florida Administrative Code (F.A.C.), which includes the following applicable chapters:  62-4 

(Permits); 62-204 (Air Pollution Control – General Provisions); 62-210 (Stationary Sources – General 

Requirements); 62-212 (Stationary Sources – Preconstruction Review); 62-213 (Operation Permits for 

Major Sources of Air Pollution); 62-296 (Stationary Sources - Emission Standards); and 62-297 

(Stationary Sources – Emissions Monitoring), F.A.C.  Specifically, air construction permits are required 

pursuant to Rules 62-4, 62-210 and 62-212, F.A.C. 

In addition, the U. S. Environmental Protection Agency (EPA) establishes air quality regulations in Title 

40 of the Code of Federal Regulations (CFR).  Part 60 specifies New Source Performance Standards 

(NSPS) for numerous industrial categories.  Part 61 specifies National Emission Standards for Hazardous 

Air Pollutants (NESHAP) based on specific pollutants.  Part 63 specifies NESHAP based on the 

Maximum Achievable Control Technology (MACT) for numerous industrial categories.  The Department 

adopts these federal regulations on a quarterly basis in Rule 62-204.800, F.A.C. 

Facility Description and Location 

The Tampa Electric Company (TECO) Polk Power Station (PPS) is an electric power facility consisting 

of five key electrical generating units (Units 1 – 5).  The facility is categorized under Standard Industrial 

Classification Code No. 4911.  The existing Polk Power Station is located in Polk County at 9995 State 

Road 37 South in Mulberry, Florida.  The UTM coordinates are Zone 17, 402.45 kilometers (km) East, 

and 3067.35 km North.  This site is in an area that is in attainment (or designated as unclassifiable) for all 

air pollutants subject to state and federal Ambient Air Quality Standards (AAQS). 

Unit 1 consists of a nominal 260 megawatt (MW) solid 

fuel-based integrated gasification and combined cycle 

(IGCC) including: a nominal 192 MW (gross) syngas/No. 2 

fuel oil-fired General Electric (GE) 7FA combustion 

turbine-electrical generator (CTG) designated as Emission 

Unit (EU) 001; a heat recovery steam generator (HRSG); a 

nominal 123 MW (gross) steam turbine-electrical generator 

(STG); a solid fuel handling system designated as EU 005; 

an entrained flow solid fuel gasification system designated 

as EU 006; an oxygen plant; a synthetic gas (syngas) 

cleanup and sulfur recovery system; a sulfuric acid plant 

designated as EU 004.  There is also a 120 million Btu per 

Hour (MMBtu/hr) auxiliary boiler designated as EU-003.  

Approximately 65 MW are consumed by the oxygen plant 

and process auxiliary equipment which is the difference 

between net and gross power production.   

Figure 1 - TECO PPS Unit 1 IGCC 

Units 2, 3, 4 and 5 (EU 009 through 012) consist of 165 MW natural gas or natural gas/fuel oil-fired GE 

7FA simple cycle CTGs. 
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Facility Regulatory Categories 

 The facility is not a major source of hazardous air pollutants (HAP). 

 The facility operates units subject to the acid rain provisions of the Clean Air Act. 

 The facility is a Title V major source of air pollution in accordance with Chapter 213, F.A.C. 

 The facility is a major stationary source in accordance with Rule 62-212.400, F.A.C. for the 

Prevention of Significant Deterioration (PSD) of Air Quality. 

 The facility operates units subject to the New Source Performance Standards in Part 60, Title 40 of 

the Code of Federal Regulations. 

Project Description 

On February 28, 2012, the Department received an application from TECO to modify several permit 

conditions in its current Title V air operation permit (1050233026-AV) for the Polk Power Station dealing 

with the fuel sulfur monitoring required for the auxiliary boiler (EU 003), the limits by weight pertaining 

to blend of petroleum coke/coal used in the entrained flow solid fuel gasification system (EU 006), 

nitrogen oxide (NOX) emissions reporting when firing natural gas and fuel oil in two of the 160 MW 

simple cycle CTG (EU 009 and 010) and the fuel monitoring schedule for these same CTG.  These 

revisions require changing several permit conditions in previously issued PSD permits.  Specifically, 

changes to specific conditions in PSD permits PSD-FL-194, PSD-FL-194A, PSD-FL-194H and PSD-FL-

263 which are addressed by this technical evaluation and associated construction permit.  The applicant 

submitted a request for a concurrent air construction permit revision to make these minor changes to the 

PSD permits on March 8, 2012. 

As part of this permitting action, the corresponding permit conditions in the most recent Title V operating 

permit) will also be changed to incorporate the changes made in the PSD permits.  A revised Title V air 

operation permit (DEP File No. 1050233-028-AV) will be issued concurrently with this construction 

permit reflecting these changes. 

Processing Schedule 

02/28/2012: Received an application for a Title V Air Permit Revision. 

03/08/2012: Received an application for Concurrent Air Construction Permit revision, application 

complete. 

2.  PSD APPLICABILITY 

General PSD Applicability 

The Department regulates major stationary sources in accordance with Florida’s PSD program pursuant to 

Rule 62-212.400, F.A.C.  PSD preconstruction review is required in areas that are currently in attainment 

with the state and federal AAQS or areas designated as “unclassifiable” for these regulated pollutants.   

PSD pollutants include: carbon monoxide (CO); NOX; sulfur dioxide (SO2); particulate matter (PM); PM 

smaller than 10 micrometers (PM10); volatile organic compounds (VOC); lead (Pb); Fluorides (F); 

sulfuric acid mist (SAM); total reduced sulfur (TRS), including hydrogen sulfide (H2S); municipal waste 

combustor (MWC) organics measured as total tetra- through octa-chlorinated dibenzo-p-dioxins and 

dibenzofurans (D/F); MWC metals measured as PM; MWC acid gases measured as SO2 and hydrogen 

chloride (HCl); and mercury (Hg).   

As defined in Rule 62-210.200(179)(a)1, F.A.C., a “major stationary source” is any of 28 listed stationary 

sources of air pollutants which emits, or has the potential to emit, 100 tons per year (TPY) or more of any 

PSD pollutant.  Link to Rule 62-210, F.A.C.  

http://www.dep.state.fl.us/air/rules/fac/62-210.pdf
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The list given in the citation includes the category of “fossil fuel-fired steam electric plants of more than 

250 MMBtu/hr”.  The Polk Power Station is a major stationary source based on its actual emissions and 

its potential to emit PSD pollutants.  The major stationary source threshold for source categories not on 

the cited list is 250 TPY or more of any PSD pollutant. 

For major stationary sources, PSD applicability is based on emissions thresholds known as the significant 

emission rates (SER) as defined in Rule 62-210.200, (Definitions) F.A.C.  Emissions of PSD pollutants 

from the project that equal or exceed these SER are considered “significant”.  Best Available Control 

Technology (BACT) must be employed to minimize emissions of each PSD pollutant and an air quality 

impact analysis must be conducted for the PSD pollutants for which AAQS are defined.  SER also means 

any emissions rate or any net emissions increase of a PSD pollutant associated with a major stationary 

source or major modification which would construct within 10 km of a Class I area and have an impact on 

such area equal to or greater than 1 gram per cubic meter, 24-hour average.   

Although a facility may be “major” for only one PSD pollutant, a project must include BACT controls for 

any PSD pollutant that exceeds the corresponding SER given in Table 1. 

Table 1 – List of SER by PSD-Pollutant 
1, 3

 

Pollutant  SER (TPY) Pollutant  SER (TPY) 

CO  100 NOX  40 

PM/PM10/PM2.5 25/15/10 Ozone (VOC) 
2
 40 

Ozone (NOX) 
2
 40 SAM  7 

SO2  40 F  3 

Pb  0.6 TRS  10 

H2S  10 Hg 0.1  

1. Excluding those defined exclusively for MWC and MSW landfills. 

2. Ozone (O3) is regulated by its precursors (VOC and NOX). 

3. There is a federal SER of 75,000 TPY for Greenhouse Gases (GHG) as CO2 equivalent (CO2e) that has not been incorporated into 

Department rules.  . 

PSD Applicability for Project 

This project will be located in Polk County, which is in an area that is currently in attainment with (or 

designated as unclassifiable for) the state and federal AAQS.  According to the applicant, no emission 

increases will result from the proposed project.  Therefore, the project is not subject to PSD 

preconstruction review. 

3.  PROJECT REVIEW 

State Regulations 

The facility will continue to operate under its existing air construction and facility Title V operation 

permits.  The most recent applicable permit is Title V Permit No. 1050233-026-AV available at: 

Link to current Title V Permit   

The specific conditions in each PSD permit that needs to be changed are described below, followed by 

changes to conditions in the Title V air operating permit requested by the applicant.  The Department’s 

response to each requested change is also given.   

Project Description 

The following discussion is broken into the applicants’ requested changes by EU followed by the 

Departments’ response to each requested change. 

Fuel Oil Sulfur Content, SO2 Averaging Time and SO2 Emissions – Auxiliary Boiler (EU 003) 

Applicant Request 

http://arm-permit2k.dep.state.fl.us/psd/1050233/0000638B.pdf
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Currently, daily monitoring of fuel oil is required to ensure its sulfur content is less than or equal to 0.05 

percent (%) by weight on a daily basis whenever fuel oil is fired in the auxiliary boiler (EU 003).  The 

applicant has requested that the daily monitoring requirement for the auxiliary boiler be replaced by a 

monthly composite sample from each fuel delivery consistent with the Federal guidelines contained 

within NSPS Subpart Db.  In addition, the applicant also requested that the 30-day averaging period for 

SO2 emissions and the SO2 emission limit for the auxiliary boiler be removed.   

Department Response 

As stated in Title (§) 40 CFR 60.42b(e), “Except as provided in paragraph (f) of this section, compliance 

with the emission limits, fuel oil sulfur limits, and/or percent reduction requirements under this section 

are determined on a 30-day rolling average basis”.  This required the daily monitoring of the fuel oil 

sulfur content when oil is fired in the auxiliary boiler in order to calculate the 30-day rolling average for 

compliance purposes.  However, §40 CFR 60.42b(f) provides an exception to this daily sulfur content 

monitoring requirement that is in §40 CFR 60.42b(j)(2).  In §40 CFR 60.42b(j)(2), for very low sulfur 

fuel, compliance with SO2 emission limits and fuel sulfur content can be met by maintaining fuel records 

as described in §60.49b(r).  Very low sulfur fuel is defined in §40 CFR 60.41b for units constructed, 

reconstructed, or modified on or before February 28, 2005 as oil that contains no more than 0.5 weight 

percent sulfur or that, when combusted without SO2 emission control, has a SO2 emission rate equal to or 

less than 215 nanograms per joule (ng/J) (0.5 pound/MMBtu) heat input.  The auxiliary boiler at the Polk 

Power Station is limited to firing fuel oil with a maximum sulfur content of 0.05% by weight which meets 

the weight requirement and also meets the emission requirement as shown below by assuming a heat 

content for No. 2 fuel oil (FO) of 19,673 Btu/lb. 

{(1,000,000 Btu/hr) / (19,673 Btu FO/lb)} x (0.0005 lb S/lb FO) x 2 lb SO2/lb S) = 0.051 lb SO2/MMBtu 

§60.49b(r) states, “The owner or operator of an affected facility who elects to demonstrate that the 

affected facility combusts only very low sulfur oil, natural gas, wood, a mixture of these fuels, or any of 

these fuels (or a mixture of these fuels) in combination with other fuels that are known to contain an 

insignificant amount of sulfur in §60.42b(j) or §60.42b(k) shall obtain and maintain at the affected 

facility fuel receipts from the fuel supplier that certify that the oil meets the definition of distillate oil and 

gaseous fuel meets the definition of natural gas as defined in §60.41b and the applicable sulfur limit”.   

The Department agrees that daily sampling of the fuel oil for sulfur content when fired in the auxiliary 

boiler is not required to meet the fuel oil sulfur monitoring requirements of NSPS Subpart Db as long as a 

vendor certification of fuel oil deliveries show that the oil meets the 0.05% sulfur content by weight 

requirement.  In lieu of vendor certification, the Department will allow the sulfur to be measured in 

accordance with the requirements of 40 CFR Part 75, Appendix D, Subsection 2.2.4.3 by testing the fuel 

oil by sampling from each fuel oil delivery (lot) to the storage tanks.  Each oil sample will be analyzed in 

the laboratory for density, heat content, sulfur content and carbon content with the records of the results 

kept on site for five years and open to inspection by the Compliance Authority.  The appropriate 

conditions in the PSD and Title V permits will be changed to reflect this new fuel oil sulfur monitoring 

procedure.  In addition, the requirement for SO2 emission testing for the auxiliary boiler in the Title V air 

operation permit will be removed along with the 30-day averaging time since the BACT emission limit of 

0.80 lb SO2/MMBtu is more than an order of magnitude higher than the theoretical maximum SO2 

emissions from the boiler.  The 0.80 lb/MMBtu limit is a requirement of §60.42b(a) & (j) which are no 

longer applicable do to the very low sulfur fuel oil records requirements of §60.49b(r). 

Permitted Capacity of Solid Fuels Gasification Plant (EU 006) 

Applicant Request 

The applicant requests that under authorized fuels that the limits for tons per day of petcoke and total 

tonnage per day of fed to the solid fuel gasification plant be removed and only the 85% coal/petcoke 
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blend limitation remain enforced.  The applicant also requests that the petcoke tonnage limit be removed 

from the recordkeeping requirements. 

Department Response 

Since 85% of the total weight limit of 2,325 tons per day of coal/petcoke fed to solid fuel gasification 

plant equals the 1,976 tons per day of petcoke limit, the petcoke weight limit is redundant.  The 

appropriate conditions in the PSD and Title V permits will be to rewritten to remove the petcoke tonnage 

limit.  The current permitted capacity for the solid fuel gasification system of 2,325 tons per day will be 

kept along with a dry weight requirement added to the 85% blend specification.  The Department also 

agrees that the recordkeeping requirement should be changed to come into conformity with the new 

authorized fuels requirement and will make the appropriate changes. 

Nitrogen Oxide NOX Emissions When Firing Natural Gas and Fuel Oil (EU 009 and 010) 

Applicant Request 

The applicant request that when firing natural gas in the turbines that the NO2 testing requirement be 

removed since these units have been in operation for years and initial “new and clean” GE performance 

stack test are no longer possible.  The applicant also requests that the reasonable measures requirement to 

achieve a NOX concentration of 9 ppmvd @ 15% O2 involving tuning of the combustors for Dry Low 

NOX operation while firing gas be removed since the tuning has already been accomplished.   

The applicant also requests that when firing fuel oil in the turbines that the reasonable measures 

requirement to achieve a NOX concentration of 42 ppmvd @ 15% O2 be removed since a NOX reduction 

plan has already been submitted to the Department.  The applicant has also requested that on fuel oil 

firing be limited to 750 hour per year.  Finally, the applicant request that the vendor certification 

requirement for the sulfur content of the fuel oil sulfur fired in the turbines be removed and that the fuel 

oil sulfur monitoring be conducted in the laboratory. 

Department Response 

The Department agrees with the applicant’s request with regard to the natural gas NO2 testing and 

reasonable measures requirements and the Title V permit will be changed along with the appropriate PSD 

permit conditions.  Also the Title V permit will be modified to limited fuel oil firing in the turbines to 750 

hour per year per the applicant’s request. 

The Department agrees with the applicant with regard to the fuel oil reasonable measures requirements 

with regard to NOX emissions and the Title V permit will be changed along with the appropriate PSD 

permit conditions.  With regard to fuel oil sulfur monitoring, the Department agrees with the applicant.  

The Title V and PSD permits will be modified to remove the vendor certification requirement and allow 

the fuel oil sulfur monitoring to be conducted in the laboratory at the facility.  The Department will also 

stipulate that the monthly composite sample be analyzed in the laboratory for density, heat content, sulfur 

content and carbon content.   

4.  PRELIMINARY DETERMINATION 

The Department makes a preliminary determination that the proposed project will comply with all 

applicable state and federal air pollution regulations as conditioned by the draft permit.  This 

determination is based on a technical review of the complete application, reasonable assurances provided 

by the applicant, and the conditions specified in the draft permit.  No air quality modeling analysis is 

required because the project does not result in a significant increase in emissions.  David Read is the 

project engineer responsible for reviewing the application and drafting the permit.  Additional details of 

this analysis may be obtained by contacting the project engineer at the Department’s Office of Permitting 

and Compliance at Mail Station #5505, 2600 Blair Stone Road, Tallahassee, Florida  32399-2400. 


