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PERMITTEE 

Citgo Petroleum Corporation 

801 McCloskey Blvd                                             

Tampa, Florida 33605                                                                   

 

Authorized Representative: Peter Tibbett, Assistant Region Manager 

 

Air Permit No. 0110054-008-AF 

Air Operation Permit  

Broward County, Florida 

PROJECT 

This final air operation permit authorizes Citgo Petroleum Corporation, an existing bulk petroleum storage and 

distribution terminal, to continue to operate at Port Everglades in Broward County, Florida.  The application to 

renew operating permit 0110054-007-AF was received on August 29, 2018.  There are no changes in the 

applicable requirements or changes requested by the applicant. The facility is classified as a synthetic minor 

source of volatile organic compounds (VOC) and hazardous air pollutants (HAPs) because the potential emissions 

of both air pollutants are below the major source (Title V) thresholds.  Also, the terminal operates as a synthetic 

minor for VOC and HAP based on the self-imposed throughput and vapor collection system emissions limits. 

Standard Industrial Classification (SIC) No. is 5171 and the North American Standard Classification System 

(NAICS) No. is 424710.   The terminal is located at 801 S.E. 28th Street, Fort Lauderdale, Florida. The geographic 

coordinates are Latitude:  26° 05’ 42” North and Longitude: 80° 07’ 50” West.  This final permit is organized into 

five sections:  Section 1 (General Information); Section 2 (Administrative Requirements); Section 3 (Facility 

Wide Conditions); Section 4 (Emissions Unit Specific Conditions); and Section 5 (Appendices).  The acronyms 

and abbreviations are defined in Appendix A of Section 5 of this permit. 

Permitting Authority:  Applications for air operation permits are subject to review in accordance with the 

provisions of Chapter 403, Florida Statutes (F.S.) and Chapters 62-4 and 62-210 of the Florida Administrative 

Code (F.A.C.).  The Permitting Authority responsible for making a permit determination for this project is the 

Environmental Engineering and Permitting Division (EEPD).  EEPD’s physical address is: 1 North University 

Drive, Mailbox 201, Plantation, Florida 33324.  EEPD’s telephone number is 954-519-1483.   

Petitions.  A person whose substantial interests are affected by the proposed decision may petition for an 

administrative hearing in accordance with Sections 120.569 and 120.57, F.S.  The petition must contain the 

information set forth below and must be filed (received) in the Office of the Broward County Attorney at 115 S. 

Andrews Avenue, Room 423, Fort Lauderdale, Florida 33301-1872 (Telephone: 954-357-7600, Fax: 954-357-

7641).  Petitions by the applicant or any of the parties listed below must be filed within 14 days of receipt of this 

notice.  Petitions by any other person must be filed within 14 days of receipt of this proposed action.  A petitioner 

must mail a copy of the petition to the applicant at the address indicated above, at the time of filing.  The failure 

of any person to file a petition within the appropriate time shall constitute a waiver of that person’s right to 

request an administrative determination (hearing) under Sections 120.569 and 120.57, F.S., or to intervene in this 

proceeding and participate as a party to it.  Any subsequent intervention will be only at the approval of the 

presiding officer upon the filing of a motion in compliance with Rule 28-106.205, F.A.C. A petition that disputes 

the material facts on which the EEPD’s action is based must contain the following information: (a) The name and 

address of each agency affected and each agency’s file or identification number, if known; (b) The name, address, 

and telephone number of the petitioner; the name, address and telephone number 
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of the petitioner’s representative, if any, which shall be the address for service purposes during the proceeding; 

and an explanation of how the petitioner’s substantial interests will be affected by the agency determination; (c) A 

statement of how and when each petitioner received notice of the agency action or proposed act; (d) A statement 

of all disputed issues of material fact.  If there are none, the petition must so indicate; (e) A concise statement of 

the ultimate facts alleged, as well as the rules and statutes which entitle the petitioner to relief; (f) A statement of 

the specific rules or statutes the petitioner contends require reversal or modification of the agency’s proposed 

action; and, (g) A statement of the relief sought by the petitioner, stating precisely the action petitioner wishes the 

agency to take with respect to the agency’s proposed action.  

A petition that does not dispute the material facts upon which the permitting authority’s action is based shall state 

that no such facts are in dispute and otherwise shall contain the same information as set forth above, as required 

by Rule 28-106.301, F.A.C. 

Because the administrative hearing process is designed to formulate final agency action, the filing of a petition 

means that the EEPD’s final action may be different from the position taken by it in this notice.  Persons whose 

substantial interests will be affected by any such final decision of the EEPD on the application have the right to 

petition to become a party to the proceeding, in accordance with the requirements set forth above. 

Mediation:  Mediation is not available in this proceeding. 

Effective Date:  This permitting decision is final and effective on the date filed with the clerk of the Permitting 

Authority unless a petition is filed in accordance with the above paragraphs or unless a request for extension of 

time in which to file a petition is filed within the time specified for filing a petition pursuant to Rule 62-110.106, 

F.A.C., and the petition conforms to the content requirements of Rules 28-106.201 and 28-106.301, F.A.C.  Upon 

timely filing of a petition or a request for extension of time, this action will not be effective until further order of 

the EEPD. 

Judicial Review:  Any party to this permitting decision (order) has the right to seek judicial review of it under 

Section 120.68, F.S., by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate Procedure 

with the clerk of the Office of the Broward County Attorney at 115 S. Andrews Avenue, Room: 423, Fort 

Lauderdale, Florida  33301-1872 (Telephone: 954/357-7600, Fax: 954/357-7641, and by filing a copy of the 

notice of appeal accompanied by the applicable filing fees with the appropriate EEPD. 

 

0110054-08-AF Effective Date: October 16, 2018 

Renewal Application Date: August 17, 2023 

Expiration Date: October 16, 2023 

 

Executed in Plantation, Florida 

 

 

____________________________ 

Robert C. Wong 

Environmental Program Supervisor 
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CERTIFICATE OF SERVICE 

The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 

electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 

received receipt requested before the close of business on the date indicated below to the following persons. 

Mr. Peter Tibbett, Citgo Petroleum Corporation, ptibbett@citgo.com 

Ms. Diane Pupa, Permitting Program Administrator, Florida Department of Environmental Protection /Southeast                                         

District, diane.pupa@dep.state.fl.us. 

 

 

 Clerk Stamp 

FILING AND ACKNOWLEDGMENT FILED, on this date, 

pursuant to Section 120.52(7), Florida Statutes, with the 

designated agency clerk, receipt of which is hereby 

acknowledged. 

 

 

 

      ____________________________________________ 

      Clerk                                                          Date 

       

       

       

 

 

 

 

 

mailto:ptibbett@citgo.com
mailto:diane.pupa@dep.state.fl.us
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FACILITY DESCRIPTION 

The facility is a bulk petroleum storage and distribution terminal that handles gasoline and gasoline/ethanol blend 

at the loading rack, that is equipped with a vapor combustor unit (VCU) to control volatile organic compounds 

(VOC) and hazardous air pollutant emissions.  The petroleum products of high volatility, gasoline or any 

hydrocarbon with a lower vapor pressure including distillates (jet kerosene and diesel) and denatured ethanol are 

stored in ten (10) geodesic domed fixed roof tanks with internal floaters; and low volatility products (additives 

and petroleum contact water, PCW are stored in fixed roof tanks (FRT). Also, the piping equipment in gasoline 

and gasoline/ethanol service is a source of fugitive emissions associated with petroleum products and ethanol 

blending operations. The terminal has the following self-imposed limits to maintain synthetic minor status:  

447,905,000 gallons of gasoline, 44,790,000 gallons of ethanol (for gasoline/ethanol blend), 200,000,000 gallons 

of distillates, and an emission limit of 10 milligrams of total organic compounds per liter of gasoline loaded at the 

loading rack. Also, 60,000 gallons per year of additives, 458,140 gallons of distillate per year, and 554,400 

gallons of petroleum contact water (PCW) at the FRT.                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                                               

The figure below represents the site lay out of the terminal.  
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The facility consists of the following emissions units (EU). 

Facility ID No. 0110054 

ID No. Emission Unit Description  

001 

 

017 

 

018 

019 

Loading rack with a vapor combustion unit for loading gasoline and gasoline/ethanol 

blend. 

Piping and equipment including valves, fittings, and other equipment associated with 

petroleum products and ethanol loading or unloading operations. 

Fixed roof tanks (Tanks 11, 12, 14, 18, 19, and 20) for storing petroleum products. 

Geodesic domed roof tanks with internal floaters (Tanks 1-10) for storing petroleum 

products and denatured ethanol. 

 

APPLICABLE REGULATIONS 

The applicable regulations are summarized in the following table. 

Primary Applicable Regulations 

Summary of Federal Regulations Emission 

Unit  

NSPS - 40 CFR 60, Subpart XX, Standards of Performance for Bulk Gasoline Terminals 001 

Summary of State of Florida Statutes and Regulations Emission 

Unit 

Chapter 403, Florida Statutes  

62-4 F.A.C. - Permits  

62-210 F.A.C. - Stationary Sources  

62-296.320(2), F.A.C. - Objectionable Odor** 

62-296.320(1) (a), F.A.C. - VOC or Organic Solvent Emissions   

62-296.320(4) (b), F.A.C. - General Visible Emissions Standards  

62-296.320(1) (a) F.A.C. - VOC or Organic Solvent Emissions62-296.320(4) (c), F.A.C. - 

Unconfined Emissions of Particulate Matter 

62-210.650, F.A.C.-Circumvention   of Air Pollution Control Equipment 

62-210.300(2)(a) 2, F.A.C. – Maintenance of air pollution control equipment**  

62-4.030, F.A.C. - Concealment of Emissions**  

FACILITY 

    WIDE 

63-4.070(3), F.A. C – Reasonable Assurance 
001, 017, 

018, 019 

62-296.510 F.A.C.  – Reasonable Available Control Technology (RACT) 
001 

62-296.508, F.A.C., Reasonably Available Control Technology - Petroleum Liquid Storage 
      019 

   **Not federally enforceable 
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The source operating permit (0110054-005-AF) was revised in 2008 to allow for the conversion of 10 percent 

of the existing facility`s gasoline throughput in the loading rack (EU-001) to ethanol throughput.  Also, the 

tanks of EU-019 may store gasoline or other products with lower vapor pressure than gasoline such as ethanol 

and distillates.   

The loading rack is regulated under Rule 62-296.510 F.A.C. (RACT), and NSPS - 40 CFR 60, Subpart XX, 

Standards of Performance for Bulk Gasoline Terminals. 

The internal floating roof storage tanks are regulated under Rule 62-296.508, F.A.C., Reasonably Available 

Control Technology - Petroleum Liquid Storage. 

FACILITY REGULATORY CLASSIFICATION 

 The facility is not a major source of hazardous air pollutants (HAP). 

 The facility does not operate units subject to the acid rain provisions of the Clean Air Act (CAA). 

 The facility is a not Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 

 The facility is not a major stationary source in accordance with Rule 62-212.400(PSD), F.A.C. for the  

 Prevention of Significant Deterioration (PSD) of Air Quality. 

    The facility is classified as a synthetic minor source of volatile organic compounds (VOC) and hazardous air 

pollutants (HAPs). 
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1.    Permitting Authority:  The permitting authority for this project is the Environmental Engineering and 

Permitting Division (EEPD). The EEPD’s physical and mailing address is 1 North University Drive, Mailbox 

201, Plantation, Florida 33324 and the main telephone number is 954-519-1483.  All documents related to 

applications for permits to operate an emissions unit shall be submitted to the EEPD. 

2.   Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 

shall be submitted to the EEPD at: 1 North University Drive, Mailbox 201, Plantation, Florida 33324 and 

telephone number is 954-519-1483.   

3.   Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats        

and Glossary of Common Terms), Appendix B (General Conditions). Appendix C. NSPS - Performance tests. 

(40 CFR 60.8), Appendix D. (NSPS - Notification and Recordkeeping (40 CFR 60.7), Appendix E. (NSPS - 

General Notification and Reporting Requirements (40 CFR 60.19), Appendix F.  (Calibration Schedule (Table 

297.310-1 version dated 10/07/96), Appendix G. (Stack Sampling Facilities [Rule 62-297.310(6), F.A.C. 

(version dated 10/07/96)]. Stack Sampling Facilities Provided by the Owner of an Emissions Unit.) 

4.   Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 

construction and operation of the subject emissions units shall be in accordance with the capacities and 

specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 

F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 

does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 

regulations. 

5    New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 

requested, the Department may require the permittee to conform to new or additional conditions.  The 

Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 

application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 

6.   Modifications:  No new emissions unit shall be constructed, and no existing emissions unit shall be modified 

without obtaining an air construction permit from the Department.  Such permit shall be obtained prior to 

beginning construction or modification.  [Rules 62-210.300(1) and 62-212.300(1) (a), F.A.C.] 

7.   Renewal.  Prior to 60 days before the expiration date of this permit, the permittee shall apply for a renewal of 

the permit.  A renewal application shall be timely and sufficient.  If the application is submitted prior to 60 

days before expiration of the permit, it will be considered timely and sufficient.  If the renewal application is 

submitted at a later date, it will not be considered timely and sufficient unless it is submitted and made 

complete prior to the expiration of the operation permit.  When the application for renewal is timely and 

sufficient, the existing permit shall remain in effect until the renewal application has been finally acted upon 

by the Department.  [Rule 62-4.090, F.A.C.] 

8.    Annual Operating Report (AOR):  The information required by the Annual Operating Report for Air 

Pollutant Emitting Facility (DEP Form No. 62-210.900(5)) shall be submitted by April 1 of each year, for the 

previous calendar year, to the EEPD.  All synthetic non-Title V sources or all facilities with the potential to 

emit 10 tons/year or more of volatile organic compounds (VOC) or 25 tons/year or more of nitrogen oxides 

(NOx) and located in an ozone nonattainment area or ozone air quality maintenance area shall submit a 

completed DEP Form 62-210.900(5) unless the annual operating report is submitted using the DEP’s 

electronic annual operating report software.  Emissions shall be computed in accordance with the provisions 

of subsection 62-210.370(2), F.A.C.  [Rule 62-210.370(3), F.A.C.] 

{Permitting Note:  Resources to help you complete your AOR are available on the electronic AOR (EAOR) 

website at:  http://www.dep.state.fl.us/air/emission/eaor.  If you have questions or need assistance after 

reviewing the information posted on the EAOR website, please contact the Department by phone at (850) 

717-9000 or email at eaor@dep.state.fl.us.} 

 

http://www.dep.state.fl.us/air/emission/eaor
mailto:eaor@dep.state.fl.us
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1. Not Federally Enforceable.  Objectionable Odor.  No person shall cause, suffer, allow or permit the 

discharge of air pollutants which cause or contribute to an objectionable odor.  An “objectionable odor” 

means any odor present in the outdoor atmosphere which by itself or in combination with other odors, is or 

may be harmful or injurious to human health or welfare, which unreasonably interferes with the comfortable 

use and enjoyment of life or property, or which creates a nuisance.  This provision is not federally 

enforceable. 

[Rule 62-296.320(2), F.A.C. and 62-210-200 (Definitions), F.A.C.] 

2.   General Volatile Organic Compounds (VOC) Emissions or Organic Solvents (OS) Emissions. The permit 

shall allow no person to store, pump, handle, process, load, unload or use in any process or installation, 

volatile organic compounds or organic solvents without applying known and existing vapor emission control 

devices or systems deemed necessary and ordered by the EEPD.  

     [Rule 62-296.320(1), F.A.C.]  

3. General Visible Emissions.  No person shall cause, let, permit, suffer or allow to be discharged into the outdoor 

atmosphere any air pollutants from sources, the opacity of which is equal or greater than 20 percent.  EPA 

Method 9 is the method of compliance pursuant to Chapter 62-297, F.A.C.  This regulation does not impose a 

specific testing requirement. 

[Rule 62-296.320(4) (b), F.A.C.] 

4.   Circumvention. No person shall circumvent any air pollution device or allow the emission of air 

pollutants without the applicable air pollution control device operating properly. 

       [Rule 62-210.650, F.A.C.] 

5.   Not Federally Enforceable  

(1) Concealment. Any stationary installation which will reasonably be expected to be a source of 

pollution shall obtain an appropriate and valid permit, unless exempted by rule.  Furthermore, no 

person shall build, erect, install, or use any article, machine, equipment or other contrivance, the use 

of which will conceal any emission which would otherwise constitute a violation of any applicable 

provisions. [Rule 62-4.030, F.A.C.]  

(2) Maintenance. No person shall operate any air pollution control equipment or systems without 

proper maintenance to assure compliance with applicable emission limits.    

          [Rule 62-210.300(2)(a) 2, F.A.C.] 

6.     Unconfined Emissions of Particulate Matter (PM).   No person shall cause, let, permit, suffer or allow the 

emissions of unconfined PM from any activity, including vehicular movement; transportation of materials; 

construction; alteration; demolition or wrecking; or industrially related activities such as loading, unloading, 

storing or handling; without taking reasonable precautions to prevent such emissions. Reasonable 

precautions to prevent and/or control unconfined particulate matter emissions include the following: 

 a. Paving and maintenance of roads, parking areas and yards. 

 b. Application of water or chemicals to control emissions from such activities as demolition of                                                                                                                                                                                                                                                                      

buildings, grading roads, construction, and land clearing. 

 c. Application of asphalt, water, oil, chemicals or other dust suppressants to unpaved roads, yards, openstock 

piles and similar activities. 

 d.  Removal of particulate matter from roads and other paved areas under the control of the owner or  

operator of the facility to prevent reentrainment, and from buildings or work areas to prevent particulate       

from becoming airborne. 

 e. Landscaping or planting of vegetation. 

   f.  Use of hoods, fans, filters, and similar equipment to contain, capture and/or vent particulate matter. 

       In determining what constitutes reasonable precautions for a particular facility, the EEPD shall  consider 

the cost of the control technique or work practice, the environmental impacts of the technique or 

practice,and the degree  of reduction of emissions expected from a particular technique or practice. 
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       [Rule 62-297.320(4) (c), F.A.C.] 

   7.  Special Compliance Tests.  When EEPD, after investigation, has good reason (such as complaints, increased 

visible emissions or questionable maintenance of control equipment) to believe that any applicable emission 

standard contained in a EEPD rule or in a permit issued pursuant to those rules is being violated, it shall 

require the owner or operator of the emissions unit to conduct compliance tests which identify the nature and 

quantity of pollutant emissions from the emissions unit and to provide a report on  the results of said tests to 

the EEPD. 

        [Rule 62-297.310(7) (b), F.A.C.]                  
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      EU ID Description of Emissions Unit 

001 

    

Loading rack with a vapor combustion unit for loading gasoline and 

gasoline/ethanol blend. 

 

This emissions unit consists of three (3) loading bays for bottom loading gasoline, and gasoline/ethanol blend into 
transport tankers.  Displaced hydrocarbon vapors from the loading rack are directed to a VCU.  Denatured ethanol 
is delivered by pipeline and blended with gasoline prior to loading at the bays. 

{Permitting Note:  The loading rack is regulated under 62-296.510 F.A.C. (RACT), and NSPS - 40 CFR 60, Subpart 

XX, Standards of Performance for Bulk Gasoline Terminals adopted and incorporated by reference in Rule 62-

204.800(7)(b) 53 F.A.C.} 

EMISSION LIMITING STANDARDS 

1. Throughput. The throughput calculated on a twelve-month rolling average basis shall not exceed 447,905,000 

gallons of gasoline, 44,790,000 of ethanol (for gasoline/ethanol blend), and 200,000,000 gallons of distillates.   

         [Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; EPSAP Permit Application No. 1899-2] 

        {Permitting Note.  The facility will operate as a synthetic minor for VOC and HAP based on the self-

imposed throughput and emission (see Vapor Collection System Emissions Limit, below) limits.} 

2.       Vapor Collection System Emissions Limit.  The emissions to the atmosphere from the vapor collection system 

due to the loading of liquid product into gasoline tank trucks shall not exceed 10 milligrams of total organic 

compounds per liter of gasoline loaded.  

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; EPSAP Permit Application No. 1899-2] 

{Permitting Note.  The facility will operate as a synthetic minor for VOC and HAP based on the self-

imposed throughput limit (see Throughput, above) and emission limits.} 

3.      Loading Gasoline or Gasoline/Ethanol Blend.  No person shall load gasoline or gasoline/ethanol blends into 

any tank, trucks, or trailers unless: 

(a)  Displaced vapors are vented only to the vapor control system; and 

(b) A means is provided to prevent liquid waste from the loading device to exceed the quantity specified for 

the self-sealing coupler or adapter according to API regulation RP 1004 (or equivalent) upon the loading 

device being disconnected or when it is not in use (the above referenced are available from the American 

Petroleum Institute, 2101 “L” Street N.W.Washington, D.C. 20037); and, 

(c)  All loading and vapor lines equipped with fittings are vapor tight; and 

(d) The terminal is equipped with a properly installed and operated vapor control system complying with 

F.A.C. Rule 62-296.510 and which recovers vapors from the equipment being controlled or which directs 

all vapors to a combustion or incineration system. 

[Rule 62-296.510(3), F.A.C.] 

4.     General Loading Operations.  Total organic compounds vapors displaced from tank trucks during loading of 

products other than gasoline or gasoline/ethanol blend shall be directed to the loading rack vapor processing 

system, unless the owners or operator can demonstrate as a practical matter that the tank trucks being loaded 

do not contain gasoline vapors. 

[ Rule 62-4.070(3), F.A.C.] 

5.    Gasoline Tank Truck Requirements.   

(a)- (d) [Reserved] 
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(e) Vapor Tight Gasoline Trucks.  Loading of liquid product into gasoline tank trucks shall be limited 

to vapor-tight gasoline tank trucks using the following procedures: 

(1) The owner or operator shall obtain the vapor tightness documentation for each 

gasoline tank truck which is to be loaded at the affected facility.  The vapor 

tightness documentation file for each gasoline tank truck shall be updated at least 

once per year to reflect current test results as determined by Method 27.  This 

documentation shall include, as a minimum, the following information: 

1. Test title: Gasoline Delivery Tank Pressure Test--EPA Reference Method 

27. 

2.  Tank owner and address. 

.  Tank identification number. 

4.  Testing location. 

5.  Date of test. 

6.  Tester name and signature. 

7.  Witnessing inspector, if any: Name, signature, and affiliation. 

8.  Test results: Actual pressure change in 5 minutes, mm of water (average 

for 2 runs). 
(2)  The owner or operator shall require the tank identification number to be recorded as each 

gasoline tank truck is loaded at the affected facility. 

(3) - (5) [Reserved] 

(6)  Alternate Procedures.   In accordance with 40 CFR 60.505 (e) (2), facilities that utilize a 

terminal automation system to prevent gasoline cargo tanks that do not have valid cargo 

tank vapor tightness documentation from loading (e.g., via a card lock-out system), a copy 

of the documentation shall be made available (e.g., via facsimile) for inspection by EEPD 

representatives during the course of a site visit, or within a mutually agreeable time frame.  

The copy of each record shall be an exact duplicate image of the original paper record with 

certifying signatures. 

(f)  Equipment Compatibility.  The owner or operator shall act to assure that loadings of gasoline tank 

trucks at the affected facility are made only into tanks equipped with vapor collection equipment 

that is compatible with the terminal's vapor collection system. 

(g)  Equipment Hookup.  The owner or operator shall act to assure that the terminal's and the tank 

truck's vapor collection systems are connected during each loading of a gasoline tank truck at the 

affected facility.  Examples of actions to accomplish this include training drivers in the hookup 

procedures and posting visible reminder signs at the affected loading racks. 

(h)  Tank Truck Pressure Limit.  The vapor collection and liquid loading equipment shall be designed 

and operated to prevent gauge pressure in the delivery tank from exceeding 4,500 pascals (450 mm 

of water) during product loading.  This level is not to be exceeded when measured by the 

procedures specified in 40 CFR 60.503(d) (see “Gauge pressure measurement” in Test Methods and 

Procedures section of this permit). 

(i) Vapor Collection System Pressure-Vacuum Vents.  No pressure-vacuum vent in the bulk gasoline 

terminal's vapor collection system shall begin to open at a system pressure less than 4,500 pascals 

(450 mm of water). 

(j) Monthly Leak Inspection.  Each calendar month, the vapor collection system, the vapor processing 

system, and each loading rack handling gasoline shall be inspected during the loading of gasoline 

tank trucks for total organic compounds liquid or vapor leaks.  For purposes of this paragraph, 

detection methods incorporating sight, sound, or smell are acceptable.  Each detection of a leak 

shall be recorded, and the source of the leak repaired within 15 calendar days after it is detected. 

[40 CFR 60.502(e)-(j); 40 CFR 60.505(e) (2); Notification received on July 2, 2004 on Citgo alternative 

computer recordkeeping system for truck vapor tightness documentation] 
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6. VCU – Operating Requirements 

(a) The VCU shall be operated at all times when emissions may be vented to the unit. 

(b)  The VCU system shall be equipped to automatically prevent gasoline and gasoline/ethanol blend 

loading operations from beginning at any time that the pilot flame is absent.  

(c)  The presence of the VCU pilot flame shall be monitored using a heat-sensing device, such as an 

ultraviolet beam sensor or a thermocouple, installed in proximity to the pilot light to indicate the 

presence of a flame. 

[Rule 62-4.070(3); F.A.C.; Manufacturer Design Specifications]      

 

TEST METHODS AND PROCEDURES 

7.       Formal Compliance Tests.  During each federal fiscal year, the owner or operator shall conduct formal               

compliance tests (see Appendix 6) on the vapor processing system and liquid loading equipment.   

[Rule 62-4.070(3); F.A.C.; 40 CFR 60.8(a)]      

[Permitting Note.  Periodic testing is required to provide reasonable assurance that the facility can maintain 

its classification as a synthetic minor for VOC and HAP based on self-imposed throughput and emission 

limits.] 

 

8.      Performance Test Methods and Procedures.   

(a) Reference methods and procedures.  In conducting the performance tests required in 40 CFR 60.8 

(see Appendix 1), the owner or operator shall use as reference methods and procedures the test 

methods in appendix A of this part or other methods and procedures as specified in this section, 

except as provided in 40 CFR. 60.8(b).  The three-run requirement of 40 CFR 60.8(f) does not 

apply to this subpart. 

(b)  Monitor for leakage of vapor.  Immediately before the performance test on the vapor processing 

and liquid loading equipment, the owner or operator shall use Method 21 to monitor for leakage 

of vapor all potential sources in the terminal's vapor collection system equipment while a gasoline 

tank truck is being loaded. The owner or operator shall repair all leaks with readings of 10,000 

ppm (as methane) or greater before conducting the performance test.   

(c)  VCU emission Testing 

 (1)      Test duration and gasoline loaded.  The performance test shall be 6 hours long during 

which at least 80,000 gallons (302,800 liters) of gasoline is loaded.  If this is not 

possible, the test may be continued the same day until 80,000 gallons of gasoline is 

loaded, or the test may be resumed the next day with another complete 6-hour period.  In 

the latter case, the 80,000-gallons criterion need not be met.  However, as much as 

possible, testing should be conducted during the 6-hour period in which the highest 

throughput normally occurs. 

  (2) Intermittent operation.  If the vapor processing system is intermittent in operation, the 

performance test shall begin at a reference vapor holder level and shall end at the same 

reference point.  The test shall include at least two startups and shutdowns of the vapor 

processor. If this does not occur under automatically controlled operations, the system 

shall be manually controlled. 

 (3)  Emission rate computation.  The emission rate (E) of total organic compounds shall be 

computed using the following equation: 

 



n

i

eiesi LCVKE
1

610  

where:    

E = emission rate of total organic compounds, mg/liter of gasoline loaded.    

esiV
= volume of air-vapor mixture exhausted at each interval "i", scm.    
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eiC
= concentration of total organic compounds at each interval "i", ppm.  

L = total volume of gasoline loaded, liters.    

n = number of testing intervals.    

i = emission testing interval of 5 minutes.    

K = density of calibration gas, 1.83 x 106 for propane and 2.41 x 106 for butane, 

mg/scm.      

 (4)  Test interval.  The performance test shall be conducted in intervals of 5 minutes. For 

each interval ``i'', readings from each measurement shall be recorded, and the volume 

exhausted (Vesi) and the corresponding average total organic compounds concentration 

(Cei) shall be determined.  The sampling system response time shall be considered in 

determining the average total organic compounds concentration corresponding to the 

volume exhausted. 

 (5)  Volume (Vesi) air-vapor mixture exhausted at each interval.  Method 2B shall be used to 

determine Vesi. 

 (6)  Total organic compounds concentration (Cei) at each interval.  Method 25A or 25B shall 

be used for determining Cei. The calibration gas shall be either propane or butane.  The 

owner or operator may exclude the methane and ethane content in the exhaust vent by any 

method (e.g., Method 18) approved by the Administrator. 

 (7)  Volume (L) of gasoline dispensed during the performance test period.  To determine L at 

all loading racks whose vapor emissions are controlled by the processing system being 

tested, terminal records or readings from gasoline dispensing meters at each loading rack 

shall be used. 

 (d)  Gauge pressure measurement.  The owner or operator shall use the following procedure 

to determine compliance with the standard in 40 CFR 60.502(h), which requires that the 

vapor collection and liquid loading equipment be designed and operated to prevent 

gauge pressure in the delivery tank from exceeding 4,500 pascals (450 mm of water) 

during product loading. 

     (1) A pressure measurement device (liquid manometer, magnehelic gauge, or equivalent 

instrument), capable of measuring up to 500 mm of water gauge pressure with  2.5 mm 

of water precision, shall be calibrated and installed on the terminal's vapor collection 

system at a pressure tap located as close as possible to the connection with the gasoline 

tank truck. 

  (2)  During the performance test, the pressure shall be recorded every 5 minutes while a 

gasoline truck is being loaded; the highest instantaneous pressure that occurs during 

each loading shall also be recorded.  Every loading position must be tested at least once 

during the performance test. 

[40 CFR 60.503] 

 

9.  Determination of Process Parameters. 

(a) Required Process Equipment. The owner or operator of an emissions unit for which emissions tests are 

required shall install, operate, and maintain equipment or instruments necessary to determine process 

parameters, when such data are needed in conjunction with emissions data to compare emissions test results 

with applicable emission limiting standards. 

(b) Accuracy of Process Measurement Equipment. Equipment or instruments used to directly or indirectly 

determine process parameters shall be calibrated and adjusted so as to determine the value of the process 

parameter to within 10 percent of its true value. 

             [Rule 62-297.310(6)(a)(b), F.A.C.] 
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10.  Calibration of Sampling Equipment.  Calibration of the sampling train equipment shall be conducted in 

accordance with the schedule shown in Appendix F, attached to this permit. 

         [Rule 62-4.070(3), F.A.C.] 

11.   Minimum Requirements for Stack Sampling.  The owner or operator shall comply with the requirements   

contained in Appendix G, Stack Sampling Facilities, attached to this permit. 

         [Rule 62-4.070(3), F.A.C.] 

RECORDKEEPING AND REPORTING REQUIREMENTS 

12.  (a) NSPS - Notification and Recordkeeping.  See Appendix D 

(b) General Notification and Reporting Requirements.  See Appendix E. 

13.   Scheduling and Notification. At least 15 days prior to the date on which each required emissions test is to 

begin, the owner or operator shall notify the air compliance program identified by permit, unless shorter 

notice is agreed to by the appropriate air compliance program. The notification shall include the date, time, 

place of each such test, Facility ID Number, Emission Unit ID Number(s) and description(s), Emission Point 

Number(s) and description(s), test method(s), pollutant(s) to be tested, along with the name and telephone 

number of the person who will be responsible for conducting such test(s) for the owner or operator. If a 

scheduled emissions test needs to be re-scheduled, the owner or operator shall submit to the appropriate air 

compliance program a revised notification at least seven days prior to the re-scheduled emissions test date or 

arrange a re-scheduled test date with the appropriate air compliance program by mutual agreement.       

[Rule 62-297.310(9), F.A.C.] 

14.   Scheduling and Notification. At least 15 days prior to the date on which each required emissions test is to 

begin, the owner or operator shall notify the air compliance program identified by permit, unless shorter 

notice is agreed to by the appropriate air compliance program. The notification shall include the date, time, 

place of each such test, Facility ID Number, Emission Unit ID Number(s) and description(s), Emission 

Point Number(s) and description(s), test method(s), pollutant(s) to be tested, along with the name and 

telephone number of the person who will be responsible for conducting such test(s) for the owner or 

operator. If a scheduled emissions test needs to be re-scheduled, the owner or operator shall submit to the 

appropriate air compliance program a revised notification at least seven days prior to the re-scheduled 

emissions test date or arrange a re-scheduled test date with the appropriate air compliance program by 

mutual agreement.       
          [Rule 62-297.310(9), F.A.C.] 

15.    Compliance Test Report Information.  The compliance test report shall provide sufficient detail on the 

emissions unit tested and the test procedures used to allow EEPD to determine if the test was properly 

conducted and the test results properly computed. As a minimum, the test report shall provide the following 

information: 

1. The type, location, and identification number of the emissions unit tested. 

2. The facility at which the emissions unit is located. 

3. The owner and, if other than the owner, operator of the emissions unit. 

4. The type and amount of fuels and materials typically used and processed, and the actual types and 

amounts of fuels used and material processed during each test run. 

5. If necessary in order to compare the emissions test results with an applicable emission limiting 

standard, the    means, raw data, and computations used to determine the amount of fuels used and 

materials processed. 

  6. The type of air pollution control devices installed on the emissions unit, their general condition, their 

typical operating parameters, and their actual operating parameters during each test run. 
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7.  A diagram of the sampling location, including the distance to any upstream and downstream   

bends or other flow disturbances. 

8. The date, starting time, and duration of each sampling run. 

9. The test procedures, including any authorized alternative procedures, used. 

10. The number of points sampled, and the configuration and location of the sampling plane. 

11. For each sampling point for each run, the dry gas meter reading, velocity head, pressure drop 

across the stack or duct,   temperatures, average meter temperatures, and sample time per point. 

12. The type, manufacturer, and configuration of the sampling equipment used. 

13. Data related to the required calibration of the test equipment. 

14. Data on the identification, processing, and weights of all filters used. 

15. Data on the types and amounts of any chemical solutions used. 

16. For each sampling run, data on the amount of pollutant collected from each sampling probe. 

17. For each sampling run, data on the amount of pollutant collected from the filters. 

18. For each sampling run, data on the amount of pollutant collected from the impingers. 

19. The names of individuals who furnished the process variable data, conducted the test, analyzed  

the samples and prepared the report. 

20. All measured and calculated data required to be determined by each applicable test procedure for 

each run. 

21. The detailed calculations for one run that relate the collected data to the calculated emission rate 

or concentration, as applicable. 

22. The applicable emission standard, and the resulting maximum allowable emission rate or 

concentration for the emissions unit, as applicable, plus the test result in the same form and unit 

of measure. 

23. When an emissions test is conducted for the EEPD or its agent, the person who conducts the test 

shall provide the certification with respect to the test procedures used. The owner or owner’s 

authorized agent shall certify that all data required and provided to the person conducting the test 

are true and correct to his or her knowledge. 

24. For non-Title V sources, a certification by the owner or owner’s authorized agent that, to his or 

her   knowledge, all data submitted are true and correct. 

[Rule 62-297.310(10)(c), F.A.C.] 

16.     (a) Tank Truck Vapor Tightness Documentation.  The tank truck vapor tightness documentation required 

under 40 CFR 60.502(e)(1) shall be kept on file at the terminal in a permanent form available for 

inspection.   

(b) Documentation File for each Gasoline Tank Truck.  The documentation file for each gasoline tank truck 

shall be updated at least once per year to reflect current test results as determined by Method 27. This 

documentation shall include, as a minimum, the following information:   

(1) Test title: Gasoline Delivery Tank Pressure Test - EPA Method 27.   

(2) Tank owner and address.   

(3) Tank identification number.   

(4) Testing location.   
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(5) Date of test.   

(6) Tester name and signature.   

(7) Witnessing inspector, if any: Name, signature, and affiliation. 

(8) Test results: Actual pressure change in 5 minutes, mm of water (average for 2 runs).     

(c) Leak Inspection Report.  A record of each monthly leak inspection of the vapor collection system, vapor 

processing system and loading racks required under 40 CFR 60.502(j) shall be kept on file at the terminal 

for at least 2 years. Inspection records shall include, as a minimum, the following information:   

(1) Date of inspection.   

(2) Findings (may indicate no leaks discovered; or location, nature, and severity of each leak).   

(3) Leak determination method.   

(4) Corrective action (date each leak repaired; reasons for any repair interval in excess of 15 days).   

(5) Inspector name and signature.   

(d) Non-vapor-tight gasoline tank truck documentations.  The terminal owner or operator shall keep 

documentation of all notifications required under 40 CFR 60.502(e)(4), non-vapor-tight gasoline tank 

truck loaded at the facility, on file at the terminal for at least 2 years.   

(e) [reserved] 

(f) Replacements or additions of components.  The owner or operator of an affected facility shall keep 

records of all replacements or additions of components performed on an existing vapor processing 

system for at least 3 years.  

 [Rule 62-204.800(7)(b)53 F.A.C., which adopts by reference 40 CFR 60.505; 0110053-002-AC] 

17. Products Throughput.  The owner or operator shall keep records to verify compliance with the throughput 

limits for products, calculated on a twelve-month rolling average basis.   

[Rule 62-4.070(3) F.A.C.] 
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This section of the permit addresses the following emissions unit: 

 

      EU ID Description of Emissions Unit 

019 

    

Geodesic domed roof tanks with internal floaters (Tanks 1-10) for storing 

petroleum products and denatured ethanol. 

1. (a) Tanks Capacity. 

 

Tank 

No. 

Capacity 

(gallons) 

Primary Seal Secondary 

Seal 

1 1,458,366 Mechanical Shoe Rim-mounted 

2 1,513,428 Mechanical Shoe none 

3 3,036,390 Mechanical Shoe none 

4 804,594 Mechanical Shoe Rim-mounted 

5 802,578 Mechanical Shoe Rim-mounted 

6 2,980,992 Mechanical Shoe Rim-mounted 

7 2,140,866 Mechanical Shoe none 

8 4,096,134 Mechanical Shoe none 

9 2,085,468 Mechanical Shoe Rim-mounted 

10 4,095,756 Mechanical Shoe none 

 

(b) Content.  Tanks 3 and 10 shall store distillates (includes jet kerosene and diesel).  Tanks 1, 2, 4-9 shall store 

gasoline or any hydrocarbon with a lower vapor pressure including distillates and denatured ethanol. 

     [Rules 62-4.160(2) and 62-210.200(PTE), F.A.C., EPSAP Permit Application No. 1899-2] 

2. Throughput. The throughput calculated on a twelve-month rolling average basis shall not exceed 

447,905,000 gallons of gasoline, 44,790,000 of denatured ethanol (for blending with gasoline), and 

800,000,000 gallons of distillates.   

         [Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; EPSAP Permit Application No. 1899-2] 

        {Permitting Note.  The facility will operate as a synthetic minor for VOC and HAP based on the self-           

imposed throughput limits.} 

EMISSION LIMITING STANDARDS 

3. Control Technology   

     (a) The tanks shall be equipped with a closure seal, or seals, to close the space between the roof edge and tank     

wall, or have been retrofitted with an equally effective alternative control;  

     (b) The tanks shall be maintained such that there are no visible holes, tears, or other openings in the seal or any 

seal fabric or materials; and, 
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  (c) All openings, except stub drains shall be equipped with covers, lids, or seals such that: 

    (i) The cover, lid, or seal is in the closed position at all times except on demand for sampling, 

maintenance, repair, or necessary operational practices; and, 

    (ii)  Automatic bleeder vents are closed at all times except when the roof is floated off or 

landed on the roof leg supports; and, 

    (iii) Rim vents, if provided, are set to open when the roof is being floated off the roof leg 

supports or at the manufacturer's recommended setting. 

[Rule 62-296.508 (2), F.A.C.] 

TEST METHODS AND PROCEDURES 

4. VOC Leak Testing.  Prior to the renewal of the operating permit and whenever the tanks are emptied for non-

operational reasons, the owner or operator shall check for VOC leaks in the IFR and roof seals using EPA 

450/2-77-036 p. 6-2.   

[Rules 62-296.508(3) (a), and 62-4.070(3) F.A.C., FDEP Email 2/19/2008 on the non-applicability of Method 

21 in Rule 62-296.508(3) (a)] 

[Permitting Note.  EPA 450/2-77-036 p. 6-2 recommends routine inspections through the roof hatches be 

conducted at six months or shorter intervals, and a complete inspection of the seals and covers whenever the 

tanks are emptied for non-operational reasons (e.g. maintenance). 

5.    Throughput.  The owner or operator shall keep records of petroleum products and denatured ethanol 

throughputs for the previous twelve (12) months (i.e. a rolling 12 months basis).  

       [Rule 62-4.070(3) F.A.C.] 

 

 

 

 

 

 

 

 

 

 

 

 



SECTION 4.  EMISSIONS UNIT SPECIFIC CONDITIONS  

EU 018 

Citgo Petroleum Corporation Air Permit No. 0110054-008-AF 

Citgo – Port Everglades Terminal                                                                                                                Air Operation Permit                                                                                                                                                     

Page 19 of 20 

This section of the permit addresses the following emissions unit: 

 

      EU ID Description of Emissions Unit 

018 

    

Fixed roof tanks (Tanks 11, 12, 14, 18, 19, and 20) for storing petroleum 

products. 

 

1.  Capacity and Content of Tanks.   

Tank 

No. 

Capacity 

(gallons) 

Petroleum Product 

11 28,000 Distillate 

12 19,774 Petroleum Contact Water (PCW) 

14 10,500 Additives 

18 1,000 Additives 

19 1,680 Additives 

20 8,000 Additives 

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C., EPSAP Permit Application No. 1899-2] 

2.  Throughput. The throughput shall not exceed 60,000 gallons per year of additives, 458,140 gallons of distillate                                      

throughput limits.} 

RECORDKEEPING AND REPORTING REQUIREMENTS 

3.   Throughput.  The owner or operator shall keep records of petroleum products and denatured ethanol throughputs 

for the previous twelve (12) months (i.e. a rolling 12 months basis). 

      [Rule 62-4.070(3) F.A.C.] 
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This section of the permit addresses the following emissions unit: 

 

      EU ID Description of Emissions Unit 

017 

    

Piping and equipment including valves, fittings, and other equipment associated with 

petroleum products and ethanol loading or unloading operations. 

 

1.   Leaks.  During loading or unloading operations, there shall be no reading greater than or equal to 100 percent 

of the lower explosive level (LEL), measured as propane at 1 inch around the perimeter of a potential leak 

source as detected by a combustible gas detector using the procedure described in “Control of Volatile 

Organic Compound Leaks from Gasoline Tank Trucks and Vapor Collection Systems”, EPA 450/2-78-051, 

Appendix B. 

      [Rule 62-297.440(2) (b) 2.a., F.A.C.] 

TEST METHODS AND PROCEDURES 

2.    Leak Repair Program.  Whenever leaks are detected by sight, sound, smell, or other methods, the owner or 

operator shall record the location of each leak, date of detection, and date of repair.   

       [Rule 62-4.070(3), F.A.C.]     

RECORDKEEPING AND REPORTING REQUIREMENTS 

3. Fugitive Equipment Leak Records.  The owner or operator shall maintain records of the dates when the leaks 

were detected and repaired.   

[Rule 62-4.070(3), F.A.C.] 
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