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APPENDIX - S

Summary of Emission Standards and Compliance Requirements

Table S-1, Summary of Air Pollutant Emission Standards
This table summarizes information for convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.

Emission Unit No.
Description

002
Eight boilers fired with digester gas from anaerobic digesters, and diesel fuel for back up. 

003
Six emergency generators fired with diesel fuel.

004
Two flares fired with digester gas from anaerobic sludge digesters.



Emission Unit No.
Fuel(s)
Hours per Year
Emission Standard
Regulatory Citations
See Permit Condition(s)

002 & 003

(Boilers and Generators)
Diesel Fuel 
8760
Total Consumption from Emission Units #002 & #003 shall not exceed 150,000 gallons in any consecutive 12-month period
Permittee Request escape Title V Applicability


Part III. B  #1.3

002

(Boilers)
Diesel Fuel
8760
Sulfur Content shall not Exceed 0.05 percent
Rule 62-296.406(2) & (3), F.A.C.  BACT Determination 
Part III. B  #1.2

003

(Generators)
Diesel Fuel
8760
Sulfur Content shall not Exceed 0.5 percent
Permittee Request escape Title V Applicability


Part III. B  #1.2

Note:
NA = not applicable

APPENDIX - S

Summary of Emission Standards and Compliance Requirements

Table S-2, Summary of Compliance Requirements
This table summarizes information for convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.

Emission Unit No.
Description

002
Eight boilers fired with digester gas from anaerobic digesters, and diesel fuel for back up. 



Pollutant or Parameter
Fuel(s)
Compliance

Method
Testing Frequency
Frequency Base Date
Minimum Compliance Test Duration
See Permit Condition(s)

VE
Diesel fuel
EPA Method 9
Year prior to Renewala

Two months before the issuance of Final Permit
60 Minutes
Part III B #2.1; 2.2; and 2.3

Notes:

a =  A compliance test is not required for any boiler that operated on diesel fuel for a total of no more than 400 hours during the year prior to renewal. 
NA = not applicable
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