STATE OF FLORIDA

DEPARTMENT OF ENVIRONMENTAL PROTECTION

NOTICE OF PERMIT

BY ELECTRONIC MAIL

William.taylor4@navy.mil
In the matter of an

Application for Permit




  DEP File No.  0330082-007-AC

By: 






  Escambia County

William H. Taylor, Jr.

Environmental Officer
Naval Air Station Pensacola
190 Radford Boulevard
Pensacola, Florida 32506-5217

                                                       /

    Enclosed is Permit Number 0330082-007-AC, issued pursuant to Section 403.087, Florida Statutes.

    Any party to this Order (permit) has the right to seek judicial review of the permit pursuant to Section 120.68, Florida Statutes, by the filing of a Notice of Appeal pursuant to Rule 9.110, Florida Rules of Appellate Procedure, with the Clerk of the Department in the Office of General Counsel, 3900 Commonwealth Boulevard, Tallahassee, Florida 32399-3000, and by filing a copy of the Notice of Appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The Notice of Appeal must be filed within 30 days from the date this Notice is filed with the Clerk of the Department.

    Executed in Pensacola, Florida.









  State of Florida Department









  of Environmental Protection









  /s/









  ________________________









  SANDRA F. VEAZEY









  Air Program Administrator









  160 Governmental Center









  Pensacola, Florida 32502-5794









  850/595-8364

CERTIFICATE OF SERVICE

    The undersigned duly designated deputy agency clerk hereby certifies that this NOTICE OF PERMIT and all copies were mailed before the close of business on February 10, 2005 to the listed persons.


Clerk Stamp


FILING AND ACKNOWLEDGMENT FILED, on


this date, pursuant to Section 120.52(7), Florida Statutes,


with the designated agency Clerk, receipt of which is hereby 
acknowledged.


/s/


___________________________ 2/10/05

(Clerk)                                
(Date)

Copies Furnished to:

Chris Melton, P.E., MACTEC Engineering (dcmelton@mactec.com)

Dean Spencer, P.E., NAS Pensacola (dean.spencer@navy.mil)

U. S. Navy

Naval Air Station (NAS) Pensacola

Facility ID No.: 0330082

Escambia County

Air Construction Permit

Permit No.: 0330082-007-AC

Permitting and Compliance Authority:

Department of Environmental Protection

Northwest District Office

160 Governmental Center

Pensacola, FL 32502-5794

Telephone: 850/595-8364

Fax: 850/595-8096

[electronic file name: 0330082-007-ac.doc]










Air Construction Permit

Permit No.: 0330082-007-AC

Table of Contents
Section




      

                        Page Number


Placard Page ...........................................................................................…............
1

I. Facility Information ............................................................................................
2


A. Facility Description.


B. Summary of Emissions Unit ID No(s). and Brief Description(s).


C. Relevant Documents.

II. Facility-wide Conditions ...................................................................................
4

III. Emissions Unit(s) and Conditions


A. EU 027, 16.8 MMBtu/hr Hot Water Boiler, NSPS................................
6


B. EU 039, 26 NG fired steam Boilers totaling 119.0 MMBtu/hr..........…
8


C. EU 044, 400 kW Emergency Generator (unregulated)………………...
11

Appendices


Appendix G-1, General Conditions












Page i 

[image: image1.png]



Department of

Environmental Protection

Northwest District

160 Governmental Center

Pensacola, Florida 32502

Jeb Bush

Governor

Colleen Castille

Secretary

Permittee:
 



Permit No.:  0330082-007-AC

U. S. Navy




Facility ID No.:  0330082

Naval Air Station Pensacola


SIC No(s).:  97, 9711

190 Radford Boulevard


Project:  Air Construction Permit

Pensacola, Florida 32506-5217

This construction permit is to establish federally enforceable emission limits less than Prevention of Significant Deterioration (PSD) thresholds based on limiting fuel consumption for emission units 027 and 039.  This permit also allows the replacement of an existing natural gas fired, steam-generating boiler (EC033) with a same capacity boiler.  The boiler will be located in the same emission unit 039.  In addition, Naval Air Station (NAS) Pensacola will install an additional 400 kW emergency generator.  The continued operating and monitoring of this facility is pursuant to the existing TV operation permit at the Naval Air Station (NAS) Pensacola located at 190 Radford Boulevard, Pensacola, Escambia County; UTM Coordinates:  Zone 16, 472.8 km East and 3364.8 km North; Latitude: 30( 25’ 00” North and Longitude:  87( 17’ 00” West.
Statement of Basis:  This air construction permit is issued under the provisions of Chapter 403, Florida Statutes (F.S.) and Florida Administrative Code (F.A.C.) Chapters 62-4, 62-210, and 62-213.  The above named permittee is hereby authorized to perform the work or operate the facility shown on the application and approved drawing(s), plans, and other documents, attached hereto or on file with the permitting authority, in accordance with the terms and conditions of this permit.

Referenced attachments made a part of this permit:
Appendix G-1, General Conditions





Effective Date:  February 10, 2005






Expiration Date:  February 10, 2007
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Air Program Administrator
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Section I.  Facility Information.
Subsection A.  Facility Description.
Naval Air Station Pensacola (NASP) provides facilities and support for air training operations of Navy and Marine Corps pilots flying jet aircraft for assignment to the carrier fleet.  The base supports aviation, technical training, and other tenant activities.  NASP comprises 8,500 acres, has a military population of 14,800, civilian population of 6,300, provides support for 121 tenant commands, and maintains more than 1,600 buildings.

This construction permit is for the replacement of a natural gas fired, steam generating boiler to be located in building 3241.  This new boiler will replace an existing 5.25 MMBtu/hr boiler (EC033) with an equal or lower input rated capacity unit (replacement “in kind”), which is listed under Emission Unit (EU) 039.  

The applicant also requested a fuel usage cap for EU 039 and EU 027, which are comprised of 26 natural gas fired steam boilers totaling 119 MMBtu/hr and a single 16.8 MMBtu/hr hot water boiler located in building 3640, respectively.  The fuel caps will result in a reduction of NOx potential-to-emit (PTE) below the facility-wide PSD threshold of 250 tons per year.  In addition, the fuel caps will result in a reduction of NOx PTE below the “Fossil Fuel Boilers Totaling More Than 250 MMBtu per hour heat input” source category PSD threshold of 100 tons per year.  These reductions will result in the facility being reclassified as a minor source with respect to PSD applicability.

In addition, a new 400 kilowatts (kW) emergency power generator (IC099) will be installed to provide backup power to the new Fire Station housed in Building No. 4135.  This unit will be operated approximately 32 hours per year for maintenance purposes.  The potential to emit NOx is greater than 5 tons per year.  This exceeds the reporting thresholds and does not qualify for exemption (62-210.300(3)(a)20 or 62-210.300(3)(b)1, F.A.C.), but will be added to the unregulated EU 044 during the next TV revision process.

Facility-Wide Emission Estimates:

	Pollutant
	Actual Emissions

(TPY)
	Potential Emissions

Before Fuel Cap (TPY)
	Potential Emissions

After Fuel Cap (TPY)

	NOx
	4.61
	261.99
	224.17

	CO
	3.87
	159.02
	127.24

	SO2
	0.03
	8.94
	8.71

	VOC
	0.25
	77.52
	75.44

	PM
	0.35
	25.07
	22.19


Based on the permit application received November 23, 2004, this facility is not a major source of hazardous air pollutants (HAPs).
U. S. Navy
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Subsection B.  Summary of Emissions Unit ID No(s). and Brief Description(s).

	E.U.  ID No.
	Brief Description

	027
	16.8 MMBtu/hr Hot Water Boiler, NSPS

	039
	26 NG Fired Steam Boilers totaling 119.0 MMBtu/hr

	044
	400 kW emergency generator (Unregulated)


Please reference the Permit No., Facility ID No., and appropriate Emissions Unit(s) ID No(s). on all correspondence, test report submittals, applications, etc.

Subsection C.  Relevant Documents.

The document listed below is not a part of this permit; however, it is specifically related to this permitting action.

This documents is on file with permitting authority:
Permit Application received November 23, 2004

U. S. Navy
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Section II.  Facility-wide Conditions.

The following conditions apply facility-wide:
1.  APPENDIX G-1, GENERAL CONDITIONS, is a part of this permit.

2.  General Pollutant Emission Limiting Standards. Objectionable Odor Prohibited.  The permittee shall not cause, suffer, allow, or permit the discharge of air pollutants that cause or contribute to an objectionable odor.

[Rule 62-296.320(2), F.A.C.]

3.  General Particulate Emission Limiting Standards.  General Visible Emissions Standard.  Except for emissions units that are subject to a particulate matter or opacity limit set forth or established by rule and reflected by conditions in this permit, no person shall cause, let, permit, suffer or allow to be discharged into the atmosphere the emissions of air pollutants from any activity, the density of which is equal to or greater than that designated as Number 1 on the Ringelmann Chart (20 percent opacity).  EPA Method 9 is the method of compliance pursuant to Chapter 62-297, F.A.C.

[Rules 62-296.320(4)(b)1. & 4., F.A.C.]

4.  Prevention of Accidental Releases (Section 112(r) of CAA).

a.  As required by rule, inspection, or change in process the owner or operator shall submit an updated Risk Management Plan (RMP) to the Chemical Emergency Preparedness and Prevention Office (CEPPO) RMP Reporting Center.

b.  The owner or operator shall report to the Department of Community Affairs (DCA) within one working day of discovery of an accidental release of a regulated substance from the stationary source, if the owner or operator is required to report the release to the USEPA/Chemical Safety Hazard Investigation Board or the National Response Center under Section 112(r)(6).

c.  The owner or operator shall submit the required annual registration fee to the DCA on or before June 21, 1999 and on April 1 annually thereafter, in accordance with Part IV, Chapter 252, F.S. and Rule 9G-21, F.A.C.
5.  An annual operating report for air pollutant emitting facility, DEP Form 62-210.900(5), shall be submitted by March 1 of each year.  A copy of the form and instructions may be obtained from the Department’s Northwest District office.

[Rule 62-210.370, F.A.C.]

6.  General Pollutant Emission Limiting Standards. Volatile Organic Compounds (VOC) Emissions or Organic Solvents (OS) Emissions.  The permittee shall allow no person to store, pump, handle, process, load, unload or use in any process or installation, volatile organic compounds (VOC) or organic solvents (OS) without applying known and existing vapor emission control devices or systems deemed necessary and ordered by the Department. 

a. Tightly cover or close all VOC containers when they are not is use,

b. Tightly cover, where possible, all open troughs, basins, baths, tanks, etc., when they are not in use,

c. Maintain all piping, valves, fittings, etc. in good operating condition,

d. Prevent excessive air turbulence across exposed VOCs,

U. S. Navy
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e. Immediately confine and clean up VOC spills and make sure appropriate wastes are placed in closed containers for reuse, recycling or proper disposal.

[Rule 62-296.320(1)(a), F.A.C., and initial title V permit 0330082-003-AV issued January 26, 1999]

7.  Reasonable precautions to prevent emissions of unconfined particulate matter at this facility including vehicular movement; transportation of materials; construction, alteration, demolition or wrecking; or industrially related activities such as loading, unloading, storing or handling.

[Rule 62-296.320(4)(c)2., F.A.C.]

8.  When appropriate, any recording, monitoring, or reporting requirements that are time-specific shall be in accordance with the effective date of the permit, which defines day one.

[Rule 62-213.440, F.A.C.]

9.  The applicant shall retain a Professional Engineer, registered in the State of Florida, for the inspection of this project.  Upon completion the engineer shall inspect for conformity to the permit application and associated documents.  An application for an operation permit shall be submitted with the compliance test results and appropriate fee when applicable.  These are to be submitted within 75 days after initial operation.

[Rules 62-210.300(2) and 62-4.050(3), F.A.C.]

10.  The permittee shall submit all compliance related notifications and reports required by this permit to the Department’s Northwest District office.

Department of Environmental Protection

Northwest District Office

160 Governmental Center

Pensacola, Florida 32502-5794

Notification of compliance testing may be submitted by electronic mail to nwdair@dep.state.fl.us.

11.  The Department telephone number for reporting problems, malfunctions or exceedances under this permit is 850/595-8364, extension 1220, day or night, and for emergencies involving a significant threat to human health or the environment is 800/320-0519.  For routine business, telephone 850/595-8364, then press 7, during normal working hours.

[Rules 62-210.700 and 62-4.130, F.A.C.]

12.  The Department shall be notified upon commencement of construction.  The Department shall be notified and prior approval shall be obtained of any changes or revisions made during construction.  Projects beyond one year require annual status reports.

[Rule 62-4.030, F.A.C.]

U. S. Navy
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Section III.  Emissions Unit(s) and Conditions.

Subsection A.  This section addresses the following emissions unit.

	E.U.  ID No.
	Brief Description

	027
	16.8 MMBtu/hr Hot Water Boiler, NSPS


This existing emission unit is for the operation of one boiler (Kewanee, model L3W 400G, ID# EC034, located in building 3460), fueled by natural gas with a maximum heat input of 16.8 MMBtu/hr.  This boiler provides hot water for training facilities located at Chevalier Field, NASP.  This boiler is subject to 40 CFR 60 Subpart Dc, but not subject to 62-296.406 F.A.C., since the unit is not a steam generating boiler but a hot water generator.  Because of the units size and the combustion of natural gas only, the only applicable requirements contained in 40 CFR 60, Subpart Dc are fuel usage monitoring and recordkeping.  The applicant requested a 53% reduction in fuel (limited to 75 MMcf/yr) to avoid PSD.

The following specific conditions apply to the emissions unit listed above:
Essential Potential to Emit (PTE) Parameters
A.1.  Capacity.  The maximum allowable operating rate is 16.8 MMBtu/hr heat input.

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C; and, construction permit AC17-25823 issued February 6, 1995]

A.2.  Methods of Operation.  This boiler shall be operated using only pipeline quality natural gas with a maximum fuel usage of 75.0 MMcft/yr.

[Rule 62-213.410 or 440, F.A.C; construction permit AC17-258523 issued February 6, 1995, Requested by Applicant in Application Received November 12, 2004]

A.3.  Hours of Operation.  This emissions unit is allowed to operate continuously, i.e., 8,760 hours/year.

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C; construction permit AC17-258523 issued February 6, 1995]

Emission Limitations and Standards

A.4.  Visible emissions shall not equal or exceed 20 % opacity.

[Construction permit AC17-258523 issued February 6, 1995]

{Permit Note:  The above VE limit is more stringent than the required limit in Rule 62-296.406, F.A.C., by request of the applicant.}

U. S. Navy
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Test Methods and Procedures
A.5.  Emissions Tests.  A visible emissions test shall be conducted during federal fiscal year (October 1 – September 30) 2007, but prior to the submittal of a permit renewal application.

[Rule 62-297.310(7), F.A.C.]

A.6.  Visible Emissions.  The test method for visible emissions shall be EPA Method 9., incorporated and adopted by reference in Rule 62-297, F.A.C.  The test period shall be a minimum of 30 minutes.

[Rule 62-297.401, F.A.C.]

{Permit Note:  Continued operation and testing of existing boilers must be continued in accordance with the NASP existing TV operating permit.} 

Record Keeping and Reporting Requirements
A.7.  The permittee shall maintain a record of fuel consumption showing monthly usage or approximate fuel consumption based on hours of operation.  The records shall be maintained on site and made available as necessary for Department inspection.

[Rule 62-4.070, F.A.C.]

40 CFR 60, Subpart A – General Provisions Requirements

A.8.  Permittee shall comply with applicable parts of 40 CFR 60, Subpart A, as an affected facility subject to 40 CFR Subpart Dc.

[Rule 62-204.800(7)(b)4, F.A.C.; 40 CFR 60.1]

U. S. Navy
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Subsection B.  This section addresses the following emission unit.

	E.U.  ID No.
	Brief Description

	039
	26 Natural Gas Fired Steam Boilers totaling 119.0 MMBtu/hr


This construction permit allows replacement of a natural gas fired, steam generating boiler with a boiler with the same capacity (boiler # EC033).  The input capacity of the boiler is 5.25 MMBtu/hr and it is located in building 3241.  

The twenty-six boilers in this EU range from 1.3 to 15 MMBtu/hr, and are fueled by pipeline quality natural gas with a total heat input of 119.0 MMBtu/hr.  These boilers are not subject to NSPS.  Construction permit AC17-128548 for the two 10.5 MMBtu/hr heat input boilers was issued May 8, 1987, and these two boilers predate the applicability requirements of 40 CFR 60 Subpart Dc.  Similarly, construction permit AC17-154919 was issued November 8, 1988 for the two 15 MMBtu/hr boilers, and these boilers predate the applicability requirements of 40 CFR 60 Subpart Dc.  The remaining boilers are less than the applicable threshold for Subpart Dc (10 MMBtu/hr heat input).  These boilers are subject to Rule 62-296.406, F.A.C., and the BACT requirements of Rule 62-296.406 are satisfied by the use of pipeline quality natural gas.  The applicant requested a 31% reduction in fuel (limited to 310.0 MMcf/yr) to avoid PSD.

The I.D. numbers, location, boiler description, and maximum heat input of the boilers are identified as follows:

	ID NO.
	BLDG

 NO.
	DESCRIPTION
	UNIT

 MAKE 
	MODEL

 NO.

	EC018
	1907
	2.5 MMBtu/hr STM Boiler
	Industrial
	M11FDH60

	EC030
	3851
	15 MMBtu/hr STM Boiler
	Superior
	4-5-1758

	EC032
	3644
	10.5 MMBtu/hr STM Boiler
	Cleaver Brooks
	CB-600-256

	EC033
	3241
	5.25 MMBtu/hr STM Boiler
	Replacement
	Boiler

	EC096
	3900
	6.3 MMBtu/hr STM Boiler
	Kewanee
	H3S150G

	EC138
	0225
	1.3 MMBtu/hr STM Boiler
	Hurst
	S2G30150

	EC139
	0628
	2.1 MMBtu/hr STM Boiler
	Hurst
	S2G50150

	EC142
	0781-b
	4.2 MMBtu/hr STM Boiler
	Hurst
	S4G100150

	EC143
	0781-1
	4.2 MMBtu/hr STM Boiler
	Hurst
	S4G100150

	EC144
	1955
	2.1 MMBtu/hr STM Boiler
	Hurst
	S2G50150

	EC145
	3561
	2.1 MMBtu/hr STM Boiler
	NAv
	NAv

	EC157
	0107
	1.68 MMBtu/hr STM Boiler
	Hurst
	S2G30150

	EC163
	3933
	3.4 MMBtu/hr STM Boiler
	Hurst
	S2G80150

	EC164
	3933
	3.4 MMBtu/hr STM Boiler
	Hurst
	S2G80150

	EC167
	0603
	2.5 MMBtu/hr STM Boiler 
	Hurst
	NAv

	EC168
	0603
	2.5 MMBtu/hr STM Boiler
	Hurst
	NAv

	EC174
	3938
	2.1 MMBtu/hr STM Boiler
	Hurst
	S2G50150

	EC183
	0646
	1.3 MMBtu/hr STM Boiler
	Hurst
	S2G30150

	EC184
	0038
	1.7 MMBtu/hr STM Boiler
	Hurst
	S3G40150

	EC213
	3938
	2.1 MMBtu/hr STM Boiler
	Hurst
	S2G50150

	EC214
	3851
	15 MMBtu/hr STM Boiler
	Superior
	4-5-1758

	EC215
	3241
	5.25 MMBtu/hr STM Boiler
	Hurst
	S6251503
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	EC216
	3241
	5.25 MMBtu/hr STM Boiler
	Hurst
	S6251503

	EC217
	3644
	10.5 MMBtu/hr STM Boiler
	Cleaver Brooks
	CB-600-256

	EC222
	0634
	2.5 MMBtu/hr STM Boiler 
	Hurst
	S2G50150

	EC223
	0604
	4.2 MMBtu/hr STM Boiler
	Hurst
	S2G100150

	TOTAL
	
	119.0 MMBtu/hr
	
	


The following specific conditions apply to the emissions unit listed above:

Essential Potential to Emit (PTE) Parameters

B.1.  Permitted Capacity.  The maximum allowable operating rate for each boiler is shown above as MMBtu/hr heat input for each boiler.

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.]

B.2.  Methods of Operation.  These boilers shall be operated using only pipeline quality natural gas with a combined maximum fuel usage of 310.0 MMcft/yr.  

[Rule 62-213.410 and 440, F.A.C; construction permit AC17-258523 issued February 6, 1995, Requested by Applicant in Application Received November 12, 2004]

B.3.  Hours of Operation.  This emissions unit is allowed to operate continuously, i.e., 8,760 hour/year.

[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; construction permit AC17-258523 issued February 6, 1995]
Emission Limitations and Standards

B.4.  Visible emissions shall not equal or exceed 20% opacity.

[Construction permit AC17-258523 issued February 6, 1995]
{Permit Note:  The above VE limit is more stringent the required limit in Rule 62-296.406, F.A.C., by request of the applicant.}

Test Methods and Procedures
B.5.a.  Emissions tests are required to show compliance with the standards of the Department.  The test results must provide reasonable assurance that the source is capable of compliance at the permitted maximum operating rate.  Testing shall be performed on the replacement boiler EC033 and shall be scheduled within 30 days after initial operation.  The Department shall be notified at least 15 days prior to testing to allow witnessing.  Results shall be submitted to the Department within 45 days after testing.  The test method shall be EPA Method 9, incorporated and adopted by reference in Rule 62-297, F.A.C.  The test period shall be a minimum of 30 minutes.

[Rules 62-4.070, 62-297.310(7), and 62-297.401(9), F.A.C.]

{Permit Note:  Continued operation and testing of existing boilers must be continued in accordance with the NASP existing TV operating permit.} 
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B.5.b.  The test reports shall comply with applicable portions of Rule 62-297.310, F.A.C., Test Reports.  The Department can require special compliance tests in accordance with Rule 62-297.310(7) F.A.C.  Other test methods and alternate compliance procedures may be used only after prior Departmental approval has been obtained in writing.

[Rules 62-297.310(7) and 62-297.620(1), F.A.C.]

B.5.c.  Testing of emissions shall be conducted with the source operating at capacity.  Capacity is defined as 90-100% of rated capacity.  If it is impractical to test at capacity, then sources may be tested at less than capacity; in this case subsequent source operation is limited to 110% of the test load until a new test is conducted.  Once the unit is so limited, operation at higher capacities is allowed for no more than fifteen days for purposes of additional compliance testing to regain the rated capacity in the permit, with prior notification to the Department.

[Rules 62-297.310(2) and 62-4.070, F.A.C.]

Record Keeping and Reporting Requirements
B.6.  The permittee shall maintain a record of fuel consumption showing monthly usage or approximate fuel consumption based on hours of operation.  The records shall be maintained on site and made available as necessary for Department inspection.

[Rule 62-4.070, F.A.C.]
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Subsection C.  This section addresses the following emission unit.

	E.U.  ID No.
	Brief Description

	044
	400 kW emergency generator (Unregulated)


This new 400 kilowatts (kW) emergency power generator (IC099) will be installed to provide backup power to the new Fire Station housed in Building No. 4135.  This unit will be operated approximately 32 hours per year for maintenance purposes.  The potential-to-emit NOx is greater than 5 tons per year.  This exceeds the reporting thresholds and does not qualify for exemption (62-210.300(3)(a)20 or 62-210.300(3)(b)1, F.A.C.), but there are no unit specific applicable requirements for this unit.  This generator will be added to the unregulated EU 044 during the next TV revision process.
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1.  The terms, conditions, requirements, limitations, and restrictions set forth in this permit are "permit conditions", and are binding and enforceable pursuant to Sections 403.141, 403.727, or 403.859 through 403.861, Florida Statutes.  The permittee is placed on notice that the Department will review this permit periodically and may initiate enforcement action for any violation of these conditions.

2.  This permit is valid only for the specific processes and operations applied for and indicated in the approved drawings or exhibits.  Any unauthorized deviation from the approved drawings, exhibits, specifications, or conditions of this permit may constitute grounds for revocation and enforcement action by the Department.

3.  As provided in Subsections 403.087(6) and 403.722(5), Florida Statutes, the issuance of this permit does not convey any vested rights or any exclusive privileges.  Nor does it authorize any injury to public or private property or any invasion of personal rights, nor any infringement of federal, state or local laws or regulations.  This permit does not constitute a waiver of or approval of any other Department permit that may be required for other aspects of the total project that are not addressed in the permit.

4.  This permit conveys no title to land or water, does not constitute state recognition or acknowledgment of title, and does not constitute authority for the use of submerged lands unless herein provided and the necessary title or leasehold interests have been obtained from the state.  Only the Trustees of the Internal Improvement Trust Fund may express state opinion as to title.

5.  This permit does not relieve the permittee from liability for harm or injury to human health or welfare, animal, or plant life, or property caused by the construction or operation of this permitted source, or from penalties therefore; nor does it allow the permittee to cause pollution in contravention of Florida Statutes and Department rules, unless specifically authorized by an order from the Department.

6.  The permittee shall properly operate and maintain the facility and systems of treatment and control (and related appurtenances) that are installed and used by the permittee to achieve compliance with the conditions of this permit, are required by Department rules.  This provision includes the operation of backup or auxiliary facilities or similar systems when necessary to achieve compliance with the conditions of the permit and when required by Department rules.

7.  The permittee, by accepting this permit, specifically agrees to allow authorized Department personnel, upon presentation of credentials or other documents as may be required by law, access to the premises, at reasonable times, where the permitted activity is located or conducted for the purpose of:

    a.
Having access to and copying any records that must be kept under the conditions of this permit;

    b.
Inspecting the facility, equipment, practices, or operations regulated or required under this permit; and,

    c.
Sampling or monitoring any substances or parameters at any location reasonably necessary to assure compliance with this permit or Department rules.

    Reasonable time may depend on the nature of the concern being investigated.

8.  If, for any reason, the permittee does not comply with or will be unable to comply with any condition or limitation specified in this permit, the permittee shall immediately provide the Department with the following information:

    a.
A description of and cause of noncompliance; and

    b.
The period of noncompliance, including exact dates and times; or, if not corrected, the anticipated time the noncompliance is expected to continue, and steps being taken to reduce, eliminate, and prevent

Permit No.:  0330082-007-AC
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recurrence of the noncompliance.  The permittee shall be responsible for any and all damages that may result and may be subject to enforcement action by the Department for penalties or for revocation of this permit.

9.  In accepting this permit, the permittee understands and agrees that all records, notes, monitoring data and other information relating to the construction or operation of this permitted source which are submitted to the Department may be used by the Department as evidence in any enforcement case involving the permitted source arising under the Florida Statutes or Department rules, except where such use is proscribed by Sections 403.73 and 403.111, Florida Statutes.  Such evidence shall only be used to the extent it is consistent with Florida Rules of Civil Procedure and appropriate evidentiary rules.

10.  The permittee agrees to comply with changes in Department rules and Florida Statutes after a reasonable time for compliance, provided however, the permittee does not waive any other rights granted by Florida Statutes or Department rules.

11.  This permit is transferable only upon Department approval in accordance with Florida Administrative Code Rules 62-4.120 and 62-730.300, as applicable.  The permittee shall be liable for any noncompliance of the permitted activity until the Department approves the transfer.

12.  This permit is required to be kept at the work site of the permitted activity during the entire period of construction or operation.

13.  The permittee shall comply with the following:

     a.
Upon request, the permittee shall furnish all records and plans required under Department rules.  During enforcement actions, the retention period for all records will be extended automatically unless otherwise stipulated by the Department.

     b.
The permittee shall hold at the facility or other location designated by this permit records of all monitoring information (including all calibration and maintenance records and all original strip chart recordings for continuous monitoring instrumentation) required by the permit, copies of all reports required by this permit, and records of all data used to complete the application for this permit.  These materials shall be retained at least three years from the date of the sample, measurement, report or application unless otherwise specified by Department rule.

     c.
Records of monitoring information shall include:

    
- the date, exact place, and time of sampling or measurement;

    
- the person responsible for performing the sampling or measurement;

    
- the date(s) analyses were performed;

    
- the person responsible for performing the analyses;

    
- the analytical techniques or methods used; and

    
- the results of such analyses.

14.  When requested by the Department, the permittee shall within a reasonable time furnish any information required by law that is needed to determine compliance with the permit.  If the permittee becomes aware the relevant facts were not submitted or were incorrect in the permit application or in any report to the Department, such facts or information shall be corrected promptly.
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