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PERMITTEE 

White Springs Agricultural Chemicals, Inc.  

dba PCS Phosphate, White Springs 

P. O. Box 300 

White Springs, Florida  32096 

 

Authorized Representative: 

William L. Donohue, General Manager 

Air Permit No. 0470002-097-AC 

Permit Expires:  August 7, 2016 

 

Suwannee River/Swift Creek Complex  

Air Construction Permit 

(EU079) New Natural Gas Auxiliary 

Boiler to replace EU068 “E” Auxiliary 

Boiler 

 

This is the final air construction permit, which authorizes the construction of (EU079) a new Natural Gas 

Auxiliary Boiler: 230 MMBtu per hour maximum heat input steam generating boiler fired with natural gas and 

low sulfur No. 2 fuel oil during periods of natural gas curtailment.  After the new boiler is installed and has 

demonstrated compliance, “E” Auxiliary Boiler (EU068) will remain on site, but shall be disconnected. 

The proposed work will be conducted at the existing Suwannee River/Swift Creek Complex, which is a 

phosphate mining and chemical production facility (Standard Industrial Classification No. 2874).  The existing 

facility is located in Hamilton County at 15843 SE 78th Street, White Springs, Florida.  UTM Coordinates are:  

Zone 17, 328.3 km East and 3368.8 km North; and, Latitude: 30 26’ 27” North and Longitude: 82 47’ 16” 

West.   

This final permit is organized into the following sections:  Section 1 (General Information); Section 2 

(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  

Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 

are defined in Appendix A of Section 4 of this permit.   

STATEMENT OF BASIS 

This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 

(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 

(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 

permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 

and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 

F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 

Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under 

Section 120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of 

Appellate Procedure with the clerk of the Department of Environmental Protection in the Office of General 

Counsel (Mail Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a 

copy of the notice of appeal accompanied by the applicable filing fees with the appropriate District Court of 

Appeal.  

http://www.dep.state.fl.us/
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The notice must be filed within 30 days after this order is filed with the clerk of the Department. 

Executed in Jacksonville Florida 

 

 

___________________________________ 

Richard S. Rachal III, P.G. 

Permitting Program Administrator 

Permitting Program  

  

 

 

FILING AND ACKNOWLEDGEMENT & CERTIFICATE OF SERVICE 

 

Filed on this date pursuant to § 120.52, Florida Statutes, with the designated Department Clerk, receipt of 

which is hereby acknowledged.  The undersigned hereby certifies that this Construction permit and all copies 

were sent before the close of business on August 7, 2015 to the listed persons. 

 

 

________________________      August 7, 2015 

Clerk                                               Date 

 

Mr. William L. Donohue, White Springs Agricultural Chemicals, Inc. (bdonohue@pcsphosphate.com) 

Mr. Pradeep Raval, Koogler and Associates, Inc. (praval@kooglerassociates.com) 

Mr. David Still, Manager Environmental Affairs - White Springs Agricultural Chemicals, Inc. 

(DaStill@potashcorp.com)  

Mr. John Koogler, P.E., Koogler and Associates, Inc. (jkoogler@kooglerassociates.com)    
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FACILITY AND PROJECT DESCRIPTION 

Existing Facility 

This facility processes phosphate rock to produce several products at the Suwannee River/Swift Creek Complex 

(two plants).  The facility consists of one rock grinder, two phosphoric acid plants, two defluorinated phosphate 

(DFP) plants, one monocal/dical process, two monoammonium/diammonium phosphate (MAP/DAP) plants, one 

Storage and Shipping building, one screening/shipping building, two sulfuric acid plants, two phosphoric acid 

filters, three superphosphoric acid plants, one green superphosphoric plant, the Swift Creek Mine (SCM) rock 

dryer, and one acid clarification plant.  The facility also has storage silos associated with the Swift Creek Mine 

and the DFP plant.  
 

Facility ID No. 0470002 

ID No. Emission Unit Description 

001 #2 Phosphate Rock Grinder     

003 “A” Defluorinated Phosphate (DFP) Plant 

004 “X”-Train (Monocal/Dical process) 

008 “Y” Train-#1 MAP/DAP Plant 

010 #1  Storage and Shipping Building 

015 Granular Product Shipping and Screening Facility 

020 “B” Phosphoric Acid Plant 

032 “Z”-Train #2 MAP/DAP Plant 

034 South Phosphoric Acid Filters 

035 North Phosphoric Acid Filters 

036 “B” Superphosphoric Acid Plant 

038 “B” Defluorinated Phosphate (DFP) Plant 

039 “C” Auxiliary Boiler 

040 “D” Auxiliary Boiler 

042 Defluorinated Phosphate (DFP)  Feed Prep  

044 “A” and “B” DFP Coolers 

054 Molten Sulfur System 

061 Green Superphosphoric Acid Plant 

062 Defluorinated Phosphate (DFP) Silos 

064 Swift Creek Mine (SCM) Rock Dryer 

065 Swift Creek Mine Silos Mineral Storage and Conveyor System 

066 “E” Sulfuric Acid Plant 

067 “F” Sulfuric Acid Plant 

068 “E” Auxiliary Boiler 

069 “D” Phosphoric Acid Plant                                                                                     
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ID No. Emission Unit Description 

070 “C” and “D” Superphosphoric Acid Plants 

071 Acid Clarification Plant 

072 Molten Sulfur System 

075 Relocatable Concrete Batch Plant 

076 15 Emergency Engines 

077 Emergency Rental Boiler 

 

Proposed Project 

This air construction permit authorizes the construction of (EU079) a new Natural Gas Auxiliary Boiler: 230 

MMBtu per hour maximum heat input steam generating boiler fired with natural gas and low sulfur No. 2 fuel oil 

during periods of natural gas curtailment.  After the new boiler is installed and has demonstrated compliance, “E” 

Auxiliary Boiler (EU068) will remain on site, but shall be disconnected. 

 

This project will add the following emissions units. 

Facility ID No. 0470002 

ID No. Emission Unit Description 

079 Natural Gas 230 MMBtu/ hour Auxiliary Boiler 

 

FACILITY REGULATORY CLASSIFICATION 

 The facility is a major source of hazardous air pollutants (HAP). 

 The facility does not operate units subject to the acid rain provisions of the Clean Air Act (CAA). 

 The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 

 The facility is a major stationary source in accordance with Rule 62-212.400(PSD), F.A.C. 
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1. Permitting Authority:  The permitting authority for this project is the Northeast District Office, Permitting 

Program, Florida Department of Environmental Protection (Department).  The Northeast District Office’s 

mailing address is 8800 Baymeadows Way West, Suite 100, Jacksonville, Florida  32256, (904) 256-1700.  

All documents related to applications for permits to operate an emissions unit shall be submitted to the 

Northeast District Office. 

2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and 

notifications shall be submitted to the Northeast District Office, Compliance Assurance.  The mailing 

address and phone number of the Northeast District Office is:  8800 Baymeadows Way West, Suite 100, 

Jacksonville, Florida  32256, (904) 256-1700.   

3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation 

Formats and Glossary of Common Terms); Appendix B (General Conditions); Appendix C (Common 

Conditions); Appendix D (Common Testing Requirements), 40 CFR 60 Subpart A - General Provisions, 40 

CFR 60 Subpart Db, 40 CFR 63 Subpart A - General Provisions, and 40 CFR 63 Subpart DDDDD.   

4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 

construction and operation of the subject emissions units shall be in accordance with the capacities and 

specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 

F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this 

permit does not relieve the permittee from compliance with any applicable federal, state, or local permitting 

or regulations. 

5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 

requested, the Department may require the permittee to conform to new or additional conditions.  The 

Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and 

on application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 

6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  

No new emissions unit shall be constructed and no existing emissions unit shall be modified without 

obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 

construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 

7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 

complete the physical construction activities authorized by this permit, complete any necessary compliance 

testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 

limitations and operating requirements established by this permit shall remain in effect until the facility or 

emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 

extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting 

Authority in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 

8. Source Obligation: 

a. At such time that a particular source or modification becomes a major stationary source or major 

modification (as these terms were defined at the time the source obtained the enforceable limitation) 

solely by virtue of a relaxation in any enforceable limitation which was established after August 7, 

1980, on the capacity of the source or modification otherwise to emit a pollutant, such as a restriction 

on hours of operation, then the requirements of subsections 62-212.400(4) through (12), F.A.C., shall 

apply to the source or modification as though construction had not yet commenced on the source or 

modification. 
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b. At such time that a particular source or modification becomes a major stationary source or major 

modification (as these terms were defined at the time the source obtained the enforceable limitation) 

solely by exceeding its projected actual emissions, then the requirements of subsections 62-212.400(4) 

through (12), F.A.C., shall apply to the source or modification as though construction had not yet 

commenced on the source or modification. 

[Rule 62-212.400(12), F.A.C.] 

9. Application for Title V Permit:  This permit authorizes construction of the permitted emissions units and 

initial operation to determine compliance with Department rules.  A Title V air operation permit is required 

for regular operation of the permitted emissions unit.  The permittee shall apply for a Title V air operation 

permit at least 90 days prior to expiration of this permit, but no later than 180 days after commencing 

operation.  To apply for a Title V operation permit, the applicant shall submit the appropriate application 

form, compliance test results, and such additional information as the Department may by law require.  The 

application shall be submitted to the appropriate Permitting Authority with copies to the Compliance 

Authority.  [Rules 62-4.030, 62-4.050, and Chapter 62-213, F.A.C.] 
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This section of the permit addresses the following emissions unit. 

ID No. Emission Unit Description 

079 New Natural Gas Auxiliary Boiler (230 MMBtu/hour). Auxiliary Boiler has a design capacity of 

160,000 pounds per hour of steam.  The produced steam is used to augment steam produced from the 

sulfuric acid plants to provide operating flexibility in the phosphoric acid production and evaporation 

process.   

{This unit is subject to 40 CFR 60, Subpart Db, 40 CFR 63, Subpart DDDDD, Rule 62- 296.406, F.A.C., and 

Best Available Control Technology (BACT) dated 08/07/2015} 

EQUIPMENT 

 

A.1. The permittee is authorized construction of (EU079) a new natural gas fired Auxiliary Boiler to replace 

EU068 “E” Auxiliary Boiler. 

 

[Air Construction Permit Application No. 0470002-097-AC] 

 

The construction shall be in accordance with the application and associated documents provided to the 

Permitting Authority for the issuance of this permit.  Any changes to the project that are contrary to these 

documents and permit shall be reported in writing to the Permitting Authority by the P.E. of Record. 

[Air Construction Permit Application No. 0470002-097-AC]  

 

PERFORMANCE RESTRICTIONS 

A.2. Permitted Capacity.  The design heat input rate shall not exceed 230 MMBtu/hour 

 

[Air Construction Permit Application No. 0470002-097-AC, Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.] 

 

A.3. Methods of Operation.   This emissions unit shall be fired with natural gas, and low sulfur No. 2 fuel oil 

during natural gas curtailment only. 

 

[Air Construction Permit Application No. 0470002-097-AC] 

 

A.4. Hours of Operation. The hours of operation for these emissions unit shall not exceed 8760 hours/year, 

(8784 in any Leap Year) when firing natural gas.  When firing No. 2 fuel oil, the hours of operation for this 

emissions unit shall not exceed 400 hours/year. 

[Air Construction Permit Application No. 0470002-097-AC, Rules 62-4.160(2), 62-210.200(PTE), F.A.C., and 

to avoid PSD] 

EMISSIONS STANDARDS 

A.5. a. No. 2 Fuel Oil Sulfur Content.  No. 2 fuel oil sulfur content shall not exceed 0.05% sulfur.  

[Air Construction Permit Application No. 0470002-097-AC; BACT Determination dated 08/07/2015, Rule 62- 

296.406(3), F.A.C., and to avoid PSD] 
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A.5.   b. Fuel oil Sulfur Content. The owner or operator of an affected facility combusting very low sulfur oil 

shall demonstrate that the oil meets the definition of very low sulfur oil by maintaining fuel records as 

described in 40 CFR 60.49b(r) Specific Condition No. A.33. 

 

[40 CFR 60.42b(j)] 

 

A.6. Particulate Matter Emissions (PM/PM10/PM2.5) BACT. The requirements of BACT is the firing of 

natural gas and meeting sulfur content restrictions in Specific Condition No. A.5.a. 
 

[Air Construction Permit Application No. 0470002-097-AC; and BACT Determination dated 08/07/2015, and 

Rule 62- 296.406(2), F.A.C.] 

 

A.7. Opacity/ Visible Emissions. Visible Emissions – shall not exceed 20 percent opacity except for one six-

minute period per one-hour period during which opacity shall not exceed 27 percent.  

[Air Construction Permit Application No. 0470002-097-AC, Rule 62-296.406(1), and 40 CFR 60.43b(f)] 

A.8. Opacity/ Visible Emissions. The opacity standards for 40 CFR 60.43b(f) above apply at all times, except 

during periods of startup, shutdown, or malfunction. 

[40 CFR 60.43b(g)] 

 

 

A.9. Annual Capacity Factor. The annual capacity factor is determined by dividing the actual heat input to 

the steam generating unit during the calendar year from the combustion of fuels, by the potential heat input to 

the steam generating unit if the steam generating unit had been operated for 8,760 hours at the maximum heat 

input capacity. 

 

[40 CFR 60.43b(e)] 

 

 

A.10. Nitrogen Oxides.  On and after the date on which the initial performance test is completed or is required 

to be completed under 40 CFR 60.8, whichever date comes first, no owner or operator of an affected facility 

that is subject to the provisions of this section and that combusts only, oil, or natural gas shall cause to be 

discharged into the atmosphere from that affected facility any gases that contain NOX (expressed as NO2) in 

excess of the following emission limits:  

Fuel/steam generating unit type 

Nitrogen oxide emission limits (expressed as NO2) heat input 

ng/J lb/MMBTu 

(1) Natural gas and distillate oil, except (4):   

(i) Low heat release rate 43 0.10 

(ii) High heat release rate 86 0.20 

 

[40 CFR 60.44b(a)] 
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A.11. Nitrogen Oxides (NSPS).  The NOX standards under this section apply at all times including periods of 

startup, shutdown, or malfunction. 

 

(i) Compliance with the emission limits under this section is determined on a 30-day rolling average basis. 

 

[40 CFR 60.44b(h), and (i)] 

 

A.12. SO2 Standard.  The owner or operator of an affected facility that only combusts very low sulfur oil, 

natural gas, or a mixture of these fuels with any other fuels not subject to an SO2 standard is not subject to the 

compliance and performance testing requirements of this section if the owner or operator obtains fuel receipts 

as described in (40 CFR 60.49b(r)) Specific Condition No. A.33. 
 

[40 CFR 60.45b(j)] 

TESTING REQUIREMENTS 

 

A.13. Opacity Testing (VE). The opacity limits, apply at all times except during periods of startup, shutdown, 

or malfunction. The NOx emission standards, apply at all times. 

 

[40 CFR 60.46b(a)] 

 

 

A.14. Opacity Testing (VE). To determine compliance with the opacity limits under (40 CFR 60.43b) Specific 

Condition No. A.7, the owner or operator of an affected facility shall conduct an initial performance test as 

required under 40 CFR 60.8, and shall conduct subsequent performance tests as requested by the 

Administrator, using the following procedures and reference methods: 

 

(1) Method 3A or 3B of appendix A-2 of this part is used for gas analysis when applying Method 5 of 

appendix A-3 of this part or Method 17 of appendix A-6 of this part. 

(2) Method 1 of appendix A of this part is used to select the sampling site and the number of traverse 

sampling points. The sampling time for each run is at least 120 minutes and the minimum sampling 

volume is 1.7 dscm (60 dscf) except that smaller sampling times or volumes may be approved by the 

Administrator when necessitated by process variables or other factors. 

(3) For Method 5 of appendix A of this part, the temperature of the sample gas in the probe and filter 

holder is monitored and is maintained at 160±14 °C (320±25 °F). 

(4) Method 9 of appendix A of this part is used for determining the opacity of stack emissions. 

 

[40 CFR 60.46b(d)(1), (3), (4), and (7)] 
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A.15. NOx Emission Standard Testing. Compliance with the NOx emission standards under (40 CFR 

60.44b) Specific Condition No. A.10, shall be determined through performance testing under this Specific 

Condition No. A.17.  

 

 To determine compliance with the emission limits for NOx required under (40 CFR 60.44b) Specific 

Condition No. A.10, the owner or operator of an affected facility shall conduct the performance test as 

required under 40 CFR 60.8 using the continuous system for monitoring NOx under (40 CFR 60.48(b)) 

Specific Condition No. A.19. 

 

[40 CFR 60.46b(c), and (e)] 

 

A.16. NOx Emission Standard Testing. For the initial compliance test, NOx from the steam generating unit 

are monitored for 30 successive steam generating unit operating days and the 30-day average emission rate is 

used to determine compliance with the NOx emission standards under 40 CFR 60.44b. The 30-day average 

emission rate is calculated as the average of all hourly emissions data recorded by the monitoring system during 

the 30-day test period. 

 

[40 CFR 60.46b(e)(1)] 

 

A.17. NOx Emission Standard Testing.  Following the date on which the initial performance test is completed 

or required to be completed under 40 CFR 60.8, whichever date comes first, the owner or operator of an 

affected facility that has a heat input capacity of 73 MW (250 MMBtu/hr) or less and that combusts natural gas, 

distillate oil, shall upon request determine compliance with the NOx standards in (40 CFR 60.44b) Specific 

Condition No. A.10, through the use of a 30-day performance test. During periods when performance tests are 

not requested, NOx emissions data collected pursuant to (40 CFR 60.48b(g)(2)) Specific Condition No. A.19, 

are used to calculate a 30-day rolling average emission rate on a daily basis and used to prepare excess emission 

reports, but will not be used to determine compliance with the NOx emission standards. A new 30-day rolling 

average emission rate is calculated each steam generating unit operating day as the average of all of the hourly 

NOx emission data for the preceding 30 steam generating unit operating days. 

 

[40 CFR 60.46b(e)(4)] 

 

A.18. Opacity Testing (VE). The owner or operator of an affected facility subject to an opacity standard under 

(40 CFR 60.43b) Specific Condition A.7, and meeting the conditions under paragraphs (1) of Specific 

Condition A.20, who elects not to use a COMS shall conduct a performance test using Method 9 of appendix 

A-4 of this part and the procedures in 40 CFR 60.11 to demonstrate compliance with the applicable limit in (40 

CFR 60.43b) Specific Condition A.7, within 180 days after initial startup of the facility, and shall comply with 

either paragraphs (1), (2), or (3) of this Specific Condition. The observation period for Method 9 of appendix 

A-4 of this part performance tests may be reduced from 3 hours to 60 minutes if all 6-minute averages are less 

than 10 percent and all individual 15-second observations are less than or equal to 20 percent during the initial 

60 minutes of observation. 
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A.18. Continued: 

 

(1) Except as provided in paragraph (2) and (3) of this Specific Condition, the owner or operator shall conduct 

subsequent Method 9 of appendix A-4 of this part performance tests using the procedures in paragraph (a) of 

this section according to the applicable schedule in paragraphs (a)(1)(i) through (a)(1)(iv) of this section, as 

determined by the most recent Method 9 of appendix A-4 of this part performance test results. 

(i) If no visible emissions are observed, a subsequent Method 9 of appendix A-4 of this part performance test 

must be completed within 12 calendar months from the date that the most recent performance test was 

conducted or within 45 days of the next day that fuel with an opacity standard is combusted, whichever is later; 

 

(ii) If visible emissions are observed but the maximum 6-minute average opacity is less than or equal to 5 

percent, a subsequent Method 9 of appendix A-4 of this part performance test must be completed within 6 

calendar months from the date that the most recent performance test was conducted or within 45 days of the 

next day that fuel with an opacity standard is combusted, whichever is later; 

(iii) If the maximum 6-minute average opacity is greater than 5 percent but less than or equal to 10 percent, a 

subsequent Method 9 of appendix A-4 of this part performance test must be completed within 3 calendar 

months from the date that the most recent performance test was conducted or within 45 days of the next day that 

fuel with an opacity standard is combusted, whichever is later; or 

(iv) If the maximum 6-minute average opacity is greater than 10 percent, a subsequent Method 9 of appendix A-

4 of this part performance test must be completed within 45 calendar days from the date that the most recent 

performance test was conducted. 

(2) If the maximum 6-minute opacity is less than 10 percent during the most recent Method 9 of appendix A-4 

of this part performance test, the owner or operator may, as an alternative to performing subsequent Method 9 

of appendix A-4 of this part performance tests, elect to perform subsequent monitoring using Method 22 of 

appendix A-7 of this part according to the procedures specified in paragraphs (a)(2)(i) and (ii) of this section. 

(i) The owner or operator shall conduct 10 minute observations (during normal operation) each operating day 

the affected facility fires fuel for which an opacity standard is applicable using Method 22 of appendix A-7 of 

this part and demonstrate that the sum of the occurrences of any visible emissions is not in excess of 5 percent 

of the observation period (i.e., 30 seconds per 10 minute period). If the sum of the occurrence of any visible 

emissions is greater than 30 seconds during the initial 10 minute observation, immediately conduct a 30 minute 

observation. If the sum of the occurrence of visible emissions is greater than 5 percent of the observation period 

(i.e., 90 seconds per 30 minute period), the owner or operator shall either document and adjust the operation of 

the facility and demonstrate within 24 hours that the sum of the occurrence of visible emissions is equal to or 

less than 5 percent during a 30 minute observation (i.e., 90 seconds) or conduct a new Method 9 of appendix A-

4 of this part performance test using the procedures in paragraph (a) of this section within 45 calendar days 

according to the requirements in 40 CFR 60.46d(d)(7). 

(ii) If no visible emissions are observed for 10 operating days during which an opacity standard is applicable, 

observations can be reduced to once every 7 operating days during which an opacity standard is applicable. If 

any visible emissions are observed, daily observations shall be resumed. 

(3) If the maximum 6-minute opacity is less than 10 percent during the most recent Method 9 of appendix A-4 

of this part performance test, the owner or operator may, as an alternative to performing subsequent Method 9 

of appendix A-4 performance tests, elect to perform subsequent monitoring using a digital opacity compliance 

system according to a site-specific monitoring plan approved by the Administrator. The observations shall be 

similar, but not necessarily identical, to the requirements in paragraph (a)(2) of this section. For reference 

purposes in preparing the monitoring plan, see OAQPS “Determination of Visible Emission Opacity from 

Stationary Sources Using Computer-Based Photographic Analysis Systems.”  
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A.18. Continued: 

 

This document is available from the U.S. Environmental Protection Agency (U.S. EPA); Office of Air Quality 

and Planning Standards; Sector Policies and Programs Division; Measurement Policy Group (D243-02), 

Research Triangle Park, NC 27711. This document is also available on the Technology Transfer Network 

(TTN) under Emission Measurement Center Preliminary Methods. 

 

[40 CFR 60.48b(a)(1), (2), and (3)] 

 

A.19. NOx Emission Rates. The owner or operator of an affected facility that has a heat input capacity of 73 

MW (250 MMBtu/hr) or less, and that has an annual capacity factor for natural gas, greater than 10 percent 

(0.10) shall: 

(1) Monitor steam generating unit operating conditions and predict NOx emission rates as specified in a 

plan submitted pursuant to (40 CFR 60.49b(c)) Specific Condition No. A.27. 

 

[40 CFR 60.48b(g)(2)] 

 

A.20. Opacity/ Visible Emissions. The owner or operator of an affected facility that meets the conditions in 

(1), of this Specific Condition is not required to install or operate a COMS if: 

 

(1)The affected facility burns only liquid (excluding residual oil) or gaseous fuels with potential SO2 

emissions rates of 26 ng/J (0.060 lb/MMBtu) or less and does not use a post-combustion technology to reduce 

SO2 or PM emissions. The owner or operator must maintain fuel records of the sulfur content of the fuels 

burned, as described under (§60.49b(r)) Specific Condition No. A.33. 

 

[40 CFR 60.48b(j)(2)] 

 

A.21. Opacity.  An owner or operator of an affected facility that is subject to an opacity standard under (40 

CFR 60.43b(f) in Specific Condition No. A.7, is not required to operate a COMS provided that the unit burns 

only gaseous fuels and/or liquid fuels (excluding residue oil) with a potential SO2 emissions rate no greater than 

26 ng/J (0.060 lb/MMBtu). 

 

[40 CFR 60.48b(l)] 

 

A.22. Test Requirements. Tests shall be conducted in accordance with the applicable requirements specified in 

Appendix D (Common Testing Requirements) of this permit.  

 

A.23.  Annual Compliance Tests. During every calendar year (January 1 – December 31) this EU shall be 

tested to demonstrate compliance with the Opacity (VE) emissions standards in Specific Condition No. A.7. 

Testing procedures shall be consistent with the requirements of Chapter 62-297, F.A.C.  

 

Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-204.800, F.A.C.  No other methods may be 

used unless prior written approval is received from the Department.  

[Rules 62-204.800 and 62-297.100, F.A.C.; Appendix A of 40 CFR 60, and Rules 62-297.310(8)(a)1, F.A.C.] 
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A.24. Common Testing Requirements.  Unless otherwise specified, tests shall be conducted in accordance 

with the requirements and procedures specified in Appendix TR, Facility-Wide Testing Requirements, of this 

permit. 

[Rule 62-297.310, F.A.C.] 

 

REPORTING AND RECORDKEEPING REQUIREMENTS 

 

A.25. The owner or operator of each affected facility shall submit notification of the date of initial startup, as 

provided by 40 CFR 60.7. This notification shall include: 

 

(1) The design heat input capacity of the affected facility and identification of the fuels to be combusted in 

the affected facility; 

(2) The annual capacity factor at which the owner or operator anticipates operating the facility based on all 

fuels fired and based on each individual fuel fired; and 

[40 CFR 60.49b(a)(1), and (3)] 

A.26. The owner or operator of each affected facility subject to the NOx emission limits under (40 CFR 60.44b) 

Specific Condition No. A.10, shall submit to the Administrator the performance test data from the initial 

performance test and the performance evaluation of the CEMS using the applicable performance specifications 

in appendix B of this part. 

[40 CFR 60.49b(b)] 

A.27. The owner or operator of each affected facility subject to the NOx standard in (40 CFR 60.44b) Specific 

Condition No. A.10, who seeks to demonstrate compliance with those standards through the monitoring of 

steam generating unit operating conditions in the provisions of 40 CFR 60.48b(g)(2) Specific Condition No. 

A.19,   shall submit to the Administrator for approval a plan that identifies the operating conditions to be 

monitored in (40 CFR 60.48b(g)(2)) Specific Condition No. A.19, and the records to be maintained in 40 CFR 

60.49b(g) Specific Condition No. A.30. This plan shall be submitted to the Administrator for approval within 

360 days of the initial startup of the affected facility.  If the plan is approved, the owner or operator shall 

maintain records of predicted nitrogen oxide emission rates and the monitored operating conditions, including 

steam generating unit load, identified in the plan. The plan shall: 

 

(1) Identify the specific operating conditions to be monitored and the relationship between these operating 

conditions and NOx emission rates (i.e., ng/J or lbs/MMBtu heat input). Steam generating unit operating 

conditions include, but are not limited to, the degree of staged combustion (i.e., the ratio of primary air to 

secondary and/or tertiary air) and the level of excess air (i.e., flue gas O2 level); 

(2) Include the data and information that the owner or operator used to identify the relationship between NOx 

emission rates and these operating conditions; and 

(3) Identify how these operating conditions, including steam generating unit load, will be monitored under 

(§60.48b(g)) Specific Condition No. A.19, on an hourly basis by the owner or operator during the period of 

operation of the affected facility; the quality assurance procedures or practices that will be employed to ensure 

that the data generated by monitoring these operating conditions will be representative and accurate; and the 

type and format of the records of these operating conditions, including steam generating unit load, that will be 

maintained by the owner or operator under (§60.49b(g)) Specific Condition No. A.30. 

[40 CFR 60.49b(c)(1), (2), and (3)] 
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A.28. The owner or operator of an affected facility shall record and maintain records as specified in paragraph 

(1) of this Specific Condition. 

(1) The owner or operator of an affected facility shall record and maintain records of the amounts of each fuel 

combusted during each day and calculate the annual capacity factor individually for natural gas, for the 

reporting period. The annual capacity factor is determined on a 12-month rolling average basis with a new 

annual capacity factor calculated at the end of each calendar month. 

[40 CFR 60.49b(d)(1)] 

 

A.29. For an affected facility subject to the opacity standard in (40 CFR 60.43b) on this section, the owner or 

operator shall maintain records of opacity. In addition, an owner or operator that elects to monitor emissions 

according to the requirements in (40 CFR 60.48b(a)) Specific Condition No. A.18, shall maintain records 

according to the requirements specified in paragraphs (1) through (3) of this Specific Condition, as applicable 

to the visible emissions monitoring method used. 

 

(1) For each performance test conducted using Method 9 of appendix A-4 of this part, the owner or 

operator shall keep the records including the information specified in paragraphs (1)(i) through (iii) of 

this Specific Condition. 

 

(i) Dates and time intervals of all opacity observation periods; 

(ii) Name, affiliation, and copy of current visible emission reading certification for each visible emission 

observer participating in the performance test; and 

(iii) Copies of all visible emission observer opacity field data sheets; 

 

(2) For each performance test conducted using Method 22 of appendix A-4 of this part, the owner or operator 

shall keep the records including the information specified in paragraphs (2)(i) through (iv) of this Specific 

Condition. 

(i) Dates and time intervals of all visible emissions observation periods; 

(ii) Name and affiliation for each visible emission observer participating in the performance test; 

(iii) Copies of all visible emission observer opacity field data sheets; and 

(iv) Documentation of any adjustments made and the time the adjustments were completed to the affected 

facility operation by the owner or operator to demonstrate compliance with the applicable monitoring 

requirements. 

(3) For each digital opacity compliance system, the owner or operator shall maintain records and submit reports 

according to the requirements specified in the site-specific monitoring plan approved by the Administrator. 

 

[40 CFR 60.49b(f)(1), - (3)] 

 

A.30. The owner or operator of an affected facility subject to the NOx standards under (40 CFR 60.44b) 

Specific Condition No. A.10, shall maintain records of the following information for each steam generating 

unit operating day: 
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A.30. Continued: 

 

(1) Calendar date; 

(2) The average hourly NOx emission rates (expressed as NO2) (ng/J or lb/MMBtu heat input) measured or 

predicted; 

(3) The 30-day average NOx emission rates (ng/J or lb/MMBtu heat input) calculated at the end of each steam 

generating unit operating day from the measured or predicted hourly nitrogen oxide emission rates for the 

preceding 30 steam generating unit operating days; 

(4) Identification of the steam generating unit operating days when the calculated 30-day average 

NOx emission rates are in excess of the NOx emissions standards under (40 CFR 60.44b) Specific Condition 

No. A.10, with the reasons for such excess emissions as well as a description of corrective actions taken; 

(5) Identification of the steam generating unit operating days for which pollutant data have not been obtained, 

including reasons for not obtaining sufficient data and a description of corrective actions taken; 

(6) Identification of the times when emission data have been excluded from the calculation of average emission 

rates and the reasons for excluding data; 

(7) Identification of “F” factor used for calculations, method of determination, and type of fuel combusted; 

[40 CFR 60.49b(g)(1), - (7)] 

A.31. The owner or operator of any affected facility in any category listed in (1) or (2) of this Specific 

Condition is required to submit excess emission reports for any excess emissions that occurred during the 

reporting period. 

 

(1) Any affected facility subject to the opacity standards in (40 CFR 60.43b(f)) Specific Condition No. A.7.  

(2) Any affected facility that is subject to the NOx standard of (40 CFR 60.44b) Specific Condition No. A.10, 

and that: 

 

(i) Combusts natural gas, distillate oil.  

(ii) Has a heat input capacity of 73 MW (250 MMBtu/hr) or less and is required to monitor 

NOx emissions on a continuous basis under 40 CFR 60.48b(g)(1) or steam generating unit operating conditions 

under (40 CFR 60.48b(g)(2)) Specific Condition No. A.19. 

(3) For the purpose of (40 CFR 60.43b), excess emissions are defined as all 6-minute periods during which the 

average opacity exceeds the opacity standards under (40 CFR 60.43b(f)) Specific Condition No. A.7. 

[40 CFR 60.49b(h)(1), - (3)] 

 

A.32. All records required under this section shall be maintained by the owner or operator of the affected 

facility for a period of 2 years following the date of such record. 

[40 CFR 60.49b(o)] 
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A.33. The owner or operator of an affected facility who elects to use the fuel based compliance alternatives in 

40 CFR 60.43b shall either: 

 

(1) The owner or operator of an affected facility who elects to demonstrate that the affected facility combusts 

only very low sulfur oil, natural gas, shall obtain and maintain at the affected facility fuel receipts (such as a 

current, valid purchase contract, tariff sheet, or transportation contract) from the fuel supplier that certify that 

the oil meets the definition of distillate oil and gaseous fuel meets the definition of natural gas as defined in 

(40 CFR 60.41b), and the applicable sulfur limit. For the purposes of this section, the distillate oil need not 

meet the fuel nitrogen content specification in the definition of distillate oil. Reports shall be submitted to the 

Administrator certifying that only very low sulfur oil meeting this definition, natural gas, were combusted in the 

affected facility during the reporting period. 

[40 CFR 60.49b(r)(1)] 

A.34. Quarterly Reports for NOx.  The owner or operator of an affected facility may submit electronic 

quarterly reports for NOx and/or opacity in lieu of submitting the written reports required Specific Condition 

No. A.35. The format of each quarterly electronic report shall be coordinated with the permitting authority. The 

electronic report(s) shall be submitted no later than 30 days after the end of the calendar quarter and shall be 

accompanied by a certification statement from the owner or operator, indicating whether compliance with the 

applicable emission standards and minimum data requirements of this subpart was achieved during the 

reporting period. Before submitting reports in the electronic format, the owner or operator shall coordinate with 

the permitting authority to obtain their agreement to submit reports in this alternative format. 

[40 CFR 60.49b(v)] 

 

A.35. Reporting Period for the Reports. The reporting period for the reports required under this subpart is 

each 6 month period. All reports shall be submitted to the Administrator and shall be postmarked by the 30th 

day following the end of the reporting period. 

[40 CFR 60.49b(w)] 

 

40 CFR 63 SUBPART DDDDD REQUIREMENTS 

 

A.36. This boiler is new, and the facility must meet the applicability criteria at the time you commence 

construction. 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7490(2)(b)] 

 

A.37. This new boiler must comply with this subpart upon startup of your boiler. 

 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7495(a)] 
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A.38. You must meet the notification requirements in this section §63.7545 according to the schedule in this 

section §63.7545 and in subpart A of this part. Some of the notifications must be submitted before you are 

required to comply with the emission limits and work practice standards in this subpart. 

 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7495(d)] 

 

A.39. Subcategories of Boilers (Natural Gas).  This unit is designed to burn gas 1 fuels. 

 [Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7499(l)] 

 

WORK PRACTICE STANDARDS, AND OPERATING LIMITS 

 

A.40. Units Designed to Burn Gas 1 fuels Subcategory.  Boilers and process heaters in the units designed to 

burn gas 1 fuels subcategory are not subject to the emission limits in Tables 1 and 2 or 11 through 13 to this 

subpart, or the operating limits in Table 4 to this subpart. 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7500(e)] 

 
Affirmative Defense for Violation of Emission Standards During Malfunction. 

 

A.41. In response to an action to enforce the standards set forth in §63.7500 you may assert an affirmative 

defense to a claim for civil penalties for violations of such standards that are caused by malfunction, as defined 

at 40 CFR 63.2. Appropriate penalties may be assessed if you fail to meet your burden of proving all of the 

requirements in the affirmative defense. The affirmative defense shall not be available for claims for injunctive 

relief. 

(a) Assertion of affirmative defense. To establish the affirmative defense in any action to enforce such a 

standard, you must timely meet the reporting requirements in paragraph (b) of this section, and must prove by a 

preponderance of evidence that: 

(1) The violation: 

(i) Was caused by a sudden, infrequent, and unavoidable failure of air pollution control equipment, process 

equipment, or a process to operate in a normal or usual manner; and 

(ii) Could not have been prevented through careful planning, proper design, or better operation and maintenance 

practices; and 

(iii) Did not stem from any activity or event that could have been foreseen and avoided, or planned for; and 

(iv) Was not part of a recurring pattern indicative of inadequate design, operation, or maintenance; and 

(2) Repairs were made as expeditiously as possible when a violation occurred; and 

(3) The frequency, amount, and duration of the violation (including any bypass) were minimized to the 

maximum extent practicable; and 

(4) If the violation resulted from a bypass of control equipment or a process, then the bypass was unavoidable to 

prevent loss of life, personal injury, or severe property damage; and 

(5) All possible steps were taken to minimize the impact of the violation on ambient air quality, the 

environment, and human health; and 
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A.41. Continued: 

 

(6) All emissions monitoring and control systems were kept in operation if at all possible, consistent with safety 

and good air pollution control practices; and 

(7) All of the actions in response to the violation were documented by properly signed, contemporaneous 

operating logs; and 

(8) At all times, the affected source was operated in a manner consistent with good practices for minimizing 

emissions; and 

(9) A written root cause analysis has been prepared, the purpose of which is to determine, correct, and eliminate 

the primary causes of the malfunction and the violation resulting from the malfunction event at issue. The 

analysis shall also specify, using best monitoring methods and engineering judgment, the amount of any 

emissions that were the result of the malfunction. 

(b) Report. The owner or operator seeking to assert an affirmative defense shall submit a written report to the 

Administrator with all necessary supporting documentation, that it has met the requirements set forth in 40 CFR 

63.7500 of this section. This affirmative defense report shall be included in the first periodic compliance, 

deviation report or excess emission report otherwise required after the initial occurrence of the violation of the 

relevant standard (which may be the end of any applicable averaging period). If such compliance, deviation 

report or excess emission report is due less than 45 days after the initial occurrence of the violation, the 

affirmative defense report may be included in the second compliance, deviation report or excess emission report 

due after the initial occurrence of the violation of the relevant standard. 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7501(l)] 

 

GENERAL COMPLIANCE REQUIREMENTS 

 

A.42. You must be in compliance with the emission limits, work practice standards, and operating limits in this 

subpart. These limits apply to you at all times the affected unit is operating except for the periods noted in 40 

CFR 63.7500(f). 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7505(a)] 

 

TESTING, FUEL ANALYSES, AND INITIAL COMPLIANCE REQUIREMENTS 

 

A.43. You are not required to conduct a chlorine fuel analysis for any gaseous fuels.  

 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7510(a)(2)(iii)] 

 



SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  

A. EU079 Natural Gas Auxiliary Boiler 

White Springs Agricultural Chemicals, Inc.  dba PCS Phosphate, White Springs                     Permit No.:  0470002-097-AC                                  

Suwannee River/Swift Creek Complex                              (EU079) New Natural Gas Auxiliary Boiler to replace EU068 “E”          

Auxiliary Boiler  

 

Page 19 of 24 

 WORK PRACTICE STANDARDS 

 

A.44. Work Practice Standards.  You must conduct an annual, biennial, or 5-year performance tune-up 

according to (40 CFR 63.7540(a)(10)) Specific Condition No. A.48, respectively. Each annual tune-up 

specified in 40 CFR 63.7540(a)(10) must be no more than 13 months after the previous tune-up. For a new or 

reconstructed affected source (as defined in 40 CFR 63.7490), the first annual, biennial, or 5- year tune-up must 

be no later than 13 months, 25 months, or 61 months, respectively, after the initial startup of the new or 

reconstructed affected source. 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7515(d)] 

 

FUEL ANALYSES, FUEL SPECIFICATION, AND PROCEDURES 

 

A.45.  You are not required to conduct fuel analyses for fuels used for only startup, unit shutdown, and transient 

flame stability purposes. 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7521(a)] 

 
A.46. You must obtain a single fuel sample for each fuel type according to the sampling procedures listed in 

Table 6 for fuel specification of gaseous fuels.  

 

(i) You must determine the concentration in the fuel of mercury, in units of microgram per cubic meter, dry 

basis, of each sample for each other gas 1 fuel type according to the procedures in Table 6 to this subpart. 

[Air Construction Permit Application No. 0470002-097-AC, and 40 CFR 63.7521(h)(i)] 

 

CONTINUOUS COMPLIANCE WITH FUEL SPECIFICATIONS AND WORK PRACTICE 

STANDARDS 

 

A.47.   a. You must include with the Notification of Compliance Status a signed certification that the energy 

assessment was completed according to Table 3 to this subpart and is an accurate depiction of your facility at 

the time of the assessment. 

 

[40 CFR 63.7535(e)] 

 

           b. You must demonstrate continuous compliance with the work practice standards in Table 3 to this 

subpart, that applies to you according to the methods specified in Table 8 to this subpart and paragraphs (a)(1) 

through (19) of this section. 

 

[40 CFR 63.7540(a)] 

 

A.48. If your boiler or process heater has a heat input capacity of 10 million Btu per hour or greater, you must 

conduct an annual tune-up of the boiler or process heater to demonstrate continuous compliance as specified in 

paragraphs (i) through (vi) of this Specific Condition. 
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A.48. Continued: 

 

(i) As applicable, inspect the burner, and clean or replace any components of the burner as necessary (you may 

delay the burner inspection until the next scheduled unit shutdown). Units that produce electricity for sale may 

delay the burner inspection until the first outage, not to exceed 36 months from the previous inspection. At units 

where entry into a piece of process equipment or into a storage vessel is required to complete the tune-up 

inspections, inspections are required only during planned entries into the storage vessel or process equipment; 

(ii) Inspect the flame pattern, as applicable, and adjust the burner as necessary to optimize the flame pattern. 

The adjustment should be consistent with the manufacturer's specifications, if available; 

(iii) Inspect the system controlling the air-to-fuel ratio, as applicable, and ensure that it is correctly calibrated 

and functioning properly (you may delay the inspection until the next scheduled unit shutdown). Units that 

produce electricity for sale may delay the inspection until the first outage, not to exceed 36 months from the 

previous inspection; 

(iv) Optimize total emissions of CO. This optimization should be consistent with the manufacturer's 

specifications, if available, and with any NOx requirement to which the unit is subject. 

 

[40 CFR 63.7540(a)(10)] 

 

A.49. Table 3 to Subpart DDDDD of Part 63—Work Practice Standards 

As stated in 40 CFR 63.7500, you must comply with the following applicable work practice 

standards: 

 

As stated in 40 CFR 63.7500, you must comply with the following applicable work practice standards: 

If your unit is .  .  . You must meet the following .  .  . 

1. A new or existing boiler or process heater with a 

continuous oxygen trim system that maintains an optimum 

air to fuel ratio, or a heat input capacity of less than or equal 

to 5 million Btu per hour in any of the following 

subcategories: unit designed to burn gas 1; unit designed to 

burn gas 2 (other); or unit designed to burn light liquid, or a 

limited use boiler or process heater 

Conduct a tune-up of the boiler or process heater every 5 years 

as specified in 40 CFR 63.7540. 

2. A new or existing boiler or process heater without a 

continuous oxygen trim system and with heat input capacity 

of less than 10 million Btu per hour in the unit designed to 

burn heavy liquid or unit designed to burn solid fuel 

subcategories; or a new or existing boiler or process heater 

with heat input capacity of less than 10 million Btu per 

hour, but greater than 5 million Btu per hour, in any of the 

following subcategories: unit designed to burn gas 1; unit 

designed to burn gas 2 (other); or unit designed to burn light 

liquid 

Conduct a tune-up of the boiler or process heater biennially as 

specified in 40 CFR 63.7540. 

3. A new or existing boiler or process heater without a 

continuous oxygen trim system and with heat input capacity 

of 10 million Btu per hour or greater 

Conduct a tune-up of the boiler or process heater annually as 

specified in §63.7540. Units in either the Gas 1 or Metal 

Process Furnace subcategories will conduct this tune-up as a 

work practice for all regulated emissions under this subpart. 
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Units in all other subcategories will conduct this tune-up as a 

work practice for dioxins/furans. 

If your unit is .  .  . You must meet the following .  .  . 

4. An existing boiler or process heater located at a major 

source facility, not including limited use units 

Must have a one-time energy assessment performed by a 

qualified energy assessor. An energy assessment completed on 

or after January 1, 2008, that meets or is amended to meet the 

energy assessment requirements in this table, satisfies the 

energy assessment requirement. A facility that operates under 

an energy management program compatible with ISO 50001 

that includes the affected units also satisfies the energy 

assessment requirement. The energy assessment must include 

the following with extent of the evaluation for items a. to e. 

appropriate for the on-site technical hours listed in 40 CFR 
63.7575: 

    a. A visual inspection of the boiler or process heater system. 

    b. An evaluation of operating characteristics of the boiler or 

process heater systems, specifications of energy using systems, 

operating and maintenance procedures, and unusual operating 

constraints. 

    c. An inventory of major energy use systems consuming energy 

from affected boilers and process heaters and which are under 

the control of the boiler/process heater owner/operator. 

    d. A review of available architectural and engineering plans, 

facility operation and maintenance procedures and logs, and 

fuel usage. 

    e. A review of the facility's energy management practices and 

provide recommendations for improvements consistent with 

the definition of energy management practices, if identified. 

    f. A list of cost-effective energy conservation measures that are 

within the facility's control. 

    g. A list of the energy savings potential of the energy 

conservation measures identified. 

    h. A comprehensive report detailing the ways to improve 

efficiency, the cost of specific improvements, benefits, and the 

time frame for recouping those investments. 

5. An existing or new boiler or process heater subject to 

emission limits in Table 1 or 2 or 11 through 13 to this 

subpart during startup 

You must operate all CMS during startup. 

For startup of a boiler or process heater, you must use one or a 

combination of the following clean fuels: natural gas, synthetic 

natural gas, propane, distillate oil, syngas, ultra-low sulfur 

diesel, fuel oil-soaked rags, kerosene, hydrogen, paper, 

cardboard, refinery gas, and liquefied petroleum gas. 
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A.49. Continued: 
 

If your unit is .  .  . You must meet the following .  .  . 

    If you start firing coal/solid fossil fuel, biomass/bio-based solids, heavy liquid fuel, or 

gas 2 (other) gases, you must vent emissions to the main stack(s) and engage all of the 

applicable control devices except limestone injection in fluidized bed combustion (FBC) 

boilers, dry scrubber, fabric filter, selective non-catalytic reduction (SNCR), and 

selective catalytic reduction (SCR). You must start your limestone injection in FBC 

boilers, dry scrubber, fabric filter, SNCR, and SCR systems as expeditiously as possible. 

Startup ends when steam or heat is supplied for any purpose. 

    You must comply with all applicable emission limits at all times except for startup or 

shutdown periods conforming with this work practice. You must collect monitoring data 

during periods of startup, as specified in §63.7535(b). You must keep records during 

periods of startup. You must provide reports concerning activities and periods of startup, 

as specified in §63.7555. 

6. An existing or new boiler or 

process heater subject to emission 

limits in Tables 1 or 2 or 11 

through 13 to this subpart during 

shutdown 

You must operate all CMS during shutdown. 

While firing coal/solid fossil fuel, biomass/bio-based solids, heavy liquid fuel, or gas 2 

(other) gases during shutdown, you must vent emissions to the main stack(s) and operate 

all applicable control devices, except limestone injection in FBC boilers, dry scrubber, 

fabric filter, SNCR, and SCR. 

    You must comply with all applicable emissions limits at all times except for startup or 

shutdown periods conforming with this work practice. You must collect monitoring data 

during periods of shutdown, as specified in §63.7535(b). You must keep records during 

periods of shutdown. You must provide reports concerning activities and periods of 

shutdown, as specified in §63.7555. 

[78 FR 7198, Jan. 31, 2013] 

A.50.    Table 6 to Subpart DDDDD of Part 63—Fuel Analysis Requirements 

As stated in 40 CFR 63.7521, you must comply with the following requirements for fuel analysis testing for 

existing, new or reconstructed affected sources. However, equivalent methods (as defined in 40 CFR 63.7575) 

may be used in lieu of the prescribed methods at the discretion of the source owner or operator: 

To conduct a fuel 

analysis for the 

following pollutant .  .  . You must .  .  . Using .  .  . 

3. Mercury Fuel 

Specification for other 

gas 1 fuels 

a. Measure mercury concentration in 

the fuel sample and convert to units of 

micrograms per cubic meter 

Method 30B (M30B) at 40 CFR part 60, appendix A-8 of 

this chapter or ASTM D5954a, ASTM D6350a, ISO 6978-

1:2003(E)a, or ISO 6978-2:2003(E)a, or EPA-1631a or 

equivalent. 

[Table 6, Row 3] 
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A.51. Table 8 to Subpart DDDDD of Part 63—Demonstrating Continuous Compliance 

As stated in 40 CFR 63.7540, you must show continuous compliance with the emission limitations for each 

boiler or process heater according to the following: 

If you must meet the following operating limits or work 

practice standards .  .  . You must demonstrate continuous compliance by .  .  . 

10. Boiler or process heater operating load 

a. Collecting operating load data or steam generation data 

every 15 minutes. 

[Table 8, Row 10] 

A.52. Table 9 to Subpart DDDDD of Part 63—Reporting Requirements 

As stated in 40 CFR 63.7550, you must comply with the following requirements for reports: 

You must 

submit 

a(n) The report must contain .  .  . 

You must submit the 

report .  .  . 

1. 

Compliance 

report 

a. Information required in 40 CFR 63.7550(c)(1) through (5); and Semiannually, annually, 

biennially, or every 5 

years according to the 

requirements in 40 CFR 

63.7550(b). 

    b. If there are no deviations from any emission limitation (emission limit and 

operating limit) that applies to you and there are no deviations from the requirements 

for work practice standards in Table 3 to this subpart that apply to you, a statement 

that there were no deviations from the emission limitations and work practice 

standards during the reporting period. If there were no periods during which the 

CMSs, including continuous emissions monitoring system, continuous opacity 

monitoring system, and operating parameter monitoring systems, were out-of-control 

as specified in 40 CFR 63.8(c)(7), a statement that there were no periods during 

which the CMSs were out-of-control during the reporting period; and 

 

    c. If you have a deviation from any emission limitation (emission limit and operating 

limit) where you are not using a CMS to comply with that emission limit or operating 

limit, or a deviation from a work practice standard during the reporting period, the 

report must contain the information in 40 CFR 63.7550(d); and 

 

    d. If there were periods during which the CMSs, including continuous emissions 

monitoring system, continuous opacity monitoring system, and operating parameter 

monitoring systems, were out-of-control as specified in 40 CFR 63.8(c)(7), or 

otherwise not operating, the report must contain the information in 40 CFR 

63.7550(e) 

 

[76 FR 15664, Mar. 21, 2011, as amended at 78 FR 7205, Jan. 31, 2013] 
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A.53. Federal Rule Requirements -General Provisions.  Table 10 to this subpart shows which parts of the 

General Provisions in 40 CFR 63.1 through 63.15 are applicable.   

[40 CFR 63.7565 and Table 10 to 40 CFR 63 subpart DDDDD] 

 

A.54. Commencement of Construction and Operation.  The permittee shall submit to the Air Compliance 

Authority of this Office written notification of both the date of commencement of construction and 

commencement of operation of (EU079) new auxiliary boiler.  These notifications shall be submitted to Mr. 

Christopher Kirts at Christopher.kirts@dep.state.fl.us, within as many days prior to the date of construction as 

practical, but no later than fifteen (15) business day following commencement of construction and operation. 

[Rule 62-4.070(3), F.A.C.] 

 

A.55. This facility is subject to the attached Combined Appendices. 

mailto:Christopher.kirts@dep.state.fl.us

