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Permit Expires: December 31, 2019 

Air Construction Permit 
Project:  Minor Source Air Construction Permit 

Orange County, Florida 

PROJECT 

This is the final air construction (AC) permit, which authorizes the Stanton Unit A Combine Cycle Combustion 
Turbines Advanced Gas Path and Mark VIe Controls Project at the existing Stanton Energy Center (Project).  This 
facility is an existing electric power generation facility categorized under Standard Industrial Classification No. 
4911.  The existing Stanton Energy Center is located in Orange County at 5100 South Alafaya Trail in Orlando, 
Florida.  UTM coordinates are:  Zone 17, 483.6 km East and 3151.1 km North.  Latitude is:  28° 29’ 17” North; 
and, Longitude is:  81° 10’ 03” West. 

This final permit is organized into the following sections:  Section I (General Information), Section II 
(Requirements); and, Section III (Emission(s) Unit(s) Specific Conditions).  Because of the technical nature of the 
project, the permit contains numerous acronyms and abbreviations, which are defined in Appendix A of Section IV 
of this permit.  [As noted in the Final Determination provided with this final permit, only minor changes and 
clarifications were made to the draft permit.] 

STATEMENT OF BASIS 

This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes (F.S.) 
and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code (F.A.C.).  This 
project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. and is not subject 
to the preconstruction review requirements for major stationary sources in Rule 62-212.400, F.A.C. for the 
Prevention of Significant Deterioration (PSD) of Air Quality.  A copy of this permit modification shall be filed with 
the referenced permit and shall become part of the permit. 

Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the notice 
of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The notice must 
be filed within 30 days after this order is filed with the clerk of the Department. 

Executed in Tallahassee, Florida 
 
 
 
 
 
For: 
Syed Arif, P.E., Program Administrator 
Office of Permitting and Compliance 
Division of Air Resource Management 

SA/dlr/sms 
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CERTIFICATE OF SERVICE 

The undersigned duly designated deputy agency clerk hereby certifies that this Final Air Permit package 
(including the Final Determination and Final Permit) was sent by electronic mail, or a link to these documents 
made available electronically on a publicly accessible server, with received receipt requested before the close of 
business on the date indicated below to the persons listed below. 

Mr. Benjamin Pynes, Southern Power:  bcpynes@southernco.com 
Mr. Gregory Terry, P.E., Gulf Power Company:  gnterry@southernco.com 
Ms. Susan Kennedy, QEP, Gulf Power Company:  skennedy@southernco.com 
DEP CD Office:  DEP_CD@dep.state.fl.us 
Mr. John M. Kasper, P.E., Orange County EPD:  john.kasper@ocfl.net 
DEP Siting Coordination Office:  SCO@dep.state.fl.us 
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 
Ms. Ana Oquendo-Vazquez, U.S. EPA Region 4:  oquendo.ana@epa.gov 
Ms. Natasha Hazziez, U.S. EPA Region 4:  hazziez.natasha@epa.gov 

Clerk Stamp 

FILING AND ACKNOWLEDGMENT FILED, on this 
date, pursuant to Section 120.52(7), Florida Statutes, with 
the designated agency clerk, receipt of which is hereby 
acknowledged.
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FACILITY DESCRIPTION 

This existing facility consists of two fossil fuel fired steam electric generating stations, emissions unit (E.U.) 
identification (ID) No. 001 (Unit No. 1) and 002 (Unit No. 2); three combined-cycle combustion turbines - 
Emission Units 025 and 026 (Stanton Unit A) and Emission Unit 037 (Stanton Unit B).  There are storage and 
handling facilities for solid fuels, fly ash, limestone, gypsum, slag, and bottom ash.  Also included at this facility 
are miscellaneous insignificant emissions units and/or activities. 

This project will affect the following existing permitted emissions units: 

E.U. 
ID No. 

Brief Description 

025 Stanton Unit A- Combined-Cycle Combustion Turbine  
026 Stanton Unit A- Combined-Cycle Combustion Turbine  

FACILITY REGULATORY CLASSIFICATION 

• The facility is a major source of hazardous air pollutants (HAP). 

• This facility operates units subject to the acid rain provisions of the Clean Air Act. 

• The facility is a Title V major source of air pollution in accordance with Chapter 213, F.A.C. 

• The facility is a major stationary source in accordance with Rule 62-212.400, F.A.C. for the Prevention of 
Significant Deterioration (PSD) of Air Quality. 

PROPOSED PROJECT 

This project is for a minor source air construction permit.  The minor source air construction permit is for  the 
installation of Advanced Gas Path Hardware and Mark VIe Controls on the Stanton Unit A Combine Cycle 
Combustion Turbines. 

PROCESSING SCHEDULE AND RELATED DOCUMENTS 

Minor Source Air Construction Permit Application received on October 13, 2016 (complete). 
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1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and 
Compliance, Division of Air Resource Management, Florida Department of Environmental Protection 
(Department).  The mailing address for the Office of Permitting and Compliance is 2600 Blair Stone 
Road (MS #5505), Tallahassee, Florida 32399-2400. 

2. Compliance Authority:  All documents related to compliance activities, such as reports, tests, and 
notifications, shall be submitted to the Compliance Authority.  The Compliance Authority is listed on the 
cover page of the Title V air operation permit. 

3. Appendices.  The following Appendices are attached as part of this permit:    
a. Appendix A.  Citation Formats and Definitions; 
b. Appendix B.  General Conditions; 
c. Appendix C.  Common Conditions; 
d. Appendix D.  Common Testing Requirements; 
e. Appendix E.  40 CFR 60, Appendix C - Determination of Emission Rate Change; and, 
f. Appendix F.  Student’s t test Table. 

4. Applicable Regulations, Forms and Application Procedures.  Unless otherwise specified in this permit, 
the construction and operation of the subject emissions units shall be in accordance with the capacities 
and specifications stated in the application.  The facility is subject to all applicable provisions of:  Chapter 
403, F.S.; and, Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 & 62-297, F.A.C.  Issuance of this 
permit does not relieve the permittee from compliance with any applicable federal, state, or local 
permitting or regulations. 

5. New or Additional Conditions.  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, 
and on application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 

6. Modifications.  The permittee shall notify the Compliance Authority upon commencement of 
construction.  No new emissions unit shall be constructed and no existing emissions unit shall be 
modified without obtaining an air construction permit from the Department.  Such permit shall be 
obtained prior to beginning construction or modification.  [Rules 62-210.300(1) & 62-212.300(1)(a), 
F.A.C.] 

7. Source Obligation.  At such time that a particular source or modification becomes a major stationary 
source or major modification (as these terms were defined at the time the source obtained the enforceable 
limitation) solely by virtue of a relaxation in any enforceable limitation which was established after 
August 7, 1980, on the capacity of the source or modification otherwise to emit a pollutant, such as a 
restriction on hours of operation, then the requirements of subsections 62-212.400(4) through (12), 
F.A.C., shall apply to the source or modification as though construction had not yet commenced on the 
source or modification.  [Rule 62-212.400(12), F.A.C.] 

8. Construction.  This permit authorizes the proposed project and the initial operation after the replacement 
to determine compliance with Department rules.  The permittee, for good cause, may request that this 
construction permit be extended.  Such a request shall be submitted to the Department’s Office of 
Permitting and Compliance prior to the expiration of this permit.  [Rules 62-210.300(1), 62-4.070(4) 62-
4.080, and 62-4.210, F.A.C.] 

9. Application for Title V Permit.   A Title V air operation permit is required for regular operation of the 
permitted emissions unit.  The permittee shall apply for a Title V air operation permit at least 90 days 
prior to expiration of this permit, but no later than 180 days after commencing operation.  To apply for a 
Title V operation permit, the applicant shall submit the appropriate application form, compliance test 
results, and such additional information as the Department may by law require.  The application shall be 
submitted to the appropriate Permitting Authority with copies to the Compliance Authority.  [Rules 62-
4.030, 62-4.050, 62-4.220 and Chapter 62-213, F.A.C.] 
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10. NSPS, Subpart KKKK Applicability Determination.  The permittee shall submit an applicability analysis 
related to 40 CFR 60, Subpart KKKK - Standards of Performance for Stationary Combustion Turbines 
with the Title V Permit application required by Section 2, Condition No. 9 above.  A compliance 
schedule and methodology shall be submitted with the Title V permit application for the emissions unit(s) 
that have not completed the required testing.  The report shall include information as detailed in Section 
3, Specific Condition No. 5. 



SECTION III.  EMISSION(S) UNIT(S) SPECIFIC CONDTIONS 
Subsection A.  Stanton Unit A- Combined-Cycle Combustion Turbines (Emission Units 025 & 026) 

 

Orlando Utilities Commission (OUC) Permit No. 0950137-049-AC 
Stanton Energy Center Stanton Unit A Combine Cycle Combustion Turbines Upgrade 

Page 6 of 6 

This subsection of the permit addresses the following emissions units: 

E.U. 
ID No. 

Brief Description 

025 Stanton Unit A- Combined-Cycle Combustion Turbine 
026 Stanton Unit A- Combined-Cycle Combustion Turbine 

This subsection of the permit is for authorizing the installation of Advanced Gas Path Hardware and Mark VIe 
Controls on the Stanton Unit A Combine Cycle Combustion Turbines. 

PREVIOUS APPLICABLE REQUIREMENTS 

1. Effect on Other Permits:  The conditions of this permit supplement all previously issued air construction and 
operation permits for these emissions units.  Unless otherwise specified, these conditions are in addition to all 
other applicable permit conditions and regulations.  [Rule 62-4.070(1)&(3), Reasonable Assurance, F.A.C.] 

AUTHORIZATION 

2. Authorization:  The permittee is authorized to install Advanced Gas Path Hardware and Mark VIe Controls on 
the Stanton Unit A Combine Cycle Combustion Turbines.  [Applicant Request; and, Rules 62-4.160(2) and 
62-210.200, Definitions - Potential to Emit (PTE), F.A.C.] 

TESTING REQUIREMENTS 

3. Initial Compliance Tests:  The emission units shall be tested to demonstrate initial compliance with the 
emissions standards for NOx.  The initial tests shall be conducted no later than 180 days after completion of 
the project.  [Rules 62-4.070(1)&(3), Reasonable Assurance, F.A.C.; and, Application No. 0950137-049-AC.] 

REPORTING REQUIREMENTS 

4. Test Reports:  The permittee shall prepare and submit reports for all required tests in accordance with the 
requirements specified in Appendix D (Common Testing Requirements) of this permit.  For each test run, the 
report shall also indicate the NOx emissions for the Stanton Unit A Combine Cycle Combustion Turbines.  
[Rule 62-297.310(10), F.A.C.; and, Application No. 0950137-049-AC.] 

NSPS 40 CFR 60, SUBPART KKKK APPLICABILITY DETERMINATION 

5. NSPS, KKKK Applicability Determination:  After completion of the project, the permittee shall conduct NOX 
emissions testing on each unit.  The tests shall be conducted using the installed NOX CEMS on each unit to 
simulate a manual 3-hour stack test.  Based on the simulated stack tests, the NOX emission rate in pounds per 
hour (lb/hr) shall be confirmed for each unit.  This lb/hr emission rate for each unit shall be compared to the 
actual maximum hourly emission rate achieved by that unit during the 5 years preceding the project.  The 
conditions (normal operation, powered augmentation, etc.) of the simulated NOX stack tests shall be the same 
as that when the maximum hourly rate was achieved for that unit during the preceding 5 years.  In addition, 
the permittee shall conducted the simulated NOX stack tests at ambient conditions as close as practicable to 
those that were present when the maximum hourly rate was achieved for that unit during the preceding 5 
years.  The permittee shall submit the NOX emissions data with the Title V Permit application required by 
Section 2, Condition 9 above.  The submittal shall indicate whether the short-term NOX emission rates 
recorded during the simulated NOX stack tests (in pounds per hour) are greater than the maximum rate from 
the preceding 5 years for each unit.  Based on this report, the applicability of 40 CFR 60, Subpart KKKK – 
Standards of Performance for Stationary Combustion Turbines with regard to each unit shall be confirmed by 
the Department.  If the units become subject to Subpart KKKK, the applicable provisions of the subpart will 
be incorporated into the Title V air operation permit during the next revision or renewal.  [Rule 62-
4.070(1)&(3), Reasonable Assurance, F.A.C.; and, Application No. 0950137-049-AC.] 
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