MEMORANDUM

TO: Howard L. Rhodes
FROM: Trina Vielhauer &
DATE: November §, 2002

SUBJECT: FINAL Title V Air Operation Permit
No. 0270016-003-AV
DeSoto County Generating Company, LLC
DeSoto County Energy Park

This is an initial Title V Air Operation Permit for the subject facility.

This facility consists of two, dual-fuel, nominal 170 megawatt (MW) General Electric
model PG7241FA combustion turbine-electrical generators with evaporative inlet coolers, two
75-foot exhaust stacks, and one 1.5-million gallon fuel o1l storage tank. The combustion turbine
units can operate in simple cycle mode and intermittent duty mode. The units are equipped with
Dry Low NOx (DLN-2.6) combustors and wet injection capability.

Comments were received on the DRAFT Permit, but the DRAFT Permit was not
reissued. The comments were not considered significant enough to reissue the DRAFT Permit
and require another Public Notice. The only comments received were from the applicant, and all

issues were resolved. No comments were received from U.S. EPA, Region 4, regarding the
PROPOSED Permit.

I recommend your signature.

Attachment

TV/tbc




- Department of
Environmental Protection

Twin Towers Office Building
Jeb Bush 2600 Blair Stone Road David B. Struhs
Governor Tallahassee, Florida 32399-2400 Secretary

NOTICE OF FINAL PERMIT

In the Matter of an
Application for Permit by:

Mr. Robert M. Tanis FINAL Permit No. 0270016-003-AV
Vice President and General Manager DeSoto County Energy Park
DeSoto County Generating Company, LLC

410 South Wilmington Street

P.O. Box 1551

Mail Code 333-4

Raleigh, NC 27602-1551

Enclosed is FINAL Title V Permit Number 0270016-003-AV for the operation of the DeSoto County
Energy Park, located at located at 3800 Northeast Roan Street, Arcadia, DeSoto County, issued pursuant to
Chapter 403, Florida Statutes (F.S.).

Any party to this order (permit) has the right to seek judicial review of the permit pursuant to Section
120.68, F.S., by the filing of a Notice of Appeal pursuant to Rule 9.110, Florida Rules of Appellate Procedure,
with the Clerk of the Department in the Legal Office; and by filing a copy of the Notice of Appeal accompanied
by the applicable filing fees with the appropriate District Court of Appeal. The Notice of Appeal must be filed
within 30 (thirty) days from the date this Notice is filed with the Clerk of the permitting authority.

Executed in Tallahassee, Florida.

" Jwad Vb
Trina Vielhauer, Chief
Bureau of Air Regulation

“More Protection, Less Process”

Printed on recycled paper.
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CERTIFICATE OF SERVICE

The undersigned duly designated deputy agency clerk hereby certifies that this NOTICE OF FINAL -
PERMIT (including the FINAL permit) was sent by certified mail (*) and copies were mailed by U.S. Mail
before the close of business on ?l}ﬁé{?@s\to the person(s) listed or as otherwise noted:

Robert M. Tanis*
Michael Kennedy, Florida Power Corporation
Kennard F. Kosky, P.E., Golder Associates, Inc.

U.S. EPA, Region 4 (INTERNET E-mail Memorandum)
G¢ra1d Kissel, P.E., Southwest District Office

Clerk Stamp

FILING AND ACKNOWLEDGMENT FILED, on this
date, pursuant to Section 120.52(7), Florida Statutes, with
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FINAL PERMIT DETERMINATION

I. Comment(s).

No comments were received from U.S. EPA, Region 4, concerning the PROPOSED Title V Permit that
was posted on the Department’s web site on September 16, 2002.

II. Conclusion.

The permitting authority hereby issues the FINAL Title V Permit, with one minor change for Statewide
consistency, due to a permit format modification, as noted below:

e The Department has recently revised the format for Title V permits that has eliminated Subsection D.
Miscellaneous of Section 1. Facility Information.

This Subsection in the PROPOSED permit contained the following statement:

The use of ‘Permitting Notes’ throughout this permit are for informational purposes only and are not
permit conditions.



e

"l Complete items 1, 2, and 3. Also complete

SENDER COMPLETE THIS SECTION

item 4 jf Restricted Delivery is desired.
B Print your name and address on the reverse
“ so that we can return the card to you.
B Attach this card to the back of the mailpiece,
or on the front if space permits.

1. Article Addressed to:
Mr. Robert M. Tanis

Vice President and General Mand

DeSoto County Generating Compar

C. Signature

X /-/f‘gﬁ% 'w"

| Agent
Addressee

D. Is delivery address, duﬁerent from item 1‘7 ‘O ‘Yes
If YES, enter delijery address below: * [ No ’\

{oNav 1E o0 |
ber
s -

LLC

410 South Wilmington Street
P.0. Box 1551 '

Mail Code 333-4

Raleigh, NC 27602-1551

3. Service Type

XO0 Certified Mail [ Express Mail
[ Registered O Return Receipt for Merchandise
O Insured Mail 0 C.0.D.

4. Restricted Delivery? (Extra Fee) O Yes

2. Article Number (Copy from service label)

7000 0600 :0021 6524 2717

PS Form 3811, July 1999

NP S .
o

Dbmestic Return Receipt

102595-00-M-0952

! U.S. Postal Service
CERTIFIED MAIL RECEIPT

(Domestic Mail Only; No Insurance Coverage Provided)

(Endorsement Required)

Article Sent To:
'Mr. Robert M. Tanis
Postage | $
. Certified Fee
Postmark
Return Receipt Fee Here

Restricted Delivery Fee
(Endorsement Required)

$

Total Postage & Fees

[[Name (Please Print Clearly) (to be completed by mailer)
Mr. Robert M. Tanis

-Street Apt. No.; or PO Box No.

410 South Wilmington Street

Clty State, ZIP+4

?EIEID 0k00 002% kLS24 2717

PS Form 3800, July 1999

Rakigh, NC 27602- 1551

See Reverse for Instructions




STATEMENT OF BASIS

DeSoto County Generating Company, LLC
DeSoto County Energy Park
Facility ID No. 0270016
DeSoto County

Initial Title V Air Operation Permit
FINAL Permit No. 0270016-003-AV

This Title V air operation permit is issued under the provisions of Chapter 403, Florida
Statutes (F.S.), and Florida Administrative Code (F.A.C.) Chapters 62-4, 62-210, 62-213, and
214. The above named permittee is hereby authorized to perform the work or operate the facility
shown on the application and approved drawing(s), plans, and other documents, attached hereto
or on file with the permitting authority, in accordance with the terms and conditions of this
permut.

This facility consists of two, dual-fuel, nominal 170 megawatt (MW) General Electric
model PG7241FA combustion turbine-electrical generators with evaporative inlet coolers, two
75-foot exhaust stacks, and one 1.5-million gallon fuel oil storage tank. The combustion turbine
units can operate in simple cycle mode and intermittent duty mode. The units are equipped with
Dry Low NOx (DLN-2.6) combustors and wet injection capability.

Compliance Assurance Monitoring (CAM) does not apply to these emissions units.
Water injection is used for NOx control. '

Also included in this permit are miscellaneous insignificant emissions units and/or
activities.

Based on the initial Title V permit application received March 15, 2002, this facility is
not a major source of hazardous air pollutants (HAPs). The facility holds ORIS code 55422
under the Federal Acid Rain program.



DeSoto County Generating Company, LLC
DeSoto County Energy Park
Facility ID No. 0270016
DeSoto County

Initial Title V Air Operation Permit
FINAL Permit No. 0270016-003-AV

Permitting Authority:’
State of Florida
Department of Environmental Protection
Division of Air Resource Management
Bureau of Air Regulation
Title V Section

Mail Station #5505
2600 Blair Stone Road
Tallahassee, Florida 32399-2400

Telephone: 850/488-0114
Fax: 850/922-6979

Compliance Authority: _
Department of Environmental Protection
Southwest District

3804 Coconut Palm Drive
Tampa, Florida 33619-8218

Telephone: 813/744-6100
Fax: 813/744-6458



Initial Title V Air Operation Permit
FINAL Permit No. 0270016-003-AV
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Department of
Environmental Protection

Twin Towers Office Building

Jeb Bush 2600 Blair Stone Road ' David B. Struhs
Governor : Tallahassee, Florida 32399-2400 Secretary
Permittee: FINAL Permit No. 0270016-003-AV
DeSoto County Generating Co., LLC Facility ID No. 0270016

SIC Nos.: 49, 4911
Project: Initial Title V Air Operation Permit

This permit is for the operation of the DeSoto County Energy Park. This facility'is located at
3800 Northeast Roan Street, Arcadia, DeSoto County; UTM Coordinates: Zone 17,419.75 km
East and 3011.5 km North; and, Latitude: 27° 13’ 30” North, and Longitude: 81° 48’ 42” West.

This Title V Air Operation Permit is issued under the provisions of Chapter 403, Florida Statutes
(F.S.), and Florida Administrative Code (F.A.C.) Chapters 62-4, 62-210, 62-213, and 62-214.
The above named permittee is hereby authorized to perform the work or operate the facility
shown on the application and approved drawing(s), plans, and other documents, attached hereto
or on file with the permitting authority, in accordance with the terms and conditions of this
permt.

Referenced attachments made a part of this permit:

Appendix I-1, List of Insignificant Emissions Units and/or Activities !
Appendix TV-4, TITLE V CONDITIONS version dated 02/12/02

Appendix SS-1, STACK SAMPLING FACILITIES version dated 10/07/96

TABLE 297.310-1, CALIBRATION SCHEDULE version dated 10/07/96

FIGURE 1 - SUMMARY REPORT-GASEOUS AND OPACITY EXCESS

EMISSION AND MONITORING SYSTEM PERFORMANCE REPORT version dated 07/96
Revised Phase IT Acid Rain Permit (Part) Application, signed and dated by the Designated
Representative on January 11, 2002.

Effective Date: January 1, 2003
Renewal Application Due Date: July 1, 2007
Expiration Date: December 31, 2007

Department of Environmental Protection

)

Howard L. Rhodes, Director
Division of Air Resource
Management

HLR/tbc

“More Protection, Less Process”

Printed on recycled paper.



DeSoto County Generating Company, LLC  FINAL Permit No. 0270016-003-AV
DeSoto County Energy Park Facility ID No. 0270016

Section I. Facility Information.
Subsection A. Facility Description.

This facility consists of two, dual-fuel, nominal 170 megawatt (MW) General Electric model
PG7241FA combustion turbine-electrical generators with evaporative inlet coolers, two 75-foot
exhaust stacks, and one 1.5-million gallon fuel oil storage tank. The combustion turbine units
can operate in simple cycle mode and intermittent duty mode. The units are equipped with Dry
Low NOx (DLN-2.6) combustors and wet injection capability.

Also included in this permit are miscellaneous insignificant emissions units and/or activities.

Based on the initial Title V permit application received March 15, 2002, this facility is not a
major source of hazardous air pollutants (HAPs).

Subsection B. Summary of Emissions Unit ID No(s). and Brief Description(s).

E.U. ID No. | Brief Description o ‘ _
-001 One nominal 170 Megawatt Gas Slmple Cycle Combust1on Turbine- Electncal
Generator with evaporative inlet cooler.
-002 One nominal 170 Megawatt Gas Simple-Cycle Combustion Turbine-Electrical
Generator with evaporative inlet cooler.
-004 Fuel Storage Tank

Please reference the Permit No., Facility ID No., and appropriate Emissions Unit(s) ID No(s).
on all correspondence, test report submittals, applications, etc.

Subsection C. Relevant Documents.

The documents listed below are not a part of this permit; however, they are specifically related to
this permitting action.

These documents are provided to the permittee for information purposes only:
Table 1-1, Summary of Air Pollutant Standards and Terms

Table 2-1, Summary of Compliance Requirements

Appendix A-1: Abbreviations, Acronyms, Citations, and Identification Numbers
Appendix H-1: Permit History/ID Number Changes

Statement of Basis

These documents are on file with permitting authority:

Initial Title V Permit Application received March 15, 2002.

DRAFT Title V Permit clerked on May 30, 2002.

Comments on the DRAFT Title V permit in a letter from the applicant dated July 19, 2002, and
received on July 22, 2002.

Letter from Golder Associates, Inc., received on August 27, 2002, reporting that all conditions of
air construction permit 0270016-001-AC have been satisfied.

PROPOSED Title V Permit posted on September 16, 2002, for EPA’s review.
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Section II. Facility-wide Conditions.

The following conditions apply facility-wide:

1. Appendix TV-4, Title V Conditions, is a part of this permit.

{Permitting note: Appendix TV-4, Title V Conditions, is distributed to the permittee only.
Other persons requesting copies of these conditions shall be provided one copy when requested
or otherwise appropriate.}

2. Not federally enforceable. General Pollutant Emission Limiting Standards.
Objectionable Odor Prohibited. No person shall cause, suffer, allow, or permit the discharge of
air pollutants which cause or contribute to an objectionable odor.

[Rule 62-296.320(2), F.A.C.] '

3. General Particulate Emission Limiting Standards. General Visible Emissions Standard.
Except for emissions units that are subject to a particulate matter or opacity limit set forth or
established by rule and reflected by conditions in this permit, no person shall cause, let, permit,
suffer or allow to be discharged into the atmosphere the emissions of air pollutants from any
activity, the density of which is equal to-or greater than that designated as Number 1 on the
Ringelmann Chart (20 percent opacity). EPA Method 9 is the method of compliance pursuant to
Chapter 62-297, F.A.C.

[Rules 62-296.320(4)(b)1. & 4., F.A.C]

4. Prevention of Accidental Releases (Section 112(r) of CAA).

a. The permittee shall submit its Risk Management Plan (RMP) to the Chemical
Emergency Preparedness and Prevention Office (CEPPO) RMP Reporting Center when, and if,
such requirement becomes applicable. Any Risk Management Plans, original submittals,
revisions or updates to submittals, should be sent to:

RMP Reporting Center
Post Office Box 3346
Merrifield, VA 22116-3346
Telephone: 703/816-4434

and,

b. The permittee shall submit to the permitting authority Title V certification forms or a
compliance schedule in accordance with Rule 62-213.440(2), F.A.C.

[40 CFR 68]

5. [Reserved.]
6. Insignificant Emissions Units and/or Activities. Appendix I-1, List of Insignificant

Emissions Units and/or Activities, is a part of this permit,
[Rules 62-213.440(1), 62-213.430(6), and 62-4.040(1)(b), F.A.C.]

7. [Reserved.]
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8. Not federally enforceable. General Pollutant Emission Limiting Standards. Volatile
Organic Compounds (VOC) Emissions or Organic Solvents (OS) Emissions. The permittee shall
allow no person to store, pump, handle, process, load, unload or use in any process or
installation, volatile organic compounds (VOC) or organic solvents (OS) without applying
known and existing vapor emission control devices or systems deemed necessary and ordered by
the Department.

[Rule 62-296.320(1)(a), F.A.C.]

9. Not federally enforceable. Reasonable precautions to prevent emissions of unconfined
particulate matter at this facility include:

e Paving and maintaining roads, parking areas, and yards.

e Applying water or chemicals to control emissions from such activities as demolition of
buildings, grading roads, construction, and land clearing.

e Applying asphalt, water, oil, chemicals, or other dust suppressants to unpaved roads,
yards, open stockpiles and similar activities.

e Removing particulate matter from roads and other paved areas under the control of the
owner or operator of the facility to prevent re-entrainment, and from buildings or work
areas to prevent the particulate matter from becoming airborne.

e Landscaping and planting of vegetation.

e Using hoods, fans, filters, and other similar equipment to contain, capture, and/or vent
particulate matter.

¢ Confining abrasive blasting where possible.

¢ Enclosing or covering of conveyor systems.

[Rule 62-296.320(4)(c)2., F.A.C.; and proposed by applicant in the initial Title V permit
application received March 15, 2002]

{Note: This condition implements the requirements of Rules 62-296.320(4)(c)1., 3., & 4., F.A.C.
(see Condition 57. of Appendix TV-4, Title V Conditions).}

10. When appropriate, any recording, monitoring, or reporting requirements that are time-
specific shall be in accordance with the effective date of the permit, which defines day one.
[Rule 62-213.440, F.A.C.]

11. Statement of Compliance. The annual statement of compliance pursuant to Rule 62-
213.440(3)(a)2., F.A.C., shall be submitted to the Department and EPA within 60 (sixty) days
after the end of the calendar year using DEP Form No. 62-213.900(7), F.A.C.

[Rules 62-213.440(3) and 62-213.900, F.A.C.]
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12. The permittee shall submit all compliance related notifications and reports required of
this permit to the Department’s Southwest District Office.

Department of Environmental Protection
Southwest District Office
3804 Coconut Palm Drive
Tampa, Florida 33619-8218
Telephone: 813/744-6100
Fax: 813/744-6084

13. Any reports, data, notifications, certifications, and requests required to be sent to the
United States Environmental Protection Agency, Region 4, should be sent to:

United States Environmental Protection Agency
Region 4
Air, Pesticides & Toxics Management Division
Air and EPCRA Enforcement Branch, Air Enforcement Section
61 Forsyth Street
Atlanta, Georgia 30303
Telephone: 404/562-9155, Fax: 404/562-9164

14. Certification by Responsible Official (RO). In addition to the professional engineering
certification required for applications by Rule 62-4.050(3), F.A.C., any application form, report,
compliance statement, compliance plan and compliance schedule submitted pursuant to Chapter
62-213, F.A.C,, shall contain a certification signed by a responsible official that, based on
information and belief formed after reasonable inquiry, the statements and information in the
document are true, accurate, and complete. Any responsible official who fails to submit any
required information or who has submitted incorrect information shall, upon becoming aware of
such failure or incorrect submittal, promptly submit such supplementary information or correct
information.

[Rule 62-213.420(4), F.A.C.]

15. = BACT Determination. In accordance with Rule 62-212.400(6)(b), F.A.C. (and 40 CFR
51.166(j)(4)), the Best Available Control Technology (BACT) determination shall be reviewed
and modified as appropriate in the event of a plant conversion. This paragraph states: “For
phased construction project, the determination of best available control technology shall be -
reviewed and modified as appropriate at the latest reasonable time which occurs no later than 18
months prior to commencement of construction of each independent phase of the project. At
such time, the owner or operator of the applicable stationary source may be required to
demonstrate the adequacy of any previous determination of best available control technology for
the source.” This reassessment will also be conducted for this project if there are any increases
in heat input limits, hours of operation, oil firing, low or baseload operation (e.g., conversion to
combined-cycle operation), short-term or annual emission limits, annual fuel heat input limits or
similar changes.

[40 CFR 51.166(j)(4); Rule 62-212.400(6)(b), F.A.C.; and 0270016-001-AC, Specific Condition
7. in Facility Information Section]
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Section III. Emissions Unit(s) and Conditions.

Subsection A. This section addresses the following emissions units.

E.U. ID No. | Brief Description

-001 One nominal 170 Megawatt Gas Simple-Cycle Combustion Turbine-Electrical
Generator with evaporative inlet cooler.
-002 One nominal 170 Megawatt Gas Simple-Cycle Combustion Turbine-Electrical

Generator with evaporative inlet cooler.

These emissions units consist of two, dual-fuel, nominal 170 megawatt (MW) General Electric
model PG7241FA combustion turbine-electrical generators with evaporative inlet coolers, and
two 75-foot exhaust stacks. The units can operate in simple-cycle mode and intermittent duty
mode. The units are equipped with Dry Low NOx (DLN-2.6) combustors and wet injection
capability.

{Permitting note: These emisstons units are regulated under Acid Rain-Phase II, 40 CFR 60,
Subpart GG, Standards of Performance for Stationary Gas Turbines, adopted by reference in
Rule 62-204.800(7)(b), F.A.C., Rule 212.400, F.A.C., Prevention of Significant Deterioration
(PSD), Best Available Control Technology (BACT), and Air Construction Permit PSD-FL-284
(0270016-001-AC).}

Compliance Assurance Monitoring (CAM) does not apply to these emissions units. Water
injection is used for NOx control.

The following specific conditions apply to the emissions unit(s) listed above:
General

A.1. Definitions. For the purposes of Rule 62-204.800(7), F.A.C., the definitions contained in
the various provisions of 40 CFR 60 shall apply, except that the term "Administrator" when used
in 40 CFR 60 shall mean the Secretary or the Secretary's designee.

[40 CFR 60.2; and Rule 62-204.800(7)(a), F.A.C.]

A.2. Concealment. No owner or operator subject to the provisions of 40 CFR 60 shall build,
erect, install, or use any article, machine, equipment or process, the use of which conceals an
emission which would otherwise constitute a violation of an applicable standard. Such
concealment includes, but is not limited to, the use of gaseous diluents to achieve compliance
with an opacity standard or with a standard which is based on the concentratlon of a pollutant in
the gases discharged to the atmosphere.

[40 CFR 60.12]

A.3. Circumvention. The permittee shall not circumvent the air pollution control equipment
or allow the emission of air pollutants without this equipment operating properly.
[Rule 62-210.650, F.A.C.; and 0270016-001-AC, Specific Condition 12.]
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Essential Potential to Emit (PTE) Parameters

A.4.  Permitted Capacity. The maximum heat input rates, based on the lower heating value
(LHV) of each fuel to each Unit (-001 and -002) at ambient conditions of 59°F temperature, 60%
relative humidity, 100% load, and 14.7 psi pressure shall not exceed 1,612 million Btu per hour
(mmBtu/hr) when firing natural gas, nor 1,806 mmBtu/hr when firing No. 2 or superior grade of
distillate fuel oil. These maximum heat input rates will vary depending upon ambient conditions
and the combustion turbine characteristics. Manufacturer’s curves corrected for site conditions
or equations for correction to other ambient conditions shall be provided to the Department of
Environmental Protection (DEP) within 45 days of completing the initial compliance testing.
[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; and 0270016-001-AC, Specific Condition 8.]

A.5. Methods of Operation -- Fuels. Only pipeline natural gas or 2 maximum of 0.05%, by
weight, sulfur fuel oil No. 2, or superior grade of distillate fuel oil, shall be fired in these units.
{Note: The limitation of this specific condition is more stringent than the NSPS sulfur dioxide
limitation and thus assures compliance with 40 CFR 60.333 and 60.334.}

[Rules 62-210.200 (Definitions - Potential Emissions) and 62-213.410, F.A.C.; and 0270016-
001-AC, Specific Condition 7.]

A.6.  Fuel Qil Usage. The amount of back-up fuel (fuel oil) burned at the site (in BTU’s) shall
not exceed the amount of natural gas (primary fuel) burned at the site (in BTU’s) during any
consecutive 12-month period.

[Rule 62-210.200, F.A.C. (BACT); and 0270016-001-AC, Specific Condition 14.]

A.7. Hours of Operation. The two stationary gas turbines shall operate no more than an
average of 3,390 hours per unit during any calendar year. The two stationary gas turbines shall
operate no more than an average of 1000 hours per unit on fuel oil during any calendar year. No
single combustion turbine shall operate more than 5,000 hours in a single year.

[Rules 62-4.160(2), 62-210.200(PTE), and 62-212.400, F.A.C.; and 0270016-001-AC, Specific
Condition 13.]

Control Technology

A.8. Dry Low NOx (DLN-2.6) combustors shall be used on the stationary combustion
turbines to control nitrogen oxides (NOx) emissions while firing natural gas.
[Rules 62-4.070 and 62-212.400, F.A.C.; and 0270016-001-AC, Specific Condition 15.] -

A.9. The water injection (WI) system shall be used when firing No. 2 or superior grade
distillate fuel oil for control of NOy emissions.
[Rules 62-4.070 and 62-212.400, F.A.C.; and 0270016-001-AC, Specific Condition 16.]

A.10. The permittee shall provide manufacturer’s emissions performance versus load diagrams
for the DLN and wet injection systems prior to their installation. DLN systems shall each be
tuned upon initial operation to optimize emissions reductions consistent with normal operation
and maintenance practices and shall be maintained to minimize NOx emissions and CO
emissions, consistent with normal operation and maintenance practices. Operation of the DLN
systems in the diffusion-firing mode shall be minimized when firing natural gas.

[Rules 62-4.070 and 62-210.650 F.A.C.; and 0270016-001-AC, Specific Cgndition 17.]



FINAL Permit No. 0270016-003-AV
Facility ID No. 0270016

DeSoto County Generating Company, LLC
DeSoto County Energy Park

Emission Limitations and Standards

{Permittiﬁg note: Table 1-1, Summary of Air Pollutant Standards and Terms, summarizes
information for convenience purposes only. This table does not supersede any of the terms or
conditions of this permit.}

{Permitting note: Unless otherwise specified, the averaging times for Specific Conditions A.11.
through A.17. are based on the specified averaging time of the applicable test method.}

A.11. Following is a summary of the emission limits and required technology. Values for NOy
are corrected to 15% O, on a dry basis. These limits or their equivalent in terms of Ib/hr or

NSPS units, as well as the applicable averaging

times, are followed by the applicable specific

conditions.
POLLUTANT | CONTROL TECENOLOGY EMISSION LIMIT
Pipeline Natural Gas 10/17 1b/hr (Gas/Fuel Oil)
PM/PM,o, VE Good Combustion 10 Percent Opacity (Gas or Fuel
Oil)
1.4 ppmvd (Gas)
VOC (not PSD) As Above 7 ppmvw (Fuel Oil)
12 ppmvd (Gas)
€O As Above 20 ppmvd (Fuel Oil)
SO, and Pipeline Natural Gas 1 gr S/100 ft* (in Gas)
Sulfuric Acid Mist | Low Sulfur Fuel Qil 0.05% S by weight (in Fuel Oil)
NO Dry Low NOx for Natural Gas 9 ppmvd (Gas)
X Wet Injection and limited Fuel Qil 42 ppmvd (Fuel Oil)
usage

[Rules 62-212.400, 62-204.800(7)(b) (Subpart GG), 62-210.200 (Definitions-Potential
Emissions) F.A.C.; and 0270016-001-AC, Specific Condition 18.]

A.12. Nitrogen Oxides (NOx) Emissions.

e  While firing Natural Gas. The emission rate of NOy in the exhaust gas shall not exceed
" 9 ppmvd @15% O, on a 24 hr block average (of valid hours during which the unit is
operated only) as measured by the continuous emission monitoring system (CEMS).
Refer to Specific Condition A.23. for a discussion of valid hours contributing to the
block average.

In addition, NOx emissions calculated as NO, shall not exceed 64.1 pounds per hour (at
ISO conditions) and 9 ppmvd @15% O, to be demonstrated by the initial “new and
clean” GE performance stack test. [Rule 62-212.400, F.A.C.]

o While firing Fuel Qil: The concentration of NOx in the exhaust gas shall not exceed 42
ppmvd at 15% O, on the basis of a 3-hr block average (of valid hour hours during which
the unit is actually operated only) as measured by the continuous emission monitoring
system (CEMS). In addition, NOx emissions calculated as NO, shall not exceed 351
Ib/hr (at ISO conditions) and 42 ppmvd @15% O, to be demonstrated by stack test.
[Rule 62-212.400, F.A.C.] '
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e The permittee shall develop a NOy reduction plan when the hours of oil firing reach the
allowable limit of 1000 hours per year. This plan shall include a testing protocol
designed to establish the maximum water injection rate and the lowest NOx emissions
possible without affecting the actual performance of the gas turbine. The testing
protocol shall set a range of water injection rates and attempt to quantify the
corresponding NOyx emissions for each rate and noting any problems with performance.
Based on the test results, the plan shall recommend a new NOy emissions limiting
standard and shall be submitted to the Department’s Bureau of Air Regulation and
Compliance Authority for review. If the Department determines that a lower NOx
emissions standard is warranted for oil firing, this permit shall be revised.

[0270016-001-AC, Specific Condition 19.]

A.13. Carbon Monoxide (CO) Emissions. The concentration of CO in the stack exhaust gas
shall exceed neither 12 ppmvd nor 42.5 Ib/hr (at ISO conditions) while firing gas, and neither 20
ppmvd nor 71.4 Ib/hr (at ISO conditions) while firing fuel oil. The permittee shall demonstrate
compliance with these limits by stack test using EPA Method 10.

[Rule 62-212.400, F.A.C.; and 0270016-001-AC, Specific Condition 20.]

A.14. Volatile Organic Compounds (VOC) Emissions. The concentration of VOC in the stack
exhaust gas with the combustion turbine operating on natural gas shall exceed neither 1.4 ppmvd
nor 2.8 1b/hr (ISO conditions), and neither 7 ppmvw nor 16.2 Ib/hr (ISO conditions) while
operating on oil to be demonstrated by initial stack test using EPA Method 18, 25 or 25A.

[Rule 62-212.400, F.A.C.; and 0270016-001-AC, Specific Condition 21.]

A.15, Sulfur Dioxide (SO,) Emissions. SO, emissions shall be limited by firing pipeline
natural gas (sulfur content less than 1 grain per 100 standard cubic feet) or by firing No. 2 or
superior grade distillate fuel oil with a maximum of 0.05 percent sulfur, by weight, for 1000
hours per year per unit. Emissions of SO, (at ISO conditions) shall not exceed 5 Ib/hr (natural
gas) and 98.7 Ib/hr (fuel oil) as measured by applicable compliance methods described below.
[40CFR60 Subpart GG; Rules 62-4.070, 62-212.400, and 62-204.800(7), F.A.C.; and 0270016~
001-AC, Specific Condition 22.]

A.16. Particulate Matter (PM/PM,,). PM/PM,, emissions shall not exceed 10 1b/hr when
operating on natural gas and shall not exceed 17 lb/hr when operating on fuel oil. Visible

emissions testing shall serve as a surrogate for PM/PM,, compliance testing.
[Rule 62-212.400, F.A.C.; and 0270016-001-AC, Specific Condition 23.]

A.17. Visible Emissions (VE). VE emissions shall serve as a surrogate for PM/PM;, emissions
and shall not exceed 10% opacity.

[Rules 62-4.070, 62-212.400, and 62-204.800(7), F.A.C.; and 0270016-001-AC, Specific
Condition 24.]

Excess Emissions

{Permitting note: The Excess Emissions Rule at Rule 62-210.700, F.A.C., cannot vary any
requirement of a NSPS or NESHAP provision.}

A.18. Excess emissions resulting from startup, shutdown, or malfunction shall be permitted
provided that best operational practices are adhered to and the duration of excess emissions shall
be minimized. Excess emissions occurrences shall in no case exceed two hours in any 24-hour
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period for other reasons unless specifically authorized by the Department for longer duration.
Operation below 50% output shall be limited to 2 hours per unit cycle (breaker closed to breaker
open).

[Rules 62-210.700(1) and (2), F.A.C.; and 0270016-001-AC, Specific Condition 25.]

A.19. Excess emissions entirely or in part by poor maintenance, poor operation, or any other
equipment or process failure that may reasonably be prevented during startup, shutdown or
malfunction, shall be prohibited pursuant to Rule 62-210.700, F.A.C. These emissions shall be
included in the 24-hr average for NOx.

[Rule 62-210.700(4), F.A.C.; and 0270016-001-AC, Specific Condition 26.]

A.20. Excess Emissions Report. If excess emissions occur due to malfunction, the owner or
operator shall notify the Department’s Southwest District Office within (1) working day of: the
nature, extent, and duration of the excess emissions; the cause of the excess emissions; and the
actions taken to correct the problem. In addition, the Department may request a written summary
report of the incident. Following the NSPS format, 40 CFR 60.7 Subpart A, periods of startup,
shutdown, malfunction, shall be monitored, recorded, and reported as excess emissions when
emission levels exceed the permitted standards listed in Specific Conditions No. A.11. and A.12.
[Rules 62-4.130, 62-204.800, 62-210.700(6), F.A.C.; 40 CFR 60.7; and 0270016-001-AC,
Specific Condition 27.]

Test Methods and Procedures

- {Permitting note: Table 2-1, Summary of Compliance Requirements, summarizes information

for convenience purposes only. This table does not supersede any of the terms or conditions of
this permit. }

A.21. Compliance with the allowable emission limiting standards shall be determined annually
by using the following reference methods as described in 40 CFR 60, Appendix A (1998
version), and adopted by reference in Chapter 62-204.800, F.A.C.

[0260016-001-AC, Specific Condition 28]

A.22. Initial (I) tests shall be conducted after any modifications (and shake down period not to
exceed 100 days after re-starting the CT) of air pollution control equipment such as change or
tuning of combustors. Annual (A) compliance tests shall be performed during every federal fiscal
year (October 1 - September 30) pursuant to Rule 62-297.310(7), F.A.C., on each unit as
indicated. The following reference methods shall be used. No other test methods may be used
for compliance testing unless prior Departmental approval is received in writing.

e EPA Reference Method 9, “Visual Determination of the Opacity of Emissions from
Stationary Sources” (I, A).

e EPA Reference Method 10, “Determination of Carbon Monoxide Emissions from Stationa
Sources” (I, A). '

o EPA Reference Method 20, “Determination of Oxides of Nitrogen Oxide, Sulfur Dioxide and
Diluent Emissions from Stationary Gas Turbines.” Initial test only for compliance with 40
CFR 60 Subpart GG and (I, A) short-term NOx BACT limits (EPA reference Method 7E,
“Determination of Nitrogen Oxides Emissions from Stationary Sources” or RATA test data
may be used to demonstrate compliance for annual test requirements).

10
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e EPA Reference Method 18, 25 and/or 25A, “Determination of Volatile Organic
_ Concentrations.” Initial test only.

[0270016-001-AC,; Specific Condition 29]

A.23. Continuous compliance with the NOy emission limits. Continuous compliance with the
NOy emission limits shall be demonstrated with the CEM system based on the applicable
averaging time of 24-hr block average (DLN). Based on CEMS data, a separate compliance
determination is conducted at the end of each operating day and a new average emission rate is
calculated from the arithmetic average of all valid hourly emission rates from the previous
operating day. A valid hourly emission rate shall be calculated for each hour in which at least
two NOx concentrations are obtained at least 15 minutes apart. Valid hourly emission rates shall
not include periods of start up, shutdown, or malfunction unless prohibited by Rule 62-210.700,
F.A.C. These excess emissions periods shall be reported as required in Specific Conditions
A.18. and A.19.

¢ All continuous monitoring systems (CEMS) shall be in continuous operation except for
breakdowns, repairs, calibration checks, and zero and span adjustments. These CEMS shall
meet minimum frequency of operation requirements: one cycle of operation (sampling,
analyzing, and data recording) for each successive 15-minute period. Data recorded during
periods of continuous monitoring system breakdowns, repairs, calibration checks, and zero
and span adjustments shall not be included in the data average.

[Rules 62-4.070 and 62-210.700, F.A.C., 40 CFR 75 and 40 CFR 60.13; and 0270016-001-AC,

Specific Condition 30.]

A.24. Compliance with the SO, and PM/PM,, emission limits. Not withstanding the
requirements of Rule 62-297.340, F.A.C., the use of pipeline natural gas, is the method for
determining compliance for SO, and PM,,. For the purposes of demonstrating compliance with
the 40 CFR 60.333 SO, standard, ASTM methods D4084-82 or D3246-81 (or equivalent) for
sulfur content of gaseous fuel shall be utilized in accordance with the EPA-approved custom fuel
monitoring schedule or natural gas supplier data may be submitted or the natural gas sulfur
content referenced in 40 CFR 75 Appendix D may be utilized. However, the applicant is
responsible for ensuring that the procedures in 40 CFR 60.335 or 40 CFR 75 are used when
determination of fuel sulfur content is made. Analysis may be performed by the owner or
operator, a service contractor retained by the owner or operator, the fuel vendor, or any other
qualified agency pursuant to 40 CFR 60.335(e) (1998 version).

[0270016-001-AC, Specific Condition 31.]

A.25. Compliance with CO emission limit. An initial test for CO shall be conducted
concurrently with the initial NOx test, as required. The initial NOy and CO test results shall be
the average of three valid one-hour runs. Annual compliance testing for CO may be conducted at
less than capacity when compliance testing is conducted concurrent with the annual RATA
testing for the NOx CEMS required pursuant to 40 CFR 75.

[0270016-001-AC, Specific Condition 32.]

A.26. Compliance with the VOC emission limit. An initial test is required to demonstrate
compliance with the VOC emission limit. Thereafter, the CO emission limit and periodic tuning
data will be employed as surrogate and no annual testing is required.

[0270016-001-AC, Specific Condition 33.]

11
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A.27. Testing procedures. Testing of emissions shall be conducted with the combustion
turbine operating at permitted capacity. Permitted capacity is defined as 90-100 percent of
the maximum heat input rate allowed by the permit, corrected for the average ambient air
temperature during the test (with 100 percent represented by a curve depicting heat input vs.
ambient temperature). If it is impracticable to test at permitted capacity, the source may be
tested at less than permitted capacity. In this case, subsequent operation is limited by
adjusting the entire heat input vs. ambient temperature curve downward by an increment
equal to the difference between the maximum permitted heat input (corrected for ambient
temperature) and 110 percent of the value reached during the test until a new test is
conducted. Once the unit is so limited, operation at higher capacities is allowed for no more
than 15 consecutive days for the purposes of additional compliance testing to regain the
permitted capacity. Procedures for these tests shall meet all applicable requirements (i.e.,
testing time frequency, minimum compliance duration, etc.) of Chapters 62-204 and 62-297,
F.A.C.

[0270016-001-AC, Specific Condition 34.]

A.28. Required Number of Test Runs. For mass emission limitations, a compliance test shall
consist of three complete and separate determinations of the total air pollutant emission rate
through the test section of the stack or duct and three complete and separate determinations of
any applicable process variables corresponding to the three distinct time periods during which
the stack emission rate was measured provided, however, that three complete and separate
determinations shall not be required if the process variables are not subject to variation during a
compliance test, or if three determinations are not necessary in order to calculate the unit's
emission rate. The three required test runs shall be completed within one consecutive five-day
period. In the event that a sample is lost or one of the three runs must be discontinued because of
circumstances beyond the control of the owner or operator, and a valid third run cannot be
obtained within the five day period allowed for the test, the Secretary or his or her designee may
accept the results of the two complete runs as proof of compliance, provided that the arithmetic
mean of the results of the two complete runs is at least 20 percent below the allowable emission
limiting standards.

[Rule 62-297.310(1), F.A.C.]

A.29. Calculation of Emission Rate. The indicated emission rate or concentration shall be the
arithmetic average of the emission rate or concentration determined by each of the three separate
test runs unless otherwise specified in a particular test method or applicable rule.

[Rule 62-297.310(3), F.A.C.]

A.30. Applicable Test Procedures.

(a) Required Sampling Time. _
1. Unless otherwise specified in the applicable rule, the required sampling time for each test
run shall be no less than one hour and no greater than four hours, and the sampling time at
each sampling point shall be of equal intervals of at least two minutes.
2. Opacity Compliance Tests. When either EPA Method 9 or DEP Method 9 is specified as
the applicable opacity test method, the required minimum period of observation for a
compliance test shall be sixty (60) minutes for emissions units which emit or have the
potential to emit 100 tons per year or more of particulate matter, and thirty (30) minutes for
emissions units which have potential emissions less than 100 tons per year of particulate
matter and are not subject to a multiple-valued opacity standard. The opacity test

12
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observation period shall include the period during which the highest opacity emissions can
reasonably be expected to occur. Exceptions to these requirements are as follows:
a. For batch, cyclical processes, or other operations which are normally completed
within less than the minimum observation period and do not recur within that time, the
period of observation shall be equal to the duration of the batch cycle or operation
completion time.
b. The observation period for special opacity tests that are conducted to provide data to
establish a surrogate standard pursuant to Rule 62-297.310(5)(k), F.A.C., Waiver of
Compliance Test Requirements, shall be established as necessary to properly establish
the relationship between a proposed surrogate standard and an existing mass emission
limiting standard.
¢. The minimum observation period for opacity tests conducted by employees or agents
of the Department to verify the day-to-day continuing compliance of a unit or activity
with an applicable opacity standard shall be twelve minutes.
(b) Minimum Sample Volume. Unless otherwise specified in the applicable rule, the minimum
sample volume per run shall be 25 dry standard cubic feet.
(c) Required Flow Rate Range. For EPA Method 5 particulate sampling, acid mist/sulfur
dioxide, and fluoride sampling which uses Greenburg Smith type impingers, the sampling nozzle
and sampling time shall be selected such that the average sampling rate will be between 0.5 and
1.0 actual cubic feet per minute, and the required minimum sampling volume will be obtained.
(d) Calibration of Sampling Equipment. Calibration of the sampling train equipment shall be
conducted in accordance with the schedule shown in Table 297.310-1.

13
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TABLE 297.310-1

CALIBRATION SCHEDULE
ITEM MINIMUM REFERENCE - TOLERANCE
CALIBRATION INSTRUMENT
FREQUENCY » 1
Liquid in glass Annually ASTM Hg in glass +/-2%
thermometer reference
thermometer or
equivalent, or
thermometric points
Bimetallic Quarterly Calibration liquid in 5 degrees F
thermometer glass thermometer
Thermocouple Annually ASTM Hg in glass 5 degrees F
reference
thermometer, NBS
calibrated reference
and potentiometer
Barometer Monthly Hg barometer or +/-1% scale
NOAA station
Pitot Tube When required or By construction or See EPA Method 2,

when damaged

measurements in wind
tunnel D greater than
16” and standard pitot
tube

Figures 2-2 and 2-3

Probe Nozzles

Before each test, or
when nicked, dented,
or corroded

Micrometer

+/-0.001” mean of the
last three readings;
maximum deviation
between readings
.004”

Dry gas meter and
Orifice Meter

1. Full scale: when
received, when
5% change
observed,
annually.

2. One point:
Semiannually.

3. Check after each
test series.

Spirometer or
calibrated wet test or
dry gas test meter

Comparison check

2%

5%

14
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(e) Allowed Modification to EPA Method 5. When EPA Method 5 is required, the following
modification is allowed: the heated filter may be separated from the impingers by a flexible tube.
[Rule 62-297.310(4), F.A.C.]

A.31. Determination of Process Variables.

(a) Required Equipment. The owner or operator of an emissions unit for which compliance tests
are required shall install, operate, and maintain equipment or instruments necessary to determine
process variables, such as process weight input or heat input, when such data are needed in
conjunction with emissions data to determine the compllance of the emissions unit with
applicable emission limiting standards.

(b) Accuracy of Equipment. Equipment or instruments used to directly or indirectly determine
process variables, including devices such as belt scales, weight hoppers, flow meters, and tank
scales, shall be calibrated and adjusted to indicate the true value of the parameter being measured
with sufficient accuracy to allow the applicable process variable to be determined within 10% of
its true value.

" [Rule 62-297.310(5), F.A.C.; and 0270016-001-AC, Specific Condition 46.]

A.32. The permittee shall comply with the requirements contained in Appendix SS-1, Stack
Sampling Facilities, attached to this permit.
[Rule 62-297.310(6), F.A.C.]

A.33. Frequency of Compliance Tests. The following provisions apply only to those emissions
units that are subject to an emissions limiting standard for which compliance testing is required.
(a) General Compliance Testing.
3. The owner or operator of an emissions unit that is subject to any emission limiting
standard shall conduct a compliance test that demonstrates compliance with the applicable
emission limiting standard prior to obtaining a renewed operation permit. Emissions units
that are required to conduct an annual compliance test may submit the most recent annual
compliance test to satisfy the requirements of this provision. In renewing an air operation
permit pursuant to Rule 62-210.300(2)(a)3.b., c., or d., F.A.C., the Department shall not
require submission of emission compliance test results for any emissions unit that, during the
year prior to renewal:
a. Did not operate; or
b. In the case of a fuel burning emissions unit, burned liquid and/or solid fuel for a total
of no more than 400 hours.
4. During each federal fiscal year (October 1 -- September 30), unless otherwise specified by
rule, order, or permit, the owner or operator of each emissions unit shall have a formal
compliance test conducted for:
a. Visible emissions, if there is an applicable standard;
b. Each of the following pollutants, if there is an applicable standard, and if the
emissions unit emits or has the potential to emit: 5 tons per year or more of lead or lead
compounds measured as elemental lead; 30 tons per year or more of acrylonitrile; or 100
tons per year or more of any other regulated air pollutant; and
c. Each NESHAP pollutant, if there is an applicable emission standard. -
5. An annual compliance test for particulate matter emissions shall not be required for any
fuel burning emissions unit that, in a federal fiscal year, does not burn liquid and/or solid
fuel, other than during startup, for a total of more than 400 hours.
9. The owner or operator shall notify the Department, at least 15 days prior to the date on
which each formal compliance test is to begin, of the date, time, and place of each such test,

15
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and the test contact person who will be responsible for coordinating and having such test
conducted for the owner or operator.

10. An annual compliance test conducted for visible emissions shall not be required for units
exempted from permitting at Rule 62-210.300(3)(a), F.A.C., or units permitted under the
General Permit provisions at Rule 62-210.300(4), F.A.C.

(b) Special Compliance Tests. When the Department, after investigation, has good reason (such
as complaints, increased visible emissions or questionable maintenance of control equipment) to
believe that any applicable emission standard contained in a Department rule or in a permit
issued pursuant to those rules is being violated, it may require the owner or operator of the
emissions unit to conduct compliance tests which identify the nature and quantity of pollutant
emissions from the emissions unit and to provide a report on the results of said tests to the
Department.

(c) Waiver of Compliance Test Requirements. If the owner or operator of an emissions unit that
is subject to a compliance test requirement demonstrates to the Department, pursuant to the
procedure established in Rule 62-297.620, F.A.C., that the compliance of the emissions unit with
an applicable weight emission limiting standard can be adequately determined by means other
than the designated test procedure, such as specifying a surrogate standard of no visible
emissions for particulate matter sources equipped with a bag house or specifying a fuel analysis
for sulfur dioxide emissions, the Department shall waive the compliance test requirements for
such emissions units and order that the alternate means of determining compliance be used,
provided, however, the provisions of Rule 62-297.310(7)(b), F.A.C., shall apply.

[Rule 62-297.310(7), F.A.C.; SIP approved; and 0270016-001-AC, Specific Condition 36.]

Monitoring of Operations

Continuous Monitoring Requirements

A.34. Continuous Monitoring System. The permittee shall calibrate, maintain, and operate a
continuous emission monitor in the stack to measure and record the nitrogen oxides emissions
from these units. Upon request from EPA or DEP, the CEMS emission rates for NOx on these
Units shall be corrected to ISO conditions to demonstrate compliance with the NOx standard
established in 40 CFR 60.332.

[Rules 62-204.800, 62-210.700, 62-4.130, 62-4.160(8), F.A.C.; 40 CFR 75 and 40 CFR 60.7; and
0270016-001-AC, Specific Condition 40.]

A.35. CEMS for reporting excess emissions. Excess Emissions and Monitoring System
Performance Reports shall be submitted as specified in 40 CFR 60.7(c). CEM monitor downtime
shall be calculated and reported according to the requirements of 40 CFR 60.7(c)(3) and 40CFR
60.7(d)(2). Periods when NOx emissions (ppmvd @ 15% oxygen) are above the BACT
standards, listed in Specific Conditions Nos. A.11. and A.12., shall be reported to the
Department’s Southwest District Office within one working day (verbally) followed up by a
written explanation not later than three (3) working days (alternatively by facsimile within one
working day). »

[0270016-001-AC, Specific Condition 41.]

A.36. CEMS in lieu of Water to Fuel Ratio. The NOx CEMS shall be used in lieu of the
water/fuel monitoring system for reporting excess emissions in accordance with 40 CFR
60.334(c)(1), Subpart GG (1998 version). The calibration of the water/fuel monitoring device

16
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required in 40 CFR 60.335 (c)(2) (1998 version) will be replaced by the 40 CFR 75 certification
tests of the NOx CEMS.
[0270016-001-AC, Specific Condition 42.]

A.37. Continuous Monitoring Certification and Quality Assurance Requirements. The
monitoring devices shall comply with the certification and quality assurance, and any other
applicable requirements of Rule 62-297.520, F.A.C., 40 CFR 60.13, including certification of
each device in accordance with 40 CFR 60, Appendix B, Performance Specifications, and 40
CFR 60.7(a)(5) or 40 CFR Part 75. Quality assurance procedures must conform to all applicable
sections of 40 CFR 60, Appendix F or 40 CFR 75. The monitoring plan, consisting of data on
CEM equipment specifications, manufacturer, type, calibration and maintenance needs, and its
proposed location shall be provided to the DEP Emissions Monitoring Section Administrator and
EPA for review no later than 45 days prior to the first scheduled certification test pursuant to 40
CFR 75.62.

[0270016-001-AC, Specific Condition 43.]

A.38. Natural Gas Monitoring Schedule. A custom fuel monitoring schedule pursuant to 40
CFR 75 Appendix D for natural gas may be used in lieu of the daily sampling requirements of 40
CFR 60.334 (b)(2) provided the following requirements are met:

e The permittee shall apply for an Acid Rain permit within the deadlines specified in 40 CFR
72.30.

e The permittee shall submit a monitoring plan, certified by signature of the Designated
Representative, that commits to using a primary fuel of pipeline supplied natural gas (sulfur
content less than 1 gr/100 scf pursuant to 40 CFR 75.11(d)(2)).

e Each unit shall be monitored for SO, emissions using methods consistent with the
requirements of 40 CFR 75 and certified by the USEPA.

This custom fuel monitoring schedule will only be valid when pipeline natural gas is used as

a primary fuel. If the primary fuel for these units is changed to a higher sulfur fuel, SO,

emissions must be accounted for as required pursuant to 40 CFR 75.11(d).
[0270016-001-AC, Specific Condition 44:]

A.39. Fuel Oil Monitoring Schedule. The following monitoring schedule for No. 2 or superior
grade fuel oil shall be followed: For all bulk shipments of No. 2 fuel oil received at this facility
an analysis which reports the sulfur content and nitrogen content of the fuel shall be provided by
the fuel vendor. The analysis shall also specify the methods by which the analyses were
conducted and shall comply with the requirements of 40 CFR 60.335(d).

[0270016-001-AC, Specific Condition 45.]

Training Requirements

A.40. Operating Procedures. Operating procedures shall include good operating practices and
proper training of all operators and supervisors. The good operating practices shall meet the
guidelines and procedures as established by the equipment manufacturers. All operators
(including supervisors) of air pollution control devices shall be properly trained in plant specific
equipment. .

[Rule 62-4.070(3), F.A.C.; and 0270016-001-AC, Specific Condition 11.]
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Recordkeeping and Reporting Requirements

A.41. Test Notification. The Department’s Southwest District Office shall be notified, in
writing, at least 30 days prior to the initial performance tests and at least 15 days before annual
compliance test(s).

[0270016-001-AC, Specific Condition 35.]

A.42. Test Results. Compliance test results shall be submitted to the Department’s Southwest
District Office no later than 45 days after completion of the last test run.
[Rule 62-297.310(8), F.A.C.; and 0270016-001-AC, Specific Condition 37.]

A.43. Records. All measurements, records, and other data required by this permit shall be
recorded in a permanent form and retained for at least five (5) years following the date on which
such measurements, records, or data are recorded. These records shall be made available to the
Department upon request.

[0270016-001-AC, Specific Condition 38]

A.44. Malfunction Reporting. In the case of excess emissions resulting from malfunctions,
each owner or operator shall notify the Department in accordance with Rule 62-4.130, F.A.C. A
full written report on the malfunctions shall be submitted in a quarterly report, if requested by the
Department.

{Rule 62-210.700(6), F.A.C.]

A.45. Test Reports.
(a) The owner or operator of an emissions unit for which a compliance test is required shall file

a report with the Department on the results of each such test.

(b) The required test report shall be filed with the Department as soon as practical but no later
than 45 days after the last sampling run of each test is completed.

(c) The test report shall provide sufficient detail on the emissions unit tested and the test
procedures used to allow the Department to determine if the test was properly conducted and the
test results properly computed. As a minimum, the test report, other than for an EPA or DEP
Method 9 test, shall provide the following information:

1. The type, location, and designation of the emissions unit tested.

2. The facility at which the emissions unit is located.

3. The owner or operator of the emissions unit.

4. The normal type and amount of fuels used and materials processed, and the types and
amounts of fuels used and material processed during each test run.

5. The means, raw data and computations used to determine the amount of fuels used and
materials processed, if necessary to determine compliance with an applicable emission
limiting standard.

6. The type of air pollution control devices installed on the emissions unit, their general
condition, their normal operating parameters (pressure drops, total operating current and
GPM scrubber water), and their operating parameters during each test run.

7. A sketch of the duct within 8 stack diameters upstream and 2 stack diameters downstream
of the sampling ports, including the distance to any upstream and downstream bends or other
flow disturbances. _

8. The date, starting time and duration of each sampling run.
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9. The test procedures used, including any alternative procedures authorized pursuant to Rule
62-297.620, F.A.C. Where optional procedures are authorized in this chapter, indicate
which option was used. '
10. The number of points sampled and configuration and location of the sampling plane.
11. For each sampling point for each run, the dry gas meter reading, velocity head, pressure
drop across the stack, temperatures, average meter temperatures and sample time per point.
12. The type, manufacturer and configuration of the sampling equipment used.
13. Data related to the required calibration of the test equipment.
14. Data on the identification, processing and weights of all filters used.
15. Data on the types and amounts of any chemical solutions used.
16. Data on the amount of pollutant collected from each sampling probe, the filters, and the
impingers, are reported separately for the compliance test.
17. The names of individuals who furnished the process variable data, conducted the test,
analyzed the samples and prepared the report. ’
18. All measured and calculated data required to be determined by each applicable test
procedure for each run.
19. The detailed calculations for one run that relate the collected data to the calculated
emission rate.
20. The applicable emission standard, and the resulting maximum allowable emission rate
for the emissions unit, plus the test result in the same form and unit of measure.
21. A certification that, to the knowledge of the owner or his authorized agent, all data
submitted are true and correct. When a compliance test is conducted for the Department or
its agent, the person who conducts the test shall provide the certification with respect to the
test procedures used. The owner or his authorized agent shall certify that all data required
and provided to the person conducting the test are true and correct to his knowledge.

[Rule 62-297.310(8), F.A.C.; and 0270016-001-AC, Specific Condition 39.]
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Subsection B. This section addresses the following emissions unit.

E.U. ID No. | Brief Description

-004 Fuel Storage Tank

This emissions unit consists of one 1.5 million gallon distillate fuel oil storage tank.

The following specific conditions apply to the emissions unit listed above:

B.1. Emission Unit -004, Fuel Storage Tank, shall comply with all applicable provisions of 40
CFR 60, Subpart Kb, Standards of Performance for Volatile Organic Liquid Storage Vessels,
adopted by reference in Rule 62-204.800, F.A.C.

[Rule 62-204.800(7)(b), F.A.C.; and 0270016-001-AC, Specific Condition 5.]

Essential Potential to Emit (PTE) Parameters

B.2.  Hours of Operation. This emissions unit is allowed to operate continuously, i.e., 8,760
hours/year. :
[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.]

Recordkeeping and Reporting Requirements

B.3.  The permittee shall maintain records on site for storage vessel identification number -004
that includes the date of construction, the material storage capacity, and type of material stored
for the life of this storage vessel.

[40 CFR 60.116b(b)]
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DeSoto County Generating Company, LLC  FINAL Permit No. 0270016-003-AV
DeSoto County Energy Park Facility ID No. 0270016

Section IV. Acid Rain Part.
DeSoto County Energy Park

ORIS code: 55422

The emissions units listed below are regulated under Phase II of the Federal Acid Rain Program.

E.U. ‘
ID No. Description

One nominal 170 Megawatt Gas Simple-Cycle Combustion Turbine-Electrical Generator with

-001 evaporative inlet cooler.
002 One nominal 170 Megawatt Gas Simple-Cycle Combustion Turbine-Electrical Generator with
) evaporative inlet cooler.

1. The Acid Rain Part application submitted for this facility, as approved by the

Department, is a part of this permit. The owners and operators of these acid rain units must
comply with the standard requirements and special provisions set forth in the application listed
below:

a. DEP Form No. 62-210.900(1)(a), version 07/01/95, Revised Phase I Acid Rain Permit
(Part) Application, signed and dated by the Designated Representative on January 11, 2002.
[Chapter 62-213, F.A.C. and Rule 62-214.320, F.A.C.]

2. Sulfur dioxide (SO,) allowance allocations for each Acid Rain unit are:
EU.ID [EPA | | o o T e
No. - |ID# . Year - 2003 - 2004 . L2005 | -2006- 7 2007

SO, allowances to be

-001 CT1 | determined by U.S. 0 0 0 0
EPA.
SO, allowances to be
-002 CT2 | determined by U.S. 0 0 0 0
EPA.
3. Emission Allowances. Emissions from sources subject to the Federal Acid Rain Program

(Title IV) shall not exceed any allowances that the source lawfully holds under the Federal Acid
Rain Program. Allowances shall not be used to demonstrate compliance with a non-Title IV
applicable requirement of the Act.

a. No permit revision shall be required for increases in emissions that are authorized by
allowances acquired pursuant to the Federal Acid Rain Program, provided that such increases do
not require a permit revision pursuant to Rule 62-213.400(3), F.A.C.

b. No limit shall be placed on the number of allowances held by the source under the
Federal Acid Rain Program. , :

c. Allowances shall be accounted for under the Federal Acid Rain Program.

[Rule 62-213.440(1)(c)1.,2. & 3., F.A.C]

4. Where an applicable requirement of the Act is more stringent than applicable regulations
promulgated under Title IV of the Act, both provisions shall be incorporated into the permit and
shall be enforceable by the Administrator.

[40 CFR 70.6(a)(1)(ii); and, Rule 62-210.200, F.A.C., Definitions - Applicable Requirements.]
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DeSoto County Generating Company, LLC
DeSoto County Energy Park
FINAL Permit No. 0270016-003-AV

Appendix H-1. Permit History/ID Number Changes.

Permit History (for tracking purposes):

E.U.
ID Description ' Permit No. - Issue Expiration Revised
No. : : Date - Date Date(s)
-001 | Simple-Cycle Combustion 0270016-001-AC 6/30/00 7/1/02
Turbine (PSD-FL-284)

-002 | Simple-Cycle Combustion 0270016-001-AC 6/30/00 7/1/02
Turbine (PSD-FL-284)

-004 | Fuel Oil Storage Tank 0270016-001-AC 6/30/00 7/1/02
(PSD-FL-284)
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Appendix I-1. List of Insignificant Emissions Units and/or Activities.

DeSoto County Generating Company, LL.C FINAL Permit No. 0270016-003-AY
DeSoto County Energy Park

The facilities, emissions units, or pollutant-emitting activities listed in Rule 62-
210.300(3)(a), F.A.C., Categorical Exemptions, or that meet the criteria specified in Rule 62-
210.300(3)(b)1., F.A.C., Generic Emissions Unit Exemption, are exempt from the permitting
requirements of Chapters 62-210, 62-212 and 62-4, F.A.C.; provided, however, that exempt
emissions units shall be subject to any applicable emission limiting standards and the emissions
from exempt emissions units or activities shall be considered in determining the potential
emissions of the facility containing such emissions units. Emissions units and pollutant-emitting
activities exempt from permitting under Rules 62-210.300(3)(a) and (b)1., F.A.C., shall not be
exempt from the permitting requirements of Chapter 62-213, F.A.C.,, if they are contained within
a Title V source; however, such emissions units and activities shall be considered insignificant
for Title V purposes provided they also meet the criteria of Rule 62-213.430(6)(b), F.A.C. No
emissions unit shall be entitled to an exemption from permitting under Rules 62-210.300(3)(a)
and (b)1., F.A.C., if its emissions, in combination with the emissions of other units and activities
at the facility, would cause the facility to emit or have the potential to emit any pollutant in such
amount as to make the facility a Title V source.

The below listed emissions units and/or activities are considered insignificant pursuant
to Rule 62-213.430(6), F.A.C.

Brief Description of Emissions Units and/or Activities:

1. Operation of a CO, based fire protection system to be used in case of emergency fire in or
near the combustion turbines.

2. Operation of an electric based fire protection system for the building. The unit also contains a
small space heater.

3. Operation of a 13.5 mmBtw/hr indirect fired fuel gas heater to prevent the natural gas from
freezing.

4. Storage and handling operations for lube, transformer, and fuel oil.

5. Miscellaneous maintenance and cleaning and painting of the building including the control
room, maintenance shop, storage warehouse, offices and their contents.

6. Miscellaneous heaters.

7. Miscellaneous general-purpose internal combustion engines for routine faC111ty maintenance
and/or equipment malfunctions.

8. Surface coating operations using VOCs.

9. Water analysis tasks to ensure proper operation of the water injection system and the
combustion turbine cooling processes.

10. Storm water retention basin maintenance.

{Note: Emissions units or activities which are added to a Title V source after issuance of this
permit shall be incorporated into the permit at its next renewal, provided such emissions units or
activities have been exempted from the requirement to obtain an air construction permit, and also
qualify for exemption from permitting pursuant to Rule 62-213, F.A.C. [Rule 62-213.430(6)(a)]}
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Table 1-1. Summary of Air Pollutant Standards and Terms.

DeSoto County Generating Company, LLC
DeSoto County Energy Park

FINAL Permit No.: 0270016-003-AV
Facility 1D No.: 0270016

. EM.ID Nos. 73

-+ Brief Description - '

These tables summarize information for convenience purposes only, and do not supersede any of the terms or conditions of this permit.

Simple-Cycle Combustion Turbine

001 The two gas turbines shall operate no more than an average of 3390 hours per unit
-002 Simple-Cycle Combustion Turbine during any calendar year, and no more than an average of 1000 hours per unit on fuel oil
during any calendar year. No single combustion turbine shall operate more than 5,000
hours in a single year.
.77 Allowable Emissions . _: Guivglent Emissions!
wo Poliutant . v [ Fuels ™ . :Standard(s) - . JAbs.thour [ Fzbsimour.. | See.perimit condition(s
Visible Emissions gas 10% Opacity 0270016-001-AC A7,
oil
Particulate Matter gas 10 0270016-001-AC A.16.
oil 17
Carbon Monoxide gas 12 ppmvd 425 0270016-001-AC A13.
oil 20 ppmvd 71.4
Sulfur Dioxide gas 5 0270016-001-AC A5,
oil 98.7
Nitrogen Oxides gas 9 ppmvd 64.1 0270016-001-AC A2,
oil 42 ppmvd 351
Notes:
*The "Equivalent Emissions” listed are for informational purposes only.
Table 2-1. Summary of Compliance Requirements.
R ] Frequency | - See permit condition(s)
Visible Emissions gas EPA Method 9 Annual A.22.
oil
Particulate Matter gas VE emissions shall serve A7,
. oil as a surrogate.
Carbon Monoxide gas EPA Method 10 Annual A22.
oil
-Sulfur Dioxide gas |Fuel sampling and analysis| Daily A.24.
oil
Nitrogen Oxides gas CMs* Continuous Yes A.23.
oil

Notes:

“CMS [=] continuous monitoring system
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02)

[Note: This attachment includes “canned conditions” developed from the “Title V Core List.”]

{Permitting note: APPENDIX TV-4, TITLE V CONDITIONS, is distributed to the permittee only. Other persons requesting copies
of these conditions shall be provided one copy when requested or otherwise appropriate.}

Chapter 624, F.A.C.

1. Not federally enforceable. General Prohibition. Any stationary installation which will reasonably be expected to be a source
of pollution shall not be operated, maintained, constructed, expanded, or modified without the appropriate and valid permits issued
by the Department, unless the source is exempted by Department rule. The Department may issue a permit only after it receives
reasonable assurance that the installation will not cause pollution in violation of any of the provisions of Chapter 403, F.S., or the
rules promulgated thereunder. A permitted instaflation may only be operated, maintained, constructed, expanded or modified in a
manner that is consistent with the terms of the permit.

{Rule 62-4.030, Florida Administrative Code (F.A.C.); Section 403.087, Florida Statute (F.S.)]

2. Not federally enforceable. Procedures to Obtain Permits and Other Authorizations; Applications.
(1) Any person desiring to obtain a permit from the Department shall apply on forms prescribed by the Department and shall submit

such additional information as the Department by law may require.

(2) All applications and supporting documents shail be filed in quadruplicate with the Department.

(3) To ensure protection of public health, safety, and welfare, any construction, modification, or operation of an installation which

may be a source of pollution, shall be in accordance with sound professional engineering practices pufsuant to Chapter 471, F.S. All

applications for a Department permit shall be certified by a professional engineer registered in the State of Florida except, when the
application is for renewal of an air pollution operation permit at a non-Title V source as defined in Rule 62-210.200, F.A.C., or
where professional engineering is not required by Chapter 471, F.S. Where required by Chapter 47) or 492, F.S, applicable
portions of permit applications and supporting documents which are submitted to the Department for public record shall be signed
and sealed by the professional(s) who prepared or approved them.

(4) Processing fees for air construction permits shall be in accordance with Rule 62-4.050(4), F.A.C.

(5)(a) To be considered by the Department, each application must be accompanied by the proper processing fee. The fee shall be
paid by check, payable to the Department of Environmental Protection. The fee is non-refundable except as provided in
Section 120.60, F.S., and in this section.

(c) Upon receipt of the proper application fee, the permit processing time requirements of Sections 120.60(2) and 403. 0876
F.S., shall begin.

(d) If the applicant does not submit the required fee within ten days of receipt of written notification, the Department shall
either return the unprocessed application or arrange with the applicant for the pick up of the application.

. (e) If an applicant submits an application fee in excess of the required fee, the permit processing time requirements of Sections
120.60(2) and 403.0876, F.S., shall begin upon receipt, and the Department shall refund to the applicant the amount received
in excess of the required fee.

(6) Any substantial modification to a complete application shall require an additional processing fee determined pursuant to the

schedule set forth in Rule 62-4.050, F.A.C., and shall restart the time requirements of Sections 120.60 and 403.0876, F.S. For

purposes of this Subsection, the term "substantial modification" shall mean a modification which is reasonably expected to lead to
substantially different environmental impacts which require a detailed review.

(7) Modifications to existing permits proposed by the permittee which require substantial changes in the existing permit or require

substantial evaluation by the Department of potential impacts of the proposed modifications shall require the same fee as a new

application for the same time duration except for modification under Chapter 62-45, F.A.C.

[Rule 62-4.050, F.A.C.]

3. Standards for Issuing or Denying Permits. Except as provided at Rule 62-213.460, F.A.C., the issuance of a perrmt does not
relieve any person from complying with the requirements of Chapter 403, F.S., or Department rules.
[Rule 62-4.070(7), F.A.C]
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

4. Modification of Permit Conditions.

(1) For good cause and after notice and an administrative hearing, if requested, the Department may require the permittee to
conform to new or additional conditions. The Department shall allow the permittee a reasonable time to conform to the new or
additional conditions and on application of the permittee the Department may grant additional time. For the purpose of this section,
good cause shall include, but not be limited to, any of the following: (also, see Condition No. 38.).

(a) A showing that an improvement in effluent or emission quality or quantity can be accomplished because of technological

advances without unreasonable hardship.

(b) A showing that a higher degree of treatment is.necessary to effect the intent and purpose of Chapter 403, F.S.

{c) A showing of any change in the environment or surrounding conditions that requires a modification to conform to

applicable air or water quality standards.

(e) Adoption or revision of Florida Statutes, rules, or standards which require the modification of a permit condition for

compliance.
(2) A permittee may request a modification of a permit by applying to the Department.
* (3) A permittee may request that a permit be extended as a modification of the permit. Such a request must be submitted to the
Department in writing before the expiration of the permit. Upon timely submittal of a request for extension, unless the permit
automatically expires by statute or rule, the permit will remain in effect until final agency action is taken on the request. For
construction permits, an extension shall be granted if the applicant can demonstrate reasonable assurances that, upon completion, the
extended permit will comply with the standards and conditions required by applicable regulation. For all other permits, an extension
shal! be granted if the applicant can demonstrate reasonable assurances that the extended permit will comply with the standards and
conditions applicable to the original permit. A permit for which the permit application fee was prorated in accordance with Rule 62-
4.050(4)(1), F.A.C., shall not be extended. In no event shall a permit be extended or remain in effect longer than the time limits
established by statute or rule.
[Rule 62-4.080, F.A.C.]

5. Renewals. Priorto 180 days before the expiration of a permit issued pursuant to Chapter 62-213, F.A.C., the permittee shall
apply for a renewal of a permit using forms incorporated by reference in the specific rule chapter for that kind of permit. A renewal
application shall be timely and sufficient. [fthe application is submitted prior to 180 days before expiration of the permit, it will be
considered timely and sufficient. If the renewal application is submitted at a later date, it will not be considered timely and
sufficient unless it is submitted and made complete prior to the expiration of the operation permit. When the application for renewal
is timely and sufficient, the existing permit shall remain in effect until the renewal application has been finally acted upon by the
Department or, if there is court review of the Department's final agency action, until a later date is required by Section 120.60, F.S.,
provided that, for renewal of a perfnit ‘issued pursuant to Chapter 62-213, F.A.C., the applicant complies with the requirements of
Rules 62-213.420(1)(b)3. and 4., F.A.C.

[Rule 62-4.090, F.A.C.]

6.  Suspension and Revocation.

(1) Permits shall be effective until suspended, revoked, surrendered, or e‘(plred and shall be subject to the provisions of Chapter
403, F.S,, and rules of the Department.

(2) Failure to comply with pollution control laws and rules shall be grounds for suspensi()n or revocation.

(3) A permit issued pursuant to Chapter 62-4, F.A.C., shall not become a vested property right in the permittee. The Department

may revoke any permit issued by it if it finds that the permit holder or the his agent:

(a) Submitted false or inaccurate information in his application or operational reports.

(b) Has violated law, Department orders, rules or permit conditions.

(c) Has failed to submit operational reports or other information required by Department rules.

(d) Has refused lawful inspection under Section 403.091, F.S.
(4) No revocation shall become effective except after notice is served by personal services, certified mail, or newspaper notice
pursuant to Section 120.60(7), F.S., upon the person or persdns named therein and a hearing held if requested within the time
specified in the notice. The notice shall specify the provision of the law, or rule alleged to be violated, or the perrmt condmon or
Department order alleged to be violated, and the facts alleged to constitute a violation thereof,
{Rule 62-4.100, F.A.C.]
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

7. Not federally enforceable. Financial Responsibility. The Department may require an applicant to submit proof of financial
responsibility and may require the applicant to post an appropriate bond to guarantee compliance with the law and Department rules.
[Rule 62-4.110, F.A.C.]

8.  Transfer of Permits.

(1) Within 30 days after the sale or legal transfer of a permitted facility, an "Application for Transfer of Permit" (DEP Form 62-
-1.201(1)) must be submitted to the Department.. This form must be completed with the notarized signatures of both the permittee
and the proposed new permittee. For air permits, an "Application for Transfer of Air Permit” (DEP Form 62-210.900(7)) shall be

submitted.

(2) The Department shall approve the transfer of a permit unless it determines that the proposed new permittee cannot provide

reasonable assurances that conditions of the permit will be met. The determination shall be limited solely to the ability of the new

permittee to comply with the conditions of the existing permit, and it shall not concern the adequacy of these permit conditions. If

the Department proposes to deny the transfer, it shall provide both the permittee and the proposed new permittee a written objection

to such transfer together with notice of a right to request a Chapter 120, F.S., proceeding on such determination.

(3) Within 30 days of receiving a properly completed Application for Transfer of Permit form, the Department shall issue a final
determination. The Department may toll the time for making a determination on the transfer by notifying both the permittee and the

proposed new permittee that additional information is required to adequately review the transfer request. Such notification shall be

served within 30 days of receipt of an Application for Transfer of Permit form, completed pursuant to Rule 62-4.120(1), F.A.C. If
the Department fails to take action to approve or deny the transfer within 30 days of receipt of the completed Application for
Transfer of Permit form, or within 30 days of receipt of the last item of timely requested additional information, the transfer shall be
deemed approved. '

(4) The permittee is encouraged to apply for a permit transfer prior to the sale or legal transfer of a permitted facility. However, the
transfer shall not be effective prior to the sale or legal transfer.

(5) Until this transfer is approved by the Department, the permittee and any other person constructing, operating, or maintaining the
- permitted facility shall be liable for compliance with the terms of the permit.- The permittee transferring the permit shall remain

liable for corrective actions that may be required as a result of any violations occurring prior to the sale or legal transfer of the

facility.

[Rule 62-4.120, F. A.C.]

9.  Plant Operation-Problems. If the permittee is temporarily unable to comply with any of the conditions of the permit due to
breakdown of equipment or destruction by hazard of fire, wind or by other cause, the permittee shall immediately notify the
Department. Notification shall include pertinent information as to the cause of the problem, and what steps are being taken to correct

the problem and to prevent its recurrence, and where applicable, the owner's intent toward reconstruction of destroyed facilities.
Such notification does not release the permittee from any liability for failure to comply with'Departmenl rules. (also, see Condition
No. 10.).

[Rule 62-4.130, F.A.C.]

10.  For purposes of notification to the Department pursuant to Condition No. 9., Condition No. 12.(8), and Rule 62-4.130, FA.C.,
Plant Operation-Problems, “immediately” shall mean the same day, if during a workday (i.c., 8:00 a.m. - 5:00 p.m.), or the first
business day after the incident, excluding weekends and holidays; and, for purposes of 40 CFR 70.6(a)(3)(iii)(B), "prompt" shall
have the same meaning as "immediately”. [also, see Conditions Nos. 9. and 12.(8).]

[40 CFR 70.6(a)(3)(iii)(B)]

I1. Not federally enforceable. Review. Failure to request a hearing within [4 days of receipt of notice of proposed or final
agency action on a permit application or as otherwise required in Chapter 62-103, F.A.C,, shall be deemed a waiver of the right to an
administrative hearing.

[Rule 62-4.150, F.A.C.]
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

12.  Permit Conditions. All permits issued by the Department shall include the following general conditions:

(1) The terms, conditions, requirements, limitations and restrictions set forth in this permit, are "permit conditions" and are binding
and enforceable pursuant to Sections 403.141, 403.727, or 403.859 through 403.861, F.S. The permittee is placed on notice that the
Department will review this permit periodically and may initiate enforcement action for any violation of these conditions.

(2) This permit is valid only for the specific processes and operations applied for and indicated in the approved drawings or
exhibits. Any unauthorized deviation from the approved drawings, exhibits, speciﬁcétions, or conditions of this permit may
constitute grounds for revocation and enforcement action by the Department.

(3) As provided in Subsections 403.087(7) and 403.722(5), F.S., the issuance of this permit does not convey any vested rights or
any exclusive privileges: Neither does it authorize any injury to public or private property or any invasion of personal rights, nor
any infringement of federal, state, or local laws or regulations.. This permit is not a waiver of or approval of any other Department
permit that may be required for other aspects of the total project which are not addressed in this permit.

" (4) This permit conveys no title to land or water, does not constitute State recognition or acknowledgment of title, and does not

constitute authority for the use of submerged lands unless herein provided and the necessary title or leasehold interests have been
obtained from the State. Only the Trustees of the Internal Improvement Trust Fund may express State opinion as to title.
(5) This permit does not relieve the permittee from liability for harm or injury to human health or welfare, animal, or plant life, or
property caused by the construction or operation of this permitted source, or from penalties therefore; nor does it allow the permittee
to cause pollution in contravention of F.S. and Department rules, unless specifically authorized by an order from the Department.
(6) The permittee shall properly operate and maintain the facility and systems of treatment and control (and related appurtenances)
that are installed and used by the permittee to achieve compliance with the conditions of this permit, as required by Department
rules. This provision includes the operation of backup or auxiliary facilities or similar systems when necessary to achieve
compliance with the conditions of the permit and when required by Department rules.
(7) The permittee,.by accepting this permit, specifically agrees to allow authorized Department personnel, upon presentation of
credentials or other documents as may be required by law and at reasonable times, access to the premises where the permitted
activity is located or conducted to:
(a) Have access to and copy-any records that must be kept under conditions of the permit;
(b) Inspect the facility, equipment, practices, or operations regulated or required under this permit; and,
(c) Sample or monitor any substances or parameters at any location reasonably necessary to assure compliance with this
- permit or Department rules. Reasonable time may depend on the nature of the concern being investigated.
(8) ‘If, for any reason, the permittee does not comply with or will be unable to comply with any condition or limitation specified in
this permit, the permittee shall immediately provide the Department with the following information: (also, see Condition No. 10.)
(a) A description of and cause of noncompliance; and,
(b) The period of noncompliance, including dates and times; or, if not corrected, the anticipated time the noncompliance is
expected to continue, and steps Being taken to reduce, eliminate, and prevent recurrence of the noncompliance. The permittee
shall be responsible for any and all damages which may result and may be subject to enforcement action by the Department for
penalties or for revocation of this permit.
(9) 1n accepting this permit, the permittee understands and agrees that all records, notes, monitoring data and other information
relating to the construction or operation of this permitted source which are submitted to the Department may be used by the
Department as evidence in any enforcement case involving the permitted source arising under the F.S. or Department rules, except
where such use is prescribed by Sections 403.111 and 403.73, F.S. Such evidence shall only be used to the extent it is consistent
with the Florida Rules of Civil Procedure and appropriate evidentiary rules.
(10) The permittee agrees to comply with changes in Department rules and F.S. after a reasonable time for compliance; provided,
however, the permittee does not waive any other rights granted by F.S. or Department rules.
(11) This permit is transferable only upon Department approval in accordance with Rule 62-4.120, F.A.C., as applicable. The
permittee shall be liable for any non-compliance of the permitted activity until the transfer is approved by the Department.
(12) This permit or a copy thereof shall be kept at the work site of the permitted activity.
(14) The permittee shall comply with the following:
(a) Upon request, the permittee shall furnish all records and plans required under Department rules. During enforcement
actions, the retention period for all records will be extended automatically unless otherwise stipulated by the Department.
(b) The permittee shall hold at the facility or other location designated by this permit records of all monitoring information
(including all calibration and maintenance records and all original strip chart recordings for continuous monitoring
instrumentation) required by the permit, copies of all reports required by this permit, and records of all data used to complete
the application for this permit. These materials shall be retained at least five (5) years from the date of the sample,
measurement, report, or application unless otherwise specified by Department rule.
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

(c) Records of monitoring information shall include:
1. the date, exact place, and time of sampling or measurements;
. the person responsible for performing the sampling or measurements;
. the dates analyses were performed;

2
3
4. the person responsible for performing the analyses;
5. the analytical techniques or methods used;

6

. the results of such analyses.

(15) When requested by the Department, the permittee shall within a reasonable time furnish any information required by law which
is needed to determine compliance with the permit. If the permittee becomes aware the relevant facts were not submitted or were
incorrect in the permit application or in any report to the Department, such facts or information shall be corrected promptly.

[Rules 62-4.160 and 62-213.440(1)(b), F.A.C.]

13.  Construction Permits.
(1) No person shall construct any installation or facility which will reasonably be expected to.be a source of air or water pollution
without first applying for and receiving a construction permit from the Department unless exempted by statute or Department rule.
In addition to the requirements of Chapter 62-4, F.A.C., applicants for a Department Construction Permit shall submit the following
as applicable:

(a) A completed application on forms furnished by the Department.

(b) An engineering report covering:

1. plant description and operations,

. types and quantities of all waste material to be generated whether liquid, gaseous or solid,
. proposed waste control facilities,
. the treatment objectives,
. the design criteria on which the control facilities are based, and,

[V

6. other information deemed relevant.
Design criteria submitted pursuant to Rule 62-4:210(1)(b)5., F.A.C.,’shall be based on the results.of laboratory and pilot-plant scale
studies whenever such studies are warranted.- The design efficiencies of the proposed waste treatment facilities and the quantities
and types of pollutants in the treated effluents or emissions shall be indicated. -Work of this nature shall be subject to the
requirements of Chapter 471, F.S. Where confidential records are involved, certain information may be kept confidential pursuant
to Section 403.111, F.S.
(c) The owners' written guarantee to meet the design criteria as accepted by the Department and to abide by Chapter 403, F.S.
and the rules of the Department as to the quantities and types of materials to be discharged from the installation. The owner
may be required to post an appropriate bond or other equivalent evidence of financial responsibility to guarantee compliance
with such conditions in instances where the owner's financial resources are inadequate or proposed control facilities are
experimental in nature.
(2) The construction permit may contain conditions and an expiration date as determined by the Secretary or the Secretary’s
designee.
(3) When the Department issues a permit to construct, the permittee shall be allowed a period of time, specified in the permit, to
construct, and to operate and test to determine compliance with Chapter 403, F.S., and the rules of the Department and, where
applicable, to apply for and receive an operation permit. The Department may require tests and evaluations of the treatment
facilities by the permittee at his/her expense. ’
[Rule 62-4.210, F.A.C\]

14. Not federally enforceable. Operation Permit for New Sources. To properly apply for an operation permit for new sources,
the applicant shall submit the appropriate fee and certification that construction was completed noting any deviations from the

conditions in the construction permit and test results where appropriate.
[Rule 62-4.220, F.A.C.]

Chapters 28-106 and 62-110, F.A.C.

15. Public Notice, Public Participation, and Proposed Agency Action. The permittee shall comply with all of the requirements for
public notice, public participation, and proposed agency action pursuant to Rules 62-110.106 and 62-210.350, F.A.C.
[Rules 62-110.106, 62-210.350 and 62-213.430(1)(b), F.A.C.]
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

16. Administrative Hearing. The permittee shall comply with all of the requirements for a petition for administrative hearing or
waiver of right to administrative proceeding pursuant to Rules 28-106.201, 28-106.301 and 62-110.106, F.A.C.
[Rules 28-106.201, 28-106.301 and 62-110.106, F.A.C.]

Chapter 62-204, F.A.C.

17. Asbestos. This permit does not authorize any demolition or renovation of the facility or its parts or components which
involves asbestos removal. This permit does not constitute a waiver of any of the requirements of Chapter 62-257, F.A.C., and 40
CFR 61, Subpart M, National Emission Standard for Asbestos, adopted and incorporated by reference in Rule 62-204.800, F.A.C.
Compliance with Chapter 62-257, F.A.C., and 40 CFR 61, Subpart M, Section 61.145, is required for any asbestos demolition or
renovation at the source.

{40 CFR 61; Rule 62-204.800, F.A.C.; and, Chapter 62-257, F.A.C.]

Chapter 62-210, F.A.C.

18. Permits Required. The owner or operator of any emissions unit which emits or can reasonably be expected to emit any air
pollutant shall obtain an appropriate permit from the Department prior to beginning construction, modification, or initial or
continued operation of the emissions unit unless exempted pursuant to Department rule or statute. All emissions limitations,
controls, and other requirements imposed by such permits shall be at least as stringent as any applicable limitations and
requirements contained in or enforceable under the State Implementation Plan (SIP) or that are otherwise federally enforceable.
Except as provided at Rule 62-213.460, F.A.C., issuance of a permit does not relieve the owner or operator of an emissions unit
from complying with any applicable requirements, any emission limiting standards or other requirements of the air pollution rules of

the Department or any other such requirements under federal, state, or local law.
(1) Air Construction Permits. )
(a) Unless exempt from permitting pursuant to Rule 62-210.300(3)(a) or (b), F.A.C., or Rule 62-4.040, F.A.C., an air
“ construction permit shall be obtained by the owner or operator of any proposed new or modified facility or emissions unit prior
-to the beginning of construction or modification, in accordance with all applicable provisions of Chapter 62-210, F.A.C,,
Chapter 62-212, F.A.C., and Chapter 62-4,F.A.C. -Except as provided under Ruie 62-213.415, F.A.C., the owner or operator
- of any facility seeking to create or change an air emissions bubble shall obtain an air construction permit in accordance with all
the applicable provisions of Chapter 62-210, F.A.C., Chapter 62-212, F.A.C., and Chapter 62-4, F.A.C. The construction
permit shall be issued for a period of time sufficient to allow construction or modification of the facility or emissions unit and
operation while the new or modified facility or emissions unit is conducting tests or otherwise demonstrating initial
compliance with the conditions of the construction permit.
(b) Notwithstanding the expiration of an air construction permit, all limitations and requirements of such permit that are
applicable to the design and operation of the permitted facility or emissions unit shall remain in effect until the facility or
emissions unit is. permanently shut down, except for any such limitation or requirement that is obsolete by its nature (such as a
requirement for initial compliance testing) or any such limitation or requirement that is changed in accordance with the
provisions of Rule 62-210.300(1)(b)1., F.A.C. Either the applicant or the Department can propose that certain conditions be
considered obsolete. Any conditions or language in an air construction permit that are included for informational purposes
only, if they are transferred to the air operation permit, shall be transferred for informational purposes only and shall not
become enforceable conditions unless voluntarily agreed to by the permittee or otherwise required under Department rules.
1. Except for those limitations or requirements that are obsolete, all limitations and requirements of an air construction
permit shall be included and identified in any air operation permit for the facility or emissions unit. The limitations and
requirements included in the air operation permit can be changed, and thereby superseded, through the issuance of an air
construction permit, federally enforceable state air operation permit, federally enforceable air general permit, or Title V
air operation permit; provided, however, that:
a. Any change that would constitute an administrative correction may be made pursuant to Rule 62-210.360,
FAC,; '
b. Any change that would constitute a modification, as defined at Rule 62-210.200, F.A.C, shall be accomplished
only through the issuance of an air construction permit; and
¢. Any change in a permit limitation or requirement that originates from a permit issued pursuant to 40 CFR 52.21,
Rule 62-204.800(10)(d)2., F.A.C., Rule 62-212.400, F.A.C., Rule 62-212.500, F.A.C., or any former codification of
Rule 62-212.400 or Rule 62-212.500, F.A.C., shall be accomplished only through the issuance of a new or revised
air construction permit under Rule 62-204.800(10)(d)2., Rule 62-212.400, or Rule 62-212.500, F.A.C., as
appropriate. ) .
2. The force and effect of any change in a permit limitation or requirement made in accordance with the provisions of .
Rule 62-210.300(1)(b)1., F.A.C., shall be the same as if such change were made to the original air construction permit.
3. Nothing in Rule 62-210.300(1)(b), F.A.C., shall be construed as to allow operation of a facility or emissions unit
without a valid air operation permit.
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

(2) Air Operation Permits. Upon expiration of the air operation permit for any existing facility or emissions unit, subsequent to
construction or modification, or subsequent to the creation of or change to a bubble, and demonstration of compliance with the
conditions of the construction permit for any new or modified facility or emissions unit, any air emissions bubble, or as otherwise
provided in Chapter 62-210, F.A.C., or Chapter 62-213, F.A.C., the owner or operator of such facility or emissions unit shall obtain
a renewal air operation permit, an initial air operation permit or general permit, or an administrative correction or revision of an

existing air operation permit, whichever is appropriate, in accordance with all applicable provisions of Chapter 62-210, F.A.C.,
Chapter 62-213, F.A.C., and Chapter 62-4, F.A.C.

(a) Minimum Requirements for All Air Operation Permits. Ata minimum, a permit issued pursuant to this subsection shall:
1. Specify the manner, nature, volume and frequency of the emissions permitted, and the applicable emission limiting
standards or performance standards, {f any; )

2. Require proper operation and maintenance of any pollution control equipment by qualified personnel, where
applicable in accordance with the provisions of any operation and maintenance plan required by the air pollution rules of
the Department.

3. Contain an effective date stated in the permit which shall not be earlier than the date final action is taken on the
application and be issued for a period, beginning on the effective date, as provided below.

.a. The operation permit for an emissions unit which is in compliance with all applicable rules and in operational
condition, and which the owner or operator intends to continue operating, shall be issued or renewed for a five-year
period, except that, for Title V sources subject to Rule 62-213.420(1)(a)1., F.A.C., operation permits shall be
extended until 60 days after the due date for submittal of the facility's Title V permit application as specified in
Rule 62-213.420(1)(a)1., F.A.C.

b. Except as provided in Rule 62-210.300(2)(a)3.d., F.A.C., the operation permit for an emissions unit which has
been shut down for six months or more prior to the expiration date of the current operation permit, shall be renewed
for a period not to exceed five years from the date of shutdown, even if the emissions unit is not maintained in
operational condition, provided: '
(i) the owner or operator of the emissions unit demonstrates to the Department that the emissions unit may
need to be reactivated and used, or that it is the owner's or operator's intent to apply to the Department for a
permit to construct a new emissions unit at the facility before the end of the extension period; and, '
(ii) the owner or operator of the emissions unit agrees to and is legally prohibited from providing the
allowable emission permitted by the renewed permit as an emissions offset to any other person under Rule 62-
212.500, F.A.C.; and,
(iii) the emissions unit was operating in compliance with all applicable rules as of the time the source was
shut down. )
c. Except as providea in Rule 62-210.300(2)(a)3.d., F.A.C., the operation permit for an emissions unit which has
been shut down for five years or more prior to the expiration date of the current operation permit shall be renewed

" for a maximum period not to exceed ten years from the date of shutdown, even if the emissions unit is not
maintained in operational condition, provided the conditions given in Rule 62-210.300(2)(a)3.b., F.A.C., are met
and the owner or operator demonstrates to the Department that failure to renew the permit would constitute a
hardship, which may include economic hardship.

d. The operation permit for an electric utility generating unit on cold standby or long-term reserve shutdown shall
be renewed for a five-year period, and additional five-year periods, even if the unit is not maintained in operational
condition, provided the conditions given in Rules 62-210.300(2)(a)3.b.(i) through (iii), F.A.C., are met.
4. In the case of an emissions unit permitted pursuant to Rules 62-210.300(2)(a)3.b., c., and d., F.A.C., include
reasonable notification and compliance testing requirements for reactivation of such emissions unit and provide that the
owner or operator demonstrate to the Department prior to reactivation that such reactivation would not constitute
reconstruction pursuant to Rule 62-204.800(7), F.A.C.
{Rules 62-210.300(1) & (2), F.A.C]]

19. Not federally enforceable. Notification of Startup. The owner or operator of any emissions unit or facility which has a valid
air operation permit which has been shut down more than one year, shall notify the Department in writing of the intent to start up
such emissions unit or facility, a minimum of 60 days prior to the intended startup date.
(a) The notification shall include information as to the startup date, anticipated emission rates or pollutants released, changes
to processes or control devices which will result in changes to emission rates, and any other conditions which may differ from

the valid outstanding operation permit.
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

(b) If, due to an emergency, a startup date is not known 60 days prior thereto, the owner shall notify the Department as soon as
possible after the date of such startup is ascertained.
[Rule 62-210.300(5), F.A.C.]

20. Emissions Unit Reclassification.

(a) Any emissions unit whose operation permit has been revoked as provided for in Chapter 624, F.A.C,, shall be deemed
permanently shut down for purposes of Rule 62-212.500, F.A.C. Any emissions unit whose permit to operate has expired without
timely renewal or transfer may be deemed permanently shut down, provided, however, that no such emissions unit shall be deemed
permanently shut down if, within 20 days after receipt of written notice from the Department, the emissions unit owner or operator
demonstrates that the permit expiration resulted from inadvertent failure to comply with the requirements of Rule 62-4.090, F. A.C.,
and that the owner or operator intends to continue the emissions unit in operation, and either submits an application for an air

operation permit or complies with permit transfer requirements, if applicable.

(b) If the owner or operator of an emissions unit which is so permanently shut down, applies to the Depanment for a permit to
reactivate or operate such emissions unit, the emissions unit will be reviewed and permitted as a new emissions unit.

[Rule 62-210.300(6), F.A.C.]

21. Transfer of Air Permits.

(a) An air permit is transferable only after submission of an Application for Transfer of Air Permit (DEP Form 62-210.900(7)) and
Department approval in accordance with Rule 62-4.120, F.A.C. For Title V permit transfers only, a complete application for
transfer of air permit shall include the requirements of 40 CFR 70.7(d)(1)(iv), adopted and incorporated by reference at Rule 62-
204.800, F.A.C. Within 30 days after approval of the transfer of permit, the Department shall update the permit by an administrative
permit correction pursuant to Rule 62-2 10.360, F.A.C.

(b) For an air general permit, the provision of Rules 62-210.300(7)(a) and 62-4.120, F.A.C., do not apply. Thirty (30) days before
using an air general permit, the new owner must submit an air general permit notification to the Department in accordance with Rule
62-210.300(4), F.A.C., or Rule 62-213.300(2)(b), F.A.C.

[Rule 62-210.300(7), F.A.C.]

22, Public Notice and Comment.
(1) Public Notice of Proposed Agency Action.
(a) A notice of proposed agency action on permit application, where the proposed agency action is to issue the permit, shall

be published by any applicant for:
1. An air construction permit,
2. An air operation permit,"permit renewal or permit revision subject to Rule 62-210.300(2)(b), F.A.C,, (i.e., a FESOP),
except as provided in Rule 62-210.300(2)(b)1.b., F.A.C,; or
3. An air operation permit, permit renewal, or permit revision subject to Chapter 62-213, F. A.C., except Title V air

general permits or those permit revisions meeting the requirements of Rule 62-213.412(1), F.A.C.
(b) The notice required by Rule 62-210.350(1)(a), F.A.C., shall be published in accordance with all otherwise applicable
provisions of Rule 62-110.106, F.A.C. A public notice under Rule 62-210.350(1)(a)1., F.A.C., for an air construction permit
may be combined with any required public notice under Rule 62-210.350(1)(a)2. or 3., F.A.C., for air operation permits. If
such notices are combined, the public notice must comply with the requirements for both notices.

(c) Except as otherwise provided at Rules 62-210.350(2) and (3), F.A.C., each notice of intent to issue an air construction
permit shall provide a 14-day period for submittal of public comments.
(2) Additional Public Notice Requirements for Emissions Units Subject to Prevention of Significant Deterioration or Nonattainment
- Area Preconstruction Review.
(a) Before taking final agency action on a construction permit application for any proposed new or modified facility or
emissions unit subject to the preconstruction review requirements of Rule 62-212.400 or 62-212.500, F.A.C., the Department
shall comply with all applicable provisions of Rule 62-110.106, F.A.C., and provide an opportunity for public comment which
shall include as a minimum the following:
1. A complete file available for public inspection in at least one location in the district affected which includes the
information submitted by the owner or operator, exclusive of confidential records under Section 403.111, F.S., and the
Department's analysis of the effect of the proposed construction or modification on ambient air quality, including the
Department's preliminary determination of whether the permit should be approved or disapproved;
2. A 30-day period for submittal of public comments; and,
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

3. A notice, by advertisement in a newspaper of general circulation in the county affected, specifying the nature and
location of the proposed facility or emissions unit, whether BACT or LAER has been determined, the degree of PSD
increment consumption expected, if applicable, and the locat'ion_ofthe information specified in paragraph 1. above; and,
notifying the public of the opportunity for submitting comments and requesting a public hearing.
(b) The notice provided for in Rule 62-210.350(2)(a)3., F.A.C., shall be prepared by the Department and published by the
applicant in accordance with all applicable provisions of Rule 62-110.106, F.A.C., except that the applicant shall cause the
notice to be published no later than thirty (30) days prior to final agency action.’
(c) A copy of the notice provided for in Rule 62-210.350(2)(a)3., F.A.C., shall also be sent by the Department to the
Regional Office of the U. S. Environmental Protection Agency and to all other state and local officials or agencies having
cognizance over the location of such new or modified facility or emissions unit, including local air pollution control agencies,
chief executives of city or county government, regional land use planning agencies, and any other state, Federal Land
Manager, or Indian Governing Body whose lands may be affected by emissions from the new or modified facility or emissions
unit.
(d) A copy of the notice provided for in Rule 62-210.350(2)(a)3., F.A.C, shall be displayed in the appropriate district,
branch and local program offices.
(e) An opportunity for public hearing shall be provided in accordance with Chapter 120, F.S., and Rule 62-110.106, F.A.C.
(f)  Any public comments received shall be made available for public inspection in the location where the information
specified in Rule 62-210.350(2)(a)l., F.A.C., is available and shall be considered by the Department in making a final
determination to approve or deny the permit.
(g) The final determination shall be made available for public inspection at the same location where the information
specified in Rule 62-210.350(2)(a)l., F.A.C., was made available.
(h) For a proposed new or modified emissions unit which would be located within 100 kilometers of any Federal Class I area
or whose emissions may affect any Federal Class [ area, and which would be subject to the preconstruction review
requirements of Rule 62-212.400, F.A.C., or Rule 62-212.500, F.A.C.:
1. The Department shall mail or transmit to the Administrator a copy of the initial application for an air construction
permit and notice of every action related to the consideration of the permit application.
2. The Department shall mail or transmit to the Federal Land Manager of each affected Class 1 area a copy of any written
notice of intent to apply for an air construction permit; the initial application for an air construction permit, including all
required analjses and demonstrations; any subsequently submitted information related to the application; the preliminary
determination and notice of proposed agency action on the permit application; and any petition for an administrative
hearing regarding the application or the Department's proposed action. Each such document shall be mailed or
transmitted to the Federal Land Manager within fourteen (14) days after its receipt by the Department.
(3) Additional Public Notice Requireri;ents for Facilities Subject to Operation Permits for Title V Sources.
(a) Before taking final agency action to issue a new, renewed, or revised air operation permit subject to Chapter 62-213,
F.A.C., the Department shall comply with all applicable provisions of Rule 62-110.106, F.A.C., and provide an opportunity for
‘public comment which shall include as a minimum the following:
1. A complete file available for public inspection in at least one location in the district affected which includes the
information submitted by the owner or operator, exclusive of confidential records under Section 403.111, F.S.; and,
2. A 30-day period for submittal of public comments.
(b) The notice provided for in Rule 62-210.350(3)(a), F.A.C., shall be prepared by the Department and published by the
applicant in accordance with all applicable provisions of Rule 62-110.106, F.A.C., except that the applicant shall cause the
notice to be published no later than thirty (30) days prior to final agency action. If written comments received during the 30-
day comment period on a draft permit result in the Department’s issuance of a revised draft permit in accordance with Rule 62-
213.430(1), F.A.C., the Department shall require the applicant to publish another public notice in accordance with Rule 62-
210.350(1)(a), F.A.C.
(c) The notice shall identify:
1. The facility;
. The name and address of the office at which processing of the permit occurs;
. The activity or activities involved in the permit action;
. The emissions change involved in any permit revision;

“wos W N

. The name, address, and telephone number of a Department representative from whom interested persons may obtain
additional information, including copies of the permit draft, the application, and all relevant supporting materials,
including any permit application, compliance plan, permit, monitoring report, and compliance statement required
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pursuant to Chapter 62-213, F.A.C. (except for information entitléd to confidential treatment pursuant to Section
403.111, F.S.), and all other materials available to the Department that are relevant to the permit decision;
6. A brief description of the comment procedures required by Rule 62-210.350(3), F.A.C.;
7. The time and place of any hearing that may be held, including a statement of procedure to request a hearing (unless a
hearing has already been scheduled); and,
8. The procedures by which persons may petition the Administrator to object to the issuance of the proposed permit after
expiration of the Administrator’s 45-day review period.

[Rule 62-210.350, F.A.C.]

23.  Administrative Permit Corrections.
(1) A facility owner shall notify the Department by letter of minor corrections to information contained in a permit. Such
notifications shall include:
(a) Typographical errors noted in the permit;
(b) Name, address or phone number change from that in the permit;
(c) A change requiring more frequent monitoring or reporting by the permittee;
(d) A change in ownership or operational control of a facility, subject to the following provisions: -
l. The Department determines that no other change in the permit is necessary;
2. The permittee and proposed new permittee have submitted an Application for Transfer of Air Permit, and the
Department has approved the transfer pursuant to Rule 62-210.300(7), F.A.C.; and
3. The new permittee has notified the Department of the effective date of sale or legal transfer.
(e) Changes listed at 40 CFR 72.83(a)(1), (2), (6), (9) and (10), adopted and incorporated by reference at Rule 62-204.800,
F.A.C., and changes made pursuant to Rules 62-214.340(1) and (2), F.A.C., to Title V sources subject to emissions limitations
or reductions pursuant to 42 USC ss. 7651-76510;
(f) Changes listed at 40 CFR 72.83(a)(11) and (12), adopted and incorporated by reference at Rule 62-204.800, F.A.C., to
Title V sources subject to emissions limitations or reductions pursuant to 42 USC ss. 7651-765 lo, provided the notification is
accompanied by a copy of any EPA determination concerning the similarity of the change to those listed at Rule 62-
210.360(1)(e), F.A.C.; and,
(g) Any other similar minor administrative change at the source.
(2) Upon receipt of any such notification the Department shall within 60 days correct the permit and provide a corrected copy to the
owner.
(3) - After first notifying the owner, the Department shall correct any permit in which it discovers errors of the types listed at Rules
62-210.360(1)(a) and (b), F.A.C., and provide a corrected copy to the owner.
(4) For Title V source permits, other than general permits, a copy of the corrected permit shall be provided to EPA and any
approved local air program in the county where the facility or any part of the facility is located.
(5) The Department shall incorporate requirements resulting from issuance of a new or revised construction permit into an existing
Title V source permit, if the construction permit or permit revision incorporates requirements of federally enforceable
preconstruction review, and if the applicant requests at the time of application that all of the requirements of Rule 62-213.430(1).
F.A.C., be complied with in conjunction with the processing of the construction permit application.

[Rule 62-210.360, F.A.C]

24. Reports.

(3) Annual Operating Report for Air Pollutant Emitting Facility.
(a) The Annual Operating Report for Air Pollutant Emitting Facility (DEP Form No. 62-210.900(5)) shall be completed each
year.
(c) The annual operating report shall be submitted to the appropriate Department District or Department approved local air
pollution control program office by March 1 of the following year unless otherwise indicated by permit condition or
Department request.

[Rule 62-210.370(3), F.A.C.]

25. Circumvention. No person shall circumvent any air pollution control device, or allow the emission of air pollutants without

the applicable air pollution control device operating properly.
[Rule 62-210.650, F.A.C.]
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26. Forms and Instructions. The forms used by the Department in the stationary source control program are adopted and
incorporated by reference in this section. The forms are listed by rule number, which is also the form number, with the subject, title
and effective date. Forms 62-210.900(1),(3),(4) and (5), F.A.C., including instructions, are available from the Department as hard-
copy documents or executable files on computer diskettes. Copies of forms (hard-copy or diskette) may be obtained by writing to
the Department of Environmental Protection, Division of Air Resource Management, 2600 Blair Stone Road, Tallahassee, Florida
32399-2400. Notwithstanding the requirement of Rule 62-4.050(2), F.A.C,, to file application forms in quadruplicate, if an air
permit application is submitted using the Department’s electronic application form, only one copy of the diskette and signature
pages is required to be submitted. : '
(1) Application for Air Permit - Title V Source, Form and Instructions (Effective 02/11/1999).
(a) Acid Rain Part (Phase 11), Form and Instructions (Effective 04/16/2001).
1. Repowering Extension Plan, Form and Instructions (Effective 07/01/1995).
2. New Unit Exemption, Form and Instructions (Effective 04/16/2001).
3. Retired Unit Exemption, Form and [nstructions (Effective 04/16/2001).
4. Phase 11 NOx Compliance Plan, Form and Instructions (Effective 01/06/1998).
5. Phase 1l NOx Averaging Plan, Form (Effective 01/06/1998).
(b) Reserved.
(3) Annual Operating Report for Air Pollutant Emitting Facility, Form and Instructions (Effective 02/11/1999).
(7) Application for Transfer of Air Permit — Title V and Non-Title V Source, (Effective 04/16/2001).

[Rule 62-210.900, F.A.C.]

Chapter 62-213. F.AC.

27. Annual Emissions Fee. Each Title V source permitted to operate in Florida must pay between January 15 and March | of each
year, upon written notice from the Department, an annual emissions fee in an amount determined as set forth in Rule 62-213.205(1).
FAC.

[Rules 62-213.205 and 62-213.900(1), F.A.C ]

28. Annual Emissions Fee. Failure to pay timely any required annual emissions fee, penalty, or interest constitutes grounds for

permit revocation pursuant to Rule 62-4.100, F.A.C.
[Rule 62-213.205(1)(g). F.A.C.]

29. Annual Emissions Fee. Any documentation of actual hours of operation, actual material or heat input, actual production

amount, or actual emissions used to calculate the annual emissions fee shall be retained by the owner for a minimum of five (3)
years and shall be made available to the Department upon request.
[Rule 62-213.205(1)(i), F.A.C.]

30. Annual Emissions Fee. A completed DEP Form 62-213.900(1), F.A.C., “Major Air Pollution Source Annual Emissions Fee
Form”, must be submitted by the responsible official with the annual emissions fee.
[Rule 62-213.205(1)(j), F.A.C.]

31.  Air Operation Permit Fees. No permit application processing fee, renewal fee, modification fee or amendment fee is required

for an operation permit for a Title V source.
[Rule 62-213.205(4), F.A.C]

32. Permits and Permit Revisions Required. All Title V sources are subject to the permit requirements of Chapter 62-213, F.A.C.

(1) No Title V source may operate except in compliance with Chapter 62-213, F.A.C.
(2) Except as provided in Rule 62-213.410, F.A.C., no source with a permit issued under the provisions of this chapter shall make
any changes in its operation without first applying for and receiving a permit revision if the change meets any of the following:
(a) Constitutes a modification;
(b) Violates any applicable requirement;
(c¢) Exceeds the allowable emissions of any air pollutant from any unit within the source;
(d) Contravenes any permit term or condition for monitoring, testing, recordkeeping, reporting or of a compliance certification
requirement;
(e) Requires a case-by-case determination of an emission limitation or other standard or a source specific determination of
ambient impacts, or a visibility or increment analysis under the provisions of Chapters 62-212 or 62-296, F.A.C.;
(f) Violates a permit term or condition which the source has assumed for which there is no corresponding underlying
applicable requirement to which the source would otherwise be subject;
(g) Results in the trading of emissions among units within a source except as specifically authorized pursuant to Rule 62-
213415, FAC,;
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(h) Results in the change of location of any relocatable facility identified as a Title V source pursuant to paragraph (a)-(e), (g)
or (h) of the definition of “major source of air pollution” at Rule 62-210.200, F.A.C.; ’

(i) Constitutes a change at an Acid Rain Source under the provisions of 40 CFR 72.81(a)(1),(2),0r (3).(b)(1) or (b)(3), hereby
incorporated by reference; .

(i) Constitutes a change in a repowering plan, nitrogen oxides averaging plan, or nitrogen oxides compliance deadline
extension at an Acid Rain Source;

(k) Is arequest for industrial-utility unit exemption pursuant to Rule 62-214.340, F.A.C.

{Rules 62-213.400(1) & (2), F.A.C.]

33. Changes Without Permit Revision. Title V sources having a valid permit issued pursuant to Chapter 62-213, F.A.C., may
make the following changes without permit revision, provided that sources shall maintain source logs or records to verify periods of

operation in each alternative method of operation: .
(1) Permitted sources may change among those alternative methods of operation allowed by the source’s permit as provided by the
terms of the permit;
(2) Permitted sources may implement the terms or conditions of a new or revised construction permit if;
(a) The application for construction permit complied with the requirements of Rule 62-213.420(3) and (4), F.A.C;;
(b) The terms or conditions were subject to federally enforceable preconstruction review pursuant to Chapter 62-212, FA.C,;
and,
(c) The new or revised construction permit was issued after the Department and the applicant complied with all the
requirements of Rule 62-213.430(1), F.A.C.;
(3) A permitted source may implement operating changes, as defined in Rule 62-210.200, F.A.C., after the source submits any
forms required by any applicable requirement and provides the Department and EPA with at least 7 days written notice prior to
implementation. The source and the Department shall attach each notice to the relevant permit;
(a) The written notice shall include the date on which the change will occur, and a description of the change within the
permitted source, the pollutants emitted and any change in emissions, and any term or condition becoming applicable or no
longer applicable as a result of the change;
(b) The permit shield described in Rule 62-213.460, F.A.C., shall not apply to such changes;
(4) Permitted sources may implement changes involving modes of operation only in accordance with Rule 62-213.415, F. A.C.
[Rule 62-213.410, F. A.C.] '

34. Immediate Implementation Pending Revision Process.

(1) Those permitted Title V sources making any change that constitutes a modification pursuant to the definition of modification at
Rule 62-210.200, F.A.C., but which would not constitute a modification pursuant to 42 USC 7412(a) or to 40 CFR 52.01, 60.2, or
61.15, adopted and incorporated by reference at Rule 62-204.800, F.A.C., may implement such change prior to final issuance of a
permit revision in accordance with this section, provided the change:

(a) Does not violate any applicable requirement;
(b) Does not contravene any permit term or condition for monitoring, testing, recordkeeping or reporting, or any compliance
certification requirement;
(c) Does not require or change a case-by-case determination of an emission limitation or other standard, or a source-specific
determination of ambient impacts, or a visibility or increment analysis under the provisions of Chapter 62-212 or 62-296,
F.AC;
(d) Does not seek to establish or change a permit term or condition for which there is no corresponding underlying applicable
requirement and which the source has assumed to avoid an applicable requirement to which the source would otherwise be
subject including any federally enforceable emissions cap or federally enforceable alternative emissions limit.
(2) A Title V source may immediately implement such changes after they have been incorporated into the terms and conditions of a
new or revised construction permit issued pursuant to Chapter 62-212, F.A.C., and after the source provides to EPA, the Department,
each affected state and any approved local air program having geographic jurisdiction over the source, a copy of the source's
application for operation permit revision. The Title V source may conform its application for construction permit to include all
information required by Rule 62-213.420, F.A.C,, in licu of submitting separate application forms.
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

(3) The Department shall process the application for operation permit revision in accordance with the provisions of Chapter 62-213,
F.A.C,, except that the Department shall issue a draft permit revision or a determination to deny the revision within 60 days of
receipt of a complete application for operation permit revision or, if the Title V source has submitted a construction permit
application conforming to the requirements of Rule 62-213.420, F.A.C., the Department shall issue a draft permit or a determination
to deny the revision at the same time the Department issues its determination on issuance or denial of the construction permit
application. The Department shall not take final action until all the requirements of Rules 62-213.430(1)(a), (c), (d), and (¢), F.A.C.,
have been complied with.

(4) Pending final action on the operation permit revision application, the source shall implement the changes in accordance with the
terms and-conditions of the source's new or revised construction permit.

(5) The permit shield described in Rule 62-213.460, F.A.C., shall not apply to such changes until after the Department takes final
action to issue the operation permit revision.

(6) If the Department denies the source's application for operation permif revision, the source shall cease implementation of the
proposed changes.

[Rule 62-213.412, F. A.C.]

35. Permit Applications.
(1) Duty to Apply. For each Title V source, the owner or operator shall submit a timely and complete permit application in

compliance with the requirements of Rules 62-213.420, F.A.C., and Rules 62-4.050(1) through (3), F.A.C.
(a) Timely Application.
3. For purposes of permit renewal, a timely application is one that is submitted in accordance with Rule 62-4.090, F. A.C.
(b) Complete Application.

1. Any applicant for a Title V permit, permit revision or permit renewal must submit an application on DEP Form No.
62-210.900(1), which must include all the information specified by Rule 62-213:420(3), F.A.C., except that an
application for permit revision must contain only that information related to the proposed change. The applicant shall

- include information concerning fugitive emissions and stack emissions in the application. Each application for permit,
permit revision or permit renewal shall be certified by a responsible official in accordance with Rule 62-213.420(4),
FA.C.
2. For those applicants submitting initial permit applications pursuant to Rule 62-213.420(1)(a)1., F.A.C., a complete
application shall be an application that substantially addresses all the information required by the application form
number 62-210.900(1), and such applications shall be deemed complete within sixty days of receipt of a signed and
certified application unless the Department notifies the applicant of incompleteness within that time. For all other
applicants, the applications shall be deemed complete sixty days after receipt, unless the Department, within §ixty days
after receipt of a signed ap;;lication for permit, permit revision or permit renewal, requests additional documentation or
information needed to process the application. An applicant making timely and complete application for permit, or
timely application for permit renewat as described by Rule 62-4.090(1), F.A.C., shall continue to.operate the source
under the authority and provisions of any existing-valid permit or Florida Electrical Power Plant Siting Certification, and
in accordance with applicable requirements of the Acid Rain Program, until the conclusion of proceedings associated
with its permit application or until the new permit becomes effective, whichever is later, provided the applicant complies
with all the provisions of Rules 62-213.420(1)(b)3. and 4. F.A.C. Failure of the Department to request additional '
information within sixty days of receipt of a properly signed application shall not impair the Department's ability to
request additional information pursuant to Rules 62-213.420(1)(b)3. and 4., F.A.C.
3. For those permit applications submitted pursuant to the provisions of Rule 62-213.420(1)(a)1., F.A.C., the Department
shall notify the applicant if the Department becomes aware at any time during processing of the application that the
application contains incorrect or incomplete information. The applicant shall submit the corrected or supplementary
information to the Department within ninety days unless the applicant has requested and been granted additional time to
submit the information. Failure of an applicant to submit corrected or supplementary information requested by the
Department within ninety days or such additional time as requested and granted shall render the application incomplete.
4. For all applications other than those addressed at Rule 62-213.420(1)(b)3., F.A.C., should the Department become
aware, during processing of any application that the application contains incorrect information, or should the Department
become aware, as a result of comment from an affected State, an approved local air program, EPA, or the public that
additional information is needed to evaluate the application, the Department shall notify the applicant within 30 days.
When an applicant becomes aware that an application contains incorrect or incomplete information, the applicant shall
submit the corrected or supplementary information to the Department. If the Department notifies an applicant that
corrected or supplementary information is necessary to process the permit, and requests a response, the applicant shall
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

provide the information to the Department within ninety days of the Department request unless the applicant has
requested and been granted additional time to submit the information or, the applicant shall, within ninety days, submit a
written request that the Department process the application without the information. Failure of an applicant to submit
corrected or supplementary information requested by the Department within ninety days, or such additional time as
requested and granted, or to demand in writing within ninety days that the application be processed without the
information shall render the application incomplete. Nothing in this section shall limit any other remedies available to
the Department.

[Rules 62-213.420(1)(a)3. and 62-213.420(1)(b)1.,2.,3. & 4., F.A.C.]

36. Confidential Information. Whenever an applicant submits information under a claim of confidentiality pursuant to Section
403.111, F.S, the applicant shall also submit a copy of all such information and claim directly to EPA. (also, see Condition No.
50.) ,

[Rule 62-213.420(2), F.A.C.]

37. Standard Application Form and Required Information. Applications shall be submitted under Chapter 62-213, F.A.C., on
forms provided by the Department and adopted by reference in Rule 62-210.900(1), F.A.C. The information as described in Rule
62-210.900(1), F.A.C., shall be included for the Title V source and each emissions unit. An application must include information
sufficient to determine all applicable requirements for the Title V source and each emissions unit and to evaluate a fee amount
pursuant to Rule 62-213.205, F. A.C.

[Rule 62-213.420(3), F.A.C.]

38. a. Permit Renewal and Expiration. Permits being renewed are subject to the same requirements that apply to permit issuance
at the time of application for renewal. Permit renewal applications shall contain that information identified in Rules 62-210.900(1)
and 62-213.420(3), F.A.C. Unless a Title V source submits a timely application for permit renewal in accordance with the
requirements of Rule 62-4.090(1), F.A.C., the existing permit shall expire and the source's right to operate shall terminate. No Title
V permit will be issued for a new term except through the renewal process.

b. Permit Revision Procedures. Permit revisions shall meet all requirements of Chapter 62 213, F.A.C., including those for content
of applications, public participation, review by approved local programs and affected states, and review by EPA, as they apply to

permit issuance and permit renewal, except that permit revisions for those activities implemented pursuant to Rule 62-213.412,
F.A.C., need not meet the requirements of Rule 62-213.430(1)(b), F.A.C. The Department shall require permit revision in
accordance with the provisions of Rule 62-4.080, F.A.C., and 40 CFR 70.7(f), whenever any source becomes subject to any
condition listed at 40 CFR 70.7(f)(1), hereby adopted and incorporated by reference. The below requirements from 40 CFR 70.7(f)
are adopted and incorporated by reference in Rule 62-213. 430(4), F.AC.:

o 40 CFR 70.7(f): Reopening for Cause. (also, see Condition No. 4.)

(1) This section contains provisions from 40 CFR 70.7(f) that specify the conditions under which a Title V permit shall be

- reopened prior to the expiration of the permit. A Title- V permit shall be reopened and revised under any .of the following

circumstances:
(i) Additional applicable requirements under the Act become applicable to a major Part 70 source with a remaining
permit term of 3 or more years. Such a reopening shall be completed not later than 18 months after promulgation of the
applicable requirement. No such reopening is required if the effective date of the requirement is later than the date on
which the permit is due to expire, unless the original permit or any of its terms and conditions has been extended
pursuant to 40 CFR 70.4(b)(10)(i) or (ii).
(ii) Additional requirements (including excess emissions requirements) become dpplicable to an affected source under
the acid rain program. Upon approved by the Administrator, excess emissions offset plans shall be deemed to be
incorporated into the permit.
(iii) The permitting authority or EPA determines that the permit contains a material mistake or that inaccurate statements
were made in establishing the emissions standards or other terms or conditions of the permit.
(iv) The Administrator or the permitting authority determines that the permit must be revised or revoked to assure
compliance with the applicable requirements.
(2) Proceedings to reopen and issue a permit shall follow the same procedures as apply to initial permit issuance and shall
affect only those parts of the permit for which cause to reopen exists. Such reopening shall be made as expeditiously as
practicable.
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

(3) Reopenings under 40 CFR 70.7(f)(1) shall not be initiated before a notice of such intent is provided to the Part 70 source
by the permitting authority at least 30 days in advance of the date that the permit is to be reopened, except that the permitting
authority may provide a shorter time period in the case of an emergency.

[Rules 62-213.430(3) & (4), F.A.C.; and, 40 CFR 70.7(f)]

39. Insignificant Emissions Units or Pollutant-Emitting Activities.

(a) All requests for determination of insignificant emissions units or activities made pursuant to Rule 62-213.420(3)(m), F.A.C,,
shall be processed in conjunction with the permit, permit renewal or permit revision application submitted pursuant to Chapter 62-
213, F. A.C. Insignificant emissions units or activities shall be approved by the Department consistent with the provisions of Rule
62-4.040(1)(b), F.A.C. Emissions units or activities which are added to a Title V source after issuance of a permit under Chapter 62-
213, F.A.C,, shall be incorporated into the permit at its next renewal, provided such emissions units or activities have been exempted
from the requirement to obtain an air construction permit and also qualify as insignificant pursuant to Rule 62-213.430(6), F.A.C.

(b) An emissions unit or activity shall be considered insignificant if all of the following criteria are met:
1. Such unit or activity would be subject to no unit-specific applicable requirement;
2. Such unit or activity, in combination with other units or activities proposed as insignificant, would not cause the facility to
exceed any major source threshold(s) as defined in Rule 62-213.420(3)(c)1., F.A.C., unless it is acknowledged in the permit
application that such units or activities would cause the facility to exceed such threshold(s);
3. Such unit or activity would not emit or have the potential to emit:
a. 500 pounds per year or more of lead and lead compounds expressed as lead,
b. l,OOO pounds per year or more of any hazardous air pollutant;
¢. 2,500 pounds per year or more of total hazardous air pollutants; or
d. 5.0 tons per year or more of any other regulated pollutant.
[Rule 62-213.430(6), F.A.C.]

40. Permit Duration. Permits for sources subject to the Federal Acid Rain Program shall be issued for terms of five years, provided
that the initial Acid Rain Part may be issued for a term less than five years where necessary to coordinate the term of such part with
the term of a Title V permit to be issued to the source. Operation permits for Title V sources may not be extended as provided in
Rule 62-4.080(3), F.A.C., if such extension will result in a permit term greater than five years.

[Rule 62-213.440(1)(a), F.A.C.]

41. Monitoring Information. All records of monitoring information shall specify the date, place, and time of sampling or
measurement and the operating conditions at the time of sampling or measurement, the date(s) analyses were performed, the

company or entity that performed the ;nalyses, the analytical techniques or methods used, and the results of such analyses.
[Rule 62-213.440(1)(b)2.a., F.A.C]

42. Retention of Records. -Retention of records of all monitoring data and support information shall be for a period of at least 5-
years from the date of the monitoring sample, measurement, report, or application. Support information includes all calibration and

maintenance records and all original strip-chart recordings for continuous monitoring instrumentation, and copies of all reports
required by the permit.
{Rule 62-213.440(1)(b)2.b., FA.C.]

43. Monitoring Reports. The permittee shall submit reports of any required monitoring at least every six (6) months. All instances
of deviations from permit requirements must be clearly identified in such reports.
[Rule 62-213.440(1)(b)3.a., F.A.C]

44.- Deviation from Permit Requirements Reports. The permittee shall report in accordance with the requirements of Rules 62-
210.700(6) and 62-4.130, F.A.C., deviations from permit requirements, including those attributable to upset conditions as defined in
the permit. Reports shall include the probable cause of such deviations, and any corrective actions or preventive measures taken.
{Rule 62-213.440(1)(b)3.b., F.A.C.]

45. Reports. All reports shall be accompanied by a certification by a responsible official, pursuant to Rule 62-213.420(4), F.A.C.
[Rule 62-213.440(1)(b)3.c, F.A.C]] '
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APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

46. Ifany portion of the final permit is invalidated, the remainder of the permit shall remain in effect.
[Rule 62-213.440(1)(d)!., F.A.C.}

47. It shall not be a defense for a permittee in an enforcement action that maintaining compliance with any permit condition would
necessitate halting of or reduction of the source activity.
{Rule 62-213.440(1)(d)3., F.A.C.]

48. Any Title V source shall comply with all the terms and conditions of the existing permit until the Department has taken final
action on any permit renewal or any requested permit revision, except as provided at Rule 62-213.412(2), F.A.C.
[Rule 62-213.440(1)(d)4., F.A.C.}

49. A ssituation arising from sudden and unforeseeable events beyond the control of the source which causes an exceedance of a
technology-based emissions limitation because of unavoidable increases in emissions attributable to the situation and which requires
immediate corrective action to restore normal operation, shall be an affirmative defense to an enforcement action in accordance with
the provisions and requirements of 40 CFR 70.6(g)(2) and (3), hereby adopted and i'ncorporated by reference.

{Rule 62-213.440(1)(d)5., F.A.C]

50. Confidentiality Claims. Any permittee may claim confidentiality of any data or other information by complying with Rule 62-
213.420(2), F.A.C. (also, see Condition No. 36.).
[Rule 62-213.440(1)(d)6., F.A.C.]

51. Statement of Compliance. (a)2. The permittee shall submit a Statement of Compliance with all terms and conditions of the
permit using DEP Form No. 62-213.900(7). Such statements shall be accompanied by a certification in'accordance with Rule 62-
213.420(4), F.A.C. Such statement shall be submitted (postmarked) to the Department and EPA:
a. Annually, within 60 days after the end of each calendar year during which the Title V permit was effective, or more
frequently if specified by Rule 62-213.440(2), F.A.C,, or by any other applicable requirement; and
b. Within 60 days after submittal of a written agreement for transfer of responsibility as required pursuant to 40 CFR
70.7(d)(1)(iv), adopted and incorporated by reference at Rule 62-204.800, F.A.C., or within 60 days after permanent shutdown
of a facility permitted under Chapter 62-213, F.A.C.; provided that, in either such case, the reporting period shall be the
portion of the calendar year the permit was effective up to the date of transfer of responsibility or permanent facility shutdown,
as applicable.
3. The statement of compliance status shall include all the provisions of 40 CFR 70.6(c)(5)(iii), incorporated by reference at Rule
62-204.800, FAC.
(b) The responsible official may treat compliance with all other applicable requirements as a surrogate for compliance with Rule 62-
296.320(2), Objectionable Odor Prohibited.

[Rules 62-213.440(3)(a)2. & 3. and (b), F.A.C ]

52. Permit Shield. Except as provided in Chapter 62-213, F.A.C., compliance with the terms and conditions of a permit issued
pursuant to Chapter 62-213, F.A.C,, shall, as of the effective date of the permit, be deemed compliance with any applicable
requirements in effect, provided that the source included such applicable requirements in the permit application. Nothing in Rule
62-213.460, F.A.C., or in any permit shall alter or affect the ability of EPA or the Department to deal with an emergency, the
liability of an owner or operator of a source for any violation of applicable requirements prior to or at the time of permit issuance, or
the requirements of the Federal Acid Rain Program.

[Rule 62-213.460, F.A.C.]

53. Forms and Instructions. The forms used by the Department in the Title V source operation program are adopted and
incorporated by reference in Rule 62-213.900, F.A.C. The form is listed by rule number, which is also the form number, and with
the subject, title, and effective date. Copies of forms may be obtained by writing to the Department of Environmental Protection,
Division of Air Resources Management, 2600 Blair Stone Road, Tallahassee, Florida 32399-2400, or by contacting the appropriate
permitting authority.

(1) Major Air Pollution Source Annual Emissions Fee Form. (Effective 01/03/2001)

(7) Statement of Compliance Form. (Effective 01/03/2001)

[Rule 62-213.900, F.A.C.: Forms (1) and (7)] -
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Chapter 62-256, F.A.C.

54. Not federally enforceable. Open Bumning. This permit does not authorize any open burning nor does it constitute any waiver
of the requirements of Chapter 62-256, F.A.C. Source shall comply with Chapter 62-256, F.A.C., for any open burning at the
source.

[Chapter 62-256, F.A.C.]

Chapter 62-281, F.A.C.

55. Refrigerant Requirements. Any facility having refrigeration equipment, including air conditioning equipment, which uses a
Class I or Il substance (listed at 40 CFR 82, Subpart A, Appendices A and B), and any facility which maintains, services, or repairs
motor vehicles using a Class I or Class Il substance as refrigerant must comply with all requirements of 40 CFR 82, Subparts B and
F, and with Rule 62-281.100, F.A.C. Those requirements include the following restrictions:

(1) Any facility having any refrigeration equipment normally containing 50 (fifty) pounds of refrigerant, or more, must keep
servicing records documenting the date and type of all service and the _quantity of any refrigerant added pursuant to 40 CFR 82.166;
(2) No person repairing or servicing a motor vehicle may perform any service on a motor vehicle air conditioner (MVAC) involving
the refrigerant for such air conditioner unless the person has been properly trained and certified as provided at 40 CFR 82.34 and 40
CFR 82.40, and properly uses equipment approved pursuant to 40 CFR 82.36 and 40 CFR 82.38, and complies with 40 CFR 82.42;
(3) No person may sell or distribute, or offer for sate or distribution, any substance listed as a Class I or Class Il substance at 40
CFR 82, Subpart A, Appendices A and B, except in compliance with Rule 62-281.100, F.A.C., and 40 CFR 82.34(b), 40 CFR 82.42,
and/or 40 CFR 82.166;

(4) No person maintaining, servicing, repairing, or disposing of appliances may knowingly vent or otherwise release into the

atmosphere any Class I or Class I substance used as a refrigerant in such equipment and no other person may open appliances
(except MVAC:s as defined at 40 CFR 82.152) for service, maintenance or repair unless the person has been properly trained and
certified pursuant to 40 CFR 82.161 and unless the person uses equipment certified for that type of appliance pursuant to 40 CFR
82.158 and unless the person observes the practices set forth at 40 CFR 82.156 and 40 CFR 82.166;

(5) No person may dispose of appliances (except small appliances, as defined at 40 CFR 82.152) without using equipment certified
for that type of appliance pursuant to 40 CFR 82.158 and without observing the practices set forth at 40 CFR 82.156 and 40 CFR
82.166;

(6) No person may recover refrigerant from small appliances, MVACs and MVAC-like appliances (as defined at 40 CFR 82.152),
except in compliance with the requirements of 40 CFR 82, Subpart F.

[40 CFR 82; and, Chapter 62-281, F. A.C. (Chapter 62-281, F.A.C., is not federally enforceable)]

Chapter 62-296, F.A.C.

- 56. Industrial, Commercial, and Municipal Open Burning Prohibited. -Open burning in connection with industrial, commercial, or

municipal operations is prohibited, except when:
(a) Open burning is determined by the Department to be the only feasible method of operation and is authorized by an air
permit issued pursuant to Chapter 62-210 or 62-213, F.A.C ; or,
(b) An emergency exists which requires immediate action to protect human health and safety; or,
(c) A county or municipality would use a portable air curtain incinerator to burn yard trash generated by a hurricane, tornado,
fire or other disaster and the air curtain incinerator would otherwise be operated in accordance with the permitting exemption
criteria of Rule 62-210.300(3), F.A.C.

[Rule 62-296.320(3), F.A.C.]

57. Unconfined Emissions of Particulate Matter.
(4)(c)}. No person shall cause, let, permit, suffer or allow the emissions of unconfined particulate matter from any activity,
including vehicular movement; transportation of materials; construction; alteration; demolition or wrecking; or industrially related

activities such as loading, unloading, storing or handling; without taking reasonable precautions to prevent such emissions.
3. Reasonable precautions include the following:
a. Paving and maintenance of roads, parking areas and yards.
b. Application of water or chemicals to control emissions from such activities as demolition of buildings, grading roads,
construction, and land clearing.

Page 17 of 18



APPENDIX TV-4, TITLE V CONDITIONS (version dated 02/12/02) (continued)

c. Application of asphalt, water, oil, chemicals or other dust suppressants to unpaved roads, yards, open stock piles and
similar activities. ‘
d. Removal of particulate matter from roads and other paved areas under the control of the owner or operator of the
facility to prevent reentrainment, and from buildings or work areas to prevent particulate from becoming airborne.
e. Landscaping or planting of vegetation. ' ’
f. Use of hoods, fans, filters, and similar equipment to contain, capture and/or vent particulate matter.
g. Confining abrasive blasting where possible.
h. Enclosure or covering of conveyor systems.
4. In determining what constitutes reasonable precautions for a particular facility, the Department shall consider the cost of the
" control technique or work practice, the environmental impacts of the technique or practice, and the degree of reduction of emissions
expected from a particular technique or practice.
[Rules 62-296.320(4)(c)1.,3., & 4. F.AC]

[electronic file name: tv-4.doc]
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APPENDIX SS-1, STACK SAMPLING FACILITIES (version dated 10/07/96)

Stack Sampling Facilities Provided bv the Owner of an Emissions Unit.,. This section

[]e

describes the minimum requirements for stack sampling facilities that are nece essary to

sample point emissions units. Sampling facilities include sampling ports, we

pla *f Orms, access to Work plauor'ns electrical power, and sc_mohnc equipmsn tsappor‘.
ling

Emissions units mu provide these fzcilities at their expense. “All stack sampling
fac l LleS must meet any Occupational Safety and Health Adminisiration (OSHA) Safety
znd Health Standards described in 29 CFR Pert 1910, Subparts D and E.

(2) Permanent Test Facilities. The owner or operator ’of an emissions unit for which 2
compliance test, other than a visible emissions test, is required on at least an annuzl basis,
shall install and mazintzin permanent stack sampling facilities.

(b) Temporary Test Facilities. The owner or operator of an emissions unit that is not
equired to conduct a compliance test on &t least an ennual basis may use permanent or
te.l porary stack sampling fac11me:. If the owner chooses to use temporary sampli
zcilitles on an emissions unit, and the Depariment elects to test the unit, suckh te: ..00“*'
facilitles shall be instelled on the emissions unit within 5 da ays of a request by the

Depariment and remain on the emissions uvait uniil the test is completed.
(c) S'F_rnpling Ports. : .

1. All sampling poris shall have & minimum inside diameter of 3 inches.
The por:s shall be capable of being sealed when not in use.

3. The sampling poris shall be located in the stack at least 2 stack diameters or’
eguivalent diameters downsiream and at least 0.5 stack diameter or equivalent dizmater
upsiream from any fzn, bend, consiriction or other fiow disturbance.

4. For emissions units for which a complete aophcauon to construct has besa filed
prior to December 1, 1980, &t least two <c.r—\olmc poris, 90 degrees apart, shall ke
installed zt each sampling location on zll circular stacks thet have an outside diameter of
15 fe=t or less. For stacks with a larger diameter, four sampling ports, each $0 éogrees
zpart, shall be installed. For emissions units for which a complete application to
consiruct is filed on or after December 1, 1980, at least two sampling ports, 0 Gagress
apam, shall be installed at each sr_fnphng location on zll circular stacks that have &
outside diameter of 10 fest or less. For stacks with larger diameters, four sa:nplfpg poris,
ezch S0 de greas apart, shall be instelled. On horizontel circular ducts, the poris shell be
loczted so that the prooe can enter the stack veriically, horizontally or at a 45 dagres

IO,

5. On rectangular ducts, the cross sectional area shzll be divided into the numter of
ecual egreas in accordance with EPA Method 1. Sampling ports shell be proviced vhich
2llow access to each sampling point. The ports shall be located so that the probe czn be
nseried perpendiculer te ‘the gas fiow.
(d \ orx Platforms.

1. M'n,r'u_rn size of the working platform shall be 24 square feet in area. Plamiorms

zll be at least 3 feet wide.

s

[}

2.0n cerLlar stacks with 2 sampling poris, the platform shall extend at lezst 110
degrees around the stack. '

3. On circular stacks with mere 1 two samipling ports, the work platform shzll
exiznc 360 degrees eround the sz

4. A ll platforms shall be equ.:_:e’\ with an adequare safefy rail (ropes are net
accepianle). toeboard, and hinged ficor-ope: aing cover if ladder ac;ess is used to rzach the
piatform. The safer v rail direcily iz line with the sempling poris shall be remevezis <o

thai no obsiruction exisis in an ar2a 14 inches bé'o\\ ach sampie port and 6 1nchzs on
either ade of the sampling pert.
(2) Access to Work Platform.

.
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APPENDIX 85-1, STACI\ SAMPLING FACILITIES (version dated 10/07/96)

(continued)

1. Ladders to the work pla:zorn exceeding 15 feet in length shall have safety cages or
fall arresters with & minimum of 3 compatible safety belts available for use by phng
personnel.

2. Walkways over free-fz!l areas shall be equipped with sa:e‘“x rails and toeboards.

(£ Electrical Povwer.

1. A minimum of two 120-volt AC, 20-amp outlets s‘mll be provided &t the sampling
platform within 20 fe=t of each mmphno port.

2. If extension cords are used to provide the electrical power, they shall be kept on the
piant's property anc be available immediately upon request by samplizg personnel.

(g) Sarnpling Equipment SL.Dpor"

1. A three-quarier inch evebolt and an angle bracket shall be atiached directly above
each port on vertica! stacks anc zbove each row of sarnpling ports on the sides of
horizontal ducts.

2. The bracke? shall be a standard 3 inch x 3 inch x one-guarter inch eguzl-legs
bracket which is 1 and one-half inches wide. A hole that is one-half inch in diameter
shall be drilled through the exact ceater of the horizontal portion of the bracket. The
horizontal portion of the braciet shall be located 14 inches above the centeriine of the
sampling port

b A t.nre-"-e:czn:r. inch belt which protrudes 2 inches from the stack may be
substituted for the reguired bracket. The bolt sm.il be located 15 and cne-halfinches
above the ceaterline of the sampling port.

c. The three-guzrier inch evebolt shall be czzable of supporting & 300 pound working
load. For stacks thet are less than 12 feet in diameter, the eyebolt shall be located 43
inches ezbove the horizontal portion of the argle bracket. For stacks thet are greater than -
or equal to 12 fest in diameter, the eyebolt shall be locafeﬂ 60 inches zbove the horizontal
portion of the angie bracket. If the eyebolt is mere than 120 inches zbove the pletiorm, a
length of chein shali be aftached to it to bring the free end of the chain to within safe
reach from the platform.

- 2.A cornple':e monorzil or duzlrail arrangzment may be substinutzd for the evebolt
and bfc.C .

Q

3ol

..,-_---_.

prona:ﬁ above the po.; to a”o\» the <¢_r'ml° proo to be secure d
[Rule 62-297.310(6). F.A ]
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#  Phase Il Permit - Page 1

STEP 1

ldentify the source by
plant name, State, and
ORIS code from NADB

STEP 2 Enter the boiler
iD# from NADB for each
affected unit and indicate
whether a repowering plan
is being submitted for the
unit by entering "yes" or
no"” at column c. For
new units, enter the
requested information in
columnsdande.

Phase Il Permit Application

UR SAY

-~ Page’1

For more information, see instructions and refer to 40 CFR 72.30 and 72.31 and Chapter 62-214, F.A.C.

This submission is: O New

Revised
Plant Name DeSoto County Energy Park State FL ORIS Code 55422
Compliance
Plan
a b c d e
Boiler ID# Unit will Repowering New Units New Units
Hold allowances Plan
in accordance
with 40 CFR Commence Monitor
72.9(c)(1) Operation Date Certification
Deadline
CT1
Yes April 1, 2002 July 1, 2002
CT2
Yes April 1, 2002 July 1, 2002
CT3
Yes June 1, 2003 Sept 1, 2003
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes
Yes

STEP 3

Check the box if the
response in column c of
Step 2 is "Yes for any unit

DEP Form No. 62-210.900(1)(a) - Form
Effective; 7-1-95

O

For each unit that will be repowered, the Repowering Extension. Plan form is included and the Repowering
Technology Petition form has been submitted or will be submitted by

June 1, 1997,




STEP 4

Read the standard
requirements and
certification, enter
the name of the
designated repre-
sentative, and sign
and date

Phase Il Permit - Page 2
DeSoto County Energy Park

Plant Name (from Step 1)

Standard Requirements

Permit Requirements.

(1) The designated representative of each Acid Rain source and each Acid Rain unit at the source shall:
(i) Submit a complete Acid Rain part application (including a compliance plan) under 40 CFR part 72, Rules 62-214.320 and 330, F.AC. in
accordance with the deadlines specified in Rule 62-214.320, F.A.C.; and
(i) Submit in a timely manner any supplemental information that the permitting authority determines is necessary in order to review an Acid
Rain part application and issue or deny an Acid Rain permit;

(2) The owners and operators of each Acid Rain source and each Acid Rain unit at the source shall:
(i) Operate the unit in compliance with a complete Acid Rain part application or a superseding Acid Rain part issued by the permitting
authority; and
(i) Have an Acid Rain Part.

Monitoring Requirements.

(1) The owners and operators and, to the extent applicable, designated representative of each Acid Rain source and each Acid Rain unit at the
source shall comply with the monitoring requirements as provided in 40 CFR part 75, and Rule 62-214.420, F.A.C.

(2) The emissions measurements recorded and reported in accordance with 40 CFR part 75 shall be used to determine compliance by the unit
with the Acid Rain emissions limitations and emissions reduction requirements for sulfur dioxide and nitrogen oxides under the Acid Rain
Program.

(3) The requirements of 40 CFR part 75 shall not affect the responsibility of the owners and operators to monitor emissions of other pollutants or
other emissions characteristics at the unit under other applicable requirements of the Act and other provisions of the operating permit for the
source.

Sulfur Dioxide Requirements.

(1) The owners and operators of each source and each Acid Rain unit at the source shall:
(i) Hold aliowances, as of the aflowance transfer deadline, in the unit's compliance subaccount (after deductions under 40 CFR 73.34(c)) not
less than the total annual emissions of sulfur dioxide for the previous calendar year from the unit; and
(i) Comply with the applicable Acid Rain emissions limitations for sulfur dioxide.
(2) Each ton of sulfur dioxide emitted in excess of the Acid Rain emissions limitations for sulfur dioxide shall constitute a separate violation of the
Act.
(3) An Acid Rain unit shall be subject to the requirements under paragraph (1) of the sulfur dioxide requirements as follows:
(i) Starting January 1, 2000, an Acid Rain unit under 40 CFR 72.6(a)(2), or
(i) Starting on the later of January 1, 2000 or the deadline for monitor certification under 40 CFR part 75, an Acud Rain unit under 40 CFR
72.6(a)(3).
(4) Allowances shali be held in, deducted from, or transferred among Allowance Tracking System accounts in accordance with the Acid Rain
Program. ’
(5) An allowance shall not be deducted in order to comply with the requirements under paragraph (1)(i) of the sulfur dioxide requirements prior to
the calendar year for which the allowance was allocated.
(6) An allowance allocated by the Administrator under the Acid Rain Program is a limited authorization to emit sulfur dioxide in accordance with
the Acid Rain Program. No provision of the Acid Rain Program, the Acid Rain permit application, the Acid Rain permit, or the written exemption
under 40 CFR 72.7 and 72.8 and no provision of law shall be construed to limit the authority of the United States to terminate or limit such
authorization.
(7) An allowance allocated by the Administrator under the Acid Rain Program does not constitute a property right.

Nitrogen Oxides Requirements. The owners and operators of the source and each Acid Rain unit at the source shall comply with the applicable
Acid Rain emissions limitation for nitrogen oxides.

Excess Emissions Requirements.

(1) The designated representative of an Acid Rain unit that has excess emissions in any calendar year shall submit a proposed offset plan, as
required under 40 CFR part 77.
(2) The owners and operators of an Acid Rain unit that has excess emissions in any calendar year shall:

(i) Pay without demand the penaity required, and pay upon demand the interest on that penaity, as required by 40 CFR part 77; and

(i) Comply with the terms of an approved offset plan, as required by 40 CFR part 77.

Recordkeeping and Reporting Requirements.

(1) Unless otherwise provided, the owners and operators of the source and each Acid Rain unit at the source shall keep on site at the source
each of the following documents for a period of 5 years from the date the document is created. This period may be extended for cause, at any
time prior to the end of 5 years, in writing by the Administrator or permitting authority:
(i) The certificate of representation for the designated representative for the source and each Acid Rain unit at the source and all documents
that demonstrate the truth of the statements in the certificate of representation, in accordance with Rule 62-214.350, F.A.C.; provided that
the certificate and documents shall be retained on site at the source beyond such 5-year period until such documents are superseded
because of the submission of a new certificate of representation changing the designated representative;
(ii) All emissions monitoring information, in accordance with 40 CFR part 75,
(iif) Copies of all reports, compliance certifications, and other submissions and all records made or required under the Acid Rain Program;
and,

DEP Form No. 62-210.900(1)(a) - Form

Effective: 7-1-95



Phase Il Permit - Page 3

DeSoto County Energy Park

Plant Name (from Step 1)

Recordkeeping and Reporting Requirements (cont)

(iv) Copies of all documents used to complete an Acid Rain part application and any other submission under the Amd Rain Program or to
demonstrate compliance with the requirements of the Acid Rain Program.

(2) The designated representative of an Acid Rain source and each Acid Rain unit at the source shall submit the reports and compliance
certifications required under the Acid Rain Program, including those under 40 CFR part 72 subpart | and 40 CFR part 75.

Liability.

(1) Any person who knowingly violates any requirement or prohibition of the Acid Rain Program, a complete Acid Rain part application, an Acid
‘Rain part, or a written exemption under 40 CFR 72.7 or 72.8, including any requirement for the payment of any penalty owed to the United States,
shall be subject to enforcement pursuant to section 113(c) of the Act.

(2) Any person who knowingly makes a false, material statement in any record, submission, or report under the Acid Rain Program shall be
subject to criminal enforcement pursuant to section 113(c) of the Act and 18 U.S.C. 1001.

(3) No permit revision shall excuse any violation of the requirements of the Acid Rain Program that occurs prior to the date that the revision
takes effect.

(4) Each Acid Rain source and each Acid Rain unit shall meet the requirements of the Acid Rain Program.

(5) Any provision of the Acid Rain Program that applies to an Acid Rain source (including a provision applicable to the designated representative
of an Acid Rain source) shall also apply to the owners and operators of such source and of the Acid Rain units at the source.

(6) Any provision of the Acid Rain Program that applies to an Acid Rain unit (including a provision applicable to the designated representative of
an Acid Rain unit) shall also apply to the owners and operators of such unit. Except as provided under 40 CFR 72.44 (Phase |l repowering
extension plans), and except with regard to the requirements applicable to units with a common stack under 40 CFR part 75 (including 40 CFR
75.16, 75.17, and 75.18), the owners and operators and the designated representative of one Acid Rain unit shall not be liabie for any violation by
any other Acid Rain unit of which they are not owners or operators or the designated representative and that is located at a source of which they
are not owners or operators or the designated representative.

(7) Each violation of a provision of 40 CFR parts 72, 73, 75, 77, and 78 by an Acid Rain source or Acxd Rain unit, or by an owner or operator or
designated representative of such source or unit, shall be a separate violation of the Act.

Effect on Other Authorities. No provision of the Acid Rain Program, an Acid Rain part application, an Acid Rain part, or a written exemption under
40 CFR 72.7 or 72.8 shall be construed as:

(1) Except as expressly provided in title 1V of the Act, exempting or excluding the owners and operators and, to the extent applicable, the
designated representative of an Acid Rain source or Acid Rain unit from compliance with any other provision of the Act, including the provisions
of title | of the Act relating to applicable National Ambient Air Quality Standards or State Implementation Plans;

(2) Limiting the number of allowances a unit can hold; provided, that the number of allowances held by the unit shall not affect the source's
obligation to comply with any other provisions of the Act;

(3) Requiring a change of any kind in any State law regulating electric utility rates and charges, affecting any State law regarding such State
regulation, or limiting such State regulation, including any prudence review requirements under such State law;

(4) Modifying the Federal Power Act or affecting the authority of the Federal Energy Regulatory Commission under the Federal Power Act; or,
(5) Interfering with or impairing any program for competitive bidding for power supply in a State in which such program is established.

Certification

| am authorized to make this submission on behalf of the owners and operators of the Acid Rain source or Acid Rain units for which the
submission is made. | certify under penalty of law that | have personally examined, and am familiar with, the statements and information
submitted in this document and all its attachments. Based on my inquiry of those individuals with primary responsibility for obtaining the
information, | certify that the statements and information are to the best of my knowledge and belief true, accurate, and complete. | am aware that
there are significant penalties for submitting false statements and information or omitting required statements and information, including the
possibility of fine or imprisonment.

Name J. Michael Kennedy

»
Signature g WM Date January 11, 2002
/4

DEP Form No. 62-210.800(1)(a) - Form

Effective: 7-1-95




STEP 5 (optional)
Enter the source AIRS
FINDS identification

DEP Form No. 62-210.900(1)(a) - Form
Effective: 7-1-95

AIRS

FINDS

Phase |l Permit - Page 4



STEP 1

Identify the source by
lant name, State, and
RIS code.

STEP 2

Enter requested
information for the
designated
representative.

-STEP 3
Enter requested
information for the
alternate designated
representative, if
applicable.

STEP 4

Complete Step 5, read
the cettifications, and
sign and date. Fora
designated
representative of a
combustion or process
source under 40 CFR

art 74, the references in

he certifications to
"affected units" also

apply to the combustion
or process source under

40 CFR part 74 and the
references to "affected
source" also apply to
the source at which the
combustion or process
source is located.

United States
Environmental Protection Agency
Acid Rain Program

OMB No. 2060-0258

Certificate of Representation

For more information, see instructions and refer to 40 CFR 72.24
This submission is: (New & Revised (revised submissions must be completed in full; see instructions)

This submission includes combustion or process sources under 40 CFR part 74 [J

DeSoto County Energy Park FL 55422

Plant Name State ORIS Code

J. Michael Kennedy

Name

Address

CP&L Energy and Environment Center
3932 New Hill Holleman Road
New Hill NC 27562-0327

(919) 362-3266

Fax Number

(919) 362-3337

Phone Number

j-michael.kennedy@pgnmail.com

E-mail address (if avallable)

Victoria K. Will

Name

(919) 362-3580

Phone Number

(919) 362-3266

Fax Number

vicky.will@pgnmail.com

E-mall address (if avalilable)

| certify that | was selected as the designated representative or altemate designated representative, as applicable, by an
agreement binding on the owners and operators of the affected source and each affected unit at the source.

| certify that | have given notice of the agreement, selecting me as the ‘designated representative’ for the affected source
and each affected unit at the source identified in this Certificate of representation, in a newspaper of general circulation
in the area where the source is located or in a State publication designed to give general public notice.

| certify that | have all necessary authority to carry out my duties and responsibilities under the Acid Rain Program on
behalf of the owners and operators of the affected source and of each affected unit at the source and that each such
owner and operator shall be fully bound by my actions, inactions, or submissions.

1 certify that | shall abide by any fiduciary responsibilities imposed by the agreement by which | was selected as
designated representative or alternate designated representative, as applicable.

| certify that the owners and operators of the affected source and of each affected unit at the source shall be bound by
any order issued to me by the Administrator, the permitting authority, or a court regarding the source or unit.

Where there are multiple holders of a legal or equitable title to, or a leasehold interest in, an affected unit, or where a
utility or industrial customer purchases power from an affected unit under life-of-the-unit, firm power contractual
arrangements, | certify that:

| have given a written notice of my selection as the designated representative or altemate designated
representative, as applicable, and of the agreement by which | was selected to each owner and operator of the
affected source and of each affected unit at the source; and ' .

" Allowances and the proceeds of transactions involving allowances will be deemed to be held or distributed in
proportion to each holder's legal, equitable, leasehold, or contractual reservation or entitlement or, if such
multiple holders have expressly provided for a different distribution of aflowances by contract, that allowances
and the proceeds of transactions involving allowances will be deemed to be held or distributed in accordance
with the contract.

The agreement by which | was selected as the altemate designated representative, if applicable, includes a procedure
for the owners and operators of the source and affected units at the source /to authorize 'the altemate designated
representative to act in lieu of the designated representative.

EPA Form 7610-1 (rev. 4-98; previous versions obsolete)
FORMS/EPA Acid Rain Program/7610-1 (01/10/02)



STEP 5

Provide the name of
every owner and
operator of the source
and identify each
affected unit (or
combustion or process
source) they own and/or
operate.

EPA Form 7610-1 (rev. 4-98; previous versions obsolete)

Certificate - Page 2

DeSoto County Energy Park
Page & of [}

Plant Name {from Step 1)

I am authorized to make this submission on behalf of the owners and operators of the affected source or affected units for
which the submission is made. | certify under penalty of law that | have personally examined, and am familiar with, the
statements and information submitted in this document and all its attachments. BaseJlon my inquiry of those individuals with
Enmary responsibility for obtaining the information, I certify that the statements and information are to the best of my
nowledge and belief true, accurate, and complete | am aware that there are significant penalties for submitting false
statements and information or omitting required statements and information, including the possibility of fine or imprisonment.

Slgr\%yé (desZated representatiye) i 7 Date / //0/0 y

su;ﬁ%ﬁ%ﬁw represe% M Date / / 0/002/

DeSoto County Generating Company, LLC

Name ] Owner [] Operator
CT1 CT2 CT3

1D# 1D# 1D# 1D# 1D# \D# 10#

1D# 10# \D# 1D# ID# 1D# |D#

r(faixéolma Power & Light [] Owner [ Operator
CT1 CT2 CT3 .

1D# 1D# 1iD# iD# ID# 1D# 1D#

1D# 1D# ID#, 1D# ID# 1D# ID#

Name [] Owner [] Operator
ID# 10# [0 1D# ID# 10# 10#
1D# 1D# 10# 10# 10# 1D# 1D#
Name ] Owner [] Operator
1D# 1D# 1D# ID# 1D# 10# 1D#
1D# 10# 1D# |D# 1D# 1D# 1D#

FORMS/EPA Acid Rain Progranv7610-1 (01/10/02)
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