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Dear Mr. Daniel:


Attached is the official Notice of Final Permit for the project referenced below. Click on the
 link displayed below to access the permit project documents and reply back verifying receipt
 of the documents provided in the links.


Note:  We must receive verification that you are able to access the documents. Your
 immediate reply will preclude subsequent e-mail transmissions to verify.


Owner/Company Name: CEMEX CONSTRUCTION MATERIALS FLORIDA,LLC 
Facility Name: CEMEX BROOKSVILLE SOUTH CEMENT PLANT 
Project Number: 0530021-053-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: HERNANDO


Click on the following link to access the permit project documents: 
http://ARM-
PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip.


If you have any problems opening the documents or would like further information, please
 contact the Florida Department of Environmental Protection, Office of Permitting and
 Compliance.


Sincerely,


Lynn Scearce
Office of Permitting and Compliance (OPC)
Division of Air Resource Management – DEP
2600 Blair Stone Road, Mail Stop 5505
Phone:  850-717-9025
DEP Information Portal: Click to follow link.
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PERMITTEE 



CEMEX Construction Materials Florida, LLC 
Brooksville South Cement Plant 
10311 Cement Plant Road 
Brooksville, Florida 34601 
 
Authorized Representative: 
Mr. Jim Daniel, Plant Manager 



Air Permit No. 0530021-053-AC 
PSD-FL-91M 



Permit Expires:  03/31/2016 
Minor Air Construction Permit 



Brooksville South Cement Plant 
Kiln No. 1 Dry Sorbent Injection 



PROJECT 



This is the final air construction permit, which authorizes the installation of a dry sorbent injection (DSI) system 
on Kiln No. 1 and makes minor revisions to a previously issued air construction permit.  The DSI system will 
reduce and control emissions of acid gases, including hydrochloric acid (HCl).  The proposed work will be 
conducted at the existing Brooksville South Cement Plant, which is categorized under Standard Industrial 
Classification No. 3241.  The existing facility is located in Hernando County at 10311 Cement Plant Road in 
Brooksville, Florida.  The UTM coordinates are Zone 17, 360.00 kilometers (km) East and 3162.50 km North. 



This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit. 



STATEMENT OF BASIS 



This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 



Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 



Executed in Tallahassee, Florida 
 
 
 
 
 
For: 
Jeffery F. Koerner, Deputy Director 
Division of Air Resource Management 



www.dep.state.fl.us 











FINAL PERMIT 



 
 
 



CERTIFICATE OF SERVICE 



The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 



Mr. Jim Daniel, CEMEX Construction Materials Florida, LLC:  JDaniel@cemexusa.com 
Mr. George Townsend, CEMEX Construction Materials Florida, LLC:  gtownsend@cemexusa.com 
Dr. Max Lee, Ph.D., P.E., Koogler and Associates:  mlee@kooglerassociates.com 
Ms. Kelley Boatwright, DEP, Southwest District:  Kelley.M.Boatwright@dep.state.fl.us 
Ms. Lorinda Shepherd, EPA Region 4:  shephard.lorinda@epa.gov 
Ms. Heather Ceron, US EPA Region 4:  ceron.heather@epa.gov 
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 



Clerk Stamp 



FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION  



FACILITY DESCRIPTION 



The facility includes Cement Lines No. 1 and No. 2.  Each line includes an in-line kiln/raw mills, clinker cooler, 
associated process equipment, all the required auxiliary equipment and a coal yard.  Waste heat from the kilns is 
used to provide heat to the raw mills and the kiln preheaters, which is used to drive off moisture from or preheat 
the materials used for making clinker.  Cement Line No. 2 also has a pre-calciner where the feed is calcined 
before entering the rotary kiln.  Consequently, the kiln has only to raise the feed to sintering temperature 
increasing the overall efficiency of the process.  All of the materials handling activities are controlled by 
baghouses, except for the Clinker Receiving/Handling Systems and the coal yard activities.  For the Clinker 
Receiving/Handling Systems, the fugitive particulate matter emissions generated from the transfer of clinker from 
the receiving hoppers to the belt conveyors is controlled using atomized water sprays or an equivalent dust 
suppression system.   



Cement Line No. 1 consists of the following emission units (EU): 



EU ID No. Facility’s Internal ID No. Emissions Unit Description 



001 D-75 Filter Dust Bin with Baghouse 



002 D-67 Fly Ash & Equilibrium Storage Silo with Baghouse 



004 
F-14 Raw Meal Transfer with Baghouse 



Proposed Dry Sorbent Injection 



006 G-12 (A & B) Two Blend Silos with Baghouse 



007 H-15 Kiln Feed Surge Bin with Baghouse 



008 S-04 Clinker Receiving & Handling System 



009 K-07 & L-03 Clinker Cooler Discharge with Baghouse 
010 L-05, L-06 & L-07 Clinker Storage Silos with Baghouse 
011 L-08 Gypsum and Limestone Bins with Baghouse 



012 M-03 
M-08 



Clinker Feed Belt  
Silo Discharge with Baghouse 



013 N-13 Finish Mill with Baghouse 



014 Q-17 A-Side Cement Storage Silo #1 and #2 with Baghouse 
015 Q-15 Cement Storage Silos #1 and #2 with Baghouse 
019 M-05 Finish Mill Feed Belt with Baghouse 



020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 



021 Q-18 B-Side Cement Storage Silos #1, #2 & #3 Discharge 
System with Baghouse 



022 Z-15 Cement Storage Silo #3 with Baghouse 



023 N/A Cement Storage Silo #4 and Truck Loadout System with 
Baghouse 



024 Z-18 Cement Storage Silo and Railcar Loadout System with 
Baghouse 



Shared Emission Unit - Cement Lines No. 1 and 2:  Fugitive Emissions and Coal Yard 



042 N/A Coal Receiving, Handling and Transfer System (fugitives) 
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SECTION 1.  GENERAL INFORMATION  



PROPOSED PROJECT 



CEMEX requests authorization (Application) for the installation of a DSI system on Kiln No.1.  The purpose is to 
control acid gases, including HCl emissions as required by the Portland cement National Emission Standards for 
Hazardous Pollutants (NESHAP) (40 CFR 63, Subpart LLL).  The applicable HCl maximum achievable control 
technology (MACT) emission standard is 3 parts per million by volume, dry at 7% oxygen (ppmvd @7% O2), 
effective 9/9/2015.  The primary sorbent is hydrated lime (Ca(OH)2); however, other sorbents compatible with the 
cement process may be used.  The DSI system injection system will include a bulk bag unloading frame with a 
weather curtain, confinement hopper, gravity feeder, rotary airlock and dust filters. 



This permit also revises Air Construction Permit No. 0530021-043-AC to make some clarifications and minor 
corrections to the table in Section 3, Subsection B, Specific Condition 2, including but not limited to: 



• Combines kiln (K), clinker cooler (C) and raw mill (M) into a single row for particulate matter; 



• Clarifies that the emission limit for particulate matter shall be computed in accordance with the formula 
provided in 40 CFR 63.1343(b)(2) Equation 1; 



• Clarifies that stack testing shall not be used in lieu of a continuous parametric monitoring system to report 
particulate matter. 



This project will modify the following emissions units: 



EU ID No. Facility’s Internal ID No. Emissions Unit Description 



004 F-14 Raw Meal Transfer with Baghouse 
(proposed) Dry Sorbent Injection System 



020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 



FACILITY REGULATORY CLASSIFICATION 



• The facility is a major source of hazardous air pollutants (HAP). 
• The facility does not operate units subject to the acid rain provisions of the Clean Air Act. 
• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 
• The facility is a major stationary source in accordance with Rule 62-212.400, F.A.C. for PSD of Air Quality. 
• The facility does operate units subject to the New Source Performance Standards (NSPS). 
• The facility does operate units subject to the NESHAP. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  



1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blairstone Road (MS #5505), Tallahassee, 
Florida  32399-2400.  



2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Air Resource Section of the Department’s Southwest District Office at: 13051 North 
Telecom Parkway, Temple Terrace, Florida 33637-0926 (Phone No: 813-632-7600). 



3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); Appendix C (Common Conditions); 
Appendix D (Common Testing Requirements); Appendix E (NESHAP Subpart A); Appendix F (NESHAP 
Subpart LLL); Appendix G (NSPS Subpart A); and Appendix H (NSPS Subpart F).   



4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations.  



5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 



6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 



7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 



8. Source Obligation: 



(a) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by virtue of a relaxation in any enforceable limitation which was established after August 7, 1980, 
on the capacity of the source or modification otherwise to emit a pollutant, such as a restriction on hours 
of operation, then the requirements of subsections 62-212.400(4) through (12), F.A.C., shall apply to the 
source or modification as though construction had not yet commenced on the source or modification. 



(b) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by exceeding its projected actual emissions, then the requirements of subsections 62-212.400(4) 
through (12), F.A.C., shall apply to the source or modification as though construction had not yet 
commenced on the source or modification. [Rule 62-212.400(12), F.A.C.] 



9. Application for Title V Permit:  This permit authorizes construction of the permitted emissions units and 
initial operation to determine compliance with Department rules.  A Title V air operation permit is required 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  



for regular operation of the permitted emissions unit.  The permittee shall apply for a Title V air operation 
permit at least 90 days prior to expiration of this permit, but no later than 180 days after commencing 
operation of the proposed DSI system.  To apply for a Title V operation permit, the applicant shall submit the 
appropriate application form, compliance test results, and such additional information as the Department may 
by law require.  The application shall be submitted to the appropriate Permitting Authority with copies to the 
Compliance Authority.  [Rules 62-4.030, 62-4.050, 62-4.220 and Chapter 62-213, F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 



This section of the permit addresses the following emissions unit. 



ID No. Emission Unit Description 



004 
Raw Meal Transfer with Baghouse 



Dry Sorbent Injection System 



{Permitting Note:  This emissions unit is regulated under Rule 62-212.400(BACT), F.A.C., PSD; 40 CFR 63, 
Subpart A, General Provisions and Subpart LLL, NESHAP from Portland Cement Manufacturing Industry, 
adopted by reference in Rule 62-204.800(11)(b)48, F.A.C., and 40 CFR 60  New Source Performance Standards 
Subpart A, General Provisions and Subpart F, Standards for performance for Portland Cement Plants adopted by 
reference in Rule 62-204.800(8)(b)9, F.A.C.} 



PREVIOUS APPLICABLE REQUIREMENTS 



1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations. [Rule 62-4.070, F.A.C.] 



EQUIPMENT 



2. Dry Sorbent Injection (DSI) System:  The permittee is authorized to install and operate a Nol-Tec Dilute 
Phase Conveying and Injection System (or equivalent DSI System).  The sorbent will be injected near the top 
of the preheater.  Equipment includes, but not limited to: 



• Bulk bag loading station; 
• Confinement hopper; 
• Gravity feeder; 
• Rotary airlock to create a barrier between the feeding system and the convey line; and 
• Dust filters for PM control. 



[Application No. 0530021-053-AC] 



3. Applicable NESHAP Provisions:  The DSI system emission point is subject to, and shall comply with, the 
applicable provisions in NESHAP Subpart A (General Provisions) and NESHAP Subpart LLL (National 
Emissions Standards for Hazardous Air Pollutants from Portland Cement Manufacturing Industry) of 40 CFR 
63, which are identified in Appendices E and F of this permit, respectively.  [NESHAP Subparts A and LLL 
in 40 CFR 63 and Rule 62-204.800(11)(b)48, F.A.C.] 



PERFORMANCE RESTRICTIONS 



4. Hours of Operation: The hours of operation are not limited (8,760 hours/year). [Rule 62-210.200(PTE), 
F.A.C.; and Application No. 0530021-053-AC] 



EMISSIONS STANDARDS 



5. Visible Emissions:  Visible emissions from the DSI system shall not exceed 10% opacity. 
[Rules 62-204.800(8)(b)9 and 62-204.800(11)(b)48 F.A.C.; 40 CFR 60.62; and 40 CFR 63.1345] 



TESTING REQUIREMENTS 



6. Initial Compliance Tests:  Effective upon startup, Compliance with the 10% opacity limit shall be 
demonstrated in accordance with Method 9 of Appendix A-4, pursuant to 40 CFR 63.1349(b)(2).  Use the 
maximum 6-minute average opacity exhibited during the performance test period to determine whether the 
affected source is in compliance with the standard.  The duration of the Method 9 test shall be 3 hours (30 6-
minute averages), except that the duration of the Method 9 performance test may be reduced to 1 hour if the 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 



following conditions apply.  For batch processes that are not run for 3-hour periods or longer, compile 
observations totaling 3 hours when the unit is operating. 
a. There are no individual readings greater than 10% opacity; 
b. There are no more than three readings of 10% for the first 1-hour period. 



[Rules 62-204.800(11)(b)48 and 62-297.310(8)(a)2, F.A.C.; and 40 CFR 63.1349(b)(2) and 63.1351(d)] 



7. Test Requirements:  The permittee shall notify the Compliance Authority in writing at least 15 days prior to 
any required tests.  Tests shall be conducted in accordance with the applicable requirements specified in 
Appendix D (Common Testing Requirements) of this permit.  [Rule 62-297.310(9), F.A.C.] 



8. Test Methods:  Required tests shall be performed in accordance with the following reference methods. 



Method Description of Method and Comments 



9 Visual Determination of the Opacity of Emissions from Stationary Sources 



22 Visual Determination of Fugitive Emissions from Material Sources  



The above methods are described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-
204.800(11)(b)48, F.A.C.  No other methods may be used unless prior written approval is received from the 
Department.  [Rules 62-204.800(11)(b)48 and 62-297.100, F.A.C.; and Appendix A of 40 CFR 60] 



MONITORING REQUIREMENTS 



9. Periodic Opacity Monitoring:   



a. Sources subject to a limitation on opacity under 40 CFR 63.1345 shall conduct required emissions 
monitoring in accordance with the following (1) through (7) (40 CFR 63.1350(f)(1)(i) through (f)(1)(vii)) 
and in accordance with the operation and maintenance plan (40 CFR 63.1347).  You shall also develop an 
opacity emissions monitoring plan (40 CFR 63.1350(p)(1) - (4)) and an approved alternate monitoring 
requirements (40 CFR 63.1350(o)(5)), if applicable. 
(1) You must conduct a monthly 10-minute visible emissions test of each affected source in accordance 



with Method 22 of Appendix A–7.  The performance test must be conducted while the affected source 
is in operation. 



(2) If no visible emissions are observed in six consecutive monthly tests for any affected source, the 
owner or operator may decrease the frequency of performance testing from monthly to semi-annually 
for that affected source.  If visible emissions are observed during any semi-annual test, you must 
resume performance testing of that affected source on a monthly basis and maintain that schedule 
until no visible emissions are observed in six consecutive monthly tests. 



(3) If no visible emissions are observed during the semi-annual test for any affected source, you may 
decrease the frequency of performance testing from semi-annually to annually for that affected 
source.  If visible emissions are observed during any annual performance test, the owner or operator 
must resume performance testing of that affected source on a monthly basis and maintain that 
schedule until no visible emissions are observed in six consecutive monthly tests. 



(4) If visible emissions are observed during any Method 22 performance test, of appendix A–7, you must 
conduct 30 minutes of opacity observations, recorded at 15-second intervals, in accordance with 
Method 9 of appendix A–4.  The Method 9 performance test, of Appendix A–4, must begin within 1 
hour of any observation of visible emissions. 



(5) The requirement to conduct Method 22 visible emissions monitoring does not apply to any totally 
enclosed conveying system transfer point, regardless of the location of the transfer point.  “Totally 
enclosed conveying system transfer point” must mean a conveying system transfer point that is 
enclosed on all sides, top, and bottom.  The enclosures for these transfer points must be operated and 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 



maintained as total enclosures on a continuing basis in accordance with the facility operations and 
maintenance plan. 



(6) If any partially enclosed or unenclosed conveying system transfer point is located in a building, you 
must conduct a Method 22 performance test, of Appendix A–7, according to the requirements of 
paragraphs (1) through (4) for each such conveying system transfer point located within the building, 
or for the building itself, according to paragraph (7). 



(7) If visible emissions from a building are monitored, the requirements of paragraphs (1) through (4) 
apply to the monitoring of the building, and you must also test visible emissions from each side, roof, 
and vent of the building for at least 10 minutes. 



b. Corrective actions.  If visible emissions are observed during any Method 22 visible emissions test 
conducted under Specific Condition 9.a, you shall initiate, within one-hour, the corrective actions 
specified in the site specific operating and maintenance plan provisions in 40 CFR 63.1347. 



c. [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(f)] 
10. Operation and Maintenance (O&M) Plan:  The permittee shall prepare an O&M Plan in accordance with 40 



CFR 63.1347.  The O&M plan shall address the schedule for inspection of the DSI system and require 
preventive maintenance and shall require records of the condition of the equipment upon each inspection and 
any maintenance activities performed.  The O&M plan shall be submitted to the Department’s Southwest 
District office as part of the Title V permit renewal review.  [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 
63.1347] 



11. Opacity Monitoring Plan:  The permittee shall prepare and submit (upon request), a site specific opacity 
monitoring plan for the DSI system in accordance with 40 CFR 63.1350(p)(1)-(4).  [Rule 62-
204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(p)] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 



This section of the permit addresses the following emissions unit. 



EU ID No. Emissions Unit Description 
020 Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker Cooler 1 with Baghouse 



{Permitting Note:  This emissions unit activity is regulated under Rules 62-212.400 and 62-212.400(4), F.A.C., 
PSD and BACT, respectively and, Maximum Available Control Technology (MACT), 40 CFR 63, Subpart LLL, 
NESHAP from Portland Cement Manufacturing Industry, adopted by reference into Rule 62-204.800(11)(b)48, 
F.A.C. and 40 CFR 63 Subpart A,  General Provisions; and Rule 62-212.400, F.A.C., PSD.} 



PREVIOUS APPLICABLE REQUIREMENTS 



1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations.  [Rule 62-4.070, F.A.C.] 



PERMIT BEING REVISED  



2. Permit No. 0530021-043-AC  



Section 3, Subsection C, Specific Condition 10 
10. Emission Limits:  Based on a maximum preheater feed rate of 138.0 TPH to kiln No. 1 and 83 TPH of 



cement clinker product the allowable pollutant emissions shall not exceed the following: 



Poll. 1 Unit 2 
Units 3 



Comp. 4 Basis lb/ton-f lb/hr TPY lb/ton-c lb/Mt
-c 



ng/dscm 
TEQ ppmvd 



PM 



KC&M 0.40 49.5 216 --- --- --- --- ST BACT 5 
KM 0.30 37.1 162 --- --- --- --- ST LLL 6 
C 0.10 12.4 54     ST LLL 6 
C --- --- --- 0.04 7    CEMS 8 LLL 9 



KC&M --- --- --- 0.04 
Formula 7 --- --- --- ST(3 hr)/ 



CPEMS 8 LLL 9 



SO2 KC&M 0.60 50.0 325 --- --- --- --- ST BACT 5 
NOX KC&M 2.9 359.0 1,572 --- --- --- --- ST BACT 5 
D/F KM --- --- --- --- --- 0.2 10 --- ST LLL 6, 9, 11 
Hg KM --- --- --- --- 55 12 --- --- SBT 13 LLL 9, 11 



THC KM --- --- --- --- --- --- 24 14 CEMS LLL 9, 11 
HCl KM --- --- --- --- --- --- 3 15 CEMS 17 LLL 9, 11 



Opacity KC&M 10 percent 16 COMS BACT 
1. Pollutant:  PM = particulate matter; SO2 = sulfur dioxide; NOX = nitrogen oxide; D/F = dioxin and furans; THC = total 



hydrocarbons; and HCl = hydrogen chloride.  PSD-FL-091K replaces all previous PSD permits and represents latest BACT, 
NSPS and NESHAP emission limits and compliance methods. 



2. Emission subunit:  K = kiln; C = clinker cooler; and M = raw mill. 
3. Units of emission limits:  lb/ton-f = pounds per ton of feed; lb/hr = pounds per hour; lb/ton-c = pounds per ton of clinker; lb/Mt-c 



= pounds per million tons of clinker; ng/dscm TEQ = nanograms per dry standard cubic meter, toxic equivalents; ppmvd = parts 
per million volume dry. 



4. Comp. = method of compliance:  ST = annual stack test; CEMS = continuous emission monitoring system; SBT = sorbent trap 
EMS; COMS = continuous opacity monitoring system; CMS = continuous monitoring system; CPMS – continuous parametric 
monitoring system. 



5. Original Best Available Control Technology determination (PSD-FL-091 and PSD-FL-091K). 
6. Final Expires 9/9/2015, NESHAP Subpart LLL. (date September 9, 2009), emission limits in effect prior to September 9, 2010 



[40 CFR 63.1343(d)]. 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 



7. Proposed NESHAP Subpart LLL (dated July 18, 2012) limit is 0.07 lbs/ton clinker with effective date of September 9, 2015.  
Final and proposed NESHAP Subpart LLL startup/shutdown limits are 0.04 grains per dry standard cubic foot (gr/dscf) Use 
formula given in 40 CFR 63.1343(b)(2) Equation 1.. 



8. Proposed NESHAP Subpart LLL allows stack testing for compliance in lieu of PM CEMS Per Final NESHAP Subpart LLL 
(dated Feb. 12, 2013) compliance to emission limit by Method 5 or 5i. CPMS used for monitoring operation limit. 



9. Final NESHAP Subpart LLL (dated September 9, 2010 Feb. 12, 2013), compliance with emission limits by September 9, 2013 
2015.  



10. If the average temperature at the inlet to the first PM control device (fabric filter or electrostatic precipitator) during the D/F 
performance test is 400 °F or less this limit is changed to 0.4 ng/dscm 



11. Proposed NESHAP LLL (dated July 18, 2012), compliance with emission limits by September 9, 2015 
12. Final and proposed NESHAP Subpart LLL Hg emission limit during startup/shutdown is 10 ng/dscm TEQ.  The emission limit is 



based on 30 kiln operating days. 
13. Hg CEMS can be used in lieu of sorbent trap CEMS to show compliance. 
14. Measured as propane.  Any source subject to the 24 ppmvd THC limit may elect to meet an alternative limit of 12 ppmvd for 



total organic HAP.  The emission limit is based on 30 kiln operating days. 
15. Per Final NESHAP Subpart LLL, if the kiln does not have an HCl CEMS, the emissions limit is zero.  In proposed Pursuant to 



NESHAP Subpart LLL(dated Feb. 12, 2013), §63.1350(l)(3), if the source is equipped with a wet or dry scrubber or tray tower, 
and you choose to monitor SO2 emissions, monitor SO2 emissions continuously according to the requirements of § 60.63(e) 
through (f) of part 60 subpart F of this chapter.  The emission limit is based on 30 kiln operating days. 



16. Meeting 10 percent opacity requirement for kiln, raw mill and clinker cooler fulfills all BACT and NESHAP requirements. 
17. Alternatively, SO2 CMS can be used as a surrogate for HCl emissions pursuant to NESHAP Subpart LLL of 40 CFR 



63.1350(l)(3). 



[Rules 62-4.160(2); 62-210.200(PTE); and 62-212.400 (BACT), F.A.C; and NESHAP Subpart LLL] 



CEMEX Construction Materials Florida, LLC Project No. 0530021-053-AC (PSD-FL-91M) 
Brooksville South Cement Plant Kiln No. 1 Dry Sorbent Injection System 



Page 11 of 11 








			CERTIFICATE OF SERVICE


			Mr. Jim Daniel, CEMEX Construction Materials Florida, LLC:  JDaniel@cemexusa.com


			Mr. George Townsend, CEMEX Construction Materials Florida, LLC:  gtownsend@cemexusa.com


			Dr. Max Lee, Ph.D., P.E., Koogler and Associates:  mlee@kooglerassociates.com


			Ms. Kelley Boatwright, DEP, Southwest District:  Kelley.M.Boatwright@dep.state.fl.us


			Ms. Lorinda Shepherd, EPA Region 4:  shephard.lorinda@epa.gov


			Ms. Heather Ceron, US EPA Region 4:  ceron.heather@epa.gov


			Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us


			Clerk Stamp


			FILING AND ACKNOWLEDGMENT FILED, on this date, pursuant to Section 120.52(7), Florida Statutes, with the designated agency clerk, receipt of which is hereby acknowledged.


			Emissions Standards


			Testing Requirements


			PERMIT BEING REVISED








						2015-04-27T13:46:03-0400


			David L. Read, P.E.








						2015-04-27T14:05:29-0400


			Scearce_L


















 



http://webapps.dep.state.fl.us/DepNexus/public/search-portal






From: George Townsend
To: Scearce, Lynn
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final


 Permit
Date: Monday, April 27, 2015 2:31:34 PM


Return Receipt
                                                                          
   Your       0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials     
   document:  Florida, LLC, Brooksville South Cement Plant, Final Permit  
                                                                          
   was        george.townsend@cemex.com                                   
   received                                                               
   by:                                                                    
                                                                          
   at:        04/27/2015 14:31:22 EDT                                     
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From: Microsoft Outlook
To: Subramaniam, Pawan
Subject: Delivered: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement


 Plant, Final Permit
Date: Monday, April 27, 2015 2:19:02 PM
Attachments: 0530021-053-AC-PSD-FL-91M CEMEX Construction Materials Florida LLC Brooksville South Cement Plant Final


 Permit .msg


Your message has been delivered to the following recipients:
Subramaniam, Pawan (Pawan.Subramaniam@dep.state.fl.us) <mailto:Pawan.Subramaniam@dep.state.fl.us> 
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
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			From


			Scearce, Lynn


			To


			jdaniel@cemexusa.com


			Cc


			gtownsend@cemexusa.com; Dr. Max Lee; Boatwright, Kelley M.; Shepherd.Lorinda@epa.gov; Ceron, Heather; Subramaniam, Pawan; Read, David; Scearce, Lynn


			Recipients


			jdaniel@cemexusa.com; gtownsend@cemexusa.com; mlee@kooglerassociates.com; Kelley.M.Boatwright@dep.state.fl.us; Shepherd.Lorinda@epa.gov; Ceron.Heather@epa.gov; Pawan.Subramaniam@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Daniel:





Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.





Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify.





Owner/Company Name: CEMEX CONSTRUCTION MATERIALS FLORIDA,LLC 
Facility Name: CEMEX BROOKSVILLE SOUTH CEMENT PLANT 
Project Number: 0530021-053-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: HERNANDO 





Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip.





If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.





Sincerely,





Lynn Scearce





Office of Permitting and Compliance (OPC)





Division of Air Resource Management – DEP





2600 Blair Stone Road, Mail Stop 5505





Phone:  850-717-9025 





DEP Information Portal: Click to follow link.
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 SECRETARY 




PERMITTEE 




CEMEX Construction Materials Florida, LLC 
Brooksville South Cement Plant 
10311 Cement Plant Road 
Brooksville, Florida 34601 
 
Authorized Representative: 
Mr. Jim Daniel, Plant Manager 




Air Permit No. 0530021-053-AC 
PSD-FL-91M 




Permit Expires:  03/31/2016 
Minor Air Construction Permit 




Brooksville South Cement Plant 
Kiln No. 1 Dry Sorbent Injection 




PROJECT 




This is the final air construction permit, which authorizes the installation of a dry sorbent injection (DSI) system 
on Kiln No. 1 and makes minor revisions to a previously issued air construction permit.  The DSI system will 
reduce and control emissions of acid gases, including hydrochloric acid (HCl).  The proposed work will be 
conducted at the existing Brooksville South Cement Plant, which is categorized under Standard Industrial 
Classification No. 3241.  The existing facility is located in Hernando County at 10311 Cement Plant Road in 
Brooksville, Florida.  The UTM coordinates are Zone 17, 360.00 kilometers (km) East and 3162.50 km North. 




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 
For: 
Jeffery F. Koerner, Deputy Director 
Division of Air Resource Management 




www.dep.state.fl.us 















FINAL PERMIT 




 
 
 




CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jim Daniel, CEMEX Construction Materials Florida, LLC:  JDaniel@cemexusa.com 
Mr. George Townsend, CEMEX Construction Materials Florida, LLC:  gtownsend@cemexusa.com 
Dr. Max Lee, Ph.D., P.E., Koogler and Associates:  mlee@kooglerassociates.com 
Ms. Kelley Boatwright, DEP, Southwest District:  Kelley.M.Boatwright@dep.state.fl.us 
Ms. Lorinda Shepherd, EPA Region 4:  shephard.lorinda@epa.gov 
Ms. Heather Ceron, US EPA Region 4:  ceron.heather@epa.gov 
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
 
 
 
 
 




CEMEX Construction Materials Florida, LLC Project No. 0530021-053-AC (PSD-FL-91M) 
Brooksville South Cement Plant Kiln No. 1 Dry Sorbent Injection System 




Page 2 of 11 







mailto:JDaniel@cemexusa.com



mailto:gtownsend@cemexusa.com



mailto:mlee@kooglerassociates.com



mailto:Kelley.M.Boatwright@dep.state.fl.us



mailto:shephard.lorinda@epa.gov



mailto:ceron.heather@epa.gov



mailto:lynn.scearce@dep.state.fl.us











SECTION 1.  GENERAL INFORMATION  




FACILITY DESCRIPTION 




The facility includes Cement Lines No. 1 and No. 2.  Each line includes an in-line kiln/raw mills, clinker cooler, 
associated process equipment, all the required auxiliary equipment and a coal yard.  Waste heat from the kilns is 
used to provide heat to the raw mills and the kiln preheaters, which is used to drive off moisture from or preheat 
the materials used for making clinker.  Cement Line No. 2 also has a pre-calciner where the feed is calcined 
before entering the rotary kiln.  Consequently, the kiln has only to raise the feed to sintering temperature 
increasing the overall efficiency of the process.  All of the materials handling activities are controlled by 
baghouses, except for the Clinker Receiving/Handling Systems and the coal yard activities.  For the Clinker 
Receiving/Handling Systems, the fugitive particulate matter emissions generated from the transfer of clinker from 
the receiving hoppers to the belt conveyors is controlled using atomized water sprays or an equivalent dust 
suppression system.   




Cement Line No. 1 consists of the following emission units (EU): 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




001 D-75 Filter Dust Bin with Baghouse 




002 D-67 Fly Ash & Equilibrium Storage Silo with Baghouse 




004 
F-14 Raw Meal Transfer with Baghouse 




Proposed Dry Sorbent Injection 




006 G-12 (A & B) Two Blend Silos with Baghouse 




007 H-15 Kiln Feed Surge Bin with Baghouse 




008 S-04 Clinker Receiving & Handling System 




009 K-07 & L-03 Clinker Cooler Discharge with Baghouse 
010 L-05, L-06 & L-07 Clinker Storage Silos with Baghouse 
011 L-08 Gypsum and Limestone Bins with Baghouse 




012 M-03 
M-08 




Clinker Feed Belt  
Silo Discharge with Baghouse 




013 N-13 Finish Mill with Baghouse 




014 Q-17 A-Side Cement Storage Silo #1 and #2 with Baghouse 
015 Q-15 Cement Storage Silos #1 and #2 with Baghouse 
019 M-05 Finish Mill Feed Belt with Baghouse 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




021 Q-18 B-Side Cement Storage Silos #1, #2 & #3 Discharge 
System with Baghouse 




022 Z-15 Cement Storage Silo #3 with Baghouse 




023 N/A Cement Storage Silo #4 and Truck Loadout System with 
Baghouse 




024 Z-18 Cement Storage Silo and Railcar Loadout System with 
Baghouse 




Shared Emission Unit - Cement Lines No. 1 and 2:  Fugitive Emissions and Coal Yard 




042 N/A Coal Receiving, Handling and Transfer System (fugitives) 
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SECTION 1.  GENERAL INFORMATION  




PROPOSED PROJECT 




CEMEX requests authorization (Application) for the installation of a DSI system on Kiln No.1.  The purpose is to 
control acid gases, including HCl emissions as required by the Portland cement National Emission Standards for 
Hazardous Pollutants (NESHAP) (40 CFR 63, Subpart LLL).  The applicable HCl maximum achievable control 
technology (MACT) emission standard is 3 parts per million by volume, dry at 7% oxygen (ppmvd @7% O2), 
effective 9/9/2015.  The primary sorbent is hydrated lime (Ca(OH)2); however, other sorbents compatible with the 
cement process may be used.  The DSI system injection system will include a bulk bag unloading frame with a 
weather curtain, confinement hopper, gravity feeder, rotary airlock and dust filters. 




This permit also revises Air Construction Permit No. 0530021-043-AC to make some clarifications and minor 
corrections to the table in Section 3, Subsection B, Specific Condition 2, including but not limited to: 




• Combines kiln (K), clinker cooler (C) and raw mill (M) into a single row for particulate matter; 




• Clarifies that the emission limit for particulate matter shall be computed in accordance with the formula 
provided in 40 CFR 63.1343(b)(2) Equation 1; 




• Clarifies that stack testing shall not be used in lieu of a continuous parametric monitoring system to report 
particulate matter. 




This project will modify the following emissions units: 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




004 F-14 Raw Meal Transfer with Baghouse 
(proposed) Dry Sorbent Injection System 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




FACILITY REGULATORY CLASSIFICATION 




• The facility is a major source of hazardous air pollutants (HAP). 
• The facility does not operate units subject to the acid rain provisions of the Clean Air Act. 
• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 
• The facility is a major stationary source in accordance with Rule 62-212.400, F.A.C. for PSD of Air Quality. 
• The facility does operate units subject to the New Source Performance Standards (NSPS). 
• The facility does operate units subject to the NESHAP. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blairstone Road (MS #5505), Tallahassee, 
Florida  32399-2400.  




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Air Resource Section of the Department’s Southwest District Office at: 13051 North 
Telecom Parkway, Temple Terrace, Florida 33637-0926 (Phone No: 813-632-7600). 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); Appendix C (Common Conditions); 
Appendix D (Common Testing Requirements); Appendix E (NESHAP Subpart A); Appendix F (NESHAP 
Subpart LLL); Appendix G (NSPS Subpart A); and Appendix H (NSPS Subpart F).   




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations.  




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 




8. Source Obligation: 




(a) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by virtue of a relaxation in any enforceable limitation which was established after August 7, 1980, 
on the capacity of the source or modification otherwise to emit a pollutant, such as a restriction on hours 
of operation, then the requirements of subsections 62-212.400(4) through (12), F.A.C., shall apply to the 
source or modification as though construction had not yet commenced on the source or modification. 




(b) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by exceeding its projected actual emissions, then the requirements of subsections 62-212.400(4) 
through (12), F.A.C., shall apply to the source or modification as though construction had not yet 
commenced on the source or modification. [Rule 62-212.400(12), F.A.C.] 




9. Application for Title V Permit:  This permit authorizes construction of the permitted emissions units and 
initial operation to determine compliance with Department rules.  A Title V air operation permit is required 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




for regular operation of the permitted emissions unit.  The permittee shall apply for a Title V air operation 
permit at least 90 days prior to expiration of this permit, but no later than 180 days after commencing 
operation of the proposed DSI system.  To apply for a Title V operation permit, the applicant shall submit the 
appropriate application form, compliance test results, and such additional information as the Department may 
by law require.  The application shall be submitted to the appropriate Permitting Authority with copies to the 
Compliance Authority.  [Rules 62-4.030, 62-4.050, 62-4.220 and Chapter 62-213, F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




This section of the permit addresses the following emissions unit. 




ID No. Emission Unit Description 




004 
Raw Meal Transfer with Baghouse 




Dry Sorbent Injection System 




{Permitting Note:  This emissions unit is regulated under Rule 62-212.400(BACT), F.A.C., PSD; 40 CFR 63, 
Subpart A, General Provisions and Subpart LLL, NESHAP from Portland Cement Manufacturing Industry, 
adopted by reference in Rule 62-204.800(11)(b)48, F.A.C., and 40 CFR 60  New Source Performance Standards 
Subpart A, General Provisions and Subpart F, Standards for performance for Portland Cement Plants adopted by 
reference in Rule 62-204.800(8)(b)9, F.A.C.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations. [Rule 62-4.070, F.A.C.] 




EQUIPMENT 




2. Dry Sorbent Injection (DSI) System:  The permittee is authorized to install and operate a Nol-Tec Dilute 
Phase Conveying and Injection System (or equivalent DSI System).  The sorbent will be injected near the top 
of the preheater.  Equipment includes, but not limited to: 




• Bulk bag loading station; 
• Confinement hopper; 
• Gravity feeder; 
• Rotary airlock to create a barrier between the feeding system and the convey line; and 
• Dust filters for PM control. 




[Application No. 0530021-053-AC] 




3. Applicable NESHAP Provisions:  The DSI system emission point is subject to, and shall comply with, the 
applicable provisions in NESHAP Subpart A (General Provisions) and NESHAP Subpart LLL (National 
Emissions Standards for Hazardous Air Pollutants from Portland Cement Manufacturing Industry) of 40 CFR 
63, which are identified in Appendices E and F of this permit, respectively.  [NESHAP Subparts A and LLL 
in 40 CFR 63 and Rule 62-204.800(11)(b)48, F.A.C.] 




PERFORMANCE RESTRICTIONS 




4. Hours of Operation: The hours of operation are not limited (8,760 hours/year). [Rule 62-210.200(PTE), 
F.A.C.; and Application No. 0530021-053-AC] 




EMISSIONS STANDARDS 




5. Visible Emissions:  Visible emissions from the DSI system shall not exceed 10% opacity. 
[Rules 62-204.800(8)(b)9 and 62-204.800(11)(b)48 F.A.C.; 40 CFR 60.62; and 40 CFR 63.1345] 




TESTING REQUIREMENTS 




6. Initial Compliance Tests:  Effective upon startup, Compliance with the 10% opacity limit shall be 
demonstrated in accordance with Method 9 of Appendix A-4, pursuant to 40 CFR 63.1349(b)(2).  Use the 
maximum 6-minute average opacity exhibited during the performance test period to determine whether the 
affected source is in compliance with the standard.  The duration of the Method 9 test shall be 3 hours (30 6-
minute averages), except that the duration of the Method 9 performance test may be reduced to 1 hour if the 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




following conditions apply.  For batch processes that are not run for 3-hour periods or longer, compile 
observations totaling 3 hours when the unit is operating. 
a. There are no individual readings greater than 10% opacity; 
b. There are no more than three readings of 10% for the first 1-hour period. 




[Rules 62-204.800(11)(b)48 and 62-297.310(8)(a)2, F.A.C.; and 40 CFR 63.1349(b)(2) and 63.1351(d)] 




7. Test Requirements:  The permittee shall notify the Compliance Authority in writing at least 15 days prior to 
any required tests.  Tests shall be conducted in accordance with the applicable requirements specified in 
Appendix D (Common Testing Requirements) of this permit.  [Rule 62-297.310(9), F.A.C.] 




8. Test Methods:  Required tests shall be performed in accordance with the following reference methods. 




Method Description of Method and Comments 




9 Visual Determination of the Opacity of Emissions from Stationary Sources 




22 Visual Determination of Fugitive Emissions from Material Sources  




The above methods are described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-
204.800(11)(b)48, F.A.C.  No other methods may be used unless prior written approval is received from the 
Department.  [Rules 62-204.800(11)(b)48 and 62-297.100, F.A.C.; and Appendix A of 40 CFR 60] 




MONITORING REQUIREMENTS 




9. Periodic Opacity Monitoring:   




a. Sources subject to a limitation on opacity under 40 CFR 63.1345 shall conduct required emissions 
monitoring in accordance with the following (1) through (7) (40 CFR 63.1350(f)(1)(i) through (f)(1)(vii)) 
and in accordance with the operation and maintenance plan (40 CFR 63.1347).  You shall also develop an 
opacity emissions monitoring plan (40 CFR 63.1350(p)(1) - (4)) and an approved alternate monitoring 
requirements (40 CFR 63.1350(o)(5)), if applicable. 
(1) You must conduct a monthly 10-minute visible emissions test of each affected source in accordance 




with Method 22 of Appendix A–7.  The performance test must be conducted while the affected source 
is in operation. 




(2) If no visible emissions are observed in six consecutive monthly tests for any affected source, the 
owner or operator may decrease the frequency of performance testing from monthly to semi-annually 
for that affected source.  If visible emissions are observed during any semi-annual test, you must 
resume performance testing of that affected source on a monthly basis and maintain that schedule 
until no visible emissions are observed in six consecutive monthly tests. 




(3) If no visible emissions are observed during the semi-annual test for any affected source, you may 
decrease the frequency of performance testing from semi-annually to annually for that affected 
source.  If visible emissions are observed during any annual performance test, the owner or operator 
must resume performance testing of that affected source on a monthly basis and maintain that 
schedule until no visible emissions are observed in six consecutive monthly tests. 




(4) If visible emissions are observed during any Method 22 performance test, of appendix A–7, you must 
conduct 30 minutes of opacity observations, recorded at 15-second intervals, in accordance with 
Method 9 of appendix A–4.  The Method 9 performance test, of Appendix A–4, must begin within 1 
hour of any observation of visible emissions. 




(5) The requirement to conduct Method 22 visible emissions monitoring does not apply to any totally 
enclosed conveying system transfer point, regardless of the location of the transfer point.  “Totally 
enclosed conveying system transfer point” must mean a conveying system transfer point that is 
enclosed on all sides, top, and bottom.  The enclosures for these transfer points must be operated and 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




maintained as total enclosures on a continuing basis in accordance with the facility operations and 
maintenance plan. 




(6) If any partially enclosed or unenclosed conveying system transfer point is located in a building, you 
must conduct a Method 22 performance test, of Appendix A–7, according to the requirements of 
paragraphs (1) through (4) for each such conveying system transfer point located within the building, 
or for the building itself, according to paragraph (7). 




(7) If visible emissions from a building are monitored, the requirements of paragraphs (1) through (4) 
apply to the monitoring of the building, and you must also test visible emissions from each side, roof, 
and vent of the building for at least 10 minutes. 




b. Corrective actions.  If visible emissions are observed during any Method 22 visible emissions test 
conducted under Specific Condition 9.a, you shall initiate, within one-hour, the corrective actions 
specified in the site specific operating and maintenance plan provisions in 40 CFR 63.1347. 




c. [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(f)] 
10. Operation and Maintenance (O&M) Plan:  The permittee shall prepare an O&M Plan in accordance with 40 




CFR 63.1347.  The O&M plan shall address the schedule for inspection of the DSI system and require 
preventive maintenance and shall require records of the condition of the equipment upon each inspection and 
any maintenance activities performed.  The O&M plan shall be submitted to the Department’s Southwest 
District office as part of the Title V permit renewal review.  [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 
63.1347] 




11. Opacity Monitoring Plan:  The permittee shall prepare and submit (upon request), a site specific opacity 
monitoring plan for the DSI system in accordance with 40 CFR 63.1350(p)(1)-(4).  [Rule 62-
204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(p)] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




This section of the permit addresses the following emissions unit. 




EU ID No. Emissions Unit Description 
020 Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker Cooler 1 with Baghouse 




{Permitting Note:  This emissions unit activity is regulated under Rules 62-212.400 and 62-212.400(4), F.A.C., 
PSD and BACT, respectively and, Maximum Available Control Technology (MACT), 40 CFR 63, Subpart LLL, 
NESHAP from Portland Cement Manufacturing Industry, adopted by reference into Rule 62-204.800(11)(b)48, 
F.A.C. and 40 CFR 63 Subpart A,  General Provisions; and Rule 62-212.400, F.A.C., PSD.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations.  [Rule 62-4.070, F.A.C.] 




PERMIT BEING REVISED  




2. Permit No. 0530021-043-AC  




Section 3, Subsection C, Specific Condition 10 
10. Emission Limits:  Based on a maximum preheater feed rate of 138.0 TPH to kiln No. 1 and 83 TPH of 




cement clinker product the allowable pollutant emissions shall not exceed the following: 




Poll. 1 Unit 2 
Units 3 




Comp. 4 Basis lb/ton-f lb/hr TPY lb/ton-c lb/Mt
-c 




ng/dscm 
TEQ ppmvd 




PM 




KC&M 0.40 49.5 216 --- --- --- --- ST BACT 5 
KM 0.30 37.1 162 --- --- --- --- ST LLL 6 
C 0.10 12.4 54     ST LLL 6 
C --- --- --- 0.04 7    CEMS 8 LLL 9 




KC&M --- --- --- 0.04 
Formula 7 --- --- --- ST(3 hr)/ 




CPEMS 8 LLL 9 




SO2 KC&M 0.60 50.0 325 --- --- --- --- ST BACT 5 
NOX KC&M 2.9 359.0 1,572 --- --- --- --- ST BACT 5 
D/F KM --- --- --- --- --- 0.2 10 --- ST LLL 6, 9, 11 
Hg KM --- --- --- --- 55 12 --- --- SBT 13 LLL 9, 11 




THC KM --- --- --- --- --- --- 24 14 CEMS LLL 9, 11 
HCl KM --- --- --- --- --- --- 3 15 CEMS 17 LLL 9, 11 




Opacity KC&M 10 percent 16 COMS BACT 
1. Pollutant:  PM = particulate matter; SO2 = sulfur dioxide; NOX = nitrogen oxide; D/F = dioxin and furans; THC = total 




hydrocarbons; and HCl = hydrogen chloride.  PSD-FL-091K replaces all previous PSD permits and represents latest BACT, 
NSPS and NESHAP emission limits and compliance methods. 




2. Emission subunit:  K = kiln; C = clinker cooler; and M = raw mill. 
3. Units of emission limits:  lb/ton-f = pounds per ton of feed; lb/hr = pounds per hour; lb/ton-c = pounds per ton of clinker; lb/Mt-c 




= pounds per million tons of clinker; ng/dscm TEQ = nanograms per dry standard cubic meter, toxic equivalents; ppmvd = parts 
per million volume dry. 




4. Comp. = method of compliance:  ST = annual stack test; CEMS = continuous emission monitoring system; SBT = sorbent trap 
EMS; COMS = continuous opacity monitoring system; CMS = continuous monitoring system; CPMS – continuous parametric 
monitoring system. 




5. Original Best Available Control Technology determination (PSD-FL-091 and PSD-FL-091K). 
6. Final Expires 9/9/2015, NESHAP Subpart LLL. (date September 9, 2009), emission limits in effect prior to September 9, 2010 




[40 CFR 63.1343(d)]. 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




7. Proposed NESHAP Subpart LLL (dated July 18, 2012) limit is 0.07 lbs/ton clinker with effective date of September 9, 2015.  
Final and proposed NESHAP Subpart LLL startup/shutdown limits are 0.04 grains per dry standard cubic foot (gr/dscf) Use 
formula given in 40 CFR 63.1343(b)(2) Equation 1.. 




8. Proposed NESHAP Subpart LLL allows stack testing for compliance in lieu of PM CEMS Per Final NESHAP Subpart LLL 
(dated Feb. 12, 2013) compliance to emission limit by Method 5 or 5i. CPMS used for monitoring operation limit. 




9. Final NESHAP Subpart LLL (dated September 9, 2010 Feb. 12, 2013), compliance with emission limits by September 9, 2013 
2015.  




10. If the average temperature at the inlet to the first PM control device (fabric filter or electrostatic precipitator) during the D/F 
performance test is 400 °F or less this limit is changed to 0.4 ng/dscm 




11. Proposed NESHAP LLL (dated July 18, 2012), compliance with emission limits by September 9, 2015 
12. Final and proposed NESHAP Subpart LLL Hg emission limit during startup/shutdown is 10 ng/dscm TEQ.  The emission limit is 




based on 30 kiln operating days. 
13. Hg CEMS can be used in lieu of sorbent trap CEMS to show compliance. 
14. Measured as propane.  Any source subject to the 24 ppmvd THC limit may elect to meet an alternative limit of 12 ppmvd for 




total organic HAP.  The emission limit is based on 30 kiln operating days. 
15. Per Final NESHAP Subpart LLL, if the kiln does not have an HCl CEMS, the emissions limit is zero.  In proposed Pursuant to 




NESHAP Subpart LLL(dated Feb. 12, 2013), §63.1350(l)(3), if the source is equipped with a wet or dry scrubber or tray tower, 
and you choose to monitor SO2 emissions, monitor SO2 emissions continuously according to the requirements of § 60.63(e) 
through (f) of part 60 subpart F of this chapter.  The emission limit is based on 30 kiln operating days. 




16. Meeting 10 percent opacity requirement for kiln, raw mill and clinker cooler fulfills all BACT and NESHAP requirements. 
17. Alternatively, SO2 CMS can be used as a surrogate for HCl emissions pursuant to NESHAP Subpart LLL of 40 CFR 




63.1350(l)(3). 




[Rules 62-4.160(2); 62-210.200(PTE); and 62-212.400 (BACT), F.A.C; and NESHAP Subpart LLL] 
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From: Microsoft Outlook
To: Boatwright, Kelley M.
Subject: Delivered: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement


 Plant, Final Permit
Date: Monday, April 27, 2015 2:19:01 PM
Attachments: 0530021-053-AC-PSD-FL-91M CEMEX Construction Materials Florida LLC Brooksville South Cement Plant Final


 Permit .msg


Your message has been delivered to the following recipients:
Boatwright, Kelley M. (Kelley.M.Boatwright@dep.state.fl.us) <mailto:Kelley.M.Boatwright@dep.state.fl.us> 
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:Kelley.M.Boatwright@dep.state.fl.us



0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 


			From


			Scearce, Lynn


			To


			jdaniel@cemexusa.com


			Cc


			gtownsend@cemexusa.com; Dr. Max Lee; Boatwright, Kelley M.; Shepherd.Lorinda@epa.gov; Ceron, Heather; Subramaniam, Pawan; Read, David; Scearce, Lynn


			Recipients


			jdaniel@cemexusa.com; gtownsend@cemexusa.com; mlee@kooglerassociates.com; Kelley.M.Boatwright@dep.state.fl.us; Shepherd.Lorinda@epa.gov; Ceron.Heather@epa.gov; Pawan.Subramaniam@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Daniel:





Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.





Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify.





Owner/Company Name: CEMEX CONSTRUCTION MATERIALS FLORIDA,LLC 
Facility Name: CEMEX BROOKSVILLE SOUTH CEMENT PLANT 
Project Number: 0530021-053-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: HERNANDO 





Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip.





If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.





Sincerely,





Lynn Scearce





Office of Permitting and Compliance (OPC)





Division of Air Resource Management – DEP





2600 Blair Stone Road, Mail Stop 5505





Phone:  850-717-9025 





DEP Information Portal: Click to follow link.
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PERMITTEE 




CEMEX Construction Materials Florida, LLC 
Brooksville South Cement Plant 
10311 Cement Plant Road 
Brooksville, Florida 34601 
 
Authorized Representative: 
Mr. Jim Daniel, Plant Manager 




Air Permit No. 0530021-053-AC 
PSD-FL-91M 




Permit Expires:  03/31/2016 
Minor Air Construction Permit 




Brooksville South Cement Plant 
Kiln No. 1 Dry Sorbent Injection 




PROJECT 




This is the final air construction permit, which authorizes the installation of a dry sorbent injection (DSI) system 
on Kiln No. 1 and makes minor revisions to a previously issued air construction permit.  The DSI system will 
reduce and control emissions of acid gases, including hydrochloric acid (HCl).  The proposed work will be 
conducted at the existing Brooksville South Cement Plant, which is categorized under Standard Industrial 
Classification No. 3241.  The existing facility is located in Hernando County at 10311 Cement Plant Road in 
Brooksville, Florida.  The UTM coordinates are Zone 17, 360.00 kilometers (km) East and 3162.50 km North. 




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 
For: 
Jeffery F. Koerner, Deputy Director 
Division of Air Resource Management 




www.dep.state.fl.us 















FINAL PERMIT 




 
 
 




CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jim Daniel, CEMEX Construction Materials Florida, LLC:  JDaniel@cemexusa.com 
Mr. George Townsend, CEMEX Construction Materials Florida, LLC:  gtownsend@cemexusa.com 
Dr. Max Lee, Ph.D., P.E., Koogler and Associates:  mlee@kooglerassociates.com 
Ms. Kelley Boatwright, DEP, Southwest District:  Kelley.M.Boatwright@dep.state.fl.us 
Ms. Lorinda Shepherd, EPA Region 4:  shephard.lorinda@epa.gov 
Ms. Heather Ceron, US EPA Region 4:  ceron.heather@epa.gov 
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION  




FACILITY DESCRIPTION 




The facility includes Cement Lines No. 1 and No. 2.  Each line includes an in-line kiln/raw mills, clinker cooler, 
associated process equipment, all the required auxiliary equipment and a coal yard.  Waste heat from the kilns is 
used to provide heat to the raw mills and the kiln preheaters, which is used to drive off moisture from or preheat 
the materials used for making clinker.  Cement Line No. 2 also has a pre-calciner where the feed is calcined 
before entering the rotary kiln.  Consequently, the kiln has only to raise the feed to sintering temperature 
increasing the overall efficiency of the process.  All of the materials handling activities are controlled by 
baghouses, except for the Clinker Receiving/Handling Systems and the coal yard activities.  For the Clinker 
Receiving/Handling Systems, the fugitive particulate matter emissions generated from the transfer of clinker from 
the receiving hoppers to the belt conveyors is controlled using atomized water sprays or an equivalent dust 
suppression system.   




Cement Line No. 1 consists of the following emission units (EU): 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




001 D-75 Filter Dust Bin with Baghouse 




002 D-67 Fly Ash & Equilibrium Storage Silo with Baghouse 




004 
F-14 Raw Meal Transfer with Baghouse 




Proposed Dry Sorbent Injection 




006 G-12 (A & B) Two Blend Silos with Baghouse 




007 H-15 Kiln Feed Surge Bin with Baghouse 




008 S-04 Clinker Receiving & Handling System 




009 K-07 & L-03 Clinker Cooler Discharge with Baghouse 
010 L-05, L-06 & L-07 Clinker Storage Silos with Baghouse 
011 L-08 Gypsum and Limestone Bins with Baghouse 




012 M-03 
M-08 




Clinker Feed Belt  
Silo Discharge with Baghouse 




013 N-13 Finish Mill with Baghouse 




014 Q-17 A-Side Cement Storage Silo #1 and #2 with Baghouse 
015 Q-15 Cement Storage Silos #1 and #2 with Baghouse 
019 M-05 Finish Mill Feed Belt with Baghouse 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




021 Q-18 B-Side Cement Storage Silos #1, #2 & #3 Discharge 
System with Baghouse 




022 Z-15 Cement Storage Silo #3 with Baghouse 




023 N/A Cement Storage Silo #4 and Truck Loadout System with 
Baghouse 




024 Z-18 Cement Storage Silo and Railcar Loadout System with 
Baghouse 




Shared Emission Unit - Cement Lines No. 1 and 2:  Fugitive Emissions and Coal Yard 




042 N/A Coal Receiving, Handling and Transfer System (fugitives) 
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SECTION 1.  GENERAL INFORMATION  




PROPOSED PROJECT 




CEMEX requests authorization (Application) for the installation of a DSI system on Kiln No.1.  The purpose is to 
control acid gases, including HCl emissions as required by the Portland cement National Emission Standards for 
Hazardous Pollutants (NESHAP) (40 CFR 63, Subpart LLL).  The applicable HCl maximum achievable control 
technology (MACT) emission standard is 3 parts per million by volume, dry at 7% oxygen (ppmvd @7% O2), 
effective 9/9/2015.  The primary sorbent is hydrated lime (Ca(OH)2); however, other sorbents compatible with the 
cement process may be used.  The DSI system injection system will include a bulk bag unloading frame with a 
weather curtain, confinement hopper, gravity feeder, rotary airlock and dust filters. 




This permit also revises Air Construction Permit No. 0530021-043-AC to make some clarifications and minor 
corrections to the table in Section 3, Subsection B, Specific Condition 2, including but not limited to: 




• Combines kiln (K), clinker cooler (C) and raw mill (M) into a single row for particulate matter; 




• Clarifies that the emission limit for particulate matter shall be computed in accordance with the formula 
provided in 40 CFR 63.1343(b)(2) Equation 1; 




• Clarifies that stack testing shall not be used in lieu of a continuous parametric monitoring system to report 
particulate matter. 




This project will modify the following emissions units: 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




004 F-14 Raw Meal Transfer with Baghouse 
(proposed) Dry Sorbent Injection System 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




FACILITY REGULATORY CLASSIFICATION 




• The facility is a major source of hazardous air pollutants (HAP). 
• The facility does not operate units subject to the acid rain provisions of the Clean Air Act. 
• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 
• The facility is a major stationary source in accordance with Rule 62-212.400, F.A.C. for PSD of Air Quality. 
• The facility does operate units subject to the New Source Performance Standards (NSPS). 
• The facility does operate units subject to the NESHAP. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blairstone Road (MS #5505), Tallahassee, 
Florida  32399-2400.  




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Air Resource Section of the Department’s Southwest District Office at: 13051 North 
Telecom Parkway, Temple Terrace, Florida 33637-0926 (Phone No: 813-632-7600). 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); Appendix C (Common Conditions); 
Appendix D (Common Testing Requirements); Appendix E (NESHAP Subpart A); Appendix F (NESHAP 
Subpart LLL); Appendix G (NSPS Subpart A); and Appendix H (NSPS Subpart F).   




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations.  




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 




8. Source Obligation: 




(a) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by virtue of a relaxation in any enforceable limitation which was established after August 7, 1980, 
on the capacity of the source or modification otherwise to emit a pollutant, such as a restriction on hours 
of operation, then the requirements of subsections 62-212.400(4) through (12), F.A.C., shall apply to the 
source or modification as though construction had not yet commenced on the source or modification. 




(b) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by exceeding its projected actual emissions, then the requirements of subsections 62-212.400(4) 
through (12), F.A.C., shall apply to the source or modification as though construction had not yet 
commenced on the source or modification. [Rule 62-212.400(12), F.A.C.] 




9. Application for Title V Permit:  This permit authorizes construction of the permitted emissions units and 
initial operation to determine compliance with Department rules.  A Title V air operation permit is required 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




for regular operation of the permitted emissions unit.  The permittee shall apply for a Title V air operation 
permit at least 90 days prior to expiration of this permit, but no later than 180 days after commencing 
operation of the proposed DSI system.  To apply for a Title V operation permit, the applicant shall submit the 
appropriate application form, compliance test results, and such additional information as the Department may 
by law require.  The application shall be submitted to the appropriate Permitting Authority with copies to the 
Compliance Authority.  [Rules 62-4.030, 62-4.050, 62-4.220 and Chapter 62-213, F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




This section of the permit addresses the following emissions unit. 




ID No. Emission Unit Description 




004 
Raw Meal Transfer with Baghouse 




Dry Sorbent Injection System 




{Permitting Note:  This emissions unit is regulated under Rule 62-212.400(BACT), F.A.C., PSD; 40 CFR 63, 
Subpart A, General Provisions and Subpart LLL, NESHAP from Portland Cement Manufacturing Industry, 
adopted by reference in Rule 62-204.800(11)(b)48, F.A.C., and 40 CFR 60  New Source Performance Standards 
Subpart A, General Provisions and Subpart F, Standards for performance for Portland Cement Plants adopted by 
reference in Rule 62-204.800(8)(b)9, F.A.C.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations. [Rule 62-4.070, F.A.C.] 




EQUIPMENT 




2. Dry Sorbent Injection (DSI) System:  The permittee is authorized to install and operate a Nol-Tec Dilute 
Phase Conveying and Injection System (or equivalent DSI System).  The sorbent will be injected near the top 
of the preheater.  Equipment includes, but not limited to: 




• Bulk bag loading station; 
• Confinement hopper; 
• Gravity feeder; 
• Rotary airlock to create a barrier between the feeding system and the convey line; and 
• Dust filters for PM control. 




[Application No. 0530021-053-AC] 




3. Applicable NESHAP Provisions:  The DSI system emission point is subject to, and shall comply with, the 
applicable provisions in NESHAP Subpart A (General Provisions) and NESHAP Subpart LLL (National 
Emissions Standards for Hazardous Air Pollutants from Portland Cement Manufacturing Industry) of 40 CFR 
63, which are identified in Appendices E and F of this permit, respectively.  [NESHAP Subparts A and LLL 
in 40 CFR 63 and Rule 62-204.800(11)(b)48, F.A.C.] 




PERFORMANCE RESTRICTIONS 




4. Hours of Operation: The hours of operation are not limited (8,760 hours/year). [Rule 62-210.200(PTE), 
F.A.C.; and Application No. 0530021-053-AC] 




EMISSIONS STANDARDS 




5. Visible Emissions:  Visible emissions from the DSI system shall not exceed 10% opacity. 
[Rules 62-204.800(8)(b)9 and 62-204.800(11)(b)48 F.A.C.; 40 CFR 60.62; and 40 CFR 63.1345] 




TESTING REQUIREMENTS 




6. Initial Compliance Tests:  Effective upon startup, Compliance with the 10% opacity limit shall be 
demonstrated in accordance with Method 9 of Appendix A-4, pursuant to 40 CFR 63.1349(b)(2).  Use the 
maximum 6-minute average opacity exhibited during the performance test period to determine whether the 
affected source is in compliance with the standard.  The duration of the Method 9 test shall be 3 hours (30 6-
minute averages), except that the duration of the Method 9 performance test may be reduced to 1 hour if the 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




following conditions apply.  For batch processes that are not run for 3-hour periods or longer, compile 
observations totaling 3 hours when the unit is operating. 
a. There are no individual readings greater than 10% opacity; 
b. There are no more than three readings of 10% for the first 1-hour period. 




[Rules 62-204.800(11)(b)48 and 62-297.310(8)(a)2, F.A.C.; and 40 CFR 63.1349(b)(2) and 63.1351(d)] 




7. Test Requirements:  The permittee shall notify the Compliance Authority in writing at least 15 days prior to 
any required tests.  Tests shall be conducted in accordance with the applicable requirements specified in 
Appendix D (Common Testing Requirements) of this permit.  [Rule 62-297.310(9), F.A.C.] 




8. Test Methods:  Required tests shall be performed in accordance with the following reference methods. 




Method Description of Method and Comments 




9 Visual Determination of the Opacity of Emissions from Stationary Sources 




22 Visual Determination of Fugitive Emissions from Material Sources  




The above methods are described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-
204.800(11)(b)48, F.A.C.  No other methods may be used unless prior written approval is received from the 
Department.  [Rules 62-204.800(11)(b)48 and 62-297.100, F.A.C.; and Appendix A of 40 CFR 60] 




MONITORING REQUIREMENTS 




9. Periodic Opacity Monitoring:   




a. Sources subject to a limitation on opacity under 40 CFR 63.1345 shall conduct required emissions 
monitoring in accordance with the following (1) through (7) (40 CFR 63.1350(f)(1)(i) through (f)(1)(vii)) 
and in accordance with the operation and maintenance plan (40 CFR 63.1347).  You shall also develop an 
opacity emissions monitoring plan (40 CFR 63.1350(p)(1) - (4)) and an approved alternate monitoring 
requirements (40 CFR 63.1350(o)(5)), if applicable. 
(1) You must conduct a monthly 10-minute visible emissions test of each affected source in accordance 




with Method 22 of Appendix A–7.  The performance test must be conducted while the affected source 
is in operation. 




(2) If no visible emissions are observed in six consecutive monthly tests for any affected source, the 
owner or operator may decrease the frequency of performance testing from monthly to semi-annually 
for that affected source.  If visible emissions are observed during any semi-annual test, you must 
resume performance testing of that affected source on a monthly basis and maintain that schedule 
until no visible emissions are observed in six consecutive monthly tests. 




(3) If no visible emissions are observed during the semi-annual test for any affected source, you may 
decrease the frequency of performance testing from semi-annually to annually for that affected 
source.  If visible emissions are observed during any annual performance test, the owner or operator 
must resume performance testing of that affected source on a monthly basis and maintain that 
schedule until no visible emissions are observed in six consecutive monthly tests. 




(4) If visible emissions are observed during any Method 22 performance test, of appendix A–7, you must 
conduct 30 minutes of opacity observations, recorded at 15-second intervals, in accordance with 
Method 9 of appendix A–4.  The Method 9 performance test, of Appendix A–4, must begin within 1 
hour of any observation of visible emissions. 




(5) The requirement to conduct Method 22 visible emissions monitoring does not apply to any totally 
enclosed conveying system transfer point, regardless of the location of the transfer point.  “Totally 
enclosed conveying system transfer point” must mean a conveying system transfer point that is 
enclosed on all sides, top, and bottom.  The enclosures for these transfer points must be operated and 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




maintained as total enclosures on a continuing basis in accordance with the facility operations and 
maintenance plan. 




(6) If any partially enclosed or unenclosed conveying system transfer point is located in a building, you 
must conduct a Method 22 performance test, of Appendix A–7, according to the requirements of 
paragraphs (1) through (4) for each such conveying system transfer point located within the building, 
or for the building itself, according to paragraph (7). 




(7) If visible emissions from a building are monitored, the requirements of paragraphs (1) through (4) 
apply to the monitoring of the building, and you must also test visible emissions from each side, roof, 
and vent of the building for at least 10 minutes. 




b. Corrective actions.  If visible emissions are observed during any Method 22 visible emissions test 
conducted under Specific Condition 9.a, you shall initiate, within one-hour, the corrective actions 
specified in the site specific operating and maintenance plan provisions in 40 CFR 63.1347. 




c. [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(f)] 
10. Operation and Maintenance (O&M) Plan:  The permittee shall prepare an O&M Plan in accordance with 40 




CFR 63.1347.  The O&M plan shall address the schedule for inspection of the DSI system and require 
preventive maintenance and shall require records of the condition of the equipment upon each inspection and 
any maintenance activities performed.  The O&M plan shall be submitted to the Department’s Southwest 
District office as part of the Title V permit renewal review.  [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 
63.1347] 




11. Opacity Monitoring Plan:  The permittee shall prepare and submit (upon request), a site specific opacity 
monitoring plan for the DSI system in accordance with 40 CFR 63.1350(p)(1)-(4).  [Rule 62-
204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(p)] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




This section of the permit addresses the following emissions unit. 




EU ID No. Emissions Unit Description 
020 Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker Cooler 1 with Baghouse 




{Permitting Note:  This emissions unit activity is regulated under Rules 62-212.400 and 62-212.400(4), F.A.C., 
PSD and BACT, respectively and, Maximum Available Control Technology (MACT), 40 CFR 63, Subpart LLL, 
NESHAP from Portland Cement Manufacturing Industry, adopted by reference into Rule 62-204.800(11)(b)48, 
F.A.C. and 40 CFR 63 Subpart A,  General Provisions; and Rule 62-212.400, F.A.C., PSD.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations.  [Rule 62-4.070, F.A.C.] 




PERMIT BEING REVISED  




2. Permit No. 0530021-043-AC  




Section 3, Subsection C, Specific Condition 10 
10. Emission Limits:  Based on a maximum preheater feed rate of 138.0 TPH to kiln No. 1 and 83 TPH of 




cement clinker product the allowable pollutant emissions shall not exceed the following: 




Poll. 1 Unit 2 
Units 3 




Comp. 4 Basis lb/ton-f lb/hr TPY lb/ton-c lb/Mt
-c 




ng/dscm 
TEQ ppmvd 




PM 




KC&M 0.40 49.5 216 --- --- --- --- ST BACT 5 
KM 0.30 37.1 162 --- --- --- --- ST LLL 6 
C 0.10 12.4 54     ST LLL 6 
C --- --- --- 0.04 7    CEMS 8 LLL 9 




KC&M --- --- --- 0.04 
Formula 7 --- --- --- ST(3 hr)/ 




CPEMS 8 LLL 9 




SO2 KC&M 0.60 50.0 325 --- --- --- --- ST BACT 5 
NOX KC&M 2.9 359.0 1,572 --- --- --- --- ST BACT 5 
D/F KM --- --- --- --- --- 0.2 10 --- ST LLL 6, 9, 11 
Hg KM --- --- --- --- 55 12 --- --- SBT 13 LLL 9, 11 




THC KM --- --- --- --- --- --- 24 14 CEMS LLL 9, 11 
HCl KM --- --- --- --- --- --- 3 15 CEMS 17 LLL 9, 11 




Opacity KC&M 10 percent 16 COMS BACT 
1. Pollutant:  PM = particulate matter; SO2 = sulfur dioxide; NOX = nitrogen oxide; D/F = dioxin and furans; THC = total 




hydrocarbons; and HCl = hydrogen chloride.  PSD-FL-091K replaces all previous PSD permits and represents latest BACT, 
NSPS and NESHAP emission limits and compliance methods. 




2. Emission subunit:  K = kiln; C = clinker cooler; and M = raw mill. 
3. Units of emission limits:  lb/ton-f = pounds per ton of feed; lb/hr = pounds per hour; lb/ton-c = pounds per ton of clinker; lb/Mt-c 




= pounds per million tons of clinker; ng/dscm TEQ = nanograms per dry standard cubic meter, toxic equivalents; ppmvd = parts 
per million volume dry. 




4. Comp. = method of compliance:  ST = annual stack test; CEMS = continuous emission monitoring system; SBT = sorbent trap 
EMS; COMS = continuous opacity monitoring system; CMS = continuous monitoring system; CPMS – continuous parametric 
monitoring system. 




5. Original Best Available Control Technology determination (PSD-FL-091 and PSD-FL-091K). 
6. Final Expires 9/9/2015, NESHAP Subpart LLL. (date September 9, 2009), emission limits in effect prior to September 9, 2010 




[40 CFR 63.1343(d)]. 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




7. Proposed NESHAP Subpart LLL (dated July 18, 2012) limit is 0.07 lbs/ton clinker with effective date of September 9, 2015.  
Final and proposed NESHAP Subpart LLL startup/shutdown limits are 0.04 grains per dry standard cubic foot (gr/dscf) Use 
formula given in 40 CFR 63.1343(b)(2) Equation 1.. 




8. Proposed NESHAP Subpart LLL allows stack testing for compliance in lieu of PM CEMS Per Final NESHAP Subpart LLL 
(dated Feb. 12, 2013) compliance to emission limit by Method 5 or 5i. CPMS used for monitoring operation limit. 




9. Final NESHAP Subpart LLL (dated September 9, 2010 Feb. 12, 2013), compliance with emission limits by September 9, 2013 
2015.  




10. If the average temperature at the inlet to the first PM control device (fabric filter or electrostatic precipitator) during the D/F 
performance test is 400 °F or less this limit is changed to 0.4 ng/dscm 




11. Proposed NESHAP LLL (dated July 18, 2012), compliance with emission limits by September 9, 2015 
12. Final and proposed NESHAP Subpart LLL Hg emission limit during startup/shutdown is 10 ng/dscm TEQ.  The emission limit is 




based on 30 kiln operating days. 
13. Hg CEMS can be used in lieu of sorbent trap CEMS to show compliance. 
14. Measured as propane.  Any source subject to the 24 ppmvd THC limit may elect to meet an alternative limit of 12 ppmvd for 




total organic HAP.  The emission limit is based on 30 kiln operating days. 
15. Per Final NESHAP Subpart LLL, if the kiln does not have an HCl CEMS, the emissions limit is zero.  In proposed Pursuant to 




NESHAP Subpart LLL(dated Feb. 12, 2013), §63.1350(l)(3), if the source is equipped with a wet or dry scrubber or tray tower, 
and you choose to monitor SO2 emissions, monitor SO2 emissions continuously according to the requirements of § 60.63(e) 
through (f) of part 60 subpart F of this chapter.  The emission limit is based on 30 kiln operating days. 




16. Meeting 10 percent opacity requirement for kiln, raw mill and clinker cooler fulfills all BACT and NESHAP requirements. 
17. Alternatively, SO2 CMS can be used as a surrogate for HCl emissions pursuant to NESHAP Subpart LLL of 40 CFR 




63.1350(l)(3). 




[Rules 62-4.160(2); 62-210.200(PTE); and 62-212.400 (BACT), F.A.C; and NESHAP Subpart LLL] 
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From: Microsoft Outlook
To: Read, David
Subject: Delivered: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement


 Plant, Final Permit
Date: Monday, April 27, 2015 2:19:00 PM
Attachments: 0530021-053-AC-PSD-FL-91M CEMEX Construction Materials Florida LLC Brooksville South Cement Plant Final


 Permit .msg


Your message has been delivered to the following recipients:
Read, David (David.Read@dep.state.fl.us) <mailto:David.Read@dep.state.fl.us> 
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:David.Read@dep.state.fl.us



0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 


			From


			Scearce, Lynn


			To


			jdaniel@cemexusa.com


			Cc


			gtownsend@cemexusa.com; Dr. Max Lee; Boatwright, Kelley M.; Shepherd.Lorinda@epa.gov; Ceron, Heather; Subramaniam, Pawan; Read, David; Scearce, Lynn


			Recipients


			jdaniel@cemexusa.com; gtownsend@cemexusa.com; mlee@kooglerassociates.com; Kelley.M.Boatwright@dep.state.fl.us; Shepherd.Lorinda@epa.gov; Ceron.Heather@epa.gov; Pawan.Subramaniam@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Daniel:





Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.





Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify.





Owner/Company Name: CEMEX CONSTRUCTION MATERIALS FLORIDA,LLC 
Facility Name: CEMEX BROOKSVILLE SOUTH CEMENT PLANT 
Project Number: 0530021-053-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: HERNANDO 





Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip.





If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.





Sincerely,





Lynn Scearce





Office of Permitting and Compliance (OPC)





Division of Air Resource Management – DEP





2600 Blair Stone Road, Mail Stop 5505





Phone:  850-717-9025 





DEP Information Portal: Click to follow link.
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PERMITTEE 




CEMEX Construction Materials Florida, LLC 
Brooksville South Cement Plant 
10311 Cement Plant Road 
Brooksville, Florida 34601 
 
Authorized Representative: 
Mr. Jim Daniel, Plant Manager 




Air Permit No. 0530021-053-AC 
PSD-FL-91M 




Permit Expires:  03/31/2016 
Minor Air Construction Permit 




Brooksville South Cement Plant 
Kiln No. 1 Dry Sorbent Injection 




PROJECT 




This is the final air construction permit, which authorizes the installation of a dry sorbent injection (DSI) system 
on Kiln No. 1 and makes minor revisions to a previously issued air construction permit.  The DSI system will 
reduce and control emissions of acid gases, including hydrochloric acid (HCl).  The proposed work will be 
conducted at the existing Brooksville South Cement Plant, which is categorized under Standard Industrial 
Classification No. 3241.  The existing facility is located in Hernando County at 10311 Cement Plant Road in 
Brooksville, Florida.  The UTM coordinates are Zone 17, 360.00 kilometers (km) East and 3162.50 km North. 




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 
For: 
Jeffery F. Koerner, Deputy Director 
Division of Air Resource Management 




www.dep.state.fl.us 















FINAL PERMIT 




 
 
 




CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jim Daniel, CEMEX Construction Materials Florida, LLC:  JDaniel@cemexusa.com 
Mr. George Townsend, CEMEX Construction Materials Florida, LLC:  gtownsend@cemexusa.com 
Dr. Max Lee, Ph.D., P.E., Koogler and Associates:  mlee@kooglerassociates.com 
Ms. Kelley Boatwright, DEP, Southwest District:  Kelley.M.Boatwright@dep.state.fl.us 
Ms. Lorinda Shepherd, EPA Region 4:  shephard.lorinda@epa.gov 
Ms. Heather Ceron, US EPA Region 4:  ceron.heather@epa.gov 
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION  




FACILITY DESCRIPTION 




The facility includes Cement Lines No. 1 and No. 2.  Each line includes an in-line kiln/raw mills, clinker cooler, 
associated process equipment, all the required auxiliary equipment and a coal yard.  Waste heat from the kilns is 
used to provide heat to the raw mills and the kiln preheaters, which is used to drive off moisture from or preheat 
the materials used for making clinker.  Cement Line No. 2 also has a pre-calciner where the feed is calcined 
before entering the rotary kiln.  Consequently, the kiln has only to raise the feed to sintering temperature 
increasing the overall efficiency of the process.  All of the materials handling activities are controlled by 
baghouses, except for the Clinker Receiving/Handling Systems and the coal yard activities.  For the Clinker 
Receiving/Handling Systems, the fugitive particulate matter emissions generated from the transfer of clinker from 
the receiving hoppers to the belt conveyors is controlled using atomized water sprays or an equivalent dust 
suppression system.   




Cement Line No. 1 consists of the following emission units (EU): 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




001 D-75 Filter Dust Bin with Baghouse 




002 D-67 Fly Ash & Equilibrium Storage Silo with Baghouse 




004 
F-14 Raw Meal Transfer with Baghouse 




Proposed Dry Sorbent Injection 




006 G-12 (A & B) Two Blend Silos with Baghouse 




007 H-15 Kiln Feed Surge Bin with Baghouse 




008 S-04 Clinker Receiving & Handling System 




009 K-07 & L-03 Clinker Cooler Discharge with Baghouse 
010 L-05, L-06 & L-07 Clinker Storage Silos with Baghouse 
011 L-08 Gypsum and Limestone Bins with Baghouse 




012 M-03 
M-08 




Clinker Feed Belt  
Silo Discharge with Baghouse 




013 N-13 Finish Mill with Baghouse 




014 Q-17 A-Side Cement Storage Silo #1 and #2 with Baghouse 
015 Q-15 Cement Storage Silos #1 and #2 with Baghouse 
019 M-05 Finish Mill Feed Belt with Baghouse 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




021 Q-18 B-Side Cement Storage Silos #1, #2 & #3 Discharge 
System with Baghouse 




022 Z-15 Cement Storage Silo #3 with Baghouse 




023 N/A Cement Storage Silo #4 and Truck Loadout System with 
Baghouse 




024 Z-18 Cement Storage Silo and Railcar Loadout System with 
Baghouse 




Shared Emission Unit - Cement Lines No. 1 and 2:  Fugitive Emissions and Coal Yard 




042 N/A Coal Receiving, Handling and Transfer System (fugitives) 
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SECTION 1.  GENERAL INFORMATION  




PROPOSED PROJECT 




CEMEX requests authorization (Application) for the installation of a DSI system on Kiln No.1.  The purpose is to 
control acid gases, including HCl emissions as required by the Portland cement National Emission Standards for 
Hazardous Pollutants (NESHAP) (40 CFR 63, Subpart LLL).  The applicable HCl maximum achievable control 
technology (MACT) emission standard is 3 parts per million by volume, dry at 7% oxygen (ppmvd @7% O2), 
effective 9/9/2015.  The primary sorbent is hydrated lime (Ca(OH)2); however, other sorbents compatible with the 
cement process may be used.  The DSI system injection system will include a bulk bag unloading frame with a 
weather curtain, confinement hopper, gravity feeder, rotary airlock and dust filters. 




This permit also revises Air Construction Permit No. 0530021-043-AC to make some clarifications and minor 
corrections to the table in Section 3, Subsection B, Specific Condition 2, including but not limited to: 




• Combines kiln (K), clinker cooler (C) and raw mill (M) into a single row for particulate matter; 




• Clarifies that the emission limit for particulate matter shall be computed in accordance with the formula 
provided in 40 CFR 63.1343(b)(2) Equation 1; 




• Clarifies that stack testing shall not be used in lieu of a continuous parametric monitoring system to report 
particulate matter. 




This project will modify the following emissions units: 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




004 F-14 Raw Meal Transfer with Baghouse 
(proposed) Dry Sorbent Injection System 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




FACILITY REGULATORY CLASSIFICATION 




• The facility is a major source of hazardous air pollutants (HAP). 
• The facility does not operate units subject to the acid rain provisions of the Clean Air Act. 
• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 
• The facility is a major stationary source in accordance with Rule 62-212.400, F.A.C. for PSD of Air Quality. 
• The facility does operate units subject to the New Source Performance Standards (NSPS). 
• The facility does operate units subject to the NESHAP. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blairstone Road (MS #5505), Tallahassee, 
Florida  32399-2400.  




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Air Resource Section of the Department’s Southwest District Office at: 13051 North 
Telecom Parkway, Temple Terrace, Florida 33637-0926 (Phone No: 813-632-7600). 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); Appendix C (Common Conditions); 
Appendix D (Common Testing Requirements); Appendix E (NESHAP Subpart A); Appendix F (NESHAP 
Subpart LLL); Appendix G (NSPS Subpart A); and Appendix H (NSPS Subpart F).   




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations.  




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 




8. Source Obligation: 




(a) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by virtue of a relaxation in any enforceable limitation which was established after August 7, 1980, 
on the capacity of the source or modification otherwise to emit a pollutant, such as a restriction on hours 
of operation, then the requirements of subsections 62-212.400(4) through (12), F.A.C., shall apply to the 
source or modification as though construction had not yet commenced on the source or modification. 




(b) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by exceeding its projected actual emissions, then the requirements of subsections 62-212.400(4) 
through (12), F.A.C., shall apply to the source or modification as though construction had not yet 
commenced on the source or modification. [Rule 62-212.400(12), F.A.C.] 




9. Application for Title V Permit:  This permit authorizes construction of the permitted emissions units and 
initial operation to determine compliance with Department rules.  A Title V air operation permit is required 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




for regular operation of the permitted emissions unit.  The permittee shall apply for a Title V air operation 
permit at least 90 days prior to expiration of this permit, but no later than 180 days after commencing 
operation of the proposed DSI system.  To apply for a Title V operation permit, the applicant shall submit the 
appropriate application form, compliance test results, and such additional information as the Department may 
by law require.  The application shall be submitted to the appropriate Permitting Authority with copies to the 
Compliance Authority.  [Rules 62-4.030, 62-4.050, 62-4.220 and Chapter 62-213, F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




This section of the permit addresses the following emissions unit. 




ID No. Emission Unit Description 




004 
Raw Meal Transfer with Baghouse 




Dry Sorbent Injection System 




{Permitting Note:  This emissions unit is regulated under Rule 62-212.400(BACT), F.A.C., PSD; 40 CFR 63, 
Subpart A, General Provisions and Subpart LLL, NESHAP from Portland Cement Manufacturing Industry, 
adopted by reference in Rule 62-204.800(11)(b)48, F.A.C., and 40 CFR 60  New Source Performance Standards 
Subpart A, General Provisions and Subpart F, Standards for performance for Portland Cement Plants adopted by 
reference in Rule 62-204.800(8)(b)9, F.A.C.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations. [Rule 62-4.070, F.A.C.] 




EQUIPMENT 




2. Dry Sorbent Injection (DSI) System:  The permittee is authorized to install and operate a Nol-Tec Dilute 
Phase Conveying and Injection System (or equivalent DSI System).  The sorbent will be injected near the top 
of the preheater.  Equipment includes, but not limited to: 




• Bulk bag loading station; 
• Confinement hopper; 
• Gravity feeder; 
• Rotary airlock to create a barrier between the feeding system and the convey line; and 
• Dust filters for PM control. 




[Application No. 0530021-053-AC] 




3. Applicable NESHAP Provisions:  The DSI system emission point is subject to, and shall comply with, the 
applicable provisions in NESHAP Subpart A (General Provisions) and NESHAP Subpart LLL (National 
Emissions Standards for Hazardous Air Pollutants from Portland Cement Manufacturing Industry) of 40 CFR 
63, which are identified in Appendices E and F of this permit, respectively.  [NESHAP Subparts A and LLL 
in 40 CFR 63 and Rule 62-204.800(11)(b)48, F.A.C.] 




PERFORMANCE RESTRICTIONS 




4. Hours of Operation: The hours of operation are not limited (8,760 hours/year). [Rule 62-210.200(PTE), 
F.A.C.; and Application No. 0530021-053-AC] 




EMISSIONS STANDARDS 




5. Visible Emissions:  Visible emissions from the DSI system shall not exceed 10% opacity. 
[Rules 62-204.800(8)(b)9 and 62-204.800(11)(b)48 F.A.C.; 40 CFR 60.62; and 40 CFR 63.1345] 




TESTING REQUIREMENTS 




6. Initial Compliance Tests:  Effective upon startup, Compliance with the 10% opacity limit shall be 
demonstrated in accordance with Method 9 of Appendix A-4, pursuant to 40 CFR 63.1349(b)(2).  Use the 
maximum 6-minute average opacity exhibited during the performance test period to determine whether the 
affected source is in compliance with the standard.  The duration of the Method 9 test shall be 3 hours (30 6-
minute averages), except that the duration of the Method 9 performance test may be reduced to 1 hour if the 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




following conditions apply.  For batch processes that are not run for 3-hour periods or longer, compile 
observations totaling 3 hours when the unit is operating. 
a. There are no individual readings greater than 10% opacity; 
b. There are no more than three readings of 10% for the first 1-hour period. 




[Rules 62-204.800(11)(b)48 and 62-297.310(8)(a)2, F.A.C.; and 40 CFR 63.1349(b)(2) and 63.1351(d)] 




7. Test Requirements:  The permittee shall notify the Compliance Authority in writing at least 15 days prior to 
any required tests.  Tests shall be conducted in accordance with the applicable requirements specified in 
Appendix D (Common Testing Requirements) of this permit.  [Rule 62-297.310(9), F.A.C.] 




8. Test Methods:  Required tests shall be performed in accordance with the following reference methods. 




Method Description of Method and Comments 




9 Visual Determination of the Opacity of Emissions from Stationary Sources 




22 Visual Determination of Fugitive Emissions from Material Sources  




The above methods are described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-
204.800(11)(b)48, F.A.C.  No other methods may be used unless prior written approval is received from the 
Department.  [Rules 62-204.800(11)(b)48 and 62-297.100, F.A.C.; and Appendix A of 40 CFR 60] 




MONITORING REQUIREMENTS 




9. Periodic Opacity Monitoring:   




a. Sources subject to a limitation on opacity under 40 CFR 63.1345 shall conduct required emissions 
monitoring in accordance with the following (1) through (7) (40 CFR 63.1350(f)(1)(i) through (f)(1)(vii)) 
and in accordance with the operation and maintenance plan (40 CFR 63.1347).  You shall also develop an 
opacity emissions monitoring plan (40 CFR 63.1350(p)(1) - (4)) and an approved alternate monitoring 
requirements (40 CFR 63.1350(o)(5)), if applicable. 
(1) You must conduct a monthly 10-minute visible emissions test of each affected source in accordance 




with Method 22 of Appendix A–7.  The performance test must be conducted while the affected source 
is in operation. 




(2) If no visible emissions are observed in six consecutive monthly tests for any affected source, the 
owner or operator may decrease the frequency of performance testing from monthly to semi-annually 
for that affected source.  If visible emissions are observed during any semi-annual test, you must 
resume performance testing of that affected source on a monthly basis and maintain that schedule 
until no visible emissions are observed in six consecutive monthly tests. 




(3) If no visible emissions are observed during the semi-annual test for any affected source, you may 
decrease the frequency of performance testing from semi-annually to annually for that affected 
source.  If visible emissions are observed during any annual performance test, the owner or operator 
must resume performance testing of that affected source on a monthly basis and maintain that 
schedule until no visible emissions are observed in six consecutive monthly tests. 




(4) If visible emissions are observed during any Method 22 performance test, of appendix A–7, you must 
conduct 30 minutes of opacity observations, recorded at 15-second intervals, in accordance with 
Method 9 of appendix A–4.  The Method 9 performance test, of Appendix A–4, must begin within 1 
hour of any observation of visible emissions. 




(5) The requirement to conduct Method 22 visible emissions monitoring does not apply to any totally 
enclosed conveying system transfer point, regardless of the location of the transfer point.  “Totally 
enclosed conveying system transfer point” must mean a conveying system transfer point that is 
enclosed on all sides, top, and bottom.  The enclosures for these transfer points must be operated and 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




maintained as total enclosures on a continuing basis in accordance with the facility operations and 
maintenance plan. 




(6) If any partially enclosed or unenclosed conveying system transfer point is located in a building, you 
must conduct a Method 22 performance test, of Appendix A–7, according to the requirements of 
paragraphs (1) through (4) for each such conveying system transfer point located within the building, 
or for the building itself, according to paragraph (7). 




(7) If visible emissions from a building are monitored, the requirements of paragraphs (1) through (4) 
apply to the monitoring of the building, and you must also test visible emissions from each side, roof, 
and vent of the building for at least 10 minutes. 




b. Corrective actions.  If visible emissions are observed during any Method 22 visible emissions test 
conducted under Specific Condition 9.a, you shall initiate, within one-hour, the corrective actions 
specified in the site specific operating and maintenance plan provisions in 40 CFR 63.1347. 




c. [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(f)] 
10. Operation and Maintenance (O&M) Plan:  The permittee shall prepare an O&M Plan in accordance with 40 




CFR 63.1347.  The O&M plan shall address the schedule for inspection of the DSI system and require 
preventive maintenance and shall require records of the condition of the equipment upon each inspection and 
any maintenance activities performed.  The O&M plan shall be submitted to the Department’s Southwest 
District office as part of the Title V permit renewal review.  [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 
63.1347] 




11. Opacity Monitoring Plan:  The permittee shall prepare and submit (upon request), a site specific opacity 
monitoring plan for the DSI system in accordance with 40 CFR 63.1350(p)(1)-(4).  [Rule 62-
204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(p)] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




This section of the permit addresses the following emissions unit. 




EU ID No. Emissions Unit Description 
020 Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker Cooler 1 with Baghouse 




{Permitting Note:  This emissions unit activity is regulated under Rules 62-212.400 and 62-212.400(4), F.A.C., 
PSD and BACT, respectively and, Maximum Available Control Technology (MACT), 40 CFR 63, Subpart LLL, 
NESHAP from Portland Cement Manufacturing Industry, adopted by reference into Rule 62-204.800(11)(b)48, 
F.A.C. and 40 CFR 63 Subpart A,  General Provisions; and Rule 62-212.400, F.A.C., PSD.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations.  [Rule 62-4.070, F.A.C.] 




PERMIT BEING REVISED  




2. Permit No. 0530021-043-AC  




Section 3, Subsection C, Specific Condition 10 
10. Emission Limits:  Based on a maximum preheater feed rate of 138.0 TPH to kiln No. 1 and 83 TPH of 




cement clinker product the allowable pollutant emissions shall not exceed the following: 




Poll. 1 Unit 2 
Units 3 




Comp. 4 Basis lb/ton-f lb/hr TPY lb/ton-c lb/Mt
-c 




ng/dscm 
TEQ ppmvd 




PM 




KC&M 0.40 49.5 216 --- --- --- --- ST BACT 5 
KM 0.30 37.1 162 --- --- --- --- ST LLL 6 
C 0.10 12.4 54     ST LLL 6 
C --- --- --- 0.04 7    CEMS 8 LLL 9 




KC&M --- --- --- 0.04 
Formula 7 --- --- --- ST(3 hr)/ 




CPEMS 8 LLL 9 




SO2 KC&M 0.60 50.0 325 --- --- --- --- ST BACT 5 
NOX KC&M 2.9 359.0 1,572 --- --- --- --- ST BACT 5 
D/F KM --- --- --- --- --- 0.2 10 --- ST LLL 6, 9, 11 
Hg KM --- --- --- --- 55 12 --- --- SBT 13 LLL 9, 11 




THC KM --- --- --- --- --- --- 24 14 CEMS LLL 9, 11 
HCl KM --- --- --- --- --- --- 3 15 CEMS 17 LLL 9, 11 




Opacity KC&M 10 percent 16 COMS BACT 
1. Pollutant:  PM = particulate matter; SO2 = sulfur dioxide; NOX = nitrogen oxide; D/F = dioxin and furans; THC = total 




hydrocarbons; and HCl = hydrogen chloride.  PSD-FL-091K replaces all previous PSD permits and represents latest BACT, 
NSPS and NESHAP emission limits and compliance methods. 




2. Emission subunit:  K = kiln; C = clinker cooler; and M = raw mill. 
3. Units of emission limits:  lb/ton-f = pounds per ton of feed; lb/hr = pounds per hour; lb/ton-c = pounds per ton of clinker; lb/Mt-c 




= pounds per million tons of clinker; ng/dscm TEQ = nanograms per dry standard cubic meter, toxic equivalents; ppmvd = parts 
per million volume dry. 




4. Comp. = method of compliance:  ST = annual stack test; CEMS = continuous emission monitoring system; SBT = sorbent trap 
EMS; COMS = continuous opacity monitoring system; CMS = continuous monitoring system; CPMS – continuous parametric 
monitoring system. 




5. Original Best Available Control Technology determination (PSD-FL-091 and PSD-FL-091K). 
6. Final Expires 9/9/2015, NESHAP Subpart LLL. (date September 9, 2009), emission limits in effect prior to September 9, 2010 




[40 CFR 63.1343(d)]. 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




7. Proposed NESHAP Subpart LLL (dated July 18, 2012) limit is 0.07 lbs/ton clinker with effective date of September 9, 2015.  
Final and proposed NESHAP Subpart LLL startup/shutdown limits are 0.04 grains per dry standard cubic foot (gr/dscf) Use 
formula given in 40 CFR 63.1343(b)(2) Equation 1.. 




8. Proposed NESHAP Subpart LLL allows stack testing for compliance in lieu of PM CEMS Per Final NESHAP Subpart LLL 
(dated Feb. 12, 2013) compliance to emission limit by Method 5 or 5i. CPMS used for monitoring operation limit. 




9. Final NESHAP Subpart LLL (dated September 9, 2010 Feb. 12, 2013), compliance with emission limits by September 9, 2013 
2015.  




10. If the average temperature at the inlet to the first PM control device (fabric filter or electrostatic precipitator) during the D/F 
performance test is 400 °F or less this limit is changed to 0.4 ng/dscm 




11. Proposed NESHAP LLL (dated July 18, 2012), compliance with emission limits by September 9, 2015 
12. Final and proposed NESHAP Subpart LLL Hg emission limit during startup/shutdown is 10 ng/dscm TEQ.  The emission limit is 




based on 30 kiln operating days. 
13. Hg CEMS can be used in lieu of sorbent trap CEMS to show compliance. 
14. Measured as propane.  Any source subject to the 24 ppmvd THC limit may elect to meet an alternative limit of 12 ppmvd for 




total organic HAP.  The emission limit is based on 30 kiln operating days. 
15. Per Final NESHAP Subpart LLL, if the kiln does not have an HCl CEMS, the emissions limit is zero.  In proposed Pursuant to 




NESHAP Subpart LLL(dated Feb. 12, 2013), §63.1350(l)(3), if the source is equipped with a wet or dry scrubber or tray tower, 
and you choose to monitor SO2 emissions, monitor SO2 emissions continuously according to the requirements of § 60.63(e) 
through (f) of part 60 subpart F of this chapter.  The emission limit is based on 30 kiln operating days. 




16. Meeting 10 percent opacity requirement for kiln, raw mill and clinker cooler fulfills all BACT and NESHAP requirements. 
17. Alternatively, SO2 CMS can be used as a surrogate for HCl emissions pursuant to NESHAP Subpart LLL of 40 CFR 




63.1350(l)(3). 




[Rules 62-4.160(2); 62-210.200(PTE); and 62-212.400 (BACT), F.A.C; and NESHAP Subpart LLL] 
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From: Microsoft Outlook
To: Scearce, Lynn
Subject: Delivered: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement


 Plant, Final Permit
Date: Monday, April 27, 2015 2:18:59 PM
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Scearce, Lynn (Lynn.Scearce@dep.state.fl.us) <mailto:Lynn.Scearce@dep.state.fl.us> 
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
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0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 


			From


			Scearce, Lynn


			To


			jdaniel@cemexusa.com


			Cc


			gtownsend@cemexusa.com; Dr. Max Lee; Boatwright, Kelley M.; Shepherd.Lorinda@epa.gov; Ceron, Heather; Subramaniam, Pawan; Read, David; Scearce, Lynn


			Recipients


			jdaniel@cemexusa.com; gtownsend@cemexusa.com; mlee@kooglerassociates.com; Kelley.M.Boatwright@dep.state.fl.us; Shepherd.Lorinda@epa.gov; Ceron.Heather@epa.gov; Pawan.Subramaniam@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Daniel:





Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.





Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify.





Owner/Company Name: CEMEX CONSTRUCTION MATERIALS FLORIDA,LLC 
Facility Name: CEMEX BROOKSVILLE SOUTH CEMENT PLANT 
Project Number: 0530021-053-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: HERNANDO 





Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip.





If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.





Sincerely,





Lynn Scearce





Office of Permitting and Compliance (OPC)





Division of Air Resource Management – DEP





2600 Blair Stone Road, Mail Stop 5505





Phone:  850-717-9025 





DEP Information Portal: Click to follow link.











 








image001.png










0530021-053-AC - Final Permit_signed.pdf






 
 




FLORIDA DEPARTMENT OF 
ENVIRONMENTAL PROTECTION 




BOB MARTINEZ CENTER 
2600 BLAIR STONE ROAD 




TALLAHASSEE, FLORIDA 32399-2400 




RICK SCOTT 
GOVERNOR 




 
CARLOS LOPEZ-CANTERA 




LT. GOVERNOR 
 




JONATHAN P. STEVERSON 
 SECRETARY 




PERMITTEE 




CEMEX Construction Materials Florida, LLC 
Brooksville South Cement Plant 
10311 Cement Plant Road 
Brooksville, Florida 34601 
 
Authorized Representative: 
Mr. Jim Daniel, Plant Manager 




Air Permit No. 0530021-053-AC 
PSD-FL-91M 




Permit Expires:  03/31/2016 
Minor Air Construction Permit 




Brooksville South Cement Plant 
Kiln No. 1 Dry Sorbent Injection 




PROJECT 




This is the final air construction permit, which authorizes the installation of a dry sorbent injection (DSI) system 
on Kiln No. 1 and makes minor revisions to a previously issued air construction permit.  The DSI system will 
reduce and control emissions of acid gases, including hydrochloric acid (HCl).  The proposed work will be 
conducted at the existing Brooksville South Cement Plant, which is categorized under Standard Industrial 
Classification No. 3241.  The existing facility is located in Hernando County at 10311 Cement Plant Road in 
Brooksville, Florida.  The UTM coordinates are Zone 17, 360.00 kilometers (km) East and 3162.50 km North. 




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 
For: 
Jeffery F. Koerner, Deputy Director 
Division of Air Resource Management 




www.dep.state.fl.us 















FINAL PERMIT 




 
 
 




CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jim Daniel, CEMEX Construction Materials Florida, LLC:  JDaniel@cemexusa.com 
Mr. George Townsend, CEMEX Construction Materials Florida, LLC:  gtownsend@cemexusa.com 
Dr. Max Lee, Ph.D., P.E., Koogler and Associates:  mlee@kooglerassociates.com 
Ms. Kelley Boatwright, DEP, Southwest District:  Kelley.M.Boatwright@dep.state.fl.us 
Ms. Lorinda Shepherd, EPA Region 4:  shephard.lorinda@epa.gov 
Ms. Heather Ceron, US EPA Region 4:  ceron.heather@epa.gov 
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION  




FACILITY DESCRIPTION 




The facility includes Cement Lines No. 1 and No. 2.  Each line includes an in-line kiln/raw mills, clinker cooler, 
associated process equipment, all the required auxiliary equipment and a coal yard.  Waste heat from the kilns is 
used to provide heat to the raw mills and the kiln preheaters, which is used to drive off moisture from or preheat 
the materials used for making clinker.  Cement Line No. 2 also has a pre-calciner where the feed is calcined 
before entering the rotary kiln.  Consequently, the kiln has only to raise the feed to sintering temperature 
increasing the overall efficiency of the process.  All of the materials handling activities are controlled by 
baghouses, except for the Clinker Receiving/Handling Systems and the coal yard activities.  For the Clinker 
Receiving/Handling Systems, the fugitive particulate matter emissions generated from the transfer of clinker from 
the receiving hoppers to the belt conveyors is controlled using atomized water sprays or an equivalent dust 
suppression system.   




Cement Line No. 1 consists of the following emission units (EU): 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




001 D-75 Filter Dust Bin with Baghouse 




002 D-67 Fly Ash & Equilibrium Storage Silo with Baghouse 




004 
F-14 Raw Meal Transfer with Baghouse 




Proposed Dry Sorbent Injection 




006 G-12 (A & B) Two Blend Silos with Baghouse 




007 H-15 Kiln Feed Surge Bin with Baghouse 




008 S-04 Clinker Receiving & Handling System 




009 K-07 & L-03 Clinker Cooler Discharge with Baghouse 
010 L-05, L-06 & L-07 Clinker Storage Silos with Baghouse 
011 L-08 Gypsum and Limestone Bins with Baghouse 




012 M-03 
M-08 




Clinker Feed Belt  
Silo Discharge with Baghouse 




013 N-13 Finish Mill with Baghouse 




014 Q-17 A-Side Cement Storage Silo #1 and #2 with Baghouse 
015 Q-15 Cement Storage Silos #1 and #2 with Baghouse 
019 M-05 Finish Mill Feed Belt with Baghouse 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




021 Q-18 B-Side Cement Storage Silos #1, #2 & #3 Discharge 
System with Baghouse 




022 Z-15 Cement Storage Silo #3 with Baghouse 




023 N/A Cement Storage Silo #4 and Truck Loadout System with 
Baghouse 




024 Z-18 Cement Storage Silo and Railcar Loadout System with 
Baghouse 




Shared Emission Unit - Cement Lines No. 1 and 2:  Fugitive Emissions and Coal Yard 




042 N/A Coal Receiving, Handling and Transfer System (fugitives) 
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SECTION 1.  GENERAL INFORMATION  




PROPOSED PROJECT 




CEMEX requests authorization (Application) for the installation of a DSI system on Kiln No.1.  The purpose is to 
control acid gases, including HCl emissions as required by the Portland cement National Emission Standards for 
Hazardous Pollutants (NESHAP) (40 CFR 63, Subpart LLL).  The applicable HCl maximum achievable control 
technology (MACT) emission standard is 3 parts per million by volume, dry at 7% oxygen (ppmvd @7% O2), 
effective 9/9/2015.  The primary sorbent is hydrated lime (Ca(OH)2); however, other sorbents compatible with the 
cement process may be used.  The DSI system injection system will include a bulk bag unloading frame with a 
weather curtain, confinement hopper, gravity feeder, rotary airlock and dust filters. 




This permit also revises Air Construction Permit No. 0530021-043-AC to make some clarifications and minor 
corrections to the table in Section 3, Subsection B, Specific Condition 2, including but not limited to: 




• Combines kiln (K), clinker cooler (C) and raw mill (M) into a single row for particulate matter; 




• Clarifies that the emission limit for particulate matter shall be computed in accordance with the formula 
provided in 40 CFR 63.1343(b)(2) Equation 1; 




• Clarifies that stack testing shall not be used in lieu of a continuous parametric monitoring system to report 
particulate matter. 




This project will modify the following emissions units: 




EU ID No. Facility’s Internal ID No. Emissions Unit Description 




004 F-14 Raw Meal Transfer with Baghouse 
(proposed) Dry Sorbent Injection System 




020 N/A Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker 
Cooler 1 with Baghouse 




FACILITY REGULATORY CLASSIFICATION 




• The facility is a major source of hazardous air pollutants (HAP). 
• The facility does not operate units subject to the acid rain provisions of the Clean Air Act. 
• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 
• The facility is a major stationary source in accordance with Rule 62-212.400, F.A.C. for PSD of Air Quality. 
• The facility does operate units subject to the New Source Performance Standards (NSPS). 
• The facility does operate units subject to the NESHAP. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blairstone Road (MS #5505), Tallahassee, 
Florida  32399-2400.  




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Air Resource Section of the Department’s Southwest District Office at: 13051 North 
Telecom Parkway, Temple Terrace, Florida 33637-0926 (Phone No: 813-632-7600). 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); Appendix C (Common Conditions); 
Appendix D (Common Testing Requirements); Appendix E (NESHAP Subpart A); Appendix F (NESHAP 
Subpart LLL); Appendix G (NSPS Subpart A); and Appendix H (NSPS Subpart F).   




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations.  




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 




8. Source Obligation: 




(a) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by virtue of a relaxation in any enforceable limitation which was established after August 7, 1980, 
on the capacity of the source or modification otherwise to emit a pollutant, such as a restriction on hours 
of operation, then the requirements of subsections 62-212.400(4) through (12), F.A.C., shall apply to the 
source or modification as though construction had not yet commenced on the source or modification. 




(b) At such time that a particular source or modification becomes a major stationary source or major 
modification (as these terms were defined at the time the source obtained the enforceable limitation) 
solely by exceeding its projected actual emissions, then the requirements of subsections 62-212.400(4) 
through (12), F.A.C., shall apply to the source or modification as though construction had not yet 
commenced on the source or modification. [Rule 62-212.400(12), F.A.C.] 




9. Application for Title V Permit:  This permit authorizes construction of the permitted emissions units and 
initial operation to determine compliance with Department rules.  A Title V air operation permit is required 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS  




for regular operation of the permitted emissions unit.  The permittee shall apply for a Title V air operation 
permit at least 90 days prior to expiration of this permit, but no later than 180 days after commencing 
operation of the proposed DSI system.  To apply for a Title V operation permit, the applicant shall submit the 
appropriate application form, compliance test results, and such additional information as the Department may 
by law require.  The application shall be submitted to the appropriate Permitting Authority with copies to the 
Compliance Authority.  [Rules 62-4.030, 62-4.050, 62-4.220 and Chapter 62-213, F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




This section of the permit addresses the following emissions unit. 




ID No. Emission Unit Description 




004 
Raw Meal Transfer with Baghouse 




Dry Sorbent Injection System 




{Permitting Note:  This emissions unit is regulated under Rule 62-212.400(BACT), F.A.C., PSD; 40 CFR 63, 
Subpart A, General Provisions and Subpart LLL, NESHAP from Portland Cement Manufacturing Industry, 
adopted by reference in Rule 62-204.800(11)(b)48, F.A.C., and 40 CFR 60  New Source Performance Standards 
Subpart A, General Provisions and Subpart F, Standards for performance for Portland Cement Plants adopted by 
reference in Rule 62-204.800(8)(b)9, F.A.C.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations. [Rule 62-4.070, F.A.C.] 




EQUIPMENT 




2. Dry Sorbent Injection (DSI) System:  The permittee is authorized to install and operate a Nol-Tec Dilute 
Phase Conveying and Injection System (or equivalent DSI System).  The sorbent will be injected near the top 
of the preheater.  Equipment includes, but not limited to: 




• Bulk bag loading station; 
• Confinement hopper; 
• Gravity feeder; 
• Rotary airlock to create a barrier between the feeding system and the convey line; and 
• Dust filters for PM control. 




[Application No. 0530021-053-AC] 




3. Applicable NESHAP Provisions:  The DSI system emission point is subject to, and shall comply with, the 
applicable provisions in NESHAP Subpart A (General Provisions) and NESHAP Subpart LLL (National 
Emissions Standards for Hazardous Air Pollutants from Portland Cement Manufacturing Industry) of 40 CFR 
63, which are identified in Appendices E and F of this permit, respectively.  [NESHAP Subparts A and LLL 
in 40 CFR 63 and Rule 62-204.800(11)(b)48, F.A.C.] 




PERFORMANCE RESTRICTIONS 




4. Hours of Operation: The hours of operation are not limited (8,760 hours/year). [Rule 62-210.200(PTE), 
F.A.C.; and Application No. 0530021-053-AC] 




EMISSIONS STANDARDS 




5. Visible Emissions:  Visible emissions from the DSI system shall not exceed 10% opacity. 
[Rules 62-204.800(8)(b)9 and 62-204.800(11)(b)48 F.A.C.; 40 CFR 60.62; and 40 CFR 63.1345] 




TESTING REQUIREMENTS 




6. Initial Compliance Tests:  Effective upon startup, Compliance with the 10% opacity limit shall be 
demonstrated in accordance with Method 9 of Appendix A-4, pursuant to 40 CFR 63.1349(b)(2).  Use the 
maximum 6-minute average opacity exhibited during the performance test period to determine whether the 
affected source is in compliance with the standard.  The duration of the Method 9 test shall be 3 hours (30 6-
minute averages), except that the duration of the Method 9 performance test may be reduced to 1 hour if the 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




following conditions apply.  For batch processes that are not run for 3-hour periods or longer, compile 
observations totaling 3 hours when the unit is operating. 
a. There are no individual readings greater than 10% opacity; 
b. There are no more than three readings of 10% for the first 1-hour period. 




[Rules 62-204.800(11)(b)48 and 62-297.310(8)(a)2, F.A.C.; and 40 CFR 63.1349(b)(2) and 63.1351(d)] 




7. Test Requirements:  The permittee shall notify the Compliance Authority in writing at least 15 days prior to 
any required tests.  Tests shall be conducted in accordance with the applicable requirements specified in 
Appendix D (Common Testing Requirements) of this permit.  [Rule 62-297.310(9), F.A.C.] 




8. Test Methods:  Required tests shall be performed in accordance with the following reference methods. 




Method Description of Method and Comments 




9 Visual Determination of the Opacity of Emissions from Stationary Sources 




22 Visual Determination of Fugitive Emissions from Material Sources  




The above methods are described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-
204.800(11)(b)48, F.A.C.  No other methods may be used unless prior written approval is received from the 
Department.  [Rules 62-204.800(11)(b)48 and 62-297.100, F.A.C.; and Appendix A of 40 CFR 60] 




MONITORING REQUIREMENTS 




9. Periodic Opacity Monitoring:   




a. Sources subject to a limitation on opacity under 40 CFR 63.1345 shall conduct required emissions 
monitoring in accordance with the following (1) through (7) (40 CFR 63.1350(f)(1)(i) through (f)(1)(vii)) 
and in accordance with the operation and maintenance plan (40 CFR 63.1347).  You shall also develop an 
opacity emissions monitoring plan (40 CFR 63.1350(p)(1) - (4)) and an approved alternate monitoring 
requirements (40 CFR 63.1350(o)(5)), if applicable. 
(1) You must conduct a monthly 10-minute visible emissions test of each affected source in accordance 




with Method 22 of Appendix A–7.  The performance test must be conducted while the affected source 
is in operation. 




(2) If no visible emissions are observed in six consecutive monthly tests for any affected source, the 
owner or operator may decrease the frequency of performance testing from monthly to semi-annually 
for that affected source.  If visible emissions are observed during any semi-annual test, you must 
resume performance testing of that affected source on a monthly basis and maintain that schedule 
until no visible emissions are observed in six consecutive monthly tests. 




(3) If no visible emissions are observed during the semi-annual test for any affected source, you may 
decrease the frequency of performance testing from semi-annually to annually for that affected 
source.  If visible emissions are observed during any annual performance test, the owner or operator 
must resume performance testing of that affected source on a monthly basis and maintain that 
schedule until no visible emissions are observed in six consecutive monthly tests. 




(4) If visible emissions are observed during any Method 22 performance test, of appendix A–7, you must 
conduct 30 minutes of opacity observations, recorded at 15-second intervals, in accordance with 
Method 9 of appendix A–4.  The Method 9 performance test, of Appendix A–4, must begin within 1 
hour of any observation of visible emissions. 




(5) The requirement to conduct Method 22 visible emissions monitoring does not apply to any totally 
enclosed conveying system transfer point, regardless of the location of the transfer point.  “Totally 
enclosed conveying system transfer point” must mean a conveying system transfer point that is 
enclosed on all sides, top, and bottom.  The enclosures for these transfer points must be operated and 




CEMEX Construction Materials Florida, LLC Project No. 0530021-053-AC (PSD-FL-91M) 
Brooksville South Cement Plant Kiln No. 1 Dry Sorbent Injection System 




Page 8 of 11 















SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
A.  Kiln No.1, Materials Handling Activities (EU 004) 




maintained as total enclosures on a continuing basis in accordance with the facility operations and 
maintenance plan. 




(6) If any partially enclosed or unenclosed conveying system transfer point is located in a building, you 
must conduct a Method 22 performance test, of Appendix A–7, according to the requirements of 
paragraphs (1) through (4) for each such conveying system transfer point located within the building, 
or for the building itself, according to paragraph (7). 




(7) If visible emissions from a building are monitored, the requirements of paragraphs (1) through (4) 
apply to the monitoring of the building, and you must also test visible emissions from each side, roof, 
and vent of the building for at least 10 minutes. 




b. Corrective actions.  If visible emissions are observed during any Method 22 visible emissions test 
conducted under Specific Condition 9.a, you shall initiate, within one-hour, the corrective actions 
specified in the site specific operating and maintenance plan provisions in 40 CFR 63.1347. 




c. [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(f)] 
10. Operation and Maintenance (O&M) Plan:  The permittee shall prepare an O&M Plan in accordance with 40 




CFR 63.1347.  The O&M plan shall address the schedule for inspection of the DSI system and require 
preventive maintenance and shall require records of the condition of the equipment upon each inspection and 
any maintenance activities performed.  The O&M plan shall be submitted to the Department’s Southwest 
District office as part of the Title V permit renewal review.  [Rule 62-204.800(11)(b)48, F.A.C.; and 40 CFR 
63.1347] 




11. Opacity Monitoring Plan:  The permittee shall prepare and submit (upon request), a site specific opacity 
monitoring plan for the DSI system in accordance with 40 CFR 63.1350(p)(1)-(4).  [Rule 62-
204.800(11)(b)48, F.A.C.; and 40 CFR 63.1350(p)] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




This section of the permit addresses the following emissions unit. 




EU ID No. Emissions Unit Description 
020 Cement Kiln No. 1, In-Line Kiln/Raw Mill and Clinker Cooler 1 with Baghouse 




{Permitting Note:  This emissions unit activity is regulated under Rules 62-212.400 and 62-212.400(4), F.A.C., 
PSD and BACT, respectively and, Maximum Available Control Technology (MACT), 40 CFR 63, Subpart LLL, 
NESHAP from Portland Cement Manufacturing Industry, adopted by reference into Rule 62-204.800(11)(b)48, 
F.A.C. and 40 CFR 63 Subpart A,  General Provisions; and Rule 62-212.400, F.A.C., PSD.} 




PREVIOUS APPLICABLE REQUIREMENTS 




1. Other Permits:  The conditions of this permit supplement all previously issued air construction and operation 
permits for this emissions unit.  Unless otherwise specified, these conditions are in addition to all other 
applicable permit conditions and regulations.  [Rule 62-4.070, F.A.C.] 




PERMIT BEING REVISED  




2. Permit No. 0530021-043-AC  




Section 3, Subsection C, Specific Condition 10 
10. Emission Limits:  Based on a maximum preheater feed rate of 138.0 TPH to kiln No. 1 and 83 TPH of 




cement clinker product the allowable pollutant emissions shall not exceed the following: 




Poll. 1 Unit 2 
Units 3 




Comp. 4 Basis lb/ton-f lb/hr TPY lb/ton-c lb/Mt
-c 




ng/dscm 
TEQ ppmvd 




PM 




KC&M 0.40 49.5 216 --- --- --- --- ST BACT 5 
KM 0.30 37.1 162 --- --- --- --- ST LLL 6 
C 0.10 12.4 54     ST LLL 6 
C --- --- --- 0.04 7    CEMS 8 LLL 9 




KC&M --- --- --- 0.04 
Formula 7 --- --- --- ST(3 hr)/ 




CPEMS 8 LLL 9 




SO2 KC&M 0.60 50.0 325 --- --- --- --- ST BACT 5 
NOX KC&M 2.9 359.0 1,572 --- --- --- --- ST BACT 5 
D/F KM --- --- --- --- --- 0.2 10 --- ST LLL 6, 9, 11 
Hg KM --- --- --- --- 55 12 --- --- SBT 13 LLL 9, 11 




THC KM --- --- --- --- --- --- 24 14 CEMS LLL 9, 11 
HCl KM --- --- --- --- --- --- 3 15 CEMS 17 LLL 9, 11 




Opacity KC&M 10 percent 16 COMS BACT 
1. Pollutant:  PM = particulate matter; SO2 = sulfur dioxide; NOX = nitrogen oxide; D/F = dioxin and furans; THC = total 




hydrocarbons; and HCl = hydrogen chloride.  PSD-FL-091K replaces all previous PSD permits and represents latest BACT, 
NSPS and NESHAP emission limits and compliance methods. 




2. Emission subunit:  K = kiln; C = clinker cooler; and M = raw mill. 
3. Units of emission limits:  lb/ton-f = pounds per ton of feed; lb/hr = pounds per hour; lb/ton-c = pounds per ton of clinker; lb/Mt-c 




= pounds per million tons of clinker; ng/dscm TEQ = nanograms per dry standard cubic meter, toxic equivalents; ppmvd = parts 
per million volume dry. 




4. Comp. = method of compliance:  ST = annual stack test; CEMS = continuous emission monitoring system; SBT = sorbent trap 
EMS; COMS = continuous opacity monitoring system; CMS = continuous monitoring system; CPMS – continuous parametric 
monitoring system. 




5. Original Best Available Control Technology determination (PSD-FL-091 and PSD-FL-091K). 
6. Final Expires 9/9/2015, NESHAP Subpart LLL. (date September 9, 2009), emission limits in effect prior to September 9, 2010 




[40 CFR 63.1343(d)]. 




CEMEX Construction Materials Florida, LLC Project No. 0530021-053-AC (PSD-FL-91M) 
Brooksville South Cement Plant Kiln No. 1 Dry Sorbent Injection System 




Page 10 of 11 















SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS  
B.  Kiln No.1, Pre-Heater, Pre-Calciner and Clinker Cooler No.1 (EU 020) 




7. Proposed NESHAP Subpart LLL (dated July 18, 2012) limit is 0.07 lbs/ton clinker with effective date of September 9, 2015.  
Final and proposed NESHAP Subpart LLL startup/shutdown limits are 0.04 grains per dry standard cubic foot (gr/dscf) Use 
formula given in 40 CFR 63.1343(b)(2) Equation 1.. 




8. Proposed NESHAP Subpart LLL allows stack testing for compliance in lieu of PM CEMS Per Final NESHAP Subpart LLL 
(dated Feb. 12, 2013) compliance to emission limit by Method 5 or 5i. CPMS used for monitoring operation limit. 




9. Final NESHAP Subpart LLL (dated September 9, 2010 Feb. 12, 2013), compliance with emission limits by September 9, 2013 
2015.  




10. If the average temperature at the inlet to the first PM control device (fabric filter or electrostatic precipitator) during the D/F 
performance test is 400 °F or less this limit is changed to 0.4 ng/dscm 




11. Proposed NESHAP LLL (dated July 18, 2012), compliance with emission limits by September 9, 2015 
12. Final and proposed NESHAP Subpart LLL Hg emission limit during startup/shutdown is 10 ng/dscm TEQ.  The emission limit is 




based on 30 kiln operating days. 
13. Hg CEMS can be used in lieu of sorbent trap CEMS to show compliance. 
14. Measured as propane.  Any source subject to the 24 ppmvd THC limit may elect to meet an alternative limit of 12 ppmvd for 




total organic HAP.  The emission limit is based on 30 kiln operating days. 
15. Per Final NESHAP Subpart LLL, if the kiln does not have an HCl CEMS, the emissions limit is zero.  In proposed Pursuant to 




NESHAP Subpart LLL(dated Feb. 12, 2013), §63.1350(l)(3), if the source is equipped with a wet or dry scrubber or tray tower, 
and you choose to monitor SO2 emissions, monitor SO2 emissions continuously according to the requirements of § 60.63(e) 
through (f) of part 60 subpart F of this chapter.  The emission limit is based on 30 kiln operating days. 




16. Meeting 10 percent opacity requirement for kiln, raw mill and clinker cooler fulfills all BACT and NESHAP requirements. 
17. Alternatively, SO2 CMS can be used as a surrogate for HCl emissions pursuant to NESHAP Subpart LLL of 40 CFR 




63.1350(l)(3). 




[Rules 62-4.160(2); 62-210.200(PTE); and 62-212.400 (BACT), F.A.C; and NESHAP Subpart LLL] 
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From: postmaster@kooglerassociates.com
To: Dr. Max Lee
Subject: Delivered: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement


 Plant, Final Permit
Date: Monday, April 27, 2015 2:19:13 PM
Attachments: 0530021-053-AC-PSD-FL-91M CEMEX Construction Materials Florida LLC Brooksville South Cement Plant Final


 Permit .msg


Your message has been delivered to the following recipients:
Dr. Max Lee <mailto:mlee@kooglerassociates.com> 
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 



mailto:postmaster@kooglerassociates.com

mailto:mlee@kooglerassociates.com



0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 


			From


			Scearce, Lynn


			To


			jdaniel@cemexusa.com


			Cc


			gtownsend@cemexusa.com; Dr. Max Lee; Boatwright, Kelley M.; Shepherd.Lorinda@epa.gov; Ceron, Heather; Subramaniam, Pawan; Read, David; Scearce, Lynn


			Recipients


			jdaniel@cemexusa.com; gtownsend@cemexusa.com; mlee@kooglerassociates.com; Kelley.M.Boatwright@dep.state.fl.us; Shepherd.Lorinda@epa.gov; Ceron.Heather@epa.gov; Pawan.Subramaniam@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us










From: George Townsend
To: Scearce, Lynn
Subject: Re: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant,


 Final Permit
Date: Monday, April 27, 2015 2:31:57 PM
Attachments: ATT00004.png


Permit received and accessible. 


 
George Townsend 
Environmental Manager – Brooksville South -  United States of America 
Office: (352) 799-7881  Fax: (352) 799-6088 Mobile: (352) 238-9102 
Address: 10311 Cement Plant Road, Brooksville, FL 34601 
e-Mail: george.townsend@cemex.com 
www.cemexusa.com 


 


 Please consider the environment before printing this email 


From:        "Scearce, Lynn" <Lynn.Scearce@dep.state.fl.us> 
To:        "jdaniel@cemexusa.com" <jdaniel@cemexusa.com> 
Cc:        "gtownsend@cemexusa.com" <gtownsend@cemexusa.com>, "Dr. Max Lee" <mlee@kooglerassociates.com>, "Boatwright,
 Kelley M." <Kelley.M.Boatwright@dep.state.fl.us>, "Shepherd.Lorinda@epa.gov" <Shepherd.Lorinda@epa.gov>, "Ceron, Heather"
 <Ceron.Heather@epa.gov>, "Subramaniam, Pawan" <Pawan.Subramaniam@dep.state.fl.us>, "Read, David"


 <David.Read@dep.state.fl.us>, "Scearce, Lynn" <Lynn.Scearce@dep.state.fl.us> 
Date:        04/27/2015 02:19 PM 
Subject:        0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 


Dear Mr. Daniel:


Attached is the official Notice of Final Permit for the project referenced below. Click on the
 link displayed below to access the permit project documents and reply back verifying receipt
 of the documents provided in the links.


Note:  We must receive verification that you are able to access the documents. Your
 immediate reply will preclude subsequent e-mail transmissions to verify.


Owner/Company Name: CEMEX CONSTRUCTION MATERIALS FLORIDA,LLC 
Facility Name: CEMEX BROOKSVILLE SOUTH CEMENT PLANT 
Project Number: 0530021-053-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: HERNANDO



mailto:george.townsend@cemex.com

mailto:Lynn.Scearce@dep.state.fl.us

file:////c/www.cemexusa.com











Click on the following link to access the permit project documents: 
http://ARM-
PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip.


If you have any problems opening the documents or would like further information, please
 contact the Florida Department of Environmental Protection, Office of Permitting and
 Compliance.


Sincerely,


Lynn Scearce 
Office of Permitting and Compliance (OPC) 
Division of Air Resource Management – DEP 
2600 Blair Stone Road, Mail Stop 5505 
Phone:  850-717-9025 
DEP Information Portal: Click to follow link.


[attachment "0530021-053-AC - Final Permit_signed.pdf" deleted by George Townsend/US/Cemex] 


This email message and any attachments are for the sole use of the intended recipient(s) and contain
 confidential and/or privileged information. Any unauthorized review, use, disclosure or distribution is
 prohibited. If you are not the intended recipient, please contact the sender by reply email and destroy all
 copies of the original message and any attachments. Thank you.



http://arm-permit2k.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip

http://arm-permit2k.dep.state.fl.us/adh/prod/pdf_permit_zip_files/0530021.053.AC.F_pdf.zip

http://webapps.dep.state.fl.us/DepNexus/public/search-portal

http://survey.dep.state.fl.us/?refemail=Lynn.Scearce@dep.state.fl.us






From: Ceron, Heather
To: Scearce, Lynn
Subject: Read: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant,


 Final Permit
Date: Monday, April 27, 2015 2:52:40 PM


Your message 
   To: 
   Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
   Sent: Monday, April 27, 2015 6:52:39 PM (UTC) Monrovia, Reykjavik
 was read on Monday, April 27, 2015 6:52:36 PM (UTC) Monrovia, Reykjavik.



mailto:Ceron.Heather@epa.gov

mailto:/o=ExchangeLabs/ou=Exchange Administrative Group (FYDIBOHF23SPDLT)/cn=Recipients/cn=ad90af96b1264ced888710b00ebedf5d-Scearce_L






From: Subramaniam, Pawan
To: Scearce, Lynn
Subject: Read: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant,


 Final Permit
Date: Monday, April 27, 2015 2:38:43 PM


Your message 
   To: Subramaniam, Pawan
   Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
   Sent: Monday, April 27, 2015 2:18:53 PM (UTC-05:00) Eastern Time (US & Canada)
 was read on Monday, April 27, 2015 2:38:25 PM (UTC-05:00) Eastern Time (US & Canada).



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=6BB0C6D4DE18489DAF6C0D39933EF694-SUBRAMANIAM

mailto:/o=ExchangeLabs/ou=Exchange Administrative Group (FYDIBOHF23SPDLT)/cn=Recipients/cn=ad90af96b1264ced888710b00ebedf5d-Scearce_L






From: Read, David
To: Scearce, Lynn
Subject: Read: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant,


 Final Permit
Date: Monday, April 27, 2015 2:35:36 PM


Your message 
   To: Read, David
   Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
   Sent: Monday, April 27, 2015 2:18:53 PM (UTC-05:00) Eastern Time (US & Canada)
 was read on Monday, April 27, 2015 2:35:01 PM (UTC-05:00) Eastern Time (US & Canada).



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=18C57F93B6E14CAA863569FBCDCD607B-READ_D

mailto:/o=ExchangeLabs/ou=Exchange Administrative Group (FYDIBOHF23SPDLT)/cn=Recipients/cn=ad90af96b1264ced888710b00ebedf5d-Scearce_L






From: Scearce, Lynn
To: Scearce, Lynn
Subject: Read: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant,


 Final Permit
Date: Monday, April 27, 2015 2:19:27 PM


Your message 
   To: Scearce, Lynn
   Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
   Sent: Monday, April 27, 2015 2:18:53 PM (UTC-05:00) Eastern Time (US & Canada)
 was read on Monday, April 27, 2015 2:19:14 PM (UTC-05:00) Eastern Time (US & Canada).



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=AD90AF96B1264CED888710B00EBEDF5D-SCEARCE_L

mailto:/o=ExchangeLabs/ou=Exchange Administrative Group (FYDIBOHF23SPDLT)/cn=Recipients/cn=ad90af96b1264ced888710b00ebedf5d-Scearce_L






From: Dr. Max Lee
To: Scearce, Lynn
Subject: Read: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant,


 Final Permit
Date: Tuesday, April 28, 2015 1:18:35 AM


Your message 
   To: 
   Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
   Sent: Tuesday, April 28, 2015 5:18:34 AM (UTC) Monrovia, Reykjavik
 was read on Tuesday, April 28, 2015 5:18:26 AM (UTC) Monrovia, Reykjavik.



mailto:mlee@kooglerassociates.com
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From: Microsoft Outlook
To: Shepherd.Lorinda@epa.gov; Ceron, Heather
Subject: Relayed: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement


 Plant, Final Permit
Date: Monday, April 27, 2015 2:19:08 PM
Attachments: 0530021-053-AC-PSD-FL-91M CEMEX Construction Materials Florida LLC Brooksville South Cement Plant Final


 Permit .msg


Delivery to these recipients or groups is complete, but no delivery notification was sent by the destination server:
Shepherd.Lorinda@epa.gov (Shepherd.Lorinda@epa.gov) <mailto:Shepherd.Lorinda@epa.gov> 
Ceron, Heather (Ceron.Heather@epa.gov) <mailto:Ceron.Heather@epa.gov> 
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
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			From


			Scearce, Lynn


			To


			jdaniel@cemexusa.com


			Cc


			gtownsend@cemexusa.com; Dr. Max Lee; Boatwright, Kelley M.; Shepherd.Lorinda@epa.gov; Ceron, Heather; Subramaniam, Pawan; Read, David; Scearce, Lynn


			Recipients


			jdaniel@cemexusa.com; gtownsend@cemexusa.com; mlee@kooglerassociates.com; Kelley.M.Boatwright@dep.state.fl.us; Shepherd.Lorinda@epa.gov; Ceron.Heather@epa.gov; Pawan.Subramaniam@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us










From: Microsoft Outlook
To: jdaniel@cemexusa.com; gtownsend@cemexusa.com
Subject: Relayed: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement


 Plant, Final Permit
Date: Monday, April 27, 2015 2:19:14 PM
Attachments: 0530021-053-AC-PSD-FL-91M CEMEX Construction Materials Florida LLC Brooksville South Cement Plant Final


 Permit .msg


Delivery to these recipients or groups is complete, but no delivery notification was sent by the destination server:
jdaniel@cemexusa.com (jdaniel@cemexusa.com) <mailto:jdaniel@cemexusa.com> 
gtownsend@cemexusa.com (gtownsend@cemexusa.com) <mailto:gtownsend@cemexusa.com> 
Subject: 0530021-053-AC-PSD-FL-91M, CEMEX Construction Materials Florida, LLC, Brooksville South Cement Plant, Final Permit 
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			From


			Scearce, Lynn


			To


			jdaniel@cemexusa.com


			Cc


			gtownsend@cemexusa.com; Dr. Max Lee; Boatwright, Kelley M.; Shepherd.Lorinda@epa.gov; Ceron, Heather; Subramaniam, Pawan; Read, David; Scearce, Lynn


			Recipients


			jdaniel@cemexusa.com; gtownsend@cemexusa.com; mlee@kooglerassociates.com; Kelley.M.Boatwright@dep.state.fl.us; Shepherd.Lorinda@epa.gov; Ceron.Heather@epa.gov; Pawan.Subramaniam@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us







