Florida Power & Light Company, Environmental Services Dept., P.0. Box 14000, Juno Beach, fL 33408

@

December 20, 2005

RECEIVEL
DEC <7 2005
Teresa Heron
Bureau of Air Regulation BUREAU OF AIR REGULATION
Department of Environmental Protection
2600 Blair Stone Road

Tallahassee, FL 32399-2400

Ré: Reply to Request for Additional Information — Manatee Plant Title V Permit
Modification to Include Unit #3

Dear Ms. Heron:

Enclosed please find the current Statement Of Compliance including copies of the
quarterly excess emissions reports for Manatee Units 1&2. They are provided to you as
requested for the Title V permit modification to include Manatee Unit #3 in the Title V
permit.

Additionally, there are no MACT applicable requirements for any listed emission units at
the facility.

With regard to your request for additional information on the gas-fired heaters for Unit
#3, the original design contemplated the installation of gas-fired heaters for warming the
fuel gas. However, the final design omitted the gas-fired heaters in favor of hot water
heaters that use feedwater from the Heat Recovery Steam Generator [HSRG] to heat
thie fuel gas. There is an electric heating option when the HRSGs are cold.

A copy of the Acid Rain Permit Applicatidn will be forwarded to you under separate
cover. :

Should you have an additional questions please feel free to contact me at (561) 691-

2877 or via E-mail: kevin_washington@fpl.com.

S nserely yours,

.+ Kevin WashingGton
FPL- Senior Environmental Specialist

Enclosures — (1)

1 12/20/05 PMT TITLEV ADDITIONAL INFO DEC '05.doc  ktw

an FPL Group company



Department of
Environmental Protection
Division of Air Resource Management

STATEMENT OF COMPLIANCE - TITLE V SOURCE

REASON FOR SUBMISSION (Check one to indicate why this statement of compliance is being
submitted)

1 Annual Requirement [0 Transfer of Permit . [0 Permanent Facility Shutdown

REPORTING PERIOD* "REPORT DEADLINE**
SIS AT

jgg’ungzgz through Qﬂ?/h{ 37 of A5 (year) Ltopeit #7790/

*The statement of compliance must cover all conditions that were in effect during the indicated
reporting period, including any conditions that were added, deleted, or changed through permit
revision.

**See Rule 62-213.440(3)(a)2., F.A.C.

Facility Owner/Company Name: gd/(’ /24 2&/17{ + L1eH7”

Site Name: %/Mf Facility ID No, 4146 /¢-do/-H |»’/County: /4{47'/4’ﬂf

COMPLIANCE STATEMENT (Check only one of the following three options)

A. This facility was in compliance with all terms and conditions of the Title V Air Operation
Permit and, if applicable, the Acid Rain Part, and there were no reportable incidents of deviations
from applicable requirements associated with any malfunction or breakdown of process, fuel
burning or emission control equipment, or monitoring systems during the reporting period
identified above.

_L B. This facility was in compliance with all terms and conditions of the Title V Air Operation
Permit and, if applicable, the Acid Rain Part; however, there were one or more reportable incidents
of deviations from applicable requirements associated with malfunctions or breakdowns of process,
fuel burning or emission control equipment, or monitoring systems during the reporting period
identified above, which were reported to the Department. For each incident of deviation, the
following information is included:

1.  Date of report previously submitted identifying the incident of deviation.
2.  Description of the incident.

C. This facility was in compliance with all terms and conditions of the Title V Air Operation
Permit and, if applicable, the Acid Rain Part, EXCEPT those identified in the pages attached to this
report and any reportable incidents of deviations from applicable requirements associated with
malfunctions or breakdowns of process, fuel burning or emission control equipment, or monitoring
systems during the reporting period identified above, which were reported to the Department. For
each item of noncompliance, the following information is included:

1.  Emissions unit identification number.
Specific permit condition number (note whether the permit condition has been added, deleted,
or changed during certification period).

3. Description of the requirement of the permit condition.

4.  Basis for the determination of noncompliance (for monitored parameters, indicate whether
monitoring was continuous, i.e., recorded at least every 15 minutes, or intermittent).

DEP Form No. 62-213.900(7)
Effective: |



5. Beginning and ending dates of periods of noncompliance.
6.  Identification of the probable cause of noncompliance and description of corrective action or
preventative measures implemented.

7.  Dates of any reports previously submitted identifying this incident of noncompliance.

For each incident of deviation, as described in paragraph B. above, the following information is
included:

1. Date of report previously submitted identifying the incident of deviation.
2. Description of the incident.

STATEMENT OF COMPLIANCE - TITLE V SOURCE

RESPONSIBLE OFFICIAL CERTIFICATION

I, the undersigned, am a responsible official (Title V air permit application or responsible official
notification form on file with the Department) of the Title V source for which this document is
being submitted. With respect to all matters other than Acid Rain program requirements, I hereby
certify, based on the information and belief formed after reasonable inquiry, that the statements
made and data contained in this document are true, accurate, and complete.

Pocd_ Pradac 2ls]os™

(Signature of Title V Source Responsible Official) (Date)
Name:___ /2! Plorrsed Tite: 2appr bcnlgznte [Hprnt b7

DESIGNATED REPRESENTATIVE CERTIFICATION (only applicable to Acid Rain source)

I, the undersigned, am authorized to make this submission on behalf of the owners and operators
of the Acid Rain source or Acid Rain units for which the submission is made. I certify under
penalty of law that I have personally examined, and am familiar with, the statements and
information submitted in this document and all its attachments. Based on my inquiry of those
individuals with primary responsibility for obtaining the information, I certify that the statements
and information are to the best of my knowledge and belief true, accurate, and complete. I am
aware that there are significant penalties for submitting false statements and information or
omitting required statements and information, including the possibility of fine or imprisonment.

[ (o} | v l Dy~
(S@aWMMurce Designated Representative) (Date)
R Bryan Fenne e (3 5
Name:_ IR- e tennel } Title: (per\ero..\ Manas €r Péd Env ;

D@s lqnod&d ' REP(&S{A{‘U&‘H Ve

{Note:  Attachments, if required, are created by a responsible official or designated
representative, as appropriate, and should consist of the information specified and any
supporting records. Additional information may also be attached by a responsible official or

DEP Form No. 62-213.900(7)
Effective: 2



designated representative when elaboration is required for clarity. This report is to be submitted
to both the compliance authority (DEP district or local air program) and the U.S. Environmental
Protection Agency(EPA) (U.S. EPA Region 4, Air and EPCRA Enforcement Branch, 61 Forsyth
Street, Atlanta GA 30303).}

frereory Qumet — fpeion Rucw +LinT
Sz //47/”/:’ - et TEE
%4(;/-4/77 j/j /(/0. — //g/aa/ﬂ—ao/'/f/

DEP Form No. 62-213.900(7)
Effective: 3



ATTACHMENT PERMIT NO. 0810010-009-AV

For instances of opacity exceedance events, previously submitted during
2005.

The log sheet fax reports were dated 04/02/2005, 04/16/2005, 07/01/2005,
07/04/2005.



0; Florida Power & Light Company, 19050 State Road 62 Parrish, FL 34213-9220

FPL

October 3, 2005

Mr. Joel Smolen

State of Florida

Department of Environmental Protection
Southwest Florida District

3804 Coconut Palm Drive

Tampa, Florida 33619-8318

RE: Manatee Power Plant — Units 1 and 2
Facility I.D. No.0810010
Emission Unit Nos.001 and 002
Quarterly Excess Emissions Report
Third Calendar Quarter 2005

Dear Mr. Smolen:

Please find enclosed the Quarterly Excess Emissions Reports and Monitor
Outage Reports for the third calendar quarter of 2005. Permitted
emissions have been included in the report at the request of your
office.

If you have any questions, please contact Mary Maxwell at (941) 776-5278

I certify that I have personally examined and am familiar with the
information submitted herein, and based on my inquiry of . those
individuals immediately responsible for obtaining the information,
believe the information is accurate. :

Sincerely,

Paul Plotkin
Plant Manager

Enclosures: (4)

cc: Manatee County Environmental Management Department-Karen Collins

an FPL Group company



BEST AVAILABLE COPY

~ GE KVB-Enertec NetDAHS®

Episode List Report

Version 48.0
Florida Power & Light PMT

FL

’
from 7/1/2005 00:00 to 9/30/2005 23:59

Total Reported Time:

2208.0 Hours

“"TOTAL DURATION 1.50 Hours

1:

Over

limit

2: Control Equip. Malfunction

4: Shutdown
9:

Known Excess Cause
50: Not in exceedance

= 1.50 Hours
= 0.20 Hours
0.10 Hours
= 1.10 Hours
= 0.10 Hours
o
= .03 /,

Generated: 10/3/2005 07:34
Types: OVER
Pollutant: lOpac Episode: 1 Opacity Excess
Incident Incident
Start End Type Value / Limit {($Dev) Reason Action
'01/05 03:18 07/01/05 03:23 | 1: OV 46.000 / 40.000 (15.0%) | Control Equip. Malfuncti | Cleaned Control Eq
02/05 08:12 07/02/05 08:17 | 1: OV 100.000 / 40.000 ( 150%) | Not in exceedance | lens cleaning-not
04/05 03:48 07/04/05 03:53 | 1: OV 57.000 / 40.000 (42.5%) | Control Equip. Malfuncti | Repaired Control E
06/05 14:54 07/06/05 14:59 | 1: OV 43.000 / 40.000 (7.50%) | Known Excess Cause | Sootblowing
06/05 18:54 07/06/05 18:59 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
18/05 12:42 07/18/05 12:47 | '1: OV 43.000 / 40.000 (7.50%) | Known Excess Cause | Sootblowing
18/05 12:54 07/18/05 12:59 | 1: oV 46.000 / 40.000 (15.0%) | Known Excess Cause | Sootblowing
23/05 12:30 08/23/05 12:35 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
29/05 13:24 08/29/05 13:29 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause |* Sootblowing
29/05 13:30 08/29/05 13:35 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
01/05 01:24 09/01/05 01:29 | 1: OV 43.000 / 40.000 (7.50%) | Known Excess Cause - | sootblowing
03/05 02:24 09/03/05 02:29 | L: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | sootblowing
13/05 11:24 09/13/05 11:29 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
16/05 00:36 09/16/05 00:41 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
17/05.01:00 09/17/05 01:05 | 1: OV 59.000 / 40.000 (47.5%) | Shutdown | shutdown

Tl o~ Tine w QY= 1823 .08

&\\ exxce e&;ﬂ\ces

M[C




GE KVB-Enertec NetDAHS®

Episode List Report
Version 49.0
Florida Power & Light PMT

, FL
from 7/1/2005 00:00 to 9/30/2005 23:59
Generated: 10/3/2005 07:34
Types: OVER

Pollutant: 20pac Episode: 2 Opacity Excess

Incident " Incident . :

Start . End Type Value / Limit {$Dev) Reason Action
07/03/05 09:00 - 07/03/05 09:05 | 1: OV 41.000 / 40.000 (2.50%) | Changing Operating Lével | Other Corrective A
07/04/05 08:24 - 07/04/05 08:29 } 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause " | Sootblowing
07/04/05 08:30 - 07/04/05 08:35 | 1: OV 43.000 / -40.000 (7.50%) | Known Excess Cause | Scotblowing
07/07/05 08:00 - 07/07/05 08:05 | 1: Oov 51.000 / 40.000 (27.5%) | Changing Operating Level | Rapid Load Change
07/14/05 12:36 - 07/14/05 12:41 | 1: OV 48.000 / 40.000 (20.0%) | Changing Operating Level | Rapid Load Change
07/14/05 23:42 - 07/14/05 23:47 | 1: OV 48.000 / 40.000 (20.0%) | Known Excess Cause | Sootblowing
07/15/05 00:12 - 07/15/05 00:17 | 1: oV 50.000 / 40.000 (25.0%) | Known Excess Cause | Sootblowing
07/15/05 01:42 - 07/15/05 01:47 | 1: OV 48.000 / 40.000 (20.0%) | Known Excess Cause . | Sootblowing
07/16/05 07:48 - 07/16/05 07:53 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | sootblowing
07/17/05 21:36 - 07/17/05 21:41 | 1: OV 47.000 / 40.000 (17.5%) | Known Excess Cause | socotblowing
07/18/05 05:36 —- 07/18/05 05:41 | 1: OV 41.000 / 40.000 (2.50%) | Startup | Other Corrective 2
07/18/05 05:42 - 07/18/05 05:47 | 1: OV 68.000 / 40.000 (70.0%) | Startup | Other ‘Corrective A
07/18/05 12:06 - 07/18/05 12:11 | 1: OV 46.000 / 40.000 (15.0%) | Known Excess Cause | Sootblowing
07/24/05 20:00 - 07/24/05 20:05 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
07/27/05 06:42 - 07/27/05 06:47 | 1: OV 47.000 / 40.000 (17.5%) | Changing Operating Level | Rapid load change
07/27/05 06:48 - 07/27/05 06:53 | 1: OV 48.000 / 40.000 (20.0%) | Changing Operating Level | Rapid load change
08/08/05 10:24 - 08/08/05 10:29 } 1: OV 44.000 / 40.000 (10.0%) | Known Excess Cause : | Sootblowing
08/16/05 08:42 ~ 08/16/05 08:47 | 1: OV 45.000 / 40.000 (12.5%) | Known Excess Cause | sootblowing
08/16/05 12:36 - 08/16/05 12:41 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | sootblowing
08/17/05 10:12 - 08/17/05 10:17 | 1: OV 45.000 / 40.000 (12.5%) | Known Excess Cause | sootblowing
08/17/05 14:36 = 08/17/05 14:41 | 1: OV 43.000 / 40.000 (7.50%) | Known Excess Cause | sootblowing
08/18/05 09:36 - 08/18/05 09:41 | 1: OV 60.000 / 40.000 (50.0%) | Known Extess Cause | Sootblowing
08/23/05 22:42 - 08/23/05 22:47 | 1: OV 48.000 / 40.000 (20.0%) | Known Excess Cause | Sootblowing
08/24/05 05:36 - 08/24/05 05:41 | 1: ov 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
08/29/05 16:42 - 08/29/05 16:47 | 1 OV 45.000 / 40.000 (12.5%) | Known Excess Cause | Sootblowing
09/01/05 04:36 - 09/01/05 04:41 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | sootblowing
09/02/05 14:30 - 09/02/05 14:35 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
09/06/05 05:24 - 09/06/05 05:29 | 1l: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
09/06/05 10:30 - 09/06/05 10:35 | 1: OV 45.000 / 40.000 (12.5%) | Known Excess Cause | Sootblowing
09/08/05 14:24 - 09/08/05 14:29 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Caluse | sootblowing
09/10/05 09:12 - 09/10/05 09:17 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
09/11/05 09:54 - 09/11/05 09:59 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | sootblowing
09/11/05 10:30 - 09/11/05 10:35 | 1: OV 41.000 / 40.000 {(2.50%) | Known Excess Cause | sootblowing
09/12/05 09:36 ~ 09/12/05 09:41 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level ‘| Rapid load change
09/12/05 09:42 - 09/12/05 09:47 | 1: OV 46.000 / 40.000 (15.0%) | Changing Operating Level | Rapid load -change
09/12/05 09:48 - 09/12/05 09:53 | 1: OV 55.000 /  40.000 (37.5%) | Changing Operating Level | Rapid load change
09/12/05 09:54 -~ 09/12/05 09:59 | 1: OV 50.000 / 40.000 (25.0%) | Changing Operating Level | Rapid load change
09/12/05 10:00 - 09/12/05 10:05 | 1: OV 50.000 / 40.000 (25.0%) | Changing Operating Level | Rapid load change
09/12/05 10:06 - 09/12/05 10:11 | 1: oV 55.000 / 40.000 (37.5%) | Changing Operating Level | Rapid load change
09/12/05 10:12 - 09/12/05 10:17 | 1: OV 48.000 / 40.000 (20.0%) | Changing Operating Level | Rapid load change
09/13/05 04:24 - 09/13/05 04:29 | 1: oV 42.000 / 40.000 (5.00%) | Known Excess. Cause . | Sootblowing
09/13/05 04:30 - 09/13/05 04:35 | 1: ov 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
09/14/05 05:12 - 09/14/05 05:17 | 1: OV 41.000 / 40.000 (2.50%) | Known ExcCess Cause’ | Sootblowing
09/14/05 05:48 - 09/14/05 05:53 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause ‘ | Sootblowing
09/14/05 06:54 ~ 09/14/05 06:59 | 1: OV 47.000 / 40.000 (17.5%) | Known Excess Cause . | sootblowing
09/14/05 07:06 - 09/14/05 07:11 | 1: OV 45.000 / 40.000 (12.5%) | Known Excess Cause | sootblowing
09/15/05 09:24 - 09/15/05 09:29 | 1: OV 44,000 / 40.000 (10.0%) | Known Excess Cause | Sootblowing
09/15/05 09:36 - 09/15/05 09:41 | 1: OV 42.000 / 40.000 (5.00%) | Known-Excess Cause | Sootblowing
09/16/05 08:54 - 09/16/05 08:59 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause . | sootblowing
09/21/05 20:06 - 09/21/05 20:11 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | sootblowing
09/24/05 01:42 - 09/24/05 01:47 |- 1: OV 44.000 / 40.000 (10.0%) | Known Excess Cause | Sootblowing
09/24/05 09:24 - 09/24/05 09:29 | 1: OV 48.000 / 40.000 (20.0%) | Known Excess Cause - | Sootblowing
09/24/05 13:18 -~ 09/24/05 13:23 | 1: OV 61.000 / 40.000 (52.5%) | Known Excess Cause | Sootblowing
09/27/05 00:12 - 09/27/05 00:17 | 1: OV 53.000 / 40.000 (32.5%) | Known Excess Cause | Sootblowing
09/28/05 04:42 - 09/28/05 04:47 | 1: oV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing

Total Reported Time: 2208.0 Hours ‘T‘Z—,\—:!\ QU(\\T\,«\:{ i~ Ry - 21504y

TOTAL DURATION 5.50 Hours



BEST AVAILABLE COPY

l: Over limit = 5.50 Hours
3: Startup : = 0.20 Hours
5: Changing Operating Level = 1.20 Hours
9: Known Excess Cause = 4.10 Hours
=025 Y,

X exceelances
e VorooXte by Pﬂ/\'v\«\‘l'




Florida Power and Light
Monitor Outage Record

Manatee Power_Plant; ‘Unit No. 1

Third Quarter 2005

Date Time of Day Start/Stop
(MM/DD/YY) (24 hr, format)
07/01/05 08:22-08:37
08:37-09:08
07/18/05 02:31-02:55
02:58-03:15
07/29/05 08:39-09:06
09:06-09:22
8712005 12:57-13:11
13:13-13:27
9/4/2005 08:03-08:20
08:21-08:32

Total Duration
(Hrs:Min)

0:15

0:31

0:24

017

0:27

0:16

0:14
0:14

0:17

0:11

Reason for Outage

Clean and Calibrate East Opacity
Monitor Lenses
Clean and Calibrate West
Opacity Monitor Lenses.

Clean and Calibrate East Opacity
Monitor Lenses
Clean and Calibrate West
Opacity Monitor Lenses

Clean and Calibrate East Opacity
Monitor Lenses
Clean and Calibrate West
Opacity Monitor Lenses

Clean and Calibrate East Opacity
Monitor Lenses
Cleanand Calibrate West
Opacity Monitor Lenses

Clean and Calibrate East Opacity
Monitor Lenses
Clean and Calibrate West
Opacity Monitor Lenses

Immediate Corrective Action

None

None

None.

None

None

Preventative Action

online-

online

online

online

online

Note: Report monitor outaige time due to O&M




Florida Power and Light
Monitor Outage Record

Manatee Power Plant, Unit No. 2

Third Quarter 2004

Date Time of Day Start]StopA ) Total Duration . . . . .
(MM/DD/YY) (24 hr. format) (Hrs:Min) Reason for Outage Immediate Corrective Action Preventative Action
Clean and Calibrate’East Noné online
07/01/05 08:20-08:39 0:19 Opacity Monitor Lenses
. . X Clean and Calibrate West
08:40-09:07 027 Opacity Monitor Lenses
Clean and Calibrate East None online
07/18/05 03:25-03:52 0:27 Opacity Monitor Lenses
. . . Clean and Calibrate West
03:58-04:12 0:14 Opacity Monitor Lenses
Clean and Calibrate East Opacity .
07/29/05 08:55-09:08 0:13 Monitor Lenses None oniine
09:10-09:21 011 Clean gnd Cal'lbrate West
. Opacity Monitor Lenses
‘ . . . Clean and Calibrate East Opacity .
8/7/2005 13:56-14:09 0:12 Monitor Lenses None online
Clean and.Calibrate West
14:20-14:28 0:08 Opacity Monitor Lenses
Clean and Calibrate East Opacity . None onfine
9/4/2005 : 08:05-08:18 0;13 Monitor Lenses
i Clean and Calibrate West
08:21-08:32 0:11 Opacity Monitor Lenses
Clean and Calibrate East Opacity .
9/23/05 108:06-08:19 0:13 Monitor Lenses None onfine
Clean and Calibrate West
08:29-08:42 0:13 Opacity Monitor Lenses

Note: Report monitor outatge time due to O&M




Florida Power & Light Company, 19050 State Road 62 Parrish, FL 34219-9220

P

FPL

July 6, 2005

Mr. Joel Smolen

State of Florida

Department of Environmental Protection
Southwest Florida District

3804 Coconut Palm Drive

Tampa, Florida 33619-8318

RE: Manatee Power Plant - Units 1 and 2
Facility I.D. No.0810010
Emission Unit Nos.001 and 002
Quarterly Excess Emissions Report
Second Caléendar Quarter 2005 ' -

Dear Mr. Smolen:

Please find enclosed the Quarterly Excess Emissions Reports and Monitor
Outage Reports for the second calendar quarter of 2005. Permitted
emissions have been included in the report at the request of vyour
office. ' i ‘

If you have any questions, please contact Mary Maxwell at (941) 776-5278

I certify that I have personally examined and am familiar with the
information submitted herein, and based on my inquiry - of those

individuals immediately responsible for obtaining the information,
.believe the information is accurate.

Sincerely,

paul Plotkin
Plant Manager

Enclosures: (4)

._éc: Manatee County Environmental Management Department-Karen Collins
- . .

an FPL Group company



BEST AVAILABLE COPY

GE KVB-Enertec NetDAHS©

Episode List Report
Version 49.0
Florida Power & Light PMT

’

FL

from 4/1/2005 00:00 to 6/30/2005 23:58
Generated: 7/5/2005 13:16
Types: OVER

Pollutant: 1Opac  Episcde: 1 Opacity Excess

Incident Incident

Start End Type Value / Limit (%$Dev) Reason Action
4/14/05 01:06 04/14/05 01:11 | 1: OV 44.000 / 40.000 (10.0%) | Known Excess Cause | Sootblowing
4/23/05 23:24 04/23/05 23:29 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
4/24/05 08:12 04/24/05 08:17 | 1: OV 46.000 / 40.000 (15.0%) | Known Excess Cause | Sootblowing
5/15/05 08:00 05/15/05 08:05 | 1: OV 41.000 / 40.000 (2.50%) | Changing Operating Level | Rapid Load Change
5/15/05 08:12 05/15/05 08:17 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level '| Rapid Load Change
5/23/05 23:00 ‘05/23/05 23:05 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
6/03/05 09:36 06/03/05 09:41 | 1: Oov 43.000 / 40.000 (7.50%) | Known Excess Cause | Sootblowing
6/03/05 09:42 06/03/05 09:47 | 1: OV 44.000 / 40.000 (10.0%) | Known Excess Cause | Sootblowing
6/11/05 08:06 06/11/05 08:11 | 1: OV 47.000 / 40.000 (17.5%) | XKnown Excess Cause | Sootblowing
6/25/05 08:48 06/25/05 08:53 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing

Total Reported Time:

2184.0 Hours

TOTAL DURATION 1.00 Hours

1: Over limit
5: Changing Operating Level

9: Known Excess Cause

Totad Ur\:\~ Po~ Hhine = 20328 hurs

1.00 Hours

—
—

CLJxﬁ\ 557Q:€UECQLL/VV:63

0.20 Hours
0.80 Hours

(] oCJi;"va

o Meoroodle lon‘ per M\‘l‘




GE KVB-Enertec NetDAHS®

Episode List Report
Version 49.0
Florida Power & Light PMT

, FL
from 4/1/2005 00:00 to 6/30/2005 23:59
Generated: 7/5/2005 13:16
Types: OVER

Pollutant: 20pac Episode: 2 Opacity Excess

Incident Incident
Start End Type Value / Limit ($Dev) Reason Action
04/02/05 05:48 — 04/02/05 05:53 | 1: OV 42.000 / 40.000 (5.00%) | Process Equipment Probs | Replace ID fan mot
04/03/05 18:48 - 04/03/05 18:53 | 1: OV 51.000 / 40.000 (27.5%) | Known Excess Cause | Sootblowing
-04/05/05 05:42 - 04/05/05 05:47 | 1: OV 47.000 / 40.000 (17.5%) | Changing Operating Level | Other Corrective A
04/06/05 09:00 - 04/06/05 09:05 |.1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
04/10/05 10:54 - 04/10/05 10:5% | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
© 04/10/05 16:18 - 04/10/05 16:23 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | Sootblowing
04/11/05 05:36 ~ 04/11/05 05:41 : OV 42.000 40.000 (5.00%) Known Excess Cause Sootblowing

1: OV 45.000
1l: OV 68.000
1l: oV 63.000
1: OV 57.000
1: ov 64.000
1: OV 64.000
1l: OV 54.000
1: OV 43.000
1: OV 41.000
1: OV 45.000
1: OV 44.000
1: ov 50.000
: OV 59.000
1l: OV 65.000
1: OV 61.000
1l: OV 53.000
1: OV 50.000
1: ov 48.000
: OV 43.000
1: OV 44.000
1: OV 80.000

40.000 (12.5%)
40.000 (70.0%)
40.000 (57.5%)
40.000 (42.5%)
40.000 (60.0%)
40.000 (60.0%)
40.000 (35.0%)
40.000 (7.50%)
40.000 (2.50%)
40.000 (12.5%)

Control Equip. Malfuncti
Control Equip. Malfuncti
Control Equip. Malfuncti
Control Equip. Malfuncti
Control Equip. Malfuncti
Control Equip. Malfuncti
Control Equip. Malfuncti
Control Equip. Malfuncti
Known Excess Cause

Known Excess Cause

40.000 (10.0%) Changing Operating Level
40.000 (25.0%) Changing Operating Level

|

04/16/05 22:12 - 04/16/05 22:17 |
I
!
I
|
I
I
I
|
I
!
|

40.000 (47.5%) | Changing Operating Level

|
|
!
I
I
|
|
!
I
!
|
!

04/16/05 22:18 - 04/16/05 22:23
04/16/05 22:24 - 04/16/05 22:29
04/16/05 22:30 - 04/16/05 22:35
04/16/05 22:36 - 04/16/05 22:41
04/16/05 22:42 - 04/16/05 22:47
04/16/05 22:48 - 04/16/05 22:53
04/16/05 22:54 - 04/16/05 22:59
04/22/05 23:54 ~ 04/22/05 23:59
04/29/05 08:48 - 04/29/05 08:53
05/07/05 14:18 - 05/07/05 14:23
05/07/05 14:24 - 05/07/05 14:29
05/07/05 14:30 - 05/07/05 14:35
05/07/05 14:36 - 05/07/05 14:41
05/07/05 14:42 - 05/07/05 14:47
05/07/05 14:48 - 05/07/05 14:53
05/07/05 14:54 - 05/07/05 14:59
05/07/05 15:00 -~ 05/07/05 15:05
05/07/05 15:06 ~ 05/07/05 15:11
05/14/05 09:24 - 05/14/05 09:29
05/15/05 14:54 - 05/15/05 14:59

loss of air flow
loss of air flow
loss of air flow
loss of air flow
loss of air flow
loss of air flow
loss of air flow
loss of air flow
Sootblowing
sootblowing

Rapid load change
Rapid load change
Rapid load change
Rapid load change
Rapid load change
Rapid load change
Rapid load change
Rapid load change
Rapid load change
Rapid Load Change
- sootblowing—-APH IK

40.000 (62.5%) Changing Operating Level
40.000 (52.5%) Changing Opérating Level
40.000 (32.5%) Changing Operating Level
40.000 (25.0%) Changing Operating Level
40.000 (20.0%) Changing Operating Level
40.000 (7.50%) Changing Operating Level
40.000 (10.0%) Changing Operating Level
40.000 ( 100%) Known Excess Cause

=
.
I T e T N Y

05/20/05 19:48 - 05/20/05 19:53 1: Oov 43.000 40.000 (7.50%) Known Excess Cause Sootblowing
05/21/05 15:18 - 05/21/05 15:23 | 1: OV 42.000 40.000 (5.00%) Known Excess Cause - Sootblowing
05/26/05 12:48 - 05/26/05 12:53 1: ov 41.000 40,000 (2.50%) Known Excess Cause Sootblowing
06/06/05 22:00 - 06/06/05 22:05 1l: OV 59.000 40.000 (47.5%) Known Excess Cause Sootblowing
06/19/05 19:12 - 06/19/05 19:17 | 1: OV 100.000 / 40.000 ( 150%) | Not in exceedance | LENS CLEANING, ANAL

- ~
Total Reported Time: 2184.0 Hours 'M\_(,'?*\—vxl L)f\».% &)r\ “hW\(, = 21%%. 0 k”S

TOTAL DURATION 3.30 Hours

1: Over limit = 3.30 Hours
2: Control Equip. Malfunction = 0.80 Hours
5: Changing Operating Level = 1.10 Hours
6: Process Equipment Probs = 0.10" Hours
9: Known Excess Cause = 1.20 Hours
50: Not in exceedance = 0.10 Hours
= Ons°f,

ad& exceellances OL&QOUJO—%[& &‘1 p@\m\(‘(‘



BEST AVAILABLE COPY

Florida Power and Light
Monitor Outage Record

Manatee Power Plant, Unit No. 1
Second Quarter 2005

Note: Report monitor outatge time due to O&M

Date Time of Day Start/Stop Total Duration . . . . . .
(MM/DD/YY) (24 br. format) (Hrs:Min) Reason for Outage Immediate Corrective Action Preventative Action
Clean and Calibrate Eastand None Replaced air filters on blowers -
04/08/05 15:55-17:16 1:21 West Opacity Monitor Lenses : - online
Clean and Calibrate East and None online
05/11/05 17:09-17:48 0:39 West Opacity Monitor Lenses
. . . Cleén and Calibrate East Opacity None )
.6/1 6/2005 20:21-20:40 0:19 Monitor Lenses online
. . Clean and Calibrate West None .
6/16/2005 20:50-21:09 019 - Opacity Monitor Lenses online




Florida Power and Light

Monitor Outage Record

Manatee Power Plant, Unit No
Second Quarter 2004

.2

Date Time of Day Start/Stop Total Duration . . . ' . .
(MM/DD/YY) (24 hr. format) (Hrs:Min) Reason for Outage Immediate Corrective Action Preventative Action
Clean and Calibrate East None online
04/07/05 16:33-16:58 0:25 Opacity Monitor Lenses
. . . Clean and Calibrate West .
17.03-1 7:25 0:22 Opacity Monitor Lenses None online
Clean and Calibrate East and None online
05/12/05 03:50-04:11 0:21 West Opacity Monitor Lenses n
Clean and Calibrate East Opacity .
06/19/05 19:45-20:25 0:40 Monitor Lenses None onfine
06/19/05 20:37-20:54 0:17 Clean and Callbrate VVest None online

Opacity Monitor Lenses

Note: Report monitor outatge time due to O&M




BEST AVAILABLE COPY

Florida Power & Light Company, 19050 State Road 62 Parrish, FL 34219-9220

@

FPL

April 11, 2005

Mr. Joel Smolen

State of Florida

Department of Environmental Protection
Southwest Florida District

3804 Coconut Palm Drive

Tampa, Florida 33619-8318

RE: Manatee Power Plant - Units 1 and 2
Facility I.D. No.0810010
Emission Unit Nos.001 and 002
Quarterly Excess Emissions Report
First Calendar Quarter 2005

Dear Mr. Smolen:

Please find enclosed the Quarterly Excess Emissions Reports and Monitor
Outage Reports. for the first calendar quarter of 2005. Permitted
emissions have been included in the report at the request of your
office. Please note the report for Unit 1 is missing data from January.
The info has been handwritten in. We are currently working on the
computer log to.correct any future omissions. ‘ ‘

If you have any questions, please contact Mary Makwell'at (941) 776-5278
I certify that I have personally examined and am familiar with the
information submitted herein, and based on my inquiry of those

individuals immediately responsible for obtaining the information,
believe the information is accurate. '

Sincerely,

Paul Plotkin
Plant Manager

Enclosures: (4)

cc: Manatee County Environmental Management Department-Karen Collins

an FPL Group company




BEST AVAILABLE COPY

GE KVB-Enertec NetDAHSO©

Episode List Report

Version 49.0

Florida Power & Light PMT

FL

r’
from 1/1/2005 00:00 to 3/31/2005 23:59
Generated: 4/8/2005

Pollutant: lOpac

Types: OVER

14:48

Episode: 1 Opacity Excess

Incident Incident

Start End Type Value / Limit (%Dev) Reason . Action

‘12/05 07:30 - 02/12/05 07:35 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Othé?. Corrective
‘01/05 15:18 - 03/01/05 15:23 | 1: OV 43.000 / 40.000 (7.50%) | Startup | Other Corrective
‘/01/05 15:30 - 03/01/05 15:35 | 1: OV 41.000 / 40.000 (2.50%) | Startup | Other Corrective
/13/05 17:42 - 03/13/05 17:47 | 1: Ov 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective

Total Reported Time: 2160.0 Hours -—\_C’sp-\ QP-'APC‘\.‘-) \\OU(S = \OX.I¥

TOTAL DURATION 0 A3Heuzs | b Weours

1:

Over limit

3: Startup

5%

.
= (L406* Hours

5: Changing Operating Level

C‘

(s

Rrewn Excess Cousse

ou-nl))
/0. w"/o

&\\ Ox\\ouao%\e, . \Ot.\

= |«© w20~ Hours
= 08§ 820 Hours

o\ Hours

I

i

oo




GE KVB-Enertec NetDAHS®

Episode List Report
Version 49.0
Florida Power & Light PMT

, FL
from 1/1/2005 00:00 to 3/31/2005 23:59

Pollutant: 20pac

Generated:

Types:

OVER

4/8/2005 14:48

Episode: 2 Opacity Excess

A N

Incident Incident

Start End Type Value / Limit (%Dev) Reason Action
01/13/05 08:48 01/13/05 08:53 | 1: oV 41.000 / 40.000 (2.50%) | Known Excess Cause | sootblowing -
01/13/05 09:42 01/13/05 09:47 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | sootblowing
01/14/05 17:24 01/14/05 17:29 | 1: OV 53.000 / 40.000 (32.5%) | Changing Operating Level | rapid load change
01/14/05 17:30 01/14/05 17:35 | 1: OV 54.000 / 40.000 (35.0%) | Changing Operating Level | rapid load change
01/14/05 17:36 01/14/05 17:41 | 1: OV 57.000 / 40.000 (42.5%) | Changing Operating Level | rapid load change
01/15/05 10:12 01/15/05 10:17 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause |. sootblowing
01/15/05 10:18 01/15/05 10:23 | 1: OV 42.000 / 40.000 (5.00%) | Known Excess Cause | sootblowing
01/16/05 18:12 01/16/05 18:17 | 1: OV 41.000 / 40.000 (2.50%) | Changing Operating Level | rapid load change
01/16/05 18:18 01/16/05 18:23 | 1: OV 45.000 / 40.000 (12.5%) | Changing Operating Level | rapid load change
01/16/05 18:24 01/16/05 18:29 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | .Other Corrective A
01/16/05 18:30 01/16/05 18:35 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective A
01/17/05 04:42 01/17/05 04:47 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
01/17/05 05:00 01/17/05 05:05 | 1: ov 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
01/17/05 05:12 01/17/05 05:17 | 1: OV 45.000 / 40.000 (12.5%) | Changing Operating Level | Other Corrective A
01/17/05 05:18 01/17/05 05:23 | 1: OV 45.000 / 40.000 (12.5%) | Changing Operating Level | Other Corrective A
01/17/05 05:24 - 01/17/05 05:29 | 1: OV 66.000 / 40.000 (65.0%) | Changing Operating Level | Other Corrective A
01/17/05 05:30 01/17/05 05:35 | 1: OV 63.000 / 40.000 (57.5%) | Changing Operating Level | Other Corrective A
01/19/05 05:18 01/19/05 05:23 | 1: OV 47.000 / 40.000 (17.5%) | Known Excess Cause | Sootblowing
01/20/05 05:18 01/20/05 05:23 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective A
01/23/05 08:06 01/23/05 08:11 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
01/23/05 09:12 01/23/05 09:17 | 1: OV 43.000 / 40.000 (7.50%) | Known Excess Cause "] Sootblowing
01/27/05 17:42 01/27/05 17:47 | 1: OV 41.000 / 40.000 (2.50%) | Changing Operating Level | Other Corrective A
01/29/05 06:30 01/29/05 06:35 | 1: OV 45.000 / 40.000 (12.5%) | Known Excess Cause | Sootblowing
01/29/05 06:36 01/29/05 06:41 | 1: OV 43.000 / 40.000 (7.50%) | Known Excess Cause | Socotblowing
02/14/05 17:48 02/14/05 17:53 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause .| Sootblowing
02/14/05 17:54 02/14/05 17:59 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
02/17/05 06:12 02/17/05 06:17 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
02/19/05 06:06 02/19/05 06:11 | 1: OV 43.000 / 40.000 (7.50%) | Changing Operating Level | Other Corrective
02/19/05 06:12 02/19/05 06:17 | 1: OV 44.000 / 40.000 (10.0%) | Changing Operating Level | Other Corrective
02/19/05 06:18 02/19/05 06:23 | 1: OV 48.000°/ 40.000 (20.0%) | Changing Operating Level | Other Corrective
02/19/05 06:24 02/19/05 06:29 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective
02/20/05 17:06 02/20/05 17:11°| 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective
02/20/05 17:12 02/20/05 17:17 | 1: OV 55.000 / 40.000 (37.5%) | Changing Operating Level | Other Corrective
02/20/05 17:18 02/20/05 17:23 | 1: oV 60.000 / 40.000 (50.0%) | Changing Operdting Level | Other Corrective
02/20/05 17:24 02/20/05 17:29 | 1: OV 41.000 / 40.000 (2.50%) | Changing Operating Level | Other Corrective
02/20/05 17:30 02/20/05 17:35 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective
02/21/05 06:00 02/21/05 06:05 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective
02/21/05 06:06 02/21/05 06:11 | 1: OV 44.000 / 40.000 (10.0%) | Changing Operating Level | Other Corrective
02/21/05 06:12 02/21/05 06:17 | 1: OV 45.000 / 40.000 (12.5%) | Changing Operating Level | Other Corrective
02/21/05 06:18 02/21/05 06:23 | 1: OV 49.000 / 40.000 (22.5%) | Changing Operating Level | Other Corrective
02/22/05 06:30 02/22/05 06:35 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective
02/22/05 06:42 02/22/05 06:47 | 1: OV 41.000 / 40.000 (2.50%) | Changing Operating Level | Other Corrective
03/02/05 11:36 03/02/05 11:41 | 1: oV 45.000 / 40.000 (12.5%) | Known Excess Cause | Sootblowing
03/20/05 16:00 03/20/05 16:05 | 1: ov 57.000 / 40.000 (42.5%) | Startup . | Other Corrective A
03/31/05 11:18 03/31/05 11:23 | 1: OV 45.000 / 40.000 (12.5%) | Known Excess Cause | Sootblowing
03/31/05 13:00 03/31/05 13:05 | 1: OV 46.000 / 40.000 (15.0%) | Known Excess Cause ‘| Sootblowing

Total Reported Time:

2160.0 Hours Vet OPOro:\'[;\j Feves < \Wo.s

TOTAL DURATION 4.60 Hours

1:

Over
3:
5:
9:

limit = 4,60 Hours
Startup 0.10 Hours
Changing Operating Level 2.80 Hours
Known Excess Cause 1.70 Hours
o
= &3 Io

°~\\ OX\OU&L\O\Q \Ou\ ver wim"‘



Florida Power and Light
Monitor Outage Record

Manatee Power Plant, Unit No. 1
First Quarter 2005

Date Time of Day Start/Stop Total Duration . . . . .
(MM/DD/YY) (24 hr. format) (Hrs:Min) Reason for Outage Immediate Corrective Action Preventative Action
Clean and Calibrate East and None
01/22/05 14:10-15:02 0:52 West Opacity Monitor Lenses °
Clean and Calibrate East and None-Unit offi
02/10/05 08:40-11:10 2:30 West Opacity Monitor Lenses on ine
3/17/2005 04:05-04-42 0:37 Clean and Calibrate East and

West Opacity Monitor Lenses

None

Note: Report monitor outatge time due to O&M




Florida Power and Light

Monitor Outage Record

Manatee Power Plant, Unit No. 2

First Quarter 2004

Date Time of Day Start/Stop
(MN/DD/YY) (24 hr. format)
01/22/05 12:43-13:35
03/17/05 04:45-05:22

Total Duration
(Hrs:Min)

0:82°

0:37

Reason for Outage

Clean and Calibrate East and
West Opacity Monitor Lenses

Clean and Calibrate East and
West Opacity Monitor Lenses

Immediate Corrective Action

Preventative Action

None

None- Unit offline

Nofé: Report monitor outatge time due fo O&M




BEST AVAILABLE COPY

GE KVB-Enertec NetDAHS®

Episode List Report

Versio

n 49.0

Florida Power & Light PMT

’

FL

from 1/1/2005 00:00 to 3/31/2005 23:59
Generated: 4/15/2005 06:46

Types: OVER
Pollutant: 1Opac Episode: 1 Opacity Excess
Incident Incident :
Start End Type Value / Limit (%Dev) Reason Action
./03/05 07:42 - 01/03/05 07:47 | 1: OV 41.000 / 40.000 (2.50%) | Known Excess Cause | Sootblowing
./19/05 13:00 - 01/19/05 13:05 } 1: OV 65.000 / 40.000 (62.5%) | Startup | Other Corrective A
./19/05 13:12 - 01/19/05 13:17 | 1: OV 47.000 / 40.000 (17.5%) | Startup | Other Corrective A
./19/05 13:18 - 01/19/05 13:23 | 1: oV 93.000 / 40.000 ( 133%) | Startup | Other Corrective A
./19/05 13:24 - 01/19/05 13:29 | '1: OV 84.000 / 40.000 ( 110%) | Startup | Other Corrective A
./19/05 13:30 - 01/19/05 13:35 | 1: OV 70.000 / 40.000 (75.0%) | Startup | Other Corrective A
./19/05 13:36 - 01/19/05 13:41 | 1: OV 54.000 / 40.000 (35.0%) | Startup | Other Corrective A
./19/05 13:42 - 01/19/05 13:47 | 1: OV 42,000 / 40.000 (5.00%) | Startup | Other Corrective A
./20/05 07:18 - 01/20/05 07:23 | 1: oV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective A
./20/05 07:24 - 01/20/05 07:29 | 1: OV 41.000 / 40.000 (2.50%) | Changing Operating Level | Other Corrective A
./24/05 18:42 - 01/24/05 18:47 | 1: OV 46.000 / 40.000 (15.0%) | Changing Operating Level | Other Corrective A
./27/05 22:48 - 01/27/05 22:53 | 1: OV 61.000 / 40.000 (52.5%) | Shutdown | No Action Taken
/12/05 07:30 - 02/12/05 07:35 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective A
1/01/05 15:18 - 03/01/05 15:23 | 1: OV 43.000 / 40.000 (7.50%) | Startup | Other Corrective A
3/01/05 15:30 - 03/01/05 15:35 | 1: OV 41.000 / 40.000 (2.50%) | Startup | Other Corrective A
i/13/05 17:42 - 03/13/05 17:47 | 1: OV 42.000 / 40.000 (5.00%) | Changing Operating Level | Other Corrective A
Total Reported Time: 2160.0 Hours
TOTAL DURATION 1.60 Hours
1: Over limit = 1.60 Hours

3: Startup = 0.90 Hours

4: Shutdown = 0.10 Hours

5: Changing Operating Level = 0.50 Hours

9: Known Excess Cause = 0.10 Hours




BEST AVAILABLE COPY

Florida Power & Light Compénv, 19050 State Road 62 Parrish, FL 342138-9220

FPL

October 31, 2005

Mr. Joel Smolen

State of Florida _
Department of Environmental Protection
Southwest Florida District

3804 Coconut Palm Drive

Tampa, Florida 33619-8318

RE: Manatee Power Plant -~ Units 1 and 2
Facility I.D. No.0810010 ‘
Emission Unit Nos.001l and 002
Quarterly Excess Emissions Report (NOx)
Third Calendar Quarter 2005 '

Dear Mr. Smolen: __ o o A ' -

Please find .attached the Quarterly Excess Emissions Report -(Nox) for the

third Calendar Quarter of 2005. The CEMS report contains -the daily

average and 30-day rolling average NOx emission rates in pounds/MMBtu;

identifies all time periods when the boilers were in operation; and the
time periods when the CEMS were not in service or malfunctioning in
order to indicate when valid CEMS emission data were not available.

If you have any questions, please contact Mary Maxwell -at (941) 776~ .
5278. :

I hereby certify that, based on ihformation and belief formed after
reasonable inquiry, the statements and information in +the attached
document are true, accurate, and complete. )

Sincerely,

oos

v C‘v‘v\- X, .

Paul Plotkin
Plant General Manager

Enclosures: (3)

cc: Manatee County Environmental Management Department.

an FPL Group company




10/28/05

MANATEE PLANT UNIT 1

QUARTERLY NOx CEMS DATA REPORT
MONITOR OUT OF SERVICE TIME PERIODS
Third Calendar Quarter, 2005

Boiler Operating Date Time Period  |Total Hours
(YYMMDD) (Hour of the Day)
07/16/05 9-13 5
08/10/05 22 -23
08/12/05 _ 00-10
08/28/05 2-14
09/14/05 11-12
Total Hours _ 33

Data Source - EDR Record Type 320
CEMS NOx Analyzer Availability = 99.1%

~ MTINOXDN.XLS



BEST AVAILABLE COPY

10/28/05

MANATEE PLANT UNIT 2

QUARTERLY NOx CEMS DATA REPORT
MONITOR OUT OF SERVICE TIME PERIODS
Third Calendar Quarter, 2005

Boiler Operating Date Time Period | Total Hours
(YYMMDD) {Hour of the Day)
07/29/05 21 1
08/10/05 22 -23 2
08/23/05 4-9 6
09/08/05 21 1
09/14/05 13-14 2
Total Hours 12

- Data Source - EDR Record Type 320
CEMS NOXx Analyzer Availability = 98.9%

MT2NOXDN.XLS




Continuous Emissions Monitoring System

Daily and 30 Day Rolling NOx (Ib/mmBtu) Averages

Third Quarter of 2005, July through September

Page 1

MANATEE UNIT 1 MANATEE UNIT 2
30 Day Rolling 30 Day Rolling
Date Daily NOx Average ' NOx Average Daily NOx Average NOx Average
(lb/mmBtu) . (Ib/mmBtu) (Ib/mmBtu) (Ib/mmBtu)

7/1/2005 0.19 0.18 0.21 0.21
7/2/2005 0.17 0.18 0.21 0.21
7/3/2005 0.18 0.18 0.20 0.21
7142005 0.23 0.18 0.23 0.21
71512005 0.22 ~0.18 0.24 0.21
7/6/2005 0.21 0.19 0.24 0.21
71712005 0.21 0.19 0.24 0.22
7/8/2005 0.23 0.19 0.24 0.22
7/9/2005 0.20 0.19 0.23 0.22

- 7/10/2005 0.22 0.19 0.23 0.22
7/11/2005 0.23 - 0.19 0.23 0.22
711212005 0.24 0.19 0.24 0.22
7/13/2005 0.19 0.19 0.21 0.22
7/14/2005 0.18 0.19 0.21 0.22
7/15/2005 0.18 0.19 0.19 0.21
711612005 0.18 0.19 0.23 0.21
7/17/2005 0.21 0.19 0.21 0.22
7/18/2005 0.24 0.19° 0.21 0.22
7/19/2005 0.19 0.19 0.21 0.21
7/20/2005 -0.21 - 0.19 0.23 0.22
7/21/2005 0.23 0.20 0.24 0.22
7/22/2005 0.26 0.20 0.26 0.22
7/23/2005 0.26 0.20 0.25 0.22
7/24/2005 0.18 0.20 0.20 0.22
7/25/2005 0.20 0.20 0.22 0.22
7/26/2005 0.20 0.21 0.23 0.22
7127/2005 022 ° - 0.21 0.24 0.22
7/28/2005 0.21 0.21 0.24 0.22
7129/2005 0.21 0.21 0.23 0.23
7/30/2005 0.19 0.21 0.21 0.23
713112005 0.18 0.21 0.22 0.23
8/M/2005 0.22 0.21 0.23 0.23
‘822005 0.22 -0.21 0.24 0.23
8/3/2005 0.23 0.21 0.25 0.23
8/4/2005 0.24 0.21. 0.27 0.23
8/5/2005 0.22 0.21 0.24 0.23
. -8/6/2005 0.19 0.21 0.23 0.23
8/7/2005 0.20 0.21 0.22 0.23
8/8/2005 0.19 0.21 0.23 0.23
8/9/2005 0.19 0.21 0.22 0.23
8/10/2005 0.24 0.21 0.24 0.23
8/11/2005 0.24 0.21 0.26 0.23
8/12/2005 0.26 0.21 0.24 0.23
8/13/2005 0.24 0.21 0.25 0.23
8/14/2005 0.22 0.21 0.25 0.23
8/15/2005 0.26 0.22 0.29 0.23
8/16/2005 0.27 0.22 0.27 0.24




' BEST AVAILABLE COPY

Pége 2

= Unit not operating or NOx missing data routine applied

MANATEE UNIT 1 MANATEE UNIT 2
30 Day Rolling 30 Day Rolling
Date Daily NOx Average NOx Average Daily NOx Average NOx Average
(Ib/mmBtu) {Ib/mmBtu) (Ib/mmBtu) (Ib/mmBtu)

8/17/2005 0.25 0.22 0.24 0.24
8/18/2005 0.27 0.22 0.27 0.24
8/19/2005 0.26 0.22 0.26 0.24
8/20/2005 0.28 0.23 0.30 0.24
8/21/2005 0.28 0.23 0.29 0.24
8/22/2005 0.32 0.23 0.28 0.25
8/23/2005 0.26 0.23 0.26 0.25
8/24/2005 0.25 0.23 0.25 0.25
8/25/2005 0.23 0.24 0.25
8/26/2005 0.23 0.19 0.25
8/27/2005 0.23 0.23 0.25
8/28/2005 0.16 0.23 0.23 0.25
8/29/2005 0.32 0.24 0.28 0.25
8/30/2005 0.33 0.24 0.28 0.25
8/31/2005 0.31 0.24 0.29 0.25
9/1/2005 0.32 0.25 0.31 0.26
9/2/2005 0.30 0.25 0.30 0.26
9/3/2005 0.30 0.26 0.29 0.26
9/4/2005 0.28 0.26 0.28 0.26
9/5/2005 0.29 0.26 0.29 0.26
9/6/2005 0.31 0.26 0.29 0.26
9/7/2005 0.29 0.26 0.26 0.26
9/8/2005 0.25 0.27 0.24 0.27
9/9/2005 0.21 0.27 0.25 0.27
9/10/2005 0.25 0.27 0.25 - 0.27
9/11/2005 0.23 0.27 0.24 0.27
9/12/2005 0.24 0.27 0.25 0.27
9/13/2005 0.27 0.27 0.23 0.26

9/14/2005 0.25 0.27 0.22 0.26
9/15/2005 0.22 0.27 0.22 0.26
9/16/2005 0.26 0.27 0.24 0.26
9/17/2005 0.19 0.27 - 0.24 0.26
9/18/2005 0.27 0.26 0.26
9/19/2005 0.27 0.26 0.26
9/20/2005 0.27 0.26 0.26
9/21/2005 0.27 0.28 0.26
9/22/2005 0.27 0.28 0.26
9/23/2005 0.27 0.28 0.26
9/24/2005 0.27 0.27 0.26
9/25/2005 0.27 0.27 0.26
9/26/2005 0.27 0.28 0.26
9/27/2005 0.27 0.29 0.27
9/28/2005 0.27 0.28 0.27
9/29/2005 0.27 0.27 0.27
9/30/2005 - 0.27 0.27 0.26
Maximum NOx 30 Day Average | 0.27 0.27




Florida Power & Light Company, 19050 State Road 62 Parrish, FL 34219-9220

=PL
July 21, 2005

Mr. Joel Smolen

State of Florida

Department of Environmental Protection
Southwest Florida District

3804 Coconut Palm Drive

Tampa, Florida 33619-8318

RE: Manatee Power Plant — Units 1 and 2
Facility I.D. No.0810010
Emission Unit Nos.001 and 002
Quarterly Excess Emissions Report (NOx)
Second Calendar Quarter 2005

Dear Mr. Smolen:

Please find attached the Quarterly Excess Emissions Report (Nox) for the
second Calendar Quarter of 2005. The CEMS report contains the daily
average and 30-day rolling average NOx emission rates. in. pounds/MMBtu;
identifies all time periods when the boilers were in operation; and the
time periods when the CEMS were not in service or malfunctioning in
order to indicate when valid CEMS emission data were not available. '

If you have any questions, please contact Mary Maxwell at (941l) 776~
5278. ' ' o

I hereby certify that, based on information and belief formed after
reasonable inquiry, the statements and information in the attached
document are true, accurate, and complete. ' ’ '

Sincerely,

Paul Plotkin
Plant General Manager

Enclosures: (3)

cc: Manatee County Environmental Management Department.

an FPL Group company



BEST AVAILABLE COPY

Continuous Emissions Monitoring System

Daily and 30 Day Rolling NOx (Ib/mmBtu) Averages

Second Quarter of 2005, April through June

Paca 1

MANATEE UNIT 1 , MANATEE UNIT 2
. _ 30 Day Rolling 30 Day Rolling
Date Daily NOx Average NOx Average Daily NOx Average NOx Average
(Ib/mmBtu) (Ib/mmBtu) {Ib/mmBtu) (Ib/mmBtu)

4/1/2005 0.18 0.21 0.22 0.21
4/2/2005 0.18 0.21 0.21 0.21
4/3/2005 0.19 0.21 0.20 0.21
4/4/2005 0.22 0.21 0.21 0.21
4/5/2005 0.19 0.21 0.20 0.21
4/6/2005 0.18 0.21 0.19 0.21
4/7/2005 0.19 0.21 0.20 0.21
- 4/8/2005 0.22 0.21 0.21 0.21
4/9/2005 0.18 0.21 0.20 0.21
4/10/2005 0.21 0.21 0.22 0.21
4/11/2005 0.19 0.21 0.20 0.21
"~ 4/12/2005 0.17 0.21 0.19 0.21
4/13/2005 0.18 0.21 0.22 0.21
4/14/2005 0.18 0.20 021" 0.21
4/15/2005 0.14 0.20 0.18 0.21
4/16/2005 0.13 0.20 0.17 0.21
4/17/2005 0.13 0.20 0.19 0.21
4/18/2005 0.23 0.20 0.25 0.21
4/19/2005. 0.19 0.20 0.21 0.21
4/20/2005 . "~ 0.18 0.19 0.21 0.21
4/21/2005 - 0.22 0.20 0.23 0.21
4/22/2005 0.22 0.20 0.25 0.21
4/23/2005 0.21 0.20 0.24 0.21
4/24/2005 0.16 0.19 0.18 0.21
4/25/2005 0.20 0.19 0.21 0.21
4/26/2005 0.28 0.19 0.22 0.21
4/27/2005 0.26 0.20 0.20 0.21
4/28/2005 0.23 0.20 0.18 0.21
4/29/2005 0.22 0.20 0.21 0.21
4/30/2005 0.22 0.20 0.23 0.21
5/1/2005 0.20 0.20 0.22 0.21
5/2/2005 0.24 0.20 0.24 0.21
5/3/2005 A2 0.20 0.25 0.21
5/4/2005 o 0.20 0.20 0.21
5/5/2005 0.20 0.17 0.21
5/6/2005 0.20 0.14 0.21
5/7/2005 0.20 0.18 0.21
5/8/2005 0.19 0.22 0.21
5/9/2005 0.19 0.16 0.21
5/10/2005 0.18 0.19 0.22 - 0.21
5/11/2005 0.18: 0.19 0.16 0.20
5/12/2005 0.20 0.19 0.21 0.21
5/13/2005 0.20 0.19 0.20 0.21
5/14/2005 0.24 0.19 0.25 0.21
5/15/2005 0.25 0.20 0.25 0.21
5/16/2005 0.23 0.20 0.25 - 0.21
5/17/2005 0.21 0.20 0.23 0.21




BEST AVAILABLE COPY

MANATEE UNIT 1

MANATEE UNIT 2

, 30 Day Rolling 30 Day Rolling
Date Daily NOx Average NOx Average Daily NOx Average NOXx Average
(Ib/mmBtu) (Ib/mmBtu) (Ib/mmBtu) (Ib/mmBtu)
5/18/2005 0.20 0.20 0.21 0.21
5/18/2005 0.20 0.20 0.19 0.21
5/20/2005 0.19 0.20 0.21 0.21
5/21/2005 0.20 0.21 0.22 0.21
5/22/2005 0.19 0.20 0.20 0.21
5/23/2005 0.21 0.21 0.22 0.21
5/24/2005 0.19 0.21 0.21 0.21
5/25/2005 0.17 0.20 0.20 0.21
'5/26/2005 017 0.20 0.19 . 0.21
5/27/2005 0.21 0.20 0.23 0.21
5/28/2005 0.19 0.20 0.21 0.21
5/29/2005 0.23 0.20 0.23 0.21
5/30/2005 0.22 0.20 0.24 0.21
5/31/2005 0.18 0.20 0.19 0.21
6/1/2005 0.15 0.20 0.16 0.21
6/2/2005 0.14 0.19 0.17 0.20
6/3/2005 0.18 0.19 0.22 0.21
6/4/2005 0.18 0.19 0.21 0.21
6/5/2005 017 0.19 0.19 0.21
6/6/2005 0.18 0.19 0.21 0.21
6/7/2005 0.17 0.19 0.19 0.21
6/8/2005 . 019 0.19 0.22 0.21
6/9/2005 "~ 0.19 0.19 0.21 0.21
6/10/2005 0.18 0.19 0.22 0.21
6/11/2005 0.21 0.19 0.26 0.21
6/12/2005 0.20 0.19 0.24 0.21
6/13/2005 0.19 0.19 0.23 0.21
6/14/2005 0.21 0.19 0.23 0.21
6/15/2005 0.18 0.19 0.22 0.21
6/16/2005 0.20 0.19 0.22 0.21 -
6/17/2005 0.18 0.19 0.20 0.21
6/18/2005 0.17 0.19 0.20 0.21
6/19/2005 0.18 0.19 0.23 0.21
6/20/2005 0.16 0.19 0.20 0.21
6/21/2005 0.17 0.18 0.22 0.21
6/22/2005 0.17 0.18 0.19 0.21
6/23/2005 0.16 0.18 0.19 0.21
6/24/2005 0.15 0.18 0.16 0.21
6/25/2005 0.20 0.18 0.23 021
6/26/2005 0.18 "0.18 0.21 0.21
6/27/2005 10.19 0.18 0.24 0.21
6/28/2005 0.20 0.18 0.21 0.21
6/29/2005 0.18 0.18 0.18 0.21
6/30/2005 0.18 0.18 0.21 0.21
Day Average 0.21 0.21

Maximum NOx 30

Page 2

= Unit not operating or NOx missing data routine applied




07/20/05

MANATEE PLANT UNIT 1

QUARTERLY NOx CEMS DATA REPORT
MONITOR OUT OF SERVICE TIME PERIODS
Second Calendar Quarter, 2005

Boiler Operating Date Time Period | Total Hours
(YYMMDD) (Hour of the Day)
050401 4 1
050428 10-14
050512 4 -11 8
Total Hours 14

Data Source - EDR Record Type 320
CEMS NOx Analyzer Availability = 99.5%

MT1NOXDN.XLS



BEST AVAILABLE COPY

07/20/05

MANATEE PLANT UNIT 2

QUARTERLY NOx CEMS DATA REPORT
MONITOR OUT OF SERVICE TIME PERIODS
Second Calendar Quarter, 2005

Boiler Operating Date Time Period  |Total Hours
(YYMMDD) (Hour of the Day)
050502 13-14 2
050503 4-6 3
050512 . 4-9 6
050529 4-5 2
Total Hours 13

Data Source - EDR Record Type 320
CEMS NOx Analyzer Availability = 99%

MTZNOXDN.XLS




Florida Power & Light Gompany, 19050 State Road 62 Parrish, FL 34219-9220

7

FPL.

April 26, 2005

Mr. Joel Smolen

State of Florida

Department of Environmental Protection
Southwest Florida District

3804 Coconut Palm Drive

Tampa, Florida 33619-8318

RE: Manatee Power Plant — Units 1 and 2
~Facility I.D. No.0810010
Emission Unit Nos.001 and 002
Quarterly Excess Emissions Report (NOx)
First Calendar Quarter 2005

Dear Mr. Smolen:

Please find attached the Quarterly Excess Emissions Report (Nox) for the
first Calendar Quarter of 2005. The CEMS report .contains the daily
average and 30-day rolling average NOx emission rates in pounds/MMBtu;
identifies all time periods when the boilers were in operation; and the
time periods when the CEMS were not in service or malfunctioning in
order to indicate when valid CEMS emission data were not available.

If you have any questions, please contact Mary Maxwell at (941) 776-
5278.

I hereby certify that, based on information and belief formed after
reasonable inquiry, the statements and information in the attached
document are true, accurate, and complete. '

Sincerely,

Po Pty

Paul Plotkin
Plant General Manager

Enclosures: (3)

cc: Manatee County Environmental Management Department.



BEST AVAILABLE COPY

Continuous Emissions Monitoring System

Daily and 30 Day Rolling NOx (Ib/mmBtu) Averages

First Quarter of 2005, January through March

MANATEE UNIT 1 MANATEE UNIT 2
30 Day Rolling 30 Day Rolling
Date Daily NOx Average NOx Average. Daily NOx Average NOx Average
(Ib/mmBtu) (Ib/mmBtu) (Ib/mmBtu) (Ib/mmBtu)
1/1/2005 0.20 0.22 - - 0.23
11212005 0.20 0.22 . 0.23
1/3/2005 0.23 0.22 0.23
1/4/2005 0.21 0.22 0.23
1/5/2005 0.23 0.22 0.23
1/6/2005 0.24 0.22 0.23
1/7/2005 0.15 0.22 0.23
1/8/2005 0.22 0.23
1/9/2005 0.22 0.23
1/10/2005 0.22 0.23
1/11/2005 0.22 0.23
1/12/2005 0.22 0.13 0.23
1/13/2005 0.22 0.22 0.23
1/14/2005 0.22 0.21 0.23
1/15/2005 0.22 0.21 0.23
1/16/2005 0.22 0.17 0.23
1/17/2005 0.22 0.27 0.23
1/18/2005 0.22 0.27 0.23
1/19/2005 0.22 0.24 0.23
1/20/2005 0.22 0.22 0.23
1/21/2005 0.22 0.20 0.23
1/22/2005 0.22 0.20 0.23
1/23/2005 0.22 0.25 0.23
1/24/2005 0.22 0.28 0.23
1/25/2005 0.22 0.24 0.23
1/26/2005 0.22 0.23 0.23
1/27/2005 0.22 0.20 0.22
1/28/2005 0.22 0.25 0.22
1/29/2005 0.22 0.20 0.22
1/30/2005 0.22 0.17 0.22
1/31/2005 0.22 0.17 0.22
2/1/2005 0.22 0.14 0.21
2/2/2005 0.22 0.15 0.21
2/3/2005 0.22 0.15 0.20
2/4/2005 0.22 0.21 0.20
2/5/2005 0.22 0.19 0.21
2/6/2005 0.22 0.14 0.21
2/7/2005 0.22 0.15 0.20
2/8/2005 0.22 0.19 0.20
2/8/2005 0.22 0.21 0.20
2/10/2005 0.22 0.21 0.20
2/11/2005 0.21 0.24 . 021
2/12/2005 0.21 0.25 0.21
2/13/2005 0.21 0.19 0.21
2/14/2005 0.21 0.18 0.20
2/15/2005 0.21 0.23 0.21
2/16/2005 0.21 0.24

Page 1

0.21




MANATEE UNIT 1

Date

Daily NOx Average

2/17/2005
2/18/2005
2/19/2005
2/20/2005
2/21/2005
2/22/2005
2/23/2005
2/24/2005
2/25/2005
2/2612005
2/27/2005
2/28/2005
3/1/2005
3/2/2005
3/3/2005
3/4/2005
3/5/2005
3/6/2005
3/7/2005
3/8/2005
3/9/2005
3/10/2005
3/11/2005
3/12/2005
3/13/2005
3/14/2005
3/15/2005
3/16/2005
3/M17/2005
3/18/2005
3/19/2005
3/20/2005
3/21/2005
3/22/2005
3/23/2005
3/24/2005

3/25/2005

3/26/2005

312712005

312812005
3/29/2005
3/30/2005
3/31/2005

(Ib/mmBtu)

s

Méximum NOx 30 Day Average
. = Unit not operating or NOx missing data routine applied

MANATEE UNIT 2
30 Day Rolling 30 Day Rolling
NOx Average Daily NOx Average NOx Average
(Ib/mmBtu) (Ib/mmBtu) (Ib/mmBtu)
0.21 0.26 0.21
0.21 0.22 021
0.21 0.20 0.20
0.21 0.17 0.20
0.21 0.22 0.20
0.21 0.22 0.20
0.21 0.21 0.20
0.21 0.22 0.20
0.21 0.23 0.20
0.21 0.20 0.20
0.21 0.22 0.20
0.21 0.21 0.20
0.21 0.24 0.20
0.21 0.17 0.20
0.21 0.19 0.20
0.21 - 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.20 0.20
0.21 0.20
021 -0.20
0.21 0.20
0.21 0.09 0.20
0.20 0.23 0.20
0.20 0.25 0.21
0.20 0.22 0.21
0.20 0.23 0.21
0.20 0.25 0.21
0.21 0.23 0.21
0.21 0.22 0.21
0.21 0.22 0.21
0.21 0.22 0.21
0.21 0.20 0.21
0.21 0.21 0.21
0.22 0.23

Page 2




04/25/05

- MANATEE PLANT UNIT 1

QUARTERLY NOx CEMS DATA REPORT
MONITOR OUT OF SERVICE TIME PERIODS
First Calendar Quarter, 2005

Boiler Operating Date Time Period  |Total Hours
(YYMMDD) {(Hour of the Day).
050301 Hr. 11-18 8
050324 . Hr. 13-16 4
Total Hours 12

Data Source - EDR Record Type 320
CEMS NOx Analyzer Availability = 99.6%

MT1NOXDN.XLS



04/25/05

MANATEE PLANT UNIT 2

QUARTERLY NOx CEMS DATA REPORT
MONITOR OUT OF SERVICE TIME PERIODS
First Calendar Quarter, 2005

Boiler Operating Date Time Period  |Total Hours
(YYMMDD) (Hour of the Day)
050112 Hr. 11 -19 9
050124 - Hr.4-8 5
050320 Hr. 16 - 19 4
050324 Hr. 10 -12 3
Total Hours 21

Data Source - EDR Record Type 320
CEMS NOx Analyzer Availability = 98.6%

MT2NOXDN.XLS



Heron, Teresa

Page 1 of 1

From: Heron, Teresa

Sent: Wednesday, December 07, 2005 3:34 PM
To: 'kkosky@golder.com'

Subject: Title V Permit

Ken:

Following our te_lephone conversation today, we need the following to complete the application:

1. Certificate of Compliance (signed by the responsible official).
2. Update of any MACT applicable requirements to any emission unit at the facility.
3. Information about the units that replaced the 4 gas heaters.

Also, could you please send a copy of the Acid Rain Application for our files.

Thanks,

Teresa Heron, Engineer
Permitting South Section
Bureau of Air Regulation
Phone 850/921-9529

teresa. heron@dep.state.flus

1/4/2006



