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Dear Mr. Smith: 


Attached is the official Notice of Final Permit for the project referenced below. Click on the
 link displayed below to access the permit project documents and reply back verifying receipt
 of the documents provided in the links.


Note:  We must receive verification that you are able to access the documents. Your
 immediate reply will preclude subsequent e-mail transmissions to verify accessibility of the
 document(s).


Owner/Company Name: FLORIDA POWER and LIGHT (PSN) 
Facility Name: SANFORD POWER PLANT 
Project Number: 1270009-023-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: VOLUSIA


Click on the following link to access the permit project documents: 
http://ARM-
PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip.


If you have any problems opening the documents or would like further information, please
 contact the Florida Department of Environmental Protection, Office of Permitting and
 Compliance.


Sincerely,


Lynn Scearce


Office of Permitting and Compliance (OPC)
Division of Air Resource Management – DEP
2600 Blair Stone Road, Mail Stop 5505
Phone:  850-717-9025
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FLORIDA DEPARTMENT OF 
ENVIRONMENTAL PROTECTION 



BOB MARTINEZ CENTER 
2600 BLAIRSTONE ROAD 



TALLAHASSEE, FLORIDA 32399-2400 



RICK SCOTT 
GOVERNOR 



 
CARLOS LOPEZ-CANTERA 



LT. GOVERNOR 
 



HERSCHEL T. VINYARD JR. 
SECRETARY 



PERMITTEE 



Florida Power & Light Company (PSN) 
700 Universe Boulevard 
Juno Beach, Florida  33408 



Authorized Representative: 
Jeff Smith, Sanford/Putnam Plant General Manager 



Air Permit No. 1270009-023-AC 
Permit Expires:  December 31, 2015 
Minor Air Construction Permit 



Sanford Power Plant 
Turbine Excess Emissions 



PROJECT 



This is the final air construction permit, which authorizes changes to the excess emissions condition established 
by Permit No. 1270009-022-AC/PSD-FL-270(E).  The proposed change will be conducted at the existing 
Sanford Power Plant, which is a electric utility power plant categorized under Standard Industrial Classification 
No. 4911.  The existing facility is located in Volusia County at 950 South Highway 17-92 in DeBary, Florida.  
The UTM coordinates are Zone 17, 468.1 kilometers (km) East and 3190.86 km North.   



This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit.  As noted in the Final Determination provided with this 
final permit, only minor changes and clarifications were made to the draft permit. 



STATEMENT OF BASIS 



This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 



Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 



Executed in Tallahassee, Florida 
 
 
 
 
 



for:  Jeffery F. Koerner, Program Administrator 
Office of Permitting and Compliance 
Division of Air Resource Management 



 



www.dep.state.fl.us 











FINAL PERMIT 



 
 
 



CERTIFICATE OF SERVICE 



The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 



Mr. Jeff Smith, FPL:  jeff_smith@fpl.com  
Mr. Christian Kiernan, FPL:  Christian.kiernan@fpl.com  
Mr. Jeffrey Zuczek, FPL:  jefffrey.zuczek@fpl.com  
Mr. Kennard Kosky, P.E., Golder Associates:  kkosky@golder.com  
Mr. Richard Rachal, DEP Northeast District Office:  richard.rachal@dep.state.fl.us  
Ms. Natasha Hazziez, EPA Region 4:  hazziez.natasha@epa.gov  
Ms. Katy Forney, EPA Region 4:  forney.kathleen@epa.gov 
Ms. Heather Ceron, EPA Region 4:  ceron.heather@epa.gov  
Ms. Barbara Friday, DEP OPC:  barbara.friday@dep.state.fl.us  
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 



Clerk Stamp 



FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION 



FACILITY DESCRIPTION 



The existing facility consists of the following emissions units. 



Facility ID No. 1270009 
ID No. Emission Unit Description 



005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 
027 Emergency Diesel Generator for Units 4 and 5 
028 Emergency Diesel Generator for Units 4 and 5 
030 Emergency Diesel Fire Pump Engine for Units 4 and 5 
013 Evaporative Equipment Cooler 
029 Two Propane Fired Emergency Hurricane Shelter Generators 



PROPOSED PROJECT 



This project makes changes to the excess emissions condition established by previous Permit No. 1270009-022-
AC/PSD-FL-270(E).  The change allows for the exclusion from CEMS data of excess emissions resulting from 
certain events. 



This project will modify the following emissions units. 



Facility ID No. 1270009 
ID No. Emission Unit Description 



005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 



FACILITY REGULATORY CLASSIFICATION 



• The facility is not a major source of hazardous air pollutants (HAP). 



• The facility operates units subject to the acid rain provisions of the Clean Air Act (CAA). 



• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 



• The facility is a major stationary source in accordance with Rule 62-212.400(PSD), F.A.C. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS 



1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blair Stone Road (MS #5505), Tallahassee, 
Florida  32399-2400.   



2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Central District at:  3319 Maguire Boulevard, Suite 232, Orlando, Florida  32803-
3767. 



3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); and, Appendix C (Common 
Conditions). 



4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations. 



5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 



6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 



7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 



This section of the permit addresses the following emissions units. 



ID No. Emission Unit Description 
005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 



MODIFIED PERMIT CONDITIONS 



1. This permit changes the excess emissions provisions contained in Specific Condition 5 of permit No. 
1270009-022-AC (PSD-FL-270E) (which changed excess emissions provisions contained in Specific 
Condition 1 of permit No. 1270009-008-AC (PSD-FL-270A) which changed the original excess emissions 
provisions established in Specific Condition 24. of permit No. 1270009-004-AC (PSD-FL-270)) in order to 
establish provisions for excess emissions due to dry low NOX (DLN) tuning and full speed no load (FSNL) 
testing.  The provisions of this condition supersede the excess emissions provisions established in Specific 
Condition B.12. of permit No. 1270009-018-AV and will be incorporated into the Title V permit as an 
applicable requirement at the next opportunity.  



{Permitting note:  The following PSD permit conditions are revised as indicated.  Strikethrough is used to denote 
the deletion of text.  Double-underlines are used to denote the addition of text.  All changes are emphasized with 
yellow highlight in the electronic document.} 



5. Allowable Excess Emissions:  Subject to the following conditions, excess emissions resulting from startup, 
shutdown, tuning and malfunction of the combustion turbines shall be permitted provided that best 
operational practices are adhered to and the duration of excess emissions shall be minimized.  For each 
CT/HRSG system, excess emissions from startup, shutdown, tuning, and malfunction shall be excluded from 
the CEMS data in any 24-hour period for the following conditions (these conditions are considered separate 
events and each event may occur independently in any 24-hour period): 



a. Except during “cold startup to combined cycle operation”, or “shutdown from combined cycle operation” 
or “warm startup of a CT/HRSG system”, excess emissions occurrences shall not exceed two hours in any 
24-hour period.  Specifically, for a warm startup of any gas turbine/HRSG system, excluded emissions 
shall not exceed two hours in any single startup and no more than two startups can occur in any 24-hour 
period.  “Warm startup of a gas turbine/HRSG system” is defined as a startup after the pressure in the 
high-pressure (HP) steam drum is above 450 psig. 



b. Cold startup to combined cycle operation is defined as operation when the HRSG high-pressure drum has 
been below 450 psig for at least one hour.  During cold startup to combined cycle operation, up to four 
hours of excess emissions are allowed. 



c. During shutdown from combined cycle operation, up to three hours of excess emissions are allowed. 



d. During cold startup of the steam turbine system (combustion turbines, HRSG and steam turbine electrical 
generator), up to 12 hours per combustion turbine per cold startup of the steam turbine system are 
allowed.  Cold startup of the steam turbine system shall be completed within 12 hours. 



e. DLN Tuning.  CEMS data collected during initial or other major DLN tuning sessions shall be excluded 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 



from the CEMS compliance demonstration provided the tuning session is performed in accordance with 
the manufacturer’s specifications.  A “major tuning session” would occur after completion of initial 
construction, a combustor change-out, a major repair or maintenance to a combustor, or other similar 
circumstances as identified by the equipment manufacturer.  Prior to performing any major tuning 
session, the permittee shall provide the Compliance Authority with an advance notice that details the 
activity and proposed tuning schedule.  The notice may be by telephone, facsimile transmittal, or 
electronic mail. 



f. Subject to the following conditions, excess emissions resulting from full speed no load (FSNL) testing 
shall be permitted for limited periods:  



(1) The permittee notifies the Compliance Authority for each day that FSNL testing is required; 



(2) The duration of excess emissions shall not exceed 15 hrs for the entire test period 



(3) The permittee submits a report to the Compliance Authority summarizing the hourly NOX emissions 
during the FSNL period; and 



(4) This authorization does not waive any applicable federal requirements of NSPS Subparts A or GG. 



[Rules 62-4.070(3), 62-4.130 & 62-210.700, F.A.C.; Permit No. 1270009-022-AC/PSD-FL-270(E); 
and, applicant request from project No. 1270009-023-AC] 
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			CERTIFICATE OF SERVICE


			Mr. Jeff Smith, FPL:  jeff_smith@fpl.com


			Mr. Christian Kiernan, FPL:  Christian.kiernan@fpl.com


			Mr. Jeffrey Zuczek, FPL:  jefffrey.zuczek@fpl.com


			Mr. Kennard Kosky, P.E., Golder Associates:  kkosky@golder.com


			Mr. Richard Rachal, DEP Northeast District Office:  richard.rachal@dep.state.fl.us


			Ms. Natasha Hazziez, EPA Region 4:  hazziez.natasha@epa.gov


			Ms. Barbara Friday, DEP OPC:  barbara.friday@dep.state.fl.us


			Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us


			Clerk Stamp


			FILING AND ACKNOWLEDGMENT FILED, on this date, pursuant to Section 120.52(7), Florida Statutes, with the designated agency clerk, receipt of which is hereby acknowledged.





						2014-05-20T10:20:56-0400


			David L. Read, PE








						2014-05-20T10:43:39-0400
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From: Microsoft Outlook
To: Svec, Ed
Subject: Delivered: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:21 AM
Attachments: 1270009-023-AC Florida Power Light Company Sanford Power Plant Final Permit.msg


Your message has been delivered to the following recipients:
Svec, Ed (Ed.Svec@dep.state.fl.us) <mailto:Ed.Svec@dep.state.fl.us> 
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:Ed.Svec@dep.state.fl.us



1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


			From


			Scearce, Lynn


			To


			'jeff_smith@fpl.com'


			Cc


			'Christian.kiernan@fpl.com'; 'Zuczek, Jeffrey'; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed; Read, David; Scearce, Lynn


			Recipients


			jeff_smith@fpl.com; Christian.kiernan@fpl.com; Jeffrey.Zuczek@fpl.com; kkosky@golder.com; Richard.Rachal@dep.state.fl.us; Ceron.Heather@epa.gov; Ed.Svec@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Smith:  



Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.



Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify accessibility of the document(s).



Owner/Company Name: FLORIDA POWER and LIGHT (PSN) 
Facility Name: SANFORD POWER PLANT 
Project Number: 1270009-023-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: VOLUSIA 



Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip.



If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.



Sincerely,



Lynn Scearce



[image: cid:image001.png@01CC0BC9.E4BA2C00]



Office of Permitting and Compliance (OPC)



Division of Air Resource Management – DEP



2600 Blair Stone Road, Mail Stop 5505



Phone:  850-717-9025 
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FLORIDA DEPARTMENT OF 
ENVIRONMENTAL PROTECTION 




BOB MARTINEZ CENTER 
2600 BLAIRSTONE ROAD 




TALLAHASSEE, FLORIDA 32399-2400 




RICK SCOTT 
GOVERNOR 




 
CARLOS LOPEZ-CANTERA 




LT. GOVERNOR 
 




HERSCHEL T. VINYARD JR. 
SECRETARY 




PERMITTEE 




Florida Power & Light Company (PSN) 
700 Universe Boulevard 
Juno Beach, Florida  33408 




Authorized Representative: 
Jeff Smith, Sanford/Putnam Plant General Manager 




Air Permit No. 1270009-023-AC 
Permit Expires:  December 31, 2015 
Minor Air Construction Permit 




Sanford Power Plant 
Turbine Excess Emissions 




PROJECT 




This is the final air construction permit, which authorizes changes to the excess emissions condition established 
by Permit No. 1270009-022-AC/PSD-FL-270(E).  The proposed change will be conducted at the existing 
Sanford Power Plant, which is a electric utility power plant categorized under Standard Industrial Classification 
No. 4911.  The existing facility is located in Volusia County at 950 South Highway 17-92 in DeBary, Florida.  
The UTM coordinates are Zone 17, 468.1 kilometers (km) East and 3190.86 km North.   




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit.  As noted in the Final Determination provided with this 
final permit, only minor changes and clarifications were made to the draft permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 




for:  Jeffery F. Koerner, Program Administrator 
Office of Permitting and Compliance 
Division of Air Resource Management 




 




www.dep.state.fl.us 















FINAL PERMIT 




 
 
 




CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jeff Smith, FPL:  jeff_smith@fpl.com  
Mr. Christian Kiernan, FPL:  Christian.kiernan@fpl.com  
Mr. Jeffrey Zuczek, FPL:  jefffrey.zuczek@fpl.com  
Mr. Kennard Kosky, P.E., Golder Associates:  kkosky@golder.com  
Mr. Richard Rachal, DEP Northeast District Office:  richard.rachal@dep.state.fl.us  
Ms. Natasha Hazziez, EPA Region 4:  hazziez.natasha@epa.gov  
Ms. Katy Forney, EPA Region 4:  forney.kathleen@epa.gov 
Ms. Heather Ceron, EPA Region 4:  ceron.heather@epa.gov  
Ms. Barbara Friday, DEP OPC:  barbara.friday@dep.state.fl.us  
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION 




FACILITY DESCRIPTION 




The existing facility consists of the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 
027 Emergency Diesel Generator for Units 4 and 5 
028 Emergency Diesel Generator for Units 4 and 5 
030 Emergency Diesel Fire Pump Engine for Units 4 and 5 
013 Evaporative Equipment Cooler 
029 Two Propane Fired Emergency Hurricane Shelter Generators 




PROPOSED PROJECT 




This project makes changes to the excess emissions condition established by previous Permit No. 1270009-022-
AC/PSD-FL-270(E).  The change allows for the exclusion from CEMS data of excess emissions resulting from 
certain events. 




This project will modify the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




FACILITY REGULATORY CLASSIFICATION 




• The facility is not a major source of hazardous air pollutants (HAP). 




• The facility operates units subject to the acid rain provisions of the Clean Air Act (CAA). 




• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 




• The facility is a major stationary source in accordance with Rule 62-212.400(PSD), F.A.C. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS 




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blair Stone Road (MS #5505), Tallahassee, 
Florida  32399-2400.   




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Central District at:  3319 Maguire Boulevard, Suite 232, Orlando, Florida  32803-
3767. 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); and, Appendix C (Common 
Conditions). 




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations. 




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




This section of the permit addresses the following emissions units. 




ID No. Emission Unit Description 
005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




MODIFIED PERMIT CONDITIONS 




1. This permit changes the excess emissions provisions contained in Specific Condition 5 of permit No. 
1270009-022-AC (PSD-FL-270E) (which changed excess emissions provisions contained in Specific 
Condition 1 of permit No. 1270009-008-AC (PSD-FL-270A) which changed the original excess emissions 
provisions established in Specific Condition 24. of permit No. 1270009-004-AC (PSD-FL-270)) in order to 
establish provisions for excess emissions due to dry low NOX (DLN) tuning and full speed no load (FSNL) 
testing.  The provisions of this condition supersede the excess emissions provisions established in Specific 
Condition B.12. of permit No. 1270009-018-AV and will be incorporated into the Title V permit as an 
applicable requirement at the next opportunity.  




{Permitting note:  The following PSD permit conditions are revised as indicated.  Strikethrough is used to denote 
the deletion of text.  Double-underlines are used to denote the addition of text.  All changes are emphasized with 
yellow highlight in the electronic document.} 




5. Allowable Excess Emissions:  Subject to the following conditions, excess emissions resulting from startup, 
shutdown, tuning and malfunction of the combustion turbines shall be permitted provided that best 
operational practices are adhered to and the duration of excess emissions shall be minimized.  For each 
CT/HRSG system, excess emissions from startup, shutdown, tuning, and malfunction shall be excluded from 
the CEMS data in any 24-hour period for the following conditions (these conditions are considered separate 
events and each event may occur independently in any 24-hour period): 




a. Except during “cold startup to combined cycle operation”, or “shutdown from combined cycle operation” 
or “warm startup of a CT/HRSG system”, excess emissions occurrences shall not exceed two hours in any 
24-hour period.  Specifically, for a warm startup of any gas turbine/HRSG system, excluded emissions 
shall not exceed two hours in any single startup and no more than two startups can occur in any 24-hour 
period.  “Warm startup of a gas turbine/HRSG system” is defined as a startup after the pressure in the 
high-pressure (HP) steam drum is above 450 psig. 




b. Cold startup to combined cycle operation is defined as operation when the HRSG high-pressure drum has 
been below 450 psig for at least one hour.  During cold startup to combined cycle operation, up to four 
hours of excess emissions are allowed. 




c. During shutdown from combined cycle operation, up to three hours of excess emissions are allowed. 




d. During cold startup of the steam turbine system (combustion turbines, HRSG and steam turbine electrical 
generator), up to 12 hours per combustion turbine per cold startup of the steam turbine system are 
allowed.  Cold startup of the steam turbine system shall be completed within 12 hours. 




e. DLN Tuning.  CEMS data collected during initial or other major DLN tuning sessions shall be excluded 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




from the CEMS compliance demonstration provided the tuning session is performed in accordance with 
the manufacturer’s specifications.  A “major tuning session” would occur after completion of initial 
construction, a combustor change-out, a major repair or maintenance to a combustor, or other similar 
circumstances as identified by the equipment manufacturer.  Prior to performing any major tuning 
session, the permittee shall provide the Compliance Authority with an advance notice that details the 
activity and proposed tuning schedule.  The notice may be by telephone, facsimile transmittal, or 
electronic mail. 




f. Subject to the following conditions, excess emissions resulting from full speed no load (FSNL) testing 
shall be permitted for limited periods:  




(1) The permittee notifies the Compliance Authority for each day that FSNL testing is required; 




(2) The duration of excess emissions shall not exceed 15 hrs for the entire test period 




(3) The permittee submits a report to the Compliance Authority summarizing the hourly NOX emissions 
during the FSNL period; and 




(4) This authorization does not waive any applicable federal requirements of NSPS Subparts A or GG. 




[Rules 62-4.070(3), 62-4.130 & 62-210.700, F.A.C.; Permit No. 1270009-022-AC/PSD-FL-270(E); 
and, applicant request from project No. 1270009-023-AC] 
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From: Microsoft Outlook
To: Read, David
Subject: Delivered: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:20 AM
Attachments: 1270009-023-AC Florida Power Light Company Sanford Power Plant Final Permit.msg


Your message has been delivered to the following recipients:
Read, David (David.Read@dep.state.fl.us) <mailto:David.Read@dep.state.fl.us> 
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:David.Read@dep.state.fl.us



1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


			From


			Scearce, Lynn


			To


			'jeff_smith@fpl.com'


			Cc


			'Christian.kiernan@fpl.com'; 'Zuczek, Jeffrey'; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed; Read, David; Scearce, Lynn


			Recipients


			jeff_smith@fpl.com; Christian.kiernan@fpl.com; Jeffrey.Zuczek@fpl.com; kkosky@golder.com; Richard.Rachal@dep.state.fl.us; Ceron.Heather@epa.gov; Ed.Svec@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Smith:  



Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.



Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify accessibility of the document(s).



Owner/Company Name: FLORIDA POWER and LIGHT (PSN) 
Facility Name: SANFORD POWER PLANT 
Project Number: 1270009-023-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: VOLUSIA 



Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip.



If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.



Sincerely,



Lynn Scearce
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Office of Permitting and Compliance (OPC)



Division of Air Resource Management – DEP



2600 Blair Stone Road, Mail Stop 5505



Phone:  850-717-9025 
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2600 BLAIRSTONE ROAD 
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RICK SCOTT 
GOVERNOR 
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LT. GOVERNOR 
 




HERSCHEL T. VINYARD JR. 
SECRETARY 




PERMITTEE 




Florida Power & Light Company (PSN) 
700 Universe Boulevard 
Juno Beach, Florida  33408 




Authorized Representative: 
Jeff Smith, Sanford/Putnam Plant General Manager 




Air Permit No. 1270009-023-AC 
Permit Expires:  December 31, 2015 
Minor Air Construction Permit 




Sanford Power Plant 
Turbine Excess Emissions 




PROJECT 




This is the final air construction permit, which authorizes changes to the excess emissions condition established 
by Permit No. 1270009-022-AC/PSD-FL-270(E).  The proposed change will be conducted at the existing 
Sanford Power Plant, which is a electric utility power plant categorized under Standard Industrial Classification 
No. 4911.  The existing facility is located in Volusia County at 950 South Highway 17-92 in DeBary, Florida.  
The UTM coordinates are Zone 17, 468.1 kilometers (km) East and 3190.86 km North.   




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit.  As noted in the Final Determination provided with this 
final permit, only minor changes and clarifications were made to the draft permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 




for:  Jeffery F. Koerner, Program Administrator 
Office of Permitting and Compliance 
Division of Air Resource Management 




 




www.dep.state.fl.us 
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CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jeff Smith, FPL:  jeff_smith@fpl.com  
Mr. Christian Kiernan, FPL:  Christian.kiernan@fpl.com  
Mr. Jeffrey Zuczek, FPL:  jefffrey.zuczek@fpl.com  
Mr. Kennard Kosky, P.E., Golder Associates:  kkosky@golder.com  
Mr. Richard Rachal, DEP Northeast District Office:  richard.rachal@dep.state.fl.us  
Ms. Natasha Hazziez, EPA Region 4:  hazziez.natasha@epa.gov  
Ms. Katy Forney, EPA Region 4:  forney.kathleen@epa.gov 
Ms. Heather Ceron, EPA Region 4:  ceron.heather@epa.gov  
Ms. Barbara Friday, DEP OPC:  barbara.friday@dep.state.fl.us  
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION 




FACILITY DESCRIPTION 




The existing facility consists of the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 
027 Emergency Diesel Generator for Units 4 and 5 
028 Emergency Diesel Generator for Units 4 and 5 
030 Emergency Diesel Fire Pump Engine for Units 4 and 5 
013 Evaporative Equipment Cooler 
029 Two Propane Fired Emergency Hurricane Shelter Generators 




PROPOSED PROJECT 




This project makes changes to the excess emissions condition established by previous Permit No. 1270009-022-
AC/PSD-FL-270(E).  The change allows for the exclusion from CEMS data of excess emissions resulting from 
certain events. 




This project will modify the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




FACILITY REGULATORY CLASSIFICATION 




• The facility is not a major source of hazardous air pollutants (HAP). 




• The facility operates units subject to the acid rain provisions of the Clean Air Act (CAA). 




• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 




• The facility is a major stationary source in accordance with Rule 62-212.400(PSD), F.A.C. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS 




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blair Stone Road (MS #5505), Tallahassee, 
Florida  32399-2400.   




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Central District at:  3319 Maguire Boulevard, Suite 232, Orlando, Florida  32803-
3767. 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); and, Appendix C (Common 
Conditions). 




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations. 




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




This section of the permit addresses the following emissions units. 




ID No. Emission Unit Description 
005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




MODIFIED PERMIT CONDITIONS 




1. This permit changes the excess emissions provisions contained in Specific Condition 5 of permit No. 
1270009-022-AC (PSD-FL-270E) (which changed excess emissions provisions contained in Specific 
Condition 1 of permit No. 1270009-008-AC (PSD-FL-270A) which changed the original excess emissions 
provisions established in Specific Condition 24. of permit No. 1270009-004-AC (PSD-FL-270)) in order to 
establish provisions for excess emissions due to dry low NOX (DLN) tuning and full speed no load (FSNL) 
testing.  The provisions of this condition supersede the excess emissions provisions established in Specific 
Condition B.12. of permit No. 1270009-018-AV and will be incorporated into the Title V permit as an 
applicable requirement at the next opportunity.  




{Permitting note:  The following PSD permit conditions are revised as indicated.  Strikethrough is used to denote 
the deletion of text.  Double-underlines are used to denote the addition of text.  All changes are emphasized with 
yellow highlight in the electronic document.} 




5. Allowable Excess Emissions:  Subject to the following conditions, excess emissions resulting from startup, 
shutdown, tuning and malfunction of the combustion turbines shall be permitted provided that best 
operational practices are adhered to and the duration of excess emissions shall be minimized.  For each 
CT/HRSG system, excess emissions from startup, shutdown, tuning, and malfunction shall be excluded from 
the CEMS data in any 24-hour period for the following conditions (these conditions are considered separate 
events and each event may occur independently in any 24-hour period): 




a. Except during “cold startup to combined cycle operation”, or “shutdown from combined cycle operation” 
or “warm startup of a CT/HRSG system”, excess emissions occurrences shall not exceed two hours in any 
24-hour period.  Specifically, for a warm startup of any gas turbine/HRSG system, excluded emissions 
shall not exceed two hours in any single startup and no more than two startups can occur in any 24-hour 
period.  “Warm startup of a gas turbine/HRSG system” is defined as a startup after the pressure in the 
high-pressure (HP) steam drum is above 450 psig. 




b. Cold startup to combined cycle operation is defined as operation when the HRSG high-pressure drum has 
been below 450 psig for at least one hour.  During cold startup to combined cycle operation, up to four 
hours of excess emissions are allowed. 




c. During shutdown from combined cycle operation, up to three hours of excess emissions are allowed. 




d. During cold startup of the steam turbine system (combustion turbines, HRSG and steam turbine electrical 
generator), up to 12 hours per combustion turbine per cold startup of the steam turbine system are 
allowed.  Cold startup of the steam turbine system shall be completed within 12 hours. 




e. DLN Tuning.  CEMS data collected during initial or other major DLN tuning sessions shall be excluded 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




from the CEMS compliance demonstration provided the tuning session is performed in accordance with 
the manufacturer’s specifications.  A “major tuning session” would occur after completion of initial 
construction, a combustor change-out, a major repair or maintenance to a combustor, or other similar 
circumstances as identified by the equipment manufacturer.  Prior to performing any major tuning 
session, the permittee shall provide the Compliance Authority with an advance notice that details the 
activity and proposed tuning schedule.  The notice may be by telephone, facsimile transmittal, or 
electronic mail. 




f. Subject to the following conditions, excess emissions resulting from full speed no load (FSNL) testing 
shall be permitted for limited periods:  




(1) The permittee notifies the Compliance Authority for each day that FSNL testing is required; 




(2) The duration of excess emissions shall not exceed 15 hrs for the entire test period 




(3) The permittee submits a report to the Compliance Authority summarizing the hourly NOX emissions 
during the FSNL period; and 




(4) This authorization does not waive any applicable federal requirements of NSPS Subparts A or GG. 




[Rules 62-4.070(3), 62-4.130 & 62-210.700, F.A.C.; Permit No. 1270009-022-AC/PSD-FL-270(E); 
and, applicant request from project No. 1270009-023-AC] 
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From: Microsoft Outlook
To: Scearce, Lynn
Subject: Delivered: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:18 AM
Attachments: 1270009-023-AC Florida Power Light Company Sanford Power Plant Final Permit.msg


Your message has been delivered to the following recipients:
Scearce, Lynn (Lynn.Scearce@dep.state.fl.us) <mailto:Lynn.Scearce@dep.state.fl.us> 
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:Lynn.Scearce@dep.state.fl.us



1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


			From


			Scearce, Lynn


			To


			'jeff_smith@fpl.com'


			Cc


			'Christian.kiernan@fpl.com'; 'Zuczek, Jeffrey'; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed; Read, David; Scearce, Lynn


			Recipients


			jeff_smith@fpl.com; Christian.kiernan@fpl.com; Jeffrey.Zuczek@fpl.com; kkosky@golder.com; Richard.Rachal@dep.state.fl.us; Ceron.Heather@epa.gov; Ed.Svec@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Smith:  



Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.



Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify accessibility of the document(s).



Owner/Company Name: FLORIDA POWER and LIGHT (PSN) 
Facility Name: SANFORD POWER PLANT 
Project Number: 1270009-023-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: VOLUSIA 



Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip.



If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.



Sincerely,



Lynn Scearce
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Office of Permitting and Compliance (OPC)



Division of Air Resource Management – DEP



2600 Blair Stone Road, Mail Stop 5505



Phone:  850-717-9025 
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FLORIDA DEPARTMENT OF 
ENVIRONMENTAL PROTECTION 




BOB MARTINEZ CENTER 
2600 BLAIRSTONE ROAD 




TALLAHASSEE, FLORIDA 32399-2400 




RICK SCOTT 
GOVERNOR 




 
CARLOS LOPEZ-CANTERA 




LT. GOVERNOR 
 




HERSCHEL T. VINYARD JR. 
SECRETARY 




PERMITTEE 




Florida Power & Light Company (PSN) 
700 Universe Boulevard 
Juno Beach, Florida  33408 




Authorized Representative: 
Jeff Smith, Sanford/Putnam Plant General Manager 




Air Permit No. 1270009-023-AC 
Permit Expires:  December 31, 2015 
Minor Air Construction Permit 




Sanford Power Plant 
Turbine Excess Emissions 




PROJECT 




This is the final air construction permit, which authorizes changes to the excess emissions condition established 
by Permit No. 1270009-022-AC/PSD-FL-270(E).  The proposed change will be conducted at the existing 
Sanford Power Plant, which is a electric utility power plant categorized under Standard Industrial Classification 
No. 4911.  The existing facility is located in Volusia County at 950 South Highway 17-92 in DeBary, Florida.  
The UTM coordinates are Zone 17, 468.1 kilometers (km) East and 3190.86 km North.   




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit.  As noted in the Final Determination provided with this 
final permit, only minor changes and clarifications were made to the draft permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 




for:  Jeffery F. Koerner, Program Administrator 
Office of Permitting and Compliance 
Division of Air Resource Management 




 




www.dep.state.fl.us 















FINAL PERMIT 




 
 
 




CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jeff Smith, FPL:  jeff_smith@fpl.com  
Mr. Christian Kiernan, FPL:  Christian.kiernan@fpl.com  
Mr. Jeffrey Zuczek, FPL:  jefffrey.zuczek@fpl.com  
Mr. Kennard Kosky, P.E., Golder Associates:  kkosky@golder.com  
Mr. Richard Rachal, DEP Northeast District Office:  richard.rachal@dep.state.fl.us  
Ms. Natasha Hazziez, EPA Region 4:  hazziez.natasha@epa.gov  
Ms. Katy Forney, EPA Region 4:  forney.kathleen@epa.gov 
Ms. Heather Ceron, EPA Region 4:  ceron.heather@epa.gov  
Ms. Barbara Friday, DEP OPC:  barbara.friday@dep.state.fl.us  
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION 




FACILITY DESCRIPTION 




The existing facility consists of the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 
027 Emergency Diesel Generator for Units 4 and 5 
028 Emergency Diesel Generator for Units 4 and 5 
030 Emergency Diesel Fire Pump Engine for Units 4 and 5 
013 Evaporative Equipment Cooler 
029 Two Propane Fired Emergency Hurricane Shelter Generators 




PROPOSED PROJECT 




This project makes changes to the excess emissions condition established by previous Permit No. 1270009-022-
AC/PSD-FL-270(E).  The change allows for the exclusion from CEMS data of excess emissions resulting from 
certain events. 




This project will modify the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




FACILITY REGULATORY CLASSIFICATION 




• The facility is not a major source of hazardous air pollutants (HAP). 




• The facility operates units subject to the acid rain provisions of the Clean Air Act (CAA). 




• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 




• The facility is a major stationary source in accordance with Rule 62-212.400(PSD), F.A.C. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS 




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blair Stone Road (MS #5505), Tallahassee, 
Florida  32399-2400.   




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Central District at:  3319 Maguire Boulevard, Suite 232, Orlando, Florida  32803-
3767. 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); and, Appendix C (Common 
Conditions). 




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations. 




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




This section of the permit addresses the following emissions units. 




ID No. Emission Unit Description 
005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




MODIFIED PERMIT CONDITIONS 




1. This permit changes the excess emissions provisions contained in Specific Condition 5 of permit No. 
1270009-022-AC (PSD-FL-270E) (which changed excess emissions provisions contained in Specific 
Condition 1 of permit No. 1270009-008-AC (PSD-FL-270A) which changed the original excess emissions 
provisions established in Specific Condition 24. of permit No. 1270009-004-AC (PSD-FL-270)) in order to 
establish provisions for excess emissions due to dry low NOX (DLN) tuning and full speed no load (FSNL) 
testing.  The provisions of this condition supersede the excess emissions provisions established in Specific 
Condition B.12. of permit No. 1270009-018-AV and will be incorporated into the Title V permit as an 
applicable requirement at the next opportunity.  




{Permitting note:  The following PSD permit conditions are revised as indicated.  Strikethrough is used to denote 
the deletion of text.  Double-underlines are used to denote the addition of text.  All changes are emphasized with 
yellow highlight in the electronic document.} 




5. Allowable Excess Emissions:  Subject to the following conditions, excess emissions resulting from startup, 
shutdown, tuning and malfunction of the combustion turbines shall be permitted provided that best 
operational practices are adhered to and the duration of excess emissions shall be minimized.  For each 
CT/HRSG system, excess emissions from startup, shutdown, tuning, and malfunction shall be excluded from 
the CEMS data in any 24-hour period for the following conditions (these conditions are considered separate 
events and each event may occur independently in any 24-hour period): 




a. Except during “cold startup to combined cycle operation”, or “shutdown from combined cycle operation” 
or “warm startup of a CT/HRSG system”, excess emissions occurrences shall not exceed two hours in any 
24-hour period.  Specifically, for a warm startup of any gas turbine/HRSG system, excluded emissions 
shall not exceed two hours in any single startup and no more than two startups can occur in any 24-hour 
period.  “Warm startup of a gas turbine/HRSG system” is defined as a startup after the pressure in the 
high-pressure (HP) steam drum is above 450 psig. 




b. Cold startup to combined cycle operation is defined as operation when the HRSG high-pressure drum has 
been below 450 psig for at least one hour.  During cold startup to combined cycle operation, up to four 
hours of excess emissions are allowed. 




c. During shutdown from combined cycle operation, up to three hours of excess emissions are allowed. 




d. During cold startup of the steam turbine system (combustion turbines, HRSG and steam turbine electrical 
generator), up to 12 hours per combustion turbine per cold startup of the steam turbine system are 
allowed.  Cold startup of the steam turbine system shall be completed within 12 hours. 




e. DLN Tuning.  CEMS data collected during initial or other major DLN tuning sessions shall be excluded 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




from the CEMS compliance demonstration provided the tuning session is performed in accordance with 
the manufacturer’s specifications.  A “major tuning session” would occur after completion of initial 
construction, a combustor change-out, a major repair or maintenance to a combustor, or other similar 
circumstances as identified by the equipment manufacturer.  Prior to performing any major tuning 
session, the permittee shall provide the Compliance Authority with an advance notice that details the 
activity and proposed tuning schedule.  The notice may be by telephone, facsimile transmittal, or 
electronic mail. 




f. Subject to the following conditions, excess emissions resulting from full speed no load (FSNL) testing 
shall be permitted for limited periods:  




(1) The permittee notifies the Compliance Authority for each day that FSNL testing is required; 




(2) The duration of excess emissions shall not exceed 15 hrs for the entire test period 




(3) The permittee submits a report to the Compliance Authority summarizing the hourly NOX emissions 
during the FSNL period; and 




(4) This authorization does not waive any applicable federal requirements of NSPS Subparts A or GG. 




[Rules 62-4.070(3), 62-4.130 & 62-210.700, F.A.C.; Permit No. 1270009-022-AC/PSD-FL-270(E); 
and, applicant request from project No. 1270009-023-AC] 
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From: Microsoft Outlook
To: Rachal, Richard
Subject: Delivered: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:22 AM
Attachments: 1270009-023-AC Florida Power Light Company Sanford Power Plant Final Permit.msg


Your message has been delivered to the following recipients:
Rachal, Richard (Richard.Rachal@dep.state.fl.us) <mailto:Richard.Rachal@dep.state.fl.us> 
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:Richard.Rachal@dep.state.fl.us



1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


			From


			Scearce, Lynn


			To


			'jeff_smith@fpl.com'


			Cc


			'Christian.kiernan@fpl.com'; 'Zuczek, Jeffrey'; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed; Read, David; Scearce, Lynn


			Recipients


			jeff_smith@fpl.com; Christian.kiernan@fpl.com; Jeffrey.Zuczek@fpl.com; kkosky@golder.com; Richard.Rachal@dep.state.fl.us; Ceron.Heather@epa.gov; Ed.Svec@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us





Dear Mr. Smith:  



Attached is the official Notice of Final Permit for the project referenced below. Click on the link displayed below to access the permit project documents and reply back verifying receipt of the documents provided in the links.



Note:  We must receive verification that you are able to access the documents. Your immediate reply will preclude subsequent e-mail transmissions to verify accessibility of the document(s).



Owner/Company Name: FLORIDA POWER and LIGHT (PSN) 
Facility Name: SANFORD POWER PLANT 
Project Number: 1270009-023-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: VOLUSIA 



Click on the following link to access the permit project documents: 
http://ARM-PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip.



If you have any problems opening the documents or would like further information, please contact the Florida Department of Environmental Protection, Office of Permitting and Compliance.



Sincerely,



Lynn Scearce
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Office of Permitting and Compliance (OPC)



Division of Air Resource Management – DEP



2600 Blair Stone Road, Mail Stop 5505



Phone:  850-717-9025 
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FLORIDA DEPARTMENT OF 
ENVIRONMENTAL PROTECTION 




BOB MARTINEZ CENTER 
2600 BLAIRSTONE ROAD 




TALLAHASSEE, FLORIDA 32399-2400 




RICK SCOTT 
GOVERNOR 




 
CARLOS LOPEZ-CANTERA 




LT. GOVERNOR 
 




HERSCHEL T. VINYARD JR. 
SECRETARY 




PERMITTEE 




Florida Power & Light Company (PSN) 
700 Universe Boulevard 
Juno Beach, Florida  33408 




Authorized Representative: 
Jeff Smith, Sanford/Putnam Plant General Manager 




Air Permit No. 1270009-023-AC 
Permit Expires:  December 31, 2015 
Minor Air Construction Permit 




Sanford Power Plant 
Turbine Excess Emissions 




PROJECT 




This is the final air construction permit, which authorizes changes to the excess emissions condition established 
by Permit No. 1270009-022-AC/PSD-FL-270(E).  The proposed change will be conducted at the existing 
Sanford Power Plant, which is a electric utility power plant categorized under Standard Industrial Classification 
No. 4911.  The existing facility is located in Volusia County at 950 South Highway 17-92 in DeBary, Florida.  
The UTM coordinates are Zone 17, 468.1 kilometers (km) East and 3190.86 km North.   




This final permit is organized into the following sections:  Section 1 (General Information); Section 2 
(Administrative Requirements); Section 3 (Emissions Unit Specific Conditions); and Section 4 (Appendices).  
Because of the technical nature of the project, the permit contains numerous acronyms and abbreviations, which 
are defined in Appendix A of Section 4 of this permit.  As noted in the Final Determination provided with this 
final permit, only minor changes and clarifications were made to the draft permit. 




STATEMENT OF BASIS 




This air pollution construction permit is issued under the provisions of:  Chapter 403 of the Florida Statutes 
(F.S.) and Chapters 62-4, 62-204, 62-210, 62-212, 62-296 and 62-297 of the Florida Administrative Code 
(F.A.C.).  The permittee is authorized to conduct the proposed work in accordance with the conditions of this 
permit.  This project is subject to the general preconstruction review requirements in Rule 62-212.300, F.A.C. 
and is not subject to the preconstruction review requirements for major stationary sources in Rule 62-212.400, 
F.A.C. for the Prevention of Significant Deterioration (PSD) of Air Quality. 




Upon issuance of this final permit, any party to this order has the right to seek judicial review of it under Section 
120.68 of the Florida Statutes by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate 
Procedure with the clerk of the Department of Environmental Protection in the Office of General Counsel (Mail 
Station #35, 3900 Commonwealth Boulevard, Tallahassee, Florida, 32399-3000) and by filing a copy of the 
notice of appeal accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The 
notice must be filed within 30 days after this order is filed with the clerk of the Department. 




Executed in Tallahassee, Florida 
 
 
 
 
 




for:  Jeffery F. Koerner, Program Administrator 
Office of Permitting and Compliance 
Division of Air Resource Management 
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CERTIFICATE OF SERVICE 




The undersigned duly designated deputy agency clerk hereby certifies that this Air Permit package was sent by 
electronic mail, or a link to these documents made available electronically on a publicly accessible server, with 
received receipt requested before the close of business on the date indicated below to the following persons. 




Mr. Jeff Smith, FPL:  jeff_smith@fpl.com  
Mr. Christian Kiernan, FPL:  Christian.kiernan@fpl.com  
Mr. Jeffrey Zuczek, FPL:  jefffrey.zuczek@fpl.com  
Mr. Kennard Kosky, P.E., Golder Associates:  kkosky@golder.com  
Mr. Richard Rachal, DEP Northeast District Office:  richard.rachal@dep.state.fl.us  
Ms. Natasha Hazziez, EPA Region 4:  hazziez.natasha@epa.gov  
Ms. Katy Forney, EPA Region 4:  forney.kathleen@epa.gov 
Ms. Heather Ceron, EPA Region 4:  ceron.heather@epa.gov  
Ms. Barbara Friday, DEP OPC:  barbara.friday@dep.state.fl.us  
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 




Clerk Stamp 




FILING AND ACKNOWLEDGMENT FILED, on this date, 
pursuant to Section 120.52(7), Florida Statutes, with the 
designated agency clerk, receipt of which is hereby 
acknowledged. 
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SECTION 1.  GENERAL INFORMATION 




FACILITY DESCRIPTION 




The existing facility consists of the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 
027 Emergency Diesel Generator for Units 4 and 5 
028 Emergency Diesel Generator for Units 4 and 5 
030 Emergency Diesel Fire Pump Engine for Units 4 and 5 
013 Evaporative Equipment Cooler 
029 Two Propane Fired Emergency Hurricane Shelter Generators 




PROPOSED PROJECT 




This project makes changes to the excess emissions condition established by previous Permit No. 1270009-022-
AC/PSD-FL-270(E).  The change allows for the exclusion from CEMS data of excess emissions resulting from 
certain events. 




This project will modify the following emissions units. 




Facility ID No. 1270009 
ID No. Emission Unit Description 




005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




FACILITY REGULATORY CLASSIFICATION 




• The facility is not a major source of hazardous air pollutants (HAP). 




• The facility operates units subject to the acid rain provisions of the Clean Air Act (CAA). 




• The facility is a Title V major source of air pollution in accordance with Chapter 62-213, F.A.C. 




• The facility is a major stationary source in accordance with Rule 62-212.400(PSD), F.A.C. 
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SECTION 2.  ADMINISTRATIVE REQUIREMENTS 




1. Permitting Authority:  The permitting authority for this project is the Office of Permitting and Compliance in 
the Division of Air Resource Management of the Department of Environmental Protection (Department).  The 
Office of Permitting and Compliance mailing address is 2600 Blair Stone Road (MS #5505), Tallahassee, 
Florida  32399-2400.   




2. Compliance Authority:  All documents related to compliance activities such as reports, tests, and notifications 
shall be submitted to the Central District at:  3319 Maguire Boulevard, Suite 232, Orlando, Florida  32803-
3767. 




3. Appendices:  The following Appendices are attached as a part of this permit:  Appendix A (Citation Formats 
and Glossary of Common Terms); Appendix B (General Conditions); and, Appendix C (Common 
Conditions). 




4. Applicable Regulations, Forms and Application Procedures:  Unless otherwise specified in this permit, the 
construction and operation of the subject emissions units shall be in accordance with the capacities and 
specifications stated in the application.  The facility is subject to all applicable provisions of: Chapter 403, 
F.S.; and Chapters 62-4, 62-204, 62-210, 62-212, 62-213, 62-296 and 62-297, F.A.C.  Issuance of this permit 
does not relieve the permittee from compliance with any applicable federal, state, or local permitting or 
regulations. 




5. New or Additional Conditions:  For good cause shown and after notice and an administrative hearing, if 
requested, the Department may require the permittee to conform to new or additional conditions.  The 
Department shall allow the permittee a reasonable time to conform to the new or additional conditions, and on 
application of the permittee, the Department may grant additional time.  [Rule 62-4.080, F.A.C.] 




6. Modifications:  The permittee shall notify the Compliance Authority upon commencement of construction.  
No new emissions unit shall be constructed and no existing emissions unit shall be modified without 
obtaining an air construction permit from the Department.  Such permit shall be obtained prior to beginning 
construction or modification.  [Rules 62-210.300(1) and 62-212.300(1)(a), F.A.C.] 




7. Construction and Expiration.  The expiration date shown on the first page of this permit provides time to 
complete the physical construction activities authorized by this permit, complete any necessary compliance 
testing, and obtain an operation permit.  Notwithstanding this expiration date, all specific emissions 
limitations and operating requirements established by this permit shall remain in effect until the facility or 
emissions unit is permanently shut down.  For good cause, the permittee may request that that a permit be 
extended.  Pursuant to Rule 62-4.080(3), F.A.C., such a request shall be submitted to the Permitting Authority 
in writing before the permit expires.  [Rules 62-4.070(4), 62-4.080 & 62-210.300(1), F.A.C.] 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




This section of the permit addresses the following emissions units. 




ID No. Emission Unit Description 
005 Unit PSNCT4A Combined Cycle CT with Unfired HRSG (250 MW) 
006 Unit PSNCT4B Combined Cycle CT with Unfired HRSG (250 MW) 
007 Unit PSNCT4C Combined Cycle CT with Unfired HRSG (250 MW) 
008 Unit PSNCT4D Combined Cycle CT with Unfired HRSG (250 MW) 
009 Unit PSNCT5A Combined Cycle CT with Unfired HRSG (250 MW) 
010 Unit PSNCT5B Combined Cycle CT with Unfired HRSG (250 MW) 
011 Unit PSNCT5C Combined Cycle CT with Unfired HRSG (250 MW) 
012 Unit PSNCT5D Combined Cycle CT with Unfired HRSG (250 MW) 




MODIFIED PERMIT CONDITIONS 




1. This permit changes the excess emissions provisions contained in Specific Condition 5 of permit No. 
1270009-022-AC (PSD-FL-270E) (which changed excess emissions provisions contained in Specific 
Condition 1 of permit No. 1270009-008-AC (PSD-FL-270A) which changed the original excess emissions 
provisions established in Specific Condition 24. of permit No. 1270009-004-AC (PSD-FL-270)) in order to 
establish provisions for excess emissions due to dry low NOX (DLN) tuning and full speed no load (FSNL) 
testing.  The provisions of this condition supersede the excess emissions provisions established in Specific 
Condition B.12. of permit No. 1270009-018-AV and will be incorporated into the Title V permit as an 
applicable requirement at the next opportunity.  




{Permitting note:  The following PSD permit conditions are revised as indicated.  Strikethrough is used to denote 
the deletion of text.  Double-underlines are used to denote the addition of text.  All changes are emphasized with 
yellow highlight in the electronic document.} 




5. Allowable Excess Emissions:  Subject to the following conditions, excess emissions resulting from startup, 
shutdown, tuning and malfunction of the combustion turbines shall be permitted provided that best 
operational practices are adhered to and the duration of excess emissions shall be minimized.  For each 
CT/HRSG system, excess emissions from startup, shutdown, tuning, and malfunction shall be excluded from 
the CEMS data in any 24-hour period for the following conditions (these conditions are considered separate 
events and each event may occur independently in any 24-hour period): 




a. Except during “cold startup to combined cycle operation”, or “shutdown from combined cycle operation” 
or “warm startup of a CT/HRSG system”, excess emissions occurrences shall not exceed two hours in any 
24-hour period.  Specifically, for a warm startup of any gas turbine/HRSG system, excluded emissions 
shall not exceed two hours in any single startup and no more than two startups can occur in any 24-hour 
period.  “Warm startup of a gas turbine/HRSG system” is defined as a startup after the pressure in the 
high-pressure (HP) steam drum is above 450 psig. 




b. Cold startup to combined cycle operation is defined as operation when the HRSG high-pressure drum has 
been below 450 psig for at least one hour.  During cold startup to combined cycle operation, up to four 
hours of excess emissions are allowed. 




c. During shutdown from combined cycle operation, up to three hours of excess emissions are allowed. 




d. During cold startup of the steam turbine system (combustion turbines, HRSG and steam turbine electrical 
generator), up to 12 hours per combustion turbine per cold startup of the steam turbine system are 
allowed.  Cold startup of the steam turbine system shall be completed within 12 hours. 




e. DLN Tuning.  CEMS data collected during initial or other major DLN tuning sessions shall be excluded 
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SECTION 3.  EMISSIONS UNIT SPECIFIC CONDITIONS 
A.  Combined Cycle Combustion Turbines 




from the CEMS compliance demonstration provided the tuning session is performed in accordance with 
the manufacturer’s specifications.  A “major tuning session” would occur after completion of initial 
construction, a combustor change-out, a major repair or maintenance to a combustor, or other similar 
circumstances as identified by the equipment manufacturer.  Prior to performing any major tuning 
session, the permittee shall provide the Compliance Authority with an advance notice that details the 
activity and proposed tuning schedule.  The notice may be by telephone, facsimile transmittal, or 
electronic mail. 




f. Subject to the following conditions, excess emissions resulting from full speed no load (FSNL) testing 
shall be permitted for limited periods:  




(1) The permittee notifies the Compliance Authority for each day that FSNL testing is required; 




(2) The duration of excess emissions shall not exceed 15 hrs for the entire test period 




(3) The permittee submits a report to the Compliance Authority summarizing the hourly NOX emissions 
during the FSNL period; and 




(4) This authorization does not waive any applicable federal requirements of NSPS Subparts A or GG. 




[Rules 62-4.070(3), 62-4.130 & 62-210.700, F.A.C.; Permit No. 1270009-022-AC/PSD-FL-270(E); 
and, applicant request from project No. 1270009-023-AC] 
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From: Zuczek, Jeffrey
To: Scearce, Lynn
Cc: Svec, Ed; Read, David; Boswell, Greg; Zuczek, Jeffrey
Subject: RE: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 11:31:02 AM
Attachments: image001.png
Importance: High


Lynn – In quick review, it appears that in both the permit and the email distribution, that the
 “Northeast District” compliance office was copied, whereas the Sanford plant is located in
 Brevard county within the Central District’s authority.


FPL would appreciate the Department officially forwarding and notifying the Central District of
 this effort, and to also ensure that the Central District is copied in the related Title V final
 Notice of Final Permit that is expected within a month’s time.


Thank you for your time and effort. Please advise if the Department will make this
 adjustment…


Jeff


 


From: Scearce, Lynn [mailto:Lynn.Scearce@dep.state.fl.us] 
Sent: Tuesday, May 20, 2014 10:57 AM
To: Smith, Jeff
Cc: Kiernan, Christian; Zuczek, Jeffrey; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed;
 Read, David; Scearce, Lynn
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


 


Dear Mr. Smith: 


Attached is the official Notice of Final Permit for the project referenced below. Click on the
 link displayed below to access the permit project documents and reply back verifying receipt
 of the documents provided in the links.


Note:  We must receive verification that you are able to access the documents. Your
 immediate reply will preclude subsequent e-mail transmissions to verify accessibility of the
 document(s).


Owner/Company Name: FLORIDA POWER and LIGHT (PSN) 
Facility Name: SANFORD POWER PLANT 
Project Number: 1270009-023-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: VOLUSIA



mailto:Jeffrey.Zuczek@fpl.com

mailto:Lynn.Scearce@dep.state.fl.us

mailto:Ed.Svec@dep.state.fl.us

mailto:David.Read@dep.state.fl.us

mailto:Greg.Boswell@fpl.com

mailto:Jeffrey.Zuczek@fpl.com











Click on the following link to access the permit project documents: 
http://ARM-
PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip.


If you have any problems opening the documents or would like further information, please
 contact the Florida Department of Environmental Protection, Office of Permitting and
 Compliance.


Sincerely,


Lynn Scearce


Office of Permitting and Compliance (OPC)
Division of Air Resource Management – DEP
2600 Blair Stone Road, Mail Stop 5505
Phone:  850-717-9025


 


 



http://arm-permit2k.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip

http://arm-permit2k.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip
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From: Zuczek, Jeffrey
To: Scearce, Lynn
Subject: RE: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 11:37:00 AM
Attachments: image001.png


Thanks Lynn! I’m sure it was just a minor typo J. Thank you for your quick attention to this.
 Have a good day!


 


From: Scearce, Lynn [mailto:Lynn.Scearce@dep.state.fl.us] 
Sent: Tuesday, May 20, 2014 11:36 AM
To: Zuczek, Jeffrey
Cc: Svec, Ed; Read, David; Boswell, Greg
Subject: RE: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


 


Thank you for letting us know.  I just forwarded it to the Central district.  We will update our
 sheets.


Thank you!


Lynn


 


From: Zuczek, Jeffrey [mailto:Jeffrey.Zuczek@fpl.com] 
Sent: Tuesday, May 20, 2014 11:31 AM
To: Scearce, Lynn
Cc: Svec, Ed; Read, David; Boswell, Greg; Zuczek, Jeffrey
Subject: RE: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Importance: High


 


Lynn – In quick review, it appears that in both the permit and the email distribution, that the
 “Northeast District” compliance office was copied, whereas the Sanford plant is located in
 Brevard county within the Central District’s authority.


FPL would appreciate the Department officially forwarding and notifying the Central District of
 this effort, and to also ensure that the Central District is copied in the related Title V final
 Notice of Final Permit that is expected within a month’s time.


Thank you for your time and effort. Please advise if the Department will make this
 adjustment…



mailto:Jeffrey.Zuczek@fpl.com

mailto:Lynn.Scearce@dep.state.fl.us











Jeff


 


From: Scearce, Lynn [mailto:Lynn.Scearce@dep.state.fl.us] 
Sent: Tuesday, May 20, 2014 10:57 AM
To: Smith, Jeff
Cc: Kiernan, Christian; Zuczek, Jeffrey; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed;
 Read, David; Scearce, Lynn
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


 


Dear Mr. Smith: 


Attached is the official Notice of Final Permit for the project referenced below. Click on the
 link displayed below to access the permit project documents and reply back verifying receipt
 of the documents provided in the links.


Note:  We must receive verification that you are able to access the documents. Your
 immediate reply will preclude subsequent e-mail transmissions to verify accessibility of the
 document(s).


Owner/Company Name: FLORIDA POWER and LIGHT (PSN) 
Facility Name: SANFORD POWER PLANT 
Project Number: 1270009-023-AC 
Permit Status: FINAL 
Permit Activity: CONSTRUCTION 
Facility County: VOLUSIA


Click on the following link to access the permit project documents: 
http://ARM-
PERMIT2K.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip.


If you have any problems opening the documents or would like further information, please
 contact the Florida Department of Environmental Protection, Office of Permitting and
 Compliance.


Sincerely,


Lynn Scearce


Office of Permitting and Compliance (OPC)
Division of Air Resource Management – DEP
2600 Blair Stone Road, Mail Stop 5505
Phone:  850-717-9025



mailto:Lynn.Scearce@dep.state.fl.us

http://arm-permit2k.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip

http://arm-permit2k.dep.state.fl.us/adh/prod/pdf_permit_zip_files/1270009.023.AC.F_pdf.zip
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From: Read, David
To: Scearce, Lynn
Subject: Read: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 11:03:00 AM


Your message 
   To: Read, David
   Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
   Sent: Tuesday, May 20, 2014 10:57:15 AM (UTC-05:00) Eastern Time (US & Canada)
 was read on Tuesday, May 20, 2014 11:02:48 AM (UTC-05:00) Eastern Time (US & Canada).



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=18C57F93B6E14CAA863569FBCDCD607B-READ_D

mailto:/o=ExchangeLabs/ou=Exchange Administrative Group (FYDIBOHF23SPDLT)/cn=Recipients/cn=ad90af96b1264ced888710b00ebedf5d-Scearce_L






From: Smith, Jeff
To: Scearce, Lynn
Subject: Read: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:59:06 AM


Your message 
   To: 
   Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
   Sent: Tuesday, May 20, 2014 2:59:05 PM (UTC) Monrovia, Reykjavik
 was read on Tuesday, May 20, 2014 2:58:41 PM (UTC) Monrovia, Reykjavik.



mailto:Jeff.Smith@fpl.com

mailto:/o=ExchangeLabs/ou=Exchange Administrative Group (FYDIBOHF23SPDLT)/cn=Recipients/cn=ad90af96b1264ced888710b00ebedf5d-Scearce_L






From: Scearce, Lynn
To: Scearce, Lynn
Subject: Read: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:51 AM


Your message 
   To: Scearce, Lynn
   Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
   Sent: Tuesday, May 20, 2014 10:57:15 AM (UTC-05:00) Eastern Time (US & Canada)
 was read on Tuesday, May 20, 2014 10:57:49 AM (UTC-05:00) Eastern Time (US & Canada).



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=AD90AF96B1264CED888710B00EBEDF5D-SCEARCE_L
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From: Svec, Ed
To: Scearce, Lynn
Subject: Read: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 11:23:01 AM


Your message 
   To: Svec, Ed
   Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
   Sent: Tuesday, May 20, 2014 10:57:15 AM (UTC-05:00) Eastern Time (US & Canada)
 was read on Tuesday, May 20, 2014 11:22:59 AM (UTC-05:00) Eastern Time (US & Canada).



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=565834402D6B4509AA38A4ECE189529C-SVEC_E
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From: Microsoft Outlook
To: Ceron, Heather
Subject: Relayed: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:20 AM
Attachments: 1270009-023-AC Florida Power Light Company Sanford Power Plant Final Permit.msg


Delivery to these recipients or groups is complete, but no delivery notification was sent by the destination server:
Ceron, Heather (Ceron.Heather@epa.gov) <mailto:Ceron.Heather@epa.gov> 
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:Ceron.Heather@epa.gov
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			From


			Scearce, Lynn


			To


			'jeff_smith@fpl.com'


			Cc


			'Christian.kiernan@fpl.com'; 'Zuczek, Jeffrey'; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed; Read, David; Scearce, Lynn


			Recipients


			jeff_smith@fpl.com; Christian.kiernan@fpl.com; Jeffrey.Zuczek@fpl.com; kkosky@golder.com; Richard.Rachal@dep.state.fl.us; Ceron.Heather@epa.gov; Ed.Svec@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us













From: Microsoft Outlook
To: "jeff_smith@fpl.com"; "Christian.kiernan@fpl.com"; "Zuczek, Jeffrey"
Subject: Relayed: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:20 AM
Attachments: 1270009-023-AC Florida Power Light Company Sanford Power Plant Final Permit.msg


Delivery to these recipients or groups is complete, but no delivery notification was sent by the destination server:
'jeff_smith@fpl.com' (jeff_smith@fpl.com) <mailto:jeff_smith@fpl.com> 
'Christian.kiernan@fpl.com' (Christian.kiernan@fpl.com) <mailto:Christian.kiernan@fpl.com> 
'Zuczek, Jeffrey' (Jeffrey.Zuczek@fpl.com) <mailto:Jeffrey.Zuczek@fpl.com> 
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit



mailto:/O=EXCHANGELABS/OU=EXCHANGE ADMINISTRATIVE GROUP (FYDIBOHF23SPDLT)/CN=RECIPIENTS/CN=MICROSOFTEXCHANGE329E71EC88AE4615BBC36AB6CE41109E259489A2

mailto:jeff_smith@fpl.com

mailto:Christian.kiernan@fpl.com

mailto:Jeffrey.Zuczek@fpl.com
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			From


			Scearce, Lynn


			To


			'jeff_smith@fpl.com'


			Cc


			'Christian.kiernan@fpl.com'; 'Zuczek, Jeffrey'; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed; Read, David; Scearce, Lynn


			Recipients


			jeff_smith@fpl.com; Christian.kiernan@fpl.com; Jeffrey.Zuczek@fpl.com; kkosky@golder.com; Richard.Rachal@dep.state.fl.us; Ceron.Heather@epa.gov; Ed.Svec@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us













From: Mail Delivery System
To: kkosky@golder.com
Subject: Relayed: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit
Date: Tuesday, May 20, 2014 10:57:34 AM
Attachments: Message Headers.msg


Delivery to these recipients or groups is complete, but no delivery notification was sent by the destination server:
kkosky@golder.com <mailto:kkosky@golder.com> 
Subject: 1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit



mailto:MAILER-DAEMON@mx1.golder.com

mailto:kkosky@golder.com



1270009-023-AC, Florida Power & Light Company, Sanford Power Plant, Final Permit


			From


			Scearce, Lynn


			To


			'jeff_smith@fpl.com'


			Cc


			'Christian.kiernan@fpl.com'; 'Zuczek, Jeffrey'; 'kkosky@golder.com'; Rachal, Richard; Ceron, Heather; Svec, Ed; Read, David; Scearce, Lynn


			Recipients


			jeff_smith@fpl.com; Christian.kiernan@fpl.com; Jeffrey.Zuczek@fpl.com; kkosky@golder.com; Richard.Rachal@dep.state.fl.us; Ceron.Heather@epa.gov; Ed.Svec@dep.state.fl.us; David.Read@dep.state.fl.us; Lynn.Scearce@dep.state.fl.us










