STATEMENT OF BASIS

Gulf Power Company

Lansing Smith Electric Generating Plant

Facility ID No.:  0050014

Bay County

Initial Title V Air Operation Permit

Revised DRAFT Permit No.:  0050014-001-AV

This Title V air operation permit is issued under the provisions of Chapter 403, Florida Statutes (F.S.), and Florida Administrative Code (F.A.C.) Chapters 62-4, 62-210, and 62-213.  The above named permittee is hereby authorized to perform the work or operate the facility shown on the application and approved drawing(s), plans, and other documents, attached hereto or on file with the permitting authority, in accordance with the terms and conditions of this permit.

This facility consists of two coal fired steam generators (boilers) and two combustion turbines (used to drive two separate peaking generators) driven by a single jet engine.  The two boilers are Acid Rain Phase II Units.  Pulverized coal is the primary fuel for the boilers.  Distillate fuel oil is used to fire the combustion turbine engine and as a “back-up” fuel for the boilers.  Also included in this permit are miscellaneous unregulated/insignificant emissions units and/or activities.
Emissions unit number -001 is a tangentially fired, dry bottom boiler designated as “Boiler Number 1”.  It is rated at a maximum heat input of 1,944.8 million Btu per hour (MMBtu/hour) when firing pulverized coal and 153 MMBtu/hour when firing distillate fuel oil.  Emissions unit number -002 is a tangentially fired, dry bottom boiler designated as “Boiler Number 2”.  It is rated at a maximum heat input of 2,246.2 million Btu per hour (MMBtu/hour) when firing pulverized coal and 76 MMBtu/hour when firing distillate fuel oil..  Both units are Phase II Acid Rain Units.  These emissions units pre-date PSD regulations, but are regulated under Rule 62‑296.405, F.A.C., Fossil Fuel Fired Steam Generators with more than 250 million Btu per Hour Heat Input.  PM emissions from unit -001 are controlled by a hot side (Buell Model # BAL 2X34N333-4-3P) and a cold side (General Electric Model # BE1.2X21(12)30-1.5-1.5-4.2P) electrostatic precipitator.  PM emissions from unit ‑002 are controlled by a hot side (Buell Model # BAL 2X34N333-4-3P) and a cold side (GE-ESI Model # BE2.1X(2-12’s)(12)-30-111-4.3P) electrostatic precipitator.  

periodic monitoring for particulate matter will be through the use of coms.  For any calendar quarter in which more than five percent of the COMs readings show 20% or greater opacity, a steady-state particulate matter stack test will be required to be performed and submitted within the following calendar quarter.  If the unit does not operate in the following quarter, it shall be tested within 20 days of coming back on-line.  These units are subject to a steady-state PM emission limit of 0.1 lb/MMBtu, and 0.3 lb/MMBtu for soot blowing.  They are also subject to an opacity standard of 40%.  The applicant has presented historical PM test results which show that the steady-state and soot blowing average results are approximately thirty percent, or less, of the applicable standards.  A five year average of results of particulate matter emission testing, in lb/MMBtu, for this facility is given below:

Unit #
Steady-state
Soot-blowing

1
0.021
0.021

2
0.028
0.031

The Department and EPA have previously determined that sources without controls, whose emissions are less than half of the applicable standard, shall test annually.  Given the historically low documented PM emissions combined with the company’s agreement to conduct a PM stack test following any quarter in which their COMs data shows that greater than 5% of the readings are greater than half of their opacity limit, The Department believes that periodic monitoring for particulate matter is more than reasonably addressed.

Units 1 and 2 are utilizing CEMS for compliance purposes for NOX, SO2 and opacity.  

In order to eliminate violations of Florida’s ambient air quality standards off of the plant property, the allowable sulfur dioxide emissions limits for these units have been reduced, through the use of the ISC dispersion model, to the following levels:


Unit No.
Emissions Limit


-001, alone
2.10 lbs/MMBtu


-002, alone
2.70 lbs/MMBtu


-001 & -002, combined
4.50 lbs/MMBtu

Although Gulf Power contends that these limits would not have needed to be reduced this low if they had been allowed to utilize the ISC - Prime model, there is not enough time to obtain a case-by-case approval for it’s use and still meet the permit issuance deadline that will enable the use of the Southern Company’s requested multi-state Acid Rain NOX averaging plan.  The above limits may be revised upon adequate demonstration and EPA approval of the ISC-PRIME model for Plant Smith.  Any revision of the limits solely per a ISC-PRIME demonstration will not trigger New Source Review.

Emissions unit number -003 consists of a single engine used to drive two simple cycle combustion turbines (each with its own stack) manufactured by Pratt and Whitney, that are used as a peaking units.  They are designated as combustion turbine A & combustion turbine B.  Each combustion turbine is connected to a separate generator.  The engine is rated at a maximum heat input of 542 million Btu per hour (MMBtu/hour) while being fueled by No. 2 fuel oil with a maximum sulfur content of 0.5%, by weight.  Emissions from these combustion turbines are uncontrolled.   This emissions unit is regulated under Rule 62-210.300, F.A.C., Permits Required.  These turbines are not subject to 40 CFR 60, Subpart GG, Standards of Performance for New Stationary Gas Turbines.  

Periodic monitoring for the combustion turbines will consist of an EPA method 9 opacity test.  Upon exceeding 400 hours of operation on fuel oil, and every 150 hours of operation on fuel oil thereafter, in any given calendar year, the owner or operator shall conduct a visible emissions test on each of these combustion turbines while firing fuel oil.  These tests shall be performed within 20 days of exceeding such operating hours.

The heat input limitations have been placed in the permit to identify the capacity of each emissions unit for the purposes of confirming that emissions testing is conducted within 90 to 100 percent of the emissions unit’s rated capacity (or to limit future operation to 110 percent of the test load), to establish appropriate emissions limits and to aid in determining future rule applicability.  A note below the permitted capacity condition clarifies this.  Regular record keeping is not required for heat input.  Instead, the owner or operator is expected to determine heat input whenever emission testing is required to demonstrate at what percentage of the rated capacity that the emissions unit was tested.  Rule 62-297.310(5), F.A.C., included in the permit, requires measurement of process variables for emissions tests.  Such heat input determination may be based on measurements of fuel consumption by various methods including but not limited to fuel flow metering or tank drop measurements, using the heat value of the fuel determined by the fuel vendor or the owner or operator, to calculate average hourly heat input during the test.

Based on the initial Title V permit application received June 14, 1996, this facility is a major source of hazardous air pollutants (HAPs).

