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STATEMENT OF BASIS

Gulf Power Company

Lansing Smith Electric Generating Plant

Facility ID No.:  0050014

Bay County

Title V Air Operation Permit Renewal
FINAL Permit No.:  0050014-010-AV

This Title V air operation permit is issued under the provisions of Chapter 403, Florida Statutes (F.S.), and Florida Administrative Code (F.A.C.) Chapters 62-4, 62-210, 62-213 and 62-214.  The above named permittee is hereby authorized to perform the work or operate the facility shown on the application and approved drawing(s), plans, and other documents, attached hereto or on file with the permitting authority, in accordance with the terms and conditions of this permit.

This facility consists of two coal fired steam generators (boilers), two combustion turbines (used to drive two separate peaking generators) driven by a single jet engine, and the two new gas-fired combined-cycle combustion turbine electrical generators with duct-fired heat recovery steam generators (HRSGs).  The two boilers are Acid Rain Phase II Units.  The two combined-cycle combustion turbines are also Acid Rain units.  Pulverized coal is the primary fuel for the boilers.  Distillate fuel oil is used to fire the jet engine and as a “back-up” fuel for the boilers.  Natural gas is the only fuel allowed to be fired in the two new combined-cycle combustion turbines.  Also included in this permit are miscellaneous unregulated/insignificant emissions units and/or activities.
Emissions unit number -001 is a tangentially fired, dry bottom boiler designated as “Boiler Number 1”.  It is rated at a maximum heat input of 1,944.8 million Btu per hour (MMBtu/hour) when firing pulverized coal and 153 MMBtu/hour when firing distillate fuel oil.  Emissions unit number -002 is a tangentially fired, dry bottom boiler designated as “Boiler Number 2”.  It is rated at a maximum heat input of 2,246.2 million Btu per hour (MMBtu/hour) when firing pulverized coal and 76 MMBtu/hour when firing distillate fuel oil.  Both units are Phase II Acid Rain Units.  These emissions units pre-date PSD regulations, but are regulated under Rule 62‑296.405, F.A.C., Fossil Fuel Fired Steam Generators with more than 250 million Btu per Hour Heat Input.  PM emissions from unit -001 are controlled by a hot side (Buell Model # BAL 2X34N333-4-3P) and a cold side (General Electric Model # BE1.2X21(12)30-1.5-1.5-4.2P) electrostatic precipitator.  PM emissions from unit ‑002 are controlled by a hot side (Buell Model # BAL 2X34N333-4-3P) and a cold side (GE-ESI Model # BE2.1X(2-12’s)(12)-30-111-4.3P) electrostatic precipitator.  

Units 1 and 2 are subject to CAM for controlled emissions of particulate matter.
Compliance with the heat input limitations on Units 1 and 2 is through the use of on-site composite fuel sampling and analysis.

Units 1 and 2 are utilizing CEMS for compliance purposes for NOX, SO2 and opacity.  Units 4 and 5 are utilizing CEMS for compliance purposes for NOX and SO2.  

In order to eliminate violations of Florida’s ambient air quality standards off of the plant property, the allowable sulfur dioxide emissions limits for these units have been reduced, through the use of the ISC dispersion model, to the following levels:

	
	Unit No.
	Emissions Limit

	
	-001, alone
	2.10 lbs/MMBtu

	
	-002, alone
	2.70 lbs/MMBtu

	
	-001 & -002, combined
	4.50 lbs/MMBtu


Emissions unit number -003 consists of a single engine used to drive two simple cycle combustion turbines (each with its own stack) manufactured by Pratt and Whitney, that are used as peaking units.  They are designated as combustion turbine A & combustion turbine B.  Each combustion turbine is connected to a separate generator.  The engine is rated at a maximum heat input of 542 million Btu per hour (MMBtu/hour) while being fueled by No. 2 fuel oil with a maximum sulfur content of 0.5%, by weight.  Emissions from these combustion turbines are uncontrolled.  This emissions unit is regulated under Rule 62-210.300, F.A.C., Permits Required.  These turbines are not subject to 40 CFR 60, Subpart GG, Standards of Performance for New Stationary Gas Turbines.  

Periodic monitoring for the combustion turbines will consist of an EPA Method 9 opacity test.  Upon exceeding 400 hours of operation on fuel oil, and every 150 hours of operation on fuel oil thereafter, in any given federal fiscal year (October 1 through September 30), the owner or operator shall conduct a visible emissions test on each of these combustion turbines while firing fuel oil.  These tests shall be performed within 20 days of exceeding such operating hours.

Emission units –004 and –005 (collectively designated as Gulf Smith Unit 3) consist of a General Electric Model No. PG7241 (FA), combined-cycle combustion turbine with electrical generator set.  The unit will achieve a nominal 566 megawatts, at annual average site conditions, with duct burners.  These units are capable of a maximum of approximately 574 megawatts in combined cycle operation with power augmentation and evaporative cooling at 95 degrees F.  The maximum heat input of the combustion turbines is a nominal 1,927 MMBtu/hr (LHV at 65 degrees F) each.  The maximum heat input of the duct burners is a nominal 303 MMBtu/hr (LHV at 65 degrees F) each.  The plant includes two 121 foot stacks; a small heater for the gas pipeline; and a 10-cell, mechanical draft salt water cooling tower.  The cooling tower is not subject to a NESHAP because chromium-based chemical treatment is not used.  Simple cycle operation is not a permitted activity.  Support facilities for Unit 3 include water treatment and storage facilities.  Emissions from Units –004 and -005 are controlled by Dry Low NOX (DLN) combustors firing exclusively natural gas.  Inherently clean fuels and good combustion practices are employed to control all pollutants.  

Based on the Title V permit renewal application received June 22, 2004, this facility is a major source of hazardous air pollutants (HAPs).
