
NOTICE OF ADMINISTRATIVELY CORRECTED PERMIT 

Electronic Mail - Received Receipt Requested 

William O’Brien, Plant Manager 
IHI Power Services 
10311 Cement Plant Road 
Brooksville, Florida  34601 

Project No. 0530380-005-AV 
Administrative Correction to Permit No. 0530380-002-AV 

Brooksville Power Plant 
Hernando County 

 
Enclosed is an administrative correction for Title V Air Operation Permit No. 0530380-002-AV, for the operation of 
the Brooksville Power Plant located in Hernando County at 10311 Cement Plant Road, Brooksville, Florida.  This 
action will correct certain conditions and descriptions of emission units to the Title V Air Operation Permit No. 
0530380-002-AV.  This administrative correction includes the following revisions:  reduce the number of reclaim 
hoppers from three to two; removed the requirement to submit the final design specifications for Conveyor A baghouse 
since this condition was met; correct the visible emissions testing requirements for the woody biomass fueled boiler; 
remove the reporting requirements for sulfuric acid mist (SAM) and volatile organic compounds (VOC) since the 
initial testing and reporting requirements have been met; and reduced the number of fly ash storage bins from two to 
one. 

This administrative correction is issued pursuant to Rule 62-210.360, Florida Administrative Code (F.A.C.), and 
Chapter 403, Florida Statutes (F.S.).  This change is made at the applicant’s request on March 23, 2015.  This 
corrective action does not alter the effective dates of the existing permit. 

The Department of Environmental Protection (Department) will consider the above-noted action final unless a timely 
petition for an administrative hearing is filed pursuant to Sections 120.569 and 120.57, F.S.  Mediation under Section 
120.573, F.S., will not be available for this proposed action. 

Petitions:  A person whose substantial interests are affected by the proposed permitting decision may petition for an 
administrative hearing in accordance with Sections 120.569 and 120.57, F.S.  The petition must contain the 
information set forth below and must be filed (received) by the Agency Clerk in the Department’s Office of General 
Counsel, 3900 Commonwealth Boulevard, MS #35, Tallahassee, Florida 32399-3000, Agency.Clerk@dep.state.fl.us, 
before the deadline.  Petitions filed by the permit applicant or any of the parties listed below must be filed within 14 
days of receipt of this notice.  Petitions filed by any other person must be filed within 14 days of receipt of this 
proposed action.  A petitioner must mail a copy of the petition to the applicant at the address indicated above, at the 
time of filing.  The failure of any person to file a petition within the appropriate time period shall constitute a waiver of 
that person’s right to request an administrative determination (hearing) under Sections 120.569 and 120.57, F.S., or to 
intervene in this proceeding and participate as a party to it.  Any subsequent intervention (in a proceeding initiated by 
another party) will be only at the approval of the presiding officer upon the filing of a motion in compliance with Rule 
28-106.205, F.A.C. 

A petition that disputes the material facts on which the Permitting Authority’s action is based must contain the 
following information:  (a) The name and address of each agency affected and each agency’s file or identification 
number, if known; (b) The name, address, and telephone number of the petitioner; the name, address and telephone 
number of the petitioner’s representative, if any, which shall be the address for service purposes during the course of 
the proceeding; and an explanation of how the petitioner’s substantial interests will be affected by the agency 
determination; (c) A statement of when and how each petitioner received notice of the agency action or proposed 
decision; (d) A statement of all disputed issues of material fact. If there are none, the petition must so indicate; (e) A 
concise statement of the ultimate facts alleged, including the specific facts the petitioner contends warrant reversal or 
modification of the agency’s proposed action; (f) A statement of the specific rules or statutes the petitioner contends 
require reversal or modification of the agency’s proposed action including an explanation of how the alleged facts 
relate to the specific rules or statutes; and, (g) A statement of the relief sought by the petitioner, stating precisely the 
action the petitioner wishes the agency to take with respect to the agency’s proposed action.  A petition that does not 
dispute the material facts upon which the Permitting Authority’s action is based shall state that no such facts are in 
dispute and otherwise shall contain the same information as set forth above, as required by Rule 28-106.301, F.A.C.  

www.dep.state.fl.us 
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NOTICE OF ADMINISTRATIVELY CORRECTED PERMIT 

Because the administrative hearing process is designed to formulate final agency action, the filing of a petition means 
that the permitting authority’s final action may be different from the position taken by it in this notice.  Persons whose 
substantial interests will be affected by any such final decision of the permitting authority on the application have the 
right to petition to become a party to the proceeding, in accordance with the requirements set forth above. 

Judicial Review:  Any party to this permitting decision (order) has the right to seek judicial review of it under Section 
120.68, F.S., by filing a notice of appeal under Rule 9.110 of the Florida Rules of Appellate Procedure with the clerk 
of the Department of Environmental Protection in the Office of General Counsel, Mail Station #35, 3900 
Commonwealth Boulevard, Tallahassee, Florida, 32399-3000, and by filing a copy of the notice of appeal 
accompanied by the applicable filing fees with the appropriate District Court of Appeal.  The notice must be filed 
within 30 days after this order is filed with the clerk of the Department. 

Executed in Tallahassee, Florida 
 
 
 
 
 
For:   
Jeffery F. Koerner, Deputy Director 
Division of Air Resource Management 
 
 
 
JFK/dr/ttm 
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NOTICE OF ADMINISTRATIVELY CORRECTED PERMIT 

 
 
 

CERTIFICATE OF SERVICE 

The undersigned duly designated deputy agency clerk hereby certifies that this Notice of Administratively Corrected 
Permit (including the corrected pages) or a link to these documents available electronically on a publicly accessible 
server, was sent by electronic mail with received receipt requested to the persons listed below: 
 
Mr. William O’Brien, Plant Manager, IHI:  bill.obrien@ihipower.com  
Ms. Maggie Estrada, Vice-President, IHI:  maggie.estrada@ihipower.com  
Mr. Max Lee, Ph.D., P.E., Koogler:  mlee@kooglerassociates.com  
Ms. Kelley Boatwright, Program Administrator, SWD:  kelley.m.boatwright@dep.state.fl.us  
Mr. Justin Green, DEP Siting Office:  justin.b.green@dep.state.fl.us 
Ms. Ana Oquendo, EPA Region 4:  Oquendo.Ana@epamail.epa.gov 
Ms. Natasha Hazziez, EPA Region 4:  hazziez.natasha@epa.gov 
Ms. Lynn Scearce, DEP OPC:  lynn.scearce@dep.state.fl.us 
 
Clerk Stamp 

FILING AND ACKNOWLEDGMENT FILED, on this 
date, pursuant to §120.52(7), Florida Statutes, with the 
designated Department Clerk, receipt of which is hereby 
acknowledged. 
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NOTICE OF ADMINISTRATIVELY CORRECTED PERMIT 

The following permit conditions are revised as indicated.  Strikethrough is used to denote the deletion of text.  Double-
underlines are used to denote the addition of text.  All changes are emphasized with yellow highlight. 

Permit Being Administratively Corrected:  Title V Air Operation Permit No. 0530380-002-AV 

SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS 

Subsection A, Biomass Handling, Storage and Processing (EU 001) 

Emission unit description for the biomass boiler feed system is corrected as follows: 

Biomass Boiler Feed System:  From the fuel storage pile, the fuel is unloaded by twothree reclaim hoppers.  Each 
reclaim hopper is designed to process 100 tons/hour (TPH) of biomass.  Covered conveyors controlled by fabric or bin 
vent filters are used to reduce emission of PM.  The fuel is then transferred to an enclosed building containing a sizing 
screen, magnetic separator and hog mill designed to process 200 TPH of biomass fuel.  A baghouse will be used to 
control emissions of PM.  The biomass fuel will be conveyed to the grate suspension boiler day bins to provide 
biomass fuel to the boiler at a design rate of 200 TPH. 

Condition A.5 is corrected as follows: 

A.5. Baghouse (A-Conveyor):  Based on the preliminary design, the permittee shall operate and maintain a baghouse 
to control PM emissions from the sizing screen, magnetic separator and hog mill enclosure.  The baghouse shall be 
designed and maintained to achieve an outlet dust loading rate of 0.02 grains per dry standard cubic feet (gr/dscf) in 
its exhaust.  Based on the final engineering design needs, additional baghouses may be installed as necessary to 
control fugitive dust from biomass handling, storage and processing emission unit.  The Compliance Authority shall 
be notified 180 days before Brooksville Power Plant becomes operational of any final engineering design changes.  
Should the preliminary design change, the permittee shall provide final design details for all baghouses in the 
application for a Title V air operation permit along with a concurrent modification of this air construction permit.  
[Rule 62-210.200(PTE), F.A.C.; and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

Subsection B, Woody Biomass-Fueled Grate Suspension Boiler (EU 002) 

Conditions B.19 and B.37 are corrected as follows: 

B.19. Visible Emissions.  As determined by COMS, visible emissions shall not exceed 10% opacity (6-minute blocks) 
except for one 6-minute block/hour of 20% opacity during normal operations.  During startups, shutdowns and 
malfunctions, visible emissions shall not exceed 20% opacity (6-minute blocks) except for one 6-minute block/hour 
of 27% opacity.  [Rule 62-204.800 and 62-296.406, F.A.C.; NSPS Subpart Db of 40 CFR 60.43b; and, Permit No. 
0530380-001-AC (PSD-FL-090E).] 

B.37. Stack Test Reports:  In addition to the information required in Rule 62-297.310(8), F.A.C., each stack test report 
shall also include the following information:  steam production rate (lb/hour), heat input rate (MMBtu/hour), 
calculated fuel firing rate (tons/hour, gallons/hour and millions of scf/hour as appropriate) and emission rates (NH3 
slip in ppmvd @ 7% O2; and PM, VOC, SAM and in lb/hour).  SO2, CO and NOX CEMS data along with COMS 
opacity data during stacking testing shall also be included thein each stack test report.  [Permit No. 0530380-001-
AC (PSD-FL-090E)] 

Subsection C, Ash Handling, Storage and Shipment (EU 003) 

Emission unit description for the fly ash handling system is corrected as follows: 

The fly ash handling system consists of enclosed hoppers, drop points and conveyors associated with the collection and 
transfer of fly ash to onetwo storage bins from the ESP.  The ESP is used to control emissions of PM from the biomass 
boiler.  An enclosed conveyor is used to transport the fly ash from the ESP to the ash storage bins.  The storage bins 
areis equipped with a bin vent filters to minimize any PM emissions from the transfer operations.  The fly ash 
shipment system consists of drop points and chutes associated with the transfer of the fly ash from the storage bins to 
trucks for shipment to the co-located cement plant for use in its kilns or for removal of the ash off-site. 
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SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS. 
Subsection A.  Emissions Unit 001 

The specific conditions in this section apply to the following emissions unit: 

EU No. Brief Description 
001 Biomass Handling, Storage and Processing 

This emission unit consists of the following three primary components: 

Biomass Receiving and Conveyance System:  The biomass fuel is delivered by truck to the site.  The fuel is unloaded 
by trucks with a self-unloading, walking floor design, to four receiving hoppers and conveyed to a magnetic separator, 
sizing screen, and mill, for reduction of oversize biomass.  The four open hoppers are designed to receive 150 tons per 
hour (TPH) of biomass fuel.  A conveyor will be used to transfer the woody biomass fuel from the unloading area to a 
covered conveyor system and then sent to the biomass (fuel) storage pile. 
Biomass Storage Pile:  The fuel storage pile is designed to accommodate approximately 40,000 tons of biomass fuel at 
a nominal 60 feet in height.  The fuel pile is managed using a combination of automated stackers and mobile equipment, 
such as front-end loaders.   
Biomass Boiler Feed System:  From the fuel storage pile, the fuel is unloaded by two reclaim hoppers.  Each reclaim 
hopper is designed to process 100 TPH of biomass.  Covered conveyors controlled by fabric or bin vent filters are used 
to reduce emission of PM.  The fuel is then transferred to an enclosed building containing a sizing screen, magnetic 
separator and hog mill designed to process 200 TPH of biomass fuel.  A baghouse will be used to control emissions of 
PM.  The biomass fuel will be conveyed to the grate suspension boiler day bins to provide biomass fuel to the boiler at 
a design rate of 200 TPH. 
{Permitting Note:  This emissions unit is regulated under Rules 62-210.300 (Permits Required) and 62-296.320 (General 
Pollutant Emission Limiting Standards), F.A.C.} 

Essential Potential to Emit (PTE) Parameters 

A.1. Design Capacity.  The woody biomass storage area shall be designed for approximately 40,000 tons of woody 
biomass at a height of approximately 60 feet.  Biomass placed in the pile will be largely managed by mechanical means.  
The storage pile shall be on level, impervious ground and contoured to minimize wind erosion.  The biomass in the pile 
shall be managed on a first-in-first-out basis.  The biomass will then be taken by covered conveyors to the boiler day 
bins and from there to the grate-suspension boiler.  Wet suppression shall only be used as necessary to control fugitive 
dust emissions otherwise it shall be maintained dry for use as a fuel.  [Permit No. 0530380-001-AC (PSD-FL-090E)] 

A.2. Emissions Unit Operating Rate Limitation After Testing.  See the related testing provisions in Appendix TR, 
Facility-wide Testing Requirements.  [Rule 62-297.310(2), F.A.C.] 

A.3. Methods of Operation – Fuels.  The fuel to be received, handled, stored and processed shall consist of woody 
biomass as defined in the Appendix BMP of this permit.  Municipal Solid Waste (MSW), other than pre-processed yard 
waste, is prohibited from use at this facility.  Inspection and testing procedures described in Appendix BMP shall be 
followed to ensure that appropriate woody biomass is used as fuel and that prohibited MSW is not used as fuel.  [Rules 
62-204.800, F.A.C.; NSPS Subpart Eb of 40 CFR 60.51b. (Definitions); and, Permit No. 0530380-001-AC (PSD-FL-
090E)] 

A.4. Hours of Operation.  This emissions unit may operate continuously (8,760 hours/year).  [Rule 62-210.200(PTE), 
F.A.C., and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

Control Technology 

A.5. Baghouse (A-Conveyor):  Based on the preliminary design, the permittee shall operate and maintain a baghouse 
to control PM emissions from the sizing screen, magnetic separator and hog mill enclosure.  The baghouse shall be 
designed and maintained to achieve an outlet dust loading rate of 0.02 grains per dry 
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SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS. 
Subsection A.  Emissions Unit 001 

standard cubic feet (gr/dscf) in its exhaust.  [Rule 62-210.200(PTE), F.A.C.; and, Permit No. 0530380-001-AC 
(PSD-FL-090E) and 0530380-005-AV.] 

Emission Limitations and Standards 

{Permitting Note:  The attached Table 1, Summary of Air Pollutant Standards, summarizes information for convenience 
purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

Unless otherwise specified, the averaging times for Specific Conditions A.6 and A.7 are based on the specified averaging 
time of the applicable test method. 

A.6. Fugitive Visible Emissions.  As determined by EPA Method 9, visible emissions shall not exceed 10% opacity, 
except for one 6 minute period no greater than 20% from the outlets of the drop points, transfer points, vent screens and 
dust collectors associated with this emission unit.  [Permit No. 0530380-001-AC (PSD-FL-090E)] 

A.7. Baghouse (A-Conveyor) Visible Emissions.  As determined by EPA Method 9, visible emissions from the 
baghouse shall not exceed 5% opacity.  [Permit No. 0530380-001-AC (PSD-FL-090E)] 

Monitoring of Operations 

A.8. Best Management Practices (BMP) Plan.  A BMP plan shall be utilized to minimize fugitive PM emissions from 
biomass handling, storage and processing of woody biomass.  BMP shall be utilized to reduce the potential for 
spontaneous combustion of stored woody biomass and odors.  The BMP plan is contained in Appendix BMP of this 
permit.  This plan also includes quality assurance and quality control (QA/QC) procedures to ensure woody biomass 
delivered by vendors and suppliers to the Brooksville Power Plant facility meet the requirements given in the BMP plan.   

{Permitting Note:  PM emissions from this emissions unit during operation of the Brooksville Power Plant facility 
are estimated to be approximately 4.6 tons in any consecutive twelve month period; of this amount approximately 
0.9 tons are PM10.} 
[Rule 62-296.320, F.A.C.; and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

Test Methods and Procedures 

{Permitting Note:  The attached Table 2, Summary of Compliance Requirements, summarizes information for 
convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

A.9. Test Methods.  When required, tests shall be performed in accordance with the following reference methods:  

Method Description of Method and Comments 
9 Visual Determination of the Opacity of Emissions from Stationary Sources 

 The above methods are described in 40 CFR 60, Appendix A, and adopted by reference in Rule 62-204.800, F.A.C.  
No other methods may be used unless prior written approval is received from the Department.  [Rule 62-297.401, 
F.A.C.; and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

A.10. Common Testing Requirements.  Unless otherwise specified, tests shall be conducted in accordance with the 
requirements and procedures specified in Appendix TR, Facility-Wide Testing Requirements, of this permit.  [Rule 62-
297.310, F.A.C.] 

A.11. Annual Compliance Tests Required.  During each federal fiscal year (October 1st to September 30th), the outlets 
of the drop points, transfer points, the silo vent screens associated with the fuel bins and the baghouses of this emissions 
unit shall be tested to demonstrate compliance with the emissions standards for opacity.  The annual compliance test 
shall be used in lieu of the compliance tests prior to renewal.  [Rule 62-297.310(7)(a)4, F.A.C.]
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SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS. 
Subsection B.  Emissions Unit 002 

B.18. Ammonia Slip.  As determined by CTM-027, NH3 slip emissions shall not exceed 10 ppmvd at 7% O2.  [Permit 
No. 0530380-001-AC (PSD-FL-090E)] 

B.19. Visible Emissions.  As determined by COMS, visible emissions shall not exceed 10% opacity (6-minute blocks) 
except for one 6-minute block/hour of 20% opacity during normal operations.  During startups, shutdowns and 
malfunctions, visible emissions shall not exceed 20% opacity (6-minute blocks) except for one 6-minute block/hour 
of 27% opacity.  [Rule 62-204.800 and 62-296.406, F.A.C.; NSPS Subpart Db of 40 CFR 60.43b; and, Permit Nos. 
0530380-001-AC (PSD-FL-090E) and 0530380-005-AC.] 

Excess Emissions 

Rule 62-210.700 (Excess Emissions), F.A.C. cannot vary any requirement of an NSPS, NESHAP or Acid Rain program 
provision. 

B.20. Excess Emissions Allowed – Opacity Requirements.  During startup, shutdown and malfunctions, the stack 
opacity shall not exceed 20% based on 6-minute block averages, except for one 6-minute block/hour that shall not 
exceed 27% opacity.  {Permitting Note:  As provided by the authority in Rule 62-210.700(5), F.A.C., this condition 
supersedes the provisions in Rule 62-210.700(1), F.A.C.}   
[Rule 62-210.700(5), and 62-210.200(PTE), F.A.C.; and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

B.21. Excess Emissions Prohibited.  Excess emissions which are caused entirely or in part by poor maintenance, poor 
operation, or any other equipment or process failure which may reasonably be prevented during startup, shutdown 
or malfunction shall be prohibited.  [Rule 62-210.700(4), F.A.C.; and, Permit No. 0530380-001-AC (PSD-FL-
090E)] 

B.22. Emission Limit Compliance and Excess Emission:  Because of the long-term nature of all of the SO2, NOX, and 
CO CEMS-based mass emission rate (i.e. lb/hour) limits, all emissions data for these pollutants, including periods 
of startup, shutdown and malfunction, shall be included in any compliance determinations based on CEMS data.  
[Rules 62-4.070(3), 62-210.200(PTE) and 62-210.700(4), F.A.C.] 

B.23. Malfunction Notifications:  In case of excess emissions resulting from malfunctions, each owner or operator 
shall notify the Compliance Authority.  If the permittee is temporarily unable to comply with any of the conditions 
of the permit due to breakdown of equipment or destruction by hazard of fire, wind or by other cause, the permittee 
shall immediately (within one working day) notify the Compliance Authority.  Notification shall include pertinent 
information as to the cause of the problem, and what steps are being taken to correct the problem and to prevent its 
recurrence, and where applicable, the owner’s intent toward reconstruction of destroyed facilities.  Such notification 
does not release the permittee from any liability for failure to comply with Department rules.  If requested by the 
Compliance Authority, the owner or operator shall submit a quarterly written report describing the malfunction.  
[Rules 62-4.130 and 62-210.700(6), F.A.C. ; and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

B.24. Operating Procedures:  The emission standards established by this permit rely on “good combustion practices” 
to reduce emissions.  Therefore, all operators and supervisors shall be properly trained to operate and maintain the 
steam generating unit and pollution control systems in accordance with the guidelines and procedures established by 
each manufacturer.  The training shall include good combustion practices as well as methods of minimizing excess 
emissions.  [Permit No. 0530380-001-AC (PSD-FL-090E)] 

Monitoring of Operations 

B.25. CAM Plan.  This emissions unit is subject to the CAM requirements contained in the attached Appendix CAM.  
Failure to adhere to the monitoring requirements specified does not necessarily indicate an exceedance of a specific 
emissions limitation; however, it may constitute good reason to require compliance testing pursuant to Rule 62-
297.310(7)(b), F.A.C.  [40 CFR 64; and, Rules 62-204.800 and 62-213.440(1)(b)1.a., F.A.C.] 
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SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS. 
Subsection B.  Emissions Unit 002 

Authority:   

Report Reporting Deadline Related Condition 
Quarterly SO2, CO, NOX and Opacity Emissions Report Quarterly B.38. 

 [Rule 62-213.440(1)(b), F.A.C.] 

B.36. Monthly Operations Summary:  By the tenth calendar day of each month, the permittee shall record the following 
for each fuel used in the biomass boiler in a written or electronic log for the previous month of operations:  hours of 
operation; tons of clean woody biomass, gallons of ULSD fuel oil; millions of scf of pipeline natural gas; pounds of 
steam/month; total heat input rate; and the updated 12-month rolling totals for each of these operating parameters.  
In addition, the 4-hour average heat input rate to the biomass boiler shall be recorded and reported.  The Monthly 
Operations Summary shall be maintained on site and made available for inspection when requested by the 
Department.  [Permit No. 0530380-001-AC (PSD-FL-090E)] 

B.37. Stack Test Reports:  In addition to the information required in Rule 62-297.310(8), F.A.C., each stack test report 
shall also include the following information:  steam production rate (lb/hour), heat input rate (MMBtu/hour), 
calculated fuel firing rate (tons/hour, gallons/hour and millions of scf/hour as appropriate) and emission rates (NH3 
slip in ppmvd @ 7% O2; and PM in lb/hour).  SO2, CO and NOX CEMS data along with COMS opacity data during 
stacking testing shall also be included in each stack test report.  [Permit Nos. 0530380-001-AC (PSD-FL-090E) and 
0530380-005-AV.] 

B.38. Quarterly SO2, CO, NOX and Opacity Emissions Report:  Within 30 days following the end of each quarter, the 
permittee shall submit a report to the Compliance Authority summarizing SO2, CO, NOX and opacity emissions 
including periods of startups, shutdowns, malfunctions, and CEMS and COMS systems monitor availability for the 
previous quarter.  If opacity COMS data is excluded from a compliance determination during the quarter due to a 
malfunction, the permittee shall include a description of the malfunction, the actual emissions recorded, and the 
actions taken to correct the malfunction in the quarterly report.  After the first full four quarters of operation, the 
permittee may request approval from the Compliance Authority to submit these reports on a semiannual basis.  See 
Figure 1 in 40 CFR 60,7(d) for reporting format.  [Rules 62-4.130, and 62-210.400(5)(c), F.A.C.; and, Permit No. 
0530380-001-AC (PSD-FL-090E)] 

B.39. Fuel Records.  The permittee shall record and maintain records of the amounts of each fuel combusted during 
each day and calculate the annual capacity factor individually for ULSD fuel oil, natural gas, and wood for the 
reporting period. The annual capacity factor is determined on a 12-month rolling average basis with a new annual 
capacity factor calculated at the end of each calendar month.  [Rule 62-204.800, F.A.C.; and, NSPS Subpart Db of 
40 CFR 60.49b] 

B.40. NOX Emissions Records.  The permittee shall maintain records of the following information for each steam 
generating unit operating day: 
a. Calendar date; 
b. The average hourly NOX emission rates (expressed as NO2) (lb/MMBtu heat input) measured or predicted; 
c. The 30-day average NOX emission rates (lb/MMBtu heat input) calculated at the end of each steam generating 

unit operating day from the measured or predicted hourly NOX emission rates for the preceding 30 steam 
generating unit operating days; 

d. Identification of the steam generating unit operating days when the calculated 30-day average NOX emission 
rates are in excess of the NOX emissions standards in Condition B.11.b, with the reasons for such excess 
emissions as well as a description of corrective actions taken; 

e. Identification of the steam generating unit operating days for which pollutant data have not been obtained, 
including reasons for not obtaining sufficient data and a description of corrective actions taken; 

f. Identification of the times when emission data have been excluded from the calculation of average emission 
rates and the reasons for excluding data; 

g. Identification of “F” factor used for calculations, method of determination, and type of fuel combusted; 
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SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS. 
Subsection C.  Emissions Unit 003 

Subsection C.  The specific conditions in this section apply to the following emissions units: 

EU No. Brief Description 
003 Ash Handling, Storage and Shipment 

The combustion of biomass in the converted boiler will result in the formation of bottom and fly ash.  Bottom ash is 
collected from the boiler by a submerged drag-chain conveyor, which delivers the wet ash to a storage area.  The 
storage area is located on a level and impervious surface surrounded on three sides by retaining walls.  The bottom ash 
is handled in the storage area using mechanical means such as front-end loaders.  The bottom ash will be sent daily to 
the co-located cement plant for use in its kilns or shipped off site for disposal. 

The fly ash handling system consists of enclosed hoppers, drop points and conveyors associated with the collection and 
transfer of fly ash to one storage bin from the ESP.  The ESP is used to control emissions of PM from the biomass 
boiler.  An enclosed conveyor is used to transport the fly ash from the ESP to the ash storage bin.  The storage bin is 
equipped with a bin vent filter to minimize any PM emissions from the transfer operations.  The fly ash shipment 
system consists of drop points and chutes associated with the transfer of the fly ash from the storage bin to trucks for 
shipment to the co-located cement plant for use in its kilns or for removal of the ash off-site. 

{Permitting Note:  This emission unit is regulated under Rule 62-210.300, Permits Required; and Rule 62-212.400(Avoid 
PSD), F.A.C., PSD.} 

Essential Potential to Emit (PTE) Parameters 

C.1. Hours of Operation.  This emissions unit may operate continuously (8,760 hours/year).   
[Rule 62-210.200(PTE), F.A.C.; and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

C.2. Emissions Unit Operating Rate Limitation After Testing.  See the related testing provisions in Appendix TR, 
Facility-wide Testing Requirements.  [Rule 62-297.310(2), F.A.C.] 

Control Technology 

C.3. Air Pollution Control Equipment.  To comply with the emission standards of this subsection, the permittee shall 
operate the following air pollution control equipment on the ash (fly and bottom) handling, storage and shipment 
emission unit. 

a. Enclosures and Dust Collectors.  To minimize fugitive PM, bottom and fly ash conveyors shall be covered.  
Where practical, dust collectors shall be operated on the bottom ash and fly ash transfer points, drop points, 
hoppers and chutes.   

b. Fly Ash Storage Bins.  Bin vent filters shall be installed and maintained to remove PM from the fly ash storage 
bins exhaust.   

c. Bottom Ash Storage Area.  The procedures described in the BMP plan provided in Appendix BMP of this permit 
regarding the bottom ash storage area shall be followed to minimize fugitive dust emissions and odors from the 
bottom ash storage area. 

d. Dust Collectors, Bin Vent Filters and Baghouses.  Dust collectors, bin vent filters and baghouses shall be 
designed to achieve a PM emission rate of 0.020 gr/dscf or less.   

[Rule 62-210.200(PTE), F.A.C.; and, Permit No. 0530380-001-AC (PSD-FL-090E)] 

Emission Limitations and Standards 

{Permitting Note:  The attached Table 1, Summary of Air Pollutant Standards, summarizes information for 
convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.} 

Unless otherwise specified, the averaging time for Specific Condition C.4 is based on the specified averaging time of 
the applicable test method. 
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