Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms


or conditions of this permit.

E.U. ID No.
 Brief Description


-004
No. 7 Sulfuric Acid Plant

-005
No. 8 Sulfuric Acid Plant

-006
No. 9 Sulfuric Acid Plant

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-004
	VE
	
	9
	FFY
	FFY
	1 hour
	
	III. A.7. & A.8.

	
	SO2
	
	8 
	FFY
	FFY
	1 hour
	Yes
	III. A.7., A.8., & A.11.

	
	H2SO4 acid mist
	
	8
	FFY
	FFY
	1 hour
	
	III. A.7. & A.8.

	
	
	
	
	
	
	
	
	

	-005
	VE
	
	9
	FFY
	FFY
	1 hour
	
	III. A.7. & A.8.

	
	SO2
	
	8 
	FFY
	FFY
	1 hour
	Yes
	III. A.7., A.8., & A.11.

	
	H2SO4 acid mist
	
	8
	FFY
	FFY
	1 hour
	
	III. A.7. & A.8.

	
	
	
	
	
	
	
	
	

	-006
	VE
	
	9
	FFY
	FFY
	1 hour
	
	III. A.7. & A.8.

	
	SO2
	
	8 
	FFY
	FFY
	1 hour
	Yes
	III. A.7., A.8., & A.11.

	
	H2SO4 acid mist
	
	8
	FFY
	FFY
	1 hour
	
	III. A.7. & A.8.

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description


-007
No. 6 Granulation Ammoniated Phosphate (AP) Plant

-008
Reserved

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-007
	PM
	
	5
	FFY
	FFY
	1 hour
	
	III. B.6. & B.7.

	
	F (Fluoride)
	
	13A or 13B
	FFY
	FFY
	1 hour
	
	III. B.6. & B.7.

	
	Starting no later than the Compliance Date, June 20, 2002, test annually for compliance with 40 CFR 63, Subpart BB.

	
	VE
	Gas/Oil
	9
	FFY
	FFY
	30 minutes
	
	III. B.6. & B.7.

	
	SO2
	No. 2 
	fuel analysis, 
	FFY
	FFY
	
	
	III. B.8. & B.15.

	
	
	Fuel Oil
	and sampling
	
	
	
	
	

	
	Mass flow
	
	Alternative
	
	
	
	
	III. B.23.

	
	Pressure drop (min)
	
	Monitoring Plan
	
	
	
	Yes
	III. B.24.A.

	
	Flow rate
	
	Admin Order No.
	
	
	
	
	III. B.24.B.

	
	Fan amperage
	
	03-C-AP.
	
	
	
	
	III.B.24.C.

	-008
	
	
	Reserved
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description (Continued from previous page)
-007
No. 6 Granulation Ammoniated Phosphate (AP) Plant

-008
Reserved

	Pollution Control Equipment
	Parameter
	Minimum/Maximum Limitation
	Units
	Averaging Time

	RGCV Venturi Scrubber
	Flow
	690*
	GPM
	Daily Average

	
	Pressure Drop
	**
	H2O inch w.g.
	Daily Average

	
	Fan Amperage
	***
	Amp
	Daily Average

	Dryer Venturi Scrubber
	Flow
	710*
	GPM
	Daily Average

	
	Pressure Drop
	**
	H2O inch w.g.
	Daily Average

	
	Fan amperage
	***
	Amp
	Daily Average

	RGCV Tailgas Scrubber
	Flow
	830*
	GPM
	Daily Average

	
	Pressure Drop
	3**
	H2O inch w.g.
	Daily Average

	
	Fan amperage
	***
	Amp
	Daily Average

	Dryer Tailgas Scrubber
	Flow
	720*
	GPM
	Daily Average

	
	Pressure Drop
	1**
	H2O inch w.g.
	Daily Average

	
	Fan amperage
	***
	Amp
	Daily Average

	Cooler Venturi Scrubber
	Flow
	1658 / 2488
	GPM
	3-hour average

	
	Pressure Drop
	15.4 / 23.1
	H2O inch w.g.
	3-hour average


(Allowable range for daily averages of *min/max flow, **minimum pressure drop, *** min/max fan amperage for the RGCV Venturi Scrubber and the RGCV Tower Tailgas Scrubber shall be required per Administrative Order No. 03-C-AP dated 01/05/2004 for alternative monitoring plan for this facility.  Allowable range for the 3-hour average of *minimum/maximum flow shall be required per Compliance Assurance Monitoring (CAM) plan.  The parameters for these scrubbers shall be monitored when the No. 6 Granulation Ammoniated Phosphate (AP) Plant is in operation.  The numbers in the table are carried over from previous permit and this permit for information only, not permit limits).

Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description



-022
No. 3 MAP Plant

-023
No. 4 MAP Plant

-024
South Cooler

-034
Reserved

-102
Reserved

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-022, 023, 024
	F (Fluoride)
	
	13A or 13B
	annual
	FFY
	1 hour
	
	III. D.6. & D.7.

	
	Starting no later than the Compliance Date, June 20, 2002, test annually for compliance with 40 CFR 63, Subpart BB.

	
	PM
	
	5
	FFY
	FFY
	1 hour
	
	III. D.6. & D.7.

	
	VE
	gas
	9
	FFY
	FFY
	30 minutes
	
	III. D.6. & D.7.

	
	Ammonia
	
	Modified 16
	FFY
	FFY
	1 hour
	
	III. D.6. & D.7.

	
	Pressure drop
	
	Alternative
	
	
	
	
	III. D.15. & D.18.A.

	
	Water flow rate
	
	Monitoring Plan
	
	
	
	
	III. D.15. & D.18.B.

	
	Mass Flow 
	
	Admin Order No.
	
	
	
	
	III. D.17

	
	Fan amperage
	
	03-C-AP
	
	
	
	
	III. D.18.C.

	-034 and 102
	
	
	Reserved
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description (Continued from previous page)
-022
No. 3 MAP Plant

-023
No. 4 MAP Plant

-024
South Cooler

-034
Reserved

-102
Reserved

	Pollution Control Equipment
	Parameter
	Min/Max Limitation
	Units
	Averaging Time

	#3 MAP Arco Scrubber
	Flow (recirculation)
	230*
	GPM
	Daily average

	
	Flow (make-up)
	20*
	GPM
	Daily average

	#4 MAP Arco Scrubber
	Flow (recirculation)
	230*
	GPM
	Daily average

	
	Flow (make-up)
	20*
	GPM
	Daily average

	South Cooler Scrubber
	Flow (recirculation)
	630*
	GPM
	Daily average

	
	Flow (make-up)
	90*
	GPM
	Daily average

	
	Pressure Drop
	10**
	“H2O
	Daily average

	#3 MAP Arco & Chemco Combined
	Pressure Drop
	18**
	“H2O
	Daily average

	#4 MAP Arco & Chemco Combined
	Pressure Drop
	18**
	“H2O
	Daily average

	#3 MAP Chemco
	Flow
	960*
	GPM
	Daily average

	#4 MAP Chemco
	Flow
	960*
	GPM
	Daily average

	#3 MAP Arco & Chemco Combined
	Fan Amperage
	***
	Amp
	Daily average

	#4 MAP Arco & Chemco Combined
	Fan Amperage
	***
	Amp
	Daily average

	South Cooler Scrubber
	Fan Amperage
	***
	Amp
	Daily average


(Allowable range for daily averages of *min/max flow, **minimum pressure drop, *** min/max fan amperage for the Arco, Chemco and South Cooler scrubbers shall be required per Administrative Order No. 03-C-AP dated 01/05/2004, alternative monitoring plan for NESHAP applicable emission units, for this facility.  The parameters for these scrubbers shall be monitored when the No. 3 & 4 MAP plants and South cooler are in operation.  The numbers in the table are carried over from previous permit for information only, not permit limits)

Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description



-043
Auxiliary Steam Boiler

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	
	
	
	
	
	
	
	
	

	-043
	VE
	oil/gas
	9
	FFY
	FFY
	30 minutes
	
	III. G.5. & G.6.

	
	SO2
	No. 2 
	fuel analysis, 
	FFY
	FFY
	
	
	III. G.7.

	
	
	Fuel Oil
	and sampling
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description



-051
West Bag Filter

-052
South Baghouse Bagfilter
-053
Vessel Loading System -- Tower Baghouse Exhaust Bagfilter

-058
Building #6 Belt to Conveyor #7 Transfer Point Baghouse
-059
Conveyor #7 to Conveyor #8 Transfer Point with Baghouse

-060
Conveyor #7 8 to Conveyor #8 9 Transfer Point with Baghouse

-061
East Vessel Loading Facility -- Shiphold/Chokefeed

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-051, 052, 053
	PM
	
	5
	FFY
	FFY
	1 hour
	
	Waived per Condition

	058, 059, 060
	
	
	
	
	
	
	
	H.6.

	061
	VE
	
	9
	FFY/daily
	FFY
	30 minutes
	
	III. H.7., H.8., & H.10.

	
	
	
	
	within 30 
	
	
	
	III. H.8. & H.9.

	
	
	
	
	days of 
	
	
	
	

	
	
	
	
	changing dust
	
	
	
	

	
	
	
	
	suppression
	
	
	
	

	
	Pressure drop
	
	
	
	
	
	
	III. H.11. &H.13.

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms


or conditions of this permit.

E.U. ID No.
 Brief Description



-055
  No. 5 DAP Granulation Plant

-063

Molten Sulfur Storage and Handling System -- Tanks #1, 2, and 3

-066

Molten Sulfur Storage and Handling System -- Pit#7

-067

Molten Sulfur Storage and Handling System -- Pit#8

-068

Molten Sulfur Storage and Handling System -- Pit#9

-074

Molten Sulfur Storage and Handling System -- Truck Loading Station

	
	Pollutant Name
	
	Compliance
	Testing
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-055
	PM
	
	5
	FFY
	FFY
	1 hour
	
	III. I.7. & I.8.

	
	VE
	Oil/gas
	9
	FFY
	FFY
	30 minutes
	
	III. I.7. & I.8.

	
	F (Fluorides)
	
	13A or 13B
	FFY
	FFY
	1 hour
	
	III. I.7. & I.8.

	
	Ammonia
	
	Modified 6
	FFY
	FFY
	1 hour
	
	III. I.7. & I.8.

	
	SO2
	Fuel oil
	fuel analysis, 
	FFY /five
	FFY /
	
	
	III. I.7., I.8., I.9., & I.10.

	
	
	
	and sampling
	years
	240 days prior
	
	
	

	
	
	
	
	
	to exp. date
	
	
	

	
	Pressure drop
	
	Alternative
	
	
	
	Yes
	III. I.22 & I.25.A.

	
	Liquid flow rate
	
	Monitoring Plan
	
	
	
	
	III. I.22 & I.25.B.

	
	Mass flow rate
	
	Admin Order No.
	
	
	
	
	III. I.24.

	
	Fan amperage
	
	03-C-AP
	
	
	
	
	III. I.25.C.

	-063, 
	PM
	
	5
	five years
	240 days prior
	1 hour
	
	III. J.5., J.6., & J.7.

	066, 067, 068,
	
	
	
	
	to exp.date
	
	
	

	074
	VE
	
	DEP Method 9
	five years
	240 days prior
	30 minutes
	
	III. J.5., J.6., & J.7.

	
	
	
	
	
	to exp. date
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms


or conditions of this permit.

E.U. ID No.
 Brief Description (Continued from previous Page)
-055
No. 5 DAP Plant

-063
Molten Sulfur Storage -- Tank #1

-064 
Molten Sulfur Storage -- Tank #2

-065 
Molten Sulfur Storage -- Tank #3

-066 
Molten Sulfur Storage -- Pit #7

-067 
Molten Sulfur Storage -- Pit #8

-068 
Molten Sulfur Storage -- Pit #9

-069 
Molten Sulfur Storage -- Ship Unloading

	Pollution Control Equipment
	Parameter
	Minimum/Maximum Limitation
	Units
	Averaging Time

	RGCE Tail Gas Scrubber
	Pressure Drop
	3**
	“H2O
	Daily Average

	RGCE Tail Gas Scrubber
	Fan Amperage
	***
	Amps
	

	Dryer Tail Gas Scrubber
	Pressure Drop
	3**
	“H2O
	3 hr

	Dryer Tail Gas Scrubber
	Fan Amperage
	***
	Amps
	

	Total to RGCE and Dryer
	Flow
	3,400*
	GPM
	3 hr

	RG Venturi Scrubber
	Pressure Drop
	8**
	“H2O
	3 hr

	
	Flow
	780*
	GPM
	3 hr

	
	Fan Amperage
	***
	Amps
	

	CE Venturi Scrubber
	Pressure Drop
	6**
	“H2O
	3 hr

	
	Flow
	590*
	GPM
	3 hr

	
	Fan Amperage
	***
	Amps
	

	Dryer Venturi Scrubber
	Pressure Drop
	9**
	“H2O
	3 hr

	
	Flow
	580*
	GPM
	3 hr

	
	Fan Amperage
	***
	Amps
	


(Allowable range for daily averages of *min/max flow, **minimum pressure drop, *** min/max fan amperage for the RG, CE & Dryer Venturi Scrubbers, the RGCE Tail Gas Scrubber and Dryer Tail Gas Scrubber shall be required per Administrative Order No. 03-C-AP dated 01/05/2004, alternative monitoring plan for NESHAP applicable emission units, for this facility.  The parameters for these scrubbers shall be monitored when the No. 5 MAP plant and is in operation.  The numbers in the table are carried over from previous permit for information only, not permit limits)

Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms


or conditions of this permit.

E.U. ID No.
 Brief Description



-070
Reserved

-071
Reserved

-072 
Reserved

-073 
Phosphoric Acid Production Facility

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-070, 071
	
	
	Reserved
	
	
	
	
	

	-072
	
	
	Reserved
	
	
	
	
	

	-073
	F (Fluorides)
	
	13A or 13B
	FFY
	FFY
	1 hour
	
	III. M.3. & M.4.

	
	Starting no later than the Compliance Date, June 20, 2002, test annually for compliance with 40 CFR 63, Subpart AA.

	
	Pressure drop
	
	
	
	
	
	Yes
	III. M.14 & M.17.A..

	
	Liquid flow rate
	
	
	
	
	
	
	III. M.14 & M.17B.

	
	Fan Amperage
	
	
	
	
	
	
	III. M.17.C.

	
	Mass flow rate
	
	
	
	
	
	
	III. M.16.

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description (Continued from previous page)
-070
Reserved

-071
Reserved

-072 
Reserved

-073 
Phosphoric Acid Production Facility

	Pollution Control Equipment
	Parameter
	Minimum Limitation
	Units
	Averaging Time

	Teller Packed-Bed
	Flow (sprays)
	510*
	GPM
	Daily Average

	
	Flow (packing)
	600*
	GPM
	3 hr

	
	Pressure Drop
	2**
	“H2O
	3 hr

	
	Fan Amperage
	***
	Amps
	

	VESCOR
	Flow (sprays)
	130*
	GPM
	3 hr

	
	Flow (venturi)
	1,200
	GPM
	3 hr

	
	Pressure Drop
	2**
	“H2O
	3 hr

	
	Fan Amperage
	***
	Amps
	

	VESCOR replica
	Flow
	1,100*
	GPM
	3 hr

	
	Pressure Drop
	2**
	“H2O
	3 hr

	
	Fan Amperage
	***
	Amps
	


(Allowable range for daily averages of *min/max flow, **minimum pressure drop, *** min/max fan amperage for the Teller Packed Bed, VESCOR, and VESCOR replica scrubbers shall be required per Administrative Order No. 03-C-AP dated 01/05/2004, alternative monitoring plan for NESHAP applicable emission units, for this facility.  The parameters for these scrubbers shall be monitored when the phosphoric acid production facility is in operation.  The numbers in the table are carried over from previous permit for information only, not permit limits)

Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description



-078 
Animal Feed Ingredient Plant No. 1

-103
Animal Feed Ingredient Plant No. 2 (Under Construction Per 0570008-036-AC/PSD-FL-315)

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-078 & -103
	PM
	Oil/Gas
	5
	FFY
	FFY
	1 hour
	
	III. N.7. & N.9.

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	F (Fluorides)
	
	13A or 13B
	FFY
	FFY
	1 hour
	
	III. N.7. & N.8.

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	VE
	
	9
	FFY
	FFY
	30 minutes
	
	III. N.7. & N.9.

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	SO2
	No. 2 
	fuel analysis, 
	FFY
	FFY
	
	
	III. N.3. & N.12.

	
	
	Fuel Oil
	and sampling
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	Pressure drop
	
	
	
	
	
	
	III. N.13.

	
	Liquid flow rate
	
	
	
	
	
	
	III. N.13.

	
	Liquid pressure
	
	
	
	
	
	
	III. N.13.

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.

	               **CMS [=] continuous monitoring system


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description (Continued from previous page)
-078 
Animal Feed Ingredient Plant No. 1

-103
Animal Feed Ingredient Plant No. 2 (Under Construction Per 0570008-036-AC/PSD-FL-315)

	Pollution Control Equipment
	Parameter
	Minimum Limitation
	Units
	Averaging Time

	Granulation Plant Scrubber
	Flow 
	600
	GPM
	24 hr

	
	Pressure Drop
	15*
	“H2O
	24 hr

	Defluorination Scrubber
	Flow
	260
	GPM
	24 hr

	
	Pressure Drop
	2
	“H2O
	24 hr


*The venturi/cyclonic scrubber shall be operated at a minimum pressure drop of 15 inches of water.  Instances may occur such as low operating rates during which the total pressure drop across the venturi/cyclonic scrubber may be less than the normal rate minimum of 15 inches of water.

Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description



-079 
Diatomaceous Earth Silo

-080 
Limestone Silo

-081 
Animal Feed Plant Loadout System

	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-079, 080, 081
	PM
	
	5
	FFY
	FFY
	1 hour
	
	Waived per Condition

	
	
	
	
	
	
	
	
	N.6.

	
	
	
	
	
	
	
	
	

	
	VE
	
	9
	FFY
	FFY
	30 minutes
	
	III. N.9.

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	Pressure drop
	
	
	
	
	
	
	III. N.14.

	
	
	
	
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.
	
	
	
	
	initial

	               **CMS [=] continuous monitoring system
	
	
	
	
	compliance test


Table 2-1, Summary of Compliance Requirements






Mosaic Fertilizer, LLC.






Revised DRAFT Permit Revision No. 0570008-051-AV

Riverview Facility







(Title V Permit No.:  0570008-045-AV)

Facility ID No.:  0570008

This table summarizes information for convenience purposes only.  This table does not supersede any of the terms

or conditions of this permit.

E.U. ID No.
 Brief Description



-075
AP Storage Building No. 2

-076
AP Storage Building No. 4

-077
AP Truck Loading Station

-109
Clarifier & Storage Tanks
	
	Pollutant Name
	
	Compliance
	Testing Time
	Testing 
	Min. Compliance
	
	See Permit

	E.U. ID No.
	or Parameter
	Fuel(s)
	Method
	Frequency
	Date *
	Test Duration
	CMS**
	Condition(s)

	-075
	VE
	
	9
	FFY
	FFY
	30-minutes
	
	III.R.6.

	
	
	
	
	
	
	
	
	

	-076
	VE
	
	9
	FFY
	FFY
	30-minutes
	
	III.R.6.

	
	
	
	
	
	
	
	
	

	-077
	VE
	
	9
	FFY
	FFY
	30-minutes
	
	III.S.6.

	
	
	
	
	
	
	
	
	

	-109
	F
	
	Engineering
	FFY
	FFY
	
	
	III. O.2.

	
	
	
	Estimate
	
	
	
	
	

	Notes:     *Testing date is once in Federal Fiscal Year (FFY); see Rule 62-297.310, F.A.C.
	
	
	
	
	initial

	               **CMS [=] continuous monitoring system
	
	
	
	
	compliance test
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