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Dear Mr. Garcia:

One copy of the "PROPOSED Determination" for the renewal of a Title V Air Operation Permit
for the Big Pine Key Power Plant located at Industrial Road, south of U.S. Highway 1, Big Pine Key,
Monroe County, is enclpsed. This letter is only a courtesy to inform you that the DRAFT Permit has
becorne a PROPOSED Permit.

An electronic version of this determination has been posted on the Division of Air Resources
Management's world wide web site for the United States Environmental Protection Agency (USEPA)
Region 4 office's review. The web site address is:

..http://www.dep.state.fl.us/air /eproducts/ ards/ default.as p"

Pursuant to Section 403.0872(6), Florida Statutes, if no objection to the PROPOSED Permit is
made by the USEPA within 45 days, the PROPOSED Permit will become a FINAL Permit no later than
55 days after the date on which the PROPOSED Permit was mailed (posted) to USEPA. IfUSEPA has
an objection to the PROPOSED Permit, the FINAL Permit will not be issued until the permitting
authority receives written notice that the objection is resolved or withdrawn. .

"More Protection, Less Process"
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If you should have any questions, please contact Ronald D. Blackburn, District Air Program
Administrator, at (239) 332-6975, Ext. 134 or Deanna Newburg, Engineering Specialist at Ext. 173.

Sincerely,

Jon£eZ~~
Directorof
DistrictManagement

JMIIDLN/rcd
Enclosures

copy furnished to:
Ivan Clark, P.E., R. W. Beck, Inc.
Gus Rios, Environmental Administrator, DEP-Marathon Branch Office (INTERNET E-mail
Memorandum)
Barbara Friday, BAR [barbara.friday@dep.state.f1.us] (for posting with Region 4, U.S. EPA)
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I. Public Notice.

An "INTENT TO ISSUE TITLE V AIR OPERATION PERMIT RENEWAL" to Keys Energy
Services for the Big Pine Key Power Plant located at Industrial Road, south ofD.S. Highway 1, Big Pine
Key, Monroe County was clerked on September 26, 2003. The "PUBLIC NOTICE OF INTENT TO
ISSUE TITLE V AIR OPERATION PERMIT RENEWAL" was published in the Key West Citizen on
August 23,2005. The DRAFT Permit was available for public inspection at the Marathon Branch Office
in Marathon and the permitting authority's South District Office in Fort Myers. Proof of publication of
the "PUBLIC NOTICE OF INTENT TO ISSUE TITLE V AIR OPERATION PERMIT RENEWAL" was
received on October 3,2005.

II. Public Comment.

Comments were received and the DRAFT Permit was changed. The comments were not considered
significant enough to reissue the DRAFT Permit and require another Public Notice. Comments were
received from one respondent after the 30 (thirty) day public comment period. Listed below is each
comment letter in the chronological order of receipt and a response to each comment in the order that the
comment was received. The comments will not be restated. Where duplicative comments exist, the
original response is referenced.

A. Letter from Mr. Edward Garcia dated November 4, 2005, and received on November 7, 2005.
Response letter from Ronald D. Blackburn, District Air Program Administrator, dated November 10,
2005.

1. Response: The Department concurs with Mr. Garcia on the request to change Specific Conditions
A.9., A.tO. and A.t2. to reflect the actual run times and gauging of fuel tank usage be used in
determining compliance instead of requiring fuel meters to demonstrate compliance. We agree that the
installation offuel meters, with the retirement of the unit by the end of2006, would be cost prohibitive.

As a result of this comment, Specific Condition Nos. A.9., A.tO., and A.t2. are hereby changed:

DELETE:
A.9. Determination of Process Variables

a.) The permittee shall install, operate, and maintain equipment and/or instruments necessary to
determine process variables, such as process weight input or heat input, when such data is
needed in conjunction with emissions data to determine the compliance of the emissions unit
with applicable emission limiting standards.

b.) Equipment and/or instruments used to directly or indirectly determine such process variables,
including devices such as belt scales, weigh hoppers, flow meters, and tank scales, shall be
calibrated and adjusted indicate the true value of the parameter being measured with
sufficient accuracy to allow the applicable process variable to be determined within 10% of
its true value.

[Rule 62-297.310(5), F.A.C]
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A.tO. Proper oil flow meters shall be installed to monitor the fuel oil being consumed.
[Rule 62.4-070(3), F.A.C. and Operation Permit A044-175805 dated February 22, 1990]

{All following Specific Conditions will be re-numbered accordingly}

FROM:
A.t2. In order to show compliance with Specific Conditions A.l, A.2, and A.5 the permittee shall
maintain daily records of fuel oil sulfur content and No.2 fuel oil consumption for this emission unit.
The permittee shall maintain records to demonstrate that each shipment of fuel oil has 0.50 percent or
less sulfur and that the sulfur content was determined by ASTM methods ASTM D4057-88 and ASTM
DI29-91, ASTM D2622-94 or ASTM D4294-90, adopted and incorporated by reference in subsection
62-297.440(1), F.A.C.
[Rule 62-4.070(3), F.A.C.]

TO:
A.tO. In order to show compliance with Specific Conditions A.t., A.2., and A.5., the permittee shall
maintain records of fuel oil sulfur content and No.2 fuel oil consumption for this emission unit. The
permittee shall maintain records to demonstrate that each shipment of fuel oil has 0.50 percent or less
sulfur and that the sulfur content was determined by ASTM methods ASTM D4057-88 and ASTM D129-
91, ASTM D2622-94 or ASTM D4294-90, adopted and incorporated by reference in subsection 62-
297.440(1), F.A.C.
[Rule 62-4.070(3), F.A.C.]

[B.] Documents on file with the permitting authority:
-Letter received November 7,2005, from Mr. Edward Garcia.
-Letter sent November 10, 2005, from Mr. Ronald D. Blackburn.

III. Conclusion.

The permitting authority hereby issues the PROPOSED Permit, with any changes noted above.
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Jeb Bush
Governor

South District
P.O. Box 2549

Fort Myers.Florida 33902-2549

Colleen M. Castille

Secretary

PERMITTEE:

Keys Energy Services
Post Office Box 6100
Key West, Florida 33041-6100

PROPOSED Permit No.: 0870020-003-AV
Facility ID No.: 0870020
SIC No.: 4911
Project: Title V Air Operation Permit Renewal

The purpose of this permit is to renew the Title V Air Operation Permit. This facility consists of a 2.75
MW capacity diesel electric generator. The diesel electric generator is fired with No.2 fuel oil and has
the potential to emit 69.3 tons/year of carbon monoxide (CO), 261.1 tons/year of nitrogen oxide (NOx),
29.8 tons per year of particulate matter (PM), 27.4 tons per year of PMI0, 41.2 tons/year of sulfur
dioxide (S02) and 7.34 tons/year of volatile organic compound (VOC). The existing facility is located at
Industrial Road, south of U.S. Highway 1, Big Pine Key, Monroe County; UTM Coordinates: Zone 17,
464.6 km East and 2727.8 km North; Latitude: 24° 39' 58" North and Longitude: 81° 20' 57" West.

This Title V Air operation Permit Renewal is issued under the provisions of Chapter 403, Florida Statues
(F.S.), and Florida Administrative Code (F.A.C.) Chapters 62-4, 62-210, 62-213. The above named
permittee is hereby authorized to operate the facility shown on the application and approved drawing(s),
plans, and other documents, attached hereto or on file with the permitting authority, in accordance with
the terms and conditions of this permit.

Referenced attachments made a part of this permit:
Appendix I-I, List of Insignificant Emissions Units and/or Activities
Appendix SS, Startup and Shutdown Procedures
APPENDIX TV-5, TITLE V CONDITIONS version dated 03/28/05

Effective Date: DRAFT

Renewal Application Due Date: DRAFT
Expiration Date: DRAFT

STATE OF FLORIDA DEPARTMENT
OF ENVIRONMENTAL PROTECTION

DRAFT

Jon M. Iglehart
Director of
District Management

JMI/DLN/rcd

"More Protection, Less Process"

Printed on recycledpaper.
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Section I. Facility Information.

Subsection A. Facility Description.

This facility consists of an Electro Motive Division 2.75 MW capacity diesel electric generator. The
diesel electric generator is fired with No.2 fuel oil and has the potential to emit 69.3 tons/year of carbon
monoxide (CO), 261.1 tons/year of nitrogen oxide (NOx), 29.8 tons per year of particulate matter (PM),
27.4 tons per year of PMl 0, 41.2 tons/year of sulfur dioxide (S02) and 7.34 tons/year of volatile organic
compound (VOC).

Also included in this permit are miscellaneous unregulated/insignificant emissions units and/or activities.

Based on the Title V Air Operation Permit Renewal application received September 26, 2003 this facility
is not a major source of hazardous air pollutants (HAPs).

Subsection B. Summary of Emissions Unit ID No. and Brief Description.

E.U.
IDNo.

001

Brief Description

Diesel electric generator, 2.75 MW fired with No.2 fuel oil.

Please reference the Permit No., Facility ID No., and appropriate Emissions Units ID No. on all
correspondence, test report submittals, applications, etc.

Subsection C. Relevant Documents.

The documents listed below are not a part of this permit; however, they are specifically related to this
permitting action.

These documents are provided to the permittee for information purposes onlv:
Table 1-1, Summary of Air Pollutant Standards and Terms
Table 2-1, Summary of Compliance Requirements
Appendix A-I, Abbreviations, Acronyms, Citations, and Identification Numbers
Appendix H-l, Permit History
Statement of Basis

These documents are on file with permitting authority:
Initial Title V Operation Permit issued March 26, 1999
TitleV Air OperationPermitAdministrativeCorrectionissuedJuly2, 2002
Application for a Title V Air Operation Permit Renewal received September 26, 2003
Waiver of 90 Day Time Limit dated December 18, 2003
Additional Information Request dated April 14, 2004
Additional Information Response received July 12,2004
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Section II. Facility-wide Conditions.

The following conditions apply facility-wide:

1. APPENDIX TV-5, TITLE V CONDITIONS is a part of this permit.
{Permitting note: APPENDIX TV-5, TITLE V CONDITIONS, is distributed to the permittee only.
Other persons requesting copies of these conditions shall be provided a copy when requested or
otherwise appropriate.}

2. Not federally enforceable. General Pollutant Emission Limiting Standards. Obiectionable Odor
Prohibited. No person shall cause, suffer, allow, or permit the discharge of air pollutants which cause or
contribute to an objectionable odor.
[Rule 62-296.320(2), F.A.C.]

3. General Particulate Emission Limiting Standards. General Visible Emissions Standard.
Except for emissions units that are subject to a particulate matter or opacity limit set forth or established
by rule and reflected by conditions in this permit, no person shall cause, let, permit, suffer or allow to be
discharged into the atmosphere the emissions of air pollutants from any activity, the density of which is
equal to or greater than that designated as Number 1 on the Ringelmann Chart (20 percent opacity). EPA
Method 9 is the method of compliance pursuant to Chapter 62-297, F.A.C.
[Rule 62-296.320(4)(b)1. & 4., F.A.C.]

4. Prevention of Accidental Releases (Section 112(r) of CAA).
a. The permittee shall submit its Risk Management Plan (RMP) to the Chemical Emergency
Preparedness and Prevention Office (CEPPO) RMP Reporting Center when, and if, such requirement
becomes applicable. Any Risk Management Plans, original submittals, revisions or updates to
submittals, should be sent to:

RMP Reporting Center
Post Office Box 1515

Lanham-Seabrook, MD 20703-1515
Telephone: (301) 429-5018

and,
b. The permittee shall submit to the permitting authority Title V certification forms or a compliance
schedule in accordance with Rule 62-213.440(2), F.A.C.
[40 CFR 68]

5. Insignificant Emissions Units and/or Activities. Appendix I-I, List of Insignificant Emissions
Units and/or Activities, is a part of this permit.
[Rules 62-213.440(1), 62-213.430(6) and 62-4.040(1)(b), F.A.C.]

6. General Pollutant Emission Limiting Standards. Volatile Organic Compounds (VOC) Emissions
or Organic Solvents (OS) Emissions. The permittee shall allow no person to store, pump, handle,
process, load, unload or use in any process or installation, volatile organic compounds (VOC) or organic
solvents (OS) without applying known and existing vapor emission control devices or systems deemed
necessary and ordered by the Department. Nothing was deemed necessary and ordered at this time.
[Rule 62-296.320(1)(a), F.A.C.; and, renewal Title V permit application received September 26,2003]
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7. Emissions of Unconfined Particulate Matter. Pursuant to Rules 62-296.320(4)(c)1., 3. & 4.,
F.A.C., reasonable precautions to prevent emissions of unconfined particulate matter at this facility
include the following requirements (see Condition 57. of APPENDIX TV-5, TITLE V CONDITIONS):

The following requirement is "not federally enforceable":

a. Watering on an as-needed basis to prevent emissions from unpaved areas.
[Rule 62-296.320(4)(c)2., F.A.C.; and proposed by the applicant in the renewal
application received September 26,2003]

Title V permit

8. When appropriate, any recording, monitoring, or reporting requirements that are time-specific shall
be in accordance with the effective date of the permit, which defines day one.
[Rule 62-213.440, F.A.C.]

9. Statement of Compliance. The annual statement of compliance pursuant to Rule 62-
213.440(3)(a)2., F.A.C., shall be submitted to the Department and EPA within 60 (sixty) days after the
end of the calendar year using DEP Form No. 62-213.900(7), F.A.C.
[Rules 62-213.440(3) and 62-213.900, F.A.C.]

{Permitting Note: This condition implements the requirements of Rules 62-213.440(3)(a)2. & 3., F.A.C.
(see Condition 51. of APPENDIX TV-5, TITLE V CONDITIONS)}

10. The permittee shall submit all compliance related notifications and reports required of this permit
to the Department's South District office and to the Department's Marathon office:

Department of Environmental Protection
South District

Post Office Box 2549
Fort Myers, Florida 33902-2549

Telephone: (239) 332-6975
Fax: (239) 332-6969

Department of Environmental Protection
South District Branch Office

2796 Overseas Highway, Suite 221
Marathon, Florida 33050

Telephone: (305) 289-2310
Fax: (305) 289-2314

11. Any reports, data, notifications, certifications, and requests required to be sent to the United States
Environmental Protection Agency, Region 4, should be sent to:

United States Environmental Protection Agency
Region 4

Air, Pesticide & Toxics Management Division
Air and EPCRA Enforcement Branch

Air Enforcement Section
61 Forsyth Street

Atlanta, Georgia 30303-8960
Telephone: (404) 562-9155; Fax: (404) 562-9163

12. Certification by Responsible Official (RO). In addition to the professional engineering
certification required for applications by Rule 62-4.050(3), F.A.C., any application form, report,
compliance statement, compliance plan and compliance schedule submitted pursuant to Chapter 62-213,
F.A.C., shall contain a certification signed by a responsible official that, based on information and belief
formed after reasonable inquiry, the statements and information in the document are true, accurate, and
complete. Any responsible official who fails to submit any required information or who has submitted
incorrect information shall, upon becoming aware of such failure or incorrect submittal, promptly submit
such supplementary information or correct information.
[Rule 62-213.420(4), F.A.C.]
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Section III. Emissions Unit and Conditions.

Subsection A. This section addresses the following emissions unit.

E.U.
IDNo.

001

Brief Description

Diesel Electric Generator 2.75 MW

Emissions Unit 001 is an Electro Motive Division 2.75 MW capacity diesel electric generator. The
diesel electric generator is fired with No.2 fuel oil and has the potential to emit 69.3 tons/year of carbon
monoxide (CO), 261.1 tons/year of nitrogen oxide (NOx), 29.8 tons per year of particulate matter (PM),
27.4 tons per year ofPM10, 41.2 tons/year of sulfur dioxide (S02) and 7.34 tons/year of volatile organic
compound (VOC).

The following specific conditions apply to the emissions unit listed above:

Essential Potential to Emit (PTE) Parameters

A.I. Permitted Capacity. The maximum heat input rate shall not exceed 32 mmBTU/hour while firing
No.2 fuel oil. The No.2 fuel oil consumption shall not exceed 1, 191,000 gallons per year.
[Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; and Initial Permit A044-6296A, dated May 12, 1980,
renewal Title V permit application received September 26,2003]

A.2. Methods of Operation. Only No.2 fuel oil can be fired in this emissions unit.
[Rule 62-4.160(2), 62-210.200 PTE, and 62-213.440(1), F.A.C.; and Initial Permit A044-6296A, dated
May 12, 1980, renewal Title V permit application received September 26,2003]

A.3. Hours of Operation. This emissions unit is allowed to operate continuously, i.e., 8,760
hours/year.
[Rule 62-210.200(PTE), F.A.C. and renewal Title V permit application received September 26,2003]

Emission Limitations and Standards

{Permitting Note: Table 1-1, Summary of Air Pollutant Standards and Terms, summarizes information
for convenience purposes only. This table does not supersede any of the terms or conditions of this
permit.}

A.4. Visible emissions shall not exceed 20% opacity from this emission unit.
[Rule 62-296.320(4)(b)1., F.A.C. and Initial Permit A044-6296A, dated May 12, 1980]

A.5. The maximum sulfur content of the No.2 fuel oil shall not exceed 0.50 percent, by weight.
[Initial Permit A044-6296A, dated May 12, 1980 and renewal Title V permit application received
September 26, 2003.]

Excess Emissions

{Permitting Note: The Excess Emissions Rule at Rule 62-210.700, F.A.C., cannot vary any requirement
of a NSPS or NESHAP provision.}
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A.6. Excess Emissions Requirements.

a) Excess emissions resulting from start-up, shutdown or malfunction of this emissions unit
shall be permitted providing (1) best operational practices to minimize emissions are adhered
to and (2) the duration of excess emissions shall be minimized but in no case exceed two
hours in any 24 hour period unless specifically authorized by the Department for a longer
duration.

b) Excess emissions which are caused entirely or in part by poor maintenance, poor operation,
or any other equipment or process failure which may reasonably be prevented during start-
up, shutdown, or malfunction shall be prohibited.

c) In case of excess emissions resulting from malfunctions, the owner or operator shall notify
the Department within one (1) working day of: the nature, extent, and duration of the excess
emissions; the cause of the problem; and the corrective actions being taken to prevent
recurrence.

[Rules 62-210-700, F.A.C.]

Test Methods and Procedures
{Permitting Note: Table 2-1, Summary of Compliance Requirements, summarizes information for
convenience purposes only. This table does not supersede any of the terms or conditions of this permit.}

A.7. Visible emissions tests are required to show continuing compliance with the standards of the
Department. The test results must provide reasonable assurance that the unit is capable of compliance at
the permitted maximum operating rate. Tests shall be conducted in accordance with EPA Reference
Method 9 as published in 40 CFR-60 Appendix A, adopted by reference in Rule 62-204.800, F.A.C.
Such tests shall be conducted annually within 60 days prior to the frequency base date of the February
22nd.
[Rule 62-297.310(7), F.A.C. and Operation Permit A044-l75805 dated February 22,1990]

A.S. Operating Rate During Testing: Unless otherwise stated in the applicable emission limiting
standard rule, testing of emissions shall be conducted with the emissions unit operating at permitted
capacity. Permitted capacity is defined as 90 to 100 percent of the maximum operation rate allowed by
the permit. If it is impracticable to test at permitted capacity, an emissions unit may be tested at less than
the maximum permitted capacity; in this case, subsequent emissions unit operation is limited to 110
percent of the test rate until a new test is conducted. Once the unit is so limited, operation at higher
capacities is allowed for no more than 15 consecutive days for the purpose of additional compliance
testing to regain the authority to operate at the permitted capacity.
[Rule 62-297.310(2) and (3), F.A.C.]

A.9. Test Procedures shall meet all applicable requirements of the Florida Administrative Code
Chapter 62-297.
[Rule 62-297.310, F.A.C.]

Recordkeepin2 and Reportin2 Requirements
A.tO. In order to show compliance with Specific Conditions A.l, A.2, and A.5 the permittee shall
maintain daily records of fuel oil sulfur content and No.2 fuel oil consumption for this emission unit.
The permittee shall maintain records to demonstrate that each shipment of fuel oil has 0.50 percent or
less sulfur and that the sulfur content was determined by ASTM methods ASTM D4057-88 and ASTM
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D129-91, ASTM D2622-94 or ASTM D4294-90, adopted and incorporated by reference in subsection
62-297.440(1), F.A.C.
[Rule 62-4.070(3), F.A.C.]

A.H. The permittee shall notify the Department's South District Branch Office in Marathon in writing,
at least 15 days prior to the date on which each formal compliance test is to begin, the permittee shall
provide written notification of the date, time, and location of each test; the name and telephone number
of the facility's contact person who will be responsible for coordinating the test; and the name, company,
and telephone number of the person conducting the test.
[Rules 62-297.310(7)(a)(9) and 62-4.070(3), F.A.C.; and Operation Permit A044-101409 dated May 8,
1985]

A.12. The permittee shall file a report with the Department on the results of each such test. One copy
of the results shall be submitted to the Department's South District Branch Office in Fort Myers and one
copy of the results to the Department's South District Branch Office in Marathon as soon as practical but
no later than 45 days after the last sampling run of each test is completed. The test report shall provide
sufficient detail on the emissions unit tested and the test procedures used to allow the Department to
determine if the test was properly conducted and the test results properly computed.
[Rules 62-297.310(8) and 62-4.070(3), F.A.C.; and Operation Permit A044-101409 dated May 8, 1985]

Reasonable Assurances

A.13. Special Compliance Tests: When the Department, after investigation, has good reason (such as
complaints, increased visible emissions or questionable maintenance of control equipment) to believe
that any applicable emission standard contained in Rule 62-204, 62-210, 62-212, 62-296, and 62-297,
F.A.C. or in a permit issued pursuant to those rules is being violated, it shall require the owner or
operator of the facility to conduct compliance tests which identify the nature and quantity of pollutant
emissions from the emissions units and to provide a report on the results of said tests to the Department's
South District Branch Office in Marathon.
[Rule 62-297.310(7)(b), F.A.C.]

A.14. If the Department has reason to believe that any applicable emission standard or condition of the
permit is being violated, then the Department may require the permittee to conduct compliance tests or
keep additional records which identify the nature and quantity of pollutant emissions.
[Rule 62-297.310(7)(b), F.A.C.]



Appendix 1-1: List of Insignificant Emissions Units and/or Activities.

Keys Energy Services
Big Pine Key Power Plant

PROPOSED Permit No.: 0870020-003-AV
Facility ID No.: 0870020

The facilities, emissions units, or pollutant-emitting activities listed in Rule 62-210.300(3)(a), F.A.C.,
Categorical Exemptions, or that meet the criteria specified in Rule 62-210.300(3)(b)l., F.A.C., Generic
Emissions Unit Exemption, are exempt from the permitting requirements of Chapters 62-210,62-212 and
62-4, F.A.C.; provided, however, that exempt emissions units shall be subject to any applicable emission
limiting standards and the emissions from exempt emissions units or activities shall be considered in
determining the potential emissions of the facility containing such emissions units. Emissions units and
pollutant-emitting activities exempt from permitting under Rules 62-210.300(3)(a) and (b) 1., F.A.C.,
shall not be exempt from the permitting requirements of Chapter 62-213, F.A.C., if they are contained
within a Title V source; however, such emissions units and activities shall be considered insignificant for
Title V purposes provided they also meet the criteria of Rule 62-213.430(6)(b), F.A.C. No emissions
unit shall be entitled to an exemption from permitting under Rules 62-210.300(3)(a) and (b)1., F.A.C., if
its emissions, in combination with the emissions of other units and activities at the facility, would cause
the facility to emit or have the potential to emit any pollutant in such amount as to make the facility a
Title V source.

The below listed emissions units and/or activities are considered insignificant pursuant to Rule 62-
213.430(6), F.A.C.

Brief Description of Emissions Units and/or Activities

I. No.2 Fuel Oil Storage Tank - 42, 168 gallons
2. Lube Oil Storage Tank - 1000 gallons
3. Haul Road (150 yds marl grave) - for fuel deliveries
4.
5.
6.
7.
8.
9.
10.
11.
12.
13.



Appendix SS: Startup and Shutdown Procedures.

Keys Energy Services
Big Pine Key Power Plant
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The diesel unit is brought to load and put online as fast as possible (10 minutes maximum) in accordance
with manufacturer instructions to minimize opacity emissions.



Appendix H-l: Permit History

Keys Energy Services
Big Pine Key Power Plant

PROPOSED Permit No.: 0870020-003-AV

Facility ID No.: 0870020

1 Project Type (select one): Title V: Initial, Revision, Renewal, or Administrative Correction; Construction (new or mod.); Extension (AC only); or, Withdrawn
or Denied.

2 ARMS day 55 from the date of posting the PROPOSED Permit for EPA review (see confirmation e-mail from Tallahassee) or the date that EPA confirms
resolvement of any objections.

E.U. ID No. Description Permit No. Effective Date Expiration Date ProiectType 1

All Facilitv 0870020-00I-AV 03/26/1999 03/26/2004 Initial
All Facilitv 0870020-002-AV 07/02/2002 03/26/2004 Administration Correction
All Facilitv 0870020-003-AV Pending2 Pending Renewal



Table 1-1, Summary of Air Pollutant Standards and Terms

Keys Energy Services
Big Pine Key Power Plant

Permit No.: 0870004-006-AV

Facility ID No.: 0870004

This table summarizes information for convenience purposes only. This table does not supersede any of the terms of conditions of this permit.

E.U. ID No.
001

Brief Description:
Diesel Electric Generator

Allowable Emissions Eauivalent Emissions
Pollutant Fuel(s) Hours/Year Standard(s) lbs/hour TPY lbs/hour TPY Regulatory See Permit
Name Citation(s) Conditions

S02 No.2 Oil 8760 0.5% Sulfur 16.16 41.2 A044-6296A A.l., A.2., A.5.

VE No.2 Oil 8760 20% Opacity 62-296.320(4)(b) 1. A.4.

Notes:
* The "Equivalent Emissions" listed are for informational purpose only.



Table 2-1, Summary of Compliance Requirements

Keys Energy Services
Big Pine Key Power Plant

Permit No.: 0870004-006-AV

Facility ID No.: 0870004

This table summarizes information for convenience purposes only. This table does not supersede any of the terms of conditions of this permit.

E.U. ID No.
001

Brief Description:
Diesel Electric Generator

Pollutant Name or Fuels Compliance Method Testing Frequency Minimum CMS** See Permit Condition(s)
Parameter Time Base Compliance Test

Frequency Date* Duration

SOz No.2 Oil Fuel Analysis Record Annual AI., A.2., A5., and Al O.

Keeping

VE No.2 Oil EPA Method 9 Annual February 22 30 Minutes AA., A.6.

Notes:
* The frequency base date is established for planning only; see Rule 62-297.310, F.AC.
** CMS [ = ] continuous monitoring system



STATEMENT OF BASIS

Keys Energy Services
Big Pine Key Power Plant
Facility ID No.: 0870020

Monroe County

Title V Air Operation Permit Renewal
PROPOSED Permit Project No.: 0870020-003-AV

This Title V Air Operation Permit Renewal is issued under the provisions of Chapter 403, Florida
Statutes(F.S.), and FloridaAdministrativeCode(F.A.C.)Chapters62-4,62-210and 62-213. The above
named permittee is hereby authorized to operate the facility shown on the application and approved
drawing(s), plans, and other documents, attached hereto or on file with the permitting authority, in
accordance with the terms and conditions of this permit.

The subject of this permit is for the renewal ofthe Title V Air Operation Permit.

This facility consists of a 2.75 MW capacity diesel electric generator. The diesel electric generator is
fired with No.2 fuel oil and has the potential to emit 69.3 tons/year of carbon monoxide (CO), 261.1
tons/year of nitrogen oxide (NOx), 29.8 tons per year of particulate matter (PM), 27.4 tons per year of
PMIO, 41.2 tons/year of sulfur dioxide (S02) and 7.34 tons/year of volatile organic compound (VOC).

Sulfur Dioxide emissions are controlled by a specific sulfur by weight limit, and therefore, Compliance
Assurance Monitoring (CAM) does not apply.

Also included in this permit are miscellaneous unregulated/insignificant emissions units and/or activities.

Based on the Title V Air Operation Permit Renewal application received September 26, 2003, this
facility is not a major source of hazardous air pollutants (HAPs).


