Appendix BOP, Best Operational practices for start up and shutdown.
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PROCEDURES FOR STARTUP AND SHUTDOWN

FOSSIL FUEL STEAM GENERATORS (EU ID 001 AND 002)

GENERATING UNIT STARTUP

Ensure all fluid levels are in limits.

Insure fuel inventory is adequate.

Ensure all fuel safety systems are in service.

Fnsure all valves/switches/breakers are set for startup.

Establish fire in steam generator.

Regulafe firing rate to raise pressure and temperatures within established limits.
At acceptable temperature and pressure, begin steam admission to turbine.
Increase turbine speed and firing rate in accordance with established operating limits
until turbine speed reaches approximately 3,600 rpm.

Synchronize generator to power grid and increase generator load to 5 percent.
Ensure all required systems are in service and operable.

Increase generator load to desired operating level.

GENERATING UNIT SHUTDOWN

Reduce generator load and reduce pressure and temperature to established levels.
Remove generator from service.

Reduce fuel flow to minimum and trip fuel.

Secure all operating and safety systems in accordance with established operating

procedures.
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