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	  FACILITY:
Progress Energy Florida, Inc.
	  PERMIT ID:

72

	
Florida Power, Bartow Plant
	  DISTRICT: 

Southwest

	  ADDRESS:

1601 Weedon Island Drive
	  CONTACT PHONE: 

	




St. Petersburg, FL   
	

727-826-4130

	  ARMS NO:

1030011 005
	  PERMIT NO:
	Expiration Date:
 12/31/14
Renewal Date:
  5/20/14

	
	1030011-0016-AV
	

	
	
	Test Due Date:  Annually On or before 9/30  if using fuel oil       



	E.U. ID No.

	Brief Description


	-005

	Gas Turbine Peaking Unit #P-1


	-006

	Gas Turbine Peaking Unit #P-2


	-007

	Gas Turbine Peaking Unit #P-3


	-008

	Gas Turbine Peaking Unit #P-4



	The four gas turbines are natural gas and/or No. 2 fuel oil fired combustion turbines manufactured by General Electric (model number MS7000), designated as Gas Turbine Peaking Units #P-1, #P-2, #P-3 and #P-4.  The manufacturer’s fuel flow and heat input ratings for each turbine are 5,174 gallons per hour of No. 2 fuel oil, or 714 million cubic feet per hour of natural gas (corresponds to approximately 714 million Btu per hour , at 59 degrees F).  The actual heat input rate of the turbine is a function of the ambient temperature.  These combustion turbines are used as peaking units during peak demand times to run a nominal 56 MW generator (each).  Emissions from the combustion turbines are uncontrolled.

	INSPECTION DATE:
	ARMS INSPECTION TYPE:
	COMPLIANCE STATUS:

	

	
	June 26, 2012
	
	
	INS1
	(
	INS2
	
	INS3
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	(
	IN
	
	MNC
	
	SNC

	

	

	INSPECTION TYPE:
	(
	Initial
	
	Re-inspection 
	
	Complaint
	
	Drive-by
	
	Quarterly

	

	(
	A. General Review:

	1.
	Permit File Review
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	Comments:  This facility had two permits in effect.  1030011-017-AC  expired on 3/31/2012
10300116-AV
Effective Date:  January 1, 2010
Optional Renewal Application Due Date:  May 20, 2013
Renewal Application Due Date:  May 20, 2014


Expiration Date:  December 31, 2014

I sent an e-mail to Terese Dodge with copies to Chris Bradley and Chuck Dufeny on the morning June 25, 2012 which contained a list of the relevant record-keeping information required by the permit for each of the Emission Units, i.e. EUs 004, 005, 006, 007, 008, 038,039,040, 041, 042, 044, 045, 046 and 047 which I would need.  Part of a Full Compliance Evaluation


	2.
	Introduction and Entry
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	 Comments:  Terese Dodge, Chris Bradley and Charles “Chuck” Dufeny met me in the main conference room and provided the data requested by e-mail in advance of the meeting and during the on-site inspection.  

	3.
	Is the Responsible Official/Authorized Representative still: Tom Lawery?
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	Comments:  :  The Primary Responsible Officials are 
6/14/12 - Removed all existing Responsible Officials and replace with:  Primary RO Reginald D. Anderson; 2nd RO Jeffrey Swartz; 3rd RO Todd Thomas; 3rd RO, Designated Representative (Acid Rain)Patricia Q. West, DR
6/15/2012 – Re-org Letter:  Primary RO Reginald D. Anderson; 2nd RO Jeffrey Swartz; 3rd RO Todd Thomas; 3rd RO, Designated Representative (Acid Rain)Patricia Q. West, DR

	4.
	Is the facility contacts still:  Chris Bradley
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	Comments:   The facility contacts are Chris Bradley, (727) 820-5962, Terese Sanchez (727)-827-6107) and Charles Dufeny (727-820-5854).  Only Chris Bradley is listed in ARMS


	IN
	MNC
	SNC
	SECTION II. FACILITY-WIDE CONDITIONS

The following conditions apply facility-wide to all emission units and activities

	(
(
(
(
(
(
(
(
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	FW1.  
Appendices.  The permittee shall comply with all documents identified in Section VI, Appendices, listed in the Table of Contents.  Each document is an enforceable part of this permit unless otherwise indicated.  [Rule 62-213.440, F.A.C.]
FW2. Not federally Enforceable. Objectionable Odor Prohibited. No person shall cause, suffer, allow or

permit the discharge of air pollutants, which cause or contribute to an objectionable odor. An “objectionable

odor” means any odor present in the outdoor atmosphere which by itself or in combination with other odors,

is or may be harmful or injurious to human health or welfare, which unreasonably interferes with the

comfortable use and enjoyment of life or property, or which creates a nuisance. [Rule 62-296.320(2) and 62-

210.200(Definitions), F.A.C.]

Comment:  Facility location on Tampa bay precludes a formal upwind/downwind odor survey.  This Emission was not operating during this inspection. During the tour of the facilities emission units, I did not detect any odors in the area near the Peaking Turbines.
FW3. General Volatile Organic Compounds (VOC) Emissions or Organic Solvents (OS) Emissions. No person shall store, pump, handle, process, load, unload or use in any process or installation, volatile organic compounds or organic solvents without applying known and existing vapor emission control devices or systems deemed necessary and ordered by the Department. Nothing is deemed necessary and ordered at this time. [Rule 62-296.320(1), F.A.C.]
Comment:  Natural Gas is delivered directly to the combustion units via pipeline. No 2. Fuel Oil is delivered to the Bartow Plant by Tanker Ships, stored in above-ground tanks (see EU 016).  No fuel oil was combusted during this inspection. No circumvention of any best practices was observed.
FW4. General Visible Emissions. No person shall cause, let, permit, suffer or allow to be discharged into the atmosphere the emissions of air pollutants from any activity equal to or greater than 20% opacity. EPA

Method 9 is the method of compliance pursuant to Chapter 62-297, F.A.C. This regulation does not impose a

specific testing requirement. [Rule 62-296.320(4)(b), F.A.C.]

Comment:  Emission Unit was not operating during this inspection. There was no source of visible emissions apparent during the tour of the facility.
FW5. Unconfined Particulate Matter. No person shall cause, let, permit, suffer or allow the emissions of

unconfined particulate matter from any activity, including vehicular movement; transportation of materials;

construction; alteration; demolition or wrecking; or industrially related activities such as loading, unloading,

storing or handling; without taking reasonable precautions to prevent such emissions. Reasonable precautions

to prevent emissions of unconfined particulate matter at this facility include:

a. Maintenance of paved areas;

b. Regular mowing of grass and care of vegetation; and

c. Limiting access to plant property by unnecessary vehicles

[Rule 62-296.320(4)(c)2., F.A.C. and provided by applicant in Title V air operation permit renewal application received May 5, 2009.]
Comment:  No visible unconfined emissions during the tour of the facility. Facility housekeeping of paved and gravel areas; mowing of grass, and care of vegetation excellent. Access limited by guard and gate. Demolition of Fuel oil tanks for old Emission Units 1,2,and 3 covered under separate asbestos projects 

FW6. Annual Operating Report. The permittee shall submit an annual report that summarizes the actual

operating rates and emissions from this facility. Annual operating reports shall be submitted to the

Compliance Authority by April 1st of each year. [Rule 62-210.370(3), F.A.C.]
Comment:  Progress Energy submitted the Electronic Annual Operating Report (EAOR) on 03/30/2012.

FW8. Annual Statement of Compliance. The permittee shall submit an annual statement of compliance to the compliance authority at the address shown on the cover of this permit within 60 days after the end of each calendar year during which the Title V permit was effective. [Rules 62-213.440(3)(a)2. & 3. and (b), F.A.C.]10.  Statement of Compliance.  The annual statement of compliance pursuant to Rule 62-213.440(3)(a)2., F.A.C., shall be submitted to the Department and EPA within 60 (sixty) days after the end of the calendar year using DEP Form No. 62-213.900(7), F.A.C. [Rules 62-213.440(3) and 62-213.900, F.A.C.]
{Permitting Note:  This condition implements the requirements of Rules 62-213.440(3)(a)2. & 3., F.A.C. (see Condition 51. of APPENDIX TV-4, TITLE V CONDITIONS)}

Comment:  The Statement of Compliance of calendar year 2011 was submitted before March 1, 2012.

Compliance Status : C.  In Compliance, EXCEPT deviations previously cited in as noted quarterly/Semi-annual monitoring reports 

FW9. Prevention of Accidental Releases (Section 112(r) of CAA).

a. The permittee shall submit its Risk Management Plan (RMP) to the Chemical Emergency Preparedness

and Prevention Office (CEPPO) RMP Reporting Center when, and if, such requirement becomes

applicable. Any Risk Management Plans, original submittals, revisions or updates to submittals, should

be sent to: RMP Reporting Center, Post Office Box 10162, Fairfax, VA 22038, Telephone: (703) 227-

7650.
Comments:  a. Per Therese Dodge: RMP is not applicable to the facility and therefore Progress will not have an RMP available for review.  There are no chemicals on site exceeding the threshold for creating an RMP.
b. The permittee shall submit to the permitting authority Title V certification forms or a compliance

schedule in accordance with Rule 62-213.440(2), F.A.C. [40 CFR 68]
(2) Compliance Requirements. For each applicable requirement for which one or more units within a source is not in compliance at the time of application for any permit, permit renewal or permit revision, and for which that unit has not come into compliance at the date of issuance of the draft permit, the draft permit shall contain: 

(a) A provision that the source shall meet measurable and enforceable milestones on no less than a semiannual basis until compliance is achieved and demonstrated to the Department. Each source shall notify the Department in writing, within 15 days after the date specified for completion of each milestone, to include the achievement of compliance, of progress achieved, requirements met, requirements not met, corrective measures adopted and an explanation of any measures not met by the completion date for the milestone or for compliance. All reports shall be accompanied by a certification, signed by a responsible official, in accordance with subsection 62-213.420(4), F.A.C. 

(b) A provision requiring the source to be in compliance by the date specified in the permit.
Comments: Any such exceptions are included in the initial certification requirements included in this permit. 
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	SECTION III.  EMISSIONS UNITS AND SPECIFIC CONDITIONS
Subsection B.  Gas Turbine Peaking Unit #P-1 (E.U 005)
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	{Permitting Notes:  These emissions units are regulated under Rule 62-210.300, F.A.C., Permits Required.  These emissions units are not subject to 40 CFR 60, Subpart GG, Standards of Performance for New Stationary Gas Turbines.  Each combustion turbine has its own stack.  Each combustion turbine began commercial operation in 1972.}

The following specific conditions apply to the emissions units listed above:
Essential Potential to Emit (PTE) Parameters

B.1. Permitted Capacity - Gas Turbines.  The maximum heat input rate to each gas turbine is 714 MMBtu per hour when firing natural gas or distillate fuel oil (based on a compressor inlet air temperature of 59° F, the lower heating value (LHV) of each fuel, and 100% load).  Heat input rates will vary depending upon gas turbine characteristics, ambient conditions, alternate methods of operation, and evaporative cooling.  The permittee shall provide updated manufacturer’s performance curves (or equations) that correct for site conditions to the Compliance Authority within 45 days of completing testing, maintenance or tuning sessions that result in a need to reestablish the curves.  Operating data may be adjusted for the appropriate site conditions in accordance with the performance curves and/or equations on file with the Department.  [Rule 62-210.200(PTE), F.A.C.]
Comment:  Regular record keeping is not required for heat input. Instead the owner or operator is expected to determine heat input whenever emission testing is required, to demonstrate at what percentage of the rated capacity the unit was tested.  
B.2. Emissions Unit Operating Rate Limitation After Testing.  See the related testing provisions in Appendix TR, Facility-wide Testing Requirements.  [Rule 62-297.310(2), F.A.C.]

Comment: No process rate limitation.  Last VE Test on 2/4/09.
B.3. Methods of Operation – Fuels.  Only natural gas and/or new No. 2 fuel oil shall be fired in the combustion turbines.  New No. 2 fuel oil is defined as fuel oil that has been refined from crude oil and has not been used and which may or may not contain additives.  [Rule 62-213.410(1), F.A.C.; and, AO52-253215A, AO52-253216A, AO52-253217A & AO52-253218A]
Comment:  No other fuels were fired No. 2 fuel oil.
B.4. Hours of Operation.  These emissions units may operate continuously, i.e., 8,760 hours/year.  [Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.; and, AO52-253215A, AO52-253216A, AO52-253217A & AO52-253218A]

Comment:  No Limitations

Emission Limitations and Standards

{Permitting Note:  The attached Table 1, Summary of Air Pollutant Standards and Terms, summarizes information for convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.}

Unless otherwise specified, the averaging time for Specific Condition B.5. is based on the specified averaging time of the applicable test method.
B.5.  Visible Emissions.  Visible emissions shall not exceed 20 percent opacity, except for one two-minute period per hour during which opacity shall not exceed 40 percent.

[Rule 62-296.406(1), F.A.C.; and, AO 52-244478]

Comment:  Units not operating. No V.E tests were completed during the compliance period. Emission unit used less than 400 Hours per year between Jan 1, 2011 and June 29, 2012.
B.6.  Not federally enforceable.  Sulfur Dioxide - Sulfur Content.  The sulfur content of the No. 2 fuel oil shall not exceed 0.5 percent, by weight.  [AO52-253215A, AO52-253216A, AO52-253217A & AO52-253218A]
Comment:  See fuel record. Sulfur Content 0.0213 wt%
Excess Emissions

Rule 62-210.700 (Excess Emissions), F.A.C. cannot vary any requirement of an NSPS, NESHAP or Acid Rain program provision.
B.7. Excess Emissions Allowed.  Excess emissions from these emissions units resulting from startup, shutdown or malfunction shall be permitted provided that best operational practices to minimize emissions are adhered to and the duration of excess emissions shall be minimized but in no case exceed two hours in any 24 hour period unless specifically authorized by PCDEM for longer duration.  [Rule 62-210.700(1), F.A.C.]

B.8. Excess Emissions Prohibited.  Excess emissions which are caused entirely or in part by poor maintenance, poor operation, or any other equipment or process failure which may reasonably be prevented during startup, shutdown or malfunction shall be prohibited.  [Rule 62-210.700(4), F.A.C.]
Comment: NO excess Emissions were reported during the period (Jan 1, 2011 to June 29, 2012.)
Monitoring of Operations
B.9. Not federally enforceable.  Fuel Analysis.  The permittee shall demonstrate compliance with the liquid fuel sulfur limit by means of a fuel analysis provided by the vendor upon each fuel delivery.  See specific condition B.15. [Rule 62-213.440, F.A.C
Comments: See fuel record. Sulfur Content 0.0213 wt%. Last deliver July 23, 2010
Test Methods and Procedures

{Permitting Note:  The attached Table 2, Summary of Compliance Requirements, summarizes information for convenience purposes only.  This table does not supersede any of the terms or conditions of this permit.}

B.10. Test Methods.  Required tests shall be performed in accordance with the following reference methods: 

Method

Description of Method and Comments

9

Visual Determination of the Opacity of Emissions from Stationary Sources


The above methods are described in 40 CFR 60, Appendix A, and adopted by reference in Rule 62-204.800, F.A.C.  No other methods may be used unless prior written approval is received from the Department.  [62-297.401, F.A.C.]
B.11. Common Testing Requirements.  Unless otherwise specified, tests shall be conducted in accordance with the requirements and procedures specified in Appendix TR, Facility-Wide Testing Requirements, of this permit.  [Rule 62-297.310(7), F.A.C.]

B.12. Annual Compliance Tests Required.  Except as provided in Specific Condition B.16., during each federal fiscal year (October 1st to September 30th), each emissions unit shall be tested to demonstrate compliance with the emissions standards for visible emissions.  [Rule 62-297.310(7), F.A.C.]
Comment: Last test performed on 02/04/09. No tests during Federal fiscal year October 1st, 2010 and September 30th 2011. Unit operated less than 400 Hours per year. See B.16
No tests during Federal fiscal year October 1st, 2011 and July 29, 2012. Unit operated less than 400 Hours

B.13. Compliance Tests Prior To Renewal.  Compliance tests shall be performed for visible emissions once every 5 years.  The tests shall occur prior to obtaining a renewed operating permit to demonstrate compliance with the visible emissions limit in Specific Condition B.5.  [Rules 62-210.300(2)(a) and 62-297.310(7)(a), F.A.C.]

Comment: Not applicable at this time. No application  for renewal submitted at this time 

B.14. Visible Emissions Test Method.  The test method for visible emissions shall be EPA Method 9, adopted and incorporated by reference in Rule 62-204.800, F.A.C., and referenced in Chapter 62-297, F.A.C.  [Rules 62-204.800, 62-296.320(4)(b)4.a. and 62-297.401, F.A.C.]

B.15. Methods to Evaluate Fuel Sulfur Content.  The fuel sulfur content, percent by weight, for liquid fuels shall be evaluated using either ASTM D2622-92, ASTM D4294-90, both ASTM D4057-88 and ASTM D129-91, or latest edition, or ASTM D1552-95 or an equivalent method after Department approval.  [Rules 62-213.440 and 62-297.440, F.A.C.]

Comment: ASTM D4294 as approved by department
B.16. Visible Emissions Testing – Annual.  By this permit, annual emissions compliance testing for visible emissions is not required for these emissions units while burning:

a.  only gaseous fuels; or

b.  gaseous fuels in combination with any amount of liquid fuels for less than 400 hours per year; or

c.  only liquid fuels for less than 400 hours per year. 

[Rules 62-297.310(7)(a)4. & 8., F.A.C.]

Comments:  Records indicate less than 400 hours with liquid fuels only. A visible emissions test is not  required if units operate only liquid fuels for less than 400 hours per year.
B.17. Reporting Schedule.  The following reports and notifications shall be submitted to the Compliance Authority:  

Report

Reporting Deadline

Related Condition(s)

Notice of Malfunctions

Quarterly

B.20.

Operating Reports

April 1st 

B.21.

Comments:  All reports received by specified deadlines. No malfunctions to report for this emission unit for 2011, or for Q1 and Q2 of 2012.  

B.18. Other Reporting Requirements.  See Appendix RR, Facility-Wide Reporting Requirements, for additional reporting requirements.

Comment: Annual Statement of Compliance Received Feb 28, 2012. No non-compliance to report for this emission unit for calendar year 2011.
B.19. Reporting Malfunction.  In the case of excess emissions resulting from malfunctions, each owner or operator shall notify the PCDEM in accordance with Rule 62‑4.130, F.A.C.  A full written report on the malfunctions shall be submitted in a quarterly report, if requested by the Department.  [Rule 62-210.700(6), F.A.C.]

Comment:  No excess emissions were to report for this emission unit for 2011, or for Q1 and Q2 of 2012.  

B.20. Not Federally Enforceable.  Operating Reports.  The annual operating report shall be based on the following:

a. The Btu heating value, sulfur content (percent by weight), API gravity and density of the fuel being fired in the peaking units, shall be based on a weighted 12-month average (calendar year) and be calculated from the fuel delivery receipts and the vendors fuel oil analysis.

Comment:  Reviewed last fuel oil analysis dated July 23, 2010
b.
Until further notice by the PCDEM, Progress Energy Florida shall calculate annual emissions (pounds per hour and tons per year), for the Annual Operating Report, by multiplying the total million Btu from fuel usage by the following emissions factors:

Pollutant

Emission Factors for No. 2 Fuel Oil

Pound per MMBtu
Particulate Matter (PM)

0.061 (Total)

PM10
0.48 PM

Carbon Monoxide

0.048

Sulfur Dioxide

1.01(S)

Nitrogen Oxides

0.698

Hydrocarbons (TOC)

0.017

“S” denotes sulfur content, percent by weight.  The sulfur dioxide emissions shall be based on a weighted 12-month average “S” value. [AO52-253215A, AO52-253216A, AO52-253217A and AO52-253218A] 
Comment:  Reporting for 2011 in compliance with stated emission factors.

B.21. Records of Fuel Consumption and Operating Time Required.  The owner or operator shall make and maintain records of the hours of operation and the total fuel oil consumption in sufficient detail to ensure compliance with specific conditions of this permit.  [Rule 62-4.070(3), F.A.C.]

Comment: Records reviewed (Quarterly) and verified in  2011 AOR:
Emission Unit

Operating Hours

Fuel Oil Usage (1000 gallons)
005

20.98
72.91
006

0.02
0.12
007

43.72
148.97
008

6.75
27.3
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	Valid Permit  [Rule 62-210.300]\
Comment:  This facility had two permits in effect.  1030011-017-AC  expired on 3/31/2012

	( 
	
	
	Changes to Facility/emission unit [Rule 62-210.300]

Does the emission unit description above match what the facility is operating.   FORMCHECKBOX 
  Yes     FORMCHECKBOX 
 No

Comment:  No changes to this emission unit in 2011 or 2012


	 
	C.  Other:

	Pollution Prevention Activities
· P2 Handouts Provided:   FORMCHECKBOX 
  P2 Brochure;  FORMCHECKBOX 
 P2 Manual;     FORMCHECKBOX 
 P2 Checklist

· Have any emissions reductions occurred
 FORMCHECKBOX 
 Yes /   FORMCHECKBOX 
  No    Operating hours reduced 
   
 FORMCHECKBOX 
 Chemical Substitution;        FORMCHECKBOX 
 Equipment Changes;      FORMCHECKBOX 
 Process Changes

 FORMCHECKBOX 
 Chemical/Material Reuse;   FORMCHECKBOX 
On-site Recycling;          FORMCHECKBOX 
 Other:   


Comments: There were no changes in chemicals used, processes, equipment or on-site re-cycling. 

 

	Closing Conference:  I informed Terese Dodge and C Bradley that the emission unit appeared to be in compliance with permit conditions and applicable rules.


	Inspector(s):    William Froberg, Pinellas County, Air Quality Division

	Signature(s): 
Date:
	Date: 9/12/2012

	ACCESS?
	(
	EASIIR?
	(
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