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	Test Due Date:          


	EMISSION UNIT DESCRIPTION :  Emergency Generator CI RICE Engine:  stationary 500 kW emergency engine generator set,  Caterpillar Model C-15 in-line, six-cylinder diesel compression ignition engine, (5.2 liters), serial FES00566

	CMS INSPECTION DATE:
	ARMS INSPECTION TYPE:
	COMPLIANCE STATUS:

	

	
	May 15, 2014
	
	
	INS1
	(
	INS2
	
	INS3
	
	FUI
	(
	IN
	
	MNC
	
	SNC

	

	

	INSPECTION TYPE:
	(
	Initial
	
	Re-inspection
	
	Complaint
	
	Drive-by
	
	Quarterly

	

	(
	A. General Review:

	1.
	Permit File Review
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:  
	
	
	
	

	2.
	Introduction and Entry
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:  
	
	
	
	

	3.
	Is the Responsible Official/Authorized Representative still: Benjamin H. Hayes?
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:  
The Responsible Official/Authorized Representative’s e-mail is:  bhayes@tampabay.com

	4.
	Is the facility contact still: Johnathan Kemp?
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:  
The facility contact’s e-mail is:  jkemp@tampabay.com?

	IN
	MNC
	SNC
	B. Specific Conditions: 

	(
(
(
(
(
(
(
(
(
(
(
(

	
	
	This section of the permit addresses the following emissions unit (EU 006).
Emergency Generator CI RICE Engine:  This emission unit is the engine for a stationary 500 kW emergency engine generator set.  The engine is a Caterpillar Model C-15 in-line, six-cylinder diesel compression ignition engine, with a total displacement of 15.2 liters (~2.533 liters/cylinder) rated at 762 Bhp and fired only on diesel fuel.  The serial number of the engine is FES00566 and the date of manufacture is September 26, 2006, as reported by Caterpillar.  The engine and generator are exercised for life safety system readiness for approximately 30 minutes once a week on a programmed, automatic basis.  In addition, an annual contractor-performed maintenance service and 4-hour load test is conducted on the generator.  On an annual basis, the total operation schedule for the generator does not exceed 100 hours per year
C.2.
Authorized Fuel - Fuel shall be non-road diesel fuel with:
a.
a maximum of 15 ppm sulfur and:

b.
a minimum cetane index of 40 or a maximum aromatic content of 35 volume percent.
[Rule 62-204.800(8), F.A.C.; 40 CFR 60.4207(b); 40 CFR 80.510] 
 IN   MNC   SNC  N/A

Comments:  The facility uses ECD Ultra Low Sulfur Diesel with a sulfur content of 15%.  The fuel also has a minimum cetane index of 40 and a max aromatic content of 35%
C.3.
Restricted Operation - This emissions unit may operate up to 100 hours per year for routine maintenance and repair. Emergency usage hours must be recorded but are not restricted.  No other use is permitted.


[Rule 62-210.200 (Potential to Emit), F.A.C.; NSPS Subpart IIII 40 CFR 60.4219]

 IN   MNC   SNC  N/A

Comments:  The facility did not operate the unit during the compliance year.
Emissions Standards

C.4.
NMHC + NOX Emissions - Non-Methane Hydrocarbons (NMHC) and NOX emissions shall not exceed 4.0 grams/kilowatt-hour (g/KW-hour) each.

[Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4205(b)]

 IN   MNC   SNC  N/A

Comments:  The NMHC and NOx emissions were not exceeded during the compliance year
C.5.
Carbon Monoxide Emissions - Carbon monoxide emissions shall not exceed 3.5 g/KW-hour.

[Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4205(b)]

 IN   MNC   SNC  N/A

Comments:  The CO emissions were not exceeded during the compliance year
C.6.
Particulate Matter Emissions - Particulate matter emissions shall not exceed 0.2 g/KW-hour.  

[Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4205(b)]

(Emissions Standards Permitting Note: The owner or operator may demonstrate compliance with the emission limitations of Specific Condition Nos. C.4. – C.6., by purchasing an engine certified according to 40 CFR Part 89 or Part 94, as applicable, with the same model year and maximum NFPA nameplate engine power.  Otherwise the permittee shall demonstrate compliance in accordance with the provisions of Subpart IIII 40 CFR 60.4211 (see Appendix H.  NSPS 40 CRF 60, Subpart IIII).)
 IN   MNC   SNC  N/A

Comments:  The PM emissions were not exceeded during the compliance year
C.7.
Operation and Maintenance - The owner or operator must operate and maintain the stationary CI internal combustion engine according to the manufacturer's written instructions or procedures developed by the owner or operator that are approved by the engine manufacturer.  In addition, owners and operators may only change those settings that are permitted by the manufacturer. The owner or operator must meet the requirements of 40 CFR parts 89, 94 and/or 1068, as they apply.  

[Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4211(a)]

 IN   MNC   SNC  N/A

Comments:  The facility met the O&M Plan requirements during the compliance year
C.8.
Hour Meter - The owner or operator must install a non-resettable hour meter if one is not already installed.  
[Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4209(a)]

 IN   MNC   SNC  N/A

Comments:  1,620 hours have been recorded
C.9.
Particulate Filter - Filter must be installed with a backpressure monitor that notifies the owner/operator when the high backpressure limit of the engines is approaching.  
[Rule Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4209(b)] 

 IN   MNC   SNC  N/A

Comments:  The particulate filter was installed with a backpressure monitor
C.10.
Monthly Log for Operation Hours - Owner or operator must keep records of the operation of the engine in emergency and non-emergency services that are recorded through the non-resettable hour meter.  The owner or operator must record the time of operation of the engine and the reason the engine was in operation during that time.

[Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4214]

 IN   MNC   SNC  N/A

Comments:  

C.11.
Operational Data - Owner or operator must keep records of any corrective action taken after the backpressure monitor has notified the owner or operator that the high backpressure limit of the engine is approached.  

[Rule 62-204.800(8)(b), F.A.C.; NSPS Subpart IIII 40 CFR 60.4214] 

 IN   MNC   SNC  N/A

Comments:  



	(
	
	
	Valid Permit  [Rule 62-210.300]

	
	
	
	Changes to Facility/emission unit [Rule 62-210.300]


Does the emission unit description above match what the facility is operating (Number of emission units or points, model number and serial number, etc.)    FORMCHECKBOX 
 Yes     FORMCHECKBOX 
 No


Comments:  


	(
	C.  Other:

	Pollution Prevention Activities

· P2 Handouts Provided:   FORMCHECKBOX 
 P2 Brochure;    FORMCHECKBOX 
 P2 Manual;     FORMCHECKBOX 
 P2 Checklist

· Have any emissions reductions occurred
 FORMCHECKBOX 
 Yes /   FORMCHECKBOX 
 No     
   
 FORMCHECKBOX 
 Chemical Substitution;        FORMCHECKBOX 
 Equipment Changes;      FORMCHECKBOX 
 Process Changes

 FORMCHECKBOX 
 Chemical/Material Reuse;   FORMCHECKBOX 
On-site Recycling;          FORMCHECKBOX 
 Other:   


Comments:  There were no pollution prevention activities during the compliance year
 

	Closing Conference:  



	Inspector(s):    Jeffrey Morris, Pinellas County, Air Quality Division

	Signature(s):
Date:
	Date:  

	ACCESS?
	(
	ARMS?
	(


	AIRS ID
1030077
	OWNER
Times Publishing Company
	FACILITY NAME
St. Petersburg Times Printing Plant

	 MACROBUTTON  CheckBoxFormField  FORMCHECKBOX 
 TITLE V 
	 FORMCHECKBOX 
 SYNTHETIC MINOR
	DATE OF THIS FCE
May 15, 2014

	 FORMCHECKBOX 
 TITLE V MEGA-SITE*
	 FORMCHECKBOX 
 OTHER
	DATE OF LAST FCE
June 19. 2012


*Facility with a large number of complex emissions units.  It is more reasonable to evaluate a Title V Mega-Site once every 3 years instead of once every 2 years.

Review of All Required Reports

	PERIODIC REPORTS
	COMMENTS

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Annual operating report
	2013 AOR received by AQD on 2/24/14.  It is currently being held for edit checks.  FDEP is processing it.  Because the facility has been redesignated as a synthetic minor in 2014, the EAOR will be processed by AQD in 2015.

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Statement of compliance
	Received on 3/3/14 and reviewed on 3/4/14

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Annual
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Semi-annual
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Quarterly
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Other :
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Other :
	


	CONTINUOUS EMISSION MONITOR REPORTS
	COMMENTS

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Quarterly excess emissions
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Semi-annual
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	RATA
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	CGA
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Other :
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Other : 
	


Assessment of Control Device and Process Operating Conditions

	 FORMCHECKBOX 
 OFF-SITE ASSESSMENT
	(Describe the off-site assessment in comments)

	 FORMCHECKBOX 
 ON-SITE ASSESSMENT
	(Document the on-site inspection below)

	DATE OF INSPECTION
	DATE OF INSPECTION REPORT
	My office maintains the inspection report...

	
	
	...in the ARMS database through EASIIR.
	...with the paper or electronic compliance files
	...in another location (specify).

	May 15, 2014
	May 15, 2014
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	
	
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	
	
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	
	
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 



Review of Tests and Records

	TESTS, OBSERVATIONS AND RECORDS
	COMMENTS

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Visible emission observation(s)
	Notified 5/6/13 and performed on 5/31/13 

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Review of facility records and logs
	Copy of 12-mo total with inspection report

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Assessment of process parameters (feed rates, process rates, raw material compositions, etc.)  
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Assessment of control equipment performance parameters

(water flow rates, pressure drops, temperatures, ESP power levels, etc.)
	Received a copy of the baghouse O&M plan daily O&M inspection checklist

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Stack test(s)
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Other : 
	

	 FORMCHECKBOX 
 DONE    FORMCHECKBOX 
 N/A
	Other : 
	


Compliance Monitoring (CM) Information

	CM ELEMENT
	My office maintains this information...

	
	...electronically, in the ARMS database.
	...in the permit.
	...in the inspection report.
	...in another location (specify).

	Facility information
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	Applicable requirements
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	Inventory of emission units
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	Enforcement history
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	Compliance activities
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	Findings and recommendations
	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 

	 FORMCHECKBOX 


	COMMENTS




Other Comments

	


Prepared by:
   Jeffrey Morris

Date: 


Reviewed by:


Date:


1.  Complete the form as much as possible during for inspection; 2.  The remainder of checklist, for activities in the FY, are filled in no later than 9/15;  3.  Between 9/15 and 9/30, complete the FCE by closing out the FCS project in ARMS.  The INSP > FCS record only accepts a completion date and a comment; it does not accept information on the lower portion of the form.  If an FCS project already exists for the fiscal year in question, enter a completion date and comment in the existing record, do not create a duplicate FCS record.
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