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	  FACILITY:
Cardinal Health, PTS LLC
	  PERMIT ID:

1532

	
Cardinal Health, PTS LLC -  Main Plant
	  DISTRICT: 

Southwest

	  ADDRESS:

2725 Scherer Drive
	  CONTACT PHONE: 

	




St. Petersburg, FL
	

727 803-2144

	  ARMS NO:
1030112 007
	  PERMIT NO:
	  EXPIRATION DATE:

	
	1030112-021-AF
	6/10/10

	EMISSION UNIT DESCRIPTION :  Boiler (Cleaver-Brooks or Equivalent),  fired on natural gas or propane at a maximum input heat rate of 126 MMBtu/hour.
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	A. General Review:

	1.
	Permit File Review
	 FORMCHECKBOX 
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	2.
	Introduction and Entry
	 FORMCHECKBOX 
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	3.
	Is the Responsible Official/Authorized Representative still: Robert Maroney?
	 FORMCHECKBOX 
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	Is the facility contact still: Angela Fogarty?
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  

	IN
	MNC
	SNC
	B. Specific Conditions: 

	X

X

X

X

X

X

X

X

X

X

X

X
	
	
	This permit or a copy thereof shall be kept at the work site of the permitted activity.

[General Condition 12.]

Comments:  A copy of the permit is kept on-site.
3.  Operation and Emission Requirements – As a synthetic non-Title V source, the facility shall comply with the following:

A.
Total facility-wide emissions from the regulated emission units shall not exceed  the following tons per any consecutive 12-month period:

Total VOC

Total HAPs

Total Xylene

Total

Ethylbenzene

Total Methanol

95.0 Tons

10.8 Tons*

3.3 Tons*

0.8 Tons*

3.0 Tons*


*HAP emissions from Naphtha are based on a 2% ethylbenzene and 8% xylene content in Naphtha emissions, whether emitted fugitively or from the VRU.  The "individual" HAP values are representative only and are not a limit (see B. below).

B.
Total facility-wide emissions from both the regulated emission units and exempt emission units/activities from this facility combined shall not be equal to or exceed the following for any consecutive 12-month period:

EMISSIONS SHALL NOT BE EQUAL TO OR EXCEED:

VOC

Any Individual HAP

All HAPs (Combined)

100.0 Tons

10.0 Tons

25.0 Tons

{Permitting Note: see Specific Condition No. 17}

C.
In order to control unconfined particulate matter emissions from the facility, the permittee shall water any dusty outdoor areas to minimize dust entrainment and outdoor pavements shall be swept on an as needed basis. FACILITY-WIDE LIMITATIONS

This permit or a copy thereof shall be kept at the work site of the permitted activity.

[General Condition 12.]

Comments:  Reviewed records for Jan-June 2006.  The facility is in compliance with this permit condition and is detailed in the EU 001 inspection report.
7.  Objectionable Odor – The facility shall not cause, suffer, allow or permit the discharge of air pollutants, which cause or contribute to an objectionable odor outside plant property.  An objectionable odor is any odor present in the outdoor atmosphere which by itself, or in combination with other odors, is or may be harmful or injurious to human health or welfare, which unreasonably interferes with the comfortable use and enjoyment of life or property, or which creates a nuisance.

[Rules 62-210.200 and 62-296.320(2), F.A.C. and Pinellas County Code, Section 58-178]

Comments:  An upwind/downwind survey of the facility was not conducted during the inspection.  

9.  Excess Emissions (Startup, Shutdown, Malfunction) – Excess emissions resulting from startup, shutdown, or malfunction shall be permitted providing (1) best operational practices to minimize emissions are adhered to and (2) the duration of excess emission shall be minimized but in no case exceed two hours in any 24 hour period unless specifically authorized by the Department for a longer duration.  {Permitting Note: This condition does not apply to emission units subject to PSD, NSPS, and/or NESHAPS regulations.}

[Rule 62-210.700(1), F.A.C.]  

Comments:  No excess emissions were reported for 2006.
11.  Excess Emissions Reporting – In case of excess emissions resulting from malfunctions, each source shall notify the Department and PCDEM in accordance with Section 62-4.130, F.A.C.  A full written report on the malfunctions shall be submitted in a quarterly report, if requested by the Department and/or PCDEM.   [Rule 62-210.700(6), F.A.C.]

Comments:  No excess emissions were reported for 2006.
12.  Excess Emissions Recordkeeping – The permittee shall maintain records of the occurrence and duration of any startup, shutdown, or malfunction in the operation of this facility which results in excess emissions; any malfunction of the air pollution control equipment; and any periods during which a continuous monitoring system or monitoring device is inoperative.  Records shall be maintained at the facility for a minimum of 2 years and shall be available for inspection by the Department and/or PCDEM upon request.  [Rules 62-4.070(3) and 62-210.700, F.A.C.]

Comments:  No excess emissions were reported for 2006.
14.  Equipment Labeling - Each piece of equipment indicated and/or identified in this permit shall be properly labeled and such labels shall be legible and accessible for inspection by the Department and/or PCDEM.  [Rule 62-4.070(3), F.A.C. and Permit No. 1030112-017-AC]

Comments:  Each boiler is labeled as required by permit.
17.  Annual Operating Report – Submit to the Air Compliance Sections of this office and the PCDEM, each calendar year and on or before March 1, an annual operating report [DEP Form 62-210.900(5)] for the preceding calendar year.  The Annual Operating Report shall include the emissions from the activities that are "Exempt" from permitting, in order to demonstrate continued compliance that this facility is a synthetic non-Title V source.  [Rules 62-4.070(3) and 62-210.370(3), F.A.C.]

Comments:  Facility submitted the 2006 AOR electronically on 2/26/07.  Data has not been reviewed to date.
EMISSION UNIT Nos.: 006 & 007 

38.  Fuel Usage – In accordance with the attached BACT dated December 6, 1999, each boiler shall be fired with natural gas (primary fuel) or propane (backup fuel).  

[Rule 62-296.406, F.A.C.;  Permit No. 1030112-017-AC]

Comments:  Natural gas usage is calculated based on the monthly invoices from the natural gas supply company.
39.  Visible Emissions (VE) Limit – Visible emissions from each boiler shall not exceed 20% opacity except for one six-minute period per hour during which opacity shall not exceed 27%.  

[Rule 62-296.406(1), F.A.C.]

Comments:  No emissions were visible during the inspection.
40.  Boiler Labeling – Each boiler shall be clearly labeled with its correct Emission Unit Number (006 or 007).   [Rule 62-4.070(3), F.A.C. and Permit No. 1030112-017-AC]

Comments:  Each boiler is labeled as required by permit.
43.  Recordkeeping - The permittee shall record and maintain at the facility for each boiler the following records:

A.
Amounts of each fuel combusted during each day.

B.
Monthly fuel usage for each type of fuel.

These records shall be kept at the facility for at least 2 years and shall be available for inspection by the Department and/or PDCEM upon request. 

[40 CFR 60.48c(g) and (i); Rules 62-204.800(7) and 62-4.070(3), F.A.C.]



	X
	
	
	Valid Permit  [Rule 62-210.300]

	X
	
	
	Changes to Facility/emission unit [Rule 62-210.300]


Does the emission unit description above match what the facility is operating (Number of emission units or points, model number and serial number, etc.)    FORMCHECKBOX 
 Yes     FORMCHECKBOX 
 No


Comments:  


	(
	C.  Other:

	Pollution Prevention Activities
· P2 Handouts Provided:   FORMCHECKBOX 
 P2 Brochure;    FORMCHECKBOX 
 P2 Manual;     FORMCHECKBOX 
 P2 Checklist

· Have any emissions reductions occurred
 FORMCHECKBOX 
 Yes /   FORMCHECKBOX 
 No     
   
 FORMCHECKBOX 
 Chemical Substitution;        FORMCHECKBOX 
 Equipment Changes;      FORMCHECKBOX 
 Process Changes

 FORMCHECKBOX 
 Chemical/Material Reuse;   FORMCHECKBOX 
On-site Recycling;          FORMCHECKBOX 
 Other:   


Comments:  

 

	Inspector(s):    Adam Richardson, Pinellas County, Air Quality Division

	Signature(s):
Date:
	Date:  

	ACCESS?
	X
	ARMS?
	X
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