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	  FACILITY:
Bay Linen Inc.
	  PERMIT ID:

398

	
Bay Linen
	  DISTRICT: 

Southwest

	  ADDRESS:

11525 47th Street North
	  CONTACT PHONE: 

	




Clearwater, FL
	

573-7608

	  ARMS NO:

1030288 001
	  PERMIT NO:
	Expiration Date:
9/7/2017
Renewal Date:  9/17/2012

	
	1030288-005-AO
	

	
	
	Test Due Date:          
7/9/2017

	EMISSION UNIT DESCRIPTION :  Boiler No. 1 350 HP Johnston Fire Tube Boiler, Model PFTA-4-G105S (Southernmost boiler)


	INSPECTION DATE:
	ARMS INSPECTION TYPE:
	COMPLIANCE STATUS:

	

	
	May 20, 2013
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	INSPECTION TYPE:
	(
	Initial
	
	Re-inspection
	
	Complaint
	
	Drive-by
	
	Quarterly

	

	(
	A. General Review:

	1.
	Permit File Review
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:  yes
	
	
	
	

	2.
	Introduction and Entry
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:   I met with Mr. Kortas, plant engineer and Kim McEachen, record keeping.
	
	
	
	

	3.
	Is the Responsible Official/Authorized Representative still: Mark J. Hoenemeyer?
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:  Yes, he was not available for inspection, but remains the AR
The Responsible Official/Authorized Representative’s e-mail is:  mark.hoenemeyer@baycare.org

	4.
	Is the facility contact still: Mike Kortas?
	 FORMCHECKBOX 

	Yes
	 FORMCHECKBOX 

	No

	
	  Comments:Yes, he was gave tour of the facility and review records.
The facility contact’s e-mail is:  mike.kortas@baycare.org


	IN
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	SNC
	B. Specific Conditions: 
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(
(
(
(
(
(
(
(
(
(
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	General Conditions [62-4.160, F.A.C.]
8.  If, for any reason, the permittee does not comply with or will be unable to comply with any condition or limitation specified in this permit, the permittee shall immediately provide the Department with the following information:

a.  A description of and cause of noncompliance; and

b.  The period of noncompliance, including dates and times; or, if not corrected, the anticipated time the noncompliance is expected to continue, and steps being taken to reduce, eliminate, and prevent recurrence of the noncompliance. The permittee shall be responsible for any and all damages which may result and may be subject to enforcement action by the Department for penalties or for revocation of this permit.

Comments:  There was no non compliance issues discovered during the inspection of the facility, and none reported by the authorized representative at this time.
12.  This permit or a copy thereof shall be kept at the work site of the permitted activity.

Comments:  A copy of the permit   FORMCHECKBOX 
 was  FORMCHECKBOX 
 was not kept at the worksite.
The air operation permit was posted on bulletin board in the front office area with other licenses and permits.
Common Conditions [Rule 62-296.320(4)(c), F.A.C.]  Unless otherwise specified in the permit, the following conditions apply to all emissions units and activities at the facility.

Emissions and Controls

Permit Administrative Requirements

7.  General Standards:  Objectionable Odor - No person shall cause, suffer, allow or permit the discharge of air pollutants, which cause or contribute to an objectionable odor.  An objectionable odor is any odor present in the outdoor atmosphere, which by itself or in combination with other odors, is or may be harmful or injurious to human health or welfare, which unreasonably interferes with the comfortable use and enjoyment of life or property, or which creates a nuisance.  If the Department and/or Pinellas County  Air Quality Division (PCAQD) receives a valid odor complaint, the Department and/or PCAQD reserves the right to require that odor control measures/work practices be implemented.

[Rules 62-4.070(3), 62-210.200 (“Objectionable Odor”) and 62-296.320(2), F.A.C.; Pinellas County Code, Section 58-178]

Comments:  An upwind/downwind survey of the facility was conducted.  The observed parameters were:

Downwind odor level detected- 0
;  Wind direction – Southeasterly   Upwind odor level detected-0.  no odors were detected off the facility site. 
8
Annual Operating Report:  On or before April 1 of each year, the permittee shall submit a completed DEP Form 62-210.900(5), "Annual Operating Report for Air Pollutant Emitting Facility" (AOR) for the preceding calendar year.  The report may be submitted electronically in accordance with the instructions received with the AOR package sent by the Department, or a hardcopy may be sent to the Compliance Authority.   [Rule 62-210.370(3), F.A.C.] 

Comments:  The annual operating report for calendar year 2012 was Not submitted.
The facility was informed by FDEP they no longer are required to submit the Annual Operating report. Mr. Kortas gave a copy of the email received from Cadedra Hodge on 3/27/13 informing them the submittal for 2012 was not required and had been  removed from permit conditions. (See attached FDEP email copy)
11.
Operation Permit Renewal Application:  A completed application for renewal of the operation permit shall be submitted to the Permitting Authority PCAQD no later than 60 days prior to the expiration date of the operation permit. [Rules 62-4.030, 62-4.050, 62-4.070(3), 62-4.090, 62-210.300(2), and 62-210.900, F.A.C.] 

Comments:  The permit expiration date is 9/7/17 and this requirement  is not applicable at this time the facility does not need to submit renewal.
A.1.
Federal Regulatory Requirements:  These emission units are subject to 40 CFR 60, Subpart Dc – New Source Performance Standards for Small Industrial-Commercial-Institutional Steam Generating Units, which is adopted by reference in Rule 62-204.800, F.A.C.  [Rule 62-204.800(8), F.A.C.] 

Comments:  This rule was reviewed in regards to reporting requirements, and it was determined that due to natural gas operation versus fuel oil operation this facility has no reporting  requirement .  There is no plan at this time to modify or equip the units to operate with fuel oil.  
A.2.
Authorized Fuel:  These boilers shall be fired on natural gas only and with a maximum heat input rate of 11.7 MMBtu/hour (each).  (Permitting Note: 11.7 MMBtu/hour is the design capacity of each boiler, therefore recordkeeping is not required to show compliance with this condition)

[Construction Permit 1030288-001-AC and BACT Determination (see Section 4. Appendix E)  in accordance with Rule 62-296.406, F.A.C.]

Comments:  The facility boilers operation is only on natural gas.  The boilers are not equipped at this time to operate with other fuels. 

A.4.
Visible Emissions Standard: Visible emissions (VE) from these boilers shall not exceed 20% opacity, except for one six-minute period per hour during which the opacity shall not exceed 27%.

[Construction Permit 1030288-001-AC and Rule 62-296.406(1), F.A.C.]

Comments:  The last visible emissions test, was conducted on _08/22/2012_and demonstrated an opacity of ___0______%.  The test was performed at the time of renewal for air operations permit.  During this inspection the stacks were observed, no visible emissions seen from stack vents, boiler # 1 was in high fire, and boiler #2  was not in operation tagged was observed for standby. (see photo). The boilers operations are alternated monthly, as the plant can operate with one unit for plant demands and so maintenance can be performed when emission unit is shutdown.  The unit is then placed on standby in case needs change or other unit has breakdown. 
A.5.
Compliance Tests: The boilers shall each be tested for visible emissions (VE) at least 105 days prior to and no more than 365 days prior to the expiration date of this permit.  A copy of the test reports shall be submitted to the Air Compliance Sections of PCAQD and the Southwest District Office of the Department within 45 days after the tests are completed.   [Rules 62-297.310(7)(a)3. and 62-297.310(8)(b), F.A.C.]

Comments:  The Natural gas fire boilers do not have an annual test requirement.  The emission units are tested every 5 years for permit renewal.  The last test was performed on 8/9/12  High Fire 11.7 MMbtu  resulted in 0%  opacity.  The test was reviewed and test 8/22/12 passed.
A.6.
Test Requirements:  Tests shall be conducted in accordance with the applicable requirements specified in Appendix D (Common Testing Requirements) of this permit.  (Permitting Note: Due to the operational nature of boilers, the ‘Operating Rate during Testing’ as described in Appendix D is not applicable and is considered impractical. See Specific Condition No. A.7.) [Rule 62-297.310, F.A.C.]

Comments:  The Natural gas fire are tested at low fire to High fire during the plant operations and are operating according to the facilities demand for hot water to machines utilization for clothes cleaning process areas.

A.7.
Test Method:  Required tests shall be performed in accordance with the following reference method.
Method(s)

Description of Method and Comments

9

Visual Determination of the Opacity of Emissions from Stationary Sources 

Testing of emissions to show compliance shall be conducted when the boiler is cycling up to a normal high firing rate.  The test observation period shall include the period during which the highest opacity emissions can reasonably be expected to occur.

The above method(s) are described in Appendix A of 40 CFR 60 and are adopted by reference in Rule 62-204.800, F.A.C.  No other method(s) may be used unless prior written approval is received from the Department.   [Rule 62-204.800, F.A.C.; and Appendix A of 40 CFR 60]

Comments:  The last visible emissions test, was conducted on _08/22/2012___ demonstrated an opacity of ___0______%.  The test was performed at the time the permit was renewed for operations and results for the Natural gas fire boilers was received on 8/9/12  0%  High Fire 11.7 MMbtu.  The test was reviewed and determined acceptable on 8/22/12.
A.8.
Test Notification:  The permittee shall notify Pinellas County Air Quality Division in writing at least 15 days prior to any required tests. The notification must include the following information: the date, time, and location of each test; the name and telephone number of the facility’s contact person who will be responsible for coordinating the test; and the name, company, and the telephone number of the person conducting the test.  
{Permitting Note: The notification should also include the relevant emission unit ID No(s)., test method(s) to be used, and pollutants to be tested.} [Rules 62-4.070(3) and 62-297.310(7)(a)9., F.A.C.]
Comments:  Mike Nolan or Marvin Scott, EEC performed the test and notified PCAQ within 15 days of test performance.  Test notice was received on, 7/26/12 and the test was performed on 8/22/12.

A.9.
Test Reports:  The permittee shall prepare and submit reports for all required tests in accordance with the requirements specified in Appendix D (Common Testing Requirements) of this permit. All test reports shall include estimated fuel firing rate or heat input rate (cuft/hr or MMBtu/hr) during the test.

[Rule 62-297.310(8), F.A.C.]

Comments The test was performed according to the Appendix D testing requirements at High Fire 11.7 MMbtu, within 90% of the maximum capacity.   

A.10.

Fuel Usage Log:  Pursuant to 40 CFR 60.48c(g) of 40 CFR 60, Subpart Dc - Standards of Performance for Small Industrial-Commercial-Institutional Steam Generating Units, the permittee is required to maintain monthly records of the type and amount of fuel combusted by these boilers.  An entry shall be made in the log no later than 21 days after the end of each month.  These records shall be retained by the permittee for a minimum period of 2 (two) years from the date of such recording. 

[Rules 62-4.070(3) and 62-204.800(8), F.A.C.; and 40 CFR 60.48c(g)(2) and (i)] 

Comments: The facility is maintaining monthly records.  I reviewed records for the months of _January 2012 through April 2013.  The highest monthly total for operation of this unit was January 2012  1,634,993 CFM of Natural gas.  The 12 month total for 2012 was 12,501,699 CFM.
 

	(
	
	
	Valid Permit  [Rule 62-210.300]

	(
	
	
	Changes to Facility/emission unit [Rule 62-210.300]


Does the emission unit description above match what the facility is operating (Number of emission units or points, model number and serial number, etc.)    FORMCHECKBOX 
 Yes     FORMCHECKBOX 
 No


Comments:   No changes or plans to change to the facility emissions units boiler 1 & 2.


	
	C.  Other:

	Pollution Prevention Activities

· P2 Handouts Provided:   FORMCHECKBOX 
 P2 Brochure;    FORMCHECKBOX 
 P2 Manual;     FORMCHECKBOX 
 P2 Checklist

· Have any emissions reductions occurred
 FORMCHECKBOX 
 Yes /   FORMCHECKBOX 
 No     
   
 FORMCHECKBOX 
 Chemical Substitution;        FORMCHECKBOX 
 Equipment Changes;      FORMCHECKBOX 
 Process Changes

 FORMCHECKBOX 
 Chemical/Material Reuse;   FORMCHECKBOX 
On-site Recycling;          FORMCHECKBOX 
 Other:   


Comments:  No changes were observed to the facility operations. 
 

	Closing Conference:  I informed the Mike Kortas, the facility contact that I observed no non compliance issues at the time of this inspection.  The records were up to date and facility in compliance. (See attachments) 


	Inspector(s):    Shea Jackson, Pinellas County, Air Quality Division

	Signature(s):
Date:
	Date:  May 23, 2013
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	ARMS?
	(


Bay Linen Inc.  Bay Linen
11525 47th Street North, Clearwater
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Project Id:
84602
Permit No: 1030288-005-AO
Arms Number: 0288 001
Inspector:
Shea Jackson
Inspection Date / Time: 5/20/2013  / _______

Source (EU):
Boiler No. 1 350 HP Johnston Fire Tube Boiler, Model PFTA-4-G105S (Southernmost boiler)
Description:
[Boiler unit number one was in operation at this time.  ]
Bay Linen Inc.  Bay Linen
11525 47th Street North, Clearwater
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Project Id:
84602
Permit No: 1030288-005-AO
Arms Number: 0288 001
Inspector:
Shea Jackson
Inspection Date / Time: 5/20/2013  / _______

Source (EU):
Boiler No. 1 350 HP Johnston Fire Tube Boiler, Model PFTA-4-G105S (Southernmost boiler)
Description:
[There were no visible emissions observed coming from the stack vents ] 
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