[bookmark: OLE_LINK5][bookmark: OLE_LINK6]FULL COMPLIANCE EVALUATION CHECKLIST

	1030095 80594

	  FACILITY:	Curtis Bay Energy Southeast, LLC
	  PERMIT ID:		2249

		Bayfront Medical Center Special Services
	
  DISTRICT: 		Southwest

	  ADDRESS:		750 5th Avenue South
	  CONTACT PHONE: 

						St. Petersburg, FL
	
		727-289-7017

	  ARMS NO:

1030095 003
	  PERMIT NO:
	Expiration Date:	3/15/12
Renewal Date:	6/1/11

	
	1030095-004-AV
	

	
	
	Test Due Date:          	11/9/00

	
EMISSION UNIT DESCRIPTION :  Cleaver Brooks, Model  CB 700-300, Serial No. L-90686, Boiler With a Maximum Heat Input Rate of 12.6 MMBTU/hr. and is Subject to 40 CFR 60, Subpart Dc

	
CMS INSPECTION DATE:
	
ARMS INSPECTION TYPE:
	
COMPLIANCE STATUS:

	

	
	10/25/2011
	
	
	INS1
	
	INS2
	
	INS3
	
	FUI
	
	IN
	
	MNC
	
	SNC

	

	

	INSPECTION TYPE:
	
	Initial
	
	Re-inspection
	
	Complaint
	
	Drive-by
	
	Quarterly

	

	
	A. General Review:

	1.
	Permit File Review
	|X|
	Yes
	|_|
	No

	
	  Comments:  This boiler is fired exclusively on Natural Gas,
	
	
	
	

	2.
	Introduction and Entry
	|X|
	Yes
	|_|
	No

	
	  Comments:  
	
	
	
	

	3.
	Is the Responsible Official/Authorized Representative still: Horace Tomlinson?
	|X|
	Yes
	|_|
	No

	
	  Comments:  
The Responsible Official/Authorized Representative’s e-mail is:  htomlinson@curtisbayenergy.com

	4.
	Is the facility contact still: Horace Tomlinson?
	|X|
	Yes
	|_|
	No

	
	  Comments:  
The facility contact’s e-mail is:  htomlinson@curtisbayenergy.com


	IN
	MNC
	SNC
	B. Specific Conditions: 

	




























































































































































































































































































	
	
	
Inspection Note: This permit became effective on 3/15/07.

This permit or a copy thereof shall be kept at the work site of the permitted activity.
[APPENDIX TV-6, TITLE V CONDITION 12(12)]

Comments: The facility had a copy of the permit on-site.
	
2.  General Pollutant Emission Limiting Standards.  Objectionable Odor Prohibited.  No person shall cause, suffer, allow, or permit the discharge of air pollutants, which cause or contribute to an objectionable odor.  An objectionable odor is any odor present in the outdoor atmosphere, which by itself or in combination with other odors, is or may be harmful or injurious to human health or welfare, which unreasonably interferes with the comfortable use and enjoyment of life or property, or which creates a nuisance.
[Rules 62-210.200 and 62-296.320(2), F.A.C.; Pinellas County Code, Section 58-178; AC52-189392]

Comments: There were no objectionable odors inside or outside of the plant.
	
3.  General Particulate Emission Limiting Standards.  General Visible Emissions Standard.  Except for emissions units that are subject to a particulate matter or opacity limit set forth or established by rule and reflected by conditions in this permit, no person shall cause, let, permit, suffer or allow to be discharged into the atmosphere the emissions of air pollutants from any activity, the density of which is equal to or greater than that designated as Number 1 on the Ringelmann Chart (20 percent opacity).  EPA Method 9 is the method of compliance pursuant to Chapter 62-297, F.A.C.  [Rules 62-296.320(4)(b)1. & 4., F.A.C.]

Comments: There were no emissions emanating from this EU.  This boiler is not in use.  It has been placed in cold reserve shutdown.  
	
4.  Prevention of Accidental Releases (Section 112(r) of CAA).  If required by 40 CFR 68, the permittee shall submit to the implementing agency:
A.	A risk management plan (RMP) when, and if, such requirement becomes applicable; and 
B.	Certification forms and/or RMPs according to the promulgated rule schedule.
 [40 CFR 68]

Comments: The facility submitted an RMP plan with its original application and it is on file. 
	
5.  Insignificant Emissions Units and/or Activities.  Appendix I-1: List of Insignificant Emissions Units and/or Activities, is a part of this permit.
[Rules 62-213.440(1), 62-213.430(6) and 62-4.040(1)(b), F.A.C.]

Comments: There were no additions to the List of Insignificant Emissions Units per Horace Tomlinson, and none that I could see.
	
6.  Emission of Unconfined Particulate Matter.  Pursuant to Rules 62-296.320(4)(c)1., 3., and 4., F.A.C., reasonable precautions to prevent emissions of unconfined particulate matter at this facility include the following requirements (see Condition 57. of APPENDIX TV-6, TITLE V CONDITIONS):
  The following requirements are "not federally enforceable":
   A.	Paving and maintenance of roads, parking areas and yards, when necessary.
   B.	application of water or non-hazardous chemicals to control emissions from such activities as demolition of buildings, grading roads, construction, and land clearing.
   C.	Application of water or non-hazardous chemicals or other dust suppressants to unpaved roads, yards, open stock piles and similar activities.
   D.	Removal of particulate matter from roads and other paved areas to prevent entrainment, and from buildings or work areas to prevent particulates from becoming airborne.
   E.	Landscaping or planting of vegetation.
   F.	Use of hoods, fans, filters, and similar equipment to contain, capture and/or vent particulate matter.
   G.	Confine abrasive blasting where possible.
 [Rule 62-293.320(4)(c)2., F.A.C.; and requested by permittee in the renewal Title V permit application dated January 9, 2006]

Comments: There were no particulate fugitive dust emissions at Curtis Bay Energy Southeast. The facility areas are mostly pavement or concrete with a small area for bushes. There were no fugitive dust emissions.
	
7.  General Pollutant Emission Limiting Standards. Volatile Organic Compounds (VOC) Emissions or Organic Solvents (OS) Emissions.  The permittee shall allow no person to store, pump, handle, process, load, unload or use in any process or installation, volatile organic compounds or organic solvents without applying known and existing vapor emission control devices or systems deemed necessary and ordered by the Department.  Nothing was deemed necessary and ordered at this time.
[Rule 62-296.320(1)(a), F.A.C.]

Comments: This permit condition does not apply because the facility does not use volatile organic compounds in its process.

	
9.  Statement of Compliance.  The annual statement of compliance pursuant to Rule 62-213.440(3)(a)2., F.A.C., shall be submitted to Air Compliance Section of the Department's Southwest District Office and the EPA within 60 (sixty) days after the end of the calendar year using DEP Form No. 62-213.900(7), F.A.C.  [Rules 62-213.440(3) and 62-213.900, F.A.C.]
{Permitting Note: This condition implements the requirements of Rules 62-213.440(3)(a)2. and 3., F.A.C. (see Condition No. 51 of Appendix TV-6, Title V Conditions)}

Comments: The ASOC was submitted on 02/03/2011.
	
B.1.  Capacity.
   A.	The maximum natural gas usage rate is 12,000 ft.3/hr. (12.6 MMBTU/hr. based on 1050 BTU/ft.3).
   B.	The maximum new No. 2 fuel oil usage rate is 87 gals./hr. (11.75 MMBTU/hr. base on 135,000 BTU/gal.).
 [Rules 62-4.160(2) and 62-210.200(PTE), F.A.C.]
B.2.  Methods of Operation.  The boiler is allowed to be only fired with natural gas or new fuel oil with a maximum sulfur content of 0.05%, by weight.  No used or recycled oil shall be fired.
[Rules 62-4.160(2), 62-210.200(PTE), 62-296.406, F.A.C.; Best Available Control Technology Determination dated February 13, 2001]

Comments: The boiler only uses Natural Gas.  The Cleaver Brooks Natural Gas Boiler used 53,538  Therms (5.353MMCFt) from August 2010 to July 28, 2011 during which time it operated 5,016 hours.  The Boiler has not been used since July 2011 and there are no plans or need for its use in the foreseeable future, per Mr. Tomlinson.
	
B.4.  Visible emissions from the boiler shall not exceed 20% opacity except for one six-minute period per hour during which opacity shall not exceed 27%.
[Rule 62-296.406(1), F.A.C.]
B.5.  The boiler shall be tested for visible emissions annually during each federal fiscal year (October 1 – September 30).  In addition, if the most recent annual visible emissions test was conducted with the boiler fired with natural gas, then within 30 days of the boiler exceeding the 400th hour of using fuel oil shall conduct another visible emissions test when the boiler is fired with fuel oil. [Rule 62-297.310(7), F.A.C.]
B.6. Visible emission testing of the boiler shall be accomplished when the boiler is operating within 90 - 100% of the maximum allowable fuel usage rate as stipulated in Condition B.1.  If it is impractical to test at this rate, the boiler may be tested at less than the maximum permitted capacity; in this case, subsequent operation of the boiler is limited to 110 percent of the tested fuel usage rate until a new test is conducted.  Once the boiler is so limited, operation at a higher fuel usage is allowed for no more than 15 consecutive days for the purpose of additional compliance testing to regain the authority to operate at the permitted capacity.  Testing at conditions which are not representative of normal operating conditions may invalidate the test.   [Rules 62-297.310(2) and 62-4.070(3), F.A.C.]
B.7.  Visible emissions tests shall be conducted using DEP Method 9 and shall be a minimum of 60 minutes in duration.   [Rule 62-297.310(4), F.A.C.]

Comments: There were no emissions emanating from this EU.  However, the boiler has been in cold reserve shutdown for the past 3 months.  The Cleaver Brooks Natural Gas Boiler used 53,538  Therms (5.353MMCFt) from August 2010 to July 28, 2011 during which time it operated 5,016 hours.  The Boiler has not been used since July 2011 and there are no plans or need for its use in the foreseeable future, per Mr. Tomlinson.
	
B.8.  Submit a copy of the test report to the Air Compliance Section of the Department's Southwest District Office and the PCDEM within 45 days of testing.  The minimum requirements for stack sampling facilities, source sampling, and reporting shall be in accordance with Rule 62-297.310(8), F.A.C.  The compliance test report shall include the following:
   A.	The actual type of fuel and fuel usage rate during the test period.
   B.	A copy of the daily records required by Condition No. B.10., which includes, if fuel oil was fired during the test, the most recent documentation of the fuel oil's sulfur content.
Failure to submit this data or actual operating conditions may invalidate the test.
[Rules 62-4.070(3) and 62-297.310(8), F.A.C.]

Comments: The boiler only uses Natural Gas.  However, the boiler has been in cold reserve shutdown for the past 3 months.  The Cleaver Brooks Natural Gas Boiler used 53,538  Therms (5.353 MMCFt) from August 2010 to July 28, 2011 during which time it operated 5,016 hours.  The Boiler has not been used since July 2011 and there are no plans or need for its use in the foreseeable future, per Mr. Tomlinson.
	
B.9.  The permittee shall notify the Air Compliance Section of PCDEM at least 15 days prior to the date on which each formal compliance test is to begin of the date, time, and place of each such test, and the test contact person who will be responsible for coordinating and having such test conducted for the owner.   [Rule 62-297.310(7)(a)9, F.A.C.]

Comments: The facility notified the AQD on August 24th, 2011 of the testing which was to take place on 10/25/2011.  
	
B.10. The permittee shall comply with the following:
   A.	Pursuant to 40 CFR 60.48c NSPS Subpart Dc (Standards of Performance for Small Industrial-Commercial-Institutional Steam Generating Units), the permittee is required to maintain daily records of the hours of operation and amount of natural gas combusted in the boiler.  If the most recent visible emissions test was conducted within 90 - 100% of the maximum allowable natural gas usage rate and since none of the emission limits in Subpart Dc are applicable to the boiler when firing natural gas, it has been determined by the Department that keeping records for natural gas usage and hours of operation on a monthly rather than daily basis is adequate for the purpose of verifying the periods that only natural gas is burned in this boiler.  These records shall be recorded in a permanent form suitable for inspection upon request and shall be retained for at least a 5 year period from the date of such recording.
[Rule 62-204.800, F.A.C., and 40 CFR 60.48c(g) and (i) (Subpart Dc)]
   B.	The permittee shall maintain a daily record of the hours of operation and quantity of fuel oil used in the boiler for each day of operation.  If the most recent visible emission test was conducted using natural gas, a separate daily record documenting the hours of firing fuel oil, until the 400th hour, is required in order to comply with the testing requirements of Condition No. B.5.  These records shall be recorded in a permanent form suitable for inspection upon request, and shall be retained for at least a 5 year period from the date of such recording.
[Rule 62-204.800(8)(b)4., F.A.C., and 40 CFR 60.48c(g) & 60.48c(i) (Subpart Dc).]
  C.	Ongoing compliance with the fuel oil's 0.05%, by weight, sulfur content limitation shall be demonstrated through either:
· The fuel supplier documentation of fuel oil sulfur content for each shipment of oil delivered for use in the boiler per 40 CFR 60.48c(f).  The records shall include a "fuel supplier certification" (40 CFR 60.48c(f)) consisting of the name of the oil supplier and a statement from the oil supplier that the oil complies with the specifications for fuel oil number 4, as defined by the American Society for Testing and Materials in ASTM D396-78, "Standard Specification for Fuel Oils"; or
· Actual fuel oil analysis per 40 CFR 60.60c(d)(2).  Fuel sampling and analysis shall be in accordance with 40 CFR 60 Appendix A, Method 19, Section 5.2.2 (Liquid Fossil Fuel).
	These records shall be recorded in a permanent form suitable for inspection upon request, and shall be retained for at least a 5 year period.
	[Rules 62-4.070(3), and 62-204.800, F.A.C., and 40 CFR 60.46c(e), 60.48c(e)(11), 60.48c(f) and 60.48c(i)]
   D.	The permittee shall submit for the boiler quarterly reports of the fuel oil supplier sulfur content certification records required by Condition B.10.C. (above) for any calendar quarter during which fuel oil is fired.  In addition to the above, the quarterly report shall include a certified statement signed by the facility's responsible official that the records of the fuel supplier certifications submitted represent all of the fuel combusted during the quarter.  The quarterly reports shall be submitted to the Air Compliance Section of this office and the PCDEM within 30 days of the end of the quarter being reported.
[Rule 62-204.800(8)(b)4., F.A.C. and 40 CFR 60.48c(e)(11) (Subpart Dc)]
   E.	Monthly record the consecutive 12 month total of:
1. Hours of operation.
2.	Quantity of natural gas used (fired), in million cubic feet.
3.	Quantity of fuel oil used (fired), in gallons.
 [Rule 62-4.070(3), F.A.C.]

Comments: The boiler only uses Natural Gas.  However, the boiler has been in cold reserve shutdown for the past 3 months.  The Cleaver Brooks Natural Gas Boiler used 53,538  Therms (5.353 MMCFt) from August 2010 to July 28, 2011 during which time it operated 5,016 hours.  The Boiler has not been used since July 2011 and there are no plans or need for its use in the foreseeable future,  per Mr. Tomlinson.
	
B.11.  At all times, including periods of startup, shutdown, and malfunction, owners and operators shall, to the extent practical, maintain and operate any affected facility including associated air pollution control equipment in a manner consistent with good air pollution control practice for minimizing emissions.  Determination of whether acceptable operating and maintenance procedures are being used will be based on information available to the Administrator which may include, but is not limited to, monitoring results, opacity observations, review of operating and maintenance procedures, and inspection of the source.   [40 CFR 60.11(d)]

Comments: The boiler hasn’t been used in the past 3 months. 
	
B.12.  Excess emissions resulting from startup, shutdown, and malfunction shall be permitted provided that best operational practices to minimize emissions are adhered to and the duration of excess emissions shall be minimized but in no case exceed two hours in any 24 hour period unless specifically authorized by the Department for longer duration.   [Rule 62-210.700(1), F.A.C.]
B.13.  Excess emissions which are caused entirely or in part by poor maintenance, poor operation, or any other equipment or process failure which may reasonably be prevented during startup, shutdown, or malfunction shall be prohibited.   [Rule 62-210.700(4), F.A.C.]

Comments: The boiler hasn’t been used in the past 3 months.
	
B.14.  Determination of Process Variables.
   A.	Required Equipment.  The owner or operator of an emissions unit for which compliance tests are required shall install, operate, and maintain equipment or instruments necessary to determine process variables, such as process weight input or heat input, when such data are needed in conjunction with emissions data to determine the compliance of the emissions unit with applicable emission limiting standards.
   B.	Accuracy of Equipment.  Equipment or instruments used to directly or indirectly determine process variables, including devices such as belt scales, weight hoppers, flow meters, and tank scales, shall be calibrated and adjusted to indicate the true value of the parameter being measured with sufficient accuracy to allow the applicable process variable to be determined within 10% of its true value.
 [Rule 62-297.310(5), F.A.C.]

Comments: The boiler hasn’t been used in the past 3 months.
	
B.15.  Any application form, report, compliance statement, compliance plan and compliance schedule submitted to the Department shall contain a certification signed by a responsible official that, based on information and belief formed after reasonable inquiry, the statements and information in the document are true, accurate, and complete.   [Rule 62-213.420(4), F.A.C.]

Comments: The reports submitted have been signed and certified by the RO that based on information and belief formed after reasonable inquiry, the statements and information in the document were true, accurate, and complete. 
	
B.16.  Department Notification.  The permittee shall give written notification to the Department's Southwest District Office and PCDEM when there is any modification to this facility.  This notice shall be resubmitted timely and in advance of any critical date involved to allow sufficient time for review, discussion, and revision of plans, if necessary.  Such notice shall include, but not be limited to, information describing the precise nature of the change; modifications to any emission control system; production capacity of the facility before and after the change; and, the anticipated completion date of the change.   [40 CFR 60.8(d)]
B.17.  The following shall not, by themselves, be considered modifications under 40 CFR 60:
   (1)	Maintenance, repair, and replacement which the Department determines to be routine for a source category, subject to the provisions of 40 CFR 60.14(c) and 40 CFR 60.15.
   (2)	An increase in production rate of an existing facility, if that increase can be accomplished without a capital expenditure on that facility.
   (3)	An increase in the hours of operation.
   (4)	Use of an alternative fuel or raw material if, prior to the date any standard under 40 CFR 60 becomes applicable to that source type, as provided by 40 CFR 60.1, the existing facility was designed to accommodate that alternative use.  A facility shall be considered to be designed to accommodate an alternative fuel or raw material if that use could be accomplished under the facility's construction specifications as amended prior to the change.  Conversion to coal required for energy considerations, as specified in section 111(a)(8) of the Act, shall not be considered a modification.
   (5)	The addition or use of any system or device whose primary function is the reduction of air pollutants, except when an emission control system is removed or is replaced by a system which the Department determines to be less environmentally beneficial.
   (6)	The relocation or change in ownership of an existing facility.

Comments: No modifications were made per Mr. Tomlinson and none that I could see.
	
B.18.  Any owner or operator subject to the provisions of 40 CFR 60 shall maintain a file of all measurements, including continuous monitoring system, monitoring device, and performance testing measurements; all continuous monitoring system performance evaluations; all continuous monitoring system or monitoring device calibration checks; adjustments and maintenance performed on these systems or devices; and, all other information required by 40 CFR 60 recorded in a permanent form suitable for inspection.  The file shall be retained for at least 5 (five) years following the date of such measurements, maintenance, reports, and records.
[40 CFR 60.7(f); and, Rule 62-213.440(1)(b)2.b., F.A.C.]

Comments: The facility maintains electronic records for this emissions unit.  The records go back several 3 years since Curtis Bay purchased the HMIWI.
	
B.19.  In case of excess emissions resulting from malfunctions, each owner or operator shall notify the Air Compliance Section of this office and the PCDEM in accordance with Rule 62-4.130, F.A.C. A full written report on the malfunctions shall be submitted in a quarterly report, if requested by the Department.  [Rule 62-210.700(6), F.A.C.]

Comments: There have never been any excess emissions reports associated with this EU.
	
B.22.  Circumvention.  No owner or operator subject to the provisions of 40 CFR 60 shall build, erect, install, or use any article, machine, equipment or process, the use of which conceals an emission which would otherwise constitute a violation of an applicable standard.  Such concealment includes, but is not limited to, the use of gaseous diluents to achieve compliance with an opacity standard or with a standard which is based on the concentration of a pollutant in the gases discharged to the atmosphere.
[40 CFR 60.12]

Comments:  The boiler has not been used in the past 18 months.  
	
B.23.  Credible Evidence.  For the purpose of submitting compliance certifications or establishing whether or not a person has violated or is in violation of any standard in 40 CFR 60, nothing in 40 CFR 60 shall preclude the use, including the exclusive use, of any credible evidence or information, relevant to whether a source would have been in compliance with applicable requirements if the appropriate performance or compliance test or procedure had been performed.
[40 CFR 60.1

	
	
	
	Valid Permit  [Rule 62-210.300]

	
	
	
	mission unit description above match what the facility is operating (Number of emission units or points, model number and serial number, etc.)   |_| Yes    |_| No
	Comments:  



	
	C.  Other:

	Pollution Prevention Activities
· P2 Handouts Provided:  |_| P2 Brochure;   |_| P2 Manual;    |_| P2 Checklist
· [bookmark: Check2]Have any emissions reductions occurred	|X| Yes /  |_| No     	   
|_| Chemical Substitution;       |_| Equipment Changes;     |_| Process Changes
|_| Chemical/Material Reuse;  |_|On-site Recycling;         |_| Other:   	
Comments:  The non-use of the Boiler, guarantees lower emissions at AOR reporting time.
 

	Closing Conference:  I informed Mr. Tomlinson that the facility was in compliance pending submittal of acceptable stack test results.  


	Inspector(s):    Jose Rodriguez, Pinellas County, Air Quality Division

	Signature(s):	Date:
	Date:  11/7/2011

	ACCESS?
	
	ARMS?
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	AIRS ID
1030095
	OWNER
Curtis Bay Energy Southeast, LLC
	FACILITY NAME
Bayfront Medical Center Special Services

	|_| TITLE V 
	|X| SYNTHETIC MINOR
	DATE OF THIS FCE
11/15/2011

	|_| TITLE V MEGA-SITE*
	|_| OTHER
	DATE OF LAST FCE



*Facility with a large number of complex emissions units.  It is more reasonable to evaluate a Title V Mega-Site once every 3 years instead of once every 2 years.

REVIEW OF ALL REQUIRED REPORTS

	PERIODIC REPORTS
	COMMENTS

	|X| DONE   |_| N/A
	Annual operating report
	

	|X| DONE   |_| N/A
	Statement of compliance
	

	|X| DONE   |_| N/A
	Annual
	

	|X| DONE   |_| N/A
	Semi-annual
	

	|X| DONE   |_| N/A
	Quarterly
	

	|_| DONE   |_| N/A
	Other :
	

	|_| DONE   |_| N/A
	Other :
	



	CONTINUOUS EMISSION MONITOR REPORTS
	COMMENTS

	|X| DONE   |_| N/A
	Quarterly excess emissions
	

	|X| DONE   |_| N/A
	Semi-annual
	

	|_| DONE   |X| N/A
	RATA
	

	|_| DONE   |X| N/A
	CGA
	

	|_| DONE   |_| N/A
	Other :
	

	|_| DONE   |_| N/A
	Other : 
	



ASSESSMENT OF CONTROL DEVICE AND PROCESS OPERATING CONDITIONS

	|_| OFF-SITE ASSESSMENT
	(Describe the off-site assessment in comments)

	|_| ON-SITE ASSESSMENT
	(Document the on-site inspection below)


	DATE OF INSPECTION
	DATE OF INSPECTION REPORT
	My office maintains the inspection report...

	
	
	...in the ARMS database through EASIIR.
	...with the paper or electronic compliance files
	...in another location (specify).

	10/25/2011
	11/15/2011
	|X|
	|X|
	|_|

	
	
	|_|
	|_|
	|_|

	
	
	|_|
	|_|
	|_|

	
	
	|_|
	|_|
	|_|

	COMMENTS









REVIEW OF TESTS AND RECORDS
	TESTS, OBSERVATIONS AND RECORDS
	COMMENTS

	|X| DONE   |_| N/A
	Visible emission observation(s)
	

	|X| DONE   |_| N/A
	Review of facility records and logs
	

	|X| DONE   |_| N/A
	Assessment of process parameters (feed rates, process rates, raw material compositions, etc.)  
	

	|X| DONE   |_| N/A
	Assessment of control equipment performance parameters
(water flow rates, pressure drops, temperatures, ESP power levels, etc.)
	

	|X| DONE   |_| N/A
	Stack test(s)
	

	|_| DONE   |_| N/A
	Other : 
	

	|_| DONE   |_| N/A
	Other : 
	



COMPLIANCE MONITORING (CM) INFORMATION
	CM ELEMENT
	My office maintains this information...

	
	...electronically, in the ARMS database.
	...in the permit.
	...in the inspection report.
	...in another location (specify).

	Facility information
	|X|
	|X|
	|X|
	|_|

	Applicable requirements
	|X|
	|X|
	|_|
	|_|

	Inventory of emission units
	|X|
	|X|
	|_|
	|_|

	Enforcement history
	|X|
	|X|
	|_|
	|_|

	Compliance activities
	|_|
	|X|
	|_|
	|_|

	Findings and recommendations
	|_|
	|X|
	|_|
	|_|

	COMMENTS






OTHER COMMENTS
	







Prepared by:	   Jose Rodriguez		Date: 	11/15/2011	

Reviewed by:			Date:		

FULL COMPLIANCE EVALUATION CHECKLIST

1.  Complete the form as much as possible during for inspection; 2.  The remainder of checklist, for activities in the FY, are filled in no later than 9/15;  3.  Between 9/15 and 9/30, complete the FCE by closing out the FCS project in ARMS.  The INSP > FCS record only accepts a completion date and a comment; it does not accept information on the lower portion of the form.  If an FCS project already exists for the fiscal year in question, enter a completion date and comment in the existing record, do not create a duplicate FCS record.
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